Richmond Memorial Library Oil Tank Replacement
ADDENDUM #1

The tank size is 2,500 not 2,000 gallon double walled tank

Tank Anchoring shall be two concrete deadman with straps in accordance with Manufacturers Specifications.

Pre-Bid Meeting is 4/10 at 10:00 a.m.

