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NOMINAL NOMINAL NOMINAL
_ HSPF ELECTRICAL ELECTRIC HEAT BACK-UP ANTINOZZI ASSOCIATES
UNIT MANUFACTURER MODEL ASSSSII.'?‘TED ill;{PCPII;I\\(/I MlgFl\a/A COOLING COOLING SEER |HEATING CAP. (RATED) FILTERS AQIEEA&\B/E:;\IG REMARKS
CAP. TONS BTH/HR BTU/HR VOLT/PH/HZ MCA MOP KW MCA MOP ARCHITECTURE & INTERIORS
AHU-1 DAIKIN FTQ-18PVJU ACC-1 600 75 1.5 18000 20.0 20000 12.0 208/1/60 1.5 15 3 16.6 20 1" MERV 7 APT. TYPE"E, Q, & R"
AHU-2 DAIKIN FTQ-24PVJU ACC-2 800 75 2.0 24000 19.0 27000 11.5 208/1/60 1.6 15 3 17.6 20 1" MERV 7 APT TYPE "B, M & J"
AHU-3 DAIKIN FTQ-30PVJU ACC-3 1000 75 25 30000 19.5 34000 10.0 208/1/60 2.3 15 5 24.7 30 1" MERV 7 APT TYPE "A,C &L"
COPYRIGHT 2013 BY:
ANTINOZZI ASSOCIATES, P.C.
271 Fairfield Avenue
Bridgeport, Connecticut 06604
Tel: (203) 377-1300
S Fox: (203) 378-3002 www.antinozzicom
HEATPUMP UNIT SCHEDULE
These documents have been prepared
OUTDOOR ELECTRICAL specifically for this project. Reproduction or
UNIT MANUFACTURER MODEL ASSOCIATED UNIT TONS REFRIG. TYPE AMBIENT LOCATION REMARKS other use of these documents is prohibited
VOLTAGE/PH | MIN CA MOP without the approval of the Architect.
ACC-1 DAIKIN RZQ-18PVJUY AHU-1 15 R-410A 95° F 208/1/60 27 30 ATTIC r———
ACC-2 DAIKIN RZQ-24PVJU9 AHU-2 2.0 R-410A 95° F 208/1/60 27 30 ATTIC
ACC-3 DAIKIN RZQ30PVJU9 AHU-3 2.5 R-410A 95°F 208/1/60 27 30 ATTIC
MAXIMUM
MARK | MANUFACTURER MODEL CFM SP | RPM HP ELECT | DRIVE TYPE SONES SERVICE WT REMARKS MARK MANUFACTURER | MODEL | NECK SIZE | FAGE SUE HRTLON MAXIMUM DESCRIPTION COLOR REMARKS
REVISIONS:
EF-1 BROAN XBBOL 75 0.20 1750 8 WATTS 120/1/60 DIRECT CEILING FAN 0.300 BATHROOM EXHAUST 10 LBS 3 (COMBO LIGHT/FAN) SWS—1 PRICE 630DAL 7v4 7e4 100 20 LOUVERED SUPPLY GRILLE WHITE SEE NOTE 1 A are CeseRpTON
EF-2 GREENHECK TAUD-20619 4500 0.5 1725 1 208/1/60 DIRECT TUBE AXIAL UPBLAST ATTIC VENTILATION 160 LBS | CONTROLLED BY THERMOSTAT 1172213 | 30% ISSUANCE
NOTES: 1. PROVIDE ALUMINUM GRILLES WITH OBD DAMPER 22814 | 100% ISSUANCE
EF-3 GREENHECK TAUD-20619 4500 0.5 1725 1 208-1/60 DIRECT TUBE AXIAL UPBLAST ATTIC VENTILATION 160 LBS CONTROLLED BY THERMOSTAT
10/30/15 ADDENDUM 1
GX-1 GREENHECK BSQ-180-10 4500 0.125 1725 1 208/1/60 BELT INLINE 16.50 ATTIC VENTILATION 245 LBS 485
GX-2 GREENHECK BSQ-180-10 4500 0.125 1725 1 208-1/60 BELT INLINE 16.50 ATTIC VENTILATION 245 LBS 485 PLUMBING FIXTURE / EQUIPMENT SCHEDULE
SF-1 GREENHECK BSQ-90 300 0.3 1750 % 120/1/60 BELT INLINE 79 BUILDING CORE SUPPLY 75 LBS 1&2
SYMBOL MARK MFR MODEL DESCRIPTION
NOTES: 1. PROVIDE UNIT SF—1 WITH STARTER AND LOCAL DISCONNECT SWITCH
2. PROVIDE UNIT SF—1 WITH 120 VOLTS MOTORIZED DAMPER LAV-HC | AMERICAN LUCERNE HANDICAP ACCESSIBLE LAV, SOLID SURFACE MOLDED VANITY TOP, w/OVERFLOW, INTEGRAL BOWL & BACKSPLASH;
3. PROVIDE UNITS EF—1, EF—2 WITH LOCAL DISCONNECT SWITCH - FAUCET ~  STANDARD 0355.012 1-1/4" P-TRAP SET, SUPPLIES AND STOPS; SIZE INDICATED ON DRAWINGS, COLOR PER ARCHITECT. CHROME
4. PROVIDE UNITS GX—1, GX—2 WITH STARTER AND LOCAL DISCONNECT SWITCH INNSBROOK SELECTRONIC| FAUCET WITH STANDARD LEVER HANDLE, POP—UP DRAIN 0.5 GPM FLOW RESTRICTOR, VANDAL RESISTANT.
5. PROVIDE THERMOSTAT TO CONTROL GX-1 GX-2 START/STOP 6055.205 OFFSET DRAIN REAR/RIGHT OR LEFT TAILPIECE ASSEMBLY; 8” SINGLE LEVER HANDLE, DECK MOUNTED FAUCET.
PROVIDE "TRUEBRO” INSULATION KIT ON WASTE AND SUPPLIES. MOUNT AT ACCESSIBLE HEIGHT PER ARCHITECTURAL
DWGS. FAUCET: INNSBROOK SELECTRONIC 6055.205
FLECTRIC HEATERS SCHEDULE WC, AMERICAN CADET 3 FLOWISE VITREOUS CHINA, FLOOR SET, TANK TYPE WATER CLOSET. ELONGATED BOWL, 1.28 GALLON FLUSH, W/ANGLE STOP, H
= WC-HC  |STANDARD 2835.128 SEAT AND LID #5325.010 ELONGATED CHAMPION SLOW CLOSE, SOLID PLASTIC SEAT AND COVER WITH EASY LIFT OFF LT-4
1.28 GPF FEATURE. O m
MARK MFR MODEL BTU/HR KW ELECT AMPS REMARKS sSS AMERICAN AKRON SERVICE SINK ENAMELED CAST IRON, WALL MOUNTED, FAUCET: 8340.235 EXPOSED WALL—MOUNT UTILITY FAUCET, TRAP STANDARD: O
m STANDARD 7695.008 7798.030 CAST IRON “P” TRAP STANDARD TO WALL AND STRAINER FOR 3 IRON PIPE.
EUH-1-1 THRU EUH-1-4, EUH-2-1, EUH-2-2, EUH-3-1 THRU EUH-3-4 QMARK CWH 1101 DS_| 3415 1| 120v/19 84 | SEENOTES 1,2 & 3 >“ ol ﬁ
EUH-2-3 QMARK CWH 1101 DS | 3415 1 120V/18 8.4 SEE NOTES 1 & 2 NOTE: F | u Z.
MANUFACTURES LISTED ARE DESIGN BASED MODEL. REFER TO PLUMBING SPECIFICATIONS FOR EQUALS. — (D L
NOTES: 1. PROVIDE UNIT WITH LOCAL DISCONNECT SWITCH Qﬁ z =
2. PROVIDE UNIT WITH BUILT-IN 120 VOLTS T—STAT FIXTURE CONNECTION SCHEDULE O D E % 8
3. PROVIDE UNIT WITH SURFACE MOUNTED FRAME e R——— VINMOM FIPE STZES (INGHES) - < > =
CW HW W v m m o g B
WC—HC WATER CLOSET 3/4 - 3 2
LAV—HC LAVATORY 1/2 1/2 1-1/2 | 1-1/2 E m < < %
ELECTRIC DUCT HEATING COILS SCHEDULE SS SERVICE SINK 3/4 | 3/4 3 2 : ) 2 % 5
< = O g~
MARK MFR TYPE BTU/HR KW ELECT AMPS DUCT SIZE | MAX. APD REMARKS O D —
IWG Z Q o
) Jva)
EDH—1 INDECCO OPEN COIL 23905 7.0 | 208V/1¢ 34 1476 0.10 | SEE NOTES 1, 2 & 3 NOTE: SOME SYMBOLS AND ABBREVIATIONS MAY OR ( ) O
MAY NOT APPEAR ON THE DRAWINGS. z % &
Z =~ O «x 09
NOTES: 1. PROVIDE UNIT WITH LOCAL DISCONNECT SWITCH - —_ A
2. PROVIDE UNIT WITH DUCT MOUNTED 120 VOLTS LINE VOLTAGE T—STAT m o @, =~
3. PROVIDE UNIT WITH SCR CONTROL EJECTOR PUMP SCHEDULE U Z [aal
MAX TEMP HORIZONTAL VERTICAL DISCHARGE DIMENSIONS LTJ O
MARK MANUFACTURER MODEL (F) DISCHARGE (FT)| DISCHARGE (FT) | PIPE DIA (IN) HxwxD (IN)  |[FLECTRICAL REMARKS O m G
ELECTRIC BASEBOARD RADIATION SCHEDULE EP—1 SANICUBIC 1 158 328 36 15 13-3/4x18x16-3/4| 115/60 | REFER T0 NOTES m O
NOTES: H faa)
1. PROVIDE REMOTE ALARM BOX LOCATED IN STAFF BATHROOM
MARK MFR MODEL BTU/HR KW ELECT AMPS REMARKS 5 LOCATE PUMP IN ACCESSIBLE LOCATION
EBB—1-1 THRU EBB-1-4, EBB—2-1 THRU EBB-2-3, EBB-3—1 THRU EBB-3-3 QMARK QMKC2514W 3415 1.0 120V/18 8.3 SEE NOTES 1 & 2 ——
MECHANICAL-PLUMBING
NOTES: 1. PROVIDE UNIT WITH LOCAL DISCONNECT SWITCH SCHEDULES
2. PROVIDE UNIT WITH VANDAL RESISTANT WALL MOUNTED 120 VOLTS LINE VOLTAGE T—STAT
S . D N BY: REXIEWED BY:
VARK VANUFACTURER MODEL TANK CAPACITY [MIN FLOW RATE [TEMP RISE| MAX TEMP | MIN/MAX OPERATING ELECTRICAL REMARKS NS, RN RN
(GAL) (GPM) (F) (F) PRESSURE (PSI) | WATTS [ VOLTAGE | AMPS
EWH-1 CHRONOMITE E70L/208 05 0.5 63 140 45/150 7000 | 208 | 34 prawme e
MP - 3 O 1
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