
ESTIMATING

Vermeulens Cost Consultants
6080 Center Drive, 6th Floor
Los Angeles, CA 90045

tel 310.242.5856

www.vermeulens.com

CIVIL / SITE

Langan
555 Long Wharf Drive
New Haven, CT 06511

tel 203.562.5771
fax 203.789.6142
www.langan.com

SIGNAGE

Roll Barresi
48 Dunster St.
Cambridge, MA 02138

tel 617.868.5430
fax 617.497.9603
www.rollbarresi.com

LIGHTING

LAM Partners
84 Sherman St.
Cambridge, MA 02140

tel 617.354.4502

www.lampartners.com

84 Orange Street
New Haven, CT 06510
tel 203.786.5110
fax 203.786.5330
www.svigals.com

tel 617.888.8343
www.bushwang.com

ROOF

BPD Roof Consulting, Inc.
121 Hartford Ave.
East Granby, CT 06026

tel 860.653.6779

SPECIFICATIONS

Construction Specifications
152B Winnicutt Rd.
Stratham, NH 03885

tel 603.778.0929
fax 603.806.8568

CODE

Bruce Spiewak
375 Morgan Lane Unit 405
West Haven, CT 06516

tel 203.931.9945
fax 203.932.2355
www.conncode.com

MEP, FP,  TEL/DATA

Bard, Rao + Athanas, LLC.
311 Arsenal Street
Watertown, MA 02472

tel 617.254.0016
fax 617.924.9339
www.brplusa.com

STRUCTURAL

Michael Horton Associates, Inc
151 Meadown Street
Branford, CT 06405

tel 203.481.8600
fax 203.481.0686
www.mha-eng.com

SECURITY

Good Harbor Techmark
17 Accord Park Drive, Suite 201
Norwell, MA 02061

tel 781.871.6555
fax 781.871.5855
www.ghtechmark.com

HARDWARE

Assa Abloy DSS
110 Sargent Drive,
New Haven, CT 06511

tel 800.377.3948
fax 203.777.9042
www.assaabloydss.com

CONSTRUCTION MANAGER

Fusco Corporation
555 Long Wharf Drive, Suite 14
New Haven, CT 06511

tel 203.777.7451
fax 203.777.0019
www.fusco.com
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BUILDING C
RENOVATION

263 FARMINGTON AVE.
FARMINGTON, CT 06030

SHEET NUMBER DRAWING TITLE

A-8.1.0A BASEMENT RCP SECTOR A
A-8.1.1A GROUND FLOOR RCP SECTOR A
A-8.1.1B GROUND FLOOR RCP SECTOR B
A-8.1.1C GROUND FLOOR RCP SECTOR C
A-8.1.1D GROUND FLOOR RCP SECTOR D
A-8.1.2A MAIN FLOOR RCP SECTOR A
A-8.1.2B MAIN FLOOR RCP SECTOR B
A-8.1.2C MAIN FLOOR RCP SECTOR C
A-8.1.2D MAIN FLOOR RCP SECTOR D
A-8.1.3A FIRST FLOOR RCP SECTOR A
A-8.1.3B FIRST FLOOR RCP SECTOR B
A-8.1.3C FIRST FLOOR RCP SECTOR C
A-8.1.3D FIRST FLOOR RCP SECTOR D
A-8.1.4A SECOND FLOOR RCP SECTOR A
A-8.1.4B SECOND FLOOR RCP SECTOR B
A-8.1.4C SECOND FLOOR RCP SECTOR C
A-8.1.4D SECOND FLOOR RCP SECTOR D
A-8.2.0 CEILING DETAILS
A-9.0.0 FINISH LEGEND
A-9.0.0A BASEMENT FINISH PLAN SECTOR A
A-9.0.1A GROUND FLOOR FINISH PLAN SECTOR A
A-9.0.1B GROUND FLOOR FINISH PLAN SECTOR B
A-9.0.1C GROUND FLOOR FINISH PLAN SECTOR C
A-9.0.1D GROUND FLOOR FINISH PLAN SECTOR D
A-9.0.2A MAIN FLOOR FINISH PLAN SECTOR A
A-9.0.2B MAIN FLOOR FINISH PLAN SECTOR B
A-9.0.2C MAIN FLOOR FINISH PLAN SECTOR C
A-9.0.2D MAIN FLOOR FINISH PLAN SECTOR D
A-9.0.3A FIRST FLOOR FINISH PLAN SECTOR A
A-9.0.3B FIRST FLOOR FINISH PLAN SECTOR B
A-9.0.3C FIRST FLOOR FINISH PLAN SECTOR C
A-9.0.3D FIRST FLOOR FINISH PLAN SECTOR D
A-9.0.4A SECOND FLOOR FINISH PLAN SECTOR A
A-9.0.4B SECOND FLOOR FINISH PLAN SECTOR B
A-9.0.4C SECOND FLOOR FINISH PLAN SECTOR C
A-9.0.4D SECOND FLOOR FINISH PLAN SECTOR D
A-9.1.0 FLOOR TRANSITION DETAILS
05 - ARCHITECTURAL: 214

SHEET NUMBER DRAWING TITLE

A-1.1.4D SECOND FLOOR PLAN SECTOR D
A-1.1.5A PENTHOUSE PLAN SECTOR A
A-1.1.5B PENTHOUSE PLAN SECTOR B
A-1.1.5C PENTHOUSE PLAN SECTOR C
A-1.1.5D PENTHOUSE PLAN SECTOR D
A-1.1.6B ROOF PLAN SECTOR B
A-1.1.6D ROOF PLAN SECTOR D
A-1.2.0 LOBBY/ DENTAL EQUIPMENT PLAN
A-1.2.1 LOBBY/ DENTAL EQUIPMENT  SCHEDULE
A-1.2.2 DENTAL EQUIPMENT PLAN
A-1.2.3 DENTAL EQUIPMENT  SCHEDULE
A-1.2.4 DENTAL EQUIPMENT  SCHEDULE
A-1.2.5 DENTAL EQUIPMENT PLAN
A-1.2.6 DENTAL EQUIPMENT  SCHEDULE
A-1.2.7 DENTAL EQUIPMENT PLAN
A-1.2.8 DENTAL EQUIPMENT  SCHEDULE
A-1.2.9 DENTAL EQUIPMENT PLAN & SCHEDULE
A-1.2.10 DENTAL EQUIPMENT PLAN & SCHEDULE
A-1.2.11 DENTAL EQUIPMENT PLAN
A-1.2.12 DENTAL EQUIPMENT  SCHEDULE
A-1.2.13 DENTAL EQUIPMENT PLAN & SCHEDULE
A-1.2.14 DENTAL EQUIPMENT PLAN & SCHEDULE
A-1.2.15 DENTAL EQUIPMENT PLAN
A-1.2.16 DENTAL EQUIPMENT PLAN
A-1.2.17 DENTAL EQUIPMENT SCHEDULE
A-1.2.18 DENTAL MILLWORK
A-1.2.19 DENTAL MILLWORK
A-1.2.30 CRC EQUIPMENT PLAN & SCHEDULE
A-1.2.40 MULTI-SPECIALTY EQUIPMENT PLAN
A-1.2.41 MULTI-SPECIALTY EQUIPMENT PLAN
A-1.2.42 MULTI-SPECIALTY EQUIPMENT SCHEDULE
A-1.2.50 PHLEBOTOMY EQUIPMENT PLAN & SCHEDULE
A-1.2.60 CARDIOLOGY EQUIPMENT PLAN
A-1.2.61 CARDIOLOGY EQUIPMENT PLAN
A-1.2.62 CARDIOLOGY EQUIPMENT PLAN
A-1.2.63 CARDIOLOGY EQUIPMENT PLAN
A-1.2.64 CARDIOLOGY EQUIPMENT PLAN
A-1.2.65 CARDIOLOGY EQUIPMENT SCHEDULE
A-1.2.70 OBS/ DIAG IMAGING EQUIPMENT PLAN & SCHEDULE
A-1.2.80 PSYCHOLOGY EQUIPMENT PLAN & SCHEDULE
A-1.2.90 LAB MEDICINE EQUIPMENT PLAN & SCHEDULE
A-2.0.0 EXTERIOR ELEVATIONS
A-2.0.1 EXTERIOR ELEVATIONS
A-2.0.2 EXTERIOR ELEVATIONS
A-2.0.3 EXTERIOR ELEVATIONS
A-2.0.4 EXTERIOR ELEVATIONS
A-2.0.5 EXTERIOR WALL SECTIONS
A-2.0.6 EXTERIOR  ENLARGED PLAN & ELEVATION @ ENTRY
A-2.0.7 EXTERIOR PLAN DETAILS
A-2.0.8 EXTERIOR PLAN & SECTION DETAILS
A-2.0.9 EXTERIOR SECTION DETAILS
A-2.0.10 EXTERIOR SECTION DETAILS
A-2.0.11 EXTERIOR SECTION DETAILS
A-2.0.12 EXTERIOR SECTION DETAILS
A-2.0.13 EXTERIOR SECTION DETAILS
A-2.0.14 EXTERIOR SECTION DETAILS
A-4.0.0 VERTICAL CIRCULATION
A-5.0.0 DOOR SCHEDULE
A-5.0.1 DOOR SCHEDULE
A-5.0.2 WINDOW LEGEND
A-5.1.0 DOOR AND FRAME TYPES
A-5.1.1 DOOR AND FRAME DETAILS
A-5.2.0 DOOR AND FRAME DETAILS
A-6.0.0 TOILET ROOM (PUBLIC) PLANS & ELEVATIONS
A-6.0.1 TOILET ROOM (PUBLIC) PLANS & ELEVATIONS
A-6.0.2 TOILET ROOM (CLINICS) PLANS & ELEVATIONS
A-6.0.3 TOILET ROOM (CLINICS) PLANS & ELEVATIONS
A-6.0.4 TOILET ROOM (CLINICS) PLANS & ELEVATIONS
A-6.0.5 TOILET ROOM (CLINICS) PLANS & ELEVATIONS
A-6.0.6 TOILET ROOM (CLINICS) PLANS & ELEVATIONS
A-7.0.0 LOBBY INTERIOR ELEVATIONS
A-7.0.1 LOBBY INTERIOR ELEVATIONS
A-7.0.2 FIRST FLR LOBBY RAILING PLAN & ELEVATIONS
A-7.0.3 SECOND FLR LOBBY RAILING PLAN & ELEVATIONS
A-7.0.4 INTERIOR WALL SECTIONS
A-7.0.5 INTERIOR WALL SECTIONS & DETAILS
A-7.0.6 INTERIOR WALL SECTIONS & DETAILS
A-7.1.1 TYPICAL DENTAL PLANS & ELEVATIONS
A-7.1.2 DENTAL INTERIOR ELEVATIONS
A-7.1.3 DENTAL INTERIOR ELEVATIONS
A-7.1.4 DENTAL INTERIOR ELEVATIONS
A-7.2.0 CARDIOLOGY INTERIOR ELEVATIONS
A-7.2.1 CARDIOLOGY INTERIOR ELEVATIONS
A-7.2.2 CARDIOLOGY INTERIOR ELEVATIONS
A-7.2.3 CARDIOLOGY INTERIOR ELEVATIONS
A-7.3.0 CRC INTERIOR ELEVATIONS
A-7.4.0 MULTI-SPECIALTY INTERIOR ELEVATIONS
A-7.4.1 MULTI-SPECIALTY INTERIOR ELEVATIONS
A-7.4.2 MULTI-SPECIALTY INTERIOR ELEVATIONS
A-7.4.3 MULTI-SPECIALTY INTERIOR ELEVATIONS
A-7.5.0 PHLEBOTOMY INTERIOR ELEVATIONS
A-7.6.0 LOBBY RECEPTION PLAN & ELEVATIONS
A-7.6.1 DENTAL MAIN FLOOR RECEPTION PLAN
A-7.6.1A DENTAL MAIN FLOOR RECEPTION ELEVATIONS
A-7.6.2 DENTAL FIRST FLOOR RECEPTION PLAN
A-7.6.2A DENTAL FIRST FLOOR RECEPTION ELEVATIONS
A-7.6.3 CARDIOLOGY RECEPTION PLAN & ELEVATIONS
A-7.6.4 CRC & PHLEBOTOMY RECEPTION PLAN & ELEVATIONS
A-7.6.5 MULTI- SPECIALTY RECEPTION PLAN & ELEVATIONS
A-7.6.6 PHARMACY INTERIOR ELEVATIONS
A-7.7.0 MILLWORK DETAILS
A-7.7.1 MILLWORK DETAILS
A-7.7.2 MILLWORK DETAILS
A-7.7.3 MILLWORK DETAILS
A-7.7.4 MILLWORK DETAILS
A-7.7.5 MILLWORK DETAILS
A-7.7.6 MILLWORK DETAILS
A-7.7.7 MILLWORK DETAILS
A-7.8.0 MOCK-UP DETAILS
A-7.8.1 MOCK-UP DETAILS
A-7.9.0 WALL PROTECTION TYPES
A-8.0.0 OVERALL BASEMENT RCP
A-8.0.1 OVERALL GROUND FLOOR RCP
A-8.0.2 OVERALL MAIN FLOOR RCP
A-8.0.3 OVERALL FIRST FLOOR RCP
A-8.0.4 OVERALL SECOND FLOOR RCP

SHEET NUMBER DRAWING TITLE

00 - GENERAL
G-1.0.0 COVER SHEET
G-1.0.1 DRAWING LIST
G-1.0.2 GENERAL NOTES & LEGENDS
G-1.0.3 SECTOR KEY PLAN
G-1.0.4 PARTITION TYPES AND NOTES
G-2.0.0 BUILDING CODE ANALYSIS - CODE NARRATIVE
G-2.1.0 BUILDING CODE ANALYSIS - BASEMENT PLAN
G-2.1.1 BUILDING CODE ANALYSIS - GROUND FLOOR PLAN
G-2.1.2 BUILDING CODE ANALYSIS - MAIN FLOOR PLAN
G-2.1.3 BUILDING CODE ANALYSIS - FIRST FLOOR PLAN
G-2.1.4 BUILDING CODE ANALYSIS - SECOND FLOOR PLAN
G-3.0.0 OVERALL PHASING
G-3.0.1 OVERALL PHASING
00 - GENERAL: 13

02 - CIVIL
EX-1.0.1 TOPOGRAPHIC SURVEY
CS-1.0.1 SITE PLAN & DETAILS
CG-1.0.1 GRADING & DRAINAGE PLAN
02 - CIVIL: 3

04 - STRUCTURAL
S-1.1.1B GROUND FLOOR FRAMING PLAN SECTOR B
S-1.1.1D GROUND FLOOR FRAMING PLAN SECTOR D
S-1.1.2B MAIN FLOOR FRAMING PLAN SECTOR B
S-1.1.2C MAIN FLOOR FRAMING PLAN SECTOR C
S-1.1.2D MAIN FLOOR FRAMING PLAN SECTOR D
S-1.1.3A FIRST FLOOR FRAMING PLAN SECTOR A
S-1.1.3B FIRST FLOOR FRAMING PLAN SECTOR B
S-1.1.3C FIRST FLOOR FRAMING PLAN SECTOR C
S-1.1.3D FIRST FLOOR FRAMING PLAN SECTOR D
S-1.1.4A SECOND FLOOR FRAMING PLAN SECTOR A
S-1.1.4B SECOND FLOOR FRAMING PLAN SECTOR B
S-1.1.4C SECOND FLOOR FRAMING PLAN SECTOR C
S-1.1.4D SECOND FLOOR FRAMING PLAN SECTOR D
S-1.1.5A ROOF FLOOR FRAMING PLAN SECTOR A
S-1.1.5B ROOF FRAMING PLAN SECTOR B
S-1.1.5C ROOF FLOOR FRAMING PLAN SECTOR C
S-1.1.5D ROOF FRAMING PLAN SECTOR D
S-1.1.6B PENTHOUSE FLOOR FRAMING PLAN SECTOR B
S-1.1.6D HIGH ROOF FRAMING PLAN SECTOR D
S-2.0.0 PENTHOUSE WALL ELEVATIONS
S-2.0.1 PENTHOUSE WALL ELEVATIONS
S-2.0.2 ELEVATIONS
S-3.0.0 FOUNDATION SECTIONS
S-4.0.0 FLOOR SECTIONS
S-4.0.1 FLOOR SECTIONS
S-5.0.0 ROOF SECTIONS
S-5.0.1 ROOF SECTIONS
S-6.0.0 TYPICAL DETAILS
S-6.0.1 GENERAL NOTES
04 - STRUCTURAL: 29

05 - ARCHITECTURAL
AD-1.0.0 OVERALL BASEMENT DEMOLITION PLAN
AD-1.0.1 OVERALL GROUND FLOOR DEMOLITION PLAN
AD-1.0.2 OVERALL MAIN FLOOR DEMOLITION PLAN
AD-1.0.3 OVERALL FIRST FLOOR DEMOLITION PLAN
AD-1.0.4 OVERALL SECOND FLOOR DEMOLITION PLAN
AD-1.0.5 OVERALL PENTHOUSE DEMOLITION PLAN
AD-1.1.0A BASEMENT DEMOLITION PLAN SECTOR A
AD-1.1.0B BASEMENT DEMOLITION PLAN SECTOR B
AD-1.1.0C BASEMENT DEMOLITION PLAN SECTOR C
AD-1.1.0D BASEMENT DEMOLITION PLAN SECTOR D
AD-1.1.1A GROUND FLOOR DEMOLITION PLAN SECTOR A
AD-1.1.1B GROUND FLOOR DEMOLITION PLAN SECTOR B
AD-1.1.1C GROUND FLOOR DEMOLITION PLAN SECTOR C
AD-1.1.1D GROUND FLOOR DEMOLITION PLAN SECTOR D
AD-1.1.2A MAIN FLOOR DEMOLITION PLAN SECTOR A
AD-1.1.2B MAIN FLOOR DEMOLITION PLAN SECTOR B
AD-1.1.2C MAIN FLOOR DEMOLITION PLAN SECTOR C
AD-1.1.2D MAIN FLOOR DEMOLITION PLAN SECTOR D
AD-1.1.3A FIRST FLOOR DEMOLITION PLAN SECTOR A
AD-1.1.3B FIRST FLOOR DEMOLITION PLAN SECTOR B
AD-1.1.3C FIRST FLOOR DEMOLITION PLAN SECTOR C
AD-1.1.3D FIRST FLOOR DEMOLITION PLAN SECTOR D
AD-1.1.4A SECOND FLOOR DEMOLITION PLAN SECTOR A
AD-1.1.4B SECOND FLOOR DEMOLITION PLAN SECTOR B
AD-1.1.4C SECOND FLOOR DEMOLITION PLAN SECTOR C
AD-1.1.4D SECOND FLOOR DEMOLITION PLAN SECTOR D
AD-1.1.5A PENTHOUSE DEMOLITION PLAN SECTOR A
AD-1.1.5B PENTHOUSE DEMOLITION PLAN SECTOR B
AD-1.1.5C PENTHOUSE DEMOLITION PLAN SECTOR C
AD-1.1.5D PENTHOUSE DEMOLITION PLAN SECTOR D
AD-8.0.0 BASEMENT DEMOLITION RCP
AD-8.0.1 GROUND FLOOR DEMOLITION RCP
AD-8.0.2 MAIN FLOOR DEMOLITION RCP
AD-8.0.3 FIRST FLOOR DEMOLITION RCP
AD-8.0.4 SECOND FLOOR DEMOLITION RCP
A-1.0.0 OVERALL BASEMENT PLAN
A-1.0.1 OVERALL GROUND FLOOR PLAN
A-1.0.2 OVERALL MAIN FLOOR PLAN
A-1.0.3 OVERALL FIRST FLOOR PLAN
A-1.0.4 OVERALL SECOND FLOOR PLAN
A-1.0.5 OVERALL PENTHOUSE PLAN
A-1.0.6 OVERALL ROOF PLAN
A-1.1.0A BASEMENT PLAN SECTOR A
A-1.1.0B BASEMENT PLAN SECTOR B
A-1.1.0C BASEMENT PLAN SECTOR C
A-1.1.0D BASEMENT PLAN SECTOR D
A-1.1.1A GROUND FLOOR PLAN SECTOR A
A-1.1.1B GROUND FLOOR PLAN SECTOR B
A-1.1.1C GROUND FLOOR PLAN SECTOR C
A-1.1.1D GROUND FLOOR PLAN SECTOR D
A-1.1.2A MAIN FLOOR PLAN SECTOR A
A-1.1.2B MAIN FLOOR PLAN SECTOR B
A-1.1.2C MAIN FLOOR PLAN SECTOR C
A-1.1.2D MAIN FLOOR PLAN SECTOR D
A-1.1.3A FIRST FLOOR PLAN SECTOR A
A-1.1.3B FIRST FLOOR PLAN SECTOR B
A-1.1.3C FIRST FLOOR PLAN SECTOR C
A-1.1.3D FIRST FLOOR PLAN SECTOR D
A-1.1.4A SECOND FLOOR PLAN SECTOR A
A-1.1.4B SECOND FLOOR PLAN SECTOR B
A-1.1.4C SECOND FLOOR PLAN SECTOR C

NO. REVISION DATE



PROJECTION SCREEN / MAP
RACK BRACKETS (N.I.C)

MARKERBOARD (MB) / TACKBOARD (TB)

CENTER MARKERBOARD /
TACKBOARD ON WALL OR
AREA OF WALL UNLESS NOTED
OTHERWISE ON FLOOR PLANS.

CENTER OF FIRE
EXTINGUISHER CABINET ON
WALL OR AREA OF WALL
UNLESS NOTED OTHERWISE
ON PLANS OR ELEVATIONS.

LINE OF FINISHED FLOOR

BUMPER RAIL

EQ.

4' - 0"

EQ

FIRE
EXTINGUISHER
CABINET

1' - 4"
U.N.O.

1' - 4"
U.N.O.

1' - 0" ON PUSH SIDE
2' - 0" ON PULL SIDE
(U.N.O.)

CENTERLINE
OF DOOR

LINE OF
CASEWORK

EXIT LIGHTING FIXTURE
+8' - 0" A.F.F.

SCONCE / HORN / STROBE LIGHT
+6' - 8" A.F.F.

ROOM IDENTIFICATION SIGNAGE
+5' - 0" A.F.F.
WALL PHONES
+4' - 6" A.F.F.
LIGHT SWITCH / FIRE ALARM MANUAL PULL STATION / THERMOSTAT
+4' - 0" A.F.F.
FIRE EXTINGUISHER CABINET HANDLE / T.O. BUMPER RAIL
+3' - 6" A.F.F.
BOTTOM OF WHITEBOARD / TACKBOARD
+3' - 0" A.F.F.

DUPLEX RECEPTACLE, VOICE, DATA
MICROPHONE AND CABLE T.V. OUTLET AT
G.W.B. WALL

+1' - 6" A.F.F.

+1' - 4" A.F.F.

DUPLEX RECEPTACLE, VOICE, DATA
MICROPHONE AND CABLE T.V. OUTLET AT
MASONRY WALL

1. PROVIDE BLOCKING FOR ALL EQUIPMENT AND DEVICES AS REQUIRED.

2. SEE ELECTRICAL DRAWINGS FOR ADDITIONAL INFORMATION PERTAINING TO ELECTRICAL DEVICES.

3. WHEN TWO OR MORE ELECTRICAL ITEMS ARE SHOWN NEAR EACH OTHER ON THE ELECTRICAL
DRAWINGS ALIGN THEM VERTICALLY AS SHOWN.  IF MULTIPLE PLATES OF SIMILAR ITEMS ARE
REQUIRED, ARRANGE THEM SYMMETRICALLY ABOUT THE CENTERLINE.

4. ALL MOUNTING HEIGHTS SHALL COMPLY WITH ALL CODES HAVING JURISDICTION OVER THE PROJECT.

5. REFERENCE THIS DRAWING FOR TYPICAL MOUNTING HEIGHTS.  FOR SPECIFIC DIMENSIONS REFERENCE
THE ELEVATIONS.

6 THESE MOUNTING HEIGHTS ARE STANDARD FOR THE ENTIRE PROJECT.  IF ANY CONDITIONS DO NOT
PERMIT MOUNTING AS SHOWN, PLEASE INFORM THE ARCHITECT IMMEDIATELY FOR CLARIFICATION.

TYPICAL MOUNTING HEIGHTS

EQ

LCD SCREEN

EQ
EQ

ABBREVIATIONS

& AND
@ AT
CL CENTERLINE
  ' FEET
  " INCH(ES)
 # NUMBER
 / PER
% PERCENT
 ± PLUS/MINUS
  
A.B. ANCHOR BOLT
A.D. AREA DRAIN
A.P. ACCESS PANEL
ABV ABOVE
AC ACOUSTICAL
ACC ACCESS
ACT ACOUSTICAL CEILING TILE
ACP ALUMINUM COMPOSITE PANEL
ADD ADDENDUM
ADD'L ADDITIONAL
ADH ADHESIVE
ADJ ADJUSTABLE
AFF ABOVE FINISHED FLOOR
AL ALUMINUM
ALT ALTERNATE
ANOD ANODIZED
AUTO AUTOMATIC
  
B.M. BENCH MARK
B.O. BY OTHERS
B.U. BUILT-UP
BD BOARD
BITUM BITUMINOUS
BLDG BUILDING
BLK BLOCK
BLKG BLOCKING
BOT BOTTOM
BSMT BASEMENT
  
C.F.C.I.  CONTRACTOR FURNISH,

CONTRACTOR INSTALL
C.G. CORNER GUARD
C.J. CONSTRUCTION JOINT
C.L.F. CHAIN LINK FENCE
CFMF COLD-FORMED METAL FRAMING
CIR CIRCLE
CJ CONTROL JOINT
CLG CEILING
CLR CLEAR
CMU CONCRETE MASONRY UNIT
COL COLUMN
CONC. CONCRETE
COND CONDITION
CONST CONSTRUCTION
CONT CONTINUOUS
COORD COORDINATE
CPT CARPET
CT CERAMIC TILE
CTR CENTER
CW CURTAIN WALL
  
D.F. DRINKING FOUNTAIN
DEG DEGREE
DEMO DEMOLITION
DET DETAIL
DIA DIAMETER
DIFF DIFFUSER
DIM DIMENSION
DIST DISTANCE
DIV DIVISION
DN DOWN
DOC DOCUMENTS
DP DAMPPROOFING
DR DOOR
DS DOWNSPOUT
DWG DRAWING

E EAST
E.B. EXPANSION BOLT
E.J. EXPANSION JOINT
E.P. ELECTRICAL PANEL
E.T.R. EXISTING TO REMAIN
EA EACH
EL ELEVATION DATUM
ELEC ELECTRICAL
ELEV ELEVATOR
EMER EMERGENCY
ENCL ENCLOSURE
ENT ENTRANCE
EQ EQUAL
EQUIP EQUIPMENT
EXIST EXISTING
EXP EXPANSION
EXPD EXPOSED
EXT EXTERIOR
  
F.A. FIRE ALARM
F.D. FLOOR DRAIN
F.D.C. FIRE DEPARTMENT CONNECTION
F.E. FIRE EXTINGUISHER
F.E.C. FIRE EXTINGUISHER CABINET
F.F. FINISH FLOOR
F.O. FACE OF
FD FIRE DAMPER

FDN FOUNDATION
FIN FINISH
FIXT FIXTURE
FLG FLOORING
FLR FLOOR
FLR MTD. FLOOR MOUNTED
FPRF FIREPROOFING
FTG FOOTING
FURN FURNITURE

G.B. GRAB BAR
G.C. GENERAL CONTRACTOR
G.R. GUARDRAIL
G.S. GALVANIZED STEEL
GA GAUGE
GALV GALVANIZED
GEN GENERAL
GFRC GLASS FIBER REINFORCED

CONCRETE
GL GLASS
GND GROUND
GR GRADE
GYP GYPSUM
GWB GYPSUM WALL BOARD
  
H.M. HOLLOW METAL
H.P. HIGH POINT
HC HANDICAP
HDW HARDWARE
HDWD HARDWOOD
HOR HORIZONTAL
HT HEIGHT
HVAC HEATING, VENTILATION, &

AIR CONDITIONING
  
I.D. INSIDE DIAMETER
IMPR IMPREGNATE
IN INCH(ES)
INCL INCLUDE
INFO INFORMATION
INST INSTALL
INSUL INSULATION
INT INTERIOR
INV INVERT
 
J.B. JUNCTION BOX
JNT JOINT
  
K.D. KNOCK DOWN
K.O. KNOCK OUT

L.H. LEFT HAND
L.L. LIVE LOAD
L.P. LOW POINT
L.W.C. LIGHT WEIGHT CONCRETE
LAV LAVATORY
LB POUND
LOC LOCATION
LT LIGHT
LVR LOUVER
  
M.E. MATCH EXISTING
M.O. MASONRY OPENING
MACH MACHINE
MAX MAXIMUM
MB MARKERBOARD
MECH MECHANICAL
MEMB MEMBRANE
MEZZ MEZZANINE
MFR MANUFACTURER
MIN MINIMUM
MISC MISCELLANEOUS
ML MATCH LINE
MTD MOUNTED
MTG. MOUNTING
MTG. HT. MOUNTING HEIGHT
MTL METAL
MUL MULLION
MULT MULTIPLE
  
N NORTH
N.I.C. NOT IN CONTRACT
N.T.S. NOT TO SCALE
NFPA NATIONAL FIRE PROTECTION

ASSOCIATION
  
O.C. ON CENTER(S)
O.F.C.I. OWNER FURNISHED,

CONTRACTOR INSTALL
O.F.O.I. OWNER FURNISHED, OWNER

INSTALL
O.F.S. OUTSIDE FACE OF STUD
OA OVERALL
OD OUTSIDE DIAMETER
OH OVERHEAD
OPNG OPENING
OPP OPPOSITE
OPPH OPPOSITE HAND
ORIG ORIGINAL
  
P.L. PROPERTY LINE
P.LAM PLASTIC LAMINATE
P.T. PRESSURE TREATED
PAR PARALLEL

PLMB PLUMBING
PLY PLYWOOD
PNL PANEL
PNLG PANELING
POL POLISHED
PR PAIR
PREFAB PREFABRICATED
PREFIN PREFINISHED
PTD PAINTED
PTN PARTITION
PVMT PAVEMENT
PWR POWER 

QTY QUARRY TILE
QTY QUANTITY
  
R RADIUS
R.D. ROOF DRAIN
R.H. RIGHT HAND
R.H.R. RIGHT HAND REVERSE
R.O. ROUGH OPENING
RE REFER
RECP RECEPTACLE
REF REFERENCE
REFG REFRIGERATOR
REINF REINFORCED
REQ'D REQUIRED
RESIL RESILIENT
REV REVISION
RFG ROOFING
RM ROOM
  
S.C. SOLID CORE
S.D. STORM DRAIN
S.F. SQUARE FOOT
SCH SCHEDULE
SCN SCREEN
SECT SECTION
SIM SIMILAR
SPEC SPECIFICATION
SPKR SPEAKER
SS SOLID SURFACE
ST STREET
ST.PART. STEEL PARTITION
ST.STL. STAINLESS STEEL
STC SOUND TRANSMISSION CLASS
STD STANDARD
STER STERILIZER
STL STEEL
STR STRUCTURAL
SUB SUBSTITUTE
SUP SUPPORT
SUR SURFACE
SUSP SUSPENDED
SUSP.CLG. SUSPENDED CEILING
  
T&B TOP & BOTTOM
T&G TONGUE & GROOVE
T.B. TACK BOARD
T.O. TOP OF
T.O.C. TOP OF CONCRETE
T.O.M. TOP OF MASONRY
T.O.S. TOP OF STEEL
T.O.W. TOP OF WALL
T.P. TOP OF PAVEMENT
T.S. TUBE STEEL
TEL TELEPHONE
TEMP TEMPORARY
TERR TERRAZZO
THK THICK
THR THRESHOLD
THRU THROUGH
TYP TYPICAL
  
U.N.O. UNLESS NOTED OTHERWISE
UC UNDERCUT
UG UNDERGROUND
UL UNDERWRITERS LABORATORIES,

INC.
UNF UNFINISHED
  
V.B. VAPOR BARRIER
V.C.T. VINYL COMPOSITION TILE
V.I.F. VERIFY IN FIELD
VAR VARIES
VENT VENTILATION
VERT VERTICAL
  
W WEST
W.C. WATER CLOSET
W.P. WORKING POINT
W.R. WATER-RESISTANT
W.S. WEATHER STRIPPING
W.T.W. WALL TO WALL
W.W.F. WELDED WIRE FABRIC
W.W.M. WELDED WIRE MESH
W/ WITH
W/O WITHOUT
WD WOOD
WP WATERPROOFING
  
X BY (AS 6'x8')

ZVB ZONE VALVE BOX

GENERAL NOTES

1. DRAWINGS SHALL NOT BE SCALED; USE WRITTEN DIMENSIONS ONLY

2. DIMENSIONS:

a. SHALL BE VERIFIED IN THE FIELD BEFORE PROCEEDING WITH THE WORK.  THE ARCHITECT SHALL BE CONSULTED ON ANY 
REQUIRED CORRECTIONS.

b.  ARE TO THE FACE OF MATERIALS OR FINISH SURFACE INDICATED, UNLESS OTHERWISE NOTED.
c.  ARE ACTUAL SIZES EXCEPT FOR ROUGH FRAMING OR STRUCTURAL SHAPES WHICH ARE NOMINAL SIZES, UNLESS  OTHERWISE

NOTED.

3. FLOOR ELEVATIONS, WHERE INDICATED, REFER TO TOP OF CONCRETE SLAB AND ALL VERTICAL DIMENSIONS TO FINISHES ARE FROM TOP
OF SLAB UNLESS NOTED OTHERWISE.

4. REFER TO LARGEST SCALE PLAN OF AN AREA FOR NOTES, DIMENSIONS, PARTITION TYPES AND DETAIL REFERENCES.  SEE OVERALL
PLANS, SECTOR PLANS AND ENLARGED PLANS.  REFER TO KEY PLAN FOR SECTOR LOCATIONS.

5.  ARCHITECTURAL LAYOUT, EXTENTS AND LOCATIONS OF THE BUILDING ELEMENTS ARE BASED ON ASSUMED SITE SURVEY INFORMATION.
IT IS THE RESPONSIBILITY OF THE GENERAL CONTRACTOR TO VERIFY THE ACCURACY OF THE ASSUMED SITE INFORMATION AS WELL AS
ALL EXISTING CONDITIONS AND RELOCATIONS INCLUDING, BUT NOT LIMITED TO LOCATIONS OF PROPERTY LINES, EXISTING AND
RELOCATED UTILITIES, AND BUILDING FOUNDATIONS TO REMAIN.

6.  THE LOCATION OF UNDERGROUND UTILITIES AND STRUCTURE ARE APPROXIMATE ONLY.  THE ARCHITECT DOES NOT GUARANTEE THEIR
ACCURACY OR THAT ALL UTILITIES AND SUBSURFACE STRUCTURES ARE SHOWN.  THE CONTRACTOR SHALL VERIFY SIZE, LOCATION, AND
INVERT ELEVATIONS OF THE UTILITIES AND STRUCTURES AS REQUIRED PRIOR TO THE START OF CONSTRUCTION.  ANY DISCREPANCIES
WITH RECORD DATA SHALL BE REPORTED TO THE ARCHITECT IMMEDIATELY.  THE CONTRACTOR SHALL BE RESPONSIBLE FOR
CONTACTING CALL BEFORE YOU DIG (1-800-922-4455) 72 HOURS BEFORE ANY DIGGING OPERATIONS.

7. THE GENERAL CONTRACTOR SHALL UTILIZE ALL MEASURES AND MATERIAL TO ENSURE THE SAFETY OF ALL PERSONS AND PROPERTIES AT
THE SITE DURING CONSTRUCTION.

8.  DETAILS NOT SHOWN ARE SIMILAR IN CHARACTER TO THOSE DETAILED.  WHERE SPECIFIC DIMENSIONS, DETAILS OR DESIGN INTENT
CANNOT BE DETERMINED, CONSULT THE ARCHITECT BEFORE PROCEEDING WITH WORK.

9.  NO ATTEMPT HAS BEEN MADE ON THESE DRAWINGS TO SHOW ALL LOCATIONS WHERE BLOCKING IS REQUIRED.  BLOCKING SHALL BE
PROVIDED AT ALL LOCATIONS AS REQUIRED TO COMPLETE THE WORK.

10.  SPACE BETWEEN SLAB EDGE AND EXTERIOR WALL MUST BE FIRE SAFED (FILLED AND SUPPORTED WITH MATERIALS TO MAINTAIN FIRE
RESISTIVE RATING CONTINUITY OF FLOOR CONSTRUCTION.  GC TO REPAIR EXISTING FIRE SAFING DAMAGED DURING CONSTRUCTION.

11. FIRE RESISTIVE RATED WALLS ARE NOT TO BE INTERRUPTED BY UNPROTECTED OPENINGS.  RECESSED EQUIPMENT, OR CASEWORK.
RECESSES AND VOIDS `SHALL BE BUILT IN SUCH A MANNER AS TO ASSURE CONTINUITY OF THE CONSTRUCTION.  ALL OPENINGS IN WALLS
SHALL BE PROTECTED WITH DEVICES OR MATERIAL TO MAINTAIN THE REQUIRED FIRE RATING

12. COORDINATION OF LAYOUT IS THE GENERAL CONTRACTOR'S RESPONSIBILITY.  THIS INCLUDES COORDINATION LAYOUT OF ALL PLUMBING,
HEATING AND VENTILATING, AND ELECTRICAL WORK WITH STRUCTURE, CEILING, SOFFITS, AND CHASES.  THE ARCHITECT SHALL BE
INFORMED OF ANY DISCREPANCIES BETWEEN CONDITIONS AS DRAWN AND ACTUAL FIELD CONDITIONS WITH ADJUSTMENTS MADE AS
DIRECTED BY THE ARCHITECT.

13.  ALL WALL MOUNTED DEVICES SUCH AS SWITCH OUTLETS, PULL BOXES, AND FIRE HORNS SHALL BE ALIGNED VERTICALLY, UNLESS NOTED
OTHERWISE.  SEE A-0.01 FOR TYPICAL MOUNTING HEIGHTS.

14.  ANY VISIBLE ITEM OF ANY TRADE WHICH IS NOT SPECIFICALLY LOCATED BY THE ARCHITECTURAL DRAWINGS SHALL BE INSTALLED AS
DIRECTED BY THE ARCHITECT.

15.  IT IS THE INTENT OF THIS PROJECT TO CONCEAL AIR DUCTS, PIPES, CONDUIT, ETC.  EXCEPT IN MECHANICAL ROOMS, UNLESS NOTED
OTHERWISE. AT ALL CMU LOCATIONS, ALL DUCTS PIPES, CONDUIT, RECEPTACLES, ETC. TO BE LOCATED INSIDE OF CMU WALL, NO
EXPOSED CONDUIT/RECEPTACLES.

16.  FIRE STOP AND SEAL ALL PENETRATIONS AT FLOORS AND FIRE RATED CEILINGS.

17.  SEAL ALL PENETRATIONS AT ALL PARTITIONS, REGARDLESS OF TYPE.

18.  AT AREAS WITH FLOOR DRAINS, PROVIDE SLOPED FLOOR FROM WALLS AND DOORS TO FLOOR DRAIN, MIN. 1/8" PER FOOT.

19. IN EXISTING STAIRWAYS TO RECEIVE NEW FIRE RATED STOREFRONT FRAMING, RELOCATE ANY EXISTING UTILITES IN CONFLICT.

20. CONTRACTOR TO PROVIDE SCANNING OF ALL EXISTING CONCRETE SLABS TO LOCATE EXISTING REINFORCING IN CONCRETE BEAMS/RIBS,
UTILITIES, ETC. FOR COORDINATION OF ALL NEW WORK.  SCANNING AREAS INCLUDE, BUT NOT LIMITED TO, BEAMS PENETRATIONS AREAS
AND NO CORE ZONES AS IDENTIFIED ON STUCTURAL DRAWINGS

21. EXISTING CONDITONS ARE BASED UPON CONSTRUCTION DOCUMENTS DATED APRIL 26, 1968 AND SUPPLEMENTAL CAD FILES RECEIVED IN
FEBRUARY 2013 FROM UCONN HEALTH.
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A-7.01

1

2

3

4

A101
1

SIM

FIRST FLOOR

118' - 0"

1

118' - 0"

EXTERIOR ELEVATION

INTERIOR ELEVATION

BUILDING SECTION

WALL SECTION

SECTION DETAIL

BUILDING DETAIL

DOOR NUMBER

WINDOW / LOUVER TYPE

ROOM NAME AND NUBMER

PARTITION TYPE

DEMOLITION / KEY NOTE

SECTION ELEVATION MARK

SPOT ELEVATION MARK

CEILING / SOFFIT HEIGHT

PARTITION: NEW CONSTRUCTION

PARTITION: EXISTING TO REMAIN

PARTITION: EXISTING TO DEMOLISH

CMU AT DETAIL

CONCRETE

BATT INSULATION

RIGID INSULATION

STEEL

SAND

EARTH

SYMBOL LEGEND

FIXTURE / FURNITURE / EQUIPMENT

1i

A ROOM FINISHES KEY

GENERAL DEMOLITION NOTES

1. SEE PROJECT MANUAL FOR  ADDITIONAL REQUIREMENTS.

2. ALL DIMENSIONS AND ELEVATIONS ARE BASED ON THE ORIGINAL DRAWINGS FROM 1968. ALL ELEVATIONS AND DIMENSIONS ARE TO BE VERIFIED IN
THE FIELD U.N.O.

3. EXISTING PLAN SHOWN IS FOR INFORMATIONAL PURPOSES ONLY.  FIELD VERIFY ALL CONDITIONS PRIOR TO COMMENCING ANY WORK.DO NOT SCALE
DRAWINGS.

4. DEMOLITION NOTES ARE FOR GENERAL INFORMATION ONLY. THEY ARE NOT INTENDED TO DESCRIBE THE PRECISE SCOPE OFDEMOLITION OR
CUTTING REQUIRED TO COMPLETE THE WORK.  THE CONTRACTOR MUST EXAMINE ALL CURRENT INFORMATION REGARDING THE PROPOSED NEW
CONSTRUCTION TO ASSESS AND DEFINE DEMOLITION REQUIRED.  CAREFULLY COORDINATE SCOPE WITH OWNER AND ARCHITECT.

5. THE CONTRACTOR SHALL VERIFY ALL EXISTING CONDITIONS PRIOR TO COMMENCING WORK. THE CONTRACTOR IS RESPONSIBLE FOR NOTIFYING
THE ARCHITECT OF ANY EXISTING CONDITIONS WHICH DEVIATE FROM THE DRAWINGS OR WHICH WILL IMPACT THE WORK.

6. DASHED LINES GENERALLY INDICATE ALL WORK TO BE DEMOLISHED OR RELOCATED.  FOR ADDITIONAL INFORMATION PERTAINING TO DEMOLITION
REFER TO SPECIFICATIONS AND OTHER CONTRACT DOCUMENTS.

7. CONTRACTOR TO CAREFULLY COORDINATE DEMOLITION WORK SO AS NOT TO INTERRUPT BUILDING SERVICES IN ALL OCCUPIEDADJACENT SPACES
AND BUILDINGS.  SEE UTILITY DRAWINGS FOR ADDITIONAL INFORMATION; GC TO COORDINATE.

8. PROVIDE PROPER ISOLATION OF ALL DEMOLITION WORK AS REQUIRED FROM ADJACENT SPACES AND BUILDINGS.

9. THE CONTRACTOR MUST PROTECT ALL EXISTING CONSTRUCTION TO REMAIN FROM DAMAGE DURING CONSTRUCTION ACTIVITIES.

10. CONTRACTOR SHALL PROVIDE ADEQUATE SHORING DURING DEMOLITION AND CONSTRUCTION TO MAINTAIN THE STRUCTURAL INTEGRITY OF THE
BUILDINGS.

11. ANY CONDITIONS FOUND DURING DEMOLITION THAT AFFECT THE PROPOSED CONSTRUCTION SHALL BE BROUGHT TO THE ATTENTION OF THE
ARCHITECT.

12. IN ALL AREAS WHERE DEMOLITION CAUSES UNEVENNESS IN THE SLAB, THE CONTRACTOR SHALL PATCH AND LEVEL THE SLAB TO RECEIVE A NEW
FINISHED FLOOR.

13. DEMOLITION INCLUDES REMOVAL OF ALL FURNISHINGS, BUILT-IN CABINETRY, EQUIPMENT AND ASSOCIATED MOUNTINGS EXCEPT AS NOTED.
COORDINATE ALL EXISTING ITEMS TO BE REMOVED AND REINSTALLED TO COMPLETE THIS WORK.

14. REMOVE ALL FURNITURE AND RETURN TO OWNER.

15. WHERE EXISTING PARTITIONS TO REMAIN ARE TO BE EXPOSED AS PART OF FINAL CONSTRUCTION, PREPARE PARTITION AS REQUIRED TO ACCEPT
NEW FINISH.

16. REMOVE FLOOR FINISH AND ASSOCIATED BASE IN ITS ENTIRETY IN AREA INDICATED AND ANY AREAS SCHEDULED TO RECEIVE NEW FLOORING AND
BASE.  FIELD VERIFY ALL CONDITIONS PRIOR TO COMMENCING ANY WORK.

17. REMOVE CEILING SYSTEM IN ITS ENTIRETY IN AREA INDICATED. FIELD VERIFY ALL CONDITIONS PRIOR TO COMMENCING ANY WORK. COORDINATE
RELOCATION OF EXISTING SYSTEMS AND UTILITIES WITH RESPECTIVE TRADES.

18. REMOVE EXISTING DENTAL TREATMENT CHAIR UTILITIES @ CEILING BELOW AND COORDINATE WITH EXISTING CONDITIONS BELOW.

19. AT ALL EXISTING SHAFTS: WHERE NEW UTILITY WORK IS REQUIRED, PROVIDE SELECTIVE DEMOLITION TO ALLOW FOR NEW WORK. INFILL WITH 2-HR
RATED SHAFT WALL AS REQUIRED FOR SHAFT CONTINUITY. UTILITY WORK INCLUDES BUT IS NOT LIMITED TO DUCTWORK, PIPING, CONDUIT.

20. REFER TO RCP DEMO DRAWINGS & NOTES FOR THE SCOPE OF CEILING DEMOLITION WORK.

21. CORE AS REQUIRED FOR PLUMBING/MECHANICAL PIPING. SEE PLUMBING/MECHANICAL SPECIFICATION FOR MORE INFORMATION. ALIGN AT FLOORS
ABOVE AND BELOW IN FIELD U.O.N.

22. ALL EXISTING FLOOR SLABS TO REMAIN SHALL BE INSPECTED TO INSURE THEY ARE CLEAN, DURABLE AND FREE OF SURFACE CONTAMINANTS.
FLOOR PREP WILL INCLUDEl REMOVAL AND REPLACEMENT OF NON-DURABLE CONCRETE, DECONTAMINATION OF THE CONCRETE SURFACE TO
RENDER IT SUITABLE FOR SPECIFIED ADHESIVES, CREATION OF SURFACE PROFILE WHERE WARRANTED FOR THE INSTALLATION OF SPECIFIED
FLOORING MATERIAL, LEVELING ANF REPAIR OF SURFACE IRREGULARITIES.

23. SELECTIVELY DEMOLISH EXISTING CMU WALLS IF REQUIRED FOR NEW OUTLETS, DUCTWORK, PIPING, CONDUITS, ETC.  PATCH WITH NEW CMU TO
MATCH ADJACENT EXISTING.

24. PROVIDE FIRESTOPPING AS REQUIRED AT ALL FLOOR PENETRATIONS SERVING DENTAL CHAIRS, SPIT BOWLS, & ALL UTILIZATION EQUIPMENT.

25. CONTRACTOR TO PROVIDE SCANNING OF ALL EXISTING SLABS TO LOCATE EXISTING REINFORCING IN CONCRETE BEAMS/RIBS, UTILITIES, ETC. FOOR
COORDINATION PURPOSES. SCANNING AREAS TO INCLUDE, BUT NOT LIMITED TO, BEAM PENETRATION AREAS & NO CORE ZONES AS IDENTIFIED ON
STRUCTURAL DRAWINGS.
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23 TYPICAL MTL. STUD PARTITION HEAD DETAIL - PERPENDICULAR  TO DECK

FIRESTOPPING/SEALANT AT FULL
HEIGHT SHEATHING AS OCCURS

PROVIDE SLIP
CONNECTION TO
ALLOW FOR
DEFLECTION AT
ALL PARTITIONS

SHEATHING (HEIGHT, NO. OF LAYERS
& MATERIAL VARIES- REF. PLANS AND
PARTITION TYPES)

PROVIDE SOLID BLOCKING AT TOP OF
SHEATHING

SOUND BATT OR BATT INSULATION
AS OCCURS - REF. ARCH. PLANS AND
PARTITION TYPES

TYPICAL FIRE RATED PARTITION DETAILS

5"

HORIZONTAL JT AT SHAFTWALL

METAL STUD FRAMING AS
SCHEDULED

1" SHAFTWALL LINER

CONT. SEALANT AT TOP &
BOTTOM OF FIRESTOP

ANGLE AT HORIZONTAL
JOINTS TO RUN LENGTH OF
JOINTS

CONTROL JOINT

FIRE SAFING INSULATION

METAL STUD FRAMING AS SCHEDULED

TYPE X GWB.  REF. TO ARCH. PLANS &
PARTITION TYPES

PREFORMED METAL CONTROL JOINT,
TYP.

1/2" 1/2"

1 1/2"

1/2"

FIRESTOPPING- COMPRESS MIN. 30%

STRUCTURAL STEEL CONNECTIONS
(SEE STRUCTURAL DRAWINGS)

C.M.U. PARTITION (VARIES-REF.
PLANS & PARTITION TYPES
(SEE STRUCT'L DWGS FOR
LOCATIONS)

SOLID C.M.U.
CONCRETE JOIST FLOOR SLAB -
(SEE STRUCTURAL DRAWINGS)

1 TYPICAL CMU PARTITION HEAD DETAIL

SEALANT & BACKER ROD AT FULL
HEIGHT SHEATHING AS OCCURS

CONCRETE RIB FLOOR SLAB - REF.
STRUCTURAL DRAWINGS

7/8" HAT CHANNEL @ 16" O.C. &
5/8" GWB (BOTH SIDES) WHERE
OCCURS

BETWEEN JOISTSBELOW JOISTS

SEALANT & BACKER
ROD AT FULL
HEIGHT SHEATHING
AS OCCURS

OFF CENTER BELOW JOISTS

1. ALL PARTITIONS ARE TO EXTEND FROM FLOOR TO UNDERSIDE OF
THE STRUCTURE ABOVE UNLESS OTHERWISE NOTED.

2. SEE THE FINISH DRAWINGS AND FINISH SCHEDULE FOR ALL
MATERIALS/FINISHES.

3. FOR ALL FIRE RATED PARTITIONS, REFER TO TYPICAL DETAILS ON
G-1.0.4 AND G-2.1 SERIES DRAWINGS.

4. ALL MRGWB BOARD IS TO EXTEND FROM THE FLOOR TO UNDERSIDE
OF THE CEILING, IN ADDITION TO ADEQUATE BOARD ABOVE THE
CEILING AS REQUIRED.

4. METAL STUDS SPANNING MORE THAN 14'-0" SHALL NOT BE LESS
THAN 18 GAUGE.

5. METAL STUD SPACING SHALL BE 16" O.C. MAXIMUM.

6. ALL RECESSED CABINETS AND / OR EQUIPMENT ITEMS OCCURRING
IN FIRE RATED PARTITIONS ARE TO BE ENCLOSED IN
CONSTRUCTION EQUIVALENT TO THE FIRE RATING OF THE
PARTITIONS IN WHICH THEY OCCUR.

7. SEE INTERIOR ELEVATIONS AND/OR PLANS FOR SPECIAL GWB
WORK AT ALL ENCLOSED SPACES.

8. WHERE PARTITIONS ENCOUNTER STRUCTURE, I.E. SOFFITS,
COLUMNS AND PIERS, PROVIDE SUFFICIENT LAYERS OF GWB,
INSULATION, ETC., ON ADDITIONAL FRAMING TO MAINTAIN THE
INTEGRITY OF THE ACOUSTICAL AND FIRE RATINGS AS CALLED FOR
BY THE PARTITION TYPE.

9. FOR ALL EXTERIOR WALLS, REFER TO PLAN DETAILS AND FINISH
SCHEDULE FOR INTERIOR FINISH MATERIALS.

10. INTERIOR FACE OF EXTERIOR WALLS TO BE 5/8" GWB, UNLESS
OTHERWISE NOTED. SEE FINISH SCHEDULE FOR ADDITIONAL 
INFORMATION.

11. AT PARTITIONS WITH TRANSOM LIGHTS, ETC., PARTITION TYPE
SHOWN OCCURS BOTH ABOVE AND BELOW TRANSOM FRAMING.

12. WHERE OCCURRING, THE ACOUSTICAL BATT INSULATION IS TO
COMPLETELY FILL THE PARTITION FROM THE FLOOR SLAB BELOW
TO THE SLAB/DECK ABOVE UNLESS OTHERWISE NOTED.

PARTITION NOTES & ABBREVIATIONS

PARTITION ABBREVIATIONS

MS METAL STUD (SIZE AS NOTED)
C-H "C-H" TYPE METAL STUD (SIZE AS NOTED)
AI ACOUSTICAL (BATT) INSULATION
CMU CONCRETE MASONRY UNIT (SIZE AS NOTED)
CBB CEMENTITIOUS BACKER BOARD
GWB GYPSUM WALL BOARD
AR ABUSE RESISTANT
FR FIRE RESISTANT (TYPE-X)
MR MOISTURE RESISTANT
PLY 3/4" PLYWOOD

13. IT IS THE INTENT OF THESE DOCUMENTS THAT EVERY PARTITION BE
IDENTIFIED BY A PARTITION TYPE KEY.  IN THE EVENT THAT A
PARTITION IS NOT LABELED ANYWHERE IN THESE DOCUMENTS,
CONSULT w/ ARCHITECT TO DETERMINE TYPE.

14. WHEREVER DOUBLE-STUD ACOUSTIC PARTITION CONSTRUCTION IS
SHOWN, THERE SHALL BE NO RIGID CONNECTIONS FROM ONE ROW
OF STUDS TO THE OTHER.

15. SEAL ALL OPENINGS AND PARTITION EDGES AT FIRE PARTITIONS.
SEE G-2.1 SERIES FLOOR PLANS FOR FIRE PARTITION LOCATIONS.

16. SEAL ALL OPENINGS AND PARTITION EDGES AT PARTITION ABOVE
CEILING FOR RETURN AIR PLENUM.

17. ACOUSTICAL SEALANT IS TO BE USED AT THE TOP AND BOTTOM OF
ALL PARTITIONS CONTAINING ACOUSTICAL INSULATION INCLUDING
ALL PENETRATIONS.

18. SEE STRUCTURAL DRAWINGS FOR REINFORCEMENT OF ALL CMU
PARTITIONS.

19. PROVIDE BULLNOSE CMU SHAPES AT EXPOSED CMU CORNERS AND
EDGES.

20. REFER TO 2003 UL FIRE RESISTANCE CATALOG FOR COMPLETE UL
ASSEMBLIES NOTED IN PARTITION TYPE SCHEDULE.

21. PROVIDE CONTROL JOINTS AS REQUIRED: VERIFY THAT THE
LOCATIONS OF THE CONTROL JOINTS SHOWN ARE CORRECT FOR
THE APPLICATION SHOWN. FOLLOW MANUFACTURER'S
RECOMMENDATIONS FOR THE PLACEMENT OF CONTROL JOINTS
ASSOCIATED WITH ABUSE-RESISTANT GYPSUM WALLBOARD, AS
THESE MAY BE MORE EXTENSIVE THAN WOULD BE EXPECTED OF
CONTROL JOINT SPACING IN NORMAL GYPSUM WALLBOARD
FINISHES. FINAL LOCATIONS TO BE REVIEWED BY THE ARCHITECT.

23. ALL EXPOSED VERTICAL GWB CORNERS ARE TO HAVE HIGH
STRENGTH SQUARE CORNER BEADS AS SPECIFIED UNLESS
OTHERWISE NOTED.
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PARTITION TYPES SCHEDULE

TYPE
Wall - core- Metal Stud

Type Wall Sheathing - symbol side
Wall Sheathing Height - symbol side

height Wall Sheathing - opp. side
Wall Sheathing Height - opp. side

height
Acoustic
Insulation

UL
ASSEMBLY

FIRE
RATING

STC
RATING NOTES

A01 1/2" MS 1 LAYER WOOD VENEER FULL HEIGHT No
A02 EXIST'G STUDS 1 LAYER ARGWB- 1 LAYER PLY FULL HEIGHT No
A4
A13 2 1/2" MS 1 LAYER GWB FULL HEIGHT 1 LAYER GWB 6" ABV. CEILING No
A21 3 5/8" MS 1 LAYER GWB FULL HEIGHT 1 LAYER GWB FULL HEIGHT No
A22 3 5/8" MS 1 LAYER GWB 6" ABV. CEILING 1 LAYER GWB 6" ABV. CEILING No
A23 3 5/8" MS 1 LAYER GWB FULL HEIGHT 1 LAYER GWB 6" ABV. CEILING No
A24 3 5/8" MS 1 LAYER GWB FULL HEIGHT 1 LAYER GWB FULL HEIGHT Yes
A26 3 5/8" MS 1 LAYER GWB FULL HEIGHT 1 LAYER GWB 6" ABV. CEILING Yes
A27 3 5/8" MS 1 LAYER GWB FULL HEIGHT 1 LAYER GWB FULL HEIGHT No
A28 3 5/8" MS 1 LAYER GWB FULL HEIGHT 1 LAYER GWB FULL HEIGHT No
A29 3 5/8" MS 1 LAYER ARGWB- 1 LAYER PLY FULL HEIGHT 1 LAYER GWB FULL HEIGHT Yes
A34 6" MS 1 LAYER GWB FULL HEIGHT 1 LAYER GWB FULL HEIGHT Yes
A36 6" MS 1 LAYER GWB FULL HEIGHT 1 LAYER GWB 6" ABV. CEILING Yes
A42 8" MS 1 LAYER GWB 6" ABV. CEILING 1 LAYER GWB 6" ABV. CEILING No
B24 3 5/8" MS 2 LAYER GWB FULL HEIGHT 1 LAYER GWB FULL HEIGHT Yes
B28 3 5/8" MS 2 LAYER GWB FULL HEIGHT 1 LAYER GWB FULL HEIGHT No 1/32" THICK LEAD LINED WALL @ 7'-2" AFF (ONE SIDE)
D22 3 5/8" MS  1 LAYER MRGWB 6" ABV. CEILING 1 LAYER GWB 6" ABV. CEILING No
D23 3 5/8" MS  1 LAYER MRGWB FULL HEIGHT 1 LAYER GWB 6" ABV. CEILING No
D26 3 5/8" MS  1 LAYER MRGWB FULL HEIGHT 1 LAYER GWB 6" ABV. CEILING Yes
D28 3 5/8" MS 1 LAYER CBB FULL HEIGHT 1 LAYER GWB 6" ABV. CEILING Yes
E23 3 5/8" MS  1 LAYER MRGWB FULL HEIGHT 1 LAYER MRGWB 6" ABV. CEILING No
E26 3 5/8" MS  1 LAYER MRGWB FULL HEIGHT 1 LAYER MRGWB 6" ABV. CEILING Yes
F Match Existing Match Existing Match Existing Match Existing Match Existing
F01 7/8" MS 1 LAYER GWB FULL HEIGHT No
F02 7/8" MS 1 LAYER GWB FULL HEIGHT No
F03 7/8" MS 1 LAYER MRGWB FULL HEIGHT No
F12 2 1/2" MS 1 LAYER GWB 6" ABV. CEILING No
F13 2 1/2" MS 1 LAYER MRGWB 6" ABV. CEILING No
F21 3 5/8" MS 1 LAYER GWB FULL HEIGHT No
F22 3 5/8" MS 1 LAYER GWB 6" ABV. CEILING No
F24 3 5/8" MS 1 LAYER GWB FULL HEIGHT Yes
F27 3 5/8" MS 1 LAYER GWB 6" ABV. CEILING No
F28 3 5/8" MS 1 LAYER CBB FULL HEIGHT Yes
H45 6" CMU 1 LAYER GWB FULL HEIGHT 1 LAYER GWB FULL HEIGHT Yes SEE DETAIL 1/G-1.0.4 FOR HAT CHANNEL & GWB LOCATIONS
M
MX Match Existing Match Existing To Structure Above Match Existing To Structure Above
S21 4" MS C-H 1 LAYER 1" LINER GWB TYPE-X FULL HEIGHT Yes U415 2HR
X01 ETR WALL Match Existing FULL HEIGHT No 1HR
X22 3 5/8" MS 1 LAYER GWB TYPE-X FULL HEIGHT 1 LAYER GWB TYPE-X FULL HEIGHT Yes U465 1HR
X22A 3 5/8" MS 1 LAYER GWB TYPE-X- 1 LAYER PLY FULL HEIGHT 1 LAYER GWB TYPE-X FULL HEIGHT Yes U423 1HR
X25 3 5/8" MS 1 LAYER GWB TYPE-X FULL HEIGHT 1 LAYER GWB TYPE-X FULL HEIGHT Yes U465 1HR
X26 3 5/8" MS 2 LAYERS GWB TYPE-X FULL HEIGHT 2 LAYERS GWB TYPE-X FULL HEIGHT Yes U411 2HR
X28 3 5/8" MS 1 LAYER GWB TYPE-X FULL HEIGHT 1 LAYER GWB TYPE-X FULL HEIGHT Yes U465 1HR
X35 6" MS 1 LAYER GWB TYPE-X FULL HEIGHT 1 LAYER GWB TYPE-X FULL HEIGHT Yes U465 1HR
X42 8" MS 1 LAYER GWB TYPE-X FULL HEIGHT 1 LAYER GWB TYPE-X FULL HEIGHT Yes U465 1HR
Y23 6" CMU FULL HEIGHT No U906 2HR

NO. REVISION DATE



10.3 CODE ANALYSIS

Construction Type
IA is the construction type on record for this building.

Fire Resistance Rate Requirements for Building Elements (Table 601)
· Structural Frame: Including columns, girders, trusses 3 Hours
· Bearing Walls: Exterior 3 Hours

       Interior 3 Hours
· Nonbearing Walls and Partitions: Exterior 0 Hours (per table 602)
· Nonbearing Walls and Partitions: Interior 0 Hours
· Floor Construction: Including supporting beams and joists2 Hours
· Roof Construction: Including supporing beams and joists1 1/2 Hours

Sprinklers
· NFPA 13 system to be modified according to alteration, change of occupancy needs.
· Check needed to determine if current system meets 100 psi requirement.  Hose connections will remain at main landings.  FDCs only when

required by code.  CT 2009 Amendment Section 905.2.1 Exception acceptable for buildings where highest floor level is < 150 feet above lowest
level of fire department vehicle access.

Existing Atrium
New construction in the atrium will conform to separation requirements.  Existing construction that is newly exposed to the atrium shall be brought up to conform to
separation requirements.  The proposed alterations documented in this set do not significantly alter the nature of the existing atrium.  Reference the atrium gross area
tabulation chart below and atrium area diagrams on the following code sheets.

Seismic Requirements
Treated as I-2 “Hospital” in case there is a break in a service line that is tied to the hospital area of the overall building.  New loads will be considered, such as new
roofs, any RTU loads, increased loads, etc.

High Rise Requirements for Area C
There are no high rise stairs in Area C therefore we are not considering any high rise provisions in the documented renovation area.

Change of Occupancy
Existing occupancy is B, I-2 and A-3 non-separated.  The design team intends on classifying the renovation as B Business Occupancy with some areas designated
as “Ambulatory Care Facilities” under the provisions of the 2012 IBC, with Special Detailed Requirements Based on Use and Occupancy as per 2012 IBC Section
422, by Code Modification.  Existing A-3 areas (lecture halls) on the ground floor are to remain as-is.  The existing Basement Level I-2 area (Central Sterile) is to
remain as-is and untouched in this project.

Laboratory classifications
Classifications will be determined by quantities of chemicals.  UConn will provide information to Design Team in the next phase.

Means of Egress
· The existing stairs serving Area C will receive code compliant guardrails/handrails to the best degree feasible – handrail extensions may not be

feasible depending on existing landing and door layout.

Accessibility
· Second floor courtyards will be made accessible by this project.  Courtyard occupant limits should be posted (49) since it is not feasible to add

secondary remote points of egress to the layouts.
· The design team will generate a summary of the percentage of the building being renovated to determine the “20% rule” extents.

Secondary roof drains
The design team will provide secondary drains/scuppers where new roofs are constructed.  Some existing drains will be relocated slightly to allow for the placement
of new rooftop equipment.  New secondary roof drains will not be provided at these locations as they will serve the same roof areas as the existing drains.

Electrical
NEC 2011 will be applicable to this project.

Existing Essential Electrical System
· The existing Area C essential system distribution is currently served from alternate power source located in existing Area L and will be maintained

where not impacted by the renovation.
· Existing life safety, critical, and equipment branch feeders, panelboards, and branch circuits will remain unless impacted by the renovation.

Generally, feeders are not expected to be impacted by the renovation whereas panelboards and branch circuits within fully renovated areas will be
removed and replaced by new distribution, panelboards and branch circuits to suit the renovation program.

· Existing emergency egress illumination, including lighting fixtures, branch circuits, and sources of supply, will remain unless impacted by the
renovation.  Where existing branch circuits are interrupted or otherwise disturbed by the renovation, preference will be given to reconnecting to
sources of supply originating from the new life safety branch of the essential electrical system

New Essential Electrical System
· The renovation of Area C will include installation of a new essential electrical distribution system with separate life safety, critical, and equipment

branches to serve areas and equipment directly associated with the renovation.
· The new essential electrical system will be supplied by normal power sources originating in Area C and alternate power sources originating in

Area T (new In-Patient Tower).  Alternate power sources will be distributed from the Area T to existing Area H via underground ductbanks under
separate building construction and renovation projects.  Area C essential electrical distribution will interface to Area T alternate power source within
existing Area H and routed to Area C by interior routed feeders consisting of 2 hour rated mineral insulated cables for the life safety and critical
branches and conduit feeders for the equipment branch.

· New separate automatic transfer switches will be provided for the life safety, critical, and equipment branches to serve new distribution feeders,
panelboards, and branch circuits supplying the renovated areas and sized to accommodate the future retirement and removal of the existing life
safety, critical, and equipment branches as dictated by future Area C renovations.

· New emergency egress illumination, including lighting fixtures, branch circuits, and sources of supply, will originate from the new life safety branch of
the essential electrical system.

· The new elevator power requirements will be determined after further investigation.

Exposed combustibles
Foam insulation was added to the back of exterior wall construction at some point and is exposed to the plenum.  This renovation project will propose to remediate this
exposure only within the project limits by encasement via intumescent coating.
Note: Refer to Volume 5 for remediation scope.

PLUMBING FIXTURE COUNTS
FLOOR EXISTING

PUBLIC PRIVATE (SUITES)

REQUIRED PROVIDED

PRIVATE (SUITES)PUBLIC

BASEMENT
19,528 SF

Water Closet

Lavatories

Drinking Fountains

Other

Male

Female

Male

Female

0 0 3 10

0 0 3 10

0 0 2 10

0 0 2 10

0 0 2 00

0 0 1 service sink 00

GROUND FLOOR
73,232 SF

Water Closet

Lavatories

Drinking Fountains

Other

Male

Female

Male

Female

2 3 9 32

2 3 9 32

2 3 6 32

2 3 6 32

4 0 8 18

0 5 1 service sink 40

GROUND FLOOR
(ASSEMBLY)
5,841 SF

Water Closet

Lavatories

Drinking Fountains

Other

Male

Female

Male

Female

0 0 2 00

0 0 3 00

0 0 1 00

0 0 1 00

0 0 1 00

0 0 1 service sink 00

MAIN FLOOR
79,266 SF

Water Closet

Lavatories

Drinking Fountains

Other

Male

Female

Male

Female

5 10 9 97

5 15 9 95

3 10 6 93

4 14 6 94

7 0 8 73

0 4 1 service sink 20

FIRST FLOOR
69,196 SF

Water Closet

Lavatories

Drinking Fountains

Other

Male

Female

Male

Female

2 11 8 89

3 11 8 78

2 10 5 73

4 13 5 84

3 0 7 53

0 3 1 service sink 10

SECOND FLOOR
69,333 SF

Water Closet

Lavatories

Drinking Fountains

Other

Male

Female

Male

Female

4 8 52

2 9 61

3 8 51

3 9 61

4 1 34

0 2 1 service sink 00

TOTAL
316,396 SF

Water Closet

Lavatories

Drinking Fountains

Other

Male

Female

Male

Female

13 32 39 2620

12 38 40 2616

10 31 25 259

13 39 25 2711

18 1 33 1618

0 14 6 service sinks 70

8

8

5

5

7

FACILITY

ATRIUM GROSS AREA TABULATION
FLOOR PROPOSED NEW GROSS AREA

6766 GSF

EXISTING GROSS AREA

3141 GSF

3703 GSF

5729 GSF

19,339 GSF

3141 GSF

6820 GSF

4556 GSF

4838 GSF

19,355 GSF

Ground Floor

Main Floor

First Floor

Second Floor

Total Area

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"

Architectural Resources
Cambridge, P.C.

501 Boylston Street
Suite 4101

Boston, MA 02116
tel 617.547.2200

www.arcusa.com
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ZZZZ

UP

UP

UP

UP

UP

UP

UP

SEPARATION WALL LEGEND

2 HR FIRE BARRIER

"AREA C" USE GROUP LEGEND

2 HR FIRE BARRIER (EXITS / SHAFTS)

USE GROUP A-3

USE GROUP B

GROSS ATRIUM AREA (REF. CHART ON G-2.2.0)

NOT IN RENOVATION SCOPE

SCOPE LEGEND

NOT IN PROJECT SCOPE

DOOR - 1 1/2 HR FIRE RATING

INDICATES DOOR HAS BEEN DERATED

USE GROUP B (AMBULATORY CARE FACILITIES)

1 HR FIRE BARRIER

DOOR - 3/4 HR FIRE RATING

USE GROUP I-2

EXIT / OCCUPANT LEGEND

STAIR TOWER DESIGNATION

MAXIMUM EXIT CAPACITY (OCCUPANTS)

CONFERENCE ROOM NUMBER / LOCATION

ACTUAL EXIT LOAD (OCCUPANTS)

MAXIMUM EXIT CAPACITY (OCCUPANTS)
EXIT DISCHARGE

ACTUAL EXIT LOAD (OCCUPANTS)

CONFERENCE ROOM USE OCCUPANT LOAD
CALCULATED USING ASSEMBLY OCCUPANT
LOAD FACTORS.

CS1

165

46

L7106
511 sf / 15 sf / occ = 34 occ

165

119

ATRIUM NOTES:
1. ALL NEW ATRIUM CONSTRUCTION TO COMPLY WITH 1-HR SEPARATION REQUIREMENT.
2. ALL NEWLY EXPOSED EXISTING CONSTRUCTION TO COMPLY WITH 1-HR SEPARATION REQUIREMENT.
3. EXISTING TO REMAIN MAY NOT FULLY COMPLY WITH 1-HR SEPARATION REQUIREMENT.

GENERAL NOTES + SYMBOLS

"EMPLOYEE WORK AREA" PER IBC SECTION 1104.3.1EWA

MAXIMUM TRAVEL DISTANCE FROM
FURTHEST POINT

COMMON PATH OF TRAVEL
100' MAX

300' MAX

2 HR FIRE BARRIER (EXITS / SHAFTS) - HORIZONTAL

NO EXISTING RATED AREA
SEPARATION

CS1
156
32

CS3
150
80

CENTRAL STERILE / SUPPLY

STORAGE

MACHINE ROOM

= OCC71
100

7049 SF
I-2

= OCC64
300

19125 SF
M

= OCC13
100

1275 SF
B

= OCC24
300

7108 SF
S

35

13

12

25

12

36

32

Architectural Resources
Cambridge, P.C.

501 Boylston Street
Suite 4101

Boston, MA 02116
tel 617.547.2200

www.arcusa.com
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Author

BUILDING CODE ANALYSIS -
BASEMENT PLAN

G-2.1.0

BUILDING
CODE

ANALYSIS -
BASEMENT

PLAN

BID DOCUMENTS

BUILDING C
RENOVATION

263 FARMINGTON AVE.
FARMINGTON, CT 06030

 1/16" = 1'-0"
1 BASEMENT - CODE DIAGRAM

AREA C
GENERAL
STORAGE AREA
CENTRAL STERILE / SUPPLY
MACHINE ROOM

13 occ
24 occ
71 occ
64 occ

1,275 sf / 100 sf / occ
7,108 sf / 300 sf / occ
7,049 sf / 100 sf / occ
19,125 sf / 300 sf / occ

TOTAL 172 occ34,557 sf

TO BE PRINTED IN COLOR
NO. REVISION DATE



DN

DN

DN

UP

UP

UP

UP

UP

UP

UP

UP

UP

UP

ZZZZ

DN

DN

DN

UP

UP

UP

SEPARATION WALL LEGEND

2 HR FIRE BARRIER

"AREA C" USE GROUP LEGEND

2 HR FIRE BARRIER (EXITS / SHAFTS)

USE GROUP A-3

USE GROUP B

GROSS ATRIUM AREA (REF. CHART ON G-2.2.0)

NOT IN RENOVATION SCOPE

SCOPE LEGEND

NOT IN PROJECT SCOPE

DOOR - 1 1/2 HR FIRE RATING

INDICATES DOOR HAS BEEN DERATED

USE GROUP B (AMBULATORY CARE FACILITIES)

1 HR FIRE BARRIER

DOOR - 3/4 HR FIRE RATING

USE GROUP I-2

EXIT / OCCUPANT LEGEND

STAIR TOWER DESIGNATION

MAXIMUM EXIT CAPACITY (OCCUPANTS)

CONFERENCE ROOM NUMBER / LOCATION

ACTUAL EXIT LOAD (OCCUPANTS)

MAXIMUM EXIT CAPACITY (OCCUPANTS)
EXIT DISCHARGE

ACTUAL EXIT LOAD (OCCUPANTS)

CONFERENCE ROOM USE OCCUPANT LOAD
CALCULATED USING ASSEMBLY OCCUPANT
LOAD FACTORS.

CS1

165

46

L7106
511 sf / 15 sf / occ = 34 occ

165

119

ATRIUM NOTES:
1. ALL NEW ATRIUM CONSTRUCTION TO COMPLY WITH 1-HR SEPARATION REQUIREMENT.
2. ALL NEWLY EXPOSED EXISTING CONSTRUCTION TO COMPLY WITH 1-HR SEPARATION REQUIREMENT.
3. EXISTING TO REMAIN MAY NOT FULLY COMPLY WITH 1-HR SEPARATION REQUIREMENT.

GENERAL NOTES + SYMBOLS

"EMPLOYEE WORK AREA" PER IBC SECTION 1104.3.1EWA

MAXIMUM TRAVEL DISTANCE FROM
FURTHEST POINT

COMMON PATH OF TRAVEL
100' MAX

300' MAX

2 HR FIRE BARRIER (EXITS / SHAFTS) - HORIZONTAL

NO EXISTING RATED AREA
SEPARATION

CS1
156
116

CS2
150
98

CS3
150
133

CS4
156
40

CS5
150
76

CS6
150
76

CS7
150
77

CS8
150
76

325
206

165
0

CLINICAL SKILLS
4,634 sf / 100 sf / occ = 47
CG027 = 32
(47+32=79)
40 Occ directed to CS4

CG036CG027CG076

CG079B

CG101
STORAGE ROOM

CG049

CG008

CG237

CG254

CG166B
(STORAGE ROOM)

CG157A

CG174

= OCC18
100

1766 SF
B

= OCC43
100

4211 SF
B

= OCC26
100

2563 SF
B

= OCC7
100
654 SF

B

= OCC3
300
734 SF

M

= OCC
3750 SF

A 258
FIXED SEATS

= OCC2
300
466 SF

M

= OCC14
100

1314 SF
B

= OCC2
100
132 SF

B

= OCC5
100
458 SF

B

= OCC3
100
206 SF

B

= OCC9
100
875 SF

B

= OCC1
100
91 SF

B
= OCC3

100
254 SF

B

= OCC34
100

3392 SF
B

= OCC2
100
124 SF

B

= OCC28
15

417 SF
B

= OCC2
100
151 SF

B

= OCC47
100

4634 SF
B

= OCC
1311 SF

A 73
FIXED SEATS

= OCC9
50

433 SF
B = OCC37

100
3613 SF

B

= OCC18
100

1735 SF
B

= OCC20
100

1931 SF
B

= OCC2
100
195 SF

B

= OCC81
100

8034 SF
B

= OCC5
100
407 SF

B

= OCC1
300
140 SF

S

= OCC1
300
148 SF

S

= OCC3
100
268 SF

B

= OCC1
300
126 SF

S

26

18

25

13

13

4

3

3

3

51

73283

18

43

43

87

87

42

43

37

30

5

2

1

8
16

2

9

1

167

2

28

= OCC24
15

353 SF
A

= OCC2
300
310 SF

S

= OCC12
300

3527 SF
E

= OCC20
15

297 SF
B

= OCC2
300
355 SF

S

= OCC12
15

170 SF
A

= OCC32
15

480 SF
A

= OCC9
15

125 SF
A

7

7

2
34

18

5

3

29

2

2

17

9

93

1

1 1

206
= OCC33

100
3284 SF

B

73

72

39

20

20

= OCC
1100 SF

A 30
LOOSE SEATS

= OCC
630 SF

A 20
LOOSE SEATS

50

25

31

7

222'

62'

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"
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GROUND FLOOR PLAN

G-2.1.1

BUILDING
CODE

ANALYSIS -
GROUND

FLOOR PLAN

BID DOCUMENTS

BUILDING C
RENOVATION

263 FARMINGTON AVE.
FARMINGTON, CT 06030

 1/16" = 1'-0"
1 GROUND FLOOR - CODE DIAGRAM

 1/32" = 1'-0"
2 GROUND FLOOR - EXISTING ATRIUM KEY PLAN

AREA C
GENERAL
CG071 (MEZZANINE)
CG101
CG008 (ELECT RM)
CG027
CG036
CG049

FIXED SEATS
LOOSE SEATS
ADA SEATS

CG076
FIXED SEATS
LOOSE SEATS
ADA SEATS

CG79B
CG157A (STOR RM)
CG166B (STOR RM)
CG174
CG215
CG220
CG237
CG254

561 occ
5 occ
1 occ

12 occ
32 occ
28 occ

258 occ
-- occ
-- occ

73 occ
-- occ
-- occ
12 occ
2 occ
1 occ

20 occ
43 occ
17 occ
9 occ

24 occ

56,159 sf / 100 sf / occ
401 sf / 100 sf / occ
126 sf / 300 sf / occ

3,527 sf / 300 sf / occ
480 sf /   15 sf / occ
417 sf /   15 sf / occ

170 sf /   15 sf / occ
355 sf / 300 sf / occ
310 sf / 300 sf / occ
297 sf /   15 sf / occ
641 sf /   15 sf / occ
250 sf /   15 sf / occ
125 sf /   15 sf / occ
353 sf /   15 sf / occ

TOTAL 1,098 occ69,692 sf

3,750 sf

1,311 sf

TO BE PRINTED IN COLOR
NO. REVISION DATE



UPUP

ZZZZ

UPUP

UPUP

UPUP

UPUP

SEPARATION WALL LEGEND

2 HR FIRE BARRIER

"AREA C" USE GROUP LEGEND

2 HR FIRE BARRIER (EXITS / SHAFTS)

USE GROUP A-3

USE GROUP B

GROSS ATRIUM AREA (REF. CHART ON G-2.2.0)

NOT IN RENOVATION SCOPE

SCOPE LEGEND

NOT IN PROJECT SCOPE

DOOR - 1 1/2 HR FIRE RATING

INDICATES DOOR HAS BEEN DERATED

USE GROUP B (AMBULATORY CARE FACILITIES)

1 HR FIRE BARRIER

DOOR - 3/4 HR FIRE RATING

USE GROUP I-2

EXIT / OCCUPANT LEGEND

STAIR TOWER DESIGNATION

MAXIMUM EXIT CAPACITY (OCCUPANTS)

CONFERENCE ROOM NUMBER / LOCATION

ACTUAL EXIT LOAD (OCCUPANTS)

MAXIMUM EXIT CAPACITY (OCCUPANTS)
EXIT DISCHARGE

ACTUAL EXIT LOAD (OCCUPANTS)

CONFERENCE ROOM USE OCCUPANT LOAD
CALCULATED USING ASSEMBLY OCCUPANT
LOAD FACTORS.

CS1

165

46

L7106
511 sf / 15 sf / occ = 34 occ

165

119

ATRIUM NOTES:
1. ALL NEW ATRIUM CONSTRUCTION TO COMPLY WITH 1-HR SEPARATION REQUIREMENT.
2. ALL NEWLY EXPOSED EXISTING CONSTRUCTION TO COMPLY WITH 1-HR SEPARATION REQUIREMENT.
3. EXISTING TO REMAIN MAY NOT FULLY COMPLY WITH 1-HR SEPARATION REQUIREMENT.

GENERAL NOTES + SYMBOLS

"EMPLOYEE WORK AREA" PER IBC SECTION 1104.3.1EWA

MAXIMUM TRAVEL DISTANCE FROM
FURTHEST POINT

COMMON PATH OF TRAVEL
100' MAX

300' MAX

2 HR FIRE BARRIER (EXITS / SHAFTS) - HORIZONTAL

STAIR CS1

7 P
103 2
72 1
0* M
116 G
32 B

188

200

CORRIDOR

156EXIT CAPACITY

* NO CONTRIBUTING LOAD
@ DISCHARGE LEVEL

STAIR CS2

6 P
107 2
98 1
0* M
98 G

196

200

CORRIDOR

150EXIT CAPACITY

* NO CONTRIBUTING LOAD
@ DISCHARGE LEVEL

STAIR CS3

59 2
26 1
0* M
133 G
80 B

159

165

CORRIDOR

150EXIT CAPACITY

* NO CONTRIBUTING LOAD
@ DISCHARGE LEVEL

STAIR CS4

80 2
89 1
0* M
40 G

129

165

EXTERIOR

156EXIT CAPACITY

* NO CONTRIBUTING LOAD
@ DISCHARGE LEVEL

STAIR CS5

88 1
0* M
76 G

164

165

EXTERIOR

150EXIT CAPACITY

* NO CONTRIBUTING LOAD
@ DISCHARGE LEVEL

STAIR CS6

80 2
72 1
0* M
76 G

148

165

EXTERIOR

150EXIT CAPACITY

* NO CONTRIBUTING LOAD
@ DISCHARGE LEVEL

STAIR CS7
150EXIT CAPACITY

* NO CONTRIBUTING LOAD
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BUILDING C
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 1/32" = 1'-0"
2 MAIN FLOOR - EXISTING ATRIUM KEY PLAN

AREA C
GENERAL
ATRIUM

RECEPTION
SEATING

585 occ
43 occ
5 occ

24 occ

58,412 sf / 100 sf / occ
4,820 sf / 100 sf / occ

TOTAL 657 occ63,232 sf

 1/16" = 1'-0"
1 MAIN FLOOR - CODE DIAGRAM

TO BE PRINTED IN COLOR
NO. REVISION DATE
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UP
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UPUP

SEPARATION WALL LEGEND

2 HR FIRE BARRIER

"AREA C" USE GROUP LEGEND

2 HR FIRE BARRIER (EXITS / SHAFTS)

USE GROUP A-3

USE GROUP B

GROSS ATRIUM AREA (REF. CHART ON G-2.2.0)

NOT IN RENOVATION SCOPE

SCOPE LEGEND

NOT IN PROJECT SCOPE

DOOR - 1 1/2 HR FIRE RATING

INDICATES DOOR HAS BEEN DERATED

USE GROUP B (AMBULATORY CARE FACILITIES)

1 HR FIRE BARRIER

DOOR - 3/4 HR FIRE RATING

USE GROUP I-2

EXIT / OCCUPANT LEGEND

STAIR TOWER DESIGNATION

MAXIMUM EXIT CAPACITY (OCCUPANTS)

CONFERENCE ROOM NUMBER / LOCATION

ACTUAL EXIT LOAD (OCCUPANTS)

MAXIMUM EXIT CAPACITY (OCCUPANTS)
EXIT DISCHARGE

ACTUAL EXIT LOAD (OCCUPANTS)

CONFERENCE ROOM USE OCCUPANT LOAD
CALCULATED USING ASSEMBLY OCCUPANT
LOAD FACTORS.

CS1

165

46

L7106
511 sf / 15 sf / occ = 34 occ

165

119

ATRIUM NOTES:
1. ALL NEW ATRIUM CONSTRUCTION TO COMPLY WITH 1-HR SEPARATION REQUIREMENT.
2. ALL NEWLY EXPOSED EXISTING CONSTRUCTION TO COMPLY WITH 1-HR SEPARATION REQUIREMENT.
3. EXISTING TO REMAIN MAY NOT FULLY COMPLY WITH 1-HR SEPARATION REQUIREMENT.

GENERAL NOTES + SYMBOLS

"EMPLOYEE WORK AREA" PER IBC SECTION 1104.3.1EWA

MAXIMUM TRAVEL DISTANCE FROM
FURTHEST POINT

COMMON PATH OF TRAVEL
100' MAX

300' MAX
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AREA C
GENERAL 624 occ62,372 sf / 100 sf / occ

TOTAL 624 occ62,372 sf

TO BE PRINTED IN COLOR
NO. REVISION DATE



UP

SEPARATION WALL LEGEND

2 HR FIRE BARRIER

"AREA C" USE GROUP LEGEND

2 HR FIRE BARRIER (EXITS / SHAFTS)

USE GROUP A-3

USE GROUP B

GROSS ATRIUM AREA (REF. CHART ON G-2.2.0)

NOT IN RENOVATION SCOPE

SCOPE LEGEND

NOT IN PROJECT SCOPE

DOOR - 1 1/2 HR FIRE RATING

INDICATES DOOR HAS BEEN DERATED

USE GROUP B (AMBULATORY CARE FACILITIES)

1 HR FIRE BARRIER

DOOR - 3/4 HR FIRE RATING

USE GROUP I-2

EXIT / OCCUPANT LEGEND

STAIR TOWER DESIGNATION

MAXIMUM EXIT CAPACITY (OCCUPANTS)

CONFERENCE ROOM NUMBER / LOCATION

ACTUAL EXIT LOAD (OCCUPANTS)

MAXIMUM EXIT CAPACITY (OCCUPANTS)
EXIT DISCHARGE

ACTUAL EXIT LOAD (OCCUPANTS)

CONFERENCE ROOM USE OCCUPANT LOAD
CALCULATED USING ASSEMBLY OCCUPANT
LOAD FACTORS.

CS1
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46

L7106
511 sf / 15 sf / occ = 34 occ
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ATRIUM NOTES:
1. ALL NEW ATRIUM CONSTRUCTION TO COMPLY WITH 1-HR SEPARATION REQUIREMENT.
2. ALL NEWLY EXPOSED EXISTING CONSTRUCTION TO COMPLY WITH 1-HR SEPARATION REQUIREMENT.
3. EXISTING TO REMAIN MAY NOT FULLY COMPLY WITH 1-HR SEPARATION REQUIREMENT.

GENERAL NOTES + SYMBOLS

"EMPLOYEE WORK AREA" PER IBC SECTION 1104.3.1EWA

MAXIMUM TRAVEL DISTANCE FROM
FURTHEST POINT

COMMON PATH OF TRAVEL
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AMBULATORY CARE FACILITY
9,927 SF

CS1
156
103

CS2
150
107

CS3
150
59

CS4
156
80

CS6
150
80

CS7
150
59

CS9
150
61

CARDIOLOGY
22,711 sf / 100 sf / occ = 227
Occ directed to CS2, CS3, CS7 and CS9

AREA H
1818 SF

COURTYARD
Post Occ Limit = 49

COURTYARD
Post Occ Limit = 49

= OCC7
100
622 SF

B

7

= OCC21
100

2092 SF
B

= OCC20
100

1939 SF
B

= OCC23
100

2227 SF
B

= OCC7
100
663 SF

B

= OCC5
100
457 SF

B= OCC4
100
345 SF

B
= OCC4

100
380 SF

B

= OCC8
100
772 SF

B

= OCC4
100
381 SF

B

= OCC3
100
223 SF

B

= OCC3
100
290 SF

B

= OCC4
100
389 SF

B

= OCC3
100
275 SF

B

= OCC2
100
144 SF

B

= OCC4
100
326 SF

B

= OCC6
100
518 SF

B

= OCC7
100
692 SF

B

= OCC9
100
870 SF

B

= OCC9
100
833 SF

B

= OCC8
100
745 SF

B

= OCC1
300
290 SF

M

= OCC1
300
176 SF

M

= OCC1
300
299 SF

M

= OCC10
50

485 SF
B

= OCC1
300
168 SF

M

= OCC6
100
512 SF

B

= OCC16
100

1580 SF
B

= OCC7
100
686 SF

B

= OCC32
100

3166 SF
B

= OCC62
100

6121 SF
B

= OCC12
100

1187 SF
B

= OCC38
100

3705 SF
B

= OCC36
100

3550 SF
B

5

4

4

8

14

13
10

45

27

27

3

6

3

10

77

49

49

7

31

40
1

5

10

1

= OCC23
100

2263 SF
B

18

18

1

1

1

28

= OCC26
15

390 SF
B

42

C2038

31

= OCC
1289 SF

A 54
LOOSE SEATS

4

8

7

8

43

17

11

40

= OCC3
100
221 SF

B

3

10

1

1

10

25

4

9

2

7

3

4

6

32

43

38

43

36

EWA

EWA

EWA

62'

13
2'

EWA

EWA

EWA

EWA EWA

EWA

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"

Architectural Resources
Cambridge, P.C.

501 Boylston Street
Suite 4101

Boston, MA 02116
tel 617.547.2200

www.arcusa.com

C
op
yr
ig
ht
 2
01
5,
 A
R
C
 / 
A
rc
hi
te
ct
ur
al
 R
es
ou
rc
es
 C
am
br
id
ge
, I
nc
.

SCALE:

JOB NO:

DATE:

DRAWN BY:

FILE NAME:

84 Orange Street
New Haven, CT 06510
tel 203.786.5110
fax 203.786.5330

www.svigals.com

tel 617.888.8343

www.bushwang.com

(UCONN PROJECT # 901737)

As indicated

12
/9
/2
01
5 
4 :
20
:5
1 
P
M

1302

12/10/2015

Author

BUILDING CODE ANALYSIS -
SECOND FLOOR PLAN

G-2.1.4

BUILDING
CODE

ANALYSIS -
SECOND

FLOOR PLAN

BID DOCUMENTS

BUILDING C
RENOVATION

263 FARMINGTON AVE.
FARMINGTON, CT 06030

 1/32" = 1'-0"
2 SECOND FLOOR - EXISTING ATRIUM KEY PLAN

 1/16" = 1'-0"
1 SECOND FLOOR - CODE DIAGRAM

AREA C
GENERAL
COURTYARDS

580 occ
98 occ

57,979 sf / 100 sf / occ
4065 sf / Post Occ Limit / 49 occ

TOTAL 678 occ62,508 sf

TO BE PRINTED IN COLOR
NO. REVISION DATE



PHASING NOTES (GENERAL):
1. PHASING INFORMATION PROVIDED FOR GENERAL INTENT ONLY TO ALIGN THE CONSTRUCTION SEQUENCE WITH OWNER USAGE NEEDS. CM TO

DEVELOP DETAILED PHASING/ SCHEDULE INFORMATION WITH OWNER REVIEW AND APPROVAL.  EXACT LIMIT OF WORK LINES FOR EACH PHASE
TO BE DETERMINED BY THE CM WITH INPUT FROM THE OWNER AND AFFECTED DEPARTMENT.

2. GENERAL PURPOSE OF PHASED CONSTRUCTION SEQUENCE IS TO ALLOW FOR CONTINUED OPERATION OF FACILITY DURING CONSTRUCTION
PERIOD.

3. PROVIDE TEMPORARY CONSTRUCTION TO ISOLATE WORK AREAS FROM PUBLIC ACCESS AS REQUIRED FOR EACH PHASE OF WORK.
4. ADDITIONAL MILESTONES AND FURTHER SCHEDULE BREAKDOWNS WILL BE REQUIRED TO COMPLETE THE WORK. ADDITIONAL DETAILED PHASING

 “SUB PHASES” ARE SUBJECT TO OWNER REVIEW AND APPROVAL.
5. WORK WITHIN ANY PHASE MAY BE TURNED OVER PRIOR TO END OF PHASE MILESTONE FOR THE BENEFIT OF THE OWNER, SUBJECT TO

AGREEMENT WITH THE OWNER.
6. TURNOVER OF PHASED WORK WILL BE REQUIRED PRIOR TO SUBSEQUENT PHASE PROCEEDING, INCLUDING BUT NOT LIMITED TO ACCEPTANCE BY

CODE OFFICIALS AND OWNER’S REVIEW AGENCIES.  SUFFICIENT TIME FOR RELOCATION/ MOVE IN BY OWNER WILL BE REQUIRED.  RELOCATION
DURATIONS TO BE COORDINATED WITH THE OWNER.

7. ADJACENT SPACES MAY BE NEEDED TO ACCESS UTILITIES TO SUPPORT THE PHASED CONSTRUCTION.  CM TO COORDINATE CLOSELY WITH
OWNER ANY TEMPORARY ACCESS OR USAGE TO ADDRESS OWNER’S NEEDED USE OF SPACE.

8. ANY AND ALL UTILITY SHUTDOWNS REQUIRED TO SUPPORT CONSTRUCTION TO BE COORDINATED WITH THE OWNER WHO SHALL BE NOTIFIED AT
LEAST 72 HOURS IN ADVANCE. SHUTDOWNS MUST BE SCHEDULED DURING OFF HOURS, SUBJECT TO REVIEW AND APPROVAL BY THE OWNER

PHASING (DENTAL):
1. DENTAL CLINICS AND CLINIC SUPPORT FUNCTIONS WILL REMAIN OPERATIONAL DURING PHASED RENOVATION OF THE DEPARTMENT. COORDINATE

ALL DEPARTMENTAL REQUIREMENTS TO ALLOW CONTINUED USE DURING CONSTRUCTION.
2. MAINTAINING DEFINED NUMBERS OF OPERATIONAL TREATMENT CHAIRS DURING THE RENOVATION IS CRITICAL TO MAINTAINING THE FUNCTIONAL

DENTAL TEACHING CLINIC.  CM TO COORDINATE WITH OWNER EXACT NUMBER OF CHAIRS REQUIRED (DETERMINED BY TEACHING REQUIREMENTS)
BASED ON FINAL SCHEDULE.  LIMIT OF WORK LINES FOR EACH PHASE TO BE VERIFIED AND APPROVED BY THE OWNER.

3. THE GENERAL INTENT OF CONSTRUCTION SEQUENCE:
a. RENOVATE VACATED SPACE
b. RELOCATE DEPARTMENTAL FUNCTION TO RENOVATED SPACE – INCLUDING ALL DEPARTMENTAL, FACILITY, & OTHER AGENCY SIGN-OFFS
c. RENOVATE SPACE VACATED BY PRIOR RELOCATION
d. REPEAT STEPS b AND c AS NECESSARY TO COMPLETE PROJECT SCOPE

PHASING (CARDIOLOGY)
4. CARDIOLOGY DEPARTMENT WILL REMAIN OPERATIONAL THROUGHOUT THE CONSTRUCTION PERIOD.  COORDINATE ALL DEPARTMENTAL

REQUIREMENTS TO ALLOW CONTINUED USE DURING CONSTRUCTION.
5. THE GENERAL INTENT OF CONSTRUCTION SEQUENCE:

a. RENOVATE VACATED SPACE (EXISTING CARDIAC STEP DOWN AREA – RELOCATED TO HOSPITAL TOWER),
b. RELOCATE DEPARTMENTAL FUNCTION TO RENOVATED SPACE – INCLUDING ALL DEPARTMENTAL, FACILITY, & OTHER AGENCY SIGN-OFFS
c. RENOVATE SPACE VACATED BY PRIOR RELOCATION
d. REPEAT STEPS b AND c AS NECESSARY TO COMPLETE PROJECT SCOPE
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PHASING NOTES (GENERAL):
1. PHASING INFORMATION PROVIDED FOR GENERAL INTENT ONLY TO ALIGN THE CONSTRUCTION SEQUENCE WITH OWNER USAGE NEEDS. CM TO

DEVELOP DETAILED PHASING/ SCHEDULE INFORMATION WITH OWNER REVIEW AND APPROVAL.  EXACT LIMIT OF WORK LINES FOR EACH PHASE
TO BE DETERMINED BY THE CM WITH INPUT FROM THE OWNER AND AFFECTED DEPARTMENT.

2. GENERAL PURPOSE OF PHASED CONSTRUCTION SEQUENCE IS TO ALLOW FOR CONTINUED OPERATION OF FACILITY DURING CONSTRUCTION
PERIOD.

3. PROVIDE TEMPORARY CONSTRUCTION TO ISOLATE WORK AREAS FROM PUBLIC ACCESS AS REQUIRED FOR EACH PHASE OF WORK.
4. ADDITIONAL MILESTONES AND FURTHER SCHEDULE BREAKDOWNS WILL BE REQUIRED TO COMPLETE THE WORK. ADDITIONAL DETAILED PHASING

 “SUB PHASES” ARE SUBJECT TO OWNER REVIEW AND APPROVAL.
5. WORK WITHIN ANY PHASE MAY BE TURNED OVER PRIOR TO END OF PHASE MILESTONE FOR THE BENEFIT OF THE OWNER, SUBJECT TO

AGREEMENT WITH THE OWNER.
6. TURNOVER OF PHASED WORK WILL BE REQUIRED PRIOR TO SUBSEQUENT PHASE PROCEEDING, INCLUDING BUT NOT LIMITED TO ACCEPTANCE BY

CODE OFFICIALS AND OWNER’S REVIEW AGENCIES.  SUFFICIENT TIME FOR RELOCATION/ MOVE IN BY OWNER WILL BE REQUIRED.  RELOCATION
DURATIONS TO BE COORDINATED WITH THE OWNER.

7. ADJACENT SPACES MAY BE NEEDED TO ACCESS UTILITIES TO SUPPORT THE PHASED CONSTRUCTION.  CM TO COORDINATE CLOSELY WITH
OWNER ANY TEMPORARY ACCESS OR USAGE TO ADDRESS OWNER’S NEEDED USE OF SPACE.

8. ANY AND ALL UTILITY SHUTDOWNS REQUIRED TO SUPPORT CONSTRUCTION TO BE COORDINATED WITH THE OWNER WHO SHALL BE NOTIFIED AT
LEAST 72 HOURS IN ADVANCE. SHUTDOWNS MUST BE SCHEDULED DURING OFF HOURS, SUBJECT TO REVIEW AND APPROVAL BY THE OWNER

PHASING (DENTAL):
1. DENTAL CLINICS AND CLINIC SUPPORT FUNCTIONS WILL REMAIN OPERATIONAL DURING PHASED RENOVATION OF THE DEPARTMENT. COORDINATE

ALL DEPARTMENTAL REQUIREMENTS TO ALLOW CONTINUED USE DURING CONSTRUCTION.
2. MAINTAINING DEFINED NUMBERS OF OPERATIONAL TREATMENT CHAIRS DURING THE RENOVATION IS CRITICAL TO MAINTAINING THE FUNCTIONAL

DENTAL TEACHING CLINIC.  CM TO COORDINATE WITH OWNER EXACT NUMBER OF CHAIRS REQUIRED (DETERMINED BY TEACHING REQUIREMENTS)
BASED ON FINAL SCHEDULE.  LIMIT OF WORK LINES FOR EACH PHASE TO BE VERIFIED AND APPROVED BY THE OWNER.

3. THE GENERAL INTENT OF CONSTRUCTION SEQUENCE:
a. RENOVATE VACATED SPACE
b. RELOCATE DEPARTMENTAL FUNCTION TO RENOVATED SPACE – INCLUDING ALL DEPARTMENTAL, FACILITY, & OTHER AGENCY SIGN-OFFS
c. RENOVATE SPACE VACATED BY PRIOR RELOCATION
d. REPEAT STEPS b AND c AS NECESSARY TO COMPLETE PROJECT SCOPE

PHASING (CARDIOLOGY)
4. CARDIOLOGY DEPARTMENT WILL REMAIN OPERATIONAL THROUGHOUT THE CONSTRUCTION PERIOD.  COORDINATE ALL DEPARTMENTAL
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5. THE GENERAL INTENT OF CONSTRUCTION SEQUENCE:

a. RENOVATE VACATED SPACE (EXISTING CARDIAC STEP DOWN AREA – RELOCATED TO HOSPITAL TOWER),
b. RELOCATE DEPARTMENTAL FUNCTION TO RENOVATED SPACE – INCLUDING ALL DEPARTMENTAL, FACILITY, & OTHER AGENCY SIGN-OFFS
c. RENOVATE SPACE VACATED BY PRIOR RELOCATION
d. REPEAT STEPS b AND c AS NECESSARY TO COMPLETE PROJECT SCOPE
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2. "WL" INDICATES  STEEL  LINTEL FOR CMU WALL OPENING AT THIS LEVEL.
REFER TO TYPICAL CMU LINTEL SCHEDULE FOR SIZE OF LINTEL AND DETAILS.
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Structural Framing Schedule

MARK SIZE
REINFORCING

BOTTOM
REINFORCING

TOP STIRRUPS

GB-1 1'-4" X 4'-0" (3)-#7 (3)-#7 #4 AT 10" O.C.
GB-2 1'-4" X 3'-2" (6)-#8 (6)-#8 #4 AT 8" O.C.
GB-3 1'-4" X 3'-2" (5)-#7 (5)-#7 #4 AT 16" O.C.
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NEW HSS5X5 STEEL
COLUMN

2'-0"

2'
-0

"

VAPOR RETARDER

(2)-#6X5'-0"
OVER PLATE

CENTERLINE COLUMN
AND GRADE BEAM

EMBED PLATE
3/4X10X1'-0"
FOR ANCHOR BOLT

BASE PLATE
1 1/2X11X1'-0"

6"
6"

5 1/2" 5 1/2"

TY
P

.
1 

1/
2"

2 1/2"

DBL NUT TOP

3/8X2 1/2X2 1/1
WASHER PLATE
WITH NUTS

(4)-1"Ø A.B.

6" BOLT
PROJECTION

2'
-6

"

A
S-3.0.0 PIER  CAGE

AT BOLTS

1 1/2"

1/4"

EXISTING
CONCRETE PIER

EX. STEEL COLUMN
TO BE REMOVED

PAVING BY OTHERS
#4 AT 12" O.C.

2'-0"

2'
-0

"

10
"

2
S-3.0.0PAVING  BY OTHERS BUILDING SLAB

#4 AT 16" O.C.

2'-0"

2'
-0

"

G
R

A
D

E
 B

E
A

M
 B

E
YO

N
D

#4 AT 16" O.C.
STAGGER BENDS

GRADE BEAMS,
REFER TO SCHEDULE

1' - 4" 1' - 4"

10
"

3'
 - 

2"

MAIN FLOOR
426' - 0"

FIRST FLOOR
440' - 8"

9.5

4
S-3.0.0

3
S-3.0.0

EXISTING
CONCRETE BEAM

BOTTOM OF EX. CONCRETE
BEAM EL 438'-0"

TO CENTERLINE NEW COLUMN

7' - 7"

TO CENTERLINE NEW COLUMN

7' - 7"

NEW STEEL
COLUMN IN WALL

NEW STEEL
BEAM

NEW STEEL
COLUMN IN WALL

NEW STEEL
BEAM

EXISTING
CONCRETE BEAM

5
S-3.0.0

TO CENTER OF EXISTING BEAM

7' - 4 1/2"

TO CENTER OF EXISTING BEAM

7' - 4 1/2"

2 1/2" 2 1/2"
S-4.0.0

9

S-4.0.0
9 OPP. HAND

(4)-#6 VERTICAL

#4 TIES AT 6" O.C.+
(3)-AT 3" TOP
FOR BOLT LENGTH

BEAM REINFORCING
NOT SHOWN FOR CLARITY

MAIN FLOOR
426' - 0"

FIRST FLOOR
440' - 8"

A-A

6' - 6"

C
O

N
C

. B
E

A
M

E
X

.  
2'

 - 
0"

 D
E

E
P

11' - 5"

NEW BEAM UNDER
EXISTING CONCRETE BEAM

BOTTOM OF
EX. CONCRETE
BEAM EL. 438'-0"

NEW COLUMN
IN NEW WALL

5' - 11"

A

3"

1"

5"
5' - 2" 5' - 6"

NEW COLUMN
IN NEW WALL

WORK POINT
ON CENTERLINE 9.5
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 3/4" = 1'-0"1 FOUNDATION SECTION
 3/4" = 1'-0"2 SECTION

 3/4" = 1'-0"4 SECTION
 3/4" = 1'-0"3 SECTION

 1/2" = 1'-0"6 SECTION

NO. REVISION DATE

 3/4" = 1'-0"A DETAIL

 1/2" = 1'-0"5 SECTION



T.O.  STEEL EL.
+439'-7"

1 1/2" , 20 GA. METAL
ROOF DECK

CONT. L3X3X5/16 (TYP.)

CONT. L5X5X3/8

VERTICAL L4X4X5/16
PRECAST SUPPORT
COORD. WITH PRECAST
SUPPLIER

JOINT 
2" EXP.1' - 0"

9.8

NEW 1 1/2", 20 GA.
METAL DECK

PLATE 3/8"X12"X1'-0" WITH
(4)-5/8" Ø  A.B.
DRILL AND EPOXY
(6" EMBED)

(2)-PLATES 3/8X4X0'-6"
(1)-EACH SIDE

EXISTING PRECAST
WALL PANEL

SAWCUT HOLE IN
EXISTING PRECAST
PANEL TO PLACE
NEW CONN.

CONCRETE WALL

EX.  2' - 0"

.

HSS8X4

PLATE 3/8"X12"X1'-0" WITH
(4)-5/8"Ø A.B. DRILL AND EPOXY
(6" EMBED)

EXISTING
CONCRETE SLAB

(2)-PLATES 3/8X4X0'-6"
(1)-EACH SIDE

1/4"
3 SIDES

TYP.

9 9/32"

8"
2 

1/
2"

W14X99

NEW CONCRETE
SLAB ON DECK

2' - 0"

V
.I.

F.

V.I.F.

6"

5"

8"
5"

#4 AT 12" O.C.
BEYOND
EX. COL

MOMENT CONN.

NEW W30

NEW CONCRETE
SLAB ON DECK

#4X2'-0" AT 12" O.C.
DRILL AND EPOXY

CONT. PLATE 5/16"

W8

1/2"

8"

3'
 - 

0"

NEW W30 PROVIDE FOR
KNIFE CONN.

E
X

. 3
6"

 C
O

N
C

. B
E

A
M

2" 1' - 2" 1' - 2" 1' - 2" 2"

2"
1'

 - 
2"

10
"

1'
 - 

2 
3/

4"

PLATE 3/4"X26"X3'-10"

3@8"

HSS4X4X5/16+
CONT. PLATE 3/4X10"

FINISH, REFER TO
ARCH'L DRAWINGS

5 
1/

4"

SLAB ON DECK
REFER TO PLAN

GLAZING SHOE
BY OTHERS

W8 BEAM
REFER TO PLAN

W30

3@8"
TYP.

CONT. 1/4" BENT PLATE
WITH 1/2"Ø A.B. AT 2'-0" O.C.
HILTI HIT-HY70
ADHESIVE (4 1/2" EMBED)

CMU LINTEL BLOCK

M
IN

.

4". 2"

L6X4X5/16 LLV WITH
(2)-1/2"Ø A.B. TO CONCRETE
HILTI HIT-HY200 ADHESIVE
AND (1)-1/2"Ø A.B. TO CMU
HILTI HIT-70 ADHESIVE

GROUTED CMU BOND BEAM
WITH (1)-#5 CONT.

M
IN

.

4"

CONT. 1/4" BENT PLATE
WITH 1/2"Ø A.B. AT 2'-0" O.C.
HILTI HIT-ICE ADHESIVE
(4 1/2" EMBED)

T/SLAB EL.
+440'-8"

2"

2"

6"

6"

EXISTING CONCRETE
BEAM

HSS5X5

CAP PLATE
1 1/2X14"X1'-0"

1/2" FITTED STIFFENER
PLATES (1)-EACH SIDE

NEW W14

CENTERLINE
OF EX. BEAM

EX. CONCRETE BEAM

6 1/2" 6 1/2"

2 1/2"

5"
1'

 - 
7"

1" NON SHRINK
DRYPACK

4"

1/4"

1/4"

T/SLAB EL.
+440'-1"

(4)-3/4" Ø A449
THREADED RODS
WITH WASHERS

1 1/2X12X2'-0" PLATE

PLATE 1 1/2X12X2'-0"

5/16"

5/16"

FIRST FLOOR
440' - 8"

6.2

WIDTH VARIES

SAWCUT AND REMOVE
EXISTING SLAB FOR
NEW PLUMBING CHASE

2'
 - 

0"

EXISTING CONCRETE
BEAM TO REMAIN

8"

EXISTING
CONCRETE COLUMN

EXISTING CONCRETE
BEAM TO REMAIN

8"

10"1'
 - 

6"

10

1" NON-SHRINK
DRYPACK

PLATE 3/4X12
NOTCH AROUND WEB

3' - 0 3/4"

1/4"
FULL LENGTH

1/4"
FULL LENGTH

2"1' - 6" 1' - 6"

2'
 - 

0"

1/4"
FULL LENGTH

L6X4X5/16X12" LONG WITH
(2)-5/8"Ø A.B. DRILL AND
EPOXY

STIFFENER PLATE
(1)-EACH SIDE

W8X31 COLUMN

1/4"

BASE PLATE 3/4X9X0'-9"
WITH (2)-5/8"Ø A.B.
DRILL AND EPOXY

1" NON-SHRINK
DRYPACK
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SECOND FLOOR
454' - 0"

10

6"

SLAB ON DECK

5/8" FITTED STIFFENER
PLATE (1)-EACH SIDE

EXISTING
CONCRETE BEAM

1" MIN. NON-SHRINK
DRYPACK

1X9X1'-0" WITH
(2)-5/8"Ø A.B.
DRILL AND EPOXY
(6" EMBED)

5/8" FITTED STIFFENER
PLATES (1)-EACH SIDE

BASE PLATE 3/4X9X0'-9"
WITH (2)-5/8" Ø A.B.
DRILL AND EPOXY

1" MIN. NON-SHRINK
DRYPACK

6"

W8x40

1/2" FITTED
STIFFENER PLATE

1' - 6"

2'
 - 

0"

5 
1/

4"
8"

TOP AND
BOTTOM

TYP.

EXISTING CONCRETE
BEAM

8"

(2)-L4X3X5/16 WITH
(9)-3/4"Ø A490 BOLTS

W33

PLATE 1/2X4X0'-6"

#3X3'-0" (4" EMBED)
DRILL AND EPOXY

8" 1' - 4" 1' - 4" 8" 1' - 6"

TYP.

W33

4 
1/

2"

3'
 - 

0"

WT WT WT

W8X40
(TYPICAL)

3
S-4.0.1

EX. CONCRETE
JOIST

EXISTING CONCRETE BEAM

2
S-4.0.1

(3)-W8X40

TEMPORARY SHORE
EXISTING BEAM TO PLACE
NEW W33

NON-SHRINK
DRYPACK

PLATE 1 1/2X12X4'-0"

1/4"

5/16

TYP.

1/4"
TYP.

PIECE OF WT
CUT FROM W8X40

C
O

N
C

R
E

TE
 B

E
A

M

E
X

IS
TI

N
G

 3
6"

 D
E

E
P

EXISTING SLAB TO REMAIN

SAWCUT & REMOVE EX. CONCRETE
BEAM TO PLACE NEW W33

4 
1/

2"

4 1/2" SLAB BEYOND

W33X152

5/16"

1' - 0" 10" 10" 1' - 0"

TEMPORARY SHORE

3/8" FITTED STIFFENERS
(1)-EACH SIDE OF WEB
(TYPICAL)
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D

TOP OF EX. ROOFING

EX. ROOF

HSS4X4X5/16 POST

DUCTS, REFER TO
MECHANICAL DWGS.

HSS8X4X5/16

BASE PLATE
5/8X6X0'-10" WITH
(4)-5/8"Ø ANCHOR BOLT
DRILL AND EPOXY
(6" EMBED)

G
R

O
U

T
1 

1/
2"

 N
O

N
 S

H
R

IN
K

L3X3X5/16
BRACING, (TYP.)

3/8" GUSSET PLATE
(TYP.)

8"

PIECE
HSS3x3x5/16

EXISTING CONCRETE
JOIST

4"

1" PLATE WITH
(4)-5/8"Ø ANCHOR BOLT
DRILL AND EPOXY

G
R

O
U

T
1"

  N
O

N
-S

H
R

IN
K

NUT AND WASHER
TOP AND BOTTOM

(2)-L4X3 1/2X5/16

NEW BEAM

CORE 2" Ø HOLE
FOR BOLT

5/8"Ø THREADED ROD

NUT AND WASHER
TOP AND BOTTOM

SAWCUT NEW ROOF
OPENING IN EXISTING
SLAB AND ROOF JOIST

EXISTING CONCRETE BEAM

ROOFING, REFER
TO ARCH'L DRAWINGS

8SW16 JOIST AT 16" O.C.

3/8" FITTED
STIFFENER PLATE

1' - 0"

8"

4 
1/

2"
1'

 - 
0"

4
S-5.0.0

1 1/2" ROOF DECK

REFER TO SECTION 5/S-5.0.1
FOR ROOF AT AREA B
PENTHOUSES

4" 4"

4 
1/

2"
1'

 - 
0"

Ø CORE, TYP.

NEW BEAM
3/8" FITTED STIFFENER
BOLT SIDE ONLY

2"

5/8"Ø THREADED
ROD

HSS3X3X5/16

3
S-5.0.0

4"
WIDTH IN FIELD

VERIFY EX. JOIST

4"

HSS5X5 COLUMN

HSS5X5 GIRT

HSS3X3 DIAGONAL
BRACE, TYPICAL

EX. SLAB
ROOF

HSS5X5 GIRT

HSS3X3 DIAGONAL
BRACE, TYPICAL

NEW W12

1 1/2" METAL
ROOF DECK

HSS5X5X5/16 POST

S-5.0.1
4

S-5.0.1
3

2
S-5.0.0

CL CONT. PLATE 1/4X1'-4"

3@8"

3@8"

8" LIGHT
GAGE JOIST

1' - 2"

16 GA. CLIP
ANGLE

1 1/2" ROOF DECK

G
R

O
U

T
1"

 N
O

N
-S

H
R

IN
K

1/2" PLATE
STIFFENED SEAT
CONNECTION.

BASE PLATE
3/4X10X0'-10" WITH
(4)-5/8"Ø A.B.
DRILL AND EPOXY

CL

EXISTING
CONCRETE
BEAM

HSS5X5

W16

T/SLAB EL.
+453'-4"

11
S-5.0.0

3' - 0"

10
S-5.0.0

FOR NEW DUCT OPENING

SAWCUT AND REMOVE SLAB T/SLAB EL.
+453'-4"

PLATE 2X12X2'-6"
(TYPICAL)

W16

FULL PEN:
WELD MOMENT
CONNECTION (TYP.)

W36
THRU

5/16"
TYP.

(8)-1"Ø A449 THREADED
RODS (TYP.)

PLATE 2X12X2'-6"
(TYPICAL)

10
S-5.0.0

HSS8X8

FULL PEN WELD MOMENT
CONNECTION, TOP AND BOTTOM
TYPICAL

TO
 B

E
 R

E
M

O
V

E
D

E
X

. C
O

N
C

 B
E

A
M

TO BE REMOVED

EX. CONC. BEAM

REMOVE PORTION OF BEAM
TO PLACE CONN. PLATES

FOR CONN. TO
WALL, REFER
TO SECTION 2/S-5.0.0

EXISTING 36" BEAM

6" 6" 6" 6"

CENTERLINE
CONCRETE BEAM

PLATE 2X12X2'-6"

(8)-1"Ø A449
THREADED RODS

5/8" FITTED
STIFFENER PLATE
(TYP.)

FULL PEN MOMENT
CONNECTION
TOP AND BOTTOM

FIELD VERIFY
HSS COLUMN
BEYOND

FOR DETAILS
OF HANGER,
REFER TO SECTION
8/S-5.0.0

CL

8
S-5.0.0

HSS8X8 HSS8X8

STIFFENED
SEAT CONN.
1/2" PLATE

TEFLON SLIDE
BEARING

BEARING PLATE
3/4X7X1'-0"

ROLL CLIP WITH
13/16"X2" SLOTTED
HOLE

W16

EXISTING CONCRETE
BEAM

CL

1/2" FITTED
STIFFENER
PLATE

8
S-5.0.0

1' - 0"

8"

1' - 0"

W36X135
STUB TYP.

2"

FULL PEN
MOMENT CONNECTION
TOP AND BOTTOM
(TYPICAL)

W36X135 STUB

W36

5/8" FITTED STIFFENER
PLATE. (TYPICAL)

PLATE 2X12X2'-6"

(8)-1"Ø A449
THREADED RODS

5/16"
TYP.

CL

W36

PIECE OF WT
CUT FROM
W36X135
(TYP.)

BEARING PLATE
2X10X1'-0" WELD
TO BEAM

TOP OF CONCRETE
COLUMN

R
E

M
O

V
E

D

S
LA

B
 T

O
 B

E

NON-SHRINK
GROUT

2'
 - 

4"
1'

 - 
0"

1'
 - 

0"
2"

TO
 B

E
 R

E
M

O
V

E
D

C
O

N
C

R
E

TE
 B

E
A

M

1" FILL PLATE
(TYP.)
WELD TO PLATE

PLATE 1"X14"

(6)-1"Ø THRU BOLTS
A588 ROD

10"

3"
3"

3"
3"

4 
1/

2"

CL

EXISTING COLUMN
TO REMAIN

9"

STIFFENED
SEAT CONN.
1/2" PLATE

TEFLON SLIDE
BEARING

BEARING PLATE
3/4X12X1'-0"

13
S-5.0.0

3/4" CAP PLATE

3/8" FITTED STIFFENER
(1)-EACH SIDE

1' - 6"

ROLL CLIP

HSS8X8

PLATE 3/4X12"

W36

3/4" TOP PLATE

5/16"
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 3/4" = 1'-0"4 ROOF SECTION

 1/2" = 1'-0"5 ROOF SECTION

NO. REVISION DATE

 1 1/2" = 1'-0"6 ROOF SECTION

 3/4" = 1'-0"7 ROOF SECTION

 3/4" = 1'-0"8 ROOF SECTION

 3/4" = 1'-0"9 ROOF SECTION
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1 1/2" ROOF  DECK

8" STEEL JOIST

16 GA. CLIP ANGLE

8", 16GA. TRACK

TOP OF ROOF
SLAB

PENTHOUSE ROOF
483' - 4"

EXP. JT.
2"

CONT. L6X6X5/16

1/4" 3@8"

ROOF/PENTHOUSE
467' - 4"

CONT. PLATE 1/4"

3" METAL ROOF DECK
1' - 2"

3/16 3@8"
TYP.

CONT. L4X4X5/16

W12

1/4" 3@8"

10
S-2.0.1

CL

1' - 2"

3@8"
TYP.

3" ROOF DECK

HSS4X4

EXISTING 12"
COLUMN

MECH'L UNIT
BY OTHERS

HSS5X5

BASE PLATE 1X12X1'-0" WITH
(4)-5/8" A.B. DRILL AND EPOXY

EXISTING CONCRETE
JOIST AND SLAB

PLATE 3/4X9X0'-9" WITH
(2)-3/4"Ø THRU BOLTS

NEW HSS3X3X5/16
BRACE AT ALL
BEAMS ALIGNED
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 3/4" = 1'-0"9 ROOF SECTION
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 3/4" = 1'-0"8 ROOF SECTION
 3/4" = 1'-0"7 ROOF SECTION
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OPENING W/CONCRETE (3500 PSI)

INFILL EXISTING FLOOR

EXISTING CONCRETE
BEAM

2", 20 GA. COMPOSITE
METAL DECK. MAX SPAN=5'-0"

L4X4X5/16 AT PERIMETER
WITH 5/8"Ø A.B. AT 2'-0" O.C.
DRILL AND EPOXY(6" EMBED)

SPRAY ON
FIREPROOFING
(TYP.)

2"

2", 18 GA. COMPOSITE
METAL DECK. MAX SPAN=7'-0"

HOLES AT DENTAL CHAIRS
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CORE NOT ALLOWED

DO NOT CORE
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CENTERLINE
JOIST
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JOIST
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WITH (2)-5/8"Ø THRU BOLTS WITH
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WALL BETWEEN JOISTS

EXISTING CONCRETE
SLAB

(2)- 5/8"Ø ANCHOR BOLTS
AT 8" O.C.
DRILL AND EPOXY
HILTI HIT-HY200
(3 1/8" EMBED)

WALL BELOW JOISTS

4"

EXISTING CONCRETE
JOIST, (TYP.)

PLATE 3/8X12XHEIGHT
AS REQUIRED
AT 4'-0" O.C.
BOLT SPACING AT 8" O.C.

NEW CMU WALL(2)-5/8"Ø THRU BOLT
WITH WASHERS

(2)-5/8"Ø THRU BOLT
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SLAB
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JOIST, (TYP.)
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SLAB

PLATE 3/8X12X8"
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MASONRY LINTEL SCHEDULE
WALL

WIDTH
WALL

OPENING
LINTEL

SIZE
DETAILMARK

L-1

L-2

L-3

L-4

6"

8"

8"

6" UP TO 4'-0"

4'-0" TO 8'-0"

UP TO 4'-0"

4'-0" TO 8'-0"

WT4X9

WT7X11

(2)-L3 1/2X3 1/2X5/16

(2)-L5X3 1/2X5/16 (LLV)

DL-2

DL-2

DL-1

DL-1

NOTE:
1. PROVIDE LINTELS WHERE NEEDED AND NOT SHOWN

ON STRUCTURAL DRAWINGS, COORDINATE WITH ARCHITECTURAL AND MECHANICAL
DRAWINGS FOR LOCATION AND SIZE OF OPENING

2. IN EXISTING 8" WALLS ANGLE LINTELS SHALL BE PLACED BY SAWCUTTING ON SIDE OF
WALL FOR HALF THICKNESS OF WALL AND PLACE ANGLE, REPEAT PROCEDURE FOR
OTHER SIDE OF WALL

3. PROVIDE 8" BEARING FOR LINTEL EACH END.

4. CONTRACTOR IS RESPONSIBLE FOR OBTAINING ARCHITECTURAL AND MECHANICAL
DRAWINGS DURING THE BID TO COORDINATE OPENINGS REQUIRING NEW LINTELS.

5. CONTRACTOR SHALL PROVIDE TEMPORARY SHORING AS REQUIRED TO PLACE NEW LINTELS.

DETAIL DL-1

8" CMU

DETAIL DL-2

6" CMU
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 3/4" = 1'-0"1 TYPICAL CONCRETE INFILL AT EXISTING FLOOR OPENING
 3/4" = 1'-0"2 TYPICAL CORES FOR DENTAL CHAIR DETAIL

 3/4" = 1'-0"3 TYPICAL SECTION AT CORES FOR DENTAL CHAIR
 1 1/2" = 1'-0"4 TYPICAL GLAZING SHOE DETAIL

 3/4" = 1'-0"5

TYPICAL 3" Ø CORE HOLE THRU EXISTING
CONCRETE BEAM

 3/4" = 1'-0"6

TYPICAL TOP OF CMU WALL TO FLOOR OR
ROOF CONNECTIONS

NO. REVISION DATE

 1 1/2" = 1'-0"9 TYPICAL SECTION AT SIGNAGE
 1 1/2" = 1'-0"A TYPICAL PLAN DETAIL AT SIGN

 3" = 1'-0"10

TYPICAL SECTION AT 3 5/8" STUD LOW
WALL PARTITION

 3" = 1'-0"11

TYPICAL SECTION AT 6" STUD LOW WALL
PARTITION



GENERAL NOTES

GENERAL

GOVERNING CODE:  STATE BUILDING CODE, 2005 CONNECTICUT SUPPLEMENT WITH THE 2013 AMENDMENT (2003
INTERNATIONAL BUILDING CODE).

DESIGN LOADS: TOWN OF FARMINGTON

MINIMUM LIVE LOADS: OFFICES: 50 PSF
CORRIDORS: 100 PSF
STAIRS: 100 PSF
PARTITIONS: 20 PSF

ROOF LOAD:

ROOF SNOW LOAD CRITERIA:  Pg = 35 PSF, Ce = 0.9 AND Is = 1.2, Ct= 1.0 WITH INCREASES FOR SNOW DRIFTING,
UNBALANCES AND SLIDING PER SECTION 1608 (2003 IBC).

MINIMUM ROOF LIVE LOAD = 30 PSF

ROOF DEAD LOAD IN EXCESS OF EXISTING DEAD LOADS = 10 PSF

WIND LOAD CRITERIA: SECTION 1609 (2003 IBC) WITH BASIC WIND SPEED = 95 MPH, BUILDING CATEGORY IV, Iw =
1.15, EXPOSURE CLASSIFICATION "B".

MINIMUM WIND LOAD ON PRIMARY STRUCTURE = 15 PSF

WIND LOADS ON SECONDARY ELEMENTS SHALL CONFORM WITH ASCE 7-02.

TYPICAL WIND LOAD ON EXTERIOR WALLS = PER ASCE 7-02
MAXIMUM WIND LOAD AT CORNERS = PER ASCE 7-02
NET WIND UPLIFT ON STEEL JOIST ROOFS= PER ASCE 7-02
NET WIND UPLIFT AT OVERHANGS = PER ASCE 7-02

SEISMIC LOAD CRITERIA: AS PER SECTION 1616 (2003 IBC) WITH:
SEISMIC IMPORTANCE FACTOR, Ie = 1.5
SEISMIC USE GROUP = III
Ss = 0.242g, S1 = 0.064g
SOIL SITE CLASS = D
SPECTRAL RESPONSE COEFFICIENTS, Sds = 0.258G, Sd1 = 0.102g
SEISMIC DESIGN CATEGORY, C
BASIC SEISMIC-FORCE-RESISTING SYSTEM: EXISTING STRUCTURE NOT REQUIRING SEISMIC ANALYSIS

ASSUMED BEARING PRESSURE ON UNDISTURBED SOIL: 4000 PSF
ASSUMED BEARING PRESSURE ON COMPACTED FILL: 4000 PSF

1. SHOULD ANY OF THE DETAILED INSTRUCTIONS SHOWN ON THE PLANS CONFLICT WITH THE GENERAL
STRUCTURAL NOTES, THE SPECIFICATIONS, OR WITH EACH OTHER, THE STRICTEST PROVISION SHALL GOVERN.
1.
2. THE STRUCTURE IS DESIGNED TO BE SELF�SUPPORTING AND STABLE AFTER THE BUILDING IS FULLY
COMPLETED.  IT IS THE CONTRACTOR'S SOLE RESPONSIBILITY TO DETERMINE ERECTION PROCEDURE AND
SEQUENCE AND TO INSURE THE SAFETY OF THE BUILDING AND ITS COMPONENT PARTS DURING ERECTION.  THIS
INCLUDES THE ADDITION OF WHATEVER SHORING, SHEETING, TEMPORARY BRACING, GUYS OR TIEDOWNS WHICH
MIGHT BE NECESSARY.  SUCH MATERIAL SHALL REMAIN THE CONTRACTOR'S PROPERTY AFTER COMPLETION OF
THE PROJECT.

3. LOADS, OPENINGS AND STRUCTURE IN ANY WAY RELATED TO REQUIREMENTS OF OTHER (NON-
STRUCTURAL) DISCIPLINES ARE SHOWN FOR BIDDING PURPOSES ONLY.  THE CONTRACTOR SHALL OBTAIN FROM
THE HEATING AND VENTILATING, ELECTRICAL, PLUMBING AND OTHER SUBCONTRACTORS THE FINAL APPROVED
SIZE AND LOCATION OF ALL OPENINGS AND WORK TO BE PROVIDED FOR THEIR TRADE IN ROOFS, FLOORS AND
WALLS, WHETHER SHOWN OR NOT SHOWN ON STRUCTURAL DRAWINGS.  CONTRACTOR SHALL BE RESPONSIBLE
FOR TRANSMISSION OF REQUIREMENTS, LOCATIONS AND DETAILS TO STRUCTURAL SUBCONTRACTORS.  EXCESS
COST RELATED TO VARIATION IN MECHANICAL REQUIREMENTS ARE NOT TO BE BORNE BY THE OWNER.

4. MECHANICAL EQUIPMENT WEIGHTS USED IN DESIGN OF SUPPORTING ELEMENTS HAVE BEEN INDICATED
ON THE DRAWINGS.  CONTRACTOR SHALL NOTIFY THE ARCHITECT PRIOR TO INSTALLATION IF ACTUAL WEIGHT
EXCEEDS WEIGHT SHOWN ON DRAWINGS.

5. IT IS THE CONTRACTOR'S SOLE RESPONSIBILITY TO FOLLOW ALL APPLICABLE SAFETY CODES AND
REGULATIONS DURING ALL PHASES OF CONSTRUCTION.

6. SHOP DRAWINGS ARE TO BE CHECKED BY THE CONTRACTOR AND SUBCONTRACTOR AND BEAR
CHECKER'S INITIALS BEFORE BEING SUBMITTED TO THE ARCHITECT FOR APPROVAL.

7. THE CONTRACTOR SHALL VERIFY ALL DIMENSIONS, ELEVATIONS, ANGLES AND EXISTING CONDITIONS
BEFORE PROCEEDING WITH ANY WORK.

8. ALL SECTIONS AND DETAILS SHALL BE CONSIDERED TYPICAL AND APPLY FOR THE SAME AND SIMILAR
SITUATIONS THROUGHOUT THE BUILDING, UNLESS OTHERWISE SPECIFICALLY NOTED.

9. CONTRACTOR SHALL REVIEW ALL ARCHITECTURAL AND STRUCTURAL DRAWINGS PRIOR TO SUBMITTING
THEIR BID FOR REFERENCE TO ALL NOTES ON ARCHITECTURAL DRAWINGS REFERRING TO ASEE STRUCTURAL
DRAWINGS@.  IF THE SIZE OF ELEMENTS AND DETAILING OF MEMBERS IS NOT INDICATED, THE CONTRACTOR SHALL
CONTACT THE ARCHITECT TO REQUEST THE MISSING INFORMATION IN PREPARATION OF THEIR BID.  THESE
REFERENCED ITEMS SHALL BE PART OF THE BASE BID.

10. IN CASES OF DISCREPANCIES BETWEEN CONTRACT DOCUMENTS AND SUBMITTED SHOP DRAWINGS, THE
CONTRACT DOCUMENTS SHALL GOVERN INSTALLATION OF MATERIALS.

11. EXISTING BUILDING ELEMENTS AFFECTED BY NEW CONSTRUCTION HAVE BEEN REVIEWED FOR REVISED
LOADING CONDITIONS AND HAVE BEEN DETERMINED TO BE ADDEQUATE FOR NEW LOADING CONDITIONS.

FOUNDATIONS

1. BACKFILLING SHALL BE ACCOMPLISHED TO EQUAL HEIGHTS ON BOTH SIDES OF FOUNDATION WALLS TO
PREVENT MOVEMENTS DUE TO UNBALANCED EARTH PRESSURE.  WHERE EARTH IS ON ONE SIDE ONLY,
BACKFILLING AND COMPACTION SHALL NOT START UNTIL FLOOR SLAB OR ADEQUATE BRACING IS PROVIDED FOR
WALL SUPPORT (EXCEPT AT RETAINING WALLS).

2. ALL FOOTINGS ARE TO REST ON UNDISTURBED NATURAL SOIL, AS DEFINED IN THE SPECIFICATIONS, OR
CONTROLLED COMPACTED FILL, REGARDLESS OF ELEVATIONS SHOWN ON DRAWINGS.  FOOTING BOTTOM
ELEVATIONS SHALL NOT BE HIGHER THAN INDICATED ON THE FOUNDATION PLAN, NOR LESS THAN 3'-6" BELOW
FINISH GRADES.

3. IF FILL MATERIALS ARE ENCOUNTERED AT FOOTING BEARING ELEVATIONS, ALL FILL MATERIAL SHALL BE
EXCAVATED AND DISPOSED OF LEGALLY OFF-SITE.  THE OVER EXCAVATION SHALL BE BACKFILLED WITH
CONTROLLED COMPACTED FILL TO THE BOTTOM OF FOOTING ELEVATION AS REQUIRED.

4. ALL CONTROLLED COMPACTED BACKFILL UNDER FOOTINGS AND WITHIN THE FOOTPRINT OF THE
STRUCTURE SHALL BE COMPACTED TO 95% OF THE MODIFIED OPTIMUM DENSITY.

5. BOTTOM OF ALL EXTERIOR FOOTINGS SHALL BE AT LEAST 3'�6" BELOW FINISHED GRADE.  PRIOR TO
PROCEEDING WITH FOOTING EXCAVATION, THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE COORDINATION OF
FINISH GRADES AND BOTTOM OF EXTERIOR FOOTING ELEVATIONS TO MAINTAIN THE 3'-6" FROST PROTECTION.

6. ALL SOIL SURROUNDING AND UNDER ALL FOOTINGS SHALL BE PROTECTED FROM FREEZING AND FROST
ACTION DURING THE COURSE OF CONSTRUCTION.

7. FOOTING BOTTOMS SHALL STEP AT THE RATE OF 1 UNIT VERTICAL TO 2 UNITS HORIZONTAL WITH A
MAXIMUM VERTICAL STEP OF 1'�4".

8. WHERE SUBSURFACE PIPING PASSES THROUGH FOUNDATION WALLS, THE TOP OF THE FOOTINGS SHALL
BE AT LEAST 8" BELOW THE INVERT ELEVATION OF THE PIPING AND CONDUITS.  COORDINATE ALL INVERTS WITH
MECHANICAL, PLUMBING, FIRE PROTECTION, ELECTRICAL, SITE AND SITE UTILITY DRAWINGS.

9. WHERE FOOTINGS ARE IN CLOSE PROXIMITY OF SUBSURFACE PIPING OR CONDUIT, BOTTOM OF FOOTINGS
SHALL BE AT LEAST 8" BELOW INVERT ELEVATION OF PIPING OR CONDUITS.

10. KEEP FOUNDATION EXCAVATIONS FREE OF WATER AT ALL TIMES.

11. PLACEMENT OF ALL COMPACTED FILL MATERIALS MUST BE UNDER SUPERVISION OF AN APPROVED TESTING
LABORATORY (SEE SPECIFICATIONS).  CONCRETE FOUNDATIONS SHALL NOT BE PLACED UNTIL SUBGRADE HAS
BEEN CHECKED IN PLACE AND APPROVED BY TESTING LABORATORY.

12. EXISTING ON-SITE EXCAVATED MATERIALS SHALL NOT BE ACCEPTABLE BACKFILL MATERIAL BELOW
BUILDING FOUNDATIONS, SLABS ON GRADE, OR FOR BACKFILLING OF FOUNDATION WALLS , OR WITHIN 2 FEET OF
PAVEMENT GRADES.

13. CONTROL JOINT SPACING IN FOUNDATION WALLS SHALL NOT EXCEED 30 FEET.  50% OF HORIZONTAL
REINFORCEMENT SHALL EXTEND THROUGH JOINT AND HAVE A CLASS "B" SPLICE (PER ACI 318-95).

14. WHERE REQUIRED, CONSTRUCTION JOINTS SHALL BE KEYED AND OCCUR AT CONTROL JOINT INTERVALS.
PROVIDE BENTONITE WATERSTOP FULL HEIGHT IN ALL WALL CONSTRUCTION JOINTS BELOW GRADE.

15. SEE ARCHITECTURAL DRAWINGS FOR LOCATIONS OF BRICK OR CONCRETE MASONRY BLOCK SHELF
ELEVATIONS IN THE FOUNDATION WALLS.

16. THE LOCATION AND ELEVATION OF EXISTING FOOTINGS INDICATED ARE BASED ON DRAWINGS BY SEVERUD-
PERRONE-FISCHER-STURM-CONLIN-BANDEL, DATED APRIL 26, 1968, WHICH HAVE BEEN PROVIDED TO THE
DESIGNERS BY THE OWNER.  THIS INFORMATION IS PROVIDED FOR BIDDING PURPOSES ONLY.  ACTUAL EXISTING
FOUNDATIONS MAY VARY FROM WHAT IS INDICATED, AND MUST BE VERIFIED IN FIELD PRIOR TO PREPARATION OF
SHOP DRAWINGS.  NOTIFY ARCHITECT IF EXISTING CONDITIONS PRECLUDE USE OF DETAILS AS SHOWN.

17. PROVIDE CONTINUOUS BENTONITE WATERSTOPS BETWEEN THE TOP OF FOOTING AND BOTTOM OF ALL
WALLS WHERE THE SLAB ON GRADE IS BELOW THE FINISH GRADE.  PLACE THE WATERSTOP WITH A MINIMUM OF 2"
CLEAR FROM THE FACE OF WALL, OR PER THE MANUFACTURER=S WRITTEN INSTALLATION INSTRUCTIONS.  ATTACH
WATERSTOP TO THE CONCRETE PER THE MANUFACTURER=S WRITTEN INSTALLATION INSTRUCTIONS.

SLAB ON GRADE

1. ALL SLABS ON GRADE SHALL BEAR ON A VAPOR RETARDER OVER A MINIMUM OF 4 INCHES OF 3/4"
COMPACTED PROCESSED AGGREGATE FILL, OVER A MINIMUM OF 6 INCHES OF COMPACTED GRAVEL FILL.  ALL
JOINTS OF THE VAPOR RETARDER SHALL BE SEALED WITH TAPE.

2. IF FILL MATERIALS ARE ENCOUNTERED SLAB SUBGRADE ELEVATIONS, ALL FILL MATERIAL SHALL BE
EXCAVATED AND DISPOSED OF LEGALLY OFF-SITE.  THE OVER EXCAVATION SHALL BE BACKFILLED WITH
CONTROLLED COMPACTED FILL TO THE BOTTOM OF THE SLAB SUBGRADE AS REQUIRED.  ALL CONTROLLED
COMPACTED BACKFILL UNDER SLABS WITHIN THE FOOTPRINT OF THE STRUCTURE SHALL BE COMPACTED TO
95% OF THE MODIFIED OPTIMUM DENSITY.

3. EXISTING ON-SITE EXCAVATED MATERIALS SHALL NOT BE ACCEPTABLE BACKFILL MATERIAL BELOW
BUILDING SLABS ON GRADE.

4. CONTROL JOINTS ARE TO BE CREATED IN SLABS ON GRADE.  JOINTS SHALL BE SAW CUT 1/8" WIDE AND
TO A DEPTH EQUAL TO 1/4 OF THE SLAB THICKNESS.  LOCATE JOINTS A MAXIMUM OF 15'�0" ON CENTER IN
EACH DIRECTION, IN ADDITION TO THOSE LOCATIONS INDICATED ON PLAN.

5. CONSTRUCTION JOINTS AS REQUIRED SHALL BE KEYED AND DOWELED AND LOCATED AT INTERVALS
OF A MAXIMUM OF 75 FEET ON CENTER.

6. SEE ARCHITECTURAL DRAWINGS FOR LOCATION AND SIZE OF DEPRESSED AREAS IN CONCRETE SLABS
AND FOR CONCRETE PADS.  MAINTAIN FULL SLAB THICKNESS IN DEPRESSED AREAS, UNLESS OTHERWISE
SHOWN.

7. SEE ARCHITECTURAL DRAWINGS FOR LOCATION OF ALL MASONRY WALLS FOR WHICH NO FOOTING IS
SHOWN.  SEE DETAILS FOR SLAB REINFORCING REQUIREMENTS AT ALL WALL LOCATIONS.

8. CONTRACTOR SHALL CONSOLIDATE ALL SLAB CONCRETE USING VIBRATIONAL METHODS IN
CONFORMANCE WITH ACI 309, AGUIDE FOR CONSOLIDATION OF CONCRETE.

CONCRETE

MATERIALS:

CONCRETE SHALL DEVELOP STRENGTH IN 28 DAYS AS FOLLOWS:

LOCATION STRENGTH (PSI)

FOUNDATIONS 3000
WALLS 3000
SLABS ON GRADE 3500
SLABS ON METAL DECK 3500

1. ALL DETAILING, FABRICATION AND ERECTION OF REINFORCING BARS MUST FOLLOW THE LATEST ACI
CODE AND THE LATEST ACI "MANUAL OF STANDARD PRACTICE FOR DETAILING REINFORCED CONCRETE
STRUCTURES".

2. REINFORCING STEEL SHALL BE 60,000 PSI YIELD.

3. NO TACK WELDING OF REINFORCING WILL BE PERMITTED.

4. UNLESS NOTED OTHERWISE, ALL LAP SPLICES SHALL BE CLASS B, IN ACCORDANCE WITH ACI 318-02.

5. WELDED WIRE FABRIC SHALL CONFORM TO ASTM A�185.

6. WIRE MESH REINFORCEMENT MUST LAP ONE MESH SIZE AT SIDES AND ENDS AND BE WIRED
TOGETHER.

7. WELDED WIRE FABRIC SIDE LAPS SHALL BE STAGGERED TO AVOID FOUR MESH THICKNESS AT
COINCIDING END LAP AND SIDE LAP LOCATION.

8. NO CALCIUM CHLORIDE OR ADMIXTURES CONTAINING MORE THAN 0.1% CHLORIDE BY WEIGHT OF
ADMIXTURE SHALL BE USED IN THE CONCRETE.

9. BOTTOM OF ALL EXTERIOR FOOTINGS SHALL BE AT LEAST 3'�6" BELOW FINISHED GRADE.  PRIOR TO
PROCEEDING WITH FOOTING FORMWORK, THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE COORDINATION
OF BOTTOM OF EXTERIOR FOOTING ELEVATIONS WITH THE FINISH GRADES AND MAINTAINING THE 3'-6" FROST
PROTECTION.  WHERE SUBSURFACE PIPING PASSES THROUGH FOUNDATION WALLS, THE TOP OF FOOTINGS
SHALL BE AT LEAST 8" BELOW THE INVERT ELEVATION OF THE PIPING AND CONDUITS.  COORDINATE ALL
INVERTS WITH MECHANICAL, PLUMBING, FIRE PROTECTION, ELECTRICAL, SITE AND SITE UTILITY DRAWINGS.
PIPING OR CONDUITS SHALL NOT PASS THROUGH COLUMNS OR PIERS.

10. ALL HORIZONTAL STEEL SHOWN IN SECTIONS AND DETAILS SHALL BE CONTINUOUS, UNLESS
OTHERWISE NOTED.  ALL LAPS SHALL BE CLASS AB@ SPLICES IN ACCORDANCE WITH ACI 318.

11. AT INTERSECTIONS OF REINFORCED CONCRETE WALLS, PROVIDE CORNER DOWELS OF SAME SIZE AND
AT THE SAME SPACING AS THE SMALLER HORIZONTAL REINFORCING.  DOWELS SHALL HAVE A CLASS B LAP
WITH HORIZONTAL REINFORCING IN EACH DIRECTION.

12. PROVIDE DRILLED AND EPOXIED DOWELS OF SAME SIZE TO MATCH NEW REINFORCING WHERE NEW
CONSTRUCTION ABUTS EXISTING CONCRETE CONSTRUCTION.  LENGTH SHALL BE THE REQUIRED EMBEDMENT
DEPTH PER THE ANCHOR BOLT/EPOXY MANUFACTURER PLUS A CLASS AB@ LAP SPLICE FOR THE SIZE OF BAR.

13. PROVIDE CORROSION RESISTANT ACCESSORIES IN ALL EXPOSED CONSTRUCTION.

14. ALL KEYS IN CONCRETE WALLS SHALL BE 2 X 4 UNLESS NOTED OTHERWISE.

15. CONCRETE PIERS:  PLACE CONCRETE PIERS AND WALLS TOGETHER.  SET PIER REINFORCING AND SET
WALL REINFORCING THROUGH PIER VERTICAL BARS.  PROVIDE DOWELS WITH STANDARD HOOK FROM
FOOTING AT ALL PIERS.  SIZE AND QUANTITY OF DOWELS TO MATCH VERTICAL PIER REINFORCING, PROVIDE
CLASS "B" SPLICE.

16. SEE ARCHITECTURAL, MECHANICAL, PLUMBING, FIRE PROTECTION, ELECTRICAL, SITE, SITE UTILITY AND
EQUIPMENT DRAWINGS FOR CONCRETE PADS, SLEEVES, OPENINGS, RECESSES, AND BUILT-IN WORK IN
CONCRETE ELEMENTS.

17. THE CONTRACTOR SHALL FURNISH, LOCATE AND INSTALL ALL ACCESSORIES FOR PROPER ANCHORAGE
OF WOOD AND METAL FRAMING, WOOD BLOCKING, BRICK WORK AND MASONRY UNITS.  HE SHALL BE SOLELY
RESPONSIBLE FOR FURNISHING, LOCATING AND ENSURING PROPER QUANTITY OF ALL FASTENING DEVICES.

18. ALL CONCRETE TO REMAIN EXPOSED TO VIEW SHALL RECEIVE A SMOOTH RUBBED FINISH (SEE
SPECIFICATIONS).

19. ALL CONCRETE CORNERS WITH BOTH SIDES EXPOSED TO VIEW SHALL BE SQUARE UNLESS OTHERWISE
SHOWN OR NOTED.  THE EDGE SHALL BE RUBBED, PRODUCING A SMOOTH, DENSE SURFACE WITHOUT PITS OR
IRREGULARITIES.

20. PROVIDE CONTINUOUS VERTICAL DOVETAIL SLOTS AT 16 INCH CENTERS HORIZONTALLY FOR ALL
CONCRETE WALLS ABUTTING A MASONRY WALL OR MASONRY VENEER, UNLESS OTHERWISE NOTED.

21. PROVIDE CLEARANCE FROM EDGE OF REINFORCING TO EDGE OF CONCRETE AS FOLLOWS:

FOOTINGS (AGAINST EARTH) 3"
GRADE BEAMS (BOTTOM REINFORCING) 3"
BEAMS (LONGITUDINAL REINFORCING) 2"
COLUMNS AND PIERS (VERTICAL REINFORCING) 2"
WALLS, INTERIOR FACE 3/4"
WALLS, EXTERIOR FACE (#5 AND SMALLER) 1 1/2"
WALLS, EXTERIOR FACE (#6 AND LARGER) 2"
SLABS (INTERIOR) 3/4"
SLABS (EXTERIOR) 1 1/2"
SLABS ON GRADE (W.W.F.)   1/3 X THK. FROM TOP SURFACE

22. PROVIDE 2-#4 BARS IN TOP OF ALL CONCRETE BEAMS WITH STIRRUPS THAT DO NOT HAVE ANY OTHER
TOP STEEL SPECIFIED.

23. PROVIDE NO OPENINGS IN CONCRETE BEAMS UNLESS DETAILED ON THE STRUCTURAL DRAWINGS.

24. NO SLEEVES, HOLES OR INSERTS SHALL BE PLACED IN SLABS WITHIN 2'-0" OF THE EDGE OF COLUMNS,
OR ANYWHERE IN BEAMS, COLUMNS OR JOISTS WITHOUT APPROVAL OF THE ARCHITECT.

25. PROVIDE LENGTH OF BEARING ON MASONRY WALLS AS FOLLOWS, UNLESS NOTED OTHERWISE:

REINFORCED CONCRETE BEAMS: 8 INCHES
SOLID CONCRETE SLABS: 4 INCHES

26. JOINTS NOT INDICATED ON THE DRAWINGS SHALL BE MADE SO AS TO LEAST IMPAIR THE STRENGTH
OF THE STRUCTURE.  THERE SHALL BE NO HORIZONTAL JOINTS IN BEAMS OR SUSPENDED SLABS.

27. PROVIDE THE FOLLOWING AT OPENINGS IN ALL CONCRETE WALLS AND FRAMED SLABS, UNLESS
OTHERWISE INDICATED:

1-#5 AT EACH FACE ON EACH SIDE OF OPENING, EXTENDING 2'-0" BEYOND OPENING.

1-#5 X 4'-0" LONG AT EACH FACE DIAGONALLY AT EACH CORNER.

28. REINFORCING STEEL SHOP DRAWINGS SHALL INDICATE THE SEQUENCE IN WHICH LAYERS OF
CROSSING REINFORCING SHOULD BE PLACED, IN ORDER TO PRODUCE THE CORRECT OUTERMOST LAYER AS
INDICATED ON THE DRAWINGS.

29. SHOP DRAWINGS SHALL INDICATE LOCATIONS OF ALL WALL CONTROL AND CONSTRUCTION JOINTS.

STRUCTURAL STEEL

MATERIALS:

STRUCTURAL STEEL ASTM A 36
ALL W SHAPES ASTM A 992, GR.50
STRUCTURAL STEEL TUBING ASTM A500, GRADE B
STRUCTURAL STEEL PIPE ASTM A53, GRADE B
BOLTS ASTM A325
ANCHOR BOLTS ASTM F1554
WELDING ELECTRODE ASTM E 70

1. DESIGN, FABRICATION, AND ERECTION OF STRUCTURAL STEEL SHALL CONFORM TO CURRENT
AMERICAN INSTITUTE OF STEEL CONSTRUCTION SPECIFICATION.

2. WELDING SHALL CONFORM TO THE CODE FOR "ARC AND GAS WELDING IN BUILDING
CONSTRUCTION" OF THE AMERICAN WELDING SOCIETY.

3. ALL LOOSE BEAM LINTELS SHALL HAVE 8" MINIMUM BEARING.  SEE ARCHITECTURAL JAMB DETAILS
FOR LENGTHS.

4. FOR MISCELLANEOUS STEEL REFER TO ARCHITECTURAL DRAWINGS.

5. ALL WELDING SHALL BE DONE BY A CERTIFIED WELDER IN ACCORDANCE WITH A.W.S. STANDARDS.

6. PROVIDE LEVELING NUTS FOR ALL COLUMN BASE PLATES WITH FOUR (4) ANCHOR BOLTS AND
PROVIDE 1 1/2" MINIMUM NON-SHRINK GROUT.  PROVIDE 1/4" LEVELING PLATES ON 3/4" MINIMUM NON-SHRINK
GROUT AT ALL OTHER LOCATIONS, UNLESS OTHERWISE NOTED.

7. CONNECTIONS:

CONNECTIONS SHALL BE DESIGNED BY THE FABRICATOR AND CONSTRUCTED IN ACCORDANCE WITH THE
LATEST EDITION OF THE A.I.S.C. MANUAL OF STEEL CONSTRUCTION.  CONNECTIONS SHALL BE PROVIDED TO
CONFORM TO THE REQUIREMENTS OF TYPE 2 CONSTRUCTION UNLESS OTHERWISE DETAILED.

CONNECTIONS SHALL BE DESIGNED TO ACCOMMODATE THE REACTIONS RESULTING FROM THE ALLOWABLE
UNIFORM LOAD BEAM TABLES, PER THE AISC MANUAL, FOR THE SPAN INDICATED ON THE DRAWINGS.

MINIMUM CONNECTION ANGLE THICKNESS SHALL BE 5/16".  USE DOUBLE FRAMING ANGLE CONNECTIONS.

IN ADDITION TO PROVIDING ADEQUATE BOLTS TO ACCOMMODATE REACTIONS, THE FOLLOWING MINIMUM
NUMBER OF BOLT ROWS SHALL BE USED:

MEMBER DEPTH MINIMUM BOLT ROWS

  10" or Less 2
  12" to 14" 3
  16" to 18" 4
  21" to 24" 5
  27' to 30" 6
   Over 30" 7

CONNECTIONS SHALL BE MADE USING 3/4" DIAMETER ASTM A325 BOLTS (SNUG TIGHT OR SLIP CRITICAL) OR
WELDS, UNLESS NOTED OTHERWISE. IF TENSION CONTROL BOLTS ARE USED, CONNECTIONS SHALL BE
DESIGNED FOR SLIP CRITICAL BOLT ALLOWABLE LOAD VALUES.

PROVIDE SLOTTED BOLTED CONNECTIONS WHERE SHOWN WITH 13/16" X 1 7/8" SLOTTED HOLES USING ASTM
A 325 BOLTS WITH WASHERS.  NUTS SHALL BE FASTENED SNUG TIGHT, THEN UNTIGHTENED BY ONE-HALF
TURN.  PEEN THREADS TO PREVENT FURTHER LOOSENING OF NUT.

USE LARGER OF 1/4" FILLET WELDS OR MINIMUM SIZE PER AISC REQUIREMENTS WHERE NO WELD SIZE IS
SHOWN ON DRAWINGS.

WELDS IN EXCESS OF 24" IN LENGTH SHALL BE 3" STITCH WELDS AT 8" ON CENTERS, UNLESS SPECIFICALLY
SHOWN ON DRAWINGS TO BE CONTINUOUS.

MOMENT CONNECTIONS SHALL BE DESIGNED TO DEVELOP FULL  MOMENT CAPACITY OF THE ELEMENTS
CONNECTED, UNLESS SPECIFIC MOMENT IS INDICATED ON THE DRAWINGS.

8. NO WELDING OR FINAL BOLTING SHALL BE DONE UNTIL AS MUCH OF THE STRUCTURE THAT WILL BE
STIFFENED THEREBY HAS BEEN PROPERLY ALIGNED.

9. SEQUENCE OF PLACING WELDS SHALL BE SUCH AS TO AVOID DISTORTION OF MEMBERS.

10. ALL STRUCTURAL STEEL BEAMS AND COLUMNS ADJACENT TO MASONRY SHALL HAVE THE
FOLLOWING MASONRY ANCHORAGE:

16 GAGE GALVANIZED CHANNEL SLOTS (DUR�O�WAL, INC. D/A 901) WELDED TO COLUMNS AND BEAMS WITH
1/4" GALVANIZED STRAP ANCHORS (DUR�O�WAL, INC. D/A 914) SPACED 1'�4" O.C. AT COLUMNS AND 1'�4" AT
BEAMS (UNLESS OTHERWISE NOTED).  INSTALL PER MANUFACTURER'S SPECIFICATIONS.

11. PROVIDE DEFORMED BAR ANCHORS ON THE TOP OF ALL BEAMS SUPPORTING CONCRETE MASONRY
UNIT WALLS OR MULTI-WYTHE BRICK WALLS.  THE ANCHORS SHALL BE WELDED AT 24" ON CENTER AND
SHALL BE THE SAME SIZE AS THE WALL REINFORCING.  DEFORMED BAR ANCHORS SHALL BE PLACED BY A
TIMED STUD WELDING MACHINE.

12. STEEL MEMBERS SHOWN CONNECTED TO MASONRY WITH EXPANSION ANCHORS SHALL HAVE 3/4"
DIAMETER EXPANSION ANCHORS AT 2'-8" ON CENTERS IN VERTICALLY SLOTTED HOLES, UNLESS OTHERWISE
INDICATED.

13. SPRAY-ON FIREPROOFING SHALL BE APPLIED TO ALL STRUCTURAL STEEL TO ACHIEVE REQUIRED
FIRE RATING, UNLESS OTHER PROTECTIVE COATING IS INDICATED ON THE ARCHITECTURAL DRAWINGS.

14. ALL STEEL MEMBERS EXPOSED TO WEATHER OR IN CONTACT WITH PRESSURE TREATED LUMBER OR
WOOD PRODUCTS IN THE COMPLETED CONSTRUCTION SHALL BE HOT-DIPPED GALVANIZED IN
ACCORDANCE WITH ASTM A123.

15. EXISTING STEEL SURFACES TO RECEIVE FIELD WELDS SHALL BE THOROUGHLY CLEANED UNTIL FREE
FROM PAINT, RUST, GREASE, ETC.

16. PROVIDE 1/4" CLOSURE PLATES WITH FULL SEAL WELDS FOR ALL TUBE OR PIPE HOLLOW STEEL
SECTIONS, UNLESS OTHERWISE NOTED ON THE DRAWINGS.

METAL ROOF DECK

1. MATERIALS:

TYPICAL METAL DECK SHALL BE 1 1/2" OR 3" GALVANIZED WIDE RIB TYPE WITH NESTING SIDE SEAMS OF GAGE
INDICATED ON THE DRAWINGS.

DECK SHALL CONFORM TO "BASIC DESIGN SPECIFICATION" AS ADOPTED BY THE STEEL DECK INSTITUTE.

METAL ROOF DECK SHALL BE FURNISHED IN SHEET LENGTHS SUFFICIENT TO EXTEND OVER FOUR SUPPORTS
(3 SPANS) WHEREVER POSSIBLE.

2. ATTACHMENT:

METAL DECK SHALL BE SCREWED TO SUPPORTING STEEL WITH #12 SELF TAPPING SCREWS SPACED NOT
MORE THAN 6" ON CENTER WITH A 36/7 FASTENING PATTERN, UNLESS OTHERWISE NOTED ON THE
DRAWINGS.

3" METAL DECK SHALL BE SCREWED TO SUPPORTING STEEL WITH #12 SELF TAPPING SCREWS SPACED NOT
MORE THAN 8" ON CENTER WITH A 24/4 FASTENING PATTERN, UNLESS OTHERWISE NOTED ON THE
DRAWINGS.

SCREW METAL ROOF DECK TO STEEL MEMBERS PARALLEL TO SPAN OF DECK USING #12 SELF TAPPING
SCREWS SPACED AT 6" ON CENTER.  WELDING OF THE ROOF DECK IS PROHIBITED.

INTERMEDIATE SIDE CONNECTIONS SHALL BE MADE WITH #10 SELF TAPPING SCREWS.  THE MAXIMUM
SPACING OF SIDE LAP CONNECTIONS SHALL BE 1'-6", WITH A MINIMUM OF (4) SCREWS PER SPAN FOR 1 1/2"
DECK FOR 3" DECK USE A MINIMUM OF(8) SCREWS PER SPAN.

COMPOSITE FLOOR DECK

1. MATERIALS:

METAL FLOOR DECK SHALL BE GALVANIZED AND OF DEPTH AND GAGE INDICATED ON THE DRAWINGS.
METAL FLOOR DECK SHALL BE FORMED WITH EMBOSSMENTS TO PROVIDE A MECHANICAL LOCK BETWEEN
THE STEEL FLOOR AND CONCRETE SLAB.

METAL FLOOR DECK SHALL BE FURNISHED IN SHEET LENGTHS SUFFICIENT TO EXTEND OVER 4 SUPPORTS (3
SPANS).

2. ATTACHMENT:

METAL FLOOR DECK SHALL BE FASTENED TO SUPPORTING STEEL, INCLUDING CAST IN PLACE PERIMETER
STEEL ANGLES, WITH ATTACHMENTS EQUIVALENT TO 3/4" DIAMETER PUDDLE WELDS SPACED NOT MORE
THAN 12" ON CENTER WITH A 36/4 FASTENING PATTERN.  ADJACENT DECK UNITS SHALL BE FASTENED
TOGETHER AT SIDE LAPS SUCH THAT THE CONNECTION SPACING DOES NOT EXCEED 24" ON CENTER, WITH A
MINIMUM OF (4) SCREWS PER SPAN.

3. FIREPROOFING:

SPRAY-ON FIREPROOFING SHALL BE APPLIED TO DECK TO ACHIEVE THE REQUIRED FIRE RATING.

METAL FORM DECK

1. MATERIALS:

METAL FORM DECK SHALL BE GALVANIZED AND OF DEPTH AND GAGE INDICATED ON THE DRAWINGS.

METAL FORM DECK SHALL BE FURNISHED IN SHEET LENGTHS SUFFICIENT TO EXTEND OVER 4 SUPPORTS,
MINIMUM (3 SPANS).

2. ATTACHMENT:

METAL FORM DECK SHALL BE FASTENED TO SUPPORTING STEEL, INCLUDING CAST IN PLACE PERIMETER
STEEL ANGLES, WITH ATTACHMENTS OF PUDDLE WELDS WITH WELDING WASHERS SPACED NOT MORE THAN
7 1/2" ON CENTER IN A 35/5 WELDING PATTERN.  ADJACENT DECK UNITS SHALL BE FASTENED TOGETHER AT
SIDE LAPS SUCH THAT THE CONNECTION SPACING DOES NOT EXCEED 12" ON CENTER, WITH A MINIMUM OF
(1) #10 SCREW PER SPAN.

CONCRETE MASONRY

MATERIALS:

HOLLOW LOAD BEARING UNITS:  ASTM C 90
MORTAR: (TYPE S) ASTM C 270
(COMPRESSIVE STRENGTH OF MASONRY, f=m = 1500 PSI)
GROUT FOR REINFORCED MASONRY:  ASTM C 476
(COMPRESSIVE STRENGTH AT 28 DAYS = 2500 PSI)
SOLID LOAD BEARING UNITS:  (GRADE N-I) ASTM C 145
CONCRETE BRICK:  (GRADE N-I) ASTM C 55

1. WALLS INDICATED ON STRUCTURAL DRAWINGS ARE FOR REFERENCE ONLY.  SEE ARCHITECTURAL
DRAWINGS FOR LOCATION, THICKNESS AND COMPOSITION OF MASONRY WALLS.

2. ALL INTERIOR MASONRY WALLS INDICATED AS 6CMUR ON THE STRUCTURAL DRAWINGS SHALL
CONTAIN THE FOLLOWING REINFORCING:

1-#5 VERTICAL BAR AT 32" ON CENTER.

2-#6 VERTICAL BARS AT BOTH SIDES OF DOOR, WINDOW AND MECHANICAL OPENINGS.

2-#5 HORIZONTAL BAR MINIMUM ABOVE AND BELOW ALL WINDOW AND MECHANICAL OPENINGS AND ABOVE
ALL DOOR OPENINGS.  PROVIDE ADDITIONAL BARS ABOVE DOORS, WINDOWS AND MECHANICAL OPENINGS
AS REQUIRED IN ACCORDANCE WITH LINTEL SCHEDULE ON ARCHITECTURAL DRAWINGS.

2-#5 HORIZONTAL AT TOP OF ALL WALLS, AND AT BOND BEAMS CONNECTED TO FLOORS AND ROOFS,
UNLESS OTHERWISE INDICATED.

2�#6 VERTICAL BARS AT ENDS OF ALL WALLS, AND EACH SIDE OF CONTROL JOINTS.

STANDARD LADUR TYPE DESIGN DUR�O�WAL HORIZONTAL REINFORCING @ 16" O.C. VERTICAL.  SIDE WIRE
SIZE SHALL BE #9 GAGE WIRE.

3. ALL OTHER INTERIOR MASONRY WALLS SHALL CONTAIN THE FOLLOWING MINIMUM REINFORCING:

1-#4 VERTICAL BAR AT 10'-0" ON CENTER.

1�#4 VERTICAL AND HORIZONTAL AT ALL SIDES OF DOORS, WINDOW AND MECHANICAL OPENINGS.

1-#4 HORIZONTAL BAR MINIMUM ABOVE AND BELOW ALL WINDOW AND MECHANICAL OPENINGS AND ABOVE
ALL DOOR OPENINGS.  PROVIDE ADDITIONAL BARS ABOVE DOORS, WINDOWS AND MECHANICAL OPENINGS
AS REQUIRED IN ACCORDANCE WITH LINTEL SCHEDULE ON ARCHITECTURAL DRAWINGS.

1-#4 VERTICAL AT ENDS OF ALL WALLS, AND EACH SIDE OF CONTROL JOINTS.

1-#4 HORIZONTAL AT TOP OF ALL WALLS.

1-#4 HORIZONTAL IN BOND BEAMS CONNECTED TO FLOORS AND ROOFS .

STANDARD LADUR TYPE DESIGN DUR�O�WAL HORIZONTAL REINFORCING @ 16" O.C. VERTICAL.  SIDE WIRE
SIZE SHALL BE #9 GAGE WIRE.

4. PROVIDE VERTICAL DOWELS FROM CONCRETE WALLS OR SLABS INTO ALL CMU WALLS.  SIZE AND
SPACING OF THE DOWELS SHALL MATCH THE VERTICAL REINFORCING AS SPECIFIED IN THESE GENERAL
NOTES, UNLESS OTHERWISE NOTED ON THE DRAWINGS.  DOWEL LENGTHS SHALL BE THE REQUIRED
CONCRETE DEVELOPMENT LENGTH PLUS THE REQUIRED BAR LAP SPLICE LENGTH FOR MASONRY AS
SPECIFIED IN THESE GENERAL NOTES.

5. ALL VERTICAL WALL REINFORCING SHALL BE CONTINUOUS FOR THE FULL HEIGHT OF MASONRY
WALLS, INCLUDING THROUGH CONTINUOUS MASONRY BOND BEAMS UNLESS OTHERWISE INDICATED.

6. ALL GROUTING OF MASONRY WALLS SHALL BE ASSUMED TO BE COMPLETED BY LOW LIFT GROUTING
METHODS.  IF THE CONTRACTOR PROPOSES TO UTILIZE HIGH LIFT GROUTING METHODS THEY SHALL SUBMIT
THEIR PROPOSED HIGH LIFT GROUTING PROCEDURE FOR REVIEW PRIOR TO STARTING ANY GROUTING ON
THE PROJECT SITE.

7. REINFORCING ABOVE WINDOWS, DOORS AND MECHANICAL OPENINGS IN THE EXTERIOR WALLS
SHALL BE IN A BOND BEAM COURSE ABOVE THE STEEL LINTELS PROVIDED AT THESE OPENINGS.  BOND
BEAMS SHALL EXTEND 2'-0" BEYOND THE OPENING.

8. CELLS CONTAINING REINFORCING BARS AND ALL CELLS BELOW GRADE SHALL BE GROUTED SOLID.
ALL OTHER CELLS SHALL REMAIN HOLLOW EXCEPT WHERE NOTED.  THE CONTRACTOR SHALL NOT RUN
CONDUIT OR PIPE IN CELLS CONTAINING REINFORCING.

9. ALL BOLTS OR ANCHORS SHALL BE SOLIDLY EMBEDDED IN MORTAR OR GROUT.  IF BOND BEAM IS
NOT LOCATED AT BOLT OR ANCHOR ELEVATION, PROVIDE LATH AND FILL CELL LOCALLY TO PROVIDE
SUBSTRATE FOR BOLT OR ANCHOR.  GROUT CELL ABOVE ALL MASONRY ANCHORS.

10. USE 2 COURSES (16") OF SOLID MASONRY OR GROUTED SOLID MASONRY BELOW EACH BEAM OR
LINTEL BEARING EXCEPT AS NOTED.

11. PROVIDE CONTINUOUS GROUTED BOND BEAM WHERE MASONRY ANCHORS CONNECT CONCRETE
MASONRY TO STEEL FRAMING.  GROUT CELL ABOVE ANCHOR.

12. HOLLOW UNITS SHALL BE LAID WITH FULL MORTAR COVERAGE ON HORIZONTAL AND VERTICAL FACE
SHELLS, EXCEPT THAT WEBS SHALL ALSO BE BEDDED IN ALL COURSES OF BEARING AND SHEAR WALLS,
PIERS, COLUMNS AND PILASTERS, AND IN THE STARTING COURSE ON FOOTINGS AND SOLID FOUNDATION
WALLS, AND WHERE ADJACENT TO CELLS OR CAVITIES WHICH ARE TO BE REINFORCED AND/OR FILLED WITH
GROUT.

13. MORTAR PROTRUSIONS EXTENDING INTO CELLS OR CAVITIES TO BE REINFORCED AND/OR GROUTED
SHALL BE REMOVED.

14. ALL MASONRY WALLS SHALL BE BRACED AT THE TOP WHERE MASONRY ENDS AT THE UNDERSIDE OF
FLOOR OR ROOF CONSTRUCTION.  REFER TO TYPICAL DETAILS.

15. ALL MASONRY WALLS THAT DO NOT EXTEND TO BOTTOM OF FLOOR OR ROOF STRUCTURE ABOVE
SHALL BE BRACED AT THE TOP, UNLESS BRACED HORIZONTALLY BY COLUMNS OR INTERSECTING WALLS AT A
MAXIMUM SPACING OF 11 FEET FOR 4" WALLS, 17 FEET FOR 6" WALLS, 23 FEET FOR 8" WALLS, AND 33 FEET
FOR 12" WALLS.  THE ENDS OF THE WALLS MUST BE ANCHORED TO INTERSECTING WALLS BY EITHER
TOOTHING OR MECHANICAL ANCHORS.  THERE SHALL BE NO VERTICAL CONTROL JOINTS WITHIN THE
HORIZONTAL SPAN OF THE WALL BETWEEN THE INTERSECTING WALLS.
16. IN MASONRY WALLS, NO CHASES, RISERS, CONDUITS, OR TOOTHING OF MASONRY SHALL OCCUR
WITHIN 17" OF CENTERLINE OF BEAM BEARING OR LOAD CONCENTRATION.

17. MINIMUM DEVELOPMENT LENGTH AND SPLICE LENGTH OF MASONRY REINFORCING SHALL BE AS
FOLLOWS:

BAR SIZE DEVELOPMENT LENGTH SPLICE LENGTH

JOINT REINFORCING 9@ 12@
   #4 18@ 24@
   #5 25@ 30@
   #6 27@ 36@
   #7 32@ 42@

18. SUBMIT SHOP DRAWINGS INDICATING THE PLACEMENT OF ALL REINFORCING REQUIRED IN MASONRY
WALLS.  REFER TO SPECIFICATIONS FOR SUBMITTAL REQUIREMENTS.  SHOP DRAWINGS SHALL INDICATE THE
LOCATION OF ALL CONTROL JOINTS, AND THE REQUIRED LAP SPLICES FOR ALL REINFORCING.

COLD FORMED LIGHT GAGE METAL FRAMING

1. LIGHT GAGE COLD FORMED METAL FRAMING SHOP DRAWINGS SHALL BEAR THE PROFESSIONAL SEAL
OF A PROFESSIONAL ENGINEER REGISTERED IN CONNECTICUT, AND SHALL BE ACCOMPANIED BY
STRUCTURAL CALCULATIONS AND ASSUMPTIONS.  LOADING SHALL CONFORM TO THE TABULATED UNIFORM
LOADING.

CALCULATIONS: PROVIDE PROFESSIONALLY PREPARED CALCULATIONS AND CERTIFICATION OF THE
PERFORMANCE OF THIS WORK.  INDICATE HOW DESIGN REQUIREMENTS FOR LOADING AND OTHER
PERFORMANCE CRITERIA HAVE BEEN SATISFIED.  PROVIDE CALCULATIONS SEALED AND SIGNED BY A
PROFESSIONAL ENGINEER LICENSED TO PRACTICE IN THE STATE OF CONNECTICUT.

2. SYSTEM COMPONENTS:  MANUFACTURER'S STANDARD LOAD BEARING STUDS AND JOISTS OF TYPE
SIZE AND GAGE INDICATED, AND AS REQUIRED TO SATISFY THE DESIGN LOADS.  THE DESIGN OF THE COLD
FORMED LIGHT GAGE METAL FRAMING COMPONENTS INDICATED ON THESE DRAWINGS HAVE BEEN BASED
ON COMPONENTS MANUFACTURED BY MARINO\WARE.

3. MATERIALS AND FINISHES:  FOR 16 GAGE AND HEAVIER UNITS, FABRICATE METAL FRAMING
COMPONENTS OF STRUCTURAL QUALITY STEEL SHEET WITH A MINIMUM YIELD OF 50,000 PSI; ASTM A653.

4. PROVIDE GALVANIZED FINISH TO METAL FRAMING COMPONENTS COMPLYING WITH ASTM A924 FOR
MINIMUM G60 COATING.

1. FINISH OF INSTALLATION ACCESSORIES TO MATCH THAT OF FRAMING COMPONENTS.

5. FASTENERS: PROVIDE NUTS, BOLTS, WASHERS, SCREWS AND OTHER FASTENERS WITH
CORROSION�RESISTANT PLATED FINISH.
6. ELECTRODES FOR WELDING:  COMPLY WITH AWS CODE AND AS RECOMMENDED BY STUD
MANUFACTURER.

7. GALVANIZING REPAIR:  WHERE GALVANIZED SURFACES ARE DAMAGED BY WELDING OR
CONSTRUCTION ACTIVITIES, PREPARE SURFACES AND  REPAIR IN ACCORDANCE WITH PROCEDURES
SPECIFIED IN ASTM A780.

8. FLOOR JOISTS SHALL BE DESIGNED BY THE DESIGN ENGINEER TO SUPPORT THE LOADS ABOVE WITH
DEFLECTIONS NOT TO EXCEED L/360 UNDER COMBINED DEAD LOAD + LIVE LOAD NOR L/480 UNDER LIVE
LOAD ALONE.  SHOP DRAWINGS SHALL BE SIGNED AND SEALED BY A PROFESSIONAL ENGINEER REGISTERED
IN THE STATE OF CONNECTICUT.

9. ROOF RAFTERS SHALL BE DESIGNED BY THE DESIGN ENGINEER TO SUPPORT THE LOADS ABOVE
WITH DEFLECTIONS NOT TO EXCEED L/360 UNDER COMBINED DEAD LOAD + LIVE LOAD NOR L/360 UNDER
LIVE LOAD ALONE.  SHOP DRAWINGS SHALL BE SIGNED AND SEALED BY A PROFESSIONAL ENGINEER
REGISTERED IN THE STATE OF CONNECTICUT.

10. COLD FORMED LIGHT GAGE METAL FRAMING COMPONENTS INDICATED ON THE DRAWINGS SHALL
HAVE THE MINIMUM FLANGE WIDTH BASED ON THE DESIGNATION INDICATED ON THE DRAWINGS AS
FOLLOWS:

DESIGNATION FLANGE WIDTH
SW 1 5/8"
J 2"
JE 2 1/2"
JX 3"
JXW 3 1/2"
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FLOORING &  TREAD
MATERIALS

EXISTING OPENING
TO REMAIN

UP

DN

REMOVE
EXISTING

HAND RAIL

REMOVE EXISTING
METAL FRAMING, GWB &
LIGHT FIXTURES THIS
AREA @ UNDERSIDE OF
ESCALATOR

REMOVE EXISTING
CONCRETE SLAB FOR
NEW DRINKING
FOUNTAIN
UNDERGROUND PIPING

Room

CGM26

Room

CGE2

Room

CG098

Room

CG099A

Room

CG099B

Room

CG099

Room

CG100

Room

CGM21

Room

CGM20

Room

CG099C

Room

CG099D

Room

CG099E

Room

CG099G
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CG131B

Room

CG131C

Room

CG099F

Room

CG098A

Room

CG098B

Room

CGM27

Room

CGE4

Room

CG133A

Room

CG132A

Room

CG102

Room

CG103

Room

CG104

Room

CG105

Room

CG106

Room

CG107

Room

CG108

Room

CG110
Room

CG111

Room

CG078

Room

CGS6

Room

CGS7

Room

CGS10

Room

CG126
Room

CGE3

Room

CG131D

Room

CG129

Room

CG130

Room

CG131

Room

CG129A

Room

CG130A

Room

CG20E

Room

CG19E

Room

CG120A

Room

CGE5

Room

CG134

Room

CG135

Room

CG136

Room

CG137

Room

CGM140

Room

CG140

Room

CG141

Room

CG142

Room

CG143

Room

CG141A

Room

CG145

Room

CG146

Room

CG147

Room

CG148

Room

CG149

Room

CG150

Room

CGM143

Room

CGM142

Room

CG153

Room

CG150A

Room

CG222A

NOTES

NOTES:
1. SEE G-1.0.2 FOR GENERAL DEMOLITION NOTES.
2. IN ROOMS TO BE DEMOLISHED , REMOVE ALL FINISHES AS REQ'D. COORDINATE WITH NEW FINISH PLANS.
3. REFER TO PLUMBING DWGS FOR SCOPE OF ALL NEW UNDERSLAB UTILITIES.
4. ALL DEMOLISHED WALLS ASSUMED TO BE FULL HEIGHT CMU
5. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1

EXISTING CONSTRUCTION TO REMAIN

EXISTING CONSTRUCTION TO BE REMOVED

SHADED AREA DENOTES EXISTING AREA TO REMAIN.  COORDINATION WORK FROM ADJACENT AREAS MAY OCCUR IN THIS AREA.  IF NEW
WORK OCCURS IN THIS AREA & EXISTING FINISHES CANNOT BE RE-USED (DAMAGED), PROVIDE NEW FINISHES TO MATCH EXISTING.

EXISTING DOOR TO REMAIN

EXISTING DOOR TO BE REMOVED

EXISTING FULL HEIGHT CMU WALL TO BE REMOVED

HATCHED AREA DENOTES ROOF TO BE REMOVED
DOWN TO CONCRETE FILL

HATCHED AREA DENOTES ROOF & CONCRETE FILL TO BE
REMOVED DOWN TO STRUCTURAL CONCRETE DECK.
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8.5

3.4 2.6

3.5 2.5

5.4 4.6

5.2

G.b

G.a

6.2

F.f

7.4

6.3

7.9

8.2

7.7

7.8

Ea

Fe

1.5

Fa

A-A

A-A

1.32.43.65.3

6.4

7
6.5

7.57.6

8.4

9.1

/1 AD-1.1.1C

/1 AD-1.1.1C

REMOVE EXISTING
HAND RAIL

REMOVE EXISTING
FLOORING &  TREAD
MATERIALS

REMOVE EXISTING
HAND RAIL

REMOVE EXISTING
FLOORING &  TREAD
MATERIALS

REMOVE EXISTING
HAND RAIL

REMOVE FLOOR, WALLS,
DOORS, & CEILINGS TO
COORDINATE W/ NEW
ELEC ROOMS

REMOVE EXISTING HAND RAILS

CUT SLAB AS REQ'D TO COORDINATE W/
NEW PLMB RISERS, SEE PLMB DWGS
AND REMOVE WALLS FOR ACCESS

EXISTING COL TO REMAIN, TYP.

EXISTING WD
PORTAL TO REMAIN

UP

DN

EXISTING CMU SHAFT TO REMAIN.
PROVIDE SELECTIVE DEMOLITION AT
SHAFTS FOR NEW DUCTWORK
PENETRATIONS. PROVIDE NEW 2-HR
RATED SHAFT WALL TO ENCLOSE
SHAFT. TYPICAL ALL SHAFT
LOCATIONS

15.8

REMOVE EXISTING
METAL FRAMING, GWB &
LIGHT FIXTURES THIS
AREA @ UNDERSIDE OF
ESCALATOR

Room

CG001
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CG004
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CG047A
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CG049A
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CGM24
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CGC13
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CG056A
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CG062
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CGM23
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CG064
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CG065
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CG066
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CG067
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CG068
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CG069
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CG066B
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CG066A

Room

CG068A

Room

CG068B
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CG072C

Room

CG072
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CG072B

Room

CG072A

Room

CG074
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CGM70
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CG070A
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CG079B
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CG079
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CG079A
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CGS5
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CG078A
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CG063
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CGE2

Room
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CG097
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CG099A
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CG099B
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CG099

Room

CGM21

Room

CG099C

Room

CG099D

Room

CG099E

Room

CG099G

Room

CG131B

Room

CG131C

Room

CG101

Room

CG102

Room

CG103

Room

CG104

Room

CG105

Room

CG106

Room

CG107

Room

CG108

Room

CG110
Room

CG111

Room

CG078

Room

CGS4

Room

CGS6

Room

CGS10

Room

CG126
Room

CGE3

Room

CG131D

NOTES

NOTES:
1. SEE G-1.0.2 FOR GENERAL DEMOLITION NOTES.
2. IN ROOMS TO BE DEMOLISHED , REMOVE ALL FINISHES AS REQ'D. COORDINATE WITH NEW FINISH PLANS.
3. REFER TO PLUMBING DWGS FOR SCOPE OF ALL NEW UNDERSLAB UTILITIES.
4. ALL DEMOLISHED WALLS ASSUMED TO BE FULL HEIGHT CMU
5. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1

EXISTING CONSTRUCTION TO REMAIN

EXISTING CONSTRUCTION TO BE REMOVED

SHADED AREA DENOTES EXISTING AREA TO REMAIN.  COORDINATION WORK FROM ADJACENT AREAS MAY OCCUR IN THIS AREA.  IF NEW
WORK OCCURS IN THIS AREA & EXISTING FINISHES CANNOT BE RE-USED (DAMAGED), PROVIDE NEW FINISHES TO MATCH EXISTING.

EXISTING DOOR TO REMAIN

EXISTING DOOR TO BE REMOVED

EXISTING FULL HEIGHT CMU WALL TO BE REMOVED

HATCHED AREA DENOTES ROOF TO BE REMOVED
DOWN TO CONCRETE FILL

HATCHED AREA DENOTES ROOF & CONCRETE FILL TO BE
REMOVED DOWN TO STRUCTURAL CONCRETE DECK.
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15.6

/1 AD-1.1.2B /1 AD-1.1.2B

REMOVE EXISTING
HAND RAILS

REMOVE EXISTING CURTAIN &
TRACK, TYP

EXISTING INDUCTION UNITS &
ENCLOSURE TO REMAIN

AREA TO BE
DEMOLISHED BY
OWNER

Room

CM200A

Room

CM197A

Room

CM197

Room

CM198
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CM199

Room

CM200

Room

CM201
Room

CM214
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CM215
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CM288 Room
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Room
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CM308

Room

CM309

Room

CM310

Room

CM306A

Room

CM312

Room

CM313

Room

CM314

Room

CM315

Room

CM316

Room

CM306B

Room

CM306C

Room

CM321B

Room

CM321A

Room

CM322A

Room

CM319A

Room

CM304B

Room

CM318

Room

CM319

Room

CM320

Room

CM321

Room

CM322

Room

CM323

Room

CM324

Room

CM325

Room

CM326

Room

CM327

Room

CM328

Room

CM329

Room

CM330

Room

CM331

Room
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CMM17A
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CMCSB

Room

CMM17
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CME6

NOTES

NOTES:
1. SEE G-1.0.2 FOR GENERAL DEMOLITION NOTES.
2. IN ROOMS TO BE DEMOLISHED , REMOVE ALL FINISHES AS REQ'D. COORDINATE WITH NEW FINISH PLANS.
3. REFER TO PLUMBING DWGS FOR SCOPE OF ALL NEW UNDERSLAB UTILITIES.
4. ALL DEMOLISHED WALLS ASSUMED TO BE FULL HEIGHT CMU
5. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1

EXISTING CONSTRUCTION TO REMAIN

EXISTING CONSTRUCTION TO BE REMOVED

SHADED AREA DENOTES EXISTING AREA TO REMAIN.  COORDINATION WORK FROM ADJACENT AREAS MAY OCCUR IN THIS AREA.  IF NEW
WORK OCCURS IN THIS AREA & EXISTING FINISHES CANNOT BE RE-USED (DAMAGED), PROVIDE NEW FINISHES TO MATCH EXISTING.

EXISTING DOOR TO REMAIN

EXISTING DOOR TO BE REMOVED

EXISTING FULL HEIGHT CMU WALL TO BE REMOVED

HATCHED AREA DENOTES ROOF TO BE REMOVED
DOWN TO CONCRETE FILL

HATCHED AREA DENOTES ROOF & CONCRETE FILL TO BE
REMOVED DOWN TO STRUCTURAL CONCRETE DECK.
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Fee

17.2

9.7

A-A

A-A

9.8

10.6

12.6

11.4

13.4

14.6

15.6

/1 AD-1.1.2A

/1 AD-1.1.2C

/1 AD-1.1.2A

/1 AD-1.1.2C

REMOVE EXISTING
HAND RAILS

REMOVE EXISTING CURTAINS
& TRACK, TYP

REMOVE EXISTING INDUCTION
UNITS & ENCLOSURE, TYP

REMOVE EXISTING
HAND RAILS

REMOVE EXISTING ARCH

REMOVE EXISTING ARCH

REMOVE WALLS, DOORS,
FLOORS, & CEILINGS

REMOVE EXISTING HAND RAILS

REMOVE EXISTING WALLS, DOORS,
FLOORS, & CEILINGS TO COORD. W/
NEW ELEC & IDF ROOMS

EXISTING COL TO REMAIN, TYP

EXISTING INDUCTION UNITS &
ENCLOSURE TO REMAIN

CUT SLAB AS REQ'D FOR NEW
PLMB RISERS, SEE PLMB DWGS

REMOVE EXISTING CURTAINS &
TRACK, TYP

EXISTING COL
TO REMAIN, TYP

REMOVE EXISTING CURTAINS &
TRACK, TYP

REMOVE EXISTING INDUCTION
UNITS & ENCLOSURE, TYP

COVER AND PROTECT
EXIST'G MURAL TO
REMAIN DURING
CONSTRUCTION IN
THIS AREA

PARTIAL REMOVAL OF
CASEWORK.  SEE 2+3/A-7.3.1
FOR FULL EXTENT OF
DEMOLITION SCOPE

REMOVE ALL
CASEWORK

CUT OPENING IN WALL
FOR SLIDING WINDOW

REMOVE LOW COUNTER.
SEE 9/A-7.3.1 FOR ETR
CASEWORK

REMOVE EXISTING
HAND RAILS

REMOVE EXISTING CURTAINS
& TRACK, TYP

REMOVE EXISTING INDUCTION
UNITS & ENCLOSURE, TYP

CUT OPENING IN
WALL FOR NEW
DOOR

CUT OPENING IN
WALL FOR NEW
DOOR

CUT OPENING IN
WALL FOR PASS
THROUGH

CUT OPENING IN
WALL FOR NEW
DOOR

REMOVE
CASEWORK

CUT OPENING IN SHAFT WALL
FOR NEW ACCESS DOOR -
CM TO COORDINATE EXACT
LOCATIONS, TYP.

CUT OPENING IN SHAFT WALL
FOR NEW ACCESS DOOR - CM
TO COORDINATE EXACT
LOCATIONS, TYP.

CUT OPENING IN
WALL FOR NEW
DOOR
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NOTES

NOTES:
1. SEE G-1.0.2 FOR GENERAL DEMOLITION NOTES.
2. IN ROOMS TO BE DEMOLISHED , REMOVE ALL FINISHES AS REQ'D. COORDINATE WITH NEW FINISH PLANS.
3. REFER TO PLUMBING DWGS FOR SCOPE OF ALL NEW UNDERSLAB UTILITIES.
4. ALL DEMOLISHED WALLS ASSUMED TO BE FULL HEIGHT CMU
5. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1

EXISTING CONSTRUCTION TO REMAIN

EXISTING CONSTRUCTION TO BE REMOVED

SHADED AREA DENOTES EXISTING AREA TO REMAIN.  COORDINATION WORK FROM ADJACENT AREAS MAY OCCUR IN THIS AREA.  IF NEW
WORK OCCURS IN THIS AREA & EXISTING FINISHES CANNOT BE RE-USED (DAMAGED), PROVIDE NEW FINISHES TO MATCH EXISTING.

EXISTING DOOR TO REMAIN

EXISTING DOOR TO BE REMOVED

EXISTING FULL HEIGHT CMU WALL TO BE REMOVED

HATCHED AREA DENOTES ROOF TO BE REMOVED
DOWN TO CONCRETE FILL

HATCHED AREA DENOTES ROOF & CONCRETE FILL TO BE
REMOVED DOWN TO STRUCTURAL CONCRETE DECK.
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C

B

B

A

A

8

9

9.5

10

11

10.5

9.9

8.5

7.9

8.2

7.7

7.8

Ea

Fe

10.8

11.3

11.2

Eaa

Fee

9.7

A-A

A-A

8.4

9.8

10.6

9.1

/1 AD-1.1.2B

/1 AD-1.1.2D

/1 AD-1.1.2B

/1 AD-1.1.2D

REMOVE TRAVERTINE WALL
PANELS

REMOVE EXISTING
HAND RAILS

REMOVE EXISTING ARCH

REMOVE EXISTING ARCH

REMOVE WALLS, DOORS,
FLOORS, & CEILINGS

REMOVE EXISTING METAL & GLASS
STOREFRONT & TRAVERTINE ARCH
SURROUND

REMOVE TRAVERTINE WALL
PANELS AS REQUIRED TO COORD.
W/ NEW  WALL

REMOVE TRAVERTINE WALL
PANELS AS REQUIRED TO COORD.
W/ NEW WALL & SIGN BAND
STRUCTURE

EXISTING COL
TO REMAIN, TYP

REMOVE EXISTING TRAVERTINE
WALLS & ARCH

REMOVE EXISTING FLOORING

REMOVE DOORS

REMOVE TRAVERTINE WALL
PANELS AS REQUIRED TO
COORD. W/ NEW  WALL & SIGN
BAND STRUCTURE

REMOVE EXISTING CURTAINS &
TRACK, TYP

EXISTING INDUCTION UNITS &
ENCLOSURE TO REMAIN

REMOVE EXISTING DISPLAY
CASES & RETURN TO OWNER

REMOVE EXISTING CURTAINS &
TRACK, TYP

REMOVE EXISTING INDUCTION
UNITS & ENCLOSURE, TYP

EXISTING ROOF TO REMAIN

REMOVE EXISTING EXT WINDOW
SYSTEM & CONC. CURBS

EXISTING COL TO REMAIN, TYP

REMOVE EXISTING WALL & DOOR

REMOVE EXISTING
HAND RAILS

REMOVE EXISTING FLOOR &
TREAD MATERIALS

REMOVE EXISTING METAL & GLASS
ENTRY SYSTEM, CONC. CURBS, &
GWB CEILINGS AS REQ'D TP
COORD. W/ NEW ENTRY

EXISTING TRAVERTINE
WALL TO REMAIN

EXISTING TRAVERTINE
TO REMAIN

EXISTING COL TO REMAIN, TYP

REMOVE RECEPTION DESK

REMOVE EXISTING
DOOR AND WALL

REMOVE EXISTING TRAVERTINE TO
EXISTING DOOR LOCATION

REMOVE EXISTING ARCH

REMOVE
EXISTING
PRECAST

REMOVE
EXISTING
PRECAST

REMOVE EXIST.
TRAVERTINE FOR
NEW
STOREFRONT
SYSTEM

REMOVE EXISTING PRECAST
PANELS TO COORDINATE W/
RELOCATED FD CONNECTION
(BOTH SIDES)

UP

DN

UP

DN

HATCH INDICATES EXISTING
CONCRETE

PAVING TO BE REMOVED
(REFER TO CIVIL DWGS FOR

SCOPE OF WORK)

REMOVE
EXISTING

COLUMNS

REMOVE
EXISTING
COLUMNS

CUT OPENING IN
WALL FOR NEW
DOOR

REMOVE
CASEWORK

CUT OPENING IN
WALL FOR NEW
DOOR

 AREA OF ELECTRICAL
CORE LOCATIONS FOR
RECEPTION DESK &
WAITING SEATING.
CORDINATE
LOCATIONS W/ FINAL
LAYOUT

PREPARE CUT EDGE TO
RECEIVE RATED GLAZING
SYSTEM

EXIST'G ELEVATORS TO REMAIN:
INTERIOR CABS -
- REMOVE EXIST'G WALL & CLG PANELS, LIGHTING AND FLOORING
- CABS TO BE RETROFITTED WITH NEW WALL/CLG PANELS, LIGHTING AND FLOORING
- REFER TO DRAWINGS & SPECIFICATIONS FOR NEW FINISHES

CALL BUTTONS/LANTERNS -
- NEW ELEVATOR FLOOR INDICATOR LANTERNS, TYP. COORDINATE W/EXIST'G ELEVATOR CONNECTIONS & NEW MILLWORK
- NEW ELEVATOR CALL BUTTONS, TYP. COORDINATE W/EXIST'G ELEVATOR CONNECTIONS & NEW MILLWORK

Room

CM097A

Room

CM097B

Room

CM097

Room

CM098

Room

CM099

Room

CM101

Room

CM102

Room

CM103

Room

CM104

Room

CM105

Room

CM106

Room

CM107

Room

CM108

Room

CM109

Room

CM110

Room

CM111

Room

CM112

Room

CM113

Room

CM114

Room

CM115

Room

CM116

Room

CM117

Room

CM103A

Room

CM104A

Room

CM118A

Room

CM179

Room

CM180

Room

CM184A

Room

CM184B

Room

CM182

Room

CM183

Room

CM184

Room

CM185

Room

CM187A

Room

CM187B

Room

CM187

Room

CM185A

Room

CM188A

Room

CM189

Room

CM216

Room

CM217

Room

CM218

Room

CM219

Room

CM220

Room

CM221

Room

CM222

Room

CM223

Room

CM224

Room

CM225 Room

CM226

Room

CM227

Room

CM228

Room

CM229

Room

CM239

Room

CM240

Room

CM241

Room

CM242

Room

CM230A

Room

CM230B

Room

CMS6

Room

CMS7

Room

CMS10

Room

CME2

Room

CMM26

Room

CME4

Room

CMM27

Room

CME5
Room

CM19E

Room

CM20E

Room

CME3

Room

CM186B

Room

CM186

Room

CM186A

Room

CMM20

Room

CMM21

NOTES

NOTES:
1. SEE G-1.0.2 FOR GENERAL DEMOLITION NOTES.
2. IN ROOMS TO BE DEMOLISHED , REMOVE ALL FINISHES AS REQ'D. COORDINATE WITH NEW FINISH PLANS.
3. REFER TO PLUMBING DWGS FOR SCOPE OF ALL NEW UNDERSLAB UTILITIES.
4. ALL DEMOLISHED WALLS ASSUMED TO BE FULL HEIGHT CMU
5. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1

EXISTING CONSTRUCTION TO REMAIN

EXISTING CONSTRUCTION TO BE REMOVED

SHADED AREA DENOTES EXISTING AREA TO REMAIN.  COORDINATION WORK FROM ADJACENT AREAS MAY OCCUR IN THIS AREA.  IF NEW
WORK OCCURS IN THIS AREA & EXISTING FINISHES CANNOT BE RE-USED (DAMAGED), PROVIDE NEW FINISHES TO MATCH EXISTING.

EXISTING DOOR TO REMAIN

EXISTING DOOR TO BE REMOVED

EXISTING FULL HEIGHT CMU WALL TO BE REMOVED

HATCHED AREA DENOTES ROOF TO BE REMOVED
DOWN TO CONCRETE FILL

HATCHED AREA DENOTES ROOF & CONCRETE FILL TO BE
REMOVED DOWN TO STRUCTURAL CONCRETE DECK.

NOTES

EXISTING CONCRETE PAVING TO BE REMOVED

EXISTING ROOF ASSEMBLY TO BE REMOVED FOR NEW
ROOF WORK
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Author

MAIN FLOOR DEMOLITION PLAN SECTOR
C

AD‐1.1.2C

MAIN FLOOR

DEMOLITION

PLAN

SECTOR C

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1/8" = 1'-0"
1 MAIN FLOOR - DEMOLITION PLAN SECTOR C

NO. REVISION DATE



UPUP

UPUP

UPUP

6 5 4 3 2 1

H

H

G

G

F

F

E

E

D

D

C

C

B

B

A

A

1.2

8

9

8.5

3.4 2.6

3.5 2.5

5.4 4.6

5.2

G.b

G.a

6.2

F.f

7.4

6.3

7.9

8.2

7.7

7.8

Ea

Fe

1.5

Fa

A-A

A-A

1.32.43.65.3

6.4

7
6.5

7.57.6

8.4

9.1

/1 AD-1.1.2C

/1 AD-1.1.2C

REMOVE DOORS

REMOVE TRAVERTINE WALL
PANELS AS REQUIRED TO
COORD. W/ NEW  WALL & SIGN
BAND STRUCTURE

EXISTING COL TO REMAIN, TYP

REMOVE EXISTING WALL & DOOR

REMOVE EXISTING
HAND RAILS

REMOVE EXISTING FLOOR &
TREAD MATERIALS

EXISTING COL TO REMAIN, TYP

REMOVE WALL & DOOR

REMOVE EXISTING
HAND RAILS

REMOVE EXISTING
FLOORING & TREAD

REMOVE EXISTING
HAND RAILS

REMOVE EXISTING CURTAIN &
TRACK, TYP

REMOVE EXISTING INDUCTION
UNITS & ENCLOSURE, TYP

REMOVE EXISTING WALLS,
DOORS, FLOORING, CEILING, &
MILLWORK, TYP

EXISTING COL TO REMAIN, TYP

EXISTING SHAFT WALLS
TO REMAIN, TYP

REMOVE EXISTING
CURTAINS & TRACK

REMOVE EXISTING
INDUCTION UNITS &
ENCLOSURE

EXISTING INDUCTION UNITS &
ENCLOSURE TO REMAIN

REMOVE EXISTING CURTAINS &
TRACK

EXISTING DOORS &
WALLS TO REMAIN

REMOVE EXISTING
HAND RAILS

CUT SLAB AS REQ'D TO
COORD. W/ NEW PLMB
RISERS, SEE PLMB DWGS

EXISTING TRAVERTINE
WALL TO REMAIN

EXISTING TRAVERTINE
TO REMAIN

EXISTING GLASS AND METAL
STOREFRONT TO REMAIN, TYP.

EXISTING MILLWORK
& DENTAL CHAIR TO

REMAIN

EXISTING DENTAL
CHAIRS TO REMAIN

REMOVE EXISTING DENTAL CHAIR
TO COORD. W/ NEW PLAN

REMOVE EXISTING
RECEPTION DESK

REMOVE EXISTING DENTAL
CHAIR TO COORD. W/ NEW PLAN

REMOVE EXISTING MILLWORK,
TO COORD. W/ NEW PLAN, TYP.

EXISTING MILLWORK
& DENTAL CHAIR TO

REMAIN

PROTECT EXISTING TO REMAIN FURNISHINGS,
FINISHES, WALLS AND EQUIPMENT AT THIS AREA

REMOVE
EXISTING
PRECAST

REMOVE EXIST.
TRAVERTINE FOR
NEW
STOREFRONT
SYSTEM

UP

DN

UP

DN

EXISTING CMU SHAFT TO REMAIN.
PROVIDE SELECTIVE DEMOLITION AT
SHAFTS FOR NEW DUCTWORK
PENETRATIONS. PROVIDE NEW 2-HR
RATED SHAFT WALL TO ENCLOSE
SHAFT. TYPICAL ALL SHAFT LOCATIONS

REMOVE 1"  PLASTER FINISH
BACK TO CMU STRUCTURE
(TYP ALL STAIR/ELECTRICAL
WALLS ALONG GRID A)

CUT OPENING IN SHAFT WALL
FOR NEW ACCESS DOOR - CM
TO COORDINATE EXACT
LOCATIONS, TYP.

CUT OPENING IN SHAFT WALL
FOR NEW ACCESS DOOR - CM
TO COORDINATE EXACT
LOCATIONS, TYP.

15.8

PREPARE CUT EDGE TO
RECEIVE RATED GLAZING
SYSTEM

Room

CM001
Room

CM002

Room
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Room
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Room
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Room
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Room
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Room
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Room
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Room
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Room
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Room
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CM074
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CM077
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Room
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Room
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CM092

Room

CM093

Room

CM094

Room

CM073A

Room

CM079A

Room

CM067A

Room

CM059A

Room

CM059B

Room

CM059C

Room

CM059D

Room

CM097A

Room

CM097B

Room

CM097

Room

CM096

Room

CM098

Room

CM099

Room

CM101

Room

CM102

Room

CM103

Room

CM104

Room

CM105

Room

CM106

Room

CM107

Room

CM108

Room

CM109

Room

CM110

Room

CM111

Room

CM112

Room

CM113

Room

CM114

Room

CM115

Room

CM116

Room

CM117

Room

CM103A

Room

CM104A

Room

CM118

Room

CM119

Room

CM119A

Room

CM119B

Room

CM118A

Room

CM120

Room

CM121

Room

CM122

Room

CM123

Room

CM124

Room

CM125

Room

CM126

Room

CM128

Room

CM129

Room

CM130

Room

CM131

Room

CM132

Room

CM133

Room

CM134

Room

CM135

Room

CM136

Room

CM137

Room

CM139

Room

CM140

Room

CM141

Room

CM142

Room

CM143

Room

CM144

Room

CM145

Room

CM146

Room

CM146A

Room

CM148

Room

CM152

Room

CM153

Room

CM154

Room

CM155

Room

CM156

Room

CM157

Room

CM158

Room

CM159

Room

CM160

Room

CM161

Room

CM162
Room

CM163Room

CM164

Room

CM165

Room

CM166

Room

CM167

Room

CM168

Room

CM169

Room

CM170Room

CM171

Room

CM172

Room

CM173

Room

CM174

Room

CM175

Room

CM176

Room

CM177

Room

CM178

Room

CM176A

Room

CM170A Room

CM168A

Room

CM158B

Room

CM158A

Room

CM179

Room

CM180

Room

CM184A

Room

CM184B

Room

CM182

Room

CM182A

Room

CMS1

Room

CMS4
Room

CMS5

Room

CMS6

Room

CMS10

Room

CME1

Room

CM058A

Room

CM058B

Room

CME2

Room

CMM26

Room

CME3

Room

CM186B

Room

CM186

Room

CM186A

Room

CMCSA

Room

CMM21

Room

CMM22

Room

CMM23
Room

CMM24

Room

CMM25

NOTES

NOTES:
1. SEE G-1.0.2 FOR GENERAL DEMOLITION NOTES.
2. IN ROOMS TO BE DEMOLISHED , REMOVE ALL FINISHES AS REQ'D. COORDINATE WITH NEW FINISH PLANS.
3. REFER TO PLUMBING DWGS FOR SCOPE OF ALL NEW UNDERSLAB UTILITIES.
4. ALL DEMOLISHED WALLS ASSUMED TO BE FULL HEIGHT CMU
5. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1

EXISTING CONSTRUCTION TO REMAIN

EXISTING CONSTRUCTION TO BE REMOVED

SHADED AREA DENOTES EXISTING AREA TO REMAIN.  COORDINATION WORK FROM ADJACENT AREAS MAY OCCUR IN THIS AREA.  IF NEW
WORK OCCURS IN THIS AREA & EXISTING FINISHES CANNOT BE RE-USED (DAMAGED), PROVIDE NEW FINISHES TO MATCH EXISTING.

EXISTING DOOR TO REMAIN

EXISTING DOOR TO BE REMOVED

EXISTING FULL HEIGHT CMU WALL TO BE REMOVED

HATCHED AREA DENOTES ROOF TO BE REMOVED
DOWN TO CONCRETE FILL

HATCHED AREA DENOTES ROOF & CONCRETE FILL TO BE
REMOVED DOWN TO STRUCTURAL CONCRETE DECK.
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Author

MAIN FLOOR DEMOLITION PLAN
SECTOR D

AD-1.1.2D

MAIN FLOOR
DEMOLITION

PLAN
SECTOR D

BID DOCUMENTS

BUILDING C
RENOVATION

263 FARMINGTON AVE.
FARMINGTON, CT 06030

 1/8" = 1'-0"
1 MAIN FLOOR - DEMOLITION PLAN SECTOR D

NO. REVISION DATE



UP

1616

1717

1818

1919

2121

HG

G

F

F

E

E

D

D

C

C

B

B

A

A

15.7

15

15

Eb

17.2

Fb

9.20

A-A

A-A

15.6

/1 AD-1.1.3B /1 AD-1.1.3B

REMOVE EXISTING
HAND RAILS

REMOVE EXISTING CURTAIN &
TRACK, TYP

EXISTING INDUCTION UNITS &
ENCLOSURE TO REMAIN

Room

C1235

Room

C1236

Room

C1237

Room

C1238

Room

C1239

Room

C1232A

Room

C1314 Room

C1319

Room

C1331

Room

C1332

Room

C1333

Room

C1334

Room

C1335

Room

C1347

Room

C1348

Room

C1349A

Room

C1350

Room

C1351

Room

C1352

Room

C1353

Room

C1354

Room

C1355

Room

C1356

Room

C1357

Room

C1358

Room

C1359

Room

C1360

Room

C1361

Room

C1362

Room

C1363

Room

C1364

Room

C1365

Room

C1366

Room

C1367

Room

C1368

Room

C1369

Room

C1370

Room

C1371

Room

C1372

Room

C1373

Room

C1374

Room

C1371A

Room

C1371B

Room

C1371C

Room

C1349B

Room

C1347A

Room

C1340A

Room

C1376

Room

C1346

Room

C1S3

Room

C1E6

Room

C1CSB

Room

C1M17

NOTES

NOTES:
1. SEE G-1.0.2 FOR GENERAL DEMOLITION NOTES.
2. IN ROOMS TO BE DEMOLISHED , REMOVE ALL FINISHES AS REQ'D. COORDINATE WITH NEW FINISH PLANS.
3. REFER TO PLUMBING DWGS FOR SCOPE OF ALL NEW UNDERSLAB UTILITIES.
4. ALL DEMOLISHED WALLS ASSUMED TO BE FULL HEIGHT CMU
5. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1

EXISTING CONSTRUCTION TO REMAIN

EXISTING CONSTRUCTION TO BE REMOVED

SHADED AREA DENOTES EXISTING AREA TO REMAIN.  COORDINATION WORK FROM ADJACENT AREAS MAY OCCUR IN THIS AREA.  IF NEW
WORK OCCURS IN THIS AREA & EXISTING FINISHES CANNOT BE RE-USED (DAMAGED), PROVIDE NEW FINISHES TO MATCH EXISTING.

EXISTING DOOR TO REMAIN

EXISTING DOOR TO BE REMOVED

EXISTING FULL HEIGHT CMU WALL TO BE REMOVED

HATCHED AREA DENOTES ROOF TO BE REMOVED
DOWN TO CONCRETE FILL

HATCHED AREA DENOTES ROOF & CONCRETE FILL TO BE
REMOVED DOWN TO STRUCTURAL CONCRETE DECK.
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Author

FIRST FLOOR DEMOLITION PLAN
SECTOR A

AD-1.1.3A

FIRST FLOOR
DEMOLITION

PLAN
SECTOR A

BID DOCUMENTS

BUILDING C
RENOVATION

263 FARMINGTON AVE.
FARMINGTON, CT 06030

 1/8" = 1'-0"
1 FIRST FLOOR - DEMOLITION PLAN SECTOR A

NO. REVISION DATE
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15.7

10

11

12

13

14

15

14.5

13.5

12.5

11.5

10.5

9.9

13.6

14.4

11.6

12.7

10.8

11.3

11.2

Eaa

Fee

17.2

9.7

A-A

A-A

9.8

10.6

12.6

11.4

13.4

14.6

15.6

/1 AD-1.1.3A

/1 AD-1.1.3C

/1 AD-1.1.3A

/1 AD-1.1.3C

REMOVE EXISTING HAND RAIL

REMOVE EXISTING CURTAINS &
TRACK, TYP

REMOVE EXISTING INDUCTION UNITS &
ENCLOSURE, TYP

REMOVE EXISTING
HAND RAILS

REMOVE EXISTING HAND RAILS

REMOVE EXISTING WALLS,
DOORS, FLOORS, & CEILINGS TO
COORD. W/ NEW ELEC & IDF
ROOMS

EXISTING COL TO REMAIN, TYP

EXISTING INDUCTION UNITS &
ENCLOSURE TO REMAIN

CUT SLAB AS REQ'D FOR NEW
PLMB RISERS, SEE PLMB DWGS

REMOVE EXISTING CURTAINS &
TRACK, TYP

REMOVE TRAVERTINE WALL
PANELS

REMOVE EXISTING TRAVERTINE
WALLS & ARCH

EXISTING COL TO REMAIN, TYP

REMOVE EXISTING
TRAVERTINE ARCH

REMOVE EXISTING
TRAVERTINE ARCH

EXISTING COL TO REMAIN, TYP

REMOVE EXISTING WALL & DOOR

REMOVE EXISTING
DENTAL CHAIRS, TYP.

REMOVE EXISTING FLOOR & TREAD

REMOVE EXISTING HAND RAIL

REMOVE EXISTING FLOOR & TREAD

REMOVE EXISTING
DENTAL CHAIRS, TYP.
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C1204
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C1210
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Room
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Room
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Room

C1231

Room

C1232

Room

C1233

Room

C1234

Room

C1235

Room

C1236

Room

C1237

Room

C1238

Room

C1239

Room

C1240

Room

C1234A

Room

C1232B

Room

C1232A

Room

C1231A

Room

C1241

Room

C1242

Room

C1243

Room

C1244

Room

C1245

Room

C1243A

Room

C1247

Room

C1248

Room

C1249

Room

C1250

Room

C1251

Room

C1252

Room

C1253

Room

C1254

Room

C1255

Room

C1256

Room

C1257
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Room
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Room
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C1263
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Room

C1271

Room

C1272

Room
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Room
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Room
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Room
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Room
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Room
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C1277
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Room
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Room

C1292

Room

C1293

Room

C1294

Room

C1295

Room

C1296

Room

C1297

Room

C1298

Room

C1299

Room

C1300

Room

C1301

Room

C1302

Room

C1303

Room

C1304

Room

C1305

Room

C1306

Room

C1307

Room

C1308

Room

C1309
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C1310
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C1312

Room

C1300A

Room

C1314

Room

C1315

Room

C1316
Room

C1317

Room
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Room

C1319

Room

C1331

Room

C1332

Room

C1333

Room
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Room
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Room
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Room
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Room
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Room
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Room
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Room
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Room

C1346

Room

C1S2

Room

C1S7

Room

C1S8

Room

C1S9

Room

C120E

Room

C119E

Room

C1E4

Room

C1E5

Room

C1E6

Room

C1CSB

Room

C1M17

Room

C1M18

Room

C1M19

Room

C1M20

Room

C1M27

NOTES

NOTES:
1. SEE G-1.0.2 FOR GENERAL DEMOLITION NOTES.
2. IN ROOMS TO BE DEMOLISHED , REMOVE ALL FINISHES AS REQ'D. COORDINATE WITH NEW FINISH PLANS.
3. REFER TO PLUMBING DWGS FOR SCOPE OF ALL NEW UNDERSLAB UTILITIES.
4. ALL DEMOLISHED WALLS ASSUMED TO BE FULL HEIGHT CMU
5. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1

EXISTING CONSTRUCTION TO REMAIN

EXISTING CONSTRUCTION TO BE REMOVED

SHADED AREA DENOTES EXISTING AREA TO REMAIN.  COORDINATION WORK FROM ADJACENT AREAS MAY OCCUR IN THIS AREA.  IF NEW
WORK OCCURS IN THIS AREA & EXISTING FINISHES CANNOT BE RE-USED (DAMAGED), PROVIDE NEW FINISHES TO MATCH EXISTING.

EXISTING DOOR TO REMAIN

EXISTING DOOR TO BE REMOVED

EXISTING FULL HEIGHT CMU WALL TO BE REMOVED

HATCHED AREA DENOTES ROOF TO BE REMOVED
DOWN TO CONCRETE FILL

HATCHED AREA DENOTES ROOF & CONCRETE FILL TO BE
REMOVED DOWN TO STRUCTURAL CONCRETE DECK.
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1 FIRST FLOOR - DEMOLITION PLAN SECTOR B
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E
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D
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C

B

B

A

A

8

9

9.5

10

11

10.5

9.9

8.5

7.9

11.6

8.2

7.7

7.8

Ea

Fe

10.8

11.3

11.2

Eaa

Fee

9.7

A-A

A-A

8.4

9.8

10.6

9.1

/1 AD-1.1.3B

/1 AD-1.1.3D

/1 AD-1.1.3B

/1 AD-1.1.3D

REMOVE EXISTING
HAND RAILS

REMOVE TRAVERTINE WALL
PANELS

REMOVE EXISTING FLOORING

REMOVE EXISTING CURTAINS &
TRACK, TYP

EXISTING INDUCTION UNITS &
ENCLOSURE TO REMAIN

EXISTING COL TO REMAIN, TYP

REMOVE EXISTING WALL & DOOR

REMOVE EXISTING
HAND RAILS

REMOVE EXISTING FLOOR &
TREAD MATERIALS

REMOVE EXISTING TRAVERTINE
WALLS & ARCH

EXISTING COL TO REMAIN, TYP

REMOVE EXISTING CURTAINS &
TRACK, TYP

REMOVE EXISTING INDUCTION
UNITS & ENCLOSURE, TYP

REMOVE RAISED FLOOR
& RAMP

REMOVE TRAVERTINE WALL
PANELS AS REQUIRED TO COORD.
W/ NEW  WALL

EXISTING COL TO REMAIN, TYP

REMOVE EXISTING WALL & DOOR

REMOVE EXISTING
HAND RAILS

REMOVE EXISTING FLOOR &
TREAD MATERIALS

EXISTING TRAVERTINE
WALL TO REMAIN

REMOVE EXISTING
TRAVERTINE ARCH

REMOVE TRAVERTINE
GUARDRAIL, CUT @
EXISTING FLOOR JOINT

REMOVE PHONE BOXES

EXISTING TRAVERTINE
HAND RAIL TO REMAIN

REMOVE EXISTING
TRAVERTINE ARCH

REMOVE EXISTING
TRAVERTINE ARCH

REMOVE EXISTING
TRAVERTINE FOR NEW
STOREFRONT SYSTEM

REMOVE EXISTING
DENTAL CHAIRS, TYP.

UP

DN

REMOVE EXISTING PRECAST
PANELS

REMOVE TRAVERTINE
WALL PANELS AS
REQUIRED TO COORD.
W/ NEW  WALL & SIGN
BAND STRUCTURE

EXIST'G ELEVATORS TO REMAIN:
INTERIOR CABS -
- REMOVE EXIST'G WALL & CLG PANELS, LIGHTING AND FLOORING
- CABS TO BE RETROFITTED WITH NEW WALL/CLG PANELS, LIGHTING AND FLOORING
- REFER TO DRAWINGS & SPECIFICATIONS FOR NEW FINISHES

CALL BUTTONS/LANTERNS -
- NEW ELEVATOR FLOOR INDICATOR LANTERNS, TYP. COORDINATE W/EXIST'G ELEVATOR CONNECTIONS & NEW MILLWORK
- NEW ELEVATOR CALL BUTTONS, TYP. COORDINATE W/EXIST'G ELEVATOR CONNECTIONS & NEW MILLWORK
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C1181
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C1198
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C1199
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C1197
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C1202

Room

C1201

Room

C1200B

Room

C1200

Room

C1204

Room

C1212

Room

C1206

Room

C1210

Room

C1208

Room

C1209

Room

C1240

Room

C1241

Room

C1242

Room

C1243

Room

C1245

Room

C1243A

Room

C1247

Room

C1248

Room
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Room

C1250

Room
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Room
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Room

C1253

Room
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Room
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Room

C1256

Room

C1265

Room
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Room

C1267

Room

C1268

Room

C1269

Room

C1270

Room

C1271

Room

C1272

Room

C1S6

Room

C1S7

Room

C1S10

Room

C120E

Room

C119E

Room

C1E2

Room

C1E3

Room

C1E4

Room

C1E5

Room

C1M20

Room

C1M21

Room

C1M26

Room

C1M27

NOTES

NOTES:
1. SEE G-1.0.2 FOR GENERAL DEMOLITION NOTES.
2. IN ROOMS TO BE DEMOLISHED , REMOVE ALL FINISHES AS REQ'D. COORDINATE WITH NEW FINISH PLANS.
3. REFER TO PLUMBING DWGS FOR SCOPE OF ALL NEW UNDERSLAB UTILITIES.
4. ALL DEMOLISHED WALLS ASSUMED TO BE FULL HEIGHT CMU
5. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1

EXISTING CONSTRUCTION TO REMAIN

EXISTING CONSTRUCTION TO BE REMOVED

SHADED AREA DENOTES EXISTING AREA TO REMAIN.  COORDINATION WORK FROM ADJACENT AREAS MAY OCCUR IN THIS AREA.  IF NEW
WORK OCCURS IN THIS AREA & EXISTING FINISHES CANNOT BE RE-USED (DAMAGED), PROVIDE NEW FINISHES TO MATCH EXISTING.

EXISTING DOOR TO REMAIN

EXISTING DOOR TO BE REMOVED

EXISTING FULL HEIGHT CMU WALL TO BE REMOVED

HATCHED AREA DENOTES ROOF TO BE REMOVED
DOWN TO CONCRETE FILL

HATCHED AREA DENOTES ROOF & CONCRETE FILL TO BE
REMOVED DOWN TO STRUCTURAL CONCRETE DECK.
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/1 AD-1.1.3C

/1 AD-1.1.3C

REMOVE SLAB FOR NEW SHAFT

EXISTING COL TO REMAIN, TYP

REMOVE EXISTING WALL & DOOR

REMOVE EXISTING
HAND RAILS

REMOVE EXISTING FLOOR &
TREAD MATERIALS

EXISTING COL TO REMAIN, TYP

REMOVE EXISTING WALL & DOOR

REMOVE EXISTING
HAND RAILS

REMOVE EXISTING FLOOR &
TREAD MATERIALS EXISTING COL TO REMAIN, TYP

REMOVE EXISTING
HAND RAILS

REMOVE EXISTING
FLOORING & TREAD

RMEOVE EXISTING
HAND RAILS

REMOVE EXISTING CURTAIN &
TRACK, TYP

REMOVE EXISTING INDUCTION
UNITS & ENCLOSURE, TYP

EXISTING INDUCTION UNITS &
ENCLOSURE TO REMAIN

REMOVE EXISTING CURTAINS &
TRACK

REMOVE EXISTING
HAND RAILS

CUT SLAB AS REQ'D TO
COORD. W/ NEW PLMB
RISERS, SEE PLMB DWGS

EXISTING TRAVERTINE
WALL TO REMAIN

REMOVE EXISTING
TRAVERTINE ARCH

EXISTING TRAVERTINE
HAND RAIL TO REMAIN

REMOVE EXISTING
TRAVERTINE FOR NEW
STOREFRONT SYSTEM

REMOVE EXISTING WALLS,
DOORS, FLOORING, CEILING, &
MILLWORK, TYP

EXISTING COL TO REMAIN, TYP

EXISTING SHAFT WALLS
TO REMAIN, TYP

REMOVE EXISTING
CURTAINS & TRACK

REMOVE EXISTING
INDUCTION UNITS &
ENCLOSURE

EXISTING CMU SHAFT TO REMAIN.
PROVIDE SELECTIVE DEMOLITION AT
SHAFTS FOR NEW DUCTWORK
PENETRATIONS. PROVIDE NEW 2-HR
RATED SHAFT WALL TO ENCLOSE
SHAFT. TYPICAL ALL SHAFT LOCATIONS

REMOVE EXISTING
DENTAL CHAIRS, TYP.

UP

DN

CUT OPENING IN SHAFT
WALL FOR NEW ACCESS
DOOR - CM TO COORDINATE
EXACT LOCATIONS, TYP.

4' - 3"

9'
 - 
5 
1/
2"

15.8

REMOVE TRAVERTINE
WALL PANELS AS
REQUIRED TO COORD.
W/ NEW  WALL & SIGN
BAND STRUCTURE
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C1129

Room

C1130

Room

C1131

Room

C1132

Room

C1133

Room

C1134

Room

C1135

Room

C1136

Room

C1137

Room

C1138
Room

C1139Room

C1140

Room

C1159A

Room

C1142

Room

C1196A

Room

C1144

Room

C1145

Room

C1147A

Room

C1147

Room

C1148

Room

C1149

Room

C1150

Room

C1151 Room

C1154

Room

C1155

Room

C1156

Room

C1157

Room

C1157A

Room

C1161

Room

C1161A

Room

C1161B

Room

C1160

Room

C1159

Room

C1158

Room

C1203

Room

C1162

Room

C1163

Room

C1164

Room

C1165

Room

C1166

Room

C1167

Room

C1168

Room

C1169

Room

C1170

Room

C1171

Room

C1172

Room

C1173

Room

C1174
Room

C1175

Room

C1176

Room

C1177

Room

C1178

Room

C1179

Room

C1180

Room

C1181

Room

C1182

Room

C1183

Room

C1184

Room

C1185

Room

C1186

Room

C1187

Room

C1188

Room

C1189

Room

C1187A

Room

C1193

Room

C1194

Room

C1195

Room

C1198

Room

C1199

Room

C1197

Room

C1S1

Room

C1S4

Room

C1S5

Room

C1S6

Room

C1S10

Room

C1E1

Room

C1E2

Room

C1E3

Room

C1M21

Room

C1M22

Room

C1M23
Room

C1M24

Room

C1M25

Room

C1MA

Room

C1M26

NOTES

NOTES:
1. SEE G-1.0.2 FOR GENERAL DEMOLITION NOTES.
2. IN ROOMS TO BE DEMOLISHED , REMOVE ALL FINISHES AS REQ'D. COORDINATE WITH NEW FINISH PLANS.
3. REFER TO PLUMBING DWGS FOR SCOPE OF ALL NEW UNDERSLAB UTILITIES.
4. ALL DEMOLISHED WALLS ASSUMED TO BE FULL HEIGHT CMU
5. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1

EXISTING CONSTRUCTION TO REMAIN

EXISTING CONSTRUCTION TO BE REMOVED

SHADED AREA DENOTES EXISTING AREA TO REMAIN.  COORDINATION WORK FROM ADJACENT AREAS MAY OCCUR IN THIS AREA.  IF NEW
WORK OCCURS IN THIS AREA & EXISTING FINISHES CANNOT BE RE-USED (DAMAGED), PROVIDE NEW FINISHES TO MATCH EXISTING.

EXISTING DOOR TO REMAIN

EXISTING DOOR TO BE REMOVED

EXISTING FULL HEIGHT CMU WALL TO BE REMOVED

HATCHED AREA DENOTES ROOF TO BE REMOVED
DOWN TO CONCRETE FILL

HATCHED AREA DENOTES ROOF & CONCRETE FILL TO BE
REMOVED DOWN TO STRUCTURAL CONCRETE DECK.
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DEMOLITION
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NO. REVISION DATE



1616

1717

1818

1919

2121

HG

G

F

F

E

E

D

D

C

C

B

B

A

A

15.7

15

15

Eb

17.2

Fb

9.20

A-A

A-A

15.6

/1 AD-1.1.4B /1 AD-1.1.4B

REMOVE EXISTING HAND RAILS

REMOVE EXISTING CURTAIN &
TRACK, TYP

REMOVE EXISTING INDUCTION
UNITS & ENCLOSURE, TYP

EXISTING COL TO REMAIN, TYP

REMOVE EXISTING CURTAIN
& TRACK, TYP

REMOVE EXISTING INDUCTION
UNITS & ENCLOSURE, TYP

EXISTING INDUCTION UNITS &
ENCLOSURE TO REMAIN

REMOVE EXISTING CURTAINS &
TRACK, TYP

PREPARE ROOMS FOR
NEW FINISHES

PREPARE ROOMS FOR
NEW FINISHES

CUT OPENING IN WALL FOR
NEW DOOR

CUT OPENING IN WALL FOR
NEW DOOR + SIDELITE

Room

C2123

Room

C2124

Room

C2125

Room

C2E6

Room

C2127

Room

C2128

Room

C2129

Room

C2130

Room

C2144

Room

C2148

Room

C2151

Room

C2152

Room

C2153

Room

C2156

Room

C2157

Room

C2158

Room

C2160

Room

C2161

Room

C2162

Room

C2163

Room

C2164

Room

C2165

Room

C2166

Room

C2167

Room

C2168

Room

C2169

Room

C2170

Room

C2171

Room

C2172

Room

C2173

Room

C2174

Room

C2175

Room

C2170A

Room

C2167A

Room

C2160A

Room

C2S3

Room

C2CSB

Room

C2M17

NOTES

NOTES:
1. SEE G-1.0.2 FOR GENERAL DEMOLITION NOTES.
2. IN ROOMS TO BE DEMOLISHED , REMOVE ALL FINISHES AS REQ'D. COORDINATE WITH NEW FINISH PLANS.
3. REFER TO PLUMBING DWGS FOR SCOPE OF ALL NEW UNDERSLAB UTILITIES.
4. ALL DEMOLISHED WALLS ASSUMED TO BE FULL HEIGHT CMU
5. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1

EXISTING CONSTRUCTION TO REMAIN

EXISTING CONSTRUCTION TO BE REMOVED

SHADED AREA DENOTES EXISTING AREA TO REMAIN.  COORDINATION WORK FROM ADJACENT AREAS MAY OCCUR IN THIS AREA.  IF NEW
WORK OCCURS IN THIS AREA & EXISTING FINISHES CANNOT BE RE-USED (DAMAGED), PROVIDE NEW FINISHES TO MATCH EXISTING.

EXISTING DOOR TO REMAIN

EXISTING DOOR TO BE REMOVED

EXISTING FULL HEIGHT CMU WALL TO BE REMOVED

HATCHED AREA DENOTES ROOF TO BE REMOVED
DOWN TO CONCRETE FILL

HATCHED AREA DENOTES ROOF & CONCRETE FILL TO BE
REMOVED DOWN TO STRUCTURAL CONCRETE DECK.

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"

Architectural Resources
Cambridge, P.C.

501 Boylston Street
Suite 4101

Boston, MA 02116
tel 617.547.2200

www.arcusa.com

C
op
yr
ig
ht
 2
01
5,
 A
R
C
 / 
A
rc
hi
te
ct
ur
al
 R
es
ou
rc
es
 C
am
br
id
ge
, I
nc
.

SCALE:

JOB NO:

DATE:

DRAWN BY:

FILE NAME:

84 Orange Street
New Haven, CT 06510
tel 203.786.5110
fax 203.786.5330

www.svigals.com

tel 617.888.8343

www.bushwang.com

(UCONN PROJECT # 901737)

As indicated

12
/1
0/
20
15
 1
2:
01
:4
3 
P
M

1302

12/10/2015

Author

SECOND FLOOR DEMOLITION PLAN
SECTOR A

AD-1.1.4A
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FLOOR

DEMOLITION
PLAN
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 1/8" = 1'-0"
1 SECOND FLOOR - DEMOLITION PLAN SECTOR A

NO. REVISION DATE



16

17

H

H

G

G

F

F

E

E

D

D

C

C

B

B

A

A

15.7

10

11

12

13

14

15

14.5

13.5

12.5

11.5

10.5

9.9

13.6

14.4

11.6

12.7

10.8

11.3

11.2

Eaa

Fee

17.2

A-A

A-A

9.8

10.6

12.6

11.4

13.4

14.6

15.6

/1 AD-1.1.4A

/1 AD-1.1.4C

/1 AD-1.1.4A

/1 AD-1.1.4C

REMOVE EXISTING CURTAIN
& TRACK, TYP

REMOVE EXISTING INDUCTION
UNITS & ENCLOSURE, TYP

REMOVE EXISTING HAND
RAIL, FLOORING AND
TREAD MATERIALS

REMOVE EXISTING CURTAINS &
TRACK, TYP

REMOVE EXISTING INDUCTION UNITS &
ENCLOSURE, TYP

REMOVE EXISTING
HAND RAILS

REMOVE EXISTING HAND RAILS

EXISTING COL TO REMAIN, TYP

EXISTING INDUCTION UNITS &
ENCLOSURE TO REMAIN

REMOVE EXISTING CURTAINS &
TRACK, TYP

EXISTING COL TO REMAIN, TYP

REMOVE WALL AT NEW DOORS,
TYP.

REMOVE TRAVERTINE
WALL PANELS AS
REQUIRED TO COORD.
W/ REMOVED WALL

REMOVE TRAVERTINE
WALL PANELS AS
REQUIRED TO COORD.
W/ REMOVED WALL
FOR NEW BRIDGE

REMOVE FILMS /
COATINGS FROM
WINDOWS, TYP

REMOVE SLOPED
TRAVERTINE SILL AS REQ'D
TO COORD. W/ NEW BRIDGE
CONSTRUCTION, TYP.

REMOVE WINDOW &
MODIFY CONCRETE CURB

AS REQUIRED TO
ACCOMMODATE NEW DOOR

REMOVE DOOR,
WINDOW, PRECAST
WALL PANELS AND
CURB AS REQUIRED
TO COORDINATE W/
NEW PLAN

CUT SLAB AS
REQUIRED FOR NEW

SHAFTS

EXIST'G 6" MECH'L
GRILLES TO REMAIN

REMOVE ROOF TO DECK

REMOVE
INDUCTION

UNIT

8' 
- 1
0 
3/
4"

1' 
- 4
"

19
' - 
4"

10
"

2' - 0"

3' - 9"

REMOVE INDUCTION
UNITS

REMOVE WALL AT
NEW DOORS, TYP.

REMOVE INDUCTION
UNITS

REMOVE EXISTING CURTAINS &
TRACK, TYP

REMOVE EXISTING INDUCTION UNITS &
ENCLOSURE, TYP

REMOVE
INDUCTION

UNIT

DEMOLISH EXTERIOR PRECAST
CONCRETE AS REQUIRED TO

ACCOMMODATE NEW STRUCTURE

CUT OPENING IN SHAFT
WALL FOR NEW ACCESS
DOOR - CM TO COORDINATE
EXACT LOCATIONS, TYP.

Room

C2079

Room

C2080

Room

C2082Room

C2084

Room

C2085

Room

C2086

Room

C2087

Room

C2088

Room

C2089

Room

C2090

Room

C2091

Room

C2083A

Room

C2102A

Room

C2091A

Room

C2077A

Room

C2089A

Room

C2085A

Room

C2085B

Room

C2093

Room

C2094

Room

C2095

Room

C2096

Room

C2093A

Room

C2095A

Room

C2096A

Room

C2099A

Room

C2099

Room

C2100

Room

C2101

Room

C2102

Room

C2103

Room

C2104

Room

C2105

Room

C2106

Room

C2107

Room

C2113

Room

C2108

Room

C2101A

Room

C2E5
Room

C219E

Room

C220E

Room

C2111A

Room

C2111

Room

C2112

Room

C2114

Room

C2115

Room

C2116

Room

C2117

Room

C2118

Room

C2119

Room

C2120

Room

C2121

Room

C2122

Room

C2123

Room

C2124

Room

C2125

Room

C2E6

Room

C2127

Room

C2128

Room

C2129

Room

C2130

Room

C2116B

Room

C2116A

Room

C2115A

Room

C2114A

Room

C2112A

Room

C2131A

Room

C2131B

Room

C2133A

Room

C2132A

Room

C2136C

Room

C2136B

Room

C2110B

Room

C2134A

Room

C2131

Room

C2136A

Room

C2132

Room

C2110A

Room

C2133

Room

C2134

Room

C2135

Room

C2136

Room

C2137

Room

C2138

Room

C2139 Room

C2141

Room

C2142

Room

C2143

Room

C2144

Room

C2145

Room

C2146

Room

C2147

Room

C2148

Room

C2151

Room

C2152

Room

C2153

Room

C2156

Room

C2157

Room

C2158

Room

C2160

Room

C2161

Room

C2163

Room

C2160A

Room

C2143A

Room

C2145B

Room

C2145A

Room

C2143B

Room

C2S2

Room

C2S7

Room

C2S8

Room

C2E4

Room

C2CSB

Room

C2M17

Room

C2M18

Room

C2M27

NOTES

NOTES:
1. SEE G-1.0.2 FOR GENERAL DEMOLITION NOTES.
2. IN ROOMS TO BE DEMOLISHED , REMOVE ALL FINISHES AS REQ'D. COORDINATE WITH NEW FINISH PLANS.
3. REFER TO PLUMBING DWGS FOR SCOPE OF ALL NEW UNDERSLAB UTILITIES.
4. ALL DEMOLISHED WALLS ASSUMED TO BE FULL HEIGHT CMU
5. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1

EXISTING CONSTRUCTION TO REMAIN

EXISTING CONSTRUCTION TO BE REMOVED

SHADED AREA DENOTES EXISTING AREA TO REMAIN.  COORDINATION WORK FROM ADJACENT AREAS MAY OCCUR IN THIS AREA.  IF NEW
WORK OCCURS IN THIS AREA & EXISTING FINISHES CANNOT BE RE-USED (DAMAGED), PROVIDE NEW FINISHES TO MATCH EXISTING.

EXISTING DOOR TO REMAIN

EXISTING DOOR TO BE REMOVED

EXISTING FULL HEIGHT CMU WALL TO BE REMOVED

HATCHED AREA DENOTES ROOF TO BE REMOVED
DOWN TO CONCRETE FILL

HATCHED AREA DENOTES ROOF & CONCRETE FILL TO BE
REMOVED DOWN TO STRUCTURAL CONCRETE DECK.
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SECOND FLOOR DEMOLITION PLAN
SECTOR B

AD-1.1.4B
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DEMOLITION
PLAN

SECTOR B
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H

H

G

G

F

F

E

E

D

D

C

C

B

B

A

A

8

9

9.5

10

11

10.5

9.9

8.5

7.9

11.6

8.2

7.7

7.8

Ea

Fe

10.8

11.3

11.2

Eaa

Fee

9.7

A-A

A-A

8.4

9.8

10.6

9.1

/1 AD-1.1.4B

/1 AD-1.1.4D

/1 AD-1.1.4B

/1 AD-1.1.4D

REMOVE EXISTING
HAND RAILS

EXISTING COL TO REMAIN, TYP

REMOVE TRAVERTINE
WALL PANELS AS
REQUIRED TO COORD.
W/ REMOVED WALL

REMOVE TRAVERTINE
WALL PANELS AS
REQUIRED TO COORD.
W/ REMOVED WALL
FOR NEW BRIDGE

REMOVE EXISTING CURTAINS &
TRACK, TYP

EXISTING INDUCTION UNITS &
ENCLOSURE TO REMAIN

REMOVE EXISTING CURTAINS &
TRACK, TYP

REMOVE EXISTING INDUCTION
UNITS & ENCLOSURE, TYP

REMOVE EXISTING HAND RAIL,
FLOORING AND TREAD MATERIALS

EXISTING COL TO REMAIN, TYP

EXISTING COL TO REMAIN, TYP

REMOVE BRIDGE

REMOVE TRAVERTINE
WALL PANELS AS
REQUIRED TO COORD.
W/ REMOVED WALL

REMOVE EXISTING WALLS, DOORS,
FLOORING, CEILING, & MILLWORK, TYP

REMOVE
TRAVERTINE
WALL PANELS
DOWN TO FLOOR
JOINT FOR NEW
BRIDGE

REMOVE
TRAVERTINE WALL
PANELS DOWN TO
FLOOR JOINT

REMOVE FILMS /
COATINGS FROM
WINDOWS, TYP

REMOVE FILMS /
COATINGS FROM
WINDOWS, TYP

REMOVE SLOPED
TRAVERTINE SILL AS REQ'D
TO COORD. W/ NEW BRIDGE
CONSTRUCTION, TYP.

REMOVE TRAVERTINE
WALL PANELS DOWN TO
FLOOR JOINT

EXIST'G 6" MECH'L
GRILLES TO REMAIN

REMOVE ROOF TO DECK

REMOVE ROOF TO DECK

8' 
- 1
0 
3/
4"

1' 
- 4
"

19
' - 
4"

2' - 0"

3' - 9"

1' - 4"
8' - 10 3/4"

3' - 9"
2' - 0"

REMOVE INDUCTION
UNITS

REMOVE
INDUCTION

UNIT

EXIST'G ELEVATORS TO REMAIN:
INTERIOR CABS -
- REMOVE EXIST'G WALL & CLG PANELS, LIGHTING AND FLOORING
- CABS TO BE RETROFITTED WITH NEW WALL/CLG PANELS, LIGHTING AND FLOORING
- REFER TO DRAWINGS & SPECIFICATIONS FOR NEW FINISHES

CALL BUTTONS/LANTERNS -
- NEW ELEVATOR FLOOR INDICATOR LANTERNS, TYP. COORDINATE W/EXIST'G ELEVATOR CONNECTIONS & NEW MILLWORK
- NEW ELEVATOR CALL BUTTONS, TYP. COORDINATE W/EXIST'G ELEVATOR CONNECTIONS & NEW MILLWORK

CORRIDOR

C2022

Room

C2053

CORE LAB

C2056

Room

C2060

Room

C2061

Room

C2062

SCHEMATOLOGY

C2063

SCHEMATOLOGY

C2064

STORAGE

C2066

Room

C2067

Room

C2068

Room

C2069
Room

C2070

Room

C2071

Room

C2072

Room

C2073

Room

C2074

Room

C2075

Room

C2077

Room

C2067A

EQUIPMENT

C2066A

Room

C2067B
IT CLO.

C2E3

Room

C2078

Room

C2079

Room

C2080

Room

C2081

Room

C2082

Room

C2083

Room

C2084

Room

C2086

Room

C2087

Room

C2091

Room

C2083A

Room

C2102A

Room

C2091A

Room

C2077A

Room

C2093

Room

C2095

Room

C2093A

Room

C2100

Room

C2101

Room

C2102

Room

C2103

Room

C2108

Room

C2101A

Room

C2E5
Room

C219E

Room

C220E

Room

C2111A

Room

C2111

Room

C2112

Room

C2114

Room

C2112A

Room

C2S6

Room

C2S7

Room

C2E2

Room

C2E4

Room

C2M26

Room

C2M27

P-TUBE
AREA

C2063A

NOTES

NOTES:
1. SEE G-1.0.2 FOR GENERAL DEMOLITION NOTES.
2. IN ROOMS TO BE DEMOLISHED , REMOVE ALL FINISHES AS REQ'D. COORDINATE WITH NEW FINISH PLANS.
3. REFER TO PLUMBING DWGS FOR SCOPE OF ALL NEW UNDERSLAB UTILITIES.
4. ALL DEMOLISHED WALLS ASSUMED TO BE FULL HEIGHT CMU
5. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1

EXISTING CONSTRUCTION TO REMAIN

EXISTING CONSTRUCTION TO BE REMOVED

SHADED AREA DENOTES EXISTING AREA TO REMAIN.  COORDINATION WORK FROM ADJACENT AREAS MAY OCCUR IN THIS AREA.  IF NEW
WORK OCCURS IN THIS AREA & EXISTING FINISHES CANNOT BE RE-USED (DAMAGED), PROVIDE NEW FINISHES TO MATCH EXISTING.

EXISTING DOOR TO REMAIN

EXISTING DOOR TO BE REMOVED

EXISTING FULL HEIGHT CMU WALL TO BE REMOVED

HATCHED AREA DENOTES ROOF TO BE REMOVED
DOWN TO CONCRETE FILL

HATCHED AREA DENOTES ROOF & CONCRETE FILL TO BE
REMOVED DOWN TO STRUCTURAL CONCRETE DECK.
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DEMOLITION
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SECTOR C
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1 SECOND FLOOR - DEMOLITION PLAN SECTOR C
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UP

6 5 4 3 2 1

H

H

G

G

F

F

E

E

D

D

C

C

B

B

A

A

1.2

8

9

8.5

3.4 2.6

3.5 2.5

5.4 4.6

5.2

G.b

G.a

6.2

F.f

7.4

6.3

7.9

8.2

7.7

7.8

Ea

Fe

1.5

Fa

A-A

A-A

1.32.43.65.3

6.4

7
6.5

7.57.6

8.4

9.1

/1 AD-1.1.4C

/1 AD-1.1.4C

CUT SLAB AS REQ'D
FOR NEW SHAFTS

REMOVE EXISTING HAND RAIL,
FLOORING AND TREAD MATERIALS

REMOVE TRAVERTINE
WALL PANELS AS
REQUIRED TO COORD.
W/ REMOVED WALL

REMOVE FILMS /
COATINGS FROM
WINDOWS, TYP

REMOVE EXISTING
HAND RAILS

EXISTING INDUCTION UNITS &
ENCLOSURE TO REMAIN

REMOVE EXISTING CURTAINS &
TRACK

REMOVE EXISTING
HAND RAILS

CUT SLAB AS REQ'D TO
COORD. W/ NEW PLMB
RISERS, SEE PLMB DWGS

REMOVE WINDOW AND
MODIFY CONC. CURB AS
REQUIRED TO COORD.

W/ NEW DOOR

REMOVE DOOR,WINDOWS,
PRECAST WALL PANELS

AND CONC. CURB AS
REQUIRED TO COORD. W/

NEW PLAN

EXISTING CMU SHAFT TO REMAIN.
PROVIDE SELECTIVE DEMOLITION AT
SHAFTS FOR NEW DUCTWORK
PENETRATIONS. PROVIDE NEW 2-HR
RATED SHAFT WALL TOENCLOSE
SHAFT. TYPICAL ALL SHAFT
LOCATIONS

REMOVE ROOF TO DECK

REMOVE
INDUCTION
UNIT

10"
19' - 4"

1' - 4"
8' - 10 3/4"

3' - 9"
2' - 0"

15.8

DEMOLISH EXTERIOR PRECAST
CONCRETE AS REQUIRED TO

ACCOMMODATE NEW
STRUCTURE

EQMT TO BE
RELOCATED,
REF. PLANS

EQMT TO BE
RELOCATED,
REF. PLANS

ALTERNATE #02

ALTERNATE #02

ALTERNATE #02

Room

C2001

Room

C2002

Room

C2003

Room

C2004

Room

C2005

Room

C2006
Room

C2007

RELOCATED
CHEM PACK

C2008

Room

C2009

Room

C2010

BULK MED.
STORAGE
RECEIVING
CODE CART

C2011

BULK
MEDICATION
STORAGE

C2016B

DRUG VAULT

C2015

TUG ROBOT
CORRIDOR

C2017

Room

C2018

Room

C2007A

Room

C2010B

Room

C2010A

MANAGER
OFFICE

C2011C

STORAGE

C2017A

I.V.

C2019H

ANTEROOM

C2019G

CHEMO
PREP

C2019E

Room

C2018A

Room

C2019B

Room

C2019C

Room

C2019F

Room

C2021

CORRIDOR

C2022

CF
SCREENING

LAB

C2023

Room

C2024

Room

C2025

Room

C2026

Room

C2027

Room

C2022A

MICROBIOLOGY

C2029

RELOCATED
PCR

C2030

Room

C2020

Room

C2032

Room

C2033

Room

C2034

Room

C2035

Room

C2036

Room

C2037

Room

C2038

TB LAB

C2041A

Room

C2044

Room

C2045

Room

C2046

TEACHING
MICROSCOPE

C2047

CRITICAL
POWER
ROOM

C2049

Room

C2050

Room

C2051

Room

C2052

Room

C2053

SPECIAL
COAG. &
BONE

MARROW

C2054

MAIN
MICROBIOLOGY

C2055

CORE LAB

C2056

Room

C2057

Room

C2058

Room

C2059

Room

C2060

Room

C2061

Room

C2062

SCHEMATOLOGY

C2063

SCHEMATOLOGY

C2064

STORAGE

C2066

Room

C2068

Room

C2069

Room

C2073

Room

C2074

Room

C2075 Room

C2076A

Room

C2076D

Room

C2076C

Room

C2076B

STORAGE &
FREEZERS

C2048

Room

C2040A

Room

C2076

IT CLO.

C2E3

Room

C2037D

Room

C2045A

Room

C2025A

Room

C2026A

Room

C2052A

Room

C2052B

Room

C2037A

Room

C2037B

Room

C2037C

Room

C2037E

Room

C2037F

Room

C2037G

Room

C2037H

Room

C2037I

Room

C2036A

Room

C2S1

Room

C2S4

Room

C2S6

Room

C2E1

Room

C2E2

Room

C2M23

Room

C2M24

Room

C2M25

Room

C2M26

Room

C2CSA

INV. DRUG

C2017B

FACULTY
OFFICE

C2011A

HALLWAY

C2007B

FILLING
AREA

C2019

CLEAN
ROOM

VESTIBULE

C2019D

DISPENSARY

C2016

P-TUBE
AREA

C2016A

GENETIC
COUNSELING

ROOM

C2042A

NEW
PHLEBOTOMY

ROOM

C2042

TB LAB
ANTEROOM

C2041

P-TUBE
AREA

C2063A

HALLWAY

C2012A

FACULTY
OFFICE

C2011B

NOTES

NOTES:
1. SEE G-1.0.2 FOR GENERAL DEMOLITION NOTES.
2. IN ROOMS TO BE DEMOLISHED , REMOVE ALL FINISHES AS REQ'D. COORDINATE WITH NEW FINISH PLANS.
3. REFER TO PLUMBING DWGS FOR SCOPE OF ALL NEW UNDERSLAB UTILITIES.
4. ALL DEMOLISHED WALLS ASSUMED TO BE FULL HEIGHT CMU
5. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1

EXISTING CONSTRUCTION TO REMAIN

EXISTING CONSTRUCTION TO BE REMOVED

SHADED AREA DENOTES EXISTING AREA TO REMAIN.  COORDINATION WORK FROM ADJACENT AREAS MAY OCCUR IN THIS AREA.  IF NEW
WORK OCCURS IN THIS AREA & EXISTING FINISHES CANNOT BE RE-USED (DAMAGED), PROVIDE NEW FINISHES TO MATCH EXISTING.

EXISTING DOOR TO REMAIN

EXISTING DOOR TO BE REMOVED

EXISTING FULL HEIGHT CMU WALL TO BE REMOVED

HATCHED AREA DENOTES ROOF TO BE REMOVED
DOWN TO CONCRETE FILL

HATCHED AREA DENOTES ROOF & CONCRETE FILL TO BE
REMOVED DOWN TO STRUCTURAL CONCRETE DECK.
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Author

SECOND FLOOR DEMOLITION PLAN
SECTOR D

AD-1.1.4D

SECOND
FLOOR

DEMOLITION
PLAN

SECTOR D

BID DOCUMENTS

BUILDING C
RENOVATION
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FARMINGTON, CT 06030

 1/8" = 1'-0"
1 SECOND FLOOR - DEMOLITION PLAN SECTOR D

NO. REVISION DATE



1616

1717

1818

1919

2121

H

HG

G

F

F

E

E

D

D

C

C

B

B

A

A

15.7

15

15

Eb

17.2

Fb

9.20

A-A

A-A

15.6

/1 AD-1.1.5B /1 AD-1.1.5B

8"
9'
 - 
0"

10"3' - 6"

3'
 - 
8"

19
' -
 1
"

4'
 - 
7"

10
' -
 7
"

TYP.

3' - 0"

TY
P.

3'
 - 
0"

TYPICAL AT
STRUCTURAL POST
LOCATIONS

8' - 0" , TYP.

8'
 - 
0"
 , 
TY
P.

TYPICAL AT ROOF
DRAIN LOCATIONS

2' - 2"25' - 0"6' - 4"14' - 8"

10' - 7"

CONVEYOR
RM

CP006

NOTES

NOTES:
1. SEE G-1.0.2 FOR GENERAL DEMOLITION NOTES.
2. IN ROOMS TO BE DEMOLISHED , REMOVE ALL FINISHES AS REQ'D. COORDINATE WITH NEW FINISH PLANS.
3. REFER TO PLUMBING DWGS FOR SCOPE OF ALL NEW UNDERSLAB UTILITIES.
4. ALL DEMOLISHED WALLS ASSUMED TO BE FULL HEIGHT CMU
5. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1

EXISTING CONSTRUCTION TO REMAIN

EXISTING CONSTRUCTION TO BE REMOVED

SHADED AREA DENOTES EXISTING AREA TO REMAIN.  COORDINATION WORK FROM ADJACENT AREAS MAY OCCUR IN THIS AREA.  IF NEW
WORK OCCURS IN THIS AREA & EXISTING FINISHES CANNOT BE RE-USED (DAMAGED), PROVIDE NEW FINISHES TO MATCH EXISTING.

EXISTING DOOR TO REMAIN

EXISTING DOOR TO BE REMOVED

EXISTING FULL HEIGHT CMU WALL TO BE REMOVED

HATCHED AREA DENOTES ROOF TO BE REMOVED
DOWN TO CONCRETE FILL

HATCHED AREA DENOTES ROOF & CONCRETE FILL TO BE
REMOVED DOWN TO STRUCTURAL CONCRETE DECK.
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UP

16

17

H

H

G

G

F

F

E

E

D

D

C

C

B

B

A

A

15.7

10

11

12

13

14

15

14.5

13.5

12.5

11.5

10.5

9.9

13.6

14.4

11.6

12.7

10.8

11.3

11.2

Eaa

Fee

17.2

9.7

A-A

A-A

9.8

10.6

12.6

11.4

13.4

14.6

15.6

/1 AD-1.1.5A

/1 AD-1.1.5C

/1 AD-1.1.5A

/1 AD-1.1.5C

REMOVE EXISTING HAND RAILS

CUT ROOF SLAB AS-
REQUIRED FOR NEW SHAFT

CUT ROOF SLAB AS-
REQUIRED FOR NEW
DUCT PENETRATION

19
' -
 4
"

10
"

10
"

8"
9'
 - 
0"

10"3' - 6"

13
' -
 1
1"

4'
 - 
2"

6' - 6"

EXISTING ROOFTOP
EQUIPMENT TO REMAIN, TYP

8'
 - 
0"

2' - 0" , TYP.

10' - 7"

11' - 11"

27
' -
 3
"

6'
 - 
0"

30
' -
 6
"

13' - 7"
32
' -
 4
"

2' - 0" , TYP.

CONVEYOR
RM

CP006

STAIR 2

CPS2

SHAFT 27

CPM27

MECHANICAL
RM

CP002

NOTES

NOTES:
1. SEE G-1.0.2 FOR GENERAL DEMOLITION NOTES.
2. IN ROOMS TO BE DEMOLISHED , REMOVE ALL FINISHES AS REQ'D. COORDINATE WITH NEW FINISH PLANS.
3. REFER TO PLUMBING DWGS FOR SCOPE OF ALL NEW UNDERSLAB UTILITIES.
4. ALL DEMOLISHED WALLS ASSUMED TO BE FULL HEIGHT CMU
5. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1

EXISTING CONSTRUCTION TO REMAIN

EXISTING CONSTRUCTION TO BE REMOVED

SHADED AREA DENOTES EXISTING AREA TO REMAIN.  COORDINATION WORK FROM ADJACENT AREAS MAY OCCUR IN THIS AREA.  IF NEW
WORK OCCURS IN THIS AREA & EXISTING FINISHES CANNOT BE RE-USED (DAMAGED), PROVIDE NEW FINISHES TO MATCH EXISTING.

EXISTING DOOR TO REMAIN

EXISTING DOOR TO BE REMOVED

EXISTING FULL HEIGHT CMU WALL TO BE REMOVED

HATCHED AREA DENOTES ROOF TO BE REMOVED
DOWN TO CONCRETE FILL

HATCHED AREA DENOTES ROOF & CONCRETE FILL TO BE
REMOVED DOWN TO STRUCTURAL CONCRETE DECK.
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D
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C
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B

B
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A

8

9

9.5

10

11

10.5

9.9

8.5

7.9

11.6

8.2

7.7

7.8

Ea

Fe

10.8

11.3

11.2

Eaa

Fee

9.7

A-A

A-A

8.4

9.8

10.6

9.1

/1 AD-1.1.5B

/1 AD-1.1.5D

/1 AD-1.1.5B

/1 AD-1.1.5D

SHAFT 27

CPM27

SHAFT 26

CPM26

NOTES

NOTES:
1. SEE G-1.0.2 FOR GENERAL DEMOLITION NOTES.
2. IN ROOMS TO BE DEMOLISHED , REMOVE ALL FINISHES AS REQ'D. COORDINATE WITH NEW FINISH PLANS.
3. REFER TO PLUMBING DWGS FOR SCOPE OF ALL NEW UNDERSLAB UTILITIES.
4. ALL DEMOLISHED WALLS ASSUMED TO BE FULL HEIGHT CMU
5. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1

EXISTING CONSTRUCTION TO REMAIN

EXISTING CONSTRUCTION TO BE REMOVED

SHADED AREA DENOTES EXISTING AREA TO REMAIN.  COORDINATION WORK FROM ADJACENT AREAS MAY OCCUR IN THIS AREA.  IF NEW
WORK OCCURS IN THIS AREA & EXISTING FINISHES CANNOT BE RE-USED (DAMAGED), PROVIDE NEW FINISHES TO MATCH EXISTING.

EXISTING DOOR TO REMAIN

EXISTING DOOR TO BE REMOVED

EXISTING FULL HEIGHT CMU WALL TO BE REMOVED

HATCHED AREA DENOTES ROOF TO BE REMOVED
DOWN TO CONCRETE FILL

HATCHED AREA DENOTES ROOF & CONCRETE FILL TO BE
REMOVED DOWN TO STRUCTURAL CONCRETE DECK.
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Author

PENTHOUSE DEMOLITION PLAN
SECTOR C

AD-1.1.5C

PENTHOUSE
DEMOLITION

PLAN
SECTOR C

BID DOCUMENTS
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1.2

8

9

8.5

3.4 2.6

3.5 2.5

5.4 4.6

5.2

G.b

G.a

6.2

F.f

7.4

6.3

7.9

8.2

7.7

7.8

Ea

Fe

1.5

Fa

A-A

A-A

1.32.43.65.3
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/1 AD-1.1.5C

/1 AD-1.1.5C

REMOVE EXISTING
HAND RAILS

CUT OPENINGS IN ROOF
SLAB AS REQ'D FOR NEW
SHAFT OPENINGS & DUCT
PENETRATIONS

REMOVE WINDOW
SYSTEM FROM SILL TO
HEADER, SALVAGE FOR
MODIFICATION AND REUSE

15.8

3' - 6"
1' - 0" 10"

19' - 4"
10" 1' - 0"

3' - 6"

5"
4'
 - 
0"

9"
3'
 - 
6"

9"
3'
 - 
6"

3' - 6"
1' - 0" 10"

19' - 4"
10" 1' - 0"

3' - 6"

9"
3'
 - 
6"

5"
4'
 - 
0"

9"
3'
 - 
6"

6' - 3" 7' - 0" 1' - 6" 9' - 0"

5"
4'
 - 
0"

2' - 6" 20' - 9 1/2"

6'
 - 
0"

5'
 - 
7"

REFER TO HVAC
DRAWINGS FOR FIN TUBE
MODIFICATION

19
' -
 0
"

26
' -
 5
"

2'
 - 
0"

9'
 - 
0"

2'
 - 
0"

11
' -
 2
"
2'
 - 
0"

TYP.

3' - 0"

, T
YP
.

3'
 - 
0"

8' - 0" , TYP.

8'
 - 
0"
 , 
TY
P.

TYPICAL AT
STRUCTURAL POST
LOCATIONS, REF.
STRUCT DWGS.

TYPICAL AT ROOF
DRAIN LOCATIONS

8' - 0"

8'
 - 
0"

3' - 9"

4'
 - 
0"

2' - 10" 2' - 10"

2'
 - 
0"

2'
 - 
0"

2' - 0" 2' - 0"

REMOVE EXTG. ROOFING
SYSTEM DOWN TO
CONCRETE DECK IN
LOCATION WHERE NEW
ROOFTOP DUCTWORK IS TO
BE PLACED; REF. MECH.
DWGS & SPECS FOR REQ'D
STRUCTURAL BRACING &
SPACING DETAILS.

ROOFTOP MECHANICAL
ELEMENTS TO BE
REMOVED, REF. MECH.
DEMO DWGS, TYP.

CONVEYOR
RM

CP004

STAIR 1

CPS1

SHAFT 26

CPM26

MECHANICAL
RM

CP001

NOTES

NOTES:
1. SEE G-1.0.2 FOR GENERAL DEMOLITION NOTES.
2. IN ROOMS TO BE DEMOLISHED , REMOVE ALL FINISHES AS REQ'D. COORDINATE WITH NEW FINISH PLANS.
3. REFER TO PLUMBING DWGS FOR SCOPE OF ALL NEW UNDERSLAB UTILITIES.
4. ALL DEMOLISHED WALLS ASSUMED TO BE FULL HEIGHT CMU
5. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1

EXISTING CONSTRUCTION TO REMAIN

EXISTING CONSTRUCTION TO BE REMOVED

SHADED AREA DENOTES EXISTING AREA TO REMAIN.  COORDINATION WORK FROM ADJACENT AREAS MAY OCCUR IN THIS AREA.  IF NEW
WORK OCCURS IN THIS AREA & EXISTING FINISHES CANNOT BE RE-USED (DAMAGED), PROVIDE NEW FINISHES TO MATCH EXISTING.

EXISTING DOOR TO REMAIN

EXISTING DOOR TO BE REMOVED

EXISTING FULL HEIGHT CMU WALL TO BE REMOVED

HATCHED AREA DENOTES ROOF TO BE REMOVED
DOWN TO CONCRETE FILL

HATCHED AREA DENOTES ROOF & CONCRETE FILL TO BE
REMOVED DOWN TO STRUCTURAL CONCRETE DECK.
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ROOM
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FOR NEW MDF ROOM

PHA
SE 
1

PHASE 1

15.8

NOTES

NOTES:

1. SEE MEP, FP DEMOLITION DWGS FOR MECHANICAL LOCATIONS & REQUIREMENTS
2. FOR EXISTING CEILING TO REMAIN AREAS (ECTR), COORDINATION WORK FROM ADJACENT AND OVERHEAD AREAS MAY OCCUR IN THE

SHADED AREA DENOTING (ECTR).   REMOVE CEILING AND/OR GRID AS REQ'D FOR NEW WORK ADJACENT AND/OR ABOVE. IF NEW WORK
OCCURS, PROVIDE NEW CEILING FINISHES TO MATCH EXISTING. PROVIDE NEW GRID AND TILE IF EXISTING SPLINE CEILING IS REMOVED. SEE
FINISH SCHEDULE FOR CEILING TYPES.

3. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1 INDICATING CEILINGS TO BE IMPACTED BY RENOVATION ABOVE.
4. ALL CEILINGS IN DEMOLISHED AREAS TO BE REMOVED IN ITS ENTIRETY FOR NEW CEILING AND LAYOUT, TYPICAL

EXISTING CEILING GRID AND PANELS TO BE REMOVED

REMOVE EXTERIOR CEILING SYSTEM
SEE NOTES FOR PRECAST & CEMENT PLASTER SOFFIT LOCATIONS

SHADED AREA INDICATES THE FOLLOWING SCOPE:
EXISTING ACT GRID TO REMAIN. REMOVE GRID AS
REQ'D FOR NEW WORK ABOVE. COORDINATION WORK
FROM ADJACENT AREA MAY OCCUR IN THIS AREA. IF
NEW WORK OCCURS, PROVIDE NEW CEILING FINISHES
TO MATCH EXISTING. PROVIDE NEW GRID AND TILE IF
EXISTING SPLINE CEILING IS REMOVED. SEE FINISH
SCHEDULE FOR CEILING TYPES.

0 8' 16' 32'

SCALE: 1/16" = 1' - 0"

Architectural Resources
Cambridge, P.C.

501 Boylston Street
Suite 4101

Boston, MA 02116
tel 617.547.2200

www.arcusa.com

C
op
yr
ig
ht
 2
01
5,
 A
R
C
 / 
A
rc
hi
te
ct
ur
al
 R
es
ou
rc
es
 C
am
br
id
ge
, I
nc
.

SCALE:

JOB NO:

DATE:

DRAWN BY:

FILE NAME:

84 Orange Street
New Haven, CT 06510
tel 203.786.5110
fax 203.786.5330

www.svigals.com

tel 617.888.8343

www.bushwang.com

(UCONN PROJECT # 901737)

As indicated

12
/1
0/
20
15
 9
:4
8:
58
 A
M

1302

12/10/2015

Author

BASEMENT DEMOLITION RCP

AD-8.0.0

BASEMENT
DEMOLITION

RCP

BID DOCUMENTS

BUILDING C
RENOVATION

263 FARMINGTON AVE.
FARMINGTON, CT 06030

NO. REVISION DATE



ZZZZ

16

6 5 4 3 2 1

17

18

19

21

H

GFEDCBA

1.2

15.7

8

9

9.5

10

11

12

13

14

15

14.5

13.5

12.5

11.5

10.5

9.9

8.5

3.4 2.6

3.5 2.5

5.4 4.6

5.2

G.b

G.a

6.2

F.f

7.4
6.3

7.9

13.6

14.4

11.6

12.7

8.2

7.7

7.8

Ea

Fe

10.8

11.3

11.2Eaa

Fee

1.5

Fa

Eb

17.2

9.7

Fb

9.20

A-A

1.32.43.65.3

6.4
7

6.5
7.57.6

8.4

9.8

10.6

12.6

11.4

13.4

14.6

15.6

9.1

PHA
SE 
1

PHASE 1

15.8

NOTES

NOTES:

1. SEE MEP, FP DEMOLITION DWGS FOR MECHANICAL LOCATIONS & REQUIREMENTS
2. FOR EXISTING CEILING TO REMAIN AREAS (ECTR), COORDINATION WORK FROM ADJACENT AND OVERHEAD AREAS MAY OCCUR IN THE

SHADED AREA DENOTING (ECTR).   REMOVE CEILING AND/OR GRID AS REQ'D FOR NEW WORK ADJACENT AND/OR ABOVE. IF NEW WORK
OCCURS, PROVIDE NEW CEILING FINISHES TO MATCH EXISTING. PROVIDE NEW GRID AND TILE IF EXISTING SPLINE CEILING IS REMOVED. SEE
FINISH SCHEDULE FOR CEILING TYPES.

3. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1 INDICATING CEILINGS TO BE IMPACTED BY RENOVATION ABOVE.
4. ALL CEILINGS IN DEMOLISHED AREAS TO BE REMOVED IN ITS ENTIRETY FOR NEW CEILING AND LAYOUT, TYPICAL

EXISTING CEILING GRID AND PANELS TO BE REMOVED

REMOVE EXTERIOR CEILING SYSTEM
SEE NOTES FOR PRECAST & CEMENT PLASTER SOFFIT LOCATIONS

SHADED AREA INDICATES THE FOLLOWING SCOPE:
EXISTING ACT GRID TO REMAIN. REMOVE GRID AS
REQ'D FOR NEW WORK ABOVE. COORDINATION WORK
FROM ADJACENT AREA MAY OCCUR IN THIS AREA. IF
NEW WORK OCCURS, PROVIDE NEW CEILING FINISHES
TO MATCH EXISTING. PROVIDE NEW GRID AND TILE IF
EXISTING SPLINE CEILING IS REMOVED. SEE FINISH
SCHEDULE FOR CEILING TYPES.
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REMOVE EXIST'G EXTERIOR LIGHT
FIXTURE OVER DOORS. PATCH
PRECAST PANELS AS REQ'D

15.8

HATCH INDICATES ENTIRE
EXISTING LOBBY CEILING TO
BE REMOVED FOR NEW
LIGHT FIXTURE AND HVAC
REGISTER LAYOUT

NOTES

NOTES:

1. SEE MEP, FP DEMOLITION DWGS FOR MECHANICAL LOCATIONS & REQUIREMENTS
2. FOR EXISTING CEILING TO REMAIN AREAS (ECTR), COORDINATION WORK FROM ADJACENT AND OVERHEAD AREAS MAY OCCUR IN THE

SHADED AREA DENOTING (ECTR).   REMOVE CEILING AND/OR GRID AS REQ'D FOR NEW WORK ADJACENT AND/OR ABOVE. IF NEW WORK
OCCURS, PROVIDE NEW CEILING FINISHES TO MATCH EXISTING. PROVIDE NEW GRID AND TILE IF EXISTING SPLINE CEILING IS REMOVED. SEE
FINISH SCHEDULE FOR CEILING TYPES.

3. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1 INDICATING CEILINGS TO BE IMPACTED BY RENOVATION ABOVE.
4. ALL CEILINGS IN DEMOLISHED AREAS TO BE REMOVED IN ITS ENTIRETY FOR NEW CEILING AND LAYOUT, TYPICAL

EXISTING CEILING GRID AND PANELS TO BE REMOVED

REMOVE EXTERIOR CEILING SYSTEM
SEE NOTES FOR PRECAST & CEMENT PLASTER SOFFIT LOCATIONS

SHADED AREA INDICATES THE FOLLOWING SCOPE:
EXISTING ACT GRID TO REMAIN. REMOVE GRID AS
REQ'D FOR NEW WORK ABOVE. COORDINATION WORK
FROM ADJACENT AREA MAY OCCUR IN THIS AREA. IF
NEW WORK OCCURS, PROVIDE NEW CEILING FINISHES
TO MATCH EXISTING. PROVIDE NEW GRID AND TILE IF
EXISTING SPLINE CEILING IS REMOVED. SEE FINISH
SCHEDULE FOR CEILING TYPES.
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PLASTER SOFFIT SYSTEM AS REQ'D FOR
NEW PLUMBING AND HVAC SCOPE ABOVE.
(TYPICAL ENTIRE PERIMETER SOFFIT)

REMOVE EXTERIOR PRECAST
SOFFIT PANELS FOR NEW
PLUMBING SCOPE ABOVE.
COORDINATE LOCATIONS W/
PLUMBING DWGS

PH
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E 
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PHASE 3
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E 2

PHASE 4

PHASE 3

PH
A
SE
 1

PHASE 4

15.8

HATCH INDICATES ENTIRE
EXISTING LOBBY CEILING TO
BE REMOVED FOR NEW
LIGHT FIXTURE AND HVAC
REGISTER LAYOUT

NOTES

NOTES:

1. SEE MEP, FP DEMOLITION DWGS FOR MECHANICAL LOCATIONS & REQUIREMENTS
2. FOR EXISTING CEILING TO REMAIN AREAS (ECTR), COORDINATION WORK FROM ADJACENT AND OVERHEAD AREAS MAY OCCUR IN THE

SHADED AREA DENOTING (ECTR).   REMOVE CEILING AND/OR GRID AS REQ'D FOR NEW WORK ADJACENT AND/OR ABOVE. IF NEW WORK
OCCURS, PROVIDE NEW CEILING FINISHES TO MATCH EXISTING. PROVIDE NEW GRID AND TILE IF EXISTING SPLINE CEILING IS REMOVED. SEE
FINISH SCHEDULE FOR CEILING TYPES.

3. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1 INDICATING CEILINGS TO BE IMPACTED BY RENOVATION ABOVE.
4. ALL CEILINGS IN DEMOLISHED AREAS TO BE REMOVED IN ITS ENTIRETY FOR NEW CEILING AND LAYOUT, TYPICAL

EXISTING CEILING GRID AND PANELS TO BE REMOVED

REMOVE EXTERIOR CEILING SYSTEM
SEE NOTES FOR PRECAST & CEMENT PLASTER SOFFIT LOCATIONS

SHADED AREA INDICATES THE FOLLOWING SCOPE:
EXISTING ACT GRID TO REMAIN. REMOVE GRID AS
REQ'D FOR NEW WORK ABOVE. COORDINATION WORK
FROM ADJACENT AREA MAY OCCUR IN THIS AREA. IF
NEW WORK OCCURS, PROVIDE NEW CEILING FINISHES
TO MATCH EXISTING. PROVIDE NEW GRID AND TILE IF
EXISTING SPLINE CEILING IS REMOVED. SEE FINISH
SCHEDULE FOR CEILING TYPES.
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EXISTING TRAVERTINE PANELS
TO REMAIN, TYP.

PHASE 1
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15.8
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FOR NEW LIGHT COVE DETAIL
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ALTERNATE #02

ALTERNATE #02

NOTES

NOTES:

1. SEE MEP, FP DEMOLITION DWGS FOR MECHANICAL LOCATIONS & REQUIREMENTS
2. FOR EXISTING CEILING TO REMAIN AREAS (ECTR), COORDINATION WORK FROM ADJACENT AND OVERHEAD AREAS MAY OCCUR IN THE

SHADED AREA DENOTING (ECTR).   REMOVE CEILING AND/OR GRID AS REQ'D FOR NEW WORK ADJACENT AND/OR ABOVE. IF NEW WORK
OCCURS, PROVIDE NEW CEILING FINISHES TO MATCH EXISTING. PROVIDE NEW GRID AND TILE IF EXISTING SPLINE CEILING IS REMOVED. SEE
FINISH SCHEDULE FOR CEILING TYPES.

3. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1 INDICATING CEILINGS TO BE IMPACTED BY RENOVATION ABOVE.
4. ALL CEILINGS IN DEMOLISHED AREAS TO BE REMOVED IN ITS ENTIRETY FOR NEW CEILING AND LAYOUT, TYPICAL

EXISTING CEILING GRID AND PANELS TO BE REMOVED

REMOVE EXTERIOR CEILING SYSTEM
SEE NOTES FOR PRECAST & CEMENT PLASTER SOFFIT LOCATIONS

SHADED AREA INDICATES THE FOLLOWING SCOPE:
EXISTING ACT GRID TO REMAIN. REMOVE GRID AS
REQ'D FOR NEW WORK ABOVE. COORDINATION WORK
FROM ADJACENT AREA MAY OCCUR IN THIS AREA. IF
NEW WORK OCCURS, PROVIDE NEW CEILING FINISHES
TO MATCH EXISTING. PROVIDE NEW GRID AND TILE IF
EXISTING SPLINE CEILING IS REMOVED. SEE FINISH
SCHEDULE FOR CEILING TYPES.
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+/- 403' - 4" VIF

+/- 398' - 8" VIF

+/- 388' - 8" VIF

+/- 398' - 8" VIF
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SE 
1

PHASE 1

15.8

NOTES

NOTES:

1. SEE G-1.0.2 FOR GENERAL NOTES, ABBREVIATIONS, SYMBOLS LEGEND AND ROOM FINISH NOTES.
2. SEE MEP, FP DWGS FOR MECHANICAL EQUIPMENT LOCATIONS & REQUIREMENTS
3. PATCH, REPAIR & REPAINT ALL AREAS WHERE NEW OPENINGS OCCUR AT EXISTING TRAVERTINE.
4. REPAIR FINISHES IN ROOMS IMPACTED BY NEW WORK.
5. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1

SHADED AREA DENOTES EXISTING AREA TO REMAIN.  COORDINATION WORK FROM ADJACENT AREAS MAY OCCUR IN
THIS AREA.  IF NEW WORK OCCURS IN THIS AREA & EXISTING FINISHES CANNOT BE RE-USED (DAMAGED), PROVIDE
NEW FINISHES TO MATCH EXISTING.
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2. SEE MEP, FP DWGS FOR MECHANICAL EQUIPMENT LOCATIONS & REQUIREMENTS
3. PATCH, REPAIR & REPAINT ALL AREAS WHERE NEW OPENINGS OCCUR AT EXISTING TRAVERTINE.
4. REPAIR FINISHES IN ROOMS IMPACTED BY NEW WORK.
5. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1

SHADED AREA DENOTES EXISTING AREA TO REMAIN.  COORDINATION WORK FROM ADJACENT AREAS MAY OCCUR IN
THIS AREA.  IF NEW WORK OCCURS IN THIS AREA & EXISTING FINISHES CANNOT BE RE-USED (DAMAGED), PROVIDE
NEW FINISHES TO MATCH EXISTING.
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2. SEE MEP, FP DWGS FOR MECHANICAL EQUIPMENT LOCATIONS & REQUIREMENTS
3. PATCH, REPAIR & REPAINT ALL AREAS WHERE NEW OPENINGS OCCUR AT EXISTING TRAVERTINE.
4. REPAIR FINISHES IN ROOMS IMPACTED BY NEW WORK.
5. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1

SHADED AREA DENOTES EXISTING AREA TO REMAIN.  COORDINATION WORK FROM ADJACENT AREAS MAY OCCUR IN
THIS AREA.  IF NEW WORK OCCURS IN THIS AREA & EXISTING FINISHES CANNOT BE RE-USED (DAMAGED), PROVIDE
NEW FINISHES TO MATCH EXISTING.
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2. SEE MEP, FP DWGS FOR MECHANICAL EQUIPMENT LOCATIONS & REQUIREMENTS
3. PATCH, REPAIR & REPAINT ALL AREAS WHERE NEW OPENINGS OCCUR AT EXISTING TRAVERTINE.
4. REPAIR FINISHES IN ROOMS IMPACTED BY NEW WORK.
5. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1

SHADED AREA DENOTES EXISTING AREA TO REMAIN.  COORDINATION WORK FROM ADJACENT AREAS MAY OCCUR IN
THIS AREA.  IF NEW WORK OCCURS IN THIS AREA & EXISTING FINISHES CANNOT BE RE-USED (DAMAGED), PROVIDE
NEW FINISHES TO MATCH EXISTING.
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3. PATCH, REPAIR & REPAINT ALL AREAS WHERE NEW OPENINGS OCCUR AT EXISTING TRAVERTINE.
4. REPAIR FINISHES IN ROOMS IMPACTED BY NEW WORK.
5. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1

SHADED AREA DENOTES EXISTING AREA TO REMAIN.  COORDINATION WORK FROM ADJACENT AREAS MAY OCCUR IN
THIS AREA.  IF NEW WORK OCCURS IN THIS AREA & EXISTING FINISHES CANNOT BE RE-USED (DAMAGED), PROVIDE
NEW FINISHES TO MATCH EXISTING.
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3. PATCH, REPAIR & REPAINT ALL AREAS WHERE NEW OPENINGS OCCUR AT EXISTING TRAVERTINE.
4. REPAIR FINISHES IN ROOMS IMPACTED BY NEW WORK.
5. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1

SHADED AREA DENOTES EXISTING AREA TO REMAIN.  COORDINATION WORK FROM ADJACENT AREAS MAY OCCUR IN
THIS AREA.  IF NEW WORK OCCURS IN THIS AREA & EXISTING FINISHES CANNOT BE RE-USED (DAMAGED), PROVIDE
NEW FINISHES TO MATCH EXISTING.
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2. SEE MEP, FP DWGS FOR MECHANICAL EQUIPMENT LOCATIONS & REQUIREMENTS
3. PATCH, REPAIR & REPAINT ALL AREAS WHERE NEW OPENINGS OCCUR AT EXISTING TRAVERTINE.
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WORK OCCURS IN THIS AREA & EXISTING FINISHES CANNOT BE RE-USED (DAMAGED), PROVIDE NEW FINISHES TO MATCH EXISTING.
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2. SEE MEP, FP DWGS FOR MECHANICAL EQUIPMENT LOCATIONS & REQUIREMENTS
3. PATCH, REPAIR & REPAINT ALL AREAS WHERE NEW OPENINGS OCCUR AT EXISTING TRAVERTINE.
4. REPAIR FINISHES IN EXISTING ROOMS IMPACTED BY NEW WORK.
5. SEE A.9.0.0A- A-9.0.4D FINISH PLANS FOR ROOM FINISH INFORMATION.
6. SEE A-7.7.0-A-7.7.2 FOR MILLWORK DETAILS.
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SHADED AREA DENOTES EXISTING AREA TO REMAIN.  COORDINATION WORK FROM ADJACENT AREAS MAY OCCUR IN THIS AREA.  IF NEW
WORK OCCURS IN THIS AREA & EXISTING FINISHES CANNOT BE RE-USED (DAMAGED), PROVIDE NEW FINISHES TO MATCH EXISTING.
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NOTES:
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2. SEE MEP, FP DWGS FOR MECHANICAL EQUIPMENT LOCATIONS & REQUIREMENTS
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M248

M255

M231

M221

M218A

M219

M228

M223

M187B

A-7.4.0

3

A-7.4.0

4

A-7.4.0

2

MEL9

MLV2

MEL10

M192

WP-3WP-3
TYP.

14

A-7.3.0

1

WP-5

WP-5

WP-5

WP-5

WP-5

WP-5

CG-1

WP-1

CG-1

CG-1
WP-1

CG-1

CG-1

WP-1

CG-1

+/- 426' - 0" VIF

M190

ALIGN

7' 
- 1
"

9' - 8 1/2"

5' - 0"

9' - 7"

MM18

MM19

A26

A26

M

F

A26

A26

A26

A26

A26

A26 A26

F12

A24

A-7.3.0

3

CRC ADMIN

CM211

CRC IS
MANAGER

CM209

CORRIDOR

CM195

CRC IS
OFFICE

CM208

CRC SERVER

CM192

Room

CM204
CORRIDOR

CM207

Room

CM212

M205
M211

M210

M209

M208

M206

WP-2

WP-2

WP-2

WAITING

CM186

M187A

M188

M186

DRAW
STATIONS

CM187

MS8A

MS9A

M223D

NEGATIVE
PRESSURE

ALUMINUM INTERIOR SLIDING
SERVICE WINDOW - C.R.
LAURENCE MODEL "DAISY"

F22
F22

F22
A26

F22

F22

1' 
- 0
"S21S21

NEW PLUMBING CORES -
SEE PLUMBING DWGS

M196

1' - 0"

M

X01

WP-2

A26

REF. ELEVATIONS FOR
CLERESTORY WINDOWS

CRC
DIRECTOR

CM205

M193

A-7.6.5
1

A-7.6.4
2

11

10
9

4

A-7.3.0

7

A-7.3.0

2

1

A-7.4.0

12

A-7.4.0

13

A-7.4.1

13

A-7.4.3
5

A-7.4.2
3

A-7.4.21 A-7.4.2

2
A-7.4.2

7

A-7.5.0

3

A-7.5.0

2

A-7.5.0

1

A-6.0.4
2

A-6.0.4
3

EXAM 7

CM271F12

F12

F12

F12

F12

F12

F12

F12

F12

F12

F12

F12

F12

F12

F12
F12 F12

A-6.0.6
2

A-6.0.6
3

A-6.0.6
1

11

8

A-2.0.6

6

M195

M267

M274

6' - 0"

ALIGN

11' - 11"

6'
 - 
0"

5'
 - 
6"

9'
 - 
5 
1 /
2 "

6'
 - 
8 
1 /
2 "

5'
 - 
10
"

3' - 11"

6'
 - 
0 
1/
2"

23' - 1"

ALIGN

12

TB-1

MB-1 MB-1 MB-1

TB-1

RECEPTION

CM219

M304

A-7.4.3

9

A26

M266

NEW F.E.C.

NEW F.E.C.

NEW F.E.C.

NEW
F.E.C.

NEW F.E.C.

NEW
F.E.C.

NEW
F.E.C.

NEW F.E.C.

ALIGN

Y23

5' 
- 6
"

1' - 7 1/2"

B24

B24

B24

B24

A26

A13

A13A13

B24

A13

B24

A13

A26

A26

A26

9' - 8 1/2"

5' - 6"

ALIGN

3' - 6"

7' - 2"

7' - 2"

7' - 6"

ALIGN

14' - 11"

AL
IG
N

M218

A26

M227

M226

A26

A26

A01

F12

F28

F13

A22

A22

A26

NEW PLUMBING CORES -
SEE PLUMBING DWGS

REPAIR PLASTER
IN STAIR AS
REQUIRED

REPAIR PLASTER
IN STAIR AS
REQUIRED

REPAIR PLASTER
IN STAIR AS
REQUIRED

A-7.0.6
4

NEW Z.V.B.

NEW
Z.V.B.

NEW
Z.V.B.

NEW
Z.V.B.

5

A-7.0.6

M

A26

A26

A26 A26

F22

B24
A26

A02

A26

B24

A22

A22

F24

F12
A22

A22

A26

X35

X22

X25

X25

X25

NEW TRAVERTINE SOFFIT

EGRESS GATE -
SEE 7/A-4.0.0

EGRESS GATE - SEE 7/A-4.0.0

EGRESS GATE -
SEE 7/A-4.0.0

EGRESS GATE -
SEE 7/A-4.0.0

6' - 0"

M293

M262

M230

M305

WALL MOUNTED
PROJECTOR SCREEN,
PROVIDE BLOCKING IN WALL

M216B

M216

CM TO COORDINATE
EXACT LOCATION OF
NEW ACCESS DOOR

CM TO COORDINATE
EXACT LOCATION OF NEW
ACCESS DOOR

8' - 0"

NOTES

NOTES:

1. SEE G-1.0.2 FOR GENERAL NOTES, ABBREVIATIONS, SYMBOLS LEGEND & TYPICAL MOUNTING HEIGHTS.
2. SEE MEP, FP DWGS FOR MECHANICAL EQUIPMENT LOCATIONS & REQUIREMENTS
3. PATCH, REPAIR & REPAINT ALL AREAS WHERE NEW OPENINGS OCCUR AT EXISTING TRAVERTINE.
4. REPAIR FINISHES IN EXISTING ROOMS IMPACTED BY NEW WORK.
5. SEE A.9.0.0A- A-9.0.4D FINISH PLANS FOR ROOM FINISH INFORMATION.
6. SEE A-7.7.0-A-7.7.2 FOR MILLWORK DETAILS.
7. SEE A-7.9.0 FOR WALL PROTECTION (WP) TYPES.
8. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1

SHADED AREA DENOTES EXISTING AREA TO REMAIN.  COORDINATION WORK FROM ADJACENT AREAS MAY OCCUR IN THIS AREA.  IF NEW
WORK OCCURS IN THIS AREA & EXISTING FINISHES CANNOT BE RE-USED (DAMAGED), PROVIDE NEW FINISHES TO MATCH EXISTING.
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UPUP

H

H

G

G

F

F

E

E

D

D

C

C

B

B

A

A

8

9

9.5

10

11

10.5

9.9

8.5

8.2
Ea

Fe

10.8

Eaa

Fee

9.7

A-A

A-A

8.4

9.8

10.6

9.1

/1 A-1.1.2B

/1 A-1.1.2D

/1 A-1.1.2B

/1 A-1.1.2D

A-7.0.1

2
A-7.0.0

1

A-7.0.1

1

DENTAL
WAITING

CM049

RECEPTION

CM049A

PATIENT
CONSULT

CM051

PATIENT
CONSULT

CM052

STAIR 6

CMS6

ESCALATORS

CMS10

ELECTRIC
RM

CMEL2

SHAFT 26

CMM26

NEW SHAFT

CMM21A

OFFICE -
PCC

CM054

INTR-ORAL
X-RAY

CM055

INTR-ORAL
X-RAY

CM056

INTR-ORAL
X-RAY

CM057

INTR-ORAL
X-RAY

CM058

LG VOL
CONE BEAM

CM059

RADIOLOGY

CM053

INFORMATION
/ SECURITY /

VALET

CM185A

ELECTRIC
RM

CMEL4

SHAFT 27

CMM27

CORRIDOR

CM216

STAIR 7

CMS7

ELECTRIC
RM

CMEL5

SHAFT 20

CMM20

ELEVATOR
19

CM19E

ELEVATOR
20

CM20E

STOR.

CM217

PI (1)

CM239

RA (1)

CM240

RECORDS (1)

CM241

TLT

CM230A

TLT

CM230B

INFILL SLAB AT
DEMOLISHED SHAFT
(SEE STRUCTURAL
DRAWINGS)

W
OOD VENEER

ACCENT W
ALL

SSTL COLUMN
ENCLOSURE

PROVIDE NEW ST.STL. HAND RAILS

PROVIDE NEW 2-HR METAL AND
GLASS WINDOW & DOOR SYSTEM

1 HR ALUMINUM STOREFRONT
SYSTEM AND GLAZING

PROVIDE NEW PTD STL
HAND RAILS, TYP.

OFFICE - PSR
SUPERVISOR

CM050

REPAIR TRAVERTINE SURROUND
TO COORD. W/ NEW AL AND
GLASS ENTRY & SIGN BAND
STEEL STRUCTURE(BOTH SIDES)

ELECTRIC
RM

CM181

PATIENT
TOILET

CM189

CLEAN/MED.

CM223D

SUPPLIES

CM223E

SOILED

CM229

RNs (3)

CM224

MA (2)

CM222

CORRIDOR

CM245A

NOURISH.

CM230C

REC.

CM223A

RNs (3)

CM225

NURSE MGR.
(1)

CM226

RA (1)

CM227

CORE LAB

CM232

EQUIP.

CM223C

COPY

CM223B

CORRIDOR

CM223

MEN'S
PUBLIC

RESTROOM

CM180

WOMEN'S
PUBLIC

RESTROOM

CM182

OPEN
OFFICE (7)

CM228

WAITING

CM218

STORAGE

CM221

CORRIDOR

CM220

VITALS

CM220A

A-2.0.0

3

ALCOVE

CM179

A-6.0.0
1

1

A-2.0.5

2

A-2.0.5

F21

X25

X25

X25
X35

F28

F28

A-7.0.0
2

A-2.0.0

4

1

A-7.0.4

3

A-7.0.4

A-2.0.8
2

A-2.0.8
1

NEW TRAVERTINE
SOFFIT ABOVE

SSTL COLUMN
ENCLOSURE

1 HR ALUMINUM STOREFRONT SYSTEM
AND GLAZING W/OBSCURE FILM

X22

NEW TRAVERTINE
PANELS
(BOTH SIDES)

A26

F12

F22

E23

E23

F22

D23
F28

F28

E23

F28
F28

E23

D23

45 MIN ALUMINUM DOOR AND
GLAZING

RECEPTION

CM188

M219

M226

M227

M218

M189

M182 M181

M180

WC
STORAGE

CM185B
MAIN LOBBY

CM185

M245C

M049A

MS6

A-5.1.0
12

A-2.0.6
1

A-2.0.8
4

A-7.0.1

3

1 HR ALUMINUM STOREFRONT
SYSTEM AND GLAZING

45 MIN ALUMINUM DOOR AND
GLAZING

MS7A

MX

MX

UP

DN

UP

DN

M049B

+/- 426' - 0" VIF

REGSTRATION DESK:
PTD GWB SURROUND W/SOLID
SURFACE COUNTERS &
MODESTY PANELS, GLASS
DIVIDER PANELS

LK-3

SSTL COLUMN
ENCLOSURE

A26

A26

8

A-7.0.4

A01

5

A-7.0.4

A-5.0.2

2

3

A-5.1.1
1

A-5.1.1
2

WP-2

F01

WAITING

CM186

M187A M186

DRAW
STATIONS

CM187

MS6A

M185
A-5.0.2

14

2

A-4.0.0

1 HR ALUMINUM STOREFRONT
SYSTEM AND GLAZING

45 MIN ALUMINUM DOOR AND
GLAZING

6

A-7.0.4

ALIG
N

A-5.0.2

4

A-5.0.2
1

A-5.0.2

5

A-5.0.2

6

A-7.6.4
1

A-7.6.4
2

NEW STL. COL.
(SEE STRUCT'L DWGS)

3

A-7.0.5

X25

X25

X25

5

A-7.0.4

SIM

EXIST'G TRAVERTINE
SOFFIT TO REMAIN

EXIST'G TRAVERTINE
SOFFIT TO REMAIN

A-7.5.0

3

A-7.5.0

2

A-7.5.0

1

A-6.0.4
1

A-2.0.0

2

A-2.0.0

1

A-2.0.6

6

A-2.0.6

5

5

A-7.0.5

SIM

45 MIN ALUMINUM DOOR AND
GLAZING

A-7.6.0
1

D23

D23

MX

E23
NEW WALL MOUNTED

DOUBLE DRINKING
FOUNTAIN

A-7.6.1
1

25' - 6"

RECEPTION

CM219

DENTAL
WAITING

CM049

STEEL STRUCTURE FOR SIGN BAND
(SEE STRUCT'L DWGS)

A-5.1.0

14

NEW PLUMBING CORE
 (SEE PLMB DWGS)

NEW F.E.C.

NEW
F.E.C.

NEW
F.E.C.

NEW F.E.C.

NEW F.E.C.

7' - 2"

7' - 2"

7' - 6"

ALIGN

14' - 11"

AL
IG
N

A26

M227

M226

A26

A26

A01

F12

F28

F13

A22

A22

A26

REPAIR PLASTER
IN STAIR AS
REQUIRED

REPAIR PLASTER IN
STAIR AS REQUIRED

F21

F21

F21

F21

A26

A26

A26 A26

A22

A22

F24

F12
A22

A22

A26

X35

X22

X25

X25

X25

NEW TRAVERTINE SOFFIT

EGRESS GATE -
SEE 7/A-4.0.0

EGRESS GATE -
SEE 7/A-4.0.0

A-5.1.0
15

A28
A28

A-7.1.2

9

M230

STAIR 6

CMS6

A-5.1.1
4

Sim

A-5.1.1
3

Sim

B24
A24

M216

CM TO COORDINATE
EXACT LOCATION OF NEW
ACCESS DOOR

8' - 0"

2

A-7.0.4

Sim

4

A-7.0.4

Sim

NOTES

NOTES:

1. SEE G-1.0.2 FOR GENERAL NOTES, ABBREVIATIONS, SYMBOLS LEGEND & TYPICAL MOUNTING HEIGHTS.
2. SEE MEP, FP DWGS FOR MECHANICAL EQUIPMENT LOCATIONS & REQUIREMENTS
3. PATCH, REPAIR & REPAINT ALL AREAS WHERE NEW OPENINGS OCCUR AT EXISTING TRAVERTINE.
4. REPAIR FINISHES IN EXISTING ROOMS IMPACTED BY NEW WORK.
5. SEE A.9.0.0A- A-9.0.4D FINISH PLANS FOR ROOM FINISH INFORMATION.
6. SEE A-7.7.0-A-7.7.2 FOR MILLWORK DETAILS.
7. SEE A-7.9.0 FOR WALL PROTECTION (WP) TYPES.
8. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1

SHADED AREA DENOTES EXISTING AREA TO REMAIN.  COORDINATION WORK FROM ADJACENT AREAS MAY OCCUR IN THIS AREA.  IF NEW
WORK OCCURS IN THIS AREA & EXISTING FINISHES CANNOT BE RE-USED (DAMAGED), PROVIDE NEW FINISHES TO MATCH EXISTING.

HATCH DENOTES NEW CONCRETE PAVING TO MATCH EXISTING
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UPUP

UPUP

UPUP

NOTES

NOTES:

1. SEE G-1.0.2 FOR GENERAL NOTES, ABBREVIATIONS, SYMBOLS LEGEND & TYPICAL MOUNTING HEIGHTS.
2. SEE MEP, FP DWGS FOR MECHANICAL EQUIPMENT LOCATIONS & REQUIREMENTS
3. PATCH, REPAIR & REPAINT ALL AREAS WHERE NEW OPENINGS OCCUR AT EXISTING TRAVERTINE.
4. REPAIR FINISHES IN EXISTING ROOMS IMPACTED BY NEW WORK.
5. SEE A.9.0.0A- A-9.0.4D FINISH PLANS FOR ROOM FINISH INFORMATION.
6. SEE A-7.7.0-A-7.7.2 FOR MILLWORK DETAILS.
7. SEE A-7.9.0 FOR WALL PROTECTION (WP) TYPES.
8. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1

SHADED AREA DENOTES EXISTING AREA TO REMAIN.  COORDINATION WORK FROM ADJACENT AREAS MAY OCCUR IN THIS AREA.  IF NEW
WORK OCCURS IN THIS AREA & EXISTING FINISHES CANNOT BE RE-USED (DAMAGED), PROVIDE NEW FINISHES TO MATCH EXISTING.

6 5 4 3 2 1

H

H

G

G

F

F

E

E

D

D

C

C

B

B

A

A

1.2

8

9

8.5

3.4 2.6

3.5 2.5

5.4 4.6

5.2

G.b

G.a

F.f

7.4

6.3

7.9

8.2

7.7

7.8

Ea

Fe

1.5

Fa

A-A

A-A

1.33.65.36.4

7
6.5

7.57.6

8.4

9.1

/1 A-1.1.2C

/1 A-1.1.2C

6'
 - 
6 
1/
2"

RECEPTION

CM049A

PATIENT
CONSULT

CM051

PATIENT
CONSULT

CM052

STAIR 5

CMS5

ESCALATORS

CMS10

ELECTRIC
RM

CMEL2

SHAFT 26

CMM26

SHAFT 22

CMM22

NEW SHAFT

CMM21A

OFFICE -
PCC

CM054

INTR-ORAL
X-RAY

CM055

INTR-ORAL
X-RAY

CM056

INTR-ORAL
X-RAY

CM057

INTR-ORAL
X-RAY

CM058

LG VOL
CONE BEAM

CM059

PAN / CEPH

CM060

PAN / CEPH /
CONE BEAM

CM061

PANORAMIC

CM065

FUTURE
PANORAMIC

CM066

WORK ROOM

CM062

FUTURE
CONE BEAM

CM064

RADIOLOGY
TECH

WORKSTATIONS

CM067

RADIOLOGY
FACULTY

WORKSTATIONS

CM068

PATIENT
CONSULT

CM047

RADIOLOGY

CM053

PATIENT
CONSULT

CM046

OFFICE PCC

CM044

TOUCHDOWN

CM045

STAIR 4

CMS4

ELECTRIC
RM

CMEL1
Room

CM048A

RADIOLOGY
RESIDENT /
STUDENT

WORKSTATIONS

CM063

CORRIDOR

CM048

DENTAL
TREATMENT

CHAIR

CM042H

DENTAL
TREATMENT

CHAIR

CM042D

TOUCHDOWN

CM038
TOUCHDOWN

CM033

DENTAL
TREATMENT

CHAIR

CM037B

DENTAL
TREATMENT

CHAIR

CM030D

DENTAL
TREATMENT

ROOM

CM040

DENTAL
TREATMENT

ROOM

CM039

DENTAL
TREATMENT

ROOM

CM035

DENTAL
TREATMENT

ROOM

CM034

CORRIDOR

CM021

PATIENT
CONSULT

CM026

OMFR
FACULTY
OFFICE

CM027

PATIENT
CONSULT

CM029

OFFICE - LDA

CM028

CLINICAL
ENGINEERING

CM025

AEGD
RESIDENT
STUDY

CM020

CHANGING
RM

CM020A

EQUIPMENT
STORAGE

CM024

OFFICE - G.D.
ADMIN

CM023

OFFICE - G.D.
FACULTY /
PROGRAM
DIRECTOR

CM022

OMFR
RESIDENT
STUDY

CM019

CHANGING
RM

CM019A

CORRIDOR

CM011

CLEAN
GOWNS

CM011A

STAFF
TOILET

CM013

STAFF
TOILET

CM012

CLEAN
GOWNS

CM005A

CORRIDOR

CM008

SOILED
GOWNS

CM011C

CLEAN
GOWNS

CM011F

MILLING RM

CM007

CORRIDOR

CM005

CORRIDOR

CM010

CORRIDOR

CM009 EQUIPMENT
STORAGE

CM006

MED PREP

CM015
LAB

CM014

SOILED
HOLDING

CM016

CLEAN
UTILITY /
SUPPLIES

CM017

IDF RM

CMLV1

SHAFT 23

CMM23
SHAFT 24

CMM24

SHAFT 25

CMM25

PATIENT
LIFT

CM011E

EMERGENCY
CART

CM011D

EMERGENCY
CART

CM011B

DENTAL
TREATMENT

ROOM

CM108

DENTAL
TREATMENT

ROOM

CM107

DENTAL
TREATMENT

ROOM

CM106

CORRIDOR

CM182A

STAIR 1

CMS1

EMERGENCY
ELECTRIC

RM

CMEL8

ELECTRIC
RM

CMEL7

STORAGE

CM110

PATIENT
TOILET

CM111

OFFICE - PSR
SUPERVISOR

CM050

PROVIDE NEW PTD STL.
HAND RAILS, TYP.

PROVIDE NEW PTD STL
HAND RAILS, TYP.

PROVIDE NEW PTD STL HAND
RAILS, TYP.

EXISTING DOORS TO REMAIN

PROVIDE NEW FTR
W/CUSTOM ENCL. SEE
MECH DWGS TYP.

PROVIDE NEW
RECESSED MANUAL
ROLLING SHADES, TYP.

PROVIDE NEW FTR
W/CUSTOM ENCL. SEE
MECH DWGS TYP.

TREATMENT AREA END WALLS TO
BE TEMPERED GLASS PANELS
WITH APPLIED GRAPHIC FILM.

ELECTRIC
RM

CM181

MEN'S
PUBLIC

RESTROOM

CM180

WOMEN'S
PUBLIC

RESTROOM

CM182

ALCOVE

CM179

A-6.0.0
1

TOUCHDOWN

CM103A

DENTAL
TREATMENT

ROOM

CM105

DENTAL
TREATMENT

ROOM

CM104

DENTAL
SURGERY
ROOM

CM101

MED

CM095

DENTAL
SURGERY
ROOM

CM094

SCRUB

CM092B

DENTAL
SURGERY
ROOM

CM096

DENTAL
SURGERY
ROOM

CM097

CHANGING

CM089

PATIENT
TOILET

CM088

DENTAL
SURGERY
ROOM

CM078

DENTAL
SURGERY
ROOM

CM079

CORRIDOR

CM076

OMFS
WAITING

CM091

PREP

CM090

EQUIPMENT
STORAGE

CM077

NITROUS
DELIVERY
SYSTEM

CM003

CYLINDER
STORAGE

CM002

HSKP

CM001

EQ
STORAGE

CM087

DOC
WAITING

CM070

DOC
TREATMENT

RM

CM071

OFFICE

CM073

OMFS
RESIDENT
STUDY (13)

CM074

CHANGING

CM074A

PREP /
RECOVERY

CM086

PREP /
RECOVERY

CM085
PREP /

RECOVERY

CM084

CODE/ OFC

CM083
NURSE

CM082

OFFICE

CM075

EXISTING GLASS AND METAL
STOREFRONT TO REMAIN, TYP.

ADD PRIVACY FILM TO INSIDE
FACE OF EXISTING GLASS TO
MATCH NEIGHBORING OFFICES

PROTECT EXISTING TO REMAIN FURNISHINGS,
FINISHES, WALLS AND EQUIPMENT AT THIS AREA

CORRIDOR

CM004

SHAFT A

CMCSA

DENTAL
SURGERY
ROOM

CM100

DENTAL
SURGERY
ROOM

CM099

DENTAL
SURGERY
ROOM

CM098 TOUCHDOWN

CM093

SOILED
GOWNS

CM005B

CORRIDOR

CM069

DENTAL
TREATMENT

CHAIR

CM037E

DENTAL
TREATMENT

CHAIR

CM032E

DENTAL
TREATMENT

CHAIR

CM032B

CORRIDOR

CM043

CORRIDOR

CM041
CORRIDOR

CM036

CORRIDOR

CM031

X25

X25

X25

F28

F28

A24

B24

B24

B24

A24

B24
B24

A24

A24

S21

S21 S21

A22

A22

A24

A24

A28

A28

A28

F22

F22

A24

A24

A24

A24

F22

A24 A22

A22

H45

F22

A22
A22

A22

A22

A22

A22

H45 H45

A22

A22

A22

A22
F22

A22

A22

A22

A22

F22

A22

F22

F22

A22

D26

D28

F28 D26

D26

F01

H45

A22

A22

A24

A24

X22

X22

X22

X22X22

X22

A22

A22

X22A

X22A

X32

X22A24

A24

X22

X22

X22

X22

F01

F01

A22

A24

B24

B24

B24

B24

B24

A24

A24
A24

A24

A24

B24

B24

B24

B24

B24

B24

F01

F01

A24

F01

B24F01

B24

B24

B28

B24

B24

A24

B24

B24

B24

B24

B24

A24

A24

A24

A24

A28

A24

A28

A24

A24

A24

A28

A24

A22

A22

A22

DENTAL
TREATMENT

CHAIR

CM030E

DENTAL
TREATMENT

CHAIR

CM030C

DENTAL
TREATMENT

CHAIR

CM030B

DENTAL
TREATMENT

CHAIR

CM030A

DENTAL
TREATMENT

CHAIR

CM032C

DENTAL
TREATMENT

CHAIR

CM032A

DENTAL
TREATMENT

CHAIR

CM032D

DENTAL
TREATMENT

CHAIR

CM032F

DENTAL
TREATMENT

CHAIR

CM037C

DENTAL
TREATMENT

CHAIR

CM037A

DENTAL
TREATMENT

CHAIR

CM037D

DENTAL
TREATMENT

CHAIR

CM037F

DENTAL
TREATMENT

CHAIR

CM042E

DENTAL
TREATMENT

CHAIR

CM042C

DENTAL
TREATMENT

CHAIR

CM042B

DENTAL
TREATMENT

CHAIR

CM042A

DENTAL
TREATMENT

CHAIR

CM042I

DENTAL
TREATMENT

CHAIR

CM042J

DENTAL
TREATMENT

CHAIR

CM042G

DENTAL
TREATMENT

CHAIR

CM042F

CORRIDOR

CM072
CORRIDOR

CM092

EMERGENCY
CART

CM092A

CORRIDOR

CM103

CORRIDOR

CM152

2'
 - 
1"

E23

E23

F22

D23
F28

F28

E23

F28
F28

E23

D23

M182 M181

M180

PARTIAL HEIGHT WALL
W/ EPOXY CAP

M066

M055

M056

M057

M065

M058

M059

M061

M060

M064

M062

M063

M112

M110

MLV1

M007

M017

M099

M098

M097

M095

M096

M019A

M012

M013

M006

M016 M015

M014

M020C

M024

M025

M070

M072

M071

M074A

M069

M001

M087

M003

M101 M094

M048

M052
M051

M050

M068

M067

M053A

M053B

M047

M046

M044

M026

M027

M028

M029

M020A
M019

M109

M102

MEL8

M023

M020

M022

M111

A-6.0.2
1

PATIENT
TOILET

CM112

A-6.0.3
4

MX

MX

UP

DN

UP

DN

EXISTING
GLASS AND
METAL
STOREFRONT
TO REMAIN,
TYP.

M002

M074

M261

M081

REPLACE DOOR AND DROP
CEILING ABOVE FROM CURTAIN
WALL SYSTEM WITH GLASS

WP-1CG-1CG-1CG-1 WP-1

WP-1

CG-1CG-1

CG-1CG-1
CG-1

CG-1
CG-1CG-1

WP-1

WP-1

CG-1

CG-1

WP-1

WP-1

CG-1CG-1

CG-1
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CG-1CG-1

CG-1CG-1
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CG-1

WP-1 CG-1CG-1
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WP-1

CG-1 CG-1CG-1CG-1
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CG-1
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WP-2WP-2 WP-2 WP-2WP-2 WP-2WP-2
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WP-2

WP-2

WP-2 WP-2

WP-2WP-2

WP-2

WP-2

WP-2

WP-2

WP-2

WP-2 WP-2WP-2WP-2

WP-5

WP-5

WP-5

WP-5

WP-5

WP-5

WP-5

WP-1

+/- 426' - 0" VIF

CG-1

CG-1

SOLID WD MILLWORK BENCH
@ CHANGING RM, TYP

SINGLE TIER PHENOLIC
LOCKERS @ RESIDENT
STUDY, TYP

9' - 4"

13' - 0"

19' - 7 1/2"

MEL7
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A24 A24
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X28

X25
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A22
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F22
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X26 X26
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A24
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A22
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F01
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F22F22F22F22
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F01

X22
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F01

F01

F28
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A29
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A29

M

A22
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M

A29

M

A24
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F01

F01

F01

F01
F01

F01

A42A42

A24H45

A42

A24H45

F01

F01

A24A24A24 A24

A42

F01

F01

F01

F01

F01F01F01

F01

A22 F01

F22
F22

F28

F01

F01

F01

A22F01

F01

A24

A24

F01

A22

A22

A24

F01
F01

A24

A24

A24

F01

A28

A24

F01

LK-1

LK-1

LK-1
TYP.

TYP.

TYP.

WOOD VENEER
ACCENT WALL

A22
A24

60

60

M3

M3

M3

M3

M3

M3

M3

M3

M3

M3

PARTIAL HEIGHT WALL
W/ EPOXY CAP PARTIAL HEIGHT WALL

W/ EPOXY CAP

MM22
MM24

EXISTING FSP & FDV TO REMAIN

A-6.0.3
2

M100A

NEW PLUMBING CORES -
SEE PLUMBING DRAWINGS

A-5.1.0 13

M039

M040
M035

M034

M107

M104

M106

A-7.1.2 6

3

5

A-7.1.2

4

A-7.1.2 1

A-7.1.2 2

A-7.1.3

7

8

A-7.1.2 11

10

A-7.1.2

12

CL
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9' - 1 1/2"
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 - 
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 0
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 - 
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' -
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"
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"

10' - 3"

8' - 0"
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°

F01
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A24

F01
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A24
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EMERGENCY
WAITING

CM102

CORRIDOR

CM081

9'
 - 
3"

A24

12
' -
 0
"

M092

M089 M088

MM23

M049C

M100

M105

M054

MS5A MS4A

UPGRADE EXISTING
PARTITIONS ALONG
CORRIDOR TO 1 HR
RATED WALL
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N
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7

A-7.0.4

3' - 10"

8' - 6"

9' - 2 1/2"

2' - 1"

2' - 10"

8' - 6"

2' - 1"

ALIG
N

A29

A02

A02 A02

A02

A02

LOCAKBLE
SECURITY MESH W/
INTEGRAL DOOR

NEW 5" RWL & PLUMBING
CORES - SEE PLUMBING
DWGS

F01

F21

F21

7'
 - 
2"

A
LI
G
N

A
LI
G
N

A-5.0.2 8

A-5.0.27

X01

X01 X01

M316

6'
 - 
5 
1/
2"

15.8

5

A-7.0.5

SIM

90 MIN ALUMINUM DOOR AND
GLAZING

2 HR ALUMINUM STOREFRONT
SYSTEM AND GLAZING

D23

D23

MX

E23

D26

MM

A24

NEW WALL MOUNTED
DOUBLE DRINKING

FOUNTAIN

A-7.6.1
1

25' - 6"

CB-1

5'
 - 
1"

CB-1

5'
 - 
4"CB-1

TB-1

MB-1

TB-1

TB-1

MB-1

TB-1

MB-1

A24

A24

A24

MARKERBOARD/TACKBOARDS
- PROVIDE BLOCKING, TYP.

5' - 8"

CB-1

XRAY FILM ILLUM.
- SEE EQ PLANS

TB-1

MB-1

DENTAL
WAITING

CM049

STEEL STRUCTURE FOR SIGN BAND
(SEE STRUCT'L DWGS)

M004

H45

H45

H45

H45

A-5.1.0

14

M

M

NEW PLUMBING CORE
 (SEE PLMB DWGS)

NEW 4" RWL
(SEE PLMB
DWGS)

NEW PLUMBING CORES
(SEE PLMB DWGS)

CONSOLE SINK, TYP.

NEW F.E.C.

NEW F.E.C.

NEW F.E.C.

NEW F.E.C.

NEW F.E.C.

NEW F.E.C.

NEW
F.E.C.

NEW
F.E.C.

NEW F.E.C.

NEW
F.E.C.

NEW F.E.C.

NEW F.E.C.

REPAIR PLASTER IN STAIR
AS REQUIRED

REPAIR PLASTER IN STAIR
AS REQUIRED

REPAIR PLASTER IN
STAIR AS REQUIRED

F21

F21

F21

F21

NEW Z.V.B.

NEW Z.V.B.

NEW Z.V.B.

NEW Z.V.B.

NEW F.S.P. AND F.H.C.
WP-1

7

A-4.0.0

EGRESS GATE -
SEE 7/A-4.0.0

EGRESS GATE -
SEE 7/A-4.0.0

EGRESS GATE -
SEE 7/A-4.0.0

EGRESS GATE -
SEE 7/A-4.0.0

WP-2

WP-2WP-2

A28
A28

A-7.1.2

9

11' - 2"

A-7.1.3 10

A-7.1.3

11

11' - 4"

LCD SCREEN -
SEE EQ PLANS

MB-1

LCD SCREEN -
SEE EQ PLANS

LCD SCREEN -
SEE EQ PLANS

A28

A-7.1.4

2

1

STAIR 6

CMS6

A-5.1.1
4

Sim

A-5.1.1
3

Sim

B24
A24

X42

A42

H45

NEW F.S.P.
AND F.H.C.

F12

F12

F12

F12

F12

F12

F12

CM TO COORDINATE
EXACT LOCATION OF NEW
ACCESS DOORS

2

A-7.0.4

Sim

4

A-7.0.4

Sim

0 4' 8' 16'
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1616

1717
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1919
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H

HG

G

F

F

E

E

D

D

C

C

B

B

A

A

15.7

15

15

Eb

17.2

Fb

9.20

A-A

A-A

15.6

/1 A-1.1.3B /1 A-1.1.3B

CORRIDOR

C1346

STAIR 3

C1S3

SHAFT B

C1CSB

Room

C1235

Room

C1236

Room

C1237

Room

C1238

Room

C1239

Room

C1232A

Room

C1347

Room

C1348

Room

C1349A

Room

C1350

Room

C1351

Room

C1352

Room

C1353

Room

C1354

Room

C1355

Room

C1356

Room
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Room

C1358

Room
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Room
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C1368
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C1369
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Room
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Room

C1372

Room

C1373

Room

C1374

Room

C1371A

Room

C1371B

Room

C1371C

Room

C1349B

Room

C1347A

Room

C1340A

Room

C1376

PROVIDE NEW PTD STL
HAND RAILS, TYP.

STORAGE
RM

C1340B

ELECTRIC
RM

C1EL6

RESIDENT
STUDY

C1288HSKP

C1295
CHANGING

C1288ACHANGING

C1296A

SHAFT 17

C1M17

1288A1296A

1296

12951295

1EL6

1340B

+/- 440' - 8" VIF

A22
A22A22

A22

A24

F01F01F01

RESIDENT
STUDY

C1296

1346

A
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G
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12
' -
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6' - 7" 6' - 7"

17
' -
 7
"

28' - 11"

A
LI
G
N A
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G
N12' - 8"

CB-1 CB-1

6' - 2" 6' - 2"

TB-1

MB-1

MB-1MB-1

MB-1

TB-1

REPAIR PLASTER IN
STAIR AS REQUIRED

1232
A24

NOTES

NOTES:

1. SEE G-1.0.2 FOR GENERAL NOTES, ABBREVIATIONS, SYMBOLS LEGEND & TYPICAL MOUNTING HEIGHTS.
2. SEE MEP, FP DWGS FOR MECHANICAL EQUIPMENT LOCATIONS & REQUIREMENTS
3. PATCH, REPAIR & REPAINT ALL AREAS WHERE NEW OPENINGS OCCUR AT EXISTING TRAVERTINE.
4. REPAIR FINISHES IN EXISTING ROOMS IMPACTED BY NEW WORK.
5. SEE A.9.0.0A- A-9.0.4D FINISH PLANS FOR ROOM FINISH INFORMATION.
6. SEE A-7.7.0-A-7.7.2 FOR MILLWORK DETAILS.
7. SEE A-7.9.0 FOR WALL PROTECTION (WP) TYPES.
8. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1

SHADED AREA DENOTES EXISTING AREA TO REMAIN.  COORDINATION WORK FROM ADJACENT AREAS MAY OCCUR IN THIS AREA.  IF NEW
WORK OCCURS IN THIS AREA & EXISTING FINISHES CANNOT BE RE-USED (DAMAGED), PROVIDE NEW FINISHES TO MATCH EXISTING.
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15

14.5

13.5

12.5

11.5
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9.9

13.6

14.4
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Eaa

Fee

17.2

A-A

A-A

9.8
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12.6

11.4

13.4

14.6

15.6

/1 A-1.1.3C

/1 A-1.1.3A /1 A-1.1.3A

/1 A-1.1.3C

A-7.0.0

1

MAIN LOBBY

C1201

CORRIDOR

C1346

STAIR 2

C1S2

STAIR 7

C1S7

STAIR 8

C1S8

ELEVATOR

C120E

ELEVATOR

C119E

ELECTRIC
RM
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NOTES

NOTES:

1. SEE G-1.0.2 FOR GENERAL NOTES, ABBREVIATIONS, SYMBOLS LEGEND & TYPICAL MOUNTING HEIGHTS.
2. SEE MEP, FP DWGS FOR MECHANICAL EQUIPMENT LOCATIONS & REQUIREMENTS
3. PATCH, REPAIR & REPAINT ALL AREAS WHERE NEW OPENINGS OCCUR AT EXISTING TRAVERTINE.
4. REPAIR FINISHES IN EXISTING ROOMS IMPACTED BY NEW WORK.
5. SEE A.9.0.0A- A-9.0.4D FINISH PLANS FOR ROOM FINISH INFORMATION.
6. SEE A-7.7.0-A-7.7.2 FOR MILLWORK DETAILS.
7. SEE A-7.9.0 FOR WALL PROTECTION (WP) TYPES.
8. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1

SHADED AREA DENOTES EXISTING AREA TO REMAIN.  COORDINATION WORK FROM ADJACENT AREAS MAY OCCUR IN THIS AREA.  IF NEW
WORK OCCURS IN THIS AREA & EXISTING FINISHES CANNOT BE RE-USED (DAMAGED), PROVIDE NEW FINISHES TO MATCH EXISTING.
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F.E.C.

NEW
F.E.C.

NEW F.E.C.

NEW F.E.C.

NEW
F.E.C.

NEW F.E.C.

NEW F.E.C.

NEW F.E.C.

NEW F.E.C.

1057

REPAIR PLASTER IN
STAIR AS REQUIRED

REPAIR PLASTER IN
STAIR AS REQUIRED

4' - 3 1/2"

F21

F21

F21
F21

9' - 0"5' - 
6"

11
°

7' 
- 0

"

13' - 4"

1' - 4 1/2"

95.5°

95.5°

8' - 10"
2' - 6"

1054

A-7.1.4

3

FURR-OUT AROUND
NEW COLUMNS

FURR-OUT AROUND
NEW COLUMN

F12

F28 F27
F03

F22

A22

4

A-7.0.4

Sim

2

A-7.0.4

Sim

B24
B24

A24

B24

A24

2

A-7.6.2

NOTES

NOTES:

1. SEE G-1.0.2 FOR GENERAL NOTES, ABBREVIATIONS, SYMBOLS LEGEND & TYPICAL MOUNTING HEIGHTS.
2. SEE MEP, FP DWGS FOR MECHANICAL EQUIPMENT LOCATIONS & REQUIREMENTS
3. PATCH, REPAIR & REPAINT ALL AREAS WHERE NEW OPENINGS OCCUR AT EXISTING TRAVERTINE.
4. REPAIR FINISHES IN EXISTING ROOMS IMPACTED BY NEW WORK.
5. SEE A.9.0.0A- A-9.0.4D FINISH PLANS FOR ROOM FINISH INFORMATION.
6. SEE A-7.7.0-A-7.7.2 FOR MILLWORK DETAILS.
7. SEE A-7.9.0 FOR WALL PROTECTION (WP) TYPES.
8. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1

SHADED AREA DENOTES EXISTING AREA TO REMAIN.  COORDINATION WORK FROM ADJACENT AREAS MAY OCCUR IN THIS AREA.  IF NEW
WORK OCCURS IN THIS AREA & EXISTING FINISHES CANNOT BE RE-USED (DAMAGED), PROVIDE NEW FINISHES TO MATCH EXISTING.
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FIRST FLOOR PLAN SECTOR C

A‐1.1.3C

FIRST FLOOR

PLAN

SECTOR C

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1/8" = 1'-0"
1 FIRST FLOOR - FLOOR PLAN SECTOR C

NO. REVISION DATE
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HAND RAILS, TYP.

PROVIDE NEW PTD STL HAND RAILS, TYP.
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W/CUSTOM ENCL. SEE
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W/CUSTOM ENCL. SEE
MECH DWGS TYP.
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GRAPHIC FILM.
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(SEE STRUCT'L DWGS)

1006

NEW 5" RWL & PLUMBING
CORES - SEE PLUMBING DWGS

NEW PLUMBING CORES
(SEE PLMB DWGS)

CONSOLE SINK, TYP.

NEW F.E.C.

NEW F.E.C.

NEW F.E.C.
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NEW F.E.C.

NEW F.E.C.
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NEW F.E.C.

NEW F.E.C.
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REPAIR PLASTER IN
STAIR AS REQUIRED

REPAIR PLASTER IN
STAIR AS REQUIRED

REPAIR PLASTER IN
STAIR AS REQUIRED

REPAIR PLASTER IN
STAIR AS REQUIRED
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NEW F.S.P. AND F.H.C.
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1054 A-7.8.1
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LCD SCREEN -
SEE EQ PLANS

5' - 0"

LCD SCREEN -
SEE EQ PLANS

FURR-OUT AROUND
NEW COLUMN

4

A-7.0.4

Sim

2

A-7.0.4

Sim

E26

B24

B24

B24
B24

A24

B24

A24

X42

F12 F12 F12F01

WP-2

CM TO COORDINATE
EXACT LOCATION OF
NEW ACCESS DOOR

NOTES

NOTES:

1. SEE G-1.0.2 FOR GENERAL NOTES, ABBREVIATIONS, SYMBOLS LEGEND & TYPICAL MOUNTING HEIGHTS.
2. SEE MEP, FP DWGS FOR MECHANICAL EQUIPMENT LOCATIONS & REQUIREMENTS
3. PATCH, REPAIR & REPAINT ALL AREAS WHERE NEW OPENINGS OCCUR AT EXISTING TRAVERTINE.
4. REPAIR FINISHES IN EXISTING ROOMS IMPACTED BY NEW WORK.
5. SEE A.9.0.0A- A-9.0.4D FINISH PLANS FOR ROOM FINISH INFORMATION.
6. SEE A-7.7.0-A-7.7.2 FOR MILLWORK DETAILS.
7. SEE A-7.9.0 FOR WALL PROTECTION (WP) TYPES.
8. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1

SHADED AREA DENOTES EXISTING AREA TO REMAIN.  COORDINATION WORK FROM ADJACENT AREAS MAY OCCUR IN THIS AREA.  IF NEW
WORK OCCURS IN THIS AREA & EXISTING FINISHES CANNOT BE RE-USED (DAMAGED), PROVIDE NEW FINISHES TO MATCH EXISTING.
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1616

1717

1818

1919

2121

H

HG

G

F

F

E

E

D

D

C

C

B

B

A

A

15.7

15

15

Eb

17.2

Fb

9.20

A-A

A-A

15.6

/1 A-1.1.4B /1 A-1.1.4B

STAIR 3

C2S3
PROVIDE NEW PTD STL
HAND RAILS, TYP.

PROVIDE NEW FTR, SEE
MECH DWGS TYP.

PROVIDE NEW
RECESSED MANUAL
ROLLER SHADES, TYP.

SHAFT B

C2CSB

STRESS

C2159

ECHO 1

C2160

ECHO 2

C2163

ECHO 3

C2165

VIEWING/
STAFF
WORK

C2158

MD OFFICE

H2007A

MD OFFICE

H2007

MD OFFICE

H2002

COPY/SUPPLY

H2007B

MD OFFICE

H2003

MD OFFICE

H2004

MD OFFICE

H2005

CORRIDOR

C2171

STAFF
WORK

C2157

TOILET

C2161

PRIVATE
VIEWING

C2162

ECHO 4 (-)

C2164

OFFICE

C2155

OFFICE

C2156

OFFICE

C2169

OFFICE

C2170

OFFICE

C2167

OFFICE

C2168

A-7.2.0

1

2

A-7.2.0

5

6

4

3

STRESS

H2009

CARDIOLOGY
CONFERENCE

H2020

A26

A26

A26A26

A26

A26

A26

A26

A26

A26

A26

D28

F28

B24

B24
B24

B24

B24B24

2165216321602159

2164

21622161

2158
2157

2170

2169
2156

2168 2167

2155

CORR.

C2154

CORR.

C2166
2166

2154A

CL

H2006

CORRIDOR

H2008

Room

H2008A

D26

+/- 454' - 0" VIF

49

2171

NEGATIVE
PRESSURE

A
LI
G
N

A
LI
G
N

ALIGN

10' - 9"10' - 9"10' - 9"18' - 9"

1' - 1"

6'
 - 
0"

A
LI
G
N

9'
 - 
2"

14' - 8"

11
' -
 0
"

5'
 - 
6"

10' - 11"

A
LI
G
N

PROVIDE BLACK-OUT
SHADES

A-6.0.5
4

5' - 6"

F12

F12

F12
F12

A-7.2.0 12

11

A-7.2.0

7

8

A-7.2.010

9

A-7.2.1 3

2

1

4

16
' -
 2
"

9'
 - 
1 
1/
2"

NEW
F.E.C.

NEW F.E.C.

D26

10' - 5 1/2"

F12

F12

F12

REPAIR PLASTER IN
STAIR AS REQUIRED

NEW Z.V.B.

2

A-7.0.6

NOTES

NOTES:

1. SEE G-1.0.2 FOR GENERAL NOTES, ABBREVIATIONS, SYMBOLS LEGEND & TYPICAL MOUNTING HEIGHTS.
2. SEE MEP, FP DWGS FOR MECHANICAL EQUIPMENT LOCATIONS & REQUIREMENTS
3. PATCH, REPAIR & REPAINT ALL AREAS WHERE NEW OPENINGS OCCUR AT EXISTING TRAVERTINE.
4. REPAIR FINISHES IN EXISTING ROOMS IMPACTED BY NEW WORK.
5. SEE A.9.0.0A- A-9.0.4D FINISH PLANS FOR ROOM FINISH INFORMATION.
6. SEE A-7.7.0-A-7.7.2 FOR MILLWORK DETAILS.
7. SEE A-7.9.0 FOR WALL PROTECTION (WP) TYPES.
8. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1

SHADED AREA DENOTES EXISTING AREA TO REMAIN.  COORDINATION WORK FROM ADJACENT AREAS MAY OCCUR IN THIS AREA.  IF NEW
WORK OCCURS IN THIS AREA & EXISTING FINISHES CANNOT BE RE-USED (DAMAGED), PROVIDE NEW FINISHES TO MATCH EXISTING.
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16

17

H

H

G

G

F

F

E

E

D

D

C

C

B

B

A

A

15.7

10

11

12

13

14

15

14.5

13.5

12.5

11.5

10.5

9.9

13.6

14.4

11.6

12.7

10.8

11.3

11.2

Eaa

Fee

17.2

A-A

A-A
9.8

10.6

12.6

11.4

13.4

14.6

15.6

/1 A-1.1.4C

/1 A-1.1.4A

/1 A-1.1.4C

/1 A-1.1.4A

STAIR 2

C2S2

STAIR 9

C2S9

ELECTRIC
RM

C2EL4

EMERGENCY
ELECTRIC

RM

C2EL10

ELECTRIC
RM

C2EL9

IDF RM

C2LV2

CORRIDOR

C2085

ELECTRIC
RM

C2EL6

PROVIDE NEW FTR
W/CUSTOM ENCL. SEE
MECH DWGS TYP.

PROVIDE NEW
RECESSED MANUAL
ROLLING SHADES, TYP.

PROVIDE NEW PTD STL.
H.R., TYP.

PROVIDE NEW PTD STL
HAND RAILS, TYP.

REPAIR PLASTER IN
STAIR AS REQUIRED

CATH LAB
NURSE

WORK (2)

C2144

CATH LAB

C2131

EXISTING
CONTROL

C2131A

COMP

C2131B

EXISTING
CATH LAB

C2132

COMP

C2110B

EXISTING
CONTROL

C2132A

EXISTING EP
LAB

C2136 EXISTING
CONTROL

C2136A

CATH STORE

C2138

N.M. (CATH)

C2137

HOTELING
OFFICE

C2130
JC

C2125

MD OFFICE

C2129

SOILED

C2128

LOCKERS

C2122

TLT

C2122A

SHAFT 17

C2M17

SHAFT 18

C2M18

MD OFFICE

C2121

COMP

C2136B

MD OFFICE

C2120

MD OFFICE

C2119

NURSE
WORK

C2118

EXAM 1

C2117

EXAM 2

C2116

EXAM 3

C2115

EXAM 5

C2113

EXAM 16

C2111

SOILED
HOLDING

C2109

CLEAN/MED.
PREP

C2108

TOILET

C2107

TOILET

C2106

MA WORK

C2104

MD WORK

C2103

EXAM 7

C2102

EXAM 8

C2101

PRACTICE
MANAGER

C2098

RECEPTION

C2099

CARDIO.
FELLOWS (7)

C2134

TECHS

C2139

SHAFT 27

C2M27

EQUIP.
STORAGE

C2140

CATH SEC

C2141

MD ECHO
READING

C2143

NEGATIVE
PRESSURE

NEGATIVE
PRESSURE

WAITING
AREA

C2096

STOR

STOR

STOR

SERVER/STORAGE

PATIENT
STATUS
BOARD

RESIDENT
COORDINATOR

UC REFER

CARD
ACCESS

TOILET

C2142A

(6)

1778

(7)

1779
(8)

1780

ISOL. (5) (-)

C2148

(2)

1783

(3)

1784

(4)

1785

(1)

607 NURSE

C2153

SOILED

C2149

CLEAN

C2150

TOILET

C2151

MEDS

C2152

EXAM 4

C2114

EXAM 6

C2105

EXAM 17

C2110

EXAM 15

C2112

A-2.0.2

2

NEW EXTERIOR WALL
CONSTRUCTION CLAD

W/ G.F.R.C. WALL
PANELS. COLOR TO

MATCH EXISTING
ADJACENT

A26

A26

D26

D26

F28

F

A26

F27

A26 A21

X25

X25

A26

A26

F24

A13

X25

A26

A26

A21

A26

X22

X25

A24

F

A26

A24

A24

A24

A24

A24

A26

A24

A24

A24

A26

B24

A26

B24

A26

A26
D26

A26

F24
F28

D26

D26

E26

A26

A26

A26

A26

A26

A26

A-2.0.2

3

2153

CORRIDOR

C2085

2154B

HSKP

C2146

2146

2142A

2148

2149

2150

2151

2152

2147B

2147A

2133B

2145

2083

2EL10

2134

2LV2

2EL9

2135

2117

2116

2115

2135A

2097A

2110

2111

2112

2114

2113

2108

2109

2097

2105

2104

2096B

2103
2098

2102

2101

2099

A26

+/- 454' - 0" VIF

+/- 454' - 0" VIF

2M18

COURTYARD

X25

X25

X25

X25

A26

A26
F

A21

F

A26

A24

A24

A24

A24

A26

A26

A26

A26A26

A26

F

F

A24

A26

A26A26

A26

A26

A24

A24

62

A26

A26

F
M5

2085

2106

2107

F

F28

NEW AL STOREFRONT
DOOR, TO MATCH

EXISTING ADJACENT
WINDOWS, MODIFY CONC.

CURB AS REQ'D.

UPGRADE EXISTING WALLS
TO 1-HOUR RATED

UPGRADE EXISTING
WALLS TO 1-HOUR
RATED

WP-2

WP-2

2135B

CORRIDOR

C2135

X25

X25

X01

X01

2133A

X01

X01

X01

X25

2118

A-7.6.3
1

A-7.6.3
2

A-6.0.5
1

A-6.0.5
2

A-6.0.5
3

F21

F12

F12

F12

F12

F12

F12

F12

F12

F12

F12

F12

F12

F12

F12

8

A-2.0.8

10

A-2.0.8

A-7.2.2
6

A-7.2.2

3

A-7.2.2
5

A-7.2.2

2

1

A-7.2.1

10

11

A-7.2.1

7

5

6

A-7.2.3 12

A-7.2.1

9

A-7.2.1

8

PREP/
RECOVERY

C2147

1' - 10"

ALIGN

ALIGN

8'
 - 
10
"

2'
 - 
6"

11
' -
 8
"

2' - 6"

3'
 - 
5"

1' - 8"

4' 
- 4
"

3' 
- 1
1"

3' - 0"

3'
 - 
11
"

3' - 0"

4' - 11"

2' 
- 9
"

WP-2

A-7.2.2

4

MB-1

MB-1

MB-1

MB-1
TB-1

STAFF
BREAK
ROOM

C2142

3'
 - 
5"

1' 
- 6
"

3' 
- 1
0"

3' - 0"

4' 
- 0
"

TB-1

F12

2' 
- 3
"

2' 
- 7
"

9"

2' 
- 1
0"

3' 
- 1
"

1

A-7.0.6

NEW FTR REF. MECH.
DWGS., TYP.

NEW PLUMBING
CORES (SEE PLMB

DWGS)

NEW F.E.C.

NEW
F.E.C.

NEW F.E.C.

NEW F.E.C.

NEW F.E.C.

NEW F.E.C.

NEW F.E.C.

F01

F12

A21

F22

F28

F22

A26

D26

A21

D26

A21

D26

S21

S21

F12

F22

F12

ALIGN

10
 1/
2"

X25

AL
IGN

F12

F12

F12

2096A

REPAIR PLASTER IN
STAIR AS REQUIRED

NEW F.C.O.

NEW F.C.O.

NEW F.C.O.

NEW F.C.O.

NEW Z.V.B.

NEW
Z.V.B.

R-2D

ME32

A-7.0.6

WP-2

CORRIDOR

CM223H

CORRIDOR

CM223Q

CONFERENCE

C2087

2087

A-7.8.1
9

NEW SHAFT

C2M19

NEW SHAFT

C2M20A

B24

F12

WALL MOUNTED
PROJECTOR

SCREEN, PROVIDE
BLOCKING IN WALL

WALL MOUNTED
PROJECTOR

SCREEN, PROVIDE
BLOCKING IN WALL

RATED 36" X 36" ACCESS
PANEL @ 42" A.F.F.

GWB LEDGE - TO BOX OUT
BEAM AT FLOOR - REINFORCE
TOP WITH PLYWOOD

F12 F12

F12

CM TO COORDINATE
EXACT LOCATION OF
NEW ACCESS DOOR

NOTES

NOTES:

1. SEE G-1.0.2 FOR GENERAL NOTES, ABBREVIATIONS, SYMBOLS LEGEND & TYPICAL MOUNTING HEIGHTS.
2. SEE MEP, FP DWGS FOR MECHANICAL EQUIPMENT LOCATIONS & REQUIREMENTS
3. PATCH, REPAIR & REPAINT ALL AREAS WHERE NEW OPENINGS OCCUR AT EXISTING TRAVERTINE.
4. REPAIR FINISHES IN EXISTING ROOMS IMPACTED BY NEW WORK.
5. SEE A.9.0.0A- A-9.0.4D FINISH PLANS FOR ROOM FINISH INFORMATION.
6. SEE A-7.7.0-A-7.7.2 FOR MILLWORK DETAILS.
7. SEE A-7.9.0 FOR WALL PROTECTION (WP) TYPES.
8. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1

SHADED AREA DENOTES EXISTING AREA TO REMAIN.  COORDINATION WORK FROM ADJACENT AREAS MAY OCCUR IN THIS AREA.  IF NEW
WORK OCCURS IN THIS AREA & EXISTING FINISHES CANNOT BE RE-USED (DAMAGED), PROVIDE NEW FINISHES TO MATCH EXISTING.
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H

H

G

G

F

F

E

E

D

D

C

C

B

B

A

A

8

9

9.5

10

11

10.5

9.9

8.5

8.2
Ea

Fe

10.8

Eaa

Fee

9.7

A-A

A-A

8.4

9.8

10.6

9.1

/1 A-1.1.4B

/1 A-1.1.4D

/1 A-1.1.4B

/1 A-1.1.4D

A-7.0.1

2
A-7.0.0

1

STAIR 6

C2S6

ELEVATOR

C219E

ELEVATOR

C220E

STAIR 7

C2S7

MAIN LOBBY

C2077

MAIN LOBBY

C2072

W
OOD VENEER

ACCENT W
ALL

PROVIDE NEW ST.
STL. HAND RAILS

PROVIDE NEW 2-HR METAL AND
GLASS WINDOW & DOOR SYSTEM

PROVIDE NEW FTR
W/CUSTOM ENCL. SEE
MECH DWGS TYP.

PROVIDE NEW
RECESSED MANUAL
ROLLING SHADES, TYP.

GLASS RAILING W/ SSTL CAP,  W/
NEW TRAVERTINE OPENING
SURROUND  FROM 4" AFF TO
CEILING BELOW

NEW BRIDGE W/GLASS
GUARDRAIL  W/SSTL
CHANNEL CAP, AND
TRAVERTINE OPENING
SURROUND BELOW

LINE OF FIRST
FLOOR BELOW

GLASS RAILING W/ SSTL CAP,
W/ NEW TRAVERTINE
OPENING SURROUND  FROM
4" AFF TO  CEILING BELOW

PROVIDE NEW PTD STL
HAND RAILS, TYP.

REPAIR TRAVERTINE
AS REQ'D FROM
REMOVING WALL

ELEC.

C2EL5

PUBLIC
TOILET

C2074

PUBLIC
TOILET

C2075

COA/NURSE
WORK

C2100

EXAM 9

C2095

EXAM 13

C2089

NURSE/DEVICE
TECH/MD
WORK

C2092

EXAM 11

C2093

EXAM 10

C2094

REPAIR TRAVERTINE AS REQ'D
FROM REMOVING BRIDGE

A-7.0.1

1

EXISTING
TRAVERTINE TO
REMAIN, TYP.

Room

C2073

STOR

CRASH
CART

STOR

PATIENT
STATUS
BOARD

MD WORK

C2091

A24

X25

A24

A24

A24

A24

SSTL COLUMN
ENCLOSURE

CORRIDOR

C2077A

STORAGE

C2077B

1 HR ALUMINUM
STOREFRONT SYSTEM
AND GLAZING

NEW TRAVERTINE
SOFFIT

OFFICE

C2061

IT CLO.

C2EL3

SCHEMATOLOGY

C2064

2096

2100

2095

2094

2092

2093

BLOOD
BANK

C2068

A22A22

+/- 454' - 0" VIF
COURTYARD

COURTYARD

A26
A24

A26
A26

A24
A24

A24
A24

F

LARGE EXAM
(14)

C2088

EXAM 12

C2090

BLOOD
BANK

C2069

2088

2089

2090

20912072

2022A

5

A-7.0.5

8

A-7.0.5

F12
11

A-7.2.2

12

A-7.2.2

10

A-7.2.2

9

A-7.2.2
7

8

CONFERENCE

C2087

45 MIN ALUMINUM
DOOR AND GLAZING

10

A-2.0.8

SIM

MB-1

MB-1

MB-1
TB-1

P-TUBE
AREA

C2063A

1' - 10"

2' - 11"

3' -
 10
"

2' - 11"

3' -
 0"

3' -
 4"

4' -
 1"

3' - 1"

10' - 0"

9' - 9"

9' - 7"

STEEL STRUCTURE FOR SIGN BAND
(SEE STRUCT'L DWGS)

2

A-7.0.6

1

A-7.0.6

2077B

2077C

NEW PLUMBING
CORES (SEE PLMB

DWGS)

EXISTING
INDUCTION

UNIT TO
REMAIN

NEW F.E.C.

NEW F.E.C.

NEW F.E.C.

S21

F12

F22

F12

ALIG
N

ALIGN

ALIGN

10
 1/
2"

X25

X25

A24

A24

A24

A24

A26

F12

F12

ALI
GN

AL
IGN

2096A

BLOOD
BLANK

ANTE-ROOM

C2068A

REPAIR PLASTER IN
STAIR AS REQUIRED

REPAIR PLASTER IN
STAIR AS REQUIRED

NEW F.C.O.

NEW Z.V.B.

R-2E

2

A-7.0.6

CONFERENCE

C2087

2087

A-7.8.1
9

NEW SHAFT

C2M20A

X01

X01

F22

B24

F12

WALL MOUNTED
PROJECTOR

SCREEN, PROVIDE
BLOCKING IN WALL

11

A-8.2.0

10

A-8.2.0

NOTES

NOTES:

1. SEE G-1.0.2 FOR GENERAL NOTES, ABBREVIATIONS, SYMBOLS LEGEND & TYPICAL MOUNTING HEIGHTS.
2. SEE MEP, FP DWGS FOR MECHANICAL EQUIPMENT LOCATIONS & REQUIREMENTS
3. PATCH, REPAIR & REPAINT ALL AREAS WHERE NEW OPENINGS OCCUR AT EXISTING TRAVERTINE.
4. REPAIR FINISHES IN EXISTING ROOMS IMPACTED BY NEW WORK.
5. SEE A.9.0.0A- A-9.0.4D FINISH PLANS FOR ROOM FINISH INFORMATION.
6. SEE A-7.7.0-A-7.7.2 FOR MILLWORK DETAILS.
7. SEE A-7.9.0 FOR WALL PROTECTION (WP) TYPES.
8. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1

SHADED AREA DENOTES EXISTING AREA TO REMAIN.  COORDINATION WORK FROM ADJACENT AREAS MAY OCCUR IN THIS AREA.  IF NEW
WORK OCCURS IN THIS AREA & EXISTING FINISHES CANNOT BE RE-USED (DAMAGED), PROVIDE NEW FINISHES TO MATCH EXISTING.
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UP

6 5 4 3 2 1

H

H

G

G

F

F

E

E

D

D

C

C

B

B

A

A

1.2

8

9

8.5

3.4 2.6

3.5 2.5

5.4 4.6

5.2

G.b

G.a

6.2

F.f

7.4

6.3

7.9

8.2

7.7

7.8

Ea

Fe

1.5

Fa

A-A

A-A

1.32.43.65.36.4

7
6.5

7.57.6

8.4

9.1

/1 A-1.1.4C

/1 A-1.1.4C

ELECTRIC
RM

C2EL7

ELECTRIC
RM

C2EL2

STAIR 1

C2S1

SHAFT 23

C2M23
SHAFT 24

C2M24

STAIR 4

C2S4

CORRIDOR

C2076A

PROVIDE NEW PTD STL.
HAND RAILS, TYP.

PROVIDE NEW PTD STL
HAND RAILS, TYP.

NEW SHAFT

C2M22

SHAFT 26

C2M26

SHAFT A

C2CSA

A-2.0.2

5

A-2.0.2
4

NEW RATED EXTERIOR SHAFT
WALL CONST., CLAD W/ GFRC

WALL PANELS.  COLOR TO
MATCH EXISTING ADJACENT

NEW AL STOREFRONT
DOOR, TO MATCH

EXISTING ADJACENT
WINDOWS, MODIFY CONC.

CURB AS REQ'D.

SHAFT 25

C2M25

NEW SHAFT

C2M21A

Room

C2001

Room

C2002

Room

C2003

Room

C2004

Room

C2005

Room

C2006
Room

C2007

RELOCATED
CHEM PACK

C2008

Room

C2009

Room

C2010

ADMIN AREA

C2011

BULK
MEDICATION
STORAGE

C2016B

DRUG VAULT

C2015

TUG ROBOT
CORRIDOR

C2017

Room

C2018

Room

C2007A

Room

C2010B

Room

C2010A

FACULTY
OFFICE

C2011F

STORAGE

C2017A

I.V.

C2019H

ANTEROOM

C2019G

CHEMO-PREP

C2019E

Room

C2018A

Room

C2019B

Room

C2019C

Room

C2019F

Room

C2021

Room

C2022

CF
SCREENING

LAB

C2023

Room

C2024

Room

C2025

Room

C2026

Room

C2027

Room

C2022A

MICROBIOLOGY

C2029

RELOCATED
PCR

C2030

Room

C2020

Room

C2032

Room

C2033

Room

C2034

Room

C2035

Room

C2036

Room

C2037

Room

C2038

TB LAB

C2041A

Room

C2044

Room

C2045

CORRIDOR

C2046

Room

C2050

Room

C2051

Room

C2052

Room

C2053

SPECIAL
COAG. &
BONE

MARROW

C2054

MAIN
MICROBIOLOGY

C2055

CORE LAB

C2056

Room

C2057

Room

C2058

Room

C2059

Room

C2060

Room

C2062

SCHEMATOLOGY

C2063

Room

C2040A

CORRIDOR

C2076

Room

C2037D

Room

C2045A

Room

C2025A

Room

C2026A

Room

C2052A

Room

C2052B

Room

C2037A

Room

C2037B

Room

C2037C

Room

C2037E

Room

C2037F

Room

C2037G

Room

C2037H

Room

C2037I

Room

C2036A

Room

C2EL1

SCHEMATOLOGY

C2064

AREAS AFFECTED BY WORK TO
BE DONE IN SHAFTS - REFER TO
RCP's FOR EXTENT OF SCOPE

+/- 454' - 0" VIF

+/- 454' - 0" VIF

PREPARE ROOMS IN HATCHED
AREA AS REQUIRED FOR NEW
DUCTWORK ABOVE. RESTORE
ANY REMOVED FINISHES TO
MATCH EXISTING.

COURTYARD

2EL7

TEACHING
MICROSCOPE

C2047

STORAGE &
FREEZERS

C2048

EMERGENCY
ELECTRIC

RM

C2EL8

2076B

STORAGE

C2076B

2046B

X25

X25
X25

X01

15.8

IDF ROOM

C2LV1

Room

C2039NEW
PHLEBOTOMY

ROOM

C2042

TB LAB
ANTEROOM

C2041

GENETIC
COUNSELING

ROOM

C2042A

RELOCATED
MANAGER'S

OFFICE

C2016C

RELOCATED
DIRECTOR'S

OFFICE

C2011D

OFFICE

C2011C

IT OFFICE

C2011B

CONFERENCE

C2011A

HAZARDOUS
STORAGE
CLOSET

C2011E

LOCKER
AREA

C2011M

INV. DRUG

C2017B

CLEAN
ROOM

VESTIBULE

C2019D

FILLING
AREA

C2019

P. TUBE
AREA

C2016A

DISPENSARY

C2016

RELOCATED
STAFF
LOUNGE

C2011G

P-TUBE
AREA

C2063A

2077B

2077C

NEW PLUMBING CORES
(SEE PLMB DWGS)

NEW FTR

EXISTING
INDUCTION

UNIT TO
REMAIN

ETR
F.E.C.

ETR F.E.C.

S21

S21

ALIG
N

ALIGN

F12

BLOOD
BLANK

ANTE-ROOM

C2068A

REPAIR PLASTER IN
STAIR AS REQUIRED

REPAIR PLASTER IN
STAIR AS REQUIRED

2046

R-2E

2047

2007B

2011E

2011A

2011B

2011C

2011D

2016C

A-7.6.6

1

3

2

X01

X01

F22

A24 A24

A24

A24

A24

A24

A21A21

A21

A24

A24

RATED 36" X 36"
ACCESS PANEL
@ 42" A.F.F.

GWB LEDGE -
TO BOX OUT
BEAM AT
FLOOR -
REINFORCE
TOP WITH
PLYWOOD

F12

F12

F12

ALTERNATE #02

ALTERNATE #02

ALTERNATE #02

INFILL PARTITION -
MATCH ADJACENT
CONSTRUCTION

NOTES

NOTES:

1. SEE G-1.0.2 FOR GENERAL NOTES, ABBREVIATIONS, SYMBOLS LEGEND & TYPICAL MOUNTING HEIGHTS.
2. SEE MEP, FP DWGS FOR MECHANICAL EQUIPMENT LOCATIONS & REQUIREMENTS
3. PATCH, REPAIR & REPAINT ALL AREAS WHERE NEW OPENINGS OCCUR AT EXISTING TRAVERTINE.
4. REPAIR FINISHES IN EXISTING ROOMS IMPACTED BY NEW WORK.
5. SEE A.9.0.0A- A-9.0.4D FINISH PLANS FOR ROOM FINISH INFORMATION.
6. SEE A-7.7.0-A-7.7.2 FOR MILLWORK DETAILS.
7. SEE A-7.9.0 FOR WALL PROTECTION (WP) TYPES.
8. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1

SHADED AREA DENOTES EXISTING AREA TO REMAIN.  COORDINATION WORK FROM ADJACENT AREAS MAY OCCUR IN THIS AREA.  IF NEW
WORK OCCURS IN THIS AREA & EXISTING FINISHES CANNOT BE RE-USED (DAMAGED), PROVIDE NEW FINISHES TO MATCH EXISTING.
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1616

1717

1818

1919

2121

H

HG

G

F

F

E

E

D

D

C

C

B

B

A

A

15.7

15

15

17.2

Fb
A-A

A-A

15.6

/1 A-1.1.5B /1 A-1.1.5B

CONVEYOR
RM

CP006

NEW ROOF TOP AIR HANDLER ON NEW
STRUCTURAL STEEL SUPPORT SYSTEM,
REFERENCE M.E.P., PROVIDE LIGHT

GAUGE, INSULATED CLOSURE AROUND
ENTIRE PERIMETER FROM ROOF DECK

TO THE UNDER SIDE OF UNIT

A-2.0.1 4 A-2.0.12

A-2.0.1

1

A-2.0.1

3

6"
11
' -
 2
"

8"6' - 0"

5' - 9"11' - 5"3' - 3"

25
' -
 9
"

4'
 - 
7"

10
' -
 7
"

24
' -
 1
1"

6

A-2.0.11

1

A-2.0.11

ALUM DOWNSPOUT &
SPLASH BLOCK, TYP

5

A-2.0.12

3

A-2.0.12

R-1

H
P

HP

RELOCATED
ROOF DRAIN

3'
 - 
8"

19
' -
 1
"

2' - 2"25' - 0"6' - 4"

NOTES

NOTES:

1. SEE G-1.0.2 FOR GENERAL NOTES, ABBREVIATIONS, SYMBOLS LEGEND & TYPICAL MOUNTING HEIGHTS.
2. SEE MEP, FP DWGS FOR MECHANICAL EQUIPMENT LOCATIONS & REQUIREMENTS
3. PATCH, REPAIR & REPAINT ALL AREAS WHERE NEW OPENINGS OCCUR AT EXISTING TRAVERTINE.
4. REPAIR FINISHES IN EXISTING ROOMS IMPACTED BY NEW WORK.
5. SEE A.9.0.0A- A-9.0.4D FINISH PLANS FOR ROOM FINISH INFORMATION.
6. SEE A-7.7.0-A-7.7.2 FOR MILLWORK DETAILS.
7. SEE A-7.9.0 FOR WALL PROTECTION (WP) TYPES.
8. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1

SHADED AREA DENOTES EXISTING AREA TO REMAIN.  COORDINATION WORK FROM ADJACENT AREAS MAY OCCUR IN THIS AREA.  IF NEW
WORK OCCURS IN THIS AREA & EXISTING FINISHES CANNOT BE RE-USED (DAMAGED), PROVIDE NEW FINISHES TO MATCH EXISTING.ROOF PLAN LEGEND

- NEW ROOF AREA

- ROOF SLOPE LINE

- ROOF SLOPE HIGH POINT LINEHP

R-1X - ROOF AREA TAG
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UP

16
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E

E
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C
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B

B

A
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15.7

10

11

12

13

14

15

14.5

13.5

12.5

11.5

10.5

9.9

11.6

10.8

17.2

A-A

A-A
9.8

10.6

12.6

11.4

13.4

14.6

15.6

/1 A-1.1.5A

/1 A-1.1.5C

/1 A-1.1.5A

/1 A-1.1.5C

PROVIDE NEW PTD STL. H.R.

CONVEYOR
RM

CP006

STAIR 2

CPS2

SHAFT 27

CPM27

MECHANICAL
RM

CP002

A-2.0.2

2

EXISTING RTU'S TO REMAIN
- TYP.

EXISTING PRECAST
COPING TO
REMAIN-TYP.

A-2.0.2

3

+/- 467' - 4" VIF

COURTYARD
BELOW

EXISTING EXPANSION JOINT

BULIT-UP INSULATED
ROOF AREAS TO COVER
NEW STEEL STRUCTURE

NEW DUCT
PENETRATION
ENCLOSURE

A-2.0.2

1

A-2.0.1 4 A-2.0.12

A-2.0.1

1

A-2.0.1
8

A-2.0.1
6

A-2.0.1

7

A-2.0.1

5

A-2.0.1

3

A-2.0.1

11

A-2.0.1

9

A-2.0.1

10

A-2.0.1

12

6"
11
' -
 2
"

13
' -
 6
"

8"6' - 0"

ALUM DOWNSPOUT &
SPLASH BLOCK, TYP

3

A-2.0.12

H
P

HP

HP

10
' -
 9
"

10
' -
 1
0"

10
' -
 1
0"

7'
 - 
3"

HP

HP

6' - 8" 1' - 3"

16' - 0"

8' - 1"

6"
11
' -
 1
"

8'
 - 
10
"

9'
 - 
2"

9"

10' - 1"

3' - 6"
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' -
 9
" 15' - 0"

4' - 0"

9"

15' - 0"

11
' -
 7
"

23
' - 
11
"

9' 
- 0
"

8"
8"

9' 
- 0
"
10
"

6"
9' 
- 0
"

12
' -
 1
"

6'
 - 
0"

1' - 8"

6' - 6"

REPAIR PLASTER IN
STAIR AS REQUIRED

NEW ROOF DRAIN

R--1

R--1

R--1

R--1

5' - 10"
1'
 - 
2"

19
' -
 4
"

5"

4' - 0"

PITCH NEW ROOF TAPERED
INSULATION AWAY FROM NEW
ROOF SHAFT ENCLOSURES A &
B IN 2' BAND ALONG ENTIRE
NORTH SIDE

NOTES

NOTES:

1. SEE G-1.0.2 FOR GENERAL NOTES, ABBREVIATIONS, SYMBOLS LEGEND & TYPICAL MOUNTING HEIGHTS.
2. SEE MEP, FP DWGS FOR MECHANICAL EQUIPMENT LOCATIONS & REQUIREMENTS
3. PATCH, REPAIR & REPAINT ALL AREAS WHERE NEW OPENINGS OCCUR AT EXISTING TRAVERTINE.
4. REPAIR FINISHES IN EXISTING ROOMS IMPACTED BY NEW WORK.
5. SEE A.9.0.0A- A-9.0.4D FINISH PLANS FOR ROOM FINISH INFORMATION.
6. SEE A-7.7.0-A-7.7.2 FOR MILLWORK DETAILS.
7. SEE A-7.9.0 FOR WALL PROTECTION (WP) TYPES.
8. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1

SHADED AREA DENOTES EXISTING AREA TO REMAIN.  COORDINATION WORK FROM ADJACENT AREAS MAY OCCUR IN THIS AREA.  IF NEW
WORK OCCURS IN THIS AREA & EXISTING FINISHES CANNOT BE RE-USED (DAMAGED), PROVIDE NEW FINISHES TO MATCH EXISTING.ROOF PLAN LEGEND

- NEW ROOF AREA

- ROOF SLOPE LINE

- ROOF SLOPE HIGH POINT LINEHP

R-1X - ROOF AREA TAG
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SHAFT 27

CPM27

SHAFT 26

CPM26

+/- 467' - 4" VIF

COURTYARD
BELOW

COURTYARD
BELOW

9"

15' - 0"

9' 
- 0
"

R--1

R-1

10

A-8.2.0

NOTES

NOTES:

1. SEE G-1.0.2 FOR GENERAL NOTES, ABBREVIATIONS, SYMBOLS LEGEND & TYPICAL MOUNTING HEIGHTS.
2. SEE MEP, FP DWGS FOR MECHANICAL EQUIPMENT LOCATIONS & REQUIREMENTS
3. PATCH, REPAIR & REPAINT ALL AREAS WHERE NEW OPENINGS OCCUR AT EXISTING TRAVERTINE.
4. REPAIR FINISHES IN EXISTING ROOMS IMPACTED BY NEW WORK.
5. SEE A.9.0.0A- A-9.0.4D FINISH PLANS FOR ROOM FINISH INFORMATION.
6. SEE A-7.7.0-A-7.7.2 FOR MILLWORK DETAILS.
7. SEE A-7.9.0 FOR WALL PROTECTION (WP) TYPES.
8. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1

SHADED AREA DENOTES EXISTING AREA TO REMAIN.  COORDINATION WORK FROM ADJACENT AREAS MAY OCCUR IN THIS AREA.  IF NEW
WORK OCCURS IN THIS AREA & EXISTING FINISHES CANNOT BE RE-USED (DAMAGED), PROVIDE NEW FINISHES TO MATCH EXISTING.ROOF PLAN LEGEND

- NEW ROOF AREA

- ROOF SLOPE LINE

- ROOF SLOPE HIGH POINT LINEHP

R-1X - ROOF AREA TAG
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/1 A-1.1.5C

/1 A-1.1.5C

PROVIDE NEW PTD STL. HAND RAILS, TYP.
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RM

CP004

STAIR 1

CPS1

SHAFT 26

CPM26
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ROOM

CP007
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CP008
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ROOM
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A26

P010A

+/- 467' - 4" VIF

COURTYARD
BELOW

EXISTING EXPANSION JOINT
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TO THE UNDER SIDE OF UNIT

NEW ROOF TOP DUCT HEADERS
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SUPPORTS.  REF. M.E.P.

PROVIDE NEW EPDM ROOF
IN THIS AREA, INTEGRATE
WITH EXISTING ROOFING,
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LOCATIONS
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MODIFY WINDOW AS REQUIRED.
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A-2.0.11

EXISTING ROOF
PENETRATION TO
BE RE-USED FOR
NEW EXHAUST FAN;
MODIFY AS
NECESSARY, REF.
MEP DWGS.

NEW ROOFTOP
DUCTWORK; REF.
MECH. DWGS &
SPECS FOR REQ'D
STRUCTURAL
BRACING & SPACING
DETAILS; GC TO
CARRY SCOPE TO
SEAL AROUND
ROOFING
PENETRATION AS
REQ'D PER MECH.
DETAILS

ALTERNATE #02

NOTES

NOTES:

1. SEE G-1.0.2 FOR GENERAL NOTES, ABBREVIATIONS, SYMBOLS LEGEND & TYPICAL MOUNTING HEIGHTS.
2. SEE MEP, FP DWGS FOR MECHANICAL EQUIPMENT LOCATIONS & REQUIREMENTS
3. PATCH, REPAIR & REPAINT ALL AREAS WHERE NEW OPENINGS OCCUR AT EXISTING TRAVERTINE.
4. REPAIR FINISHES IN EXISTING ROOMS IMPACTED BY NEW WORK.
5. SEE A.9.0.0A- A-9.0.4D FINISH PLANS FOR ROOM FINISH INFORMATION.
6. SEE A-7.7.0-A-7.7.2 FOR MILLWORK DETAILS.
7. SEE A-7.9.0 FOR WALL PROTECTION (WP) TYPES.
8. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1

SHADED AREA DENOTES EXISTING AREA TO REMAIN.  COORDINATION WORK FROM ADJACENT AREAS MAY OCCUR IN THIS AREA.  IF NEW
WORK OCCURS IN THIS AREA & EXISTING FINISHES CANNOT BE RE-USED (DAMAGED), PROVIDE NEW FINISHES TO MATCH EXISTING.ROOF PLAN LEGEND

- NEW ROOF AREA

- ROOF SLOPE LINE

- ROOF SLOPE HIGH POINT LINEHP

R-1X - ROOF AREA TAG
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NOTES:

1. SEE MEP, FP DWGS FOR MECHANICAL EQUIPMENT LOCATIONS & REQUIREMENTS
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NOTES:

1. SEE G-1.0.2 FOR GENERAL NOTES, ABBREVIATIONS, SYMBOLS LEGEND & TYPICAL MOUNTING HEIGHTS.
2. SEE MEP, FP DWGS FOR MECHANICAL EQUIPMENT LOCATIONS & REQUIREMENTS
3. PATCH, REPAIR & REPAINT ALL AREAS WHERE NEW OPENINGS OCCUR AT EXISTING TRAVERTINE.
4. REPAIR FINISHES IN EXISTING ROOMS IMPACTED BY NEW WORK.
5. SEE A.9.0.0A- A-9.0.4D FINISH PLANS FOR ROOM FINISH INFORMATION.
6. SEE A-7.7.0-A-7.7.2 FOR MILLWORK DETAILS.
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8. REFER TO PHASING DIAGRAMS, G-3.0.0 - G-3.0.1

SHADED AREA DENOTES EXISTING AREA TO REMAIN.  COORDINATION WORK FROM ADJACENT AREAS MAY OCCUR IN THIS AREA.  IF NEW
WORK OCCURS IN THIS AREA & EXISTING FINISHES CANNOT BE RE-USED (DAMAGED), PROVIDE NEW FINISHES TO MATCH EXISTING.ROOF PLAN LEGEND
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NOTE @ LOBBY DESK:
PROVIDE DEDICATED 1.5” EMT CONDUIT FOR MISC.
SECURITY EQUIPMENT FROM THE DESK TO AN ABOVE THE
CEILING ACCESS.

A COMPLETE 'POINT A TO POINT B' CONDUIT IS REQUIRED
FROM ONE OF THE FLOOR CORES PROVIDED BENEATH THE
DESK, THROUGH THE FLOOR TO THE ADJACENT WOOD-
PANELED WALL AND THEN UP TO THE CEILING. CABLE NOT
TO BE RUN LOOSE THROUGH THE MILLWORK.
FUTURE MISC. SECURITY EQUIPMENT MAY INCLUDE CEILING
CAMERAS, PANIC BUTTON, NEW BADGE SYSTEM, ETC..

INFORMATION /
SECURITY / VALET

CM185A

WC STORAGE

CM185B

NOTES

EQUIPMENT  FOR TYPICAL ROOMS

INDIVIDUAL OFFICE - COMPUTER, PRINTER, AND PHONE AT DESK

INDIVIDUAL OFFICE IN SUITE - COMPUTER AND PHONE AT DESK

SHARED OFFICE - COMPUTER AND PHONE AT EACH DESK (ONE PRINTER IN ROOM SHOWN IN PLAN AND SCHEDULE)

RESIDENT STUDY - POWER AND TEL/DATA AT EACH WORKSTATION (ALL OTHER EQUIPMENT IN ROOM SHOWN IN PLAN AND SCHEDULE)
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2

3

4

1. WALL PHONES TO BE PROVIDED IN ALL CONFERENCE ROOMS, CONSULT ROOMS, EXAM/PROCEDURE ROOMS, STAFF LOUNGES /
BREAK ROOMS, LABS, WORK ROOMS, RESIDENT STUDIES, MEDICATION ROOMS.
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DENTAL EQUIPMENT SCHEDULE - MAIN FLOOR CLINIC

Mark Equipment Name
Basis of

Design(MFR) Equipment Number Department Room # Room Name
Mounting
Location Length Depth Height Watts Volts Hertz Phase Amps UPS Critical Power

Life Safety
Power Cold Water Hot Water Waste Medical Air Vacuum

Compressed
Air Gases Floor Drain Cooling Water Steam Exhaust Alarm Data Other

DN-CP-1 Cart w/ Power Dental Clinics CM030B Dental Treatment Chair

DN-CP-2 Cart w/ Power Dental Clinics CM032B Dental Treatment Chair

DN-CP-3 Cart w/ Power Dental Clinics CM032E Dental Treatment Chair

DN-CP-4 Cart w/ Power Dental Clinics CM034 Dental Treatment Rm

DN-CP-5 Cart w/ Power Dental Clinics CM035 Dental Treatment Rm

DN-CP-6 Cart w/ Power Dental Clinics CM037B Dental Treatment Chair

DN-CP-7 Cart w/ Power Dental Clinics CM037D Dental Treatment Chair

DN-CP-8 Cart w/ Power Dental Clinics CM039 Dental Treatment Rm

DN-CP-9 Cart w/ Power Dental Clinics CM040 Dental Treatment Rm

DN-CP-10 Cart w/ Power Dental Clinics CM042C Dental Treatment Chair

DN-CP-11 Cart w/ Power Dental Clinics CM042H Dental Treatment Chair

DN-CT-1 Cart without Power Dental Clinics CM030A Dental Treatment Chair Existing Eq.

DN-CT-2 Cart without Power Dental Clinics CM030C Dental Treatment Chair Existing Eq.

DN-CT-3 Cart without Power Dental Clinics CM030D Dental Treatment Chair Existing Eq.

DN-CT-4 Cart without Power Dental Clinics CM030E Dental Treatment Chair Existing Eq.

DN-CT-5 Cart without Power Dental Clinics CM032A Dental Treatment Chair Existing Eq.

DN-CT-6 Cart without Power Dental Clinics CM032C Dental Treatment Chair Existing Eq.

DN-CT-7 Cart without Power Dental Clinics CM032D Dental Treatment Chair Existing Eq.

DN-CT-8 Cart without Power Dental Clinics CM032F Dental Treatment Chair Existing Eq.

DN-CT-9 Cart without Power Dental Clinics CM037A Dental Treatment Chair Existing Eq.

DN-CT-10 Cart without Power Dental Clinics CM037C Dental Treatment Chair Existing Eq.

DN-CT-11 Cart without Power Dental Clinics CM037E Dental Treatment Chair Existing Eq.

DN-CT-12 Cart without Power Dental Clinics CM037F Dental Treatment Chair Existing Eq.

DN-CT-13 Cart without Power Dental Clinics CM042A Dental Treatment Chair Existing Eq.

DN-CT-14 Cart without Power Dental Clinics CM042B Dental Treatment Chair Existing Eq.

DN-CT-15 Cart without Power Dental Clinics CM042D Dental Treatment Chair Existing Eq.

DN-CT-16 Cart without Power Dental Clinics CM042E Dental Treatment Chair Existing Eq.

DN-CT-17 Cart without Power Dental Clinics CM042F Dental Treatment Chair Existing Eq.

DN-CT-18 Cart without Power Dental Clinics CM042G Dental Treatment Chair Existing Eq.

DN-CT-19 Cart without Power Dental Clinics CM042I Dental Treatment Chair Existing Eq.

DN-CT-20 Cart without Power Dental Clinics CM042J Dental Treatment Chair Existing Eq.

DN-CPU-4 Computer & Monitor Dental Clinics CM033 Touchdown Existing Eq.

DN-CPU-5 Computer & Monitor Dental Clinics CM033 Touchdown Existing Eq.

DN-CPU-6 Computer & Monitor Dental Clinics CM038 Touchdown Existing Eq.

DN-CPU-7 Computer & Monitor Dental Clinics CM038 Touchdown Existing Eq.

DN-CPU-8 Computer & Monitor Dental Clinics CM045 Touchdown Existing Eq.

DN-CPU-9 Computer & Monitor Dental Clinics CM045 Touchdown Existing Eq.

DN-PR-4 Copier / Printer / Fax / Scanner Dental Clinics CM033 Touchdown

DN-PR-5 Copier / Printer / Fax / Scanner Dental Clinics CM038 Touchdown

DN-PR-6 Copier / Printer / Fax / Scanner Dental Clinics CM045 Touchdown

DN-DC-1 Dental Treatment Chair A-dec Dental Clinics CM030A Dental Treatment Chair Floor Mounted

DN-DC-2 Dental Treatment Chair A-dec Dental Clinics CM030B Dental Treatment Chair Floor Mounted

DN-DC-3 Dental Treatment Chair A-dec Dental Clinics CM030C Dental Treatment Chair Floor Mounted

DN-DC-4 Dental Treatment Chair A-dec Dental Clinics CM030D Dental Treatment Chair Floor Mounted

DN-DC-5 Dental Treatment Chair A-dec Dental Clinics CM030E Dental Treatment Chair Floor Mounted

DN-DC-6 Dental Treatment Chair A-dec Dental Clinics CM032A Dental Treatment Chair Floor Mounted

DN-DC-7 Dental Treatment Chair A-dec Dental Clinics CM032B Dental Treatment Chair Floor Mounted

DN-DC-8 Dental Treatment Chair A-dec Dental Clinics CM032C Dental Treatment Chair Floor Mounted

DN-DC-9 Dental Treatment Chair A-dec Dental Clinics CM032D Dental Treatment Chair Floor Mounted

DN-DC-10 Dental Treatment Chair A-dec Dental Clinics CM032E Dental Treatment Chair Floor Mounted

DN-DC-11 Dental Treatment Chair A-dec Dental Clinics CM032F Dental Treatment Chair Floor Mounted

DN-DC-12 Dental Treatment Chair A-dec Dental Clinics CM034 Dental Treatment Rm Floor Mounted

DN-DC-13 Dental Treatment Chair A-dec Dental Clinics CM035 Dental Treatment Rm Floor Mounted

DN-DC-14 Dental Treatment Chair A-dec Dental Clinics CM037A Dental Treatment Chair Floor Mounted

DN-DC-15 Dental Treatment Chair A-dec Dental Clinics CM037B Dental Treatment Chair Floor Mounted

DN-DC-16 Dental Treatment Chair A-dec Dental Clinics CM037C Dental Treatment Chair Floor Mounted

DN-DC-17 Dental Treatment Chair A-dec Dental Clinics CM037D Dental Treatment Chair Floor Mounted

DN-DC-18 Dental Treatment Chair A-dec Dental Clinics CM037E Dental Treatment Chair Floor Mounted

DN-DC-19 Dental Treatment Chair A-dec Dental Clinics CM037F Dental Treatment Chair Floor Mounted

DN-DC-20 Dental Treatment Chair A-dec Dental Clinics CM039 Dental Treatment Rm Floor Mounted

DN-DC-21 Dental Treatment Chair A-dec Dental Clinics CM040 Dental Treatment Rm Floor Mounted

DN-DC-22 Dental Treatment Chair A-dec Dental Clinics CM042A Dental Treatment Chair Floor Mounted

DN-DC-23 Dental Treatment Chair A-dec Dental Clinics CM042B Dental Treatment Chair Floor Mounted

DN-DC-24 Dental Treatment Chair A-dec Dental Clinics CM042C Dental Treatment Chair Floor Mounted

DN-DC-25 Dental Treatment Chair A-dec Dental Clinics CM042D Dental Treatment Chair Floor Mounted

DN-DC-26 Dental Treatment Chair A-dec Dental Clinics CM042E Dental Treatment Chair Floor Mounted

DN-DC-27 Dental Treatment Chair A-dec Dental Clinics CM042F Dental Treatment Chair Floor Mounted

DN-DC-28 Dental Treatment Chair A-dec Dental Clinics CM042G Dental Treatment Chair Floor Mounted

DN-DC-29 Dental Treatment Chair A-dec Dental Clinics CM042H Dental Treatment Chair Floor Mounted

DN-DC-30 Dental Treatment Chair A-dec Dental Clinics CM042I Dental Treatment Chair Floor Mounted

DN-DC-31 Dental Treatment Chair A-dec Dental Clinics CM042J Dental Treatment Chair Floor Mounted

DN-CO-1 Dental Treatment Console A-dec Dental Clinics CM030B Dental Treatment Chair 6' 6" 1' 5" 4' 7"

DN-CO-2 Dental Treatment Console A-dec Dental Clinics CM030D Dental Treatment Chair 6' 6" 1' 5" 4' 7"

DN-CO-3 Dental Treatment Console A-dec Dental Clinics CM032A Dental Treatment Chair 6' 6" 1' 5" 4' 7"

DN-CO-4 Dental Treatment Console A-dec Dental Clinics CM032F Dental Treatment Chair 6' 6" 1' 5" 4' 7"

DN-CO-5 Dental Treatment Console A-dec Dental Clinics CM037C Dental Treatment Chair 6' 6" 1' 5" 4' 7"

DN-CO-6 Dental Treatment Console A-dec Dental Clinics CM037F Dental Treatment Chair 6' 6" 1' 5" 4' 7"

DN-CO-7 Dental Treatment Console A-dec Dental Clinics CM042C Dental Treatment Chair 6' 6" 1' 5" 4' 7"

DN-CO-8 Dental Treatment Console A-dec Dental Clinics CM042E Dental Treatment Chair 6' 6" 1' 5" 4' 7"

DN-CO-9 Dental Treatment Console A-dec Dental Clinics CM042H Dental Treatment Chair 6' 6" 1' 5" 4' 7"

DN-CO-10 Dental Treatment Console A-dec Dental Clinics CM042J Dental Treatment Chair 6' 6" 1' 5" 4' 7"

DN-SCS-1 Dental Treatment Console w/ Only
Sink

A-dec Dental Clinics CM032E Dental Treatment Chair

DN-COS-1 Dental Treatment Console w/ Sink A-dec Dental Clinics CM030A Dental Treatment Chair 8' 0" 1' 8" 4' 7"

DN-COS-2 Dental Treatment Console w/ Sink A-dec Dental Clinics CM030C Dental Treatment Chair 8' 0" 1' 8" 4' 7"

DN-COS-3 Dental Treatment Console w/ Sink A-dec Dental Clinics CM030E Dental Treatment Chair 8' 0" 1' 8" 4' 7"

DN-COS-4 Dental Treatment Console w/ Sink A-dec Dental Clinics CM032B Dental Treatment Chair 8' 0" 1' 8" 4' 7"

DN-COS-5 Dental Treatment Console w/ Sink A-dec Dental Clinics CM032C Dental Treatment Chair 8' 0" 1' 8" 4' 7"

DN-COS-6 Dental Treatment Console w/ Sink A-dec Dental Clinics CM032D Dental Treatment Chair 8' 0" 1' 8" 4' 7"

DN-COS-7 Dental Treatment Console w/ Sink A-dec Dental Clinics CM037A Dental Treatment Chair 8' 0" 1' 8" 4' 7"

DN-COS-8 Dental Treatment Console w/ Sink A-dec Dental Clinics CM037B Dental Treatment Chair 8' 0" 1' 8" 4' 7"

DN-COS-9 Dental Treatment Console w/ Sink A-dec Dental Clinics CM037D Dental Treatment Chair 8' 0" 1' 8" 4' 7"

DN-COS-10 Dental Treatment Console w/ Sink A-dec Dental Clinics CM042A Dental Treatment Chair 8' 0" 1' 8" 4' 7"

DN-COS-11 Dental Treatment Console w/ Sink A-dec Dental Clinics CM042B Dental Treatment Chair 8' 0" 1' 8" 4' 7"

DN-COS-12 Dental Treatment Console w/ Sink A-dec Dental Clinics CM042D Dental Treatment Chair 8' 0" 1' 8" 4' 7"

DN-COS-13 Dental Treatment Console w/ Sink A-dec Dental Clinics CM042F Dental Treatment Chair 8' 0" 1' 8" 4' 7"

DN-COS-14 Dental Treatment Console w/ Sink A-dec Dental Clinics CM042G Dental Treatment Chair 8' 0" 1' 8" 4' 7"

DN-COS-15 Dental Treatment Console w/ Sink A-dec Dental Clinics CM042I Dental Treatment Chair 8' 0" 1' 8" 4' 7"

DN-COW-1 Dental Treatment Console w/ Sink @
Wall

A-dec Dental Clinics CM034 Dental Treatment Rm 6' 6" 1' 8" 4' 7"

DN-COW-2 Dental Treatment Console w/ Sink @
Wall

A-dec Dental Clinics CM039 Dental Treatment Rm 6' 6" 1' 8" 4' 7"

DN-COW-3 Dental Treatment Console w/ Sink @
Wall

A-dec Dental Clinics CM040 Dental Treatment Rm 6' 6" 1' 8" 4' 7"

DN-COW-4 Dental Treatment Console w/ Sink @
Wall

A-dec Dental Clinics CM040 Dental Treatment Rm 6' 6" 1' 8" 4' 7"

DN-SCS2-1 Dental Treatment Console w/ Sink,
Small

A-dec Dental Clinics CM037E Dental Treatment Chair 8' 0" 1' 8" 4' 7"

DN-IO-1 Intra-Oral X-Ray Instrumentarium Dental Clinics CM034 Dental Treatment Rm Wall Mounted

DN-IO-2 Intra-Oral X-Ray Instrumentarium Dental Clinics CM035 Dental Treatment Rm Wall Mounted

DN-IO-3 Intra-Oral X-Ray Instrumentarium Dental Clinics CM039 Dental Treatment Rm Wall Mounted

DN-IO-4 Intra-Oral X-Ray Instrumentarium Dental Clinics CM040 Dental Treatment Rm Wall Mounted

DN-LD-1 LCD Display, Large Dental Clinics CM033 Touchdown

DN-LD-2 LCD Display, Large Dental Clinics CM038 Touchdown

DN-LD-3 LCD Display, Large Dental Clinics CM045 Touchdown

DN-SN-1 Scanner Dental Clinics CM033 Touchdown Existing Eq.

DN-SN-2 Scanner Dental Clinics CM038 Touchdown Existing Eq.

DN-SN-3 Scanner Dental Clinics CM045 Touchdown Existing Eq.

LOBBY DESK EQUIPMENT SCHEDULE

Mark Equipment Name
Basis of

Design(MFR) Equipment Number Department Room # Room Name
Mounting
Location Length Depth Height Watts Volts Hertz Phase Amps UPS Critical Power

Life Safety
Power Cold Water Hot Water Waste Medical Air Vacuum

Compressed
Air Gases Floor Drain Cooling Water Steam Exhaust Alarm Data Other

LB-CPU-1 Computer Lobby CM185A Information / Security / Valet

LB-CPU-2 Computer Lobby CM185A Information / Security / Valet

LB-PR-1 Copier / Printer / Fax / Scanner Lobby CM185A Information / Security / Valet

LB-LP-1 Label Printer Lobby CM185A Information / Security / Valet

LB-LP-2 Label Printer Lobby CM185A Information / Security / Valet

LB-PH-1 Phone Lobby CM185A Information / Security / Valet

LB-PH-2 Phone Lobby CM185A Information / Security / Valet

DENTAL EQUIPMENT SCHEDULE - CLINICAL ENGINEERING

Mark Equipment Name
Basis of

Design(MFR) Equipment Number Department Room # Room Name
Mounting
Location Length Depth Height Watts Volts Hertz Phase Amps UPS Critical Power

Life Safety
Power Cold Water Hot Water Waste Medical Air Vacuum

Compressed
Air Gases Floor Drain Cooling Water Steam Exhaust Alarm Data Other

DN-CPU-3 Computer & Monitor Dental Clinics CM025 Clinical Engineering Rm Existing Eq.

DN-PH-1 Phone Dental Clinics CM025 Clinical Engineering Rm

DENTAL EQUIPMENT SCHEDULE - MAIN FLOOR CLINIC OFFICES

Mark Equipment Name
Basis of

Design(MFR) Equipment Number Department Room # Room Name
Mounting
Location Length Depth Height Watts Volts Hertz Phase Amps UPS Critical Power

Life Safety
Power Cold Water Hot Water Waste Medical Air Vacuum

Compressed
Air Gases Floor Drain Cooling Water Steam Exhaust Alarm Data Other

DN-PR-3 Copier / Printer / Fax / Scanner Dental Clinics CM028 Office - LDA

DN-XR-1 X-Ray Film Illuminator Dental Clinics CM027 Ofice, OMFR Faculty

NO. REVISION DATE
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HATCHED AREAS INDICATE EXISTING CONCRETE STRUCTURE.
NO CORE DRILL  ZONES (SEE STRUCTURAL DRAWINGS)
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HATCHED AREAS INDICATE EXISTING CONCRETE STRUCTURE .
NO CORE DRILL ZONES (SEE STRUCTURAL DRAWINGS)

DIMENSION TARGET POINT-TYP.

DIMENSION TARGET POINT-TYP.
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NOTES

EQUIPMENT  FOR TYPICAL ROOMS

INDIVIDUAL OFFICE - COMPUTER, PRINTER, AND PHONE AT DESK

INDIVIDUAL OFFICE IN SUITE - COMPUTER AND PHONE AT DESK

SHARED OFFICE - COMPUTER AND PHONE AT EACH DESK (ONE PRINTER IN ROOM SHOWN IN PLAN AND SCHEDULE)

RESIDENT STUDY - POWER AND TEL/DATA AT EACH WORKSTATION (ALL OTHER EQUIPMENT IN ROOM SHOWN IN PLAN AND SCHEDULE)

1

2

3

4

1. WALL PHONES TO BE PROVIDED IN ALL CONFERENCE ROOMS, CONSULT ROOMS, EXAM/PROCEDURE ROOMS, STAFF LOUNGES /
BREAK ROOMS, LABS, WORK ROOMS, RESIDENT STUDIES, MEDICATION ROOMS.
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DENTAL EQUIPMENT SCHEDULE - FIRST FLOOR SOUTH CLINIC EAST

Mark Equipment Name
Basis of

Design(MFR) Equipment Number Department Room # Room Name
Mounting
Location Length Depth Height Watts Volts Hertz Phase Amps UPS Critical Power

Life Safety
Power Cold Water Hot Water Waste Medical Air Vacuum

Compressed
Air Gases Floor Drain Cooling Water Steam Exhaust Alarm Data Other

DN-CP-22 Cart w/ Power Dental Clinics C1029C Dental Treatment Chair

DN-CP-23 Cart w/ Power Dental Clinics C1029F Dental Treatment Chair

DN-CP-24 Cart w/ Power Dental Clinics C1031 Dental Treatment Rm

DN-CP-25 Cart w/ Power Dental Clinics C1032 Dental Treatment Rm

DN-CP-26 Cart w/ Power Dental Clinics C1034C Dental Treatment Chair

DN-CP-27 Cart w/ Power Dental Clinics C1034D Dental Treatment Chair

DN-CP-28 Cart w/ Power Dental Clinics C1036 Dental Treatment Rm

DN-CP-29 Cart w/ Power Dental Clinics C1037 Dental Treatment Rm

DN-CP-30 Cart w/ Power Dental Clinics C1039B Dental Treatment Chair

DN-CP-31 Cart w/ Power Dental Clinics C1039D Dental Treatment Chair

DN-CP-32 Cart w/ Power Dental Clinics C1041 Dental Treatment Rm

DN-CP-33 Cart w/ Power Dental Clinics C1042 Dental Treatment Rm

DN-CP-34 Cart w/ Power Dental Clinics C1044B Dental Treatment Chair

DN-CP-35 Cart w/ Power Dental Clinics C1044E Dental Treatment Chair

DN-CP-36 Cart w/ Power Dental Clinics C1046 Dental Treatment Rm

DN-CP-37 Cart w/ Power Dental Clinics C1047 Dental Treatment Rm

DN-CP-38 Cart w/ Power Dental Clinics C1049B Dental Treatment Chair

DN-CT-26 Cart without Power Dental Clinics C1029 Dental Treatment Chair Existing Eq.

DN-CT-27 Cart without Power Dental Clinics C1029A Dental Treatment Chair Existing Eq.

DN-CT-28 Cart without Power Dental Clinics C1029D Dental Treatment Chair Existing Eq.

DN-CT-29 Cart without Power Dental Clinics C1029E Dental Treatment Chair Existing Eq.

DN-CT-30 Cart without Power Dental Clinics C1034A Dental Treatment Chair Existing Eq.

DN-CT-31 Cart without Power Dental Clinics C1034B Dental Treatment Chair Existing Eq.

DN-CT-32 Cart without Power Dental Clinics C1034E Dental Treatment Chair Existing Eq.

DN-CT-33 Cart without Power Dental Clinics C1034F Dental Treatment Chair Existing Eq.

DN-CT-34 Cart without Power Dental Clinics C1039A Dental Treatment Chair Existing Eq.

DN-CT-35 Cart without Power Dental Clinics C1039C Dental Treatment Chair Existing Eq.

DN-CT-36 Cart without Power Dental Clinics C1039E Dental Treatment Chair Existing Eq.

DN-CT-37 Cart without Power Dental Clinics C1039F Dental Treatment Chair Existing Eq.

DN-CT-38 Cart without Power Dental Clinics C1044A Dental Treatment Chair Existing Eq.

DN-CT-39 Cart without Power Dental Clinics C1044C Dental Treatment Chair Existing Eq.

DN-CT-40 Cart without Power Dental Clinics C1044D Dental Treatment Chair Existing Eq.

DN-CT-41 Cart without Power Dental Clinics C1044F Dental Treatment Chair Existing Eq.

DN-CT-42 Cart without Power Dental Clinics C1049A Dental Treatment Chair Existing Eq.

DN-CT-43 Cart without Power Dental Clinics C1049C Dental Treatment Chair Existing Eq.

DN-CT-44 Cart without Power Dental Clinics C1049D Dental Treatment Chair Existing Eq.

DN-CT-45 Cart without Power Dental Clinics C1049E Dental Treatment Chair Existing Eq.

DN-CPU-40 Computer & Monitor Dental Clinics C1030 Touchdown Existing Eq.

DN-CPU-41 Computer & Monitor Dental Clinics C1030 Touchdown Existing Eq.

DN-CPU-42 Computer & Monitor Dental Clinics C1035 Touchdown Existing Eq.

DN-CPU-43 Computer & Monitor Dental Clinics C1035 Touchdown Existing Eq.

DN-CPU-44 Computer & Monitor Dental Clinics C1040 Touchdown Existing Eq.

DN-CPU-45 Computer & Monitor Dental Clinics C1040 Touchdown Existing Eq.

DN-CPU-46 Computer & Monitor Dental Clinics C1045 Touchdown Existing Eq.

DN-CPU-47 Computer & Monitor Dental Clinics C1045 Touchdown Existing Eq.

DN-PR-21 Copier / Printer / Fax / Scanner Dental Clinics C1030 Touchdown

DN-PR-22 Copier / Printer / Fax / Scanner Dental Clinics C1035 Touchdown

DN-PR-23 Copier / Printer / Fax / Scanner Dental Clinics C1040 Touchdown

DN-PR-24 Copier / Printer / Fax / Scanner Dental Clinics C1045 Touchdown

DN-DC-38 Dental Treatment Chair A-dec Dental Clinics C1029A Dental Treatment Chair

DN-DC-39 Dental Treatment Chair A-dec Dental Clinics C1029B Dental Treatment Chair

DN-DC-40 Dental Treatment Chair A-dec Dental Clinics C1029C Dental Treatment Chair

DN-DC-41 Dental Treatment Chair A-dec Dental Clinics C1029D Dental Treatment Chair

DN-DC-42 Dental Treatment Chair A-dec Dental Clinics C1029E Dental Treatment Chair

DN-DC-43 Dental Treatment Chair A-dec Dental Clinics C1029F Dental Treatment Chair

DN-DC-44 Dental Treatment Chair A-dec Dental Clinics C1031 Dental Treatment Rm

DN-DC-45 Dental Treatment Chair A-dec Dental Clinics C1032 Dental Treatment Rm

DN-DC-46 Dental Treatment Chair A-dec Dental Clinics C1034A Dental Treatment Chair

DN-DC-47 Dental Treatment Chair A-dec Dental Clinics C1034B Dental Treatment Chair

DN-DC-48 Dental Treatment Chair A-dec Dental Clinics C1034C Dental Treatment Chair

DN-DC-49 Dental Treatment Chair A-dec Dental Clinics C1034D Dental Treatment Chair

DN-DC-50 Dental Treatment Chair A-dec Dental Clinics C1034E Dental Treatment Chair

DN-DC-51 Dental Treatment Chair A-dec Dental Clinics C1034F Dental Treatment Chair

DN-DC-52 Dental Treatment Chair A-dec Dental Clinics C1036 Dental Treatment Rm

DN-DC-53 Dental Treatment Chair A-dec Dental Clinics C1037 Dental Treatment Rm

DN-DC-54 Dental Treatment Chair A-dec Dental Clinics C1039A Dental Treatment Chair

DN-DC-55 Dental Treatment Chair A-dec Dental Clinics C1039B Dental Treatment Chair

DN-DC-56 Dental Treatment Chair A-dec Dental Clinics C1039C Dental Treatment Chair

DN-DC-57 Dental Treatment Chair A-dec Dental Clinics C1039D Dental Treatment Chair

DN-DC-58 Dental Treatment Chair A-dec Dental Clinics C1039E Dental Treatment Chair

DN-DC-59 Dental Treatment Chair A-dec Dental Clinics C1039F Dental Treatment Chair

DN-DC-60 Dental Treatment Chair A-dec Dental Clinics C1041 Dental Treatment Rm

DN-DC-61 Dental Treatment Chair A-dec Dental Clinics C1042 Dental Treatment Rm

DN-DC-62 Dental Treatment Chair A-dec Dental Clinics C1044A Dental Treatment Chair

DN-DC-63 Dental Treatment Chair A-dec Dental Clinics C1044B Dental Treatment Chair

DN-DC-64 Dental Treatment Chair A-dec Dental Clinics C1044C Dental Treatment Chair

DN-DC-65 Dental Treatment Chair A-dec Dental Clinics C1044D Dental Treatment Chair

DN-DC-66 Dental Treatment Chair A-dec Dental Clinics C1044E Dental Treatment Chair

DN-DC-67 Dental Treatment Chair A-dec Dental Clinics C1044F Dental Treatment Chair

DN-DC-68 Dental Treatment Chair A-dec Dental Clinics C1046 Dental Treatment Rm

DN-DC-69 Dental Treatment Chair A-dec Dental Clinics C1047 Dental Treatment Rm

DN-DC-70 Dental Treatment Chair A-dec Dental Clinics C1049A Dental Treatment Chair

DN-DC-71 Dental Treatment Chair A-dec Dental Clinics C1049B Dental Treatment Chair

DN-DC-72 Dental Treatment Chair A-dec Dental Clinics C1049C Dental Treatment Chair

DN-DC-73 Dental Treatment Chair A-dec Dental Clinics C1049D Dental Treatment Chair

DN-DC-74 Dental Treatment Chair A-dec Dental Clinics C1049E Dental Treatment Chair

DN-CO-11 Dental Treatment Console A-dec Dental Clinics C1029C Dental Treatment Chair

DN-CO-12 Dental Treatment Console A-dec Dental Clinics C1029E Dental Treatment Chair

DN-CO-13 Dental Treatment Console A-dec Dental Clinics C1034C Dental Treatment Chair

DN-CO-14 Dental Treatment Console A-dec Dental Clinics C1034D Dental Treatment Chair

DN-CO-15 Dental Treatment Console A-dec Dental Clinics C1039C Dental Treatment Chair

DN-CO-16 Dental Treatment Console A-dec Dental Clinics C1039F Dental Treatment Chair

DN-CO-17 Dental Treatment Console A-dec Dental Clinics C1044C Dental Treatment Chair

DN-CO-18 Dental Treatment Console A-dec Dental Clinics C1044F Dental Treatment Chair

DN-CO-19 Dental Treatment Console A-dec Dental Clinics C1049C Dental Treatment Chair

DN-CO-20 Dental Treatment Console A-dec Dental Clinics C1049E Dental Treatment Chair

DN-COS-16 Dental Treatment Console w/ Sink A-dec Dental Clinics C1029A Dental Treatment Chair

DN-COS-17 Dental Treatment Console w/ Sink A-dec Dental Clinics C1029B Dental Treatment Chair

DN-COS-18 Dental Treatment Console w/ Sink A-dec Dental Clinics C1029D Dental Treatment Chair

DN-COS-19 Dental Treatment Console w/ Sink A-dec Dental Clinics C1029F Dental Treatment Chair

DN-COS-20 Dental Treatment Console w/ Sink A-dec Dental Clinics C1034A Dental Treatment Chair

DN-COS-21 Dental Treatment Console w/ Sink A-dec Dental Clinics C1034B Dental Treatment Chair

DN-COS-22 Dental Treatment Console w/ Sink A-dec Dental Clinics C1034E Dental Treatment Chair

DN-COS-23 Dental Treatment Console w/ Sink A-dec Dental Clinics C1039A Dental Treatment Chair

DN-COS-24 Dental Treatment Console w/ Sink A-dec Dental Clinics C1039B Dental Treatment Chair

DN-COS-25 Dental Treatment Console w/ Sink A-dec Dental Clinics C1039D Dental Treatment Chair

DN-COS-26 Dental Treatment Console w/ Sink A-dec Dental Clinics C1039E Dental Treatment Chair

DN-COS-27 Dental Treatment Console w/ Sink A-dec Dental Clinics C1044A Dental Treatment Chair

DN-COS-28 Dental Treatment Console w/ Sink A-dec Dental Clinics C1044B Dental Treatment Chair

DN-COS-29 Dental Treatment Console w/ Sink A-dec Dental Clinics C1044D Dental Treatment Chair

DN-COS-30 Dental Treatment Console w/ Sink A-dec Dental Clinics C1044E Dental Treatment Chair

DN-COS-31 Dental Treatment Console w/ Sink A-dec Dental Clinics C1049B Dental Treatment Chair

DN-COS-32 Dental Treatment Console w/ Sink A-dec Dental Clinics C1049D Dental Treatment Chair

DN-COW-10 Dental Treatment Console w/ Sink @
Wall

A-dec Dental Clinics C1031 Dental Treatment Rm

DN-COW-11 Dental Treatment Console w/ Sink @
Wall

A-dec Dental Clinics C1032 Dental Treatment Rm

DN-COW-12 Dental Treatment Console w/ Sink @
Wall

A-dec Dental Clinics C1036 Dental Treatment Rm

DN-COW-13 Dental Treatment Console w/ Sink @
Wall

A-dec Dental Clinics C1037 Dental Treatment Rm

DN-COW-14 Dental Treatment Console w/ Sink @
Wall

A-dec Dental Clinics C1041 Dental Treatment Rm

DN-COW-15 Dental Treatment Console w/ Sink @
Wall

A-dec Dental Clinics C1042 Dental Treatment Rm

DN-COW-16 Dental Treatment Console w/ Sink @
Wall

A-dec Dental Clinics C1046 Dental Treatment Rm

DN-COW-17 Dental Treatment Console w/ Sink @
Wall

A-dec Dental Clinics C1047 Dental Treatment Rm

DN-SCS2-2 Dental Treatment Console w/ Sink,
Small

A-dec Dental Clinics C1034F Dental Treatment Chair

DN-SCS2-3 Dental Treatment Console w/ Sink,
Small

A-dec Dental Clinics C1049A Dental Treatment Chair

DN-IO-15 Intra-Oral X-Ray Instrumentarium Dental Clinics C1031 Dental Treatment Rm

DN-IO-16 Intra-Oral X-Ray Instrumentarium Dental Clinics C1032 Dental Treatment Rm

DN-IO-17 Intra-Oral X-Ray Instrumentarium Dental Clinics C1036 Dental Treatment Rm

DN-IO-18 Intra-Oral X-Ray Instrumentarium Dental Clinics C1037 Dental Treatment Rm

DN-IO-19 Intra-Oral X-Ray Instrumentarium Dental Clinics C1041 Dental Treatment Rm

DN-IO-20 Intra-Oral X-Ray Instrumentarium Dental Clinics C1042 Dental Treatment Rm

DN-IO-21 Intra-Oral X-Ray Instrumentarium Dental Clinics C1046 Dental Treatment Rm

DN-IO-22 Intra-Oral X-Ray Instrumentarium Dental Clinics C1047 Dental Treatment Rm

DN-LD-6 LCD Display, Large Dental Clinics C1030 Touchdown

DN-LD-7 LCD Display, Large Dental Clinics C1035 Touchdown

DN-LD-8 LCD Display, Large Dental Clinics C1040 Touchdown

DN-LD-9 LCD Display, Large Dental Clinics C1045 Touchdown

DN-SN-4 Scanner Dental Clinics C1030 Touchdown Existing Eq.

DN-SN-5 Scanner Dental Clinics C1035 Touchdown Existing Eq.

DN-SN-6 Scanner Dental Clinics C1040 Touchdown Existing Eq.

DN-SN-7 Scanner Dental Clinics C1045 Touchdown Existing Eq.

NO. REVISION DATE
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EQUIPMENT
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BUILDING C
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263 FARMINGTON AVE.

FARMINGTON, CT 06030

DENTAL EQUIPMENT SCHEDULE - FIRST FLOOR SOUTH CLINIC WEST

Mark Equipment Name
Basis of

Design(MFR) Equipment Number Department Room # Room Name
Mounting
Location Length Depth Height Watts Volts Hertz Phase Amps UPS Critical Power

Life Safety
Power Cold Water Hot Water Waste Medical Air Vacuum

Compressed
Air Gases Floor Drain Cooling Water Steam Exhaust Alarm Data Other

DN-CP-39 Cart w/ Power Dental Clinics C1071D Dental Treatment Chair

DN-CP-40 Cart w/ Power Dental Clinics C1073C Dental Treatment Chair

DN-CP-41 Cart w/ Power Dental Clinics C1073D Dental Treatment Chair

DN-CP-42 Cart w/ Power Dental Clinics C1075 Dental Treatment Rm

DN-CP-43 Cart w/ Power Dental Clinics C1076 Dental Treatment Rm

DN-CP-44 Cart w/ Power Dental Clinics C1078C Dental Treatment Chair

DN-CP-45 Cart w/ Power Dental Clinics C1078F Dental Treatment Chair

DN-CP-46 Cart w/ Power Dental Clinics C1080 Dental Treatment Rm

DN-CP-47 Cart w/ Power Dental Clinics C1081 Dental Treatment Rm

DN-CP-48 Cart w/ Power Dental Clinics C1083A Dental Treatment Chair

DN-CT-46 Cart without Power Dental Clinics C1071A Dental Treatment Chair Existing Eq.

DN-CT-47 Cart without Power Dental Clinics C1071B Dental Treatment Chair Existing Eq.

DN-CT-48 Cart without Power Dental Clinics C1071C Dental Treatment Chair Existing Eq.

DN-CT-49 Cart without Power Dental Clinics C1071E Dental Treatment Chair Existing Eq.

DN-CT-50 Cart without Power Dental Clinics C1073A Dental Treatment Chair Existing Eq.

DN-CT-51 Cart without Power Dental Clinics C1073B Dental Treatment Chair Existing Eq.

DN-CT-52 Cart without Power Dental Clinics C1073E Dental Treatment Chair Existing Eq.

DN-CT-53 Cart without Power Dental Clinics C1073F Dental Treatment Chair Existing Eq.

DN-CT-54 Cart without Power Dental Clinics C1078A Dental Treatment Chair Existing Eq.

DN-CT-55 Cart without Power Dental Clinics C1078B Dental Treatment Chair Existing Eq.

DN-CT-56 Cart without Power Dental Clinics C1078D Dental Treatment Chair Existing Eq.

DN-CT-57 Cart without Power Dental Clinics C1078E Dental Treatment Chair Existing Eq.

DN-CT-58 Cart without Power Dental Clinics C1083B Dental Treatment Chair Existing Eq.

DN-CPU-56 Computer & Monitor Dental Clinics C1074 Touchdown Existing Eq.

DN-CPU-57 Computer & Monitor Dental Clinics C1074 Touchdown Existing Eq.

DN-CPU-58 Computer & Monitor Dental Clinics C1079 Touchdown Existing Eq.

DN-CPU-59 Computer & Monitor Dental Clinics C1079 Touchdown Existing Eq.

DN-PR-27 Copier / Printer / Fax / Scanner Dental Clinics C1074 Touchdown

DN-PR-28 Copier / Printer / Fax / Scanner Dental Clinics C1079 Touchdown

DN-DC-75 Dental Treatment Chair A-dec Dental Clinics C1071A Dental Treatment Chair

DN-DC-76 Dental Treatment Chair A-dec Dental Clinics C1071B Dental Treatment Chair

DN-DC-77 Dental Treatment Chair A-dec Dental Clinics C1071C Dental Treatment Chair

DN-DC-78 Dental Treatment Chair A-dec Dental Clinics C1071D Dental Treatment Chair

DN-DC-79 Dental Treatment Chair A-dec Dental Clinics C1071E Dental Treatment Chair

DN-DC-80 Dental Treatment Chair A-dec Dental Clinics C1073A Dental Treatment Chair

DN-DC-81 Dental Treatment Chair A-dec Dental Clinics C1073B Dental Treatment Chair

DN-DC-82 Dental Treatment Chair A-dec Dental Clinics C1073C Dental Treatment Chair

DN-DC-83 Dental Treatment Chair A-dec Dental Clinics C1073D Dental Treatment Chair

DN-DC-84 Dental Treatment Chair A-dec Dental Clinics C1073E Dental Treatment Chair

DN-DC-85 Dental Treatment Chair A-dec Dental Clinics C1073F Dental Treatment Chair

DN-DC-86 Dental Treatment Chair A-dec Dental Clinics C1075 Dental Treatment Rm

DN-DC-87 Dental Treatment Chair A-dec Dental Clinics C1076 Dental Treatment Rm

DN-DC-88 Dental Treatment Chair A-dec Dental Clinics C1078A Dental Treatment Chair

DN-DC-89 Dental Treatment Chair A-dec Dental Clinics C1078B Dental Treatment Chair

DN-DC-90 Dental Treatment Chair A-dec Dental Clinics C1078C Dental Treatment Chair

DN-DC-91 Dental Treatment Chair A-dec Dental Clinics C1078D Dental Treatment Chair

DN-DC-92 Dental Treatment Chair A-dec Dental Clinics C1078E Dental Treatment Chair

DN-DC-93 Dental Treatment Chair A-dec Dental Clinics C1078F Dental Treatment Chair

DN-DC-94 Dental Treatment Chair A-dec Dental Clinics C1080 Dental Treatment Rm

DN-DC-95 Dental Treatment Chair A-dec Dental Clinics C1081 Dental Treatment Rm

DN-DC-96 Dental Treatment Chair A-dec Dental Clinics C1083A Dental Treatment Chair

DN-DC-97 Dental Treatment Chair A-dec Dental Clinics C1083B Dental Treatment Chair

DN-CO-21 Dental Treatment Console A-dec Dental Clinics C1071A Dental Treatment Chair

DN-CO-22 Dental Treatment Console A-dec Dental Clinics C1071B Dental Treatment Chair

DN-CO-23 Dental Treatment Console A-dec Dental Clinics C1071D Dental Treatment Chair

DN-CO-24 Dental Treatment Console A-dec Dental Clinics C1073C Dental Treatment Chair

DN-CO-25 Dental Treatment Console A-dec Dental Clinics C1073D Dental Treatment Chair

DN-CO-26 Dental Treatment Console A-dec Dental Clinics C1078C Dental Treatment Chair

DN-CO-27 Dental Treatment Console A-dec Dental Clinics C1078F Dental Treatment Chair

DN-CO-28 Dental Treatment Console A-dec Dental Clinics C1083B Dental Treatment Chair

DN-SCS-2 Dental Treatment Console w/ Only
Sink

A-dec Dental Clinics C1073E Dental Treatment Chair

DN-COS-33 Dental Treatment Console w/ Sink A-dec Dental Clinics C1071A Dental Treatment Chair

DN-COS-34 Dental Treatment Console w/ Sink A-dec Dental Clinics C1071C Dental Treatment Chair

DN-COS-35 Dental Treatment Console w/ Sink A-dec Dental Clinics C1071E Dental Treatment Chair

DN-COS-36 Dental Treatment Console w/ Sink A-dec Dental Clinics C1083A Dental Treatment Chair

DN-CXS-1 Dental Treatment Console w/ Sink &
X-Ray, Tall

A-dec Dental Clinics C1073A Dental Treatment Chair

DN-CXS-2 Dental Treatment Console w/ Sink &
X-Ray, Tall

A-dec Dental Clinics C1073B Dental Treatment Chair

DN-CXS-3 Dental Treatment Console w/ Sink &
X-Ray, Tall

A-dec Dental Clinics C1073F Dental Treatment Chair

DN-CXS-4 Dental Treatment Console w/ Sink &
X-Ray, Tall

A-dec Dental Clinics C1078A Dental Treatment Chair

DN-CXS-5 Dental Treatment Console w/ Sink &
X-Ray, Tall

A-dec Dental Clinics C1078B Dental Treatment Chair

DN-CXS-6 Dental Treatment Console w/ Sink &
X-Ray, Tall

A-dec Dental Clinics C1078D Dental Treatment Chair

DN-CXS-7 Dental Treatment Console w/ Sink &
X-Ray, Tall

A-dec Dental Clinics C1078E Dental Treatment Chair

DN-COW-18 Dental Treatment Console w/ Sink @
Wall

A-dec Dental Clinics C1075 Dental Treatment Rm

DN-COW-19 Dental Treatment Console w/ Sink @
Wall

A-dec Dental Clinics C1076 Dental Treatment Rm

DN-COW-20 Dental Treatment Console w/ Sink @
Wall

A-dec Dental Clinics C1080 Dental Treatment Rm

DN-COW-21 Dental Treatment Console w/ Sink @
Wall

A-dec Dental Clinics C1081 Dental Treatment Rm

DN-CXR-1 Dental Treatment Console w/ X-Ray,
Small

A-dec Dental Clinics C1073E Dental Treatment Chair

DN-IO-23 Intra-Oral X-Ray Instrumentarium Dental Clinics C1075 Dental Treatment Rm

DN-IO-24 Intra-Oral X-Ray Instrumentarium Dental Clinics C1076 Dental Treatment Rm

DN-IO-25 Intra-Oral X-Ray Instrumentarium Dental Clinics C1080 Dental Treatment Rm

DN-IO-26 Intra-Oral X-Ray Instrumentarium Dental Clinics C1081 Dental Treatment Rm

DN-LD-10 LCD Display, Large Dental Clinics C1074 Touchdown

DN-LD-11 LCD Display, Large Dental Clinics C1079 Touchdown

DN-SN-8 Scanner Dental Clinics C1074 Touchdown Existing Eq.

DN-SN-9 Scanner Dental Clinics C1079 Touchdown Existing Eq.

NO. REVISION DATE
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CHAIR
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CHAIR
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EQUIPMENT
STORAGE

C1255

PATIENT TOILET

C1256

PATIENT TOILET

C1257

HATCHED AREAS
INDICATE EXISTING
CONCRETE STRUCTURE.
NO CORE DRILL  ZONES
(SEE STRUCTURAL
DRAWINGS)

DIMENSION TARGET POINT-TYP.
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DN-SN-11
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DENTAL
TREATMENT

CHAIR

C1268C

DENTAL
TREATMENT

CHAIR

C1268B

DENTAL
TREATMENT

CHAIR

C1268A

TOUCHDOWN

C1269

DENTAL
TREATMENT

CHAIR

C1268F

DENTAL
TREATMENT

CHAIR

C1268E

DENTAL
TREATMENT

CHAIR

C1268D

DENTAL
TREATMENT

CHAIR

C1273E DENTAL
TREATMENT

CHAIR

C1273D DENTAL
TREATMENT

CHAIR

C1273C DENTAL
TREATMENT

CHAIR

C1273B DENTAL
TREATMENT

CHAIR

C1273A

CORRIDOR

C1272

DENTAL
TREATMENT

ROOM

C1271

DENTAL
TREATMENT

ROOM

C1270

CONSULT

C1253

CORRIDOR

C1267

DN-CO-36

DN-DC-123

DN-COS-47

DN-DC-122

DN-SCS-3

DN-DC-121

DN-CP-61

DN-CP-62

DN-COS-48

DN-DC-124

DN-DC-125

DN-COS-49

DN-CO-37

DN-DC-126

DN-DC-133

DN-CO-39

DN-DC-132

DN-COS-52

DN-DC-131

DN-CP-65

DN-CO-38

DN-DC-130

DN-COS-51

DN-DC-129

DN-COS-50

DN-CPU-64

DN-LD-14

DN-CPU-65

DN-PR-31

DN-COW-26

DN-DC-127

DN-CP-63

DN-IO-34

DN-DC-128

DN-CP-64

DN-IO-35

DN-COW-27

HATCHED AREAS
INDICATE EXISTING
CONCRETE STRUCTURE.
NO CORE DRILL  ZONES
(SEE STRUCTURAL
DRAWINGS)

DIMENSION TARGET POINT-TYP.

2
' -

 2
"

6
' -

 1
0
"

9' - 4 1/2"

1' - 5"

6' - 0 1/2"

14' - 0"

1' - 7 1/2"

3' - 9 1/2"

6' - 3"

3' - 6 1/2"8' - 1 1/2"

9' - 2"

13' - 9 1/2"

7' - 0 1/2"

5' - 6 1/2"2' - 6 1/2" 1
5
' -

 0
"

3
' -

 1
"

3
' -

 8
"

3' - 9"

5' - 6"

4
' -

 1
"

2
' -

 8
"

3
' -

 1
"

2
' -

 3
"

DN-CT-77

DN-CT-76

DN-CT-75

DN-CT-74

DN-CT-72

DN-CT-73

DN-CT-70

DN-CT-71

DN-SN-12

NOTES

EQUIPMENT  FOR TYPICAL ROOMS

INDIVIDUAL OFFICE - COMPUTER, PRINTER, AND PHONE AT DESK

INDIVIDUAL OFFICE IN SUITE - COMPUTER AND PHONE AT DESK

SHARED OFFICE - COMPUTER AND PHONE AT EACH DESK (ONE PRINTER IN ROOM SHOWN IN PLAN AND SCHEDULE)

RESIDENT STUDY - POWER AND TEL/DATA AT EACH WORKSTATION (ALL OTHER EQUIPMENT IN ROOM SHOWN IN PLAN AND SCHEDULE)

1

2

3

4

1. WALL PHONES TO BE PROVIDED IN ALL CONFERENCE ROOMS, CONSULT ROOMS, EXAM/PROCEDURE ROOMS, STAFF LOUNGES /
BREAK ROOMS, LABS, WORK ROOMS, RESIDENT STUDIES, MEDICATION ROOMS.
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DENTAL EQUIPMENT SCHEDULE - FIRST FLOOR NORTH CLINIC

Mark Equipment Name
Basis of

Design(MFR) Equipment Number Department Room # Room Name
Mounting
Location Length Depth Height Watts Volts Hertz Phase Amps UPS Critical Power

Life Safety
Power Cold Water Hot Water Waste Medical Air Vacuum

Compressed
Air Gases Floor Drain Cooling Water Steam Exhaust Alarm Data Other

DN-CP-52 Cart w/ Power Dental Clinics C1254C Dental Treatment Chair

DN-CP-53 Cart w/ Power Dental Clinics C1258B Dental Treatment Chair

DN-CP-54 Cart w/ Power Dental Clinics C1258E Dental Treatment Chair

DN-CP-55 Cart w/ Power Dental Clinics C1260 Dental Treatment Rm

DN-CP-56 Cart w/ Power Dental Clinics C1261 Dental Treatment Rm

DN-CP-57 Cart w/ Power Dental Clinics C1263B Dental Treatment Chair

DN-CP-58 Cart w/ Power Dental Clinics C1263E Dental Treatment Chair

DN-CP-59 Cart w/ Power Dental Clinics C1265 Dental Treatment Rm

DN-CP-60 Cart w/ Power Dental Clinics C1266 Dental Treatment Rm

DN-CP-61 Cart w/ Power Dental Clinics C1268B Dental Treatment Chair

DN-CP-62 Cart w/ Power Dental Clinics C1268E Dental Treatment Chair

DN-CP-63 Cart w/ Power Dental Clinics C1270 Dental Treatment Rm

DN-CP-64 Cart w/ Power Dental Clinics C1271 Dental Treatment Rm

DN-CP-65 Cart w/ Power Dental Clinics C1273C Dental Treatment Chair

DN-CT-59 Cart without Power Dental Clinics C1254A Dental Treatment Chair Existing Eq.

DN-CT-60 Cart without Power Dental Clinics C1254B Dental Treatment Chair Existing Eq.

DN-CT-61 Cart without Power Dental Clinics C1254D Dental Treatment Chair Existing Eq.

DN-CT-62 Cart without Power Dental Clinics C1258A Dental Treatment Chair Existing Eq.

DN-CT-63 Cart without Power Dental Clinics C1258C Dental Treatment Chair Existing Eq.

DN-CT-64 Cart without Power Dental Clinics C1258D Dental Treatment Chair Existing Eq.

DN-CT-65 Cart without Power Dental Clinics C1258F Dental Treatment Chair Existing Eq.

DN-CT-66 Cart without Power Dental Clinics C1263A Dental Treatment Chair Existing Eq.

DN-CT-67 Cart without Power Dental Clinics C1263C Dental Treatment Chair Existing Eq.

DN-CT-68 Cart without Power Dental Clinics C1263D Dental Treatment Chair Existing Eq.

DN-CT-69 Cart without Power Dental Clinics C1263F Dental Treatment Chair Existing Eq.

DN-CT-70 Cart without Power Dental Clinics C1268A Dental Treatment Chair Existing Eq.

DN-CT-71 Cart without Power Dental Clinics C1268C Dental Treatment Chair Existing Eq.

DN-CT-72 Cart without Power Dental Clinics C1268D Dental Treatment Chair Existing Eq.

DN-CT-73 Cart without Power Dental Clinics C1268F Dental Treatment Chair Existing Eq.

DN-CT-74 Cart without Power Dental Clinics C1273A Dental Treatment Chair Existing Eq.

DN-CT-75 Cart without Power Dental Clinics C1273B Dental Treatment Chair Existing Eq.

DN-CT-76 Cart without Power Dental Clinics C1273D Dental Treatment Chair Existing Eq.

DN-CT-77 Cart without Power Dental Clinics C1273E Dental Treatment Chair Existing Eq.

DN-CPU-60 Computer & Monitor Dental Clinics C1259 Touchdown Existing Eq.

DN-CPU-61 Computer & Monitor Dental Clinics C1259 Touchdown Existing Eq.

DN-CPU-62 Computer & Monitor Dental Clinics C1264 Touchdown Existing Eq.

DN-CPU-63 Computer & Monitor Dental Clinics C1264 Touchdown Existing Eq.

DN-CPU-64 Computer & Monitor Dental Clinics C1269 Touchdown Existing Eq.

DN-CPU-65 Computer & Monitor Dental Clinics C1269 Touchdown Existing Eq.

DN-PR-29 Copier / Printer / Fax / Scanner Dental Clinics C1259 Touchdown

DN-PR-30 Copier / Printer / Fax / Scanner Dental Clinics C1264 Touchdown

DN-PR-31 Copier / Printer / Fax / Scanner Dental Clinics C1269 Touchdown

DN-DC-101 Dental Treatment Chair A-dec Dental Clinics C1254A Dental Treatment Chair

DN-DC-102 Dental Treatment Chair A-dec Dental Clinics C1254B Dental Treatment Chair

DN-DC-103 Dental Treatment Chair A-dec Dental Clinics C1254C Dental Treatment Chair

DN-DC-104 Dental Treatment Chair A-dec Dental Clinics C1254D Dental Treatment Chair

DN-DC-105 Dental Treatment Chair A-dec Dental Clinics C1258A Dental Treatment Chair

DN-DC-106 Dental Treatment Chair A-dec Dental Clinics C1258B Dental Treatment Chair

DN-DC-107 Dental Treatment Chair A-dec Dental Clinics C1258C Dental Treatment Chair

DN-DC-108 Dental Treatment Chair A-dec Dental Clinics C1258D Dental Treatment Chair

DN-DC-109 Dental Treatment Chair A-dec Dental Clinics C1258E Dental Treatment Chair

DN-DC-110 Dental Treatment Chair A-dec Dental Clinics C1258F Dental Treatment Chair

DN-DC-111 Dental Treatment Chair A-dec Dental Clinics C1260 Dental Treatment Rm

DN-DC-112 Dental Treatment Chair A-dec Dental Clinics C1261 Dental Treatment Rm

DN-DC-113 Dental Treatment Chair A-dec Dental Clinics C1263A Dental Treatment Chair

DN-DC-114 Dental Treatment Chair A-dec Dental Clinics C1263B Dental Treatment Chair

DN-DC-115 Dental Treatment Chair A-dec Dental Clinics C1263C Dental Treatment Chair

DN-DC-116 Dental Treatment Chair A-dec Dental Clinics C1263D Dental Treatment Chair

DN-DC-117 Dental Treatment Chair A-dec Dental Clinics C1263E Dental Treatment Chair

DN-DC-118 Dental Treatment Chair A-dec Dental Clinics C1263F Dental Treatment Chair

DN-DC-119 Dental Treatment Chair A-dec Dental Clinics C1265 Dental Treatment Rm

DN-DC-120 Dental Treatment Chair A-dec Dental Clinics C1266 Dental Treatment Rm

DN-DC-121 Dental Treatment Chair A-dec Dental Clinics C1268A Dental Treatment Chair

DN-DC-122 Dental Treatment Chair A-dec Dental Clinics C1268B Dental Treatment Chair

DN-DC-123 Dental Treatment Chair A-dec Dental Clinics C1268C Dental Treatment Chair

DN-DC-124 Dental Treatment Chair A-dec Dental Clinics C1268D Dental Treatment Chair

DN-DC-125 Dental Treatment Chair A-dec Dental Clinics C1268E Dental Treatment Chair

DN-DC-126 Dental Treatment Chair A-dec Dental Clinics C1268F Dental Treatment Chair

DN-DC-127 Dental Treatment Chair A-dec Dental Clinics C1270 Dental Treatment Rm

DN-DC-128 Dental Treatment Chair A-dec Dental Clinics C1271 Dental Treatment Rm

DN-DC-129 Dental Treatment Chair A-dec Dental Clinics C1273A Dental Treatment Chair

DN-DC-130 Dental Treatment Chair A-dec Dental Clinics C1273B Dental Treatment Chair

DN-DC-131 Dental Treatment Chair A-dec Dental Clinics C1273C Dental Treatment Chair

DN-DC-132 Dental Treatment Chair A-dec Dental Clinics C1273D Dental Treatment Chair

DN-DC-133 Dental Treatment Chair A-dec Dental Clinics C1273E Dental Treatment Chair

DN-CO-29 Dental Treatment Console A-dec Dental Clinics C1254A Dental Treatment Chair

DN-CO-30 Dental Treatment Console A-dec Dental Clinics C1254C Dental Treatment Chair

DN-CO-31 Dental Treatment Console A-dec Dental Clinics C1258C Dental Treatment Chair

DN-CO-32 Dental Treatment Console A-dec Dental Clinics C1258F Dental Treatment Chair

DN-CO-33 Dental Treatment Console A-dec Dental Clinics C1263C Dental Treatment Chair

DN-CO-34 Dental Treatment Console A-dec Dental Clinics C1263F Dental Treatment Chair

DN-CO-35 Dental Treatment Console A-dec Dental Clinics C1268A Dental Treatment Chair

DN-CO-36 Dental Treatment Console A-dec Dental Clinics C1268C Dental Treatment Chair

DN-CO-37 Dental Treatment Console A-dec Dental Clinics C1268F Dental Treatment Chair

DN-CO-38 Dental Treatment Console A-dec Dental Clinics C1273C Dental Treatment Chair

DN-CO-39 Dental Treatment Console A-dec Dental Clinics C1273E Dental Treatment Chair

DN-SCS-3 Dental Treatment Console w/ Only
Sink

A-dec Dental Clinics C1268A Dental Treatment Chair

DN-COS-37 Dental Treatment Console w/ Sink A-dec Dental Clinics C1254B Dental Treatment Chair

DN-COS-38 Dental Treatment Console w/ Sink A-dec Dental Clinics C1254D Dental Treatment Chair

DN-COS-39 Dental Treatment Console w/ Sink A-dec Dental Clinics C1258A Dental Treatment Chair

DN-COS-40 Dental Treatment Console w/ Sink A-dec Dental Clinics C1258B Dental Treatment Chair

DN-COS-41 Dental Treatment Console w/ Sink A-dec Dental Clinics C1258D Dental Treatment Chair

DN-COS-42 Dental Treatment Console w/ Sink A-dec Dental Clinics C1258E Dental Treatment Chair

DN-COS-43 Dental Treatment Console w/ Sink A-dec Dental Clinics C1263A Dental Treatment Chair

DN-COS-44 Dental Treatment Console w/ Sink A-dec Dental Clinics C1263B Dental Treatment Chair

DN-COS-45 Dental Treatment Console w/ Sink A-dec Dental Clinics C1263D Dental Treatment Chair

DN-COS-46 Dental Treatment Console w/ Sink A-dec Dental Clinics C1263E Dental Treatment Chair

DN-COS-47 Dental Treatment Console w/ Sink A-dec Dental Clinics C1268B Dental Treatment Chair

DN-COS-48 Dental Treatment Console w/ Sink A-dec Dental Clinics C1268D Dental Treatment Chair

DN-COS-49 Dental Treatment Console w/ Sink A-dec Dental Clinics C1268E Dental Treatment Chair

DN-COS-50 Dental Treatment Console w/ Sink A-dec Dental Clinics C1273A Dental Treatment Chair

DN-COS-51 Dental Treatment Console w/ Sink A-dec Dental Clinics C1273B Dental Treatment Chair

DN-COS-52 Dental Treatment Console w/ Sink A-dec Dental Clinics C1273D Dental Treatment Chair

DN-COW-22 Dental Treatment Console w/ Sink @
Wall

A-dec Dental Clinics C1260 Dental Treatment Rm

DN-COW-23 Dental Treatment Console w/ Sink @
Wall

A-dec Dental Clinics C1261 Dental Treatment Rm

DN-COW-24 Dental Treatment Console w/ Sink @
Wall

A-dec Dental Clinics C1265 Dental Treatment Rm

DN-COW-25 Dental Treatment Console w/ Sink @
Wall

A-dec Dental Clinics C1266 Dental Treatment Rm

DN-COW-26 Dental Treatment Console w/ Sink @
Wall

A-dec Dental Clinics C1270 Dental Treatment Rm

DN-COW-27 Dental Treatment Console w/ Sink @
Wall

A-dec Dental Clinics C1271 Dental Treatment Rm

DN-IO-30 Intra-Oral X-Ray Instrumentarium Dental Clinics C1260 Dental Treatment Rm

DN-IO-31 Intra-Oral X-Ray Instrumentarium Dental Clinics C1261 Dental Treatment Rm

DN-IO-32 Intra-Oral X-Ray Instrumentarium Dental Clinics C1265 Dental Treatment Rm

DN-IO-33 Intra-Oral X-Ray Instrumentarium Dental Clinics C1266 Dental Treatment Rm

DN-IO-34 Intra-Oral X-Ray Instrumentarium Dental Clinics C1270 Dental Treatment Rm

DN-IO-35 Intra-Oral X-Ray Instrumentarium Dental Clinics C1271 Dental Treatment Rm

DN-LD-12 LCD Display, Large Dental Clinics C1259 Touchdown

DN-LD-13 LCD Display, Large Dental Clinics C1264 Touchdown

DN-LD-14 LCD Display, Large Dental Clinics C1269 Touchdown

DN-SN-10 Scanner Dental Clinics C1259 Touchdown Existing Eq.

DN-SN-11 Scanner Dental Clinics C1264 Touchdown Existing Eq.

DN-SN-12 Scanner Dental Clinics C1269 Touchdown Existing Eq.

NO. REVISION DATE
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EXISTING CONCRETE
STRUCTURE. NO CORE DRILL
ZONES (SEE STRUCTURAL
DRAWINGS)

LOCKABLE SECURITY
CAGE WITH INTEGRAL
DOOR AND CEILING
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NOTES

EQUIPMENT  FOR TYPICAL ROOMS

INDIVIDUAL OFFICE - COMPUTER, PRINTER, AND PHONE AT DESK

INDIVIDUAL OFFICE IN SUITE - COMPUTER AND PHONE AT DESK

SHARED OFFICE - COMPUTER AND PHONE AT EACH DESK (ONE PRINTER IN ROOM SHOWN IN PLAN AND SCHEDULE)

RESIDENT STUDY - POWER AND TEL/DATA AT EACH WORKSTATION (ALL OTHER EQUIPMENT IN ROOM SHOWN IN PLAN AND SCHEDULE)

1

2

3

4

1. WALL PHONES TO BE PROVIDED IN ALL CONFERENCE ROOMS, CONSULT ROOMS, EXAM/PROCEDURE ROOMS, STAFF LOUNGES /
BREAK ROOMS, LABS, WORK ROOMS, RESIDENT STUDIES, MEDICATION ROOMS.
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DENTAL EQUIPMENT SCHEDULE - ORAL SURGERY

Mark Equipment Name
Basis of

Design(MFR) Equipment Number Department Room # Room Name
Mounting
Location Length Depth Height Watts Volts Hertz Phase Amps UPS Critical Power

Life Safety
Power Cold Water Hot Water Waste Medical Air Vacuum

Compressed
Air Gases Floor Drain Cooling Water Steam Exhaust Alarm Data Other

DN-AC-1 Anesthesia Cart Dental Clinics CM078 Dental Surgery Rm

DN-CP-12 Cart w/ Power Dental Clinics CM078 Dental Surgery Rm

DN-CP-13 Cart w/ Power Dental Clinics CM079 Dental Surgery Rm

DN-CP-14 Cart w/ Power Dental Clinics CM094 Dental Surgery Rm 2 duplex power connections

DN-CP-15 Cart w/ Power Dental Clinics CM096 Dental Surgery Rm 2 duplex power connections

DN-CP-16 Cart w/ Power Dental Clinics CM097 Dental Surgery Rm 2 duplex power connections

DN-CP-17 Cart w/ Power Dental Clinics CM098 Dental Surgery Rm 2 duplex power connections

DN-CP-18 Cart w/ Power Dental Clinics CM099 Dental Surgery Rm 2 duplex power connections

DN-CP-19 Cart w/ Power Dental Clinics CM100 Dental Surgery Rm 2 duplex power connections

DN-CP-20 Cart w/ Power Dental Clinics CM101 Dental Surgery Rm 2 duplex power connections

DN-CPU-17 Computer & Monitor Dental Clinics CM082 Nurse Existing Eq.

DN-CPU-18 Computer & Monitor Dental Clinics CM082 Nurse Existing Eq.

DN-CPU-19 Computer & Monitor Dental Clinics CM093 OS Touchdown Existing Eq.

DN-CPU-20 Computer & Monitor Dental Clinics CM094 Dental Surgery Rm Existing Eq.

DN-CPU-21 Computer & Monitor Dental Clinics CM096 Dental Surgery Rm Existing Eq.

DN-CPU-22 Computer & Monitor Dental Clinics CM097 Dental Surgery Rm Existing Eq.

DN-CPU-23 Computer & Monitor Dental Clinics CM098 Dental Surgery Rm Existing Eq.

DN-CPU-24 Computer & Monitor Dental Clinics CM099 Dental Surgery Rm Existing Eq.

DN-CPU-25 Computer & Monitor Dental Clinics CM100 Dental Surgery Rm Existing Eq.

DN-CPU-26 Computer & Monitor Dental Clinics CM101 Dental Surgery Rm Existing Eq.

DN-PR-12 Copier / Printer / Fax / Scanner Dental Clinics CM074 OMFS Resident Study

DN-PR-13 Copier / Printer / Fax / Scanner Dental Clinics CM082 Nurse

DN-PR-14 Copier / Printer / Fax / Scanner Dental Clinics CM093 OS Touchdown

DN-EWC-2 Electric Water Cooler Dental Clinics CM091 OMFS Waiting Room

DN-ESC-1 Electrosurgery Cart Dental Clinics CM077 Equipment Storage

DN-EC-3 Emergency Cart Dental Clinics CM092A OS Emergency Cart Alcove

DN-ET-1 Equipment Table Dental Clinics CM078 Dental Surgery Rm

DN-ET-2 Equipment Table Dental Clinics CM079 Dental Surgery Rm

DN-ET-4 Equipment Table Dental Clinics CM094 Dental Surgery Rm 5' 0" 2' 6" 2' 10"

DN-ET-5 Equipment Table Dental Clinics CM096 Dental Surgery Rm 5' 0" 2' 6" 2' 10"

DN-ET-6 Equipment Table Dental Clinics CM097 Dental Surgery Rm 5' 0" 2' 6" 2' 10"

DN-ET-7 Equipment Table Dental Clinics CM098 Dental Surgery Rm 5' 0" 2' 6" 2' 10"

DN-ET-8 Equipment Table Dental Clinics CM099 Dental Surgery Rm 5' 0" 2' 6" 2' 10"

DN-ET-9 Equipment Table Dental Clinics CM100 Dental Surgery Rm 5' 0" 2' 6" 2' 10"

DN-ET-10 Equipment Table Dental Clinics CM101 Dental Surgery Rm 5' 0" 2' 6" 2' 10"

DN-ESU-1 External Suction Unit Dental Clinics CM077 Equipment Storage

DN-LP-10 Label Printer Dental Clinics CM082 Nurse

DN-LP-11 Label Printer Dental Clinics CM082 Nurse

DN-LP-12 Label Printer Dental Clinics CM082 Nurse

DN-LP-13 Label Printer Dental Clinics CM082 Nurse

DN-LD-4 LCD Display, Large Dental Clinics CM093 OS Touchdown

DN-SD-1 LCD Display, Small Dental Clinics CM078 Dental Surgery Rm

DN-SD-2 LCD Display, Small Dental Clinics CM079 Dental Surgery Rm

DN-SD-3 LCD Display, Small Dental Clinics CM091 Dental Surgery Rm

DN-SD-4 LCD Display, Small Dental Clinics CM094 Dental Surgery Rm

DN-SD-5 LCD Display, Small Dental Clinics CM096 Dental Surgery Rm

DN-SD-6 LCD Display, Small Dental Clinics CM097 Dental Surgery Rm

DN-SD-7 LCD Display, Small Dental Clinics CM098 Dental Surgery Rm

DN-SD-8 LCD Display, Small Dental Clinics CM099 Dental Surgery Rm

DN-SD-9 LCD Display, Small Dental Clinics CM100 Dental Surgery Rm

DN-SD-10 LCD Display, Small Dental Clinics CM101 Dental Surgery Rm

DN-MS-1 Mayo Stand Dental Clinics CM078 Dental Surgery Rm

DN-MS-2 Mayo Stand Dental Clinics CM079 Dental Surgery Rm

DN-MS-3 Mayo Stand Dental Clinics CM094 Dental Surgery Rm 1' 2" 1' 7" 5' 2"

DN-MS-4 Mayo Stand Dental Clinics CM096 Dental Surgery Rm 1' 2" 1' 7" 5' 2"

DN-MS-5 Mayo Stand Dental Clinics CM097 Dental Surgery Rm 1' 2" 1' 7" 5' 2"

DN-MS-6 Mayo Stand Dental Clinics CM098 Dental Surgery Rm 1' 2" 1' 7" 5' 2"

DN-MS-7 Mayo Stand Dental Clinics CM099 Dental Surgery Rm 1' 2" 1' 7" 5' 2"

DN-MS-8 Mayo Stand Dental Clinics CM100 Dental Surgery Rm 1' 2" 1' 7" 5' 2"

DN-MS-9 Mayo Stand Dental Clinics CM101 Dental Surgery Rm 1' 2" 1' 7" 5' 2"

DN-MIT-1 Mobile Instrument Table Dental Clinics CM077 Equipment Storage

DN-MIT-2 Mobile Instrument Table Dental Clinics CM077 Equipment Storage

DN-OSC-1 Oral Surgery Treatment Chair Dexta 20X-3 Dental Clinics CM094 Dental Surgery Rm Floor Mounted 6' 9" 1' 8"

DN-OSC-2 Oral Surgery Treatment Chair Dexta 20X-3 Dental Clinics CM096 Dental Surgery Rm Floor Mounted 6' 9" 1' 8"

DN-OSC-3 Oral Surgery Treatment Chair Dexta 20X-3 Dental Clinics CM097 Dental Surgery Rm Floor Mounted 6' 9" 1' 8"

DN-OSC-4 Oral Surgery Treatment Chair Dexta 20X-3 Dental Clinics CM098 Dental Surgery Rm Floor Mounted 6' 9" 1' 8"

DN-OSC-5 Oral Surgery Treatment Chair Dexta 20X-3 Dental Clinics CM099 Dental Surgery Rm Floor Mounted 6' 9" 1' 8"

DN-OSC-6 Oral Surgery Treatment Chair Dexta 20X-3 Dental Clinics CM100 Dental Surgery Rm Floor Mounted 6' 9" 1' 8"

DN-OSC-7 Oral Surgery Treatment Chair Dexta 20X-3 Dental Clinics CM101 Dental Surgery Rm Floor Mounted 6' 9" 1' 8"

DN-PM-1 Patient Monitor Philips IntelliVue MP30 Dental Clinics CM078 Dental Surgery Rm

DN-PM-2 Patient Monitor Philips IntelliVue MP30 Dental Clinics CM079 Dental Surgery Rm

DN-PM-4 Patient Monitor Philips IntelliVue MP30 Dental Clinics CM084 Prep/Recovery Rm

DN-PM-5 Patient Monitor Philips IntelliVue MP30 Dental Clinics CM085 Prep/Recovery Rm

DN-PM-6 Patient Monitor Philips IntelliVue MP30 Dental Clinics CM086 Prep/Recovery Rm

DN-PM-7 Patient Monitor Philips IntelliVue MP30 Dental Clinics CM094 Dental Surgery Rm

DN-PM-8 Patient Monitor Philips IntelliVue MP30 Dental Clinics CM096 Dental Surgery Rm

DN-PM-9 Patient Monitor Philips IntelliVue MP30 Dental Clinics CM097 Dental Surgery Rm

DN-PM-10 Patient Monitor Philips IntelliVue MP30 Dental Clinics CM098 Dental Surgery Rm

DN-PM-11 Patient Monitor Philips IntelliVue MP30 Dental Clinics CM099 Dental Surgery Rm

DN-PM-12 Patient Monitor Philips IntelliVue MP30 Dental Clinics CM100 Dental Surgery Rm

DN-PM-13 Patient Monitor Philips IntelliVue MP30 Dental Clinics CM101 Dental Surgery Rm

DN-PH-9 Phone Dental Clinics CM082 Nurse

DN-PH-10 Phone Dental Clinics CM082 Nurse

DN-PX-1 PYXIS Dental Clinics CM095 Med Rm

DN-RUC-1 Refrigerator, Under Counter Dental Clinics CM095 Med Rm Existing Eq.

DN-SDC-1 Sedation Cart Dental Clinics CM078 Dental Surgery Rm Existing Eq.

DN-SDC-2 Sedation Cart Dental Clinics CM079 Dental Surgery Rm Existing Eq.

DN-AS-1 Stool, Assistant's A-dec Dental Clinics CM078 Dental Surgery Rm

DN-AS-2 Stool, Assistant's A-dec Dental Clinics CM079 Dental Surgery Rm

DN-AS-4 Stool, Assistant's A-dec Dental Clinics CM094 Dental Surgery Rm

DN-AS-5 Stool, Assistant's A-dec Dental Clinics CM096 Dental Surgery Rm

DN-AS-6 Stool, Assistant's A-dec Dental Clinics CM097 Dental Surgery Rm

DN-AS-7 Stool, Assistant's A-dec Dental Clinics CM098 Dental Surgery Rm

DN-AS-8 Stool, Assistant's A-dec Dental Clinics CM099 Dental Surgery Rm

DN-AS-9 Stool, Assistant's A-dec Dental Clinics CM100 Dental Surgery Rm

DN-AS-10 Stool, Assistant's A-dec Dental Clinics CM101 Dental Surgery Rm

DN-DS-1 Stool, Doctor's A-dec Dental Clinics CM078 Dental Surgery Rm

DN-DS-2 Stool, Doctor's A-dec Dental Clinics CM079 Dental Surgery Rm

DN-DS-4 Stool, Doctor's A-dec Dental Clinics CM094 Dental Surgery Rm

DN-DS-5 Stool, Doctor's A-dec Dental Clinics CM096 Dental Surgery Rm

DN-DS-6 Stool, Doctor's A-dec Dental Clinics CM097 Dental Surgery Rm

DN-DS-7 Stool, Doctor's A-dec Dental Clinics CM098 Dental Surgery Rm

DN-DS-8 Stool, Doctor's A-dec Dental Clinics CM099 Dental Surgery Rm

DN-DS-9 Stool, Doctor's A-dec Dental Clinics CM100 Dental Surgery Rm

DN-DS-10 Stool, Doctor's A-dec Dental Clinics CM101 Dental Surgery Rm

DENTAL EQUIPMENT SCHEDULE - DOC

Mark Equipment Name
Basis of

Design(MFR) Equipment Number Department Room # Room Name
Mounting
Location Length Depth Height Watts Volts Hertz Phase Amps UPS Critical Power

Life Safety
Power Cold Water Hot Water Waste Medical Air Vacuum

Compressed
Air Gases Floor Drain Cooling Water Steam Exhaust Alarm Data Other

DN-CT-21 Cart without Power Dental Clinics CM071 DOC Treatment Room Existing Eq.

DN-DC-32 Dental Treatment Chair A-dec Dental Clinics CM071 DOC Treatment Rm

DN-COL-1 Dental Treatment Console w/ Sink,
Long

A-dec Dental Clinics CM071 DOC Treatment Rm

DN-IO-9 Intra-Oral X-Ray Instrumentarium Dental Clinics CM071 DOC Treatment Rm Wall Mounted

NO. REVISION DATE



6

G

F

7

DENTAL
TREATMENT

ROOM

CM108

DENTAL
TREATMENT

ROOM

CM107

DENTAL
TREATMENT

ROOM

CM106

TOUCHDOWN

CM103A

DENTAL
TREATMENT

ROOM

CM105

DENTAL
TREATMENT

ROOM

CM104

CORRIDOR

CM103

M112

DN-IO-10

DN-DC-33

DN-COW-5

DN-IO-11

DN-DC-34

DN-COW-6

DN-DC-35

DN-IO-12

DN-COW-7

DN-IO-13

DN-DC-36

DN-COW-8

DN-IO-14

DN-DC-37

DN-COW-9

DN-PR-15

DN-CPU-28

DN-CPU-27

7' - 7 1/4"

6
' -

 9
 3

/4
"

5' - 4 1/4"

8
' -

 1
1
 3

/4
"

EMERGENCY
WAITING

CM102STORAGE

CM110

PATIENT TOILET

CM111PATIENT TOILET

CM112

DN-EWC-3

HATCHED AREAS
INDICATE EXISTING

CONCRETE STRUCTURE.
NO CORE DRILL  ZONES

(SEE STRUCTURAL
DRAWINGS)

1' - 6"

1' - 6"

1' - 6"

9
' - 0

"

3
' - 1

0
 1

/2
"

DN-CT-25

DN-CT-24

DN-CT-23

DN-CP-21

DN-CT-22

G

F

7

PATIENT TOILET

C1089

STAFF LOCKERS

C1088

STAFF TOILET

C1088B

PATIENT TOILET

C1090

STAFF TOILET

C1088C

STAFF SHOWER

C1088D

CHANGING

C1088A

HATCHED AREAS
INDICATE EXISTING

CONCRETE STRUCTURE.
NO CORE DRILL  ZONES

(SEE STRUCTURAL
DRAWINGS)

2

1

G

F

1.5

OFFICE -
PREDOCTORAL

CLINIC DIRECTOR

C1070

OFFICE -
PREDOCTORAL

CLINIC DIRECTOR

C1069

CORRIDOR

C1061

CENTRAL SUPPLY

C1001

OFFICE -
PREDOCTORAL

CLINIC DIRECTOR

C1068

OFFICE -
PREDOCTORAL

CLINIC DIRECTOR

C1067

OFFICE -
PREDOCTORAL

CLINIC DIRECTOR

C1066

PATIENT
CONSULT

C1060

ENDO FACULTY
OFFICE

C1062

AEGD FACULTY
OFFICE

C1063

AEGD FACULTY
OFFICE

C1064

AEGD FACULTY
OFFICE

C1065

DN-CPU-29

EQUIPMENT
STORAGE

C1002

CL

C1061A

1

1

1

1

1 1

1

1

1

DN-PH-11

F

STAFF LOUNGE

C1211

DN-CM-1

DN-RF-3

DN-WD-1

DN-MI-1

NOTES

EQUIPMENT  FOR TYPICAL ROOMS

INDIVIDUAL OFFICE - COMPUTER, PRINTER, AND PHONE AT DESK

INDIVIDUAL OFFICE IN SUITE - COMPUTER AND PHONE AT DESK

SHARED OFFICE - COMPUTER AND PHONE AT EACH DESK (ONE PRINTER IN ROOM SHOWN IN PLAN AND SCHEDULE)

RESIDENT STUDY - POWER AND TEL/DATA AT EACH WORKSTATION (ALL OTHER EQUIPMENT IN ROOM SHOWN IN PLAN AND SCHEDULE)

1

2

3

4

1. WALL PHONES TO BE PROVIDED IN ALL CONFERENCE ROOMS, CONSULT ROOMS, EXAM/PROCEDURE ROOMS, STAFF LOUNGES /
BREAK ROOMS, LABS, WORK ROOMS, RESIDENT STUDIES, MEDICATION ROOMS.
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DENTAL EQUIPMENT PLAN &
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A-1.2.9

DENTAL

EQUIPMENT

PLAN &

SCHEDULE

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

DENTAL EQUIPMENT SCHEDULE - EMERGENCY

Mark Equipment Name
Basis of

Design(MFR) Equipment Number Department Room # Room Name
Mounting
Location Length Depth Height Watts Volts Hertz Phase Amps UPS Critical Power

Life Safety
Power Cold Water Hot Water Waste Medical Air Vacuum

Compressed
Air Gases Floor Drain Cooling Water Steam Exhaust Alarm Data Other

DN-CP-21 Cart w/ Power Dental Clinics CM105 Emergency Treatment Room

DN-CT-22 Cart without Power Dental Clinics CM104 Emergency Treatment Room

DN-CT-23 Cart without Power Dental Clinics CM106 Emergency Treatment Room

DN-CT-24 Cart without Power Dental Clinics CM107 Emergency Treatment Room

DN-CT-25 Cart without Power Dental Clinics CM108 Emergency Treatment Room

DN-CPU-27 Computer & Monitor Dental Clinics CM103A Emergency Touchdown Existing Eq.

DN-CPU-28 Computer & Monitor Dental Clinics CM103A Emergency Touchdown Existing Eq.

DN-PR-15 Copier / Printer / Fax / Scanner Dental Clinics CM103A Emergency Touchdown

DN-DC-33 Dental Treatment Chair A-dec Dental Clinics CM104 Emergency Treatment Rm Floor Mounted

DN-DC-34 Dental Treatment Chair A-dec Dental Clinics CM105 Emergency Treatment Rm Floor Mounted

DN-DC-35 Dental Treatment Chair A-dec Dental Clinics CM106 Emergency Treatment Rm Floor Mounted

DN-DC-36 Dental Treatment Chair A-dec Dental Clinics CM107 Emergency Treatment Rm Floor Mounted

DN-DC-37 Dental Treatment Chair A-dec Dental Clinics CM108 Emergency Treatment Rm Floor Mounted

DN-COW-5 Dental Treatment Console w/ Sink @
Wall

A-dec Dental Clinics CM104 Emergency Treatment Rm 6' 6" 1' 8" 4' 7"

DN-COW-6 Dental Treatment Console w/ Sink @
Wall

A-dec Dental Clinics CM105 Emergency Treatment Rm 6' 6" 1' 8" 4' 7"

DN-COW-7 Dental Treatment Console w/ Sink @
Wall

A-dec Dental Clinics CM106 Emergency Treatment Rm 6' 6" 1' 8" 4' 7"

DN-COW-8 Dental Treatment Console w/ Sink @
Wall

A-dec Dental Clinics CM107 Emergency Treatment Rm 6' 6" 1' 8" 4' 7"

DN-COW-9 Dental Treatment Console w/ Sink @
Wall

A-dec Dental Clinics CM108 Emergency Treatment Rm 6' 6" 1' 8" 4' 7"

DN-EWC-3 Electric Water Cooler Dental Clinics CM102 Emergency Waiting Room

DN-IO-10 Intra-Oral X-Ray Instrumentarium Dental Clinics CM104 Emergency Treatment Rm Wall Mounted

DN-IO-11 Intra-Oral X-Ray Instrumentarium Dental Clinics CM105 Emergency Treatment Rm Wall Mounted

DN-IO-12 Intra-Oral X-Ray Instrumentarium Dental Clinics CM106 Emergency Treatment Rm Wall Mounted

DN-IO-13 Intra-Oral X-Ray Instrumentarium Dental Clinics CM107 Emergency Treatment Rm Wall Mounted

DN-IO-14 Intra-Oral X-Ray Instrumentarium Dental Clinics CM108 Emergency Treatment Room Wall Mounted

DENTAL EQUIPMENT SCHEDULE - CENTRAL SUPPLY

Mark Equipment Name
Basis of Design

(MFR) Equipment Number Department Room # Room Name
Mounting
Location Length Depth Height Watts Volts Hertz Phase Amps UPS Critical Power

Life Safety
Power Cold Water Hot Water Waste Medical Air Vacuum

Compressed
Air Gases Floor Drain Cooling Water Steam Exhaust Alarm Data Other

DN-CPU-29 Computer & Monitor Dental Clinics C1001 Central Supply Rm Existing Eq.

DN-PH-11 Phone Dental Clinics C1001 Central Supply

DENTAL EQUIPMENT SCHEDULE - STAFF LOUNGE

Mark Equipment Name
Basis of

Design(MFR) Equipment Number Department Room # Room Name
Mounting
Location Length Depth Height Watts Volts Hertz Phase Amps UPS Critical Power

Life Safety
Power Cold Water Hot Water Waste Medical Air Vacuum

Compressed
Air Gases Floor Drain Cooling Water Steam Exhaust Alarm Data Other

DN-CM-1 Coffee Machine Dental Clinics C1211 Staff Lounge

DN-MI-1 Microwave Dental Clinics C1211 Staff Lounge

DN-RF-3 Refrigerator Dental Clinics C1211 Staff Lounge

DN-WD-1 Water Dispenser - Countertop Dental Clinics C1211 Staff Lounge

 1/4" = 1'-0"
1

EQ - DENTAL MAIN - EMERGENCY

 1/4" = 1'-0"
3

EQ - DENTAL FIRST SOUTH - STAFF LOCKERS

 1/4" = 1'-0"
2

EQ - DENTAL FIRST SOUTH - CENTRAL SUPPLY

 1/4" = 1'-0"
4

EQ - DENTAL FIRST NORTH - STAFF LOUNGE

NO. REVISION DATE



E

D

C

B

8

7

OFFICE - PCC

CM054

INTR-ORAL X-RAY

CM055

INTR-ORAL X-RAY

CM056

INTR-ORAL X-RAY

CM057

INTR-ORAL X-RAY

CM058

LG VOL CONE
BEAM

CM059

PAN / CEPH

CM060

PAN / CEPH /
CONE BEAM

CM061

PANORAMIC

CM065

FUTURE
PANORAMIC

CM066

WORK ROOM

CM062

FUTURE CONE
BEAM

CM064

RADIOLOGY TECH
WORKSTATIONS

CM067

RADIOLOGY
FACULTY

WORKSTATIONS

CM068

RADIOLOGY

CM053

RADIOLOGY
RESIDENT /
STUDENT

WORKSTATIONS

CM063

DN-XR-5

DN-PR-11

DN-XR-2
DN-PR-10

DN-XR-4

DN-PA-2

DN-PA-1

DN-PCC-1

DN-PC-1

DN-LCB-1

DN-SCB-2

DN-PR-9

DN-XR-3

DN-IO-8

DN-IO-7

DN-IO-6

DN-IO-5

1

3

3

3

HATCHED AREAS
INDICATE EXISTING

CONCRETE STRUCTURE.
NO CORE DRILL  ZONES

(SEE STRUCTURAL
DRAWINGS)

NOTES

EQUIPMENT  FOR TYPICAL ROOMS

INDIVIDUAL OFFICE - COMPUTER, PRINTER, AND PHONE AT DESK

INDIVIDUAL OFFICE IN SUITE - COMPUTER AND PHONE AT DESK

SHARED OFFICE - COMPUTER AND PHONE AT EACH DESK (ONE PRINTER IN ROOM SHOWN IN PLAN AND SCHEDULE)

RESIDENT STUDY - POWER AND TEL/DATA AT EACH WORKSTATION (ALL OTHER EQUIPMENT IN ROOM SHOWN IN PLAN AND SCHEDULE)

1

2

3

4

1. WALL PHONES TO BE PROVIDED IN ALL CONFERENCE ROOMS, CONSULT ROOMS, EXAM/PROCEDURE ROOMS, STAFF LOUNGES /
BREAK ROOMS, LABS, WORK ROOMS, RESIDENT STUDIES, MEDICATION ROOMS.
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 1/4" = 1'-0"
1

EQ - DENTAL MAIN - RADIOLOGY

DENTAL EQUIPMENT SCHEDULE - RADIOLOGY

Mark Equipment Name
Basis of

Design(MFR) Equipment Number Department Room # Room Name
Mounting
Location Length Depth Height Watts Volts Hertz Phase Amps UPS Critical Power

Life Safety
Power Cold Water Hot Water Waste Medical Air Vacuum

Compressed
Air Gases Floor Drain Cooling Water Steam Exhaust Alarm Data Other

DN-PR-9 Copier / Printer / Fax / Scanner Dental Clinics CM063 Radiology Resident/Student
Workstations

DN-PR-10 Copier / Printer / Fax / Scanner Dental Clinics CM067 Radiology Tech Workstations

DN-PR-11 Copier / Printer / Fax / Scanner Dental Clinics CM068 Radiology Faculty
Workstations

DN-IO-5 Intra-Oral X-Ray Instrumentarium Dental Clinics CM055 Radiology Intra-Oral Rm

DN-IO-6 Intra-Oral X-Ray Instrumentarium Dental Clinics CM056 Radiology Intra-Oral Rm

DN-IO-7 Intra-Oral X-Ray Instrumentarium Dental Clinics CM057 Radiology Intra-Oral Rm

DN-IO-8 Intra-Oral X-Ray Instrumentarium Dental Clinics CM058 Radiology Intra-Oral Rm

DN-LCB-1 Large Volume Cone Beam Dental Clinics CM059 Radiology Large Vol Cone
Beam Rm

Wall Mounted

DN-PC-1 Pan / Ceph Dental Clinics CM060 Radiology Pan / Ceph Rm Wall Mounted

DN-PCC-1 Pan / Ceph / Cone Beam Dental Clinics CM061 Radiology Pan / Ceph / Cone
Beam Rm

Wall Mounted

DN-PA-1 Panoramic Dental Clinics CM065 Radiology Panoramic Rm Wall Mounted

DN-PA-2 Panoramic Dental Clinics CM066 Future Radiology Panoramic
Rm

Wall Mounted Future Eq.

DN-SCB-2 Small Volume Cone Beam Dental Clinics CM064 Future Radiology Small Vol
Cone Beam Rm

Wall Mounted Future Eq.

DN-XR-2 X-Ray Film Illuminator Dental Clinics CM054 Ofice, OMFR Faculty

DN-XR-3 X-Ray Film Illuminator Dental Clinics CM063 Radiology Resident/Student
Workstations

DN-XR-4 X-Ray Film Illuminator Dental Clinics CM067 Radiology Tech Workstations

DN-XR-5 X-Ray Film Illuminator Dental Clinics CM068 Radiology Faculty
Workstations

NO. REVISION DATE



E

E

D

13

14

13.6

14.4

SHAFT 19

C1M19

SHAFT 18

C1M18

STAFF TOILET

C1284

STAFF TOILET

C1283

SPECIAL
PROCEDURE RM

C1282

SOILED HOLDING

C1281

CLEAN UTILITY /
SUPPLIES

C1280

SPECIAL
PROCEDURE RM

C1279

SPECIAL
PROCEDURE RM

C1278

LAB

C1277

MED PREP

C1276
MILLING RM

C1275

CLEAN GOWNS

C1274A

EMERGENCY
CART

C1274B

DN-CG-7

DN-RF-4

DN-EC-8

DN-CC-5

DN-CC-6

DN-SC-6

DN-SC-5

DN-CPU-67

DN-CPU-66

DN-CP-67

DN-CP-66

DN-MM-5

DN-MM-6

DN-MD-3

DN-VS-3

DN-VF-3

DN-MV-5

DN-MV-6

DN-MSS-3

DN-MT-3

DN-LA-3

DN-TR-3

DN-COL-5

DN-DC-134

DN-IO-36

DN-IO-37

DN-DC-135

DN-COL-6

DN-CP-68

DN-DC-136

DN-COL-7

DN-IO-38

HATCHED AREAS INDICATE EXISTING
CONCRETE STRUCTURE NO CORE
DRILLE ZONES (SEE STRUCTURAL

DRAWINGS).

11' - 2"

5
' -

 1
 1

/4
"

10' - 9 1/2"

10' - 9 1/2"

5'
 -
 5

"

5'
 -
 7

 1
/2

"

DN-SDC-7

DN-SDC-6

DN-SDC-8

DN-MIT-8

DN-MIT-7

DN-MIT-6

5 4 3

E

D

SHAFT 23

C1M23

CORRIDOR

C1011

CLEAN GOWNS

C1013F

PATIENT LIFT

C1013E

EMERGENCY
CART

C1013D

SOILED GOWNS

C1013C

CLEAN GOWNS

C1007A

EMERGENCY
CART

C1007B

MILLING ROOM

C1009

IDF RM

C1LV1

CLEAN UTILITY /
SUPPLIES

C1019

SOILED HOLDING

C1018

LAB

C1016

MED PREP

C1017

EQUIPMENT
STORAGE

C1008

SHAFT 24

C1M24

SOILED GOWNS

C1007C

CLEAN GOWNS

C1013A

STAFF TOILET

C1015

STAFF TOILET

C1014

EMERGENCY
CART

C1013B

DN-CG-6
DN-PL-2

DN-CC-3 DN-CC-4

DN-EC-6

DN-SC-4

DN-SC-3

DN-EC-4

DN-RF-2
DN-EC-5

DN-CG-5

DN-CG-4

DN-MM-3

DN-MM-4

DN-CPU-30

DN-CPU-31

DN-SG-8DN-SG-7

DN-SG-5 DN-SG-6

DN-MD-2

DN-LA-2

DN-MT-2

DN-MSS-2

DN-MV-3

DN-TR-2

DN-VF-2

DN-VS-2

HATCHED AREAS
INDICATE EXISTING

CONCRETE
STRUCTURE NO

CORE DRILLE ZONES
(SEE STRUCTURAL

DRAWINGS).

DN-MV-4

5 4 3

E

D

CLEAN GOWNS

CM005A

SOILED GOWNS

CM011C

CLEAN GOWNS

CM011F

MILLING RM

CM007

CORRIDOR

CM009

LAB

CM014

SOILED HOLDING

CM016CLEAN UTILITY /
SUPPLIES

CM017

IDF RM

CMLV1

SHAFT 23

CMM23

PATIENT LIFT

CM011E

EMERGENCY
CART

CM011D

SOILED GOWNS

CM005B

EQUIPMENT
STORAGE

CM006

MED PREP

CM015

STAFF TOILET

CM012

STAFF TOILET

CM013

SHAFT 24

CMM24

EMERGENCY
CART

CM011B

CLEAN GOWNS

CM011A

DN-CG-2

DN-CG-1

DN-EC-1

DN-SC-2

DN-SC-1

DN-RF-1
DN-EC-2

DN-CC-2DN-CC-1

DN-PL-1DN-CG-3

DN-MM-1

DN-MM-2

DN-CPU-1

DN-CPU-2

DN-SG-2 DN-SG-1

DN-SG-4DN-SG-3

DN-LA-1

DN-MT-1

DN-VS-1

DN-VF-1

DN-TR-1

DN-MV-1

DN-MV-2

DN-MSS-1

15.8

HATCHED AREAS
INDICATE EXISTING
CONCRETE
STRUCTURE NO CORE
DRILLE ZONES (SEE
STRUCTURAL
DRAWINGS).

PATIENT LIFT

C1249A

EMERGENCY
CART

C1249B

DN-PL-3

DN-EC-7

EMERGENCY
CART

C1285A

SOILED GOWNS

C1285B

CLEAN GOWNS

C1285C

DN-EC-9

DN-CG-8

DN-SG-9

DN-SG-10

1

NITROUS
DELIVERY
SYSTEM

CM003

CYLINDER
STORAGE

CM002

HSKP

CM001

DN-NC-2

DN-NC-1

DN-BH-1

1

HSKP

C1003

NITROUS
DELIVERY
SYSTEM

C1005

GAS CYLINDER
STORAGE

C1004

DN-NC-4 DN-NC-6

DN-NC-5DN-NC-3

DN-BH-2

6

F

SPECIAL
PROCEDURE

ROOM

C1086

SPECIAL
PROCEDURE

ROOM

C1085

SPECIAL
PROCEDURE

ROOM

C1084

DN-COL-3

DN-COL-2

DN-DC-99

DN-DC-98

DN-IO-27

DN-IO-28

DN-COL-4

DN-DC-100

DN-IO-29

DN-CP-51

DN-CP-50

DN-CP-49

HATCHED AREAS INDICATE
EXISTING CONCRETE
STRUCTURE NO CORE
DRILLE ZONES (SEE
STRUCTURAL DRAWINGS).

DN-PM-16

DN-PM-14

DN-PM-15

DN-SDC-4

DN-SDC-3

DN-SDC-5

DN-MIT-5

DN-MIT-4

DN-MIT-3

NOTES

EQUIPMENT  FOR TYPICAL ROOMS

INDIVIDUAL OFFICE - COMPUTER, PRINTER, AND PHONE AT DESK

INDIVIDUAL OFFICE IN SUITE - COMPUTER AND PHONE AT DESK

SHARED OFFICE - COMPUTER AND PHONE AT EACH DESK (ONE PRINTER IN ROOM SHOWN IN PLAN AND SCHEDULE)

RESIDENT STUDY - POWER AND TEL/DATA AT EACH WORKSTATION (ALL OTHER EQUIPMENT IN ROOM SHOWN IN PLAN AND SCHEDULE)

1

2

3

4

1. WALL PHONES TO BE PROVIDED IN ALL CONFERENCE ROOMS, CONSULT ROOMS, EXAM/PROCEDURE ROOMS, STAFF LOUNGES /
BREAK ROOMS, LABS, WORK ROOMS, RESIDENT STUDIES, MEDICATION ROOMS.
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EQUIPMENT

PLAN

BID DOCUMENTS
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RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1/4" = 1'-0"
3

EQ - DENTAL FIRST NORTH - CENTRAL SUPPORT/SPECIAL PROCEDURE RMS

 1/4" = 1'-0"
1

EQ - DENTAL FIRST SOUTH - CENTRAL SUPPORT

 1/4" = 1'-0"
2

EQ - DENTAL MAIN - CENTRAL SUPPORT

 1/4" = 1'-0"
4

EQ - DENTAL FIRST NORTH - CENTRAL SUPPORT 2

 1/4" = 1'-0"
5

EQ - DENTAL FIRST NORTH - CENTRAL SUPPORT 3

 1/4" = 1'-0"
6

EQ - DENTAL MAIN - BACK SUPPORT

 1/4" = 1'-0"
7

EQ - DENTAL FIRST SOUTH - BACK SUPPORT

 1/4" = 1'-0"
8

EQ - DENTAL FIRST SOUTH - SPECIAL PROCEDURE RMS
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DENTAL EQUIPMENT SCHEDULE - SUPPORT

Mark Equipment Name
Basis of

Design(MFR) Equipment Number Department Room # Room Name
Mounting
Location Length Depth Height Watts Volts Hertz Phase Amps UPS Critical Power

Life Safety
Power Cold Water Hot Water Waste Medical Air Vacuum

Compressed
Air Gases Floor Drain Cooling Water Steam Exhaust Alarm Data Other

DN-BH-1 Broom Holder Dental Clinics CM001 Housekeeping

DN-BH-2 Broom Holder Dental Clinics C1003 Housekeeping

DN-CG-1 Clean Gown Cart Dental Clinics CM005A Clean Gown Alcove

DN-CG-2 Clean Gown Cart Dental Clinics CM011A Clean Gown Alcove

DN-CG-3 Clean Gown Cart Dental Clinics CM011F Clean Gown Alcove

DN-CG-4 Clean Gown Cart Dental Clinics C1007A Clean Gown Alcove

DN-CG-5 Clean Gown Cart Dental Clinics C1013A Clean Gown Alcove

DN-CG-6 Clean Gown Cart Dental Clinics C1013F Clean Gown Alcove

DN-CG-7 Clean Gown Cart Dental Clinics C1274 Clean Gown Alcove

DN-CG-8 Clean Gown Cart Dental Clinics C1285C Clean Gown Alcove

DN-CC-1 Clean Supply Cart Dental Clinics CM017 Clean Utility / Supplies Rm

DN-CC-2 Clean Supply Cart Dental Clinics CM017 Clean Utility / Supplies Rm

DN-CC-3 Clean Supply Cart Dental Clinics C1019 Clean Utility / Supplies Rm

DN-CC-4 Clean Supply Cart Dental Clinics C1019 Clean Utility / Supplies Rm

DN-CC-5 Clean Supply Cart Dental Clinics C1280 Clean Utility / Supplies Rm

DN-CC-6 Clean Supply Cart Dental Clinics C1280 Clean Utility / Supplies Rm

DN-CPU-1 Computer & Monitor Dental Clinics CM017 Clean Utility / Supplies Rm Existing Eq.

DN-CPU-2 Computer & Monitor Dental Clinics CM017 Clean Utility / Supplies Rm Existing Eq.

DN-CPU-30 Computer & Monitor Dental Clinics C1019 Clean Utility / Supplies Rm Existing Eq.

DN-CPU-31 Computer & Monitor Dental Clinics C1019 Clean Utility / Supplies Rm Existing Eq.

DN-CPU-66 Computer & Monitor Dental Clinics C1280 Clean Utility / Supplies Rm Existing Eq.

DN-CPU-67 Computer & Monitor Dental Clinics C1280 Clean Utility / Supplies Rm Existing Eq.

DN-EC-1 Emergency Cart Dental Clinics CM011B Emergency Cart Alcove

DN-EC-2 Emergency Cart Dental Clinics CM011D Emergency Cart Alcove

DN-EC-4 Emergency Cart Dental Clinics C1007B Emergency Cart Alcove

DN-EC-5 Emergency Cart Dental Clinics C1013B Emergency Cart Alcove

DN-EC-6 Emergency Cart Dental Clinics C1013D Emergency Cart Alcove

DN-EC-7 Emergency Cart Dental Clinics C1249B Emergency Cart Alcove

DN-EC-8 Emergency Cart Dental Clinics C1274B Emergency Cart Alcove

DN-EC-9 Emergency Cart Dental Clinics C1285A Emergency Cart Alcove

DN-LA-1 Lathe Nobilum/Ticonium 15041 Dental Clinics CM014 Lab Existing Eq.

DN-LA-2 Lathe Nobilum/Ticonium 15041 Dental Clinics C1016 Lab Existing Eq.

DN-LA-3 Lathe Nobilum/Ticonium 15041 Dental Clinics C1277 Lab Existing Eq.

DN-MD-1 Medicine Cabinet Dental Clinics CM015 Med Prep

DN-MD-2 Medicine Cabinet Dental Clinics C1017 Med Prep

DN-MD-3 Medicine Cabinet Dental Clinics C1276 Med Prep

DN-MSS-1 Microscope, Small Dental Clinics CM014 Lab

DN-MSS-2 Microscope, Small Dental Clinics C1016 Lab

DN-MSS-3 Microscope, Small Dental Clinics C1277 Lab

DN-MM-1 Milling Machine Sirona CerecMC Dental Clinics CM007 Milling Rm Existing Eq.

DN-MM-2 Milling Machine Sirona CerecMC Dental Clinics CM007 Milling Rm Existing Eq.

DN-MM-3 Milling Machine Sirona CerecMC Dental Clinics C1009 Milling Rm Existing Eq.

DN-MM-4 Milling Machine Sirona CerecMCXL Dental Clinics C1009 Milling Rm

DN-MM-5 Milling Machine Sirona CerecMC Dental Clinics C1275 Milling Rm

DN-MM-6 Milling Machine Sirona CerecMCXL Dental Clinics C1275 Milling Rm

DN-MT-1 Model Trimmer WhipMix 9512 Dental Clinics CM014 Lab Existing Eq.

DN-MT-2 Model Trimmer WhipMix 9512 Dental Clinics C1016 Lab Existing Eq.

DN-MT-3 Model Trimmer WhipMix 9512 Dental Clinics C1277 Lab Existing Eq.

DN-MV-1 Model Vibrator Buffalo 200 Dental Clinics CM014 Lab Existing Eq.

DN-MV-2 Model Vibrator Buffalo 200 Dental Clinics CM014 Lab Existing Eq.

DN-MV-3 Model Vibrator Buffalo 200 Dental Clinics C1016 Lab Existing Eq.

DN-MV-4 Model Vibrator Buffalo 200 Dental Clinics C1016 Lab Existing Eq.

DN-MV-5 Model Vibrator Buffalo 200 Dental Clinics C1277 Lab

DN-MV-6 Model Vibrator Buffalo 200 Dental Clinics C1277 Lab

DN-NC-1 Nitrous Delivery Cart Dental Clinics CM003 Nitrous Delivery System Rm Existing Eq.

DN-NC-2 Nitrous Delivery Cart Dental Clinics CM003 Nitrous Delivery System Rm Existing Eq.

DN-NC-3 Nitrous Delivery Cart Dental Clinics C1005 Nitrous Delivery System Rm Existing Eq.

DN-NC-4 Nitrous Delivery Cart Dental Clinics C1005 Nitrous Delivery System Rm Existing Eq.

DN-NC-5 Nitrous Delivery Cart Dental Clinics C1005 Nitrous Delivery System Rm Existing Eq.

DN-NC-6 Nitrous Delivery Cart Dental Clinics C1005 Nitrous Delivery System Rm Existing Eq.

DN-PL-1 Patient Lift Hoyer Advance H Dental Clinics CM011E Patient Lift Alcove

DN-PL-2 Patient Lift Hoyer Advance H Dental Clinics C1013E Patient Lift Alcove

DN-PL-3 Patient Lift Hoyer Advance H Dental Clinics C1249A Patient Lift Alcove

DN-RF-1 Refrigerator Dental Clinics CM015 Med Prep

DN-RF-2 Refrigerator Dental Clinics C1017 Med Prep

DN-RF-4 Refrigerator Dental Clinics C1276 Med Prep

DN-SC-1 Soiled Cart Dental Clinics CM016 Soiled Holding

DN-SC-2 Soiled Cart Dental Clinics CM016 Soiled Holding

DN-SC-3 Soiled Cart Dental Clinics C1018 Soiled Holding

DN-SC-4 Soiled Cart Dental Clinics C1018 Soiled Holding

DN-SC-5 Soiled Cart Dental Clinics C1281 Soiled Holding

DN-SC-6 Soiled Cart Dental Clinics C1281 Soiled Holding

DN-SG-1 Soiled Gown Bin Dental Clinics CM005B Soiled Gown Alcove

DN-SG-2 Soiled Gown Bin Dental Clinics CM005B Soiled Gown Alcove

DN-SG-3 Soiled Gown Bin Dental Clinics CM011C Soiled Gown Alcove

DN-SG-4 Soiled Gown Bin Dental Clinics CM011C Soiled Gown Alcove

DN-SG-5 Soiled Gown Bin Dental Clinics C1007C Soiled Gown Alcove

DN-SG-6 Soiled Gown Bin Dental Clinics C1007C Soiled Gown Alcove

DN-SG-7 Soiled Gown Bin Dental Clinics C1013C Soiled Gown Alcove

DN-SG-8 Soiled Gown Bin Dental Clinics C1013C Soiled Gown Alcove

DN-SG-9 Soiled Gown Bin Dental Clinics C1285B Soiled Gown Alcove

DN-SG-10 Soiled Gown Bin Dental Clinics C1285B Soiled Gown Alcove

DN-TR-1 Triad Machine Dentsply Triad 2000 (70210) Dental Clinics CM014 Lab Existing Eq.

DN-TR-2 Triad Machine Dentsply Triad 2000 (70210) Dental Clinics C1016 Lab Existing Eq.

DN-TR-3 Triad Machine Dentsply Triad 2000 (70210) Dental Clinics C1277 Lab Existing Eq.

DN-VS-1 Vac-U-Spat WhipMix Combo 8265 Dental Clinics CM014 Lab Existing Eq.

DN-VS-2 Vac-U-Spat WhipMix Combo 8265 Dental Clinics C1016 Lab Existing Eq.

DN-VS-3 Vac-U-Spat WhipMix Combo 8265 Dental Clinics C1277 Lab Existing Eq.

DN-VF-1 Vacuum Former Buffalo 80193 Dental Clinics CM014 Lab Existing Eq.

DN-VF-2 Vacuum Former Buffalo 80193 Dental Clinics C1016 Lab Existing Eq.

DN-VF-3 Vacuum Former Buffalo 80193 Dental Clinics C1277 Lab Existing Eq.

DENTAL EQUIPMENT SCHEDULE - SPECIAL PROCEDURE RMS

Mark Equipment Name
Basis of

Design(MFR) Equipment Number Department Room # Room Name
Mounting
Location Length Depth Height Watts Volts Hertz Phase Amps UPS Critical Power

Life Safety
Power Cold Water Hot Water Waste Medical Air Vacuum

Compressed
Air Gases Floor Drain Cooling Water Steam Exhaust Alarm Data Other

DN-CP-49 Cart w/ Power Dental Clinics C1084 Special Procedure Rm

DN-CP-50 Cart w/ Power Dental Clinics C1085 Special Procedure Rm

DN-CP-51 Cart w/ Power Dental Clinics C1086 Special Procedure Rm

DN-CP-66 Cart w/ Power Dental Clinics C1278 Special Procedure Rm

DN-CP-67 Cart w/ Power Dental Clinics C1279 Special Procedure Rm

DN-CP-68 Cart w/ Power Dental Clinics C1282 Special Procedure Rm

DN-DC-98 Dental Treatment Chair A-dec Dental Clinics C1085 Special Procedure Rm

DN-DC-99 Dental Treatment Chair A-dec Dental Clinics C1085 Special Procedure Rm

DN-DC-100 Dental Treatment Chair A-dec Dental Clinics C1086 Special Procedure Rm

DN-DC-134 Dental Treatment Chair A-dec Dental Clinics C1278 Special Procedure Rm

DN-DC-135 Dental Treatment Chair A-dec Dental Clinics C1278 Special Procedure Rm

DN-DC-136 Dental Treatment Chair A-dec Dental Clinics C1282 Special Procedure Rm

DN-COL-2 Dental Treatment Console w/ Sink,
Long

A-dec Dental Clinics C1085 Special Procedure Rm

DN-COL-3 Dental Treatment Console w/ Sink,
Long

A-dec Dental Clinics C1085 Special Procedure Rm

DN-COL-4 Dental Treatment Console w/ Sink,
Long

A-dec Dental Clinics C1086 Special Procedure Rm

DN-COL-5 Dental Treatment Console w/ Sink,
Long

A-dec Dental Clinics C1278 Special Procedure Rm

DN-COL-6 Dental Treatment Console w/ Sink,
Long

A-dec Dental Clinics C1278 Special Procedure Rm

DN-COL-7 Dental Treatment Console w/ Sink,
Long

A-dec Dental Clinics C1282 Special Procedure Rm

DN-IO-27 Intra-Oral X-Ray Instrumentarium Dental Clinics C1084 Special Procedure Rm

DN-IO-28 Intra-Oral X-Ray Instrumentarium Dental Clinics C1085 Special Procedure Rm

DN-IO-29 Intra-Oral X-Ray Instrumentarium Dental Clinics C1086 Special Procedure Rm

DN-IO-36 Intra-Oral X-Ray Instrumentarium Dental Clinics C1278 Special Procedure Rm

DN-IO-37 Intra-Oral X-Ray Instrumentarium Dental Clinics C1279 Special Procedure Rm

DN-IO-38 Intra-Oral X-Ray Instrumentarium Dental Clinics C1282 Special Procedure Rm

DN-MIT-3 Mobile Instrument Table Dental Clinics C1084 Special Procedure Rm

DN-MIT-4 Mobile Instrument Table Dental Clinics C1085 Special Procedure Rm

DN-MIT-5 Mobile Instrument Table Dental Clinics C1086 Special Procedure Rm

DN-MIT-6 Mobile Instrument Table Dental Clinics C1278 Special Procedure Rm

DN-MIT-7 Mobile Instrument Table Dental Clinics C1279 Special Procedure Rm

DN-MIT-8 Mobile Instrument Table Dental Clinics C1282 Special Procedure Rm

DN-PM-14 Patient Monitor Philips IntelliVue MP30 Dental Clinics C1084 Special Procedure Rm

DN-PM-15 Patient Monitor Philips IntelliVue MP30 Dental Clinics C1085 Special Procedure Rm

DN-PM-16 Patient Monitor Philips IntelliVue MP30 Dental Clinics C1086 Special Procedure Rm

DN-PM-17 Patient Monitor Philips IntelliVue MP30 Dental Clinics C1278 Special Procedure Rm

DN-PM-18 Patient Monitor Philips IntelliVue MP30 Dental Clinics C1279 Special Procedure Rm

DN-PM-19 Patient Monitor Philips IntelliVue MP30 Dental Clinics C1282 Special Procedure Rm

DN-SDC-3 Sedation Cart Dental Clinics C1084 Special Procedure Rm

DN-SDC-4 Sedation Cart Dental Clinics C1085 Special Procedure Rm

DN-SDC-5 Sedation Cart Dental Clinics C1086 Special Procedure Rm

DN-SDC-6 Sedation Cart Dental Clinics C1278 Special Procedure Rm

DN-SDC-7 Sedation Cart Dental Clinics C1279 Special Procedure Rm

DN-SDC-8 Sedation Cart Dental Clinics C1282 Special Procedure Rm

NO. REVISION DATE



1

E

D

C

B

A

AEGD RESIDENT
STUDY

CM020

CHANGING RM

CM020A

OMFR RESIDENT
STUDY

CM019

CHANGING RM

CM019A

DN-PR-2

DN-PR-1

4

4

2 1

D

C

B

A

AGED RESIDENT
STUDY

C1028

CHANGING

C1026A

CHANGING

C1028A

ENDODONTICS
RESIDENT STUDY

C1026

DN-PR-19

DN-PR-20

CONSULT

C1027

4

4

16

EDCBA

15

RESIDENT STUDY

C1288

CHANGING

C1288A

CHANGING

C1296A

DN-PR-34

DN-PR-32

RESIDENT STUDY

C1296

OFFICE - PROS
FACULTY

C1287

OFFICE PERIO
FACULTY

C1286

STORAGE RM

C1340B

HSKP

C1295

OFFICE - LDAs

C1289

4 4

11

3

DN-PR-33

NOTES

EQUIPMENT  FOR TYPICAL ROOMS

INDIVIDUAL OFFICE - COMPUTER, PRINTER, AND PHONE AT DESK

INDIVIDUAL OFFICE IN SUITE - COMPUTER AND PHONE AT DESK

SHARED OFFICE - COMPUTER AND PHONE AT EACH DESK (ONE PRINTER IN ROOM SHOWN IN PLAN AND SCHEDULE)

RESIDENT STUDY - POWER AND TEL/DATA AT EACH WORKSTATION (ALL OTHER EQUIPMENT IN ROOM SHOWN IN PLAN AND SCHEDULE)

1

2

3

4

1. WALL PHONES TO BE PROVIDED IN ALL CONFERENCE ROOMS, CONSULT ROOMS, EXAM/PROCEDURE ROOMS, STAFF LOUNGES /
BREAK ROOMS, LABS, WORK ROOMS, RESIDENT STUDIES, MEDICATION ROOMS.
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 1/4" = 1'-0"
1

EQ - DENTAL MAIN - RESIDENT STUDIES

 1/4" = 1'-0"
2

EQ - DENTAL FIRST SOUTH - RESIDENT STUDIES

 1/4" = 1'-0"
3

EQ - DENTAL FIRST NORTH - RESIDENT STUDY

DENTAL EQUIPMENT SCHEDULE - RESIDENT STUDIES

Mark Equipment Name
Basis of

Design(MFR) Equipment Number Department Room # Room Name
Mounting
Location Length Depth Height Watts Volts Hertz Phase Amps UPS Critical Power

Life Safety
Power Cold Water Hot Water Waste Medical Air Vacuum

Compressed
Air Gases Floor Drain Cooling Water Steam Exhaust Alarm Data Other

DN-PR-1 Copier / Printer / Fax / Scanner Dental Clinics CM019 OMFR Resident Study

DN-PR-2 Copier / Printer / Fax / Scanner Dental Clinics CM020 AEGD Resident Study

DN-PR-19 Copier / Printer / Fax / Scanner Dental Clinics C1026 Endodontics Resident Study

DN-PR-20 Copier / Printer / Fax / Scanner Dental Clinics C1028 AEGD Resident Study

DN-PR-32 Copier / Printer / Fax / Scanner Dental Clinics C1288 Resident Study

DN-PR-34 Copier / Printer / Fax / Scanner Dental Clinics C1296 Resident Study

DENTAL EQUIPMENT SCHEDULE - FIRST FLOOR NORTH CLINIC OFFICES

Mark Equipment Name
Basis of

Design(MFR) Equipment Number Department Room # Room Name
Mounting
Location Length Depth Height Watts Volts Hertz Phase Amps UPS Critical Power

Life Safety
Power Cold Water Hot Water Waste Medical Air Vacuum

Compressed
Air Gases Floor Drain Cooling Water Steam Exhaust Alarm Data Other

DN-PR-33 Copier / Printer / Fax / Scanner Dental Clinics C1289 Office - LDAs

NO. REVISION DATE



C
B

A

15

DN-CR-2

OFFICE - CLINIC
PRACTICE
MANAGER

C1291

OFFICE - CLINIC
PRACTICE
MANAGER

C1292

OFFICE -
DIRECTOR
CLINICAL

OPERATIONS

C1293

OFFICE -
DIRECTOR QMI

C1294

ADMIN SUITE

C1290

OFFICE - CLINIC
ADMIN SUPPORT

C1290B

OFFICE - DENTAL
IS

C1290A

2 2 2 2

3

DN-EWC-7

HATCHED AREAS INDICATE EXISTING CONCRETE STRUCTURE NO CORE DRILLE ZONES (SEE STRUCTURAL DRAWINGS).

E

D

C

B

8

7

DN-CR-1

DN-PR-17

DN-PR-16

OFFICE - LDA

C1022

OFFICE - PCC

C1023

FINANCIAL
RECORDS
STORAGE

C1056

OFFICE -
COLLECTIONS

C1055B

OFFICE -
ADJUSTMENTS

C1055C

OFFICE - CLINIC
BUSINESS SVCS

MANAGER

C1058
OFFICE -

FINANCIAL SVCS
MANAGER

C1057

OFFICE - POSTING

C1059

PATIENT
CONSULT

C1021

PATIENT
CONSULT

C1087

3

3

3

2

2

2

DN-EWC-6

HATCHED AREAS INDICATE EXISTING CONCRETE STRUCTURE NO
CORE DRILLE ZONES (SEE STRUCTURAL DRAWINGS).

2 1

E

REGISTRATION
CALL CENTER

C1024

DN-PR-18

NOTES

EQUIPMENT  FOR TYPICAL ROOMS

INDIVIDUAL OFFICE - COMPUTER, PRINTER, AND PHONE AT DESK

INDIVIDUAL OFFICE IN SUITE - COMPUTER AND PHONE AT DESK

SHARED OFFICE - COMPUTER AND PHONE AT EACH DESK (ONE PRINTER IN ROOM SHOWN IN PLAN AND SCHEDULE)

RESIDENT STUDY - POWER AND TEL/DATA AT EACH WORKSTATION (ALL OTHER EQUIPMENT IN ROOM SHOWN IN PLAN AND SCHEDULE)

1

2

3

4

1. WALL PHONES TO BE PROVIDED IN ALL CONFERENCE ROOMS, CONSULT ROOMS, EXAM/PROCEDURE ROOMS, STAFF LOUNGES /
BREAK ROOMS, LABS, WORK ROOMS, RESIDENT STUDIES, MEDICATION ROOMS.

0 2' 4' 8'

SCALE: 1/4" = 1' - 0"

Architectural Resources

Cambridge, P.C.

501 Boylston Street
Suite 4101

Boston, MA 02116
tel 617.547.2200

www.arcusa.com

C
o

p
y
ri
g

h
t 
2

0
1
5

, 
A

R
C

 /
 A

rc
h

it
e

c
tu

ra
l 
R

e
s
o
u

rc
e
s
 C

a
m

b
ri
d

g
e

, 
In

c
.

SCALE:

JOB NO:

DATE:

DRAWN BY:

FILE NAME:

84 Orange Street
New Haven, CT 06510
tel 203.786.5110
fax 203.786.5330

www.svigals.com

tel 617.888.8343

www.bushwang.com

(UCONN PROJECT # 901737)

As indicated

1
2

/1
0

/2
0
1

5
 3

:3
9
:0

7
 P

M

1302

12/10/2015

Author

DENTAL EQUIPMENT PLAN &
SCHEDULE

A-1.2.14

DENTAL

EQUIPMENT

PLAN &

SCHEDULE

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1/4" = 1'-0"
1

EQ - DENTAL FIRST NORTH - ADMIN SUITE

 1/4" = 1'-0"
2

EQ - DENTAL FIRST SOUTH - FINANCE SUITE/SHARED OFFICES

DENTAL EQUIPMENT SCHEDULE - OFFICES

Mark Equipment Name
Basis of

Design(MFR) Equipment Number Department Room # Room Name
Mounting
Location Length Depth Height Watts Volts Hertz Phase Amps UPS Critical Power

Life Safety
Power Cold Water Hot Water Waste Medical Air Vacuum

Compressed
Air Gases Floor Drain Cooling Water Steam Exhaust Alarm Data Other

DN-CR-1 Copier Dental Clinics C1055 Finance Suite

DN-CR-2 Copier Dental Clinics C1290 Admin Suite

DN-PR-16 Copier / Printer / Fax / Scanner Dental Clinics C1022 Office - LDA

DN-PR-17 Copier / Printer / Fax / Scanner Dental Clinics C1023 Office - PCC

DN-EWC-6 Electric Water Cooler Dental Clinics C1055 Finance Suite

DN-EWC-7 Electric Water Cooler Dental Clinics C1290 Admin Suite

 1/4" = 1'-0"
3

EQ - DENTAL FIRST SOUTH - CALL CENTER

DENTAL EQUIPMENT SCHEDULE - REGISTRATION CALL CENTER

Mark Equipment Name
Basis of

Design(MFR) Equipment Number Department Room # Room Name
Mounting
Location Length Depth Height Watts Volts Hertz Phase Amps UPS Critical Power

Life Safety
Power Cold Water Hot Water Waste Medical Air Vacuum

Compressed
Air Gases Floor Drain Cooling Water Steam Exhaust Alarm Data Other

DN-CPU-32 Computer & Monitor Dental Clinics C1024 Registration Call Center Existing Eq.

DN-CPU-33 Computer & Monitor Dental Clinics C1024 Registration Call Center Existing Eq.

DN-CPU-34 Computer & Monitor Dental Clinics C1024 Registration Call Center Existing Eq.

DN-CPU-35 Computer & Monitor Dental Clinics C1024 Registration Call Center Existing Eq.

DN-CPU-36 Computer & Monitor Dental Clinics C1024 Registration Call Center Existing Eq.

DN-CPU-37 Computer & Monitor Dental Clinics C1024 Registration Call Center Existing Eq.

DN-CPU-38 Computer & Monitor Dental Clinics C1024 Registration Call Center Existing Eq.

DN-CPU-39 Computer & Monitor Dental Clinics C1024 Registration Call Center Existing Eq.

DN-PR-18 Copier / Printer / Fax / Scanner Dental Clinics C1024 Registration Call Center

DN-PH-12 Phone Dental Clinics C1024 Registration Call Center

DN-PH-13 Phone Dental Clinics C1024 Registration Call Center

DN-PH-14 Phone Dental Clinics C1024 Registration Call Center

DN-PH-15 Phone Dental Clinics C1024 Registration Call Center

DN-PH-16 Phone Dental Clinics C1024 Registration Call Center

DN-PH-17 Phone Dental Clinics C1024 Registration Call Center

DN-PH-18 Phone Dental Clinics C1024 Registration Call Center

DN-PH-19 Phone Dental Clinics C1024 Registration Call Center

NO. REVISION DATE



E

D

C

B

A

8

9

DENTAL WAITING

CM049

RECEPTION

CM049A

DN-PR-7
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DN-PH-8
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DN-CPU-15
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DN-CPU-14

DN-PH-3

DN-LP-3

DN-CPU-13

DN-PH-4

DN-LP-4

DN-LP-8

DN-PH-5

DN-LP-5

DN-PH-6

DN-LP-6

DN-CPU-10

DN-PH-7

DN-LP-7

DN-CPU-12

DN-CPU-11

OFFICE - PSR
SUPERVISOR

CM050

PATIENT
CONSULT

CM051

PATIENT
CONSULT

CM052

DN-EWC-1

HATCHED AREAS INDICATE EXISTING
CONCRETE STRUCTURE NO CORE DRILLE
ZONES (SEE STRUCTURAL DRAWINGS).

NOTES

EQUIPMENT  FOR TYPICAL ROOMS

INDIVIDUAL OFFICE - COMPUTER, PRINTER, AND PHONE AT DESK

INDIVIDUAL OFFICE IN SUITE - COMPUTER AND PHONE AT DESK

SHARED OFFICE - COMPUTER AND PHONE AT EACH DESK (ONE PRINTER IN ROOM SHOWN IN PLAN AND SCHEDULE)

RESIDENT STUDY - POWER AND TEL/DATA AT EACH WORKSTATION (ALL OTHER EQUIPMENT IN ROOM SHOWN IN PLAN AND SCHEDULE)

1

2

3

4

1. WALL PHONES TO BE PROVIDED IN ALL CONFERENCE ROOMS, CONSULT ROOMS, EXAM/PROCEDURE ROOMS, STAFF LOUNGES /
BREAK ROOMS, LABS, WORK ROOMS, RESIDENT STUDIES, MEDICATION ROOMS.
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SUPERVISOR
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PATIENT
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DN-PR-25

DN-PR-26

DN-LP-14

DN-CPU-48

DN-PH-26

DN-LP-15

DN-CPU-49

DN-PH-25

DN-LP-16

DN-CPU-50

DN-PH-24

DN-LP-17

DN-CPU-51

DN-PH-23

DN-LP-18

DN-CPU-52

DN-PH-22

DN-LP-19

DN-CPU-53

DN-PH-21

DN-LP-20

DN-CPU-54

DN-PH-20

DN-LP-22

DN-LP-21

DN-LP-23

DN-CPU-55

DN-PH-27

DN-EWC-4

DN-EWC-5

HATCHED AREAS INDICATE EXISTING
CONCRETE STRUCTURE NO CORE
DRILLE ZONES (SEE STRUCTURAL
DRAWINGS).

NOTES

EQUIPMENT  FOR TYPICAL ROOMS

INDIVIDUAL OFFICE - COMPUTER, PRINTER, AND PHONE AT DESK

INDIVIDUAL OFFICE IN SUITE - COMPUTER AND PHONE AT DESK

SHARED OFFICE - COMPUTER AND PHONE AT EACH DESK (ONE PRINTER IN ROOM SHOWN IN PLAN AND SCHEDULE)

RESIDENT STUDY - POWER AND TEL/DATA AT EACH WORKSTATION (ALL OTHER EQUIPMENT IN ROOM SHOWN IN PLAN AND SCHEDULE)

1

2

3

4

1. WALL PHONES TO BE PROVIDED IN ALL CONFERENCE ROOMS, CONSULT ROOMS, EXAM/PROCEDURE ROOMS, STAFF LOUNGES /
BREAK ROOMS, LABS, WORK ROOMS, RESIDENT STUDIES, MEDICATION ROOMS.
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DENTAL EQUIPMENT SCHEDULE - WAITING/RECEPTION

Mark Equipment Name
Basis of

Design(MFR) Equipment Number Department Room # Room Name
Mounting
Location Length Depth Height Watts Volts Hertz Phase Amps UPS Critical Power

Life Safety
Power Cold Water Hot Water Waste Medical Air Vacuum

Compressed
Air Gases Floor Drain Cooling Water Steam Exhaust Alarm Data Other

DN-CPU-10 Computer & Monitor Dental Clinics CM049A Reception Existing Eq.

DN-CPU-11 Computer & Monitor Dental Clinics CM049A Reception Existing Eq.

DN-CPU-12 Computer & Monitor Dental Clinics CM049A Reception Existing Eq.

DN-CPU-13 Computer & Monitor Dental Clinics CM049A Reception Existing Eq.

DN-CPU-14 Computer & Monitor Dental Clinics CM049A Reception Existing Eq.

DN-CPU-15 Computer & Monitor Dental Clinics CM049A Reception Existing Eq.

DN-CPU-16 Computer & Monitor Dental Clinics CM050 Office - PSR Supervisor Existing Eq.

DN-CPU-48 Computer & Monitor Dental Clinics C1051A Reception

DN-CPU-49 Computer & Monitor Dental Clinics C1051A Reception

DN-CPU-50 Computer & Monitor Dental Clinics C1051A Reception

DN-CPU-51 Computer & Monitor Dental Clinics C1051A Reception

DN-CPU-52 Computer & Monitor Dental Clinics C1051A Reception

DN-CPU-53 Computer & Monitor Dental Clinics C1051A Reception

DN-CPU-54 Computer & Monitor Dental Clinics C1051A Reception

DN-CPU-55 Computer & Monitor Dental Clinics C1052 Office - PSR Supervisor

DN-PR-7 Copier / Printer / Fax / Scanner Dental Clinics CM049A Reception

DN-PR-8 Copier / Printer / Fax / Scanner Dental Clinics CM049A Reception

DN-PR-25 Copier / Printer / Fax / Scanner Dental Clinics C1051A Reception

DN-PR-26 Copier / Printer / Fax / Scanner Dental Clinics C1051A Reception

DN-EWC-1 Electric Water Cooler Dental Clinics CM049 Dental Waiting Room

DN-EWC-4 Electric Water Cooler Dental Clinics C1051 Dental Waiting Room

DN-EWC-5 Electric Water Cooler Dental Clinics C1051 Dental Waiting Room

DN-LP-1 Label Printer Dental Clinics CM049A Reception

DN-LP-2 Label Printer Dental Clinics CM049A Reception

DN-LP-3 Label Printer Dental Clinics CM049A Reception

DN-LP-4 Label Printer Dental Clinics CM049A Reception

DN-LP-5 Label Printer Dental Clinics CM049A Reception

DN-LP-6 Label Printer Dental Clinics CM049A Reception

DN-LP-7 Label Printer Dental Clinics CM049A Reception

DN-LP-8 Label Printer Dental Clinics CM049A Reception

DN-LP-9 Label Printer Dental Clinics CM050 Office - PSR Supervisor

DN-LP-14 Label Printer Dental Clinics C1051A Reception

DN-LP-15 Label Printer Dental Clinics C1051A Reception

DN-LP-16 Label Printer Dental Clinics C1051A Reception

DN-LP-17 Label Printer Dental Clinics C1051A Reception

DN-LP-18 Label Printer Dental Clinics C1051A Reception

DN-LP-19 Label Printer Dental Clinics C1051A Reception

DN-LP-20 Label Printer Dental Clinics C1051A Reception

DN-LP-21 Label Printer Dental Clinics C1051A Reception

DN-LP-22 Label Printer Dental Clinics C1051A Reception

DN-LP-23 Label Printer Dental Clinics C1052 Office - PSR Supervisor

DN-PH-2 Phone Dental Clinics CM049A Reception

DN-PH-3 Phone Dental Clinics CM049A Reception

DN-PH-4 Phone Dental Clinics CM049A Reception

DN-PH-5 Phone Dental Clinics CM049A Reception

DN-PH-6 Phone Dental Clinics CM049A Reception

DN-PH-7 Phone Dental Clinics CM049A Reception

DN-PH-8 Phone Dental Clinics CM050 Office - PSR Supervisor

DN-PH-20 Phone Dental Clinics C1051A Reception

DN-PH-21 Phone Dental Clinics C1051A Reception

DN-PH-22 Phone Dental Clinics C1051A Reception

DN-PH-23 Phone Dental Clinics C1051A Reception

DN-PH-24 Phone Dental Clinics C1051A Reception

DN-PH-25 Phone Dental Clinics C1051A Reception

DN-PH-26 Phone Dental Clinics C1051A Reception

DN-PH-27 Phone Dental Clinics C1052 Office - PSR Supervisor

NO. REVISION DATE
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TLT

CM230B
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CM223D
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CM223E

SOILED

CM229
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CM224

MA (2)

CM222

EXAM 1

CM231

CORRIDOR

CM230
NOURISH.

CM230C

REC.

CM223A

RNs (3)

CM225

NURSE MGR. (1)
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RA (1)

CM227

CORE LAB

CM232

EQUIP.

CM223C

COPY

CM223B

CORRIDOR

CM223
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-80
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EXAM
TABLE
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OPEN OFFICE (7)

CM228

CORRIDOR
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WAITING

CM218

STORAGE

CM221
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CM219

PI (1)
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CR-FR-1

CR-CF-1
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CR-REF-1

CR-FP-1

CR-CS-1

CR-CS-2
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CR-CS-4

CR-CS-5

CR-CS-6

CR-CO-1

CR-UCREF-1

CR-PR-1

CR-PR-2

CR-LP-2

CR-PH-2

CR-LP-1

CR-PH-1

CR-CPU-1

CR-CPU-2

CR-EWC-1

G

G

F

F

12

12

13

13

14

14 CRC ASSISTANT
DIRECTOR

CM210

CRC STORAGE

CM193

CRC DIRECTOR

CM205

CRC ADMIN

CM211

CRC IS MANAGER

CM209

CRC SERVER

CM192

CORRIDOR

CM195

CRC IS OFFICE

CM208

CR-REF-2

CR-FR-2

NOTES

EQUIPMENT  FOR TYPICAL ROOMS

INDIVIDUAL OFFICE - COMPUTER, PRINTER, AND PHONE AT DESK

INDIVIDUAL OFFICE IN SUITE - COMPUTER AND PHONE AT DESK

SHARED OFFICE - COMPUTER AND PHONE AT EACH DESK (ONE PRINTER IN ROOM SHOWN IN PLAN AND SCHEDULE)

RESIDENT STUDY - POWER AND TEL/DATA AT EACH WORKSTATION (ALL OTHER EQUIPMENT IN ROOM SHOWN IN PLAN AND SCHEDULE)

1

2

3

4

1. WALL PHONES TO BE PROVIDED IN ALL CONFERENCE ROOMS, CONSULT ROOMS, EXAM/PROCEDURE ROOMS, STAFF LOUNGES /
BREAK ROOMS, LABS, WORK ROOMS, RESIDENT STUDIES, MEDICATION ROOMS.
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 1/4" = 1'-0"
1

EQ - CRC MAIN

CLINICAL RESEARCH EQUIPMENT SCHEDULE

Mark Equipment Name
Basis of

Design(MFR) Equipment Number Department Room # Room Name
Mounting
Location Length Depth Height Watts Volts Hertz Phase Amps UPS Critical Power

Life Safety
Power Cold Water Hot Water Waste Medical Air Vacuum

Compressed
Air Gases Floor Drain Cooling Water Steam Exhaust Alarm Data Other

CR-FR-1 -80c FREEZER REVCO ULTIMA II CRC CM232 CORE LAB YES YES

CR-FP-1 BERTEC FORCE PLATE CRC CM231 EXAM 1

CR-CPU-1 COMPUTER CRC CM219 RECEPTION

CR-CPU-2 COMPUTER CRC CM219 RECEPTION

CR-CS-1 COMPUTER STATION CRC CM231 EXAM 1 WALL MOUNTED

CR-CS-2 COMPUTER STATION CRC CM233 EXAM 2 WALL MOUNTED

CR-CS-3 COMPUTER STATION CRC CM234 EXAM 3 WALL MOUNTED

CR-CS-4 COMPUTER STATION CRC CM235 EXAM 4 WALL MOUNTED

CR-CS-5 COMPUTER STATION CRC CM236 EXAM 5 WALL MOUNTED

CR-CS-6 COMPUTER STATION CRC CM237 EXAM 6 WALL MOUNTED

CR-CO-1 COPIER CRC CM223B COPY

CR-PR-1 COPIER / PRINTER / FAX / SCANNER CRC CM219 RECEPTION

CR-PR-2 COPIER / PRINTER / FAX / SCANNER CRC CM222 MA (2)

CR-EWC-1 ELECTRIC WATER COOLER CRC CM218 WAITING

CR-FR-2 FRIGIDAIRE FREEZER ELECTROLUX CRC CM193 CRC STORAGE 2' 8" 2' 4" 5' 6" 115 AC 60 5 YES

CR-REF-2 FUTURE REFRIGERATOR CRC CM193 CRC STORAGE

CR-REF-3 FUTURE REFRIGERATOR SUMMIT FF1112W CRC CM230C NOURISHMENT 115 AC 60 1.6 YES

CR-LP-1 LABEL PRINTER CRC CM219 RECEPTION

CR-LP-2 LABEL PRINTER CRC CM219 RECEPTION

CR-CF-1 MARATHON 3000R CENTRIFUGE IEC CRC CM232 CORE LAB 120 AC 60 12 NO

CR-CF-2 MARATHON 3200R CENTRIFUGE THERMO IEC CRC CM232 CORE LAB 120 AC 60 10 NO

CR-PH-1 PHONE CRC CM219 RECEPTION

CR-PH-2 PHONE CRC CM219 RECEPTION

CR-REF-1 REFRIGERATOR KENMORE CRC CM232 CORE LAB 120 8 YES

CR-UCREF-1 UNDER-COUNTER REFRIGERATOR CRC CM223D CLEAN/MED.

 1/4" = 1'-0"
2

EQ - CRC MAIN - ADMIN.

NO. REVISION DATE
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CM289
ISO TOILET (-)

CM289A

STORAGE

CM290

EXERCISE
TESTING

CM280D

PULM TECHS

CM280C

PFT

CM280

PFT 2

CM280B

TLT

CM282

MASK FITTING

CM281

MAs

CM272

FILE STORAGE

CM277

SHELVING

MD CHARTING (6)

CM273

EXAM 15

CM291
STORAGE

CM292

PULMONARY
NURSES

CM278

MS-TM-1

MS-ECHO-1

MS-SB-1

MS-PPFA-1

MS-CC-1

MS-PFA-1 MS-CC-2

MS-PFA-2
MS-CC-3

MS-SCU-1

MS-1

MS-

MS-CC-4
MS-EKG-1

EQUIP. STORAGE

CM291A

EXAM 7

CM271

NURSE-CALL

OXYGEN

OXYGEN

VACUUM

NURSE-CALL

OXYGEN

VACUUM

NURSE-CALL

CODE-BLUE

CODE-BLUE

CODE-BLUE

CODE-BLUE

NURSE-CALL

MED-AIR

OXYGEN

OXYGEN

NURSE-CALL

CODE-BLUE

CODE-BLUE

NURSE-CALL

OXYGEN

VACUUM

MED-AIR

NURSE-CALL

CODE-BLUE

OXYGEN

NURSE-CALL

CODE-BLUE

OXYGEN

NURSE-CALL

CODE-BLUE

OXYGEN

NURSE-CALL

CODE-BLUE

OXYGEN

NURSE-CALL

CODE-BLUE

OXYGEN

NURSE-CALL

CODE-BLUE

OXYGEN

NURSE-CALL

CODE-BLUE

OXYGEN

NURSE-CALL

CODE-BLUE

MED-AIR

MED-AIR

MS-PJ-1

MS-PS-1

MS-CS-7

MS-CS-11

MS-CS-10

MS-CS-14

MS-CS-8

MS-CS-13

MS-CS-15

MS-CS-16

MS-CS-17

MS-DB-17

MS-DB-16

MS-DB-15

MS-DB-13

MS-DB-8
MS-DB-14

MS-DB-10

MS-DB-11

MS-DB-7

OXYGEN

VACUUM

MED-AIR

VACUUM

NOTES

EQUIPMENT  FOR TYPICAL ROOMS

INDIVIDUAL OFFICE - COMPUTER, PRINTER, AND PHONE AT DESK

INDIVIDUAL OFFICE IN SUITE - COMPUTER AND PHONE AT DESK

SHARED OFFICE - COMPUTER AND PHONE AT EACH DESK (ONE PRINTER IN ROOM SHOWN IN PLAN AND SCHEDULE)

RESIDENT STUDY - POWER AND TEL/DATA AT EACH WORKSTATION (ALL OTHER EQUIPMENT IN ROOM SHOWN IN PLAN AND SCHEDULE)

1

2

3

4

1. WALL PHONES TO BE PROVIDED IN ALL CONFERENCE ROOMS, CONSULT ROOMS, EXAM/PROCEDURE ROOMS, STAFF LOUNGES /
BREAK ROOMS, LABS, WORK ROOMS, RESIDENT STUDIES, MEDICATION ROOMS.
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E

E

D

D

C

C

B

B

A

A

13

13

14

14

13.5

13.6

13.4

CORRIDOR

CM264

PULM PSRs/COAs

CM269

WAITING

CM245

SOILED UTIL

CM265

MED ROOM

CM266

LAB

CM254

BREAK ROOM

CM267

MD CHARTING (6)

CM268

EXAM 12

CM283

EXISTING STAFF
TOILET

CM296

PRINTER

UNDER
COUNTER
REFRIG.

MICROSCOPE/
TABLE/STOOLS

CLEAN SINK

EXISTING
REFRIGERATOR
TO BE RELOCATED

PROVIDE RAISED
TOILET SEAT

COMPUTER

CLINITEK

CENTRIFUGE

TACKBOARD

BOOKCASE

TACKBOARD

SOILED LINEN
HAMPER

EXAM 6

CM252

EXAM 5

CM251

CONSULT

CM250

EXAM 4

CM249

EXAM 3

CM248

EXAM 2

CM247EXAM 1

CM246

RN WORK AREA

CM257

RECEP/
CHECK-OUT

CM264A

VITALS AREA

CM261

MA/MD WORK
AREA

CM262 CLEAN

CM256

TLT

CM255
TLT

CM263

MS-UREF-1

MS-REF-1

MS-UREF-2

CODE-BLUE

NURSE-CALL

OXYGEN

NURSE-CALL

CODE-BLUE

OXYGEN

CODE-BLUE

NURSE-CALL

OXYGEN

OXYGEN

NURSE-CALL

CODE-BLUE

OXYGEN

NURSE-CALL

CODE-BLUE

OXYGEN

NURSE-CALL

CODE-BLUE

OXYGEN

NURSE-CALL

CODE-BLUE

OXYGEN

NURSE-CALL

CODE-BLUE

MS-PR-1

MS-PR-2

MS-LP-1

MS-LP-2

MS-LP-3

MS-LP-4

MS-LP-5

MS-LP-6

MS-PH-4

MS-PH-3

MS-PH-5

MS-PH-1

MS-PH-2

MS-PH-6

MS-CPU-5
MS-CPU-4

MS-CPU-3

MS-CPU-2

MS-CPU-1

MS-CPU-6

MS-WD-1

MS-EWC-1

MS-CS-1

MS-CS-2

MS-CS-3

MS-CS-4

MS-CS-5

MS-CS-6

MS-CM-1MS-CS-12

MS-DB-6

MS-DB-5

MS-DB-4

MS-DB-3

MS-DB-2

MS-DB-1

MS-DB-12

NOTES

EQUIPMENT  FOR TYPICAL ROOMS

INDIVIDUAL OFFICE - COMPUTER, PRINTER, AND PHONE AT DESK

INDIVIDUAL OFFICE IN SUITE - COMPUTER AND PHONE AT DESK

SHARED OFFICE - COMPUTER AND PHONE AT EACH DESK (ONE PRINTER IN ROOM SHOWN IN PLAN AND SCHEDULE)

RESIDENT STUDY - POWER AND TEL/DATA AT EACH WORKSTATION (ALL OTHER EQUIPMENT IN ROOM SHOWN IN PLAN AND SCHEDULE)

1

2

3

4

1. WALL PHONES TO BE PROVIDED IN ALL CONFERENCE ROOMS, CONSULT ROOMS, EXAM/PROCEDURE ROOMS, STAFF LOUNGES /
BREAK ROOMS, LABS, WORK ROOMS, RESIDENT STUDIES, MEDICATION ROOMS.
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MULTI-SPECIALTY CLINIC EQUIPMENT SCHEDULE

Mark Equipment Name
Basis of

Design(MFR)
Equipment

Number Department Room # Room Name Mounting Location Length Depth Height Watts Volts Hertz Phase Amps UPS Critical Power
Life Safety

Power Cold Water Hot Water Waste Medical Air Vacuum
Compressed

Air Gases Floor Drain Cooling Water Steam Exhaust Alarm Data Other

MS-1 MULTI-SPECIALTY CM280 PFT 120

MS- MULTI-SPECIALTY CM280B PFT 2 120

MS-CM-1 COFFEE MACHINE MULTI-SPECIALTY CM267 BREAK ROOM

MS-CPU-4 COMPUTER MULTI-SPECIALTY CM264A RECEPTION / CHECK-OUT

MS-CPU-1 COMPUTER MULTI-SPECIALTY CM264A RECEPTION / CHECK-OUT

MS-CPU-2 COMPUTER MULTI-SPECIALTY CM264A RECEPTION / CHECK-OUT

MS-CPU-6 COMPUTER MULTI-SPECIALTY CM264A RECEPTION / CHECK-OUT

MS-CPU-5 COMPUTER MULTI-SPECIALTY CM264A RECEPTION / CHECK-OUT

MS-CPU-3 COMPUTER MULTI-SPECIALTY CM2654A RECEPTION / CHECK-OUT

MS-CC-2 COMPUTER CART MULTI-SPECIALTY CM280 PFT

MS-CC-3 COMPUTER CART MULTI-SPECIALTY CM280B PFT 2

MS-CC-1 COMPUTER CART MULTI-SPECIALTY CM280D EXERCISE TESTING

MS-CC-4 COMPUTER CART MULTI-SPECIALTY CM289 ISO EXAM/SPUTUM INDUCTION

MS-CS-1 COMPUTER STATION MULTI-SPECIALTY CM246 EXAM 1 WALL MOUNTED

MS-CS-2 COMPUTER STATION MULTI-SPECIALTY CM247 EXAM 2 WALL MOUNTED

MS-CS-3 COMPUTER STATION MULTI-SPECIALTY CM248 EXAM 3 WALL MOUNTED

MS-CS-4 COMPUTER STATION MULTI-SPECIALTY CM249 EXAM 4 WALL MOUNTED

MS-CS-5 COMPUTER STATION MULTI-SPECIALTY CM251 EXAM 5 WALL MOUNTED

MS-CS-6 COMPUTER STATION MULTI-SPECIALTY CM252 EXAM 6 WALL MOUNTED

MS-CS-7 COMPUTER STATION MULTI-SPECIALTY CM271 EXAM 7 WALL MOUNTED

MS-CS-8 COMPUTER STATION MULTI-SPECIALTY CM276 EXAM 8 WALL MOUNTED

MS-CS-16 COMPUTER STATION MULTI-SPECIALTY CM279 CONSULT WALL MOUNTED

MS-CS-12 COMPUTER STATION MULTI-SPECIALTY CM283 EXAM 12 WALL MOUNTED

MS-CS-11 COMPUTER STATION MULTI-SPECIALTY CM284 EXAM 11 WALL MOUNTED

MS-CS-10 COMPUTER STATION MULTI-SPECIALTY CM285 EXAM 10 WALL MOUNTED

MS-CS-14 COMPUTER STATION MULTI-SPECIALTY CM286 EXAM 14 WALL MOUNTED

MS-CS-13 COMPUTER STATION MULTI-SPECIALTY CM287 EXAM 13 WALL MOUNTED

MS-CS-17 COMPUTER STATION MULTI-SPECIALTY CM288 TREATMENT WALL MOUNTED

MS-CS-15 COMPUTER STATION MULTI-SPECIALTY CM291 EXAM 15 WALL MOUNTED

MS-PR-2 COPIER / PRINTER / FAX / SCANNER MULTI-SPECIALTY CM264A RECEPTION / CHECK-OUT

MS-PR-1 COPIER / PRINTER / FAX / SCANNER MULTI-SPECIALTY CM264A RECEPTION / CHECK-OUT

MS-DB-1 DIAGNOSTIC BOARD MULTI-SPECIALTY CM246 EXAM 1 WALL 1 duplex power connections

MS-DB-2 DIAGNOSTIC BOARD MULTI-SPECIALTY CM247 EXAM 2 WALL 1 duplex power connections

MS-DB-3 DIAGNOSTIC BOARD MULTI-SPECIALTY CM248 EXAM 3 WALL 1 duplex power connections

MS-DB-4 DIAGNOSTIC BOARD MULTI-SPECIALTY CM249 EXAM 4 WALL 1 duplex power connections

MS-DB-5 DIAGNOSTIC BOARD MULTI-SPECIALTY CM251 EXAM 5 WALL 1 duplex power connections

MS-DB-6 DIAGNOSTIC BOARD MULTI-SPECIALTY CM252 EXAM 6 WALL 1 duplex power connections

MS-DB-7 DIAGNOSTIC BOARD MULTI-SPECIALTY CM271 EXAM 7 WALL 1 duplex power connections

MS-DB-8 DIAGNOSTIC BOARD MULTI-SPECIALTY CM276 EXAM 8 WALL 1 duplex power connections

MS-DB-12 DIAGNOSTIC BOARD MULTI-SPECIALTY CM283 EXAM 12 WALL 1 duplex power connections

MS-DB-11 DIAGNOSTIC BOARD MULTI-SPECIALTY CM284 EXAM 11 WALL 1 duplex power connections

MS-DB-10 DIAGNOSTIC BOARD MULTI-SPECIALTY CM285 EXAM 10 WALL 1 duplex power connections

MS-DB-14 DIAGNOSTIC BOARD MULTI-SPECIALTY CM286 EXAM 14 WALL 1 duplex power connections

MS-DB-13 DIAGNOSTIC BOARD MULTI-SPECIALTY CM287 EXAM 13 WALL 1 duplex power connections

MS-DB-17 DIAGNOSTIC BOARD MULTI-SPECIALTY CM288 TREATMENT WALL 1 duplex power connections

MS-DB-16 DIAGNOSTIC BOARD MULTI-SPECIALTY CM289 ISO EXAM/SPUTUM INDUCTION WALL 1 duplex power connections

MS-DB-15 DIAGNOSTIC BOARD MULTI-SPECIALTY CM291 EXAM 15 WALL 1 duplex power connections

MS-ECHO-1 ECHOCARDIOGRAM MULTI-SPECIALTY CM280D EXERCISE TESTING

MS-EWC-1 ELECTRIC WATER COOLER MULTI-SPECIALTY CM245 WAITING

MS-LP-3 LABEL PRINTER MULTI-SPECIALTY CM264A RECEPTION / CHECK-OUT

MS-LP-4 LABEL PRINTER MULTI-SPECIALTY CM264A RECEPTION / CHECK-OUT

MS-LP-2 LABEL PRINTER MULTI-SPECIALTY CM264A RECEPTION / CHECK-OUT

MS-LP-1 LABEL PRINTER MULTI-SPECIALTY CM264A RECEPTION / CHECK-OUT

MS-LP-5 LABEL PRINTER MULTI-SPECIALTY CM264A RECEPTION / CHECK-OUT

MS-LP-6 LABEL PRINTER MULTI-SPECIALTY CM264A RECEPTION / CHECK-OUT

MS-MI-1 MICROWAVE MULTI-SPECIALTY CM267 BREAK ROOM

MS-PH-1 PHONE MULTI-SPECIALTY CM264A RECEPTION / CHECK-OUT

MS-PH-2 PHONE MULTI-SPECIALTY CM264A RECEPTION / CHECK-OUT

MS-PH-3 PHONE MULTI-SPECIALTY CM264A RECEPTION / CHECK-OUT

MS-PH-4 PHONE MULTI-SPECIALTY CM264A RECEPTION / CHECK-OUT

MS-PH-5 PHONE MULTI-SPECIALTY CM264A RECEPTION / CHECK-OUT

MS-PH-6 PHONE MULTI-SPECIALTY CM264A RECEPTION / CHECK-OUT

MS-PPFA-1 PORTABLE PULMONARY FUNCTION ANALYZER MULTI-SPECIALTY CM280D EXERCISE TESTING

MS-PJ-1 PROJECTOR MULTI-SPECIALTY CM274 CONFERENCE CEILING

MS-PS-1 PROJECTOR SCREEN MULTI-SPECIALTY CM274 CONFERENCE WALL

MS-PFA-1 PULMONARY FUNCTION ANALYZER MULTI-SPECIALTY CM280 PFT

MS-PFA-2 PULMONARY FUNCTION ANALYZER MULTI-SPECIALTY CM280B PFT 2

MS-REF-1 REFRIGERATOR MULTI-SPECIALTY CM267 BREAK ROOM

MS-SB-1 STATIONARY BIKE MULTI-SPECIALTY CM280D EXERCISE TESTING

MS-TM-1 TREADMILL MULTI-SPECIALTY CM280D EXERCISE TESTING

MS-UREF-2 UNDER-COUNTER REFRIGERATOR MULTI-SPECIALTY CM254 LAB

MS-UREF-1 UNDER-COUNTER REFRIGERATOR MULTI-SPECIALTY CM266 MED ROOM

MS-WD-1 WATER DISPENSER - COUNTERTOP MULTI-SPECIALTY CM267 BREAK ROOM

NO. REVISION DATE



G

G

F

F

10

10

11

11

PH-LP-3

PH-LP-2

PH-LP-1

PH-UCREF-2

PH-UCREF-1

WAITING

CM186

RECEPTION

CM188

PATIENT TOILET

CM189

DRAW STATIONS

CM187

DRAW STATION 2

DRAW STATION 3

DRAW STATION 4

DRAW STATION 1

PH-PR-1

PH-PH-2
PH-CPU-2

PH-PH-1

PH-CPU-1

PH-PT-1

PH-EWC-1

NOTES

EQUIPMENT  FOR TYPICAL ROOMS

INDIVIDUAL OFFICE - COMPUTER, PRINTER, AND PHONE AT DESK

INDIVIDUAL OFFICE IN SUITE - COMPUTER AND PHONE AT DESK

SHARED OFFICE - COMPUTER AND PHONE AT EACH DESK (ONE PRINTER IN ROOM SHOWN IN PLAN AND SCHEDULE)

RESIDENT STUDY - POWER AND TEL/DATA AT EACH WORKSTATION (ALL OTHER EQUIPMENT IN ROOM SHOWN IN PLAN AND SCHEDULE)

1

2

3

4

1. WALL PHONES TO BE PROVIDED IN ALL CONFERENCE ROOMS, CONSULT ROOMS, EXAM/PROCEDURE ROOMS, STAFF LOUNGES /
BREAK ROOMS, LABS, WORK ROOMS, RESIDENT STUDIES, MEDICATION ROOMS.
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1

EQ - PHLEBOTOMY MAIN

PHLEBOTOMY EQUIPMENT SCHEDULE

Mark Equipment Name
Basis of

Design(MFR) Equipment Number Department Room # Room Name
Mounting
Location Length Depth Height Watts Volts Hertz Phase Amps UPS Critical Power

Life Safety
Power Cold Water Hot Water Waste Medical Air Vacuum

Compressed
Air Gases Floor Drain Cooling Water Steam Exhaust Alarm Data Other

PH-CPU-2 COMPUTER PHLEBOTOMY CM188 RECEPTION

PH-CPU-1 COMPUTER PHLEBOTOMY CM188 RECEPTION

PH-PR-1 COPIER / PRINTER / FAX / SCANNER PHLEBOTOMY CM188 RECEPTION

PH-EWC-1 ELECTRIC WATER COOLER PHLEBOTOMY CM186 WAITING

PH-LP-3 LABEL PRINTER PHLEBOTOMY CM188 RECEPTION

PH-LP-2 LABEL PRINTER PHLEBOTOMY CM188 RECEPTION

PH-LP-1 LABEL PRINTER PHLEBOTOMY CM188 RECEPTION

PH-PT-1 P-TUBE PHLEBOTOMY CM187 DRAW STATIONS 34 3/4" 17 3/8" 11' 8 1/8"

PH-PH-2 PHONE PHLEBOTOMY CM188 RECEPTION

PH-PH-1 PHONE PHLEBOTOMY CM188 RECEPTION

PH-UCREF-2 UNDER-COUNTER REFRIGERATOR PHLEBOTOMY CM187 DRAW STATIONS

PH-UCREF-1 UNDER-COUNTER REFRIGERATPR PHLEBOTOMY CM187 DRAW STATIONS

NO. REVISION DATE



1616

1717

1818

1919

2121

FE
D

D

Eb

17.2

9.20

SHAFT B

C2CSB

STRESS

C2159

ECHO 1

C2160

ECHO 2

C2163

ECHO 3

C2165

VIEWING/
STAFF
WORK

C2158

MD OFFICE

H2007A

MD OFFICE

H2007

MD OFFICE

H2002

COPY/SUPPLY

H2007B

MD OFFICE

H2003

MD OFFICE

H2004

MD OFFICE

H2005

STAFF
WORK

C2157

TOILET

C2161

PRIVATE
VIEWING

C2162

ECHO 4 (-)

C2164

OFFICE

C2155

OFFICE

C2156

OFFICE

C2169

OFFICE

C2170

OFFICE

C2167

OFFICE

C2168

STRESS

H2009

CORR.

C2154

CORR.

C2166

CL

H2006

CORRIDOR

H2008

Room

H2008A

CA-US-1 CA-US-2 CA-US-3

CA-US-4

CA-TM-2

CA-BED-4

CA-BED-3CA-BED-2CA-BED-1

CA-TM-1

CA-EKG-1

CA-CRC-1

CA-REC-1

CA-US-5

OXYGEN

VACUUM

NURSE-CALL

CODE-BLUE

OXYGEN

VACUUM

NURSE-CALL

CODE-BLUE

OXYGEN

VACUUM

NURSE-CALL

CODE-BLUE

OXYGEN

VACUUM

NURSE-CALL

CODE-BLUE

OXYGEN

VACUUM

NURSE-CALL

CODE-BLUE

CA-CS-19

CA-CS-18

1616

F

F

E

E

13

13

14

14

15

15

13.6

14.4

SHAFT 17

C2M17

SHAFT 18

C2M18

NEGATIVE
PRESSURE

(6)

1778

(7)

1779
(8)

1780

ISOL. (5) (-)

C2148

(2)

1783

(3)

1784

(4)

1785

(1)

607

NURSE

C2153

SOILED

C2149

CLEAN

C2150

TOILET

C2151

MEDS

C2152

HSKP

C2146

CA-REC-8CA-REC-7CA-REC-6

CA-REC-2

CA-REC-3

CA-REC-4

CA-REC-5

CA-REC-9

CA-CRC-2

CA-MED-1

PREP/
RECOVERY

C2147

CODE-BLUE

NURSE-CALL

VACUUMVACUUMVACUUM

OXYGEN

CODE-BLUE

NURSE-CALL

VACUUMVACUUMVACUUM

OXYGEN

CODE-BLUE

NURSE-CALL

VACUUMVACUUMVACUUM

OXYGEN

OXYGEN

VACUUMVACUUMVACUUM

NURSE-CALL

CODE-BLUE

OXYGEN

VACUUMVACUUMVACUUM

NURSE-CALL

CODE-BLUE

OXYGEN

VACUUMVACUUMVACUUM

NURSE-CALL

CODE-BLUE

OXYGEN

VACUUMVACUUMVACUUM

NURSE-CALL

CODE-BLUE

OXYGEN

VACUUMVACUUMVACUUM

NURSE-CALL

CODE-BLUE

CA-LP-1

CA-CPU-1

CA-PH-1

CA-PR-1

NOTES

EQUIPMENT  FOR TYPICAL ROOMS

INDIVIDUAL OFFICE - COMPUTER, PRINTER, AND PHONE AT DESK

INDIVIDUAL OFFICE IN SUITE - COMPUTER AND PHONE AT DESK

SHARED OFFICE - COMPUTER AND PHONE AT EACH DESK (ONE PRINTER IN ROOM SHOWN IN PLAN AND SCHEDULE)

RESIDENT STUDY - POWER AND TEL/DATA AT EACH WORKSTATION (ALL OTHER EQUIPMENT IN ROOM SHOWN IN PLAN AND SCHEDULE)

1

2

3

4

1. WALL PHONES TO BE PROVIDED IN ALL CONFERENCE ROOMS, CONSULT ROOMS, EXAM/PROCEDURE ROOMS, STAFF LOUNGES /
BREAK ROOMS, LABS, WORK ROOMS, RESIDENT STUDIES, MEDICATION ROOMS.
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EQ - CARDIO - SECOND B

NO. REVISION DATE



1616

D

D

C

C

B

B

A

A

15.7

13

13

14

14

15

15

14.5

13.5

A-A

A-A

13.4

14.6

15.6

ELECTRIC
RM

C2EL6

CATH LAB
NURSE

WORK (2)

C2144

CATH LAB

C2131

EXISTING
CONTROL

C2131A

COMP

C2131B

EXISTING
CATH LAB

C2132

COMP

C2110B

EXISTING
CONTROL

C2132A

EXISTING EP
LAB

C2136

EXISTING
CONTROL

C2136A

CATH STORE

C2138

N.M. (CATH)

C2137

HOTELING
OFFICE

C2130

JC

C2125

MD OFFICE

C2129

SOILED

C2128

LOCKERS

C2122

TLT

C2122A

MD OFFICE

C2121

COMP

C2136B
MD OFFICE

C2120

MD OFFICE

C2119

NURSE
WORK

C2118

EXAM 1

C2117

EXAM 2

C2116

TECHS

C2139

EQUIP.
STORAGE

C2140

CATH SEC

C2141

MD ECHO
READING

C2143

1

2

3

4

5

6

7

8

EKG MONITORS

STOR

SERVER/STORAGE

PATIENT
STATUS
BOARD

EP SUPPLY
CARTS

TOILET

C2142A

UPGRADE EXISTING WALLS
TO 1-HOUR RATED

CA-FR-02

STAFF
BREAK
ROOM

C2142

OXYGEN

VACUUM

NURSE-CALL

CODE-BLUE

OXYGEN

VACUUM

NURSE-CALL

CODE-BLUE

CA-WD-1

CA-PS-2

CA-PJ-2

CA-CM-1

CA-DB-1

CA-CS-1

CA-DB-2

CA-CS-2

NOTES

EQUIPMENT  FOR TYPICAL ROOMS

INDIVIDUAL OFFICE - COMPUTER, PRINTER, AND PHONE AT DESK

INDIVIDUAL OFFICE IN SUITE - COMPUTER AND PHONE AT DESK

SHARED OFFICE - COMPUTER AND PHONE AT EACH DESK (ONE PRINTER IN ROOM SHOWN IN PLAN AND SCHEDULE)

RESIDENT STUDY - POWER AND TEL/DATA AT EACH WORKSTATION (ALL OTHER EQUIPMENT IN ROOM SHOWN IN PLAN AND SCHEDULE)

1

2

3

4

1. WALL PHONES TO BE PROVIDED IN ALL CONFERENCE ROOMS, CONSULT ROOMS, EXAM/PROCEDURE ROOMS, STAFF LOUNGES /
BREAK ROOMS, LABS, WORK ROOMS, RESIDENT STUDIES, MEDICATION ROOMS.
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E
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A

12
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13

13

12.5

A-A

A-A

12.6

EXAM 3

C2115

EXAM 5

C2113

EXAM 16

C2111

SOILED
HOLDING

C2109

CLEAN/MED.
PREP

C2108

TOILET

C2107

TOILET

C2106

CARDIO.
FELLOWS (7)

C2134

NEGATIVE
PRESSURE

CRASH
CART

RESIDENT
COORDINATOR

RECLINER

CARD
ACCESS

EXAM 4

C2114

EXAM 6

C2105

EXAM 17

C2110

EXAM 15

C2112

CA-MED-2

CA-UREF-1

CODE-BLUE

NURSE-CALL

VACUUM

OXYGEN

OXYGEN

VACUUM

NURSE-CALL

CODE-BLUE

CODE-BLUE

NURSE-CALL

VACUUM

OXYGEN

CODE-BLUE

NURSE-CALL

VACUUM

OXYGEN

CODE-BLUE

NURSE-CALL

VACUUM

OXYGEN

CODE-BLUE

NURSE-CALL

VACUUM

OXYGEN

CODE-BLUE

NURSE-CALL

VACUUM

OXYGEN

CA-CS-3

CA-DB-3

CA-DB-4

CA-CS-4

CA-DB-5

CA-CS-5

CA-CS-6

CA-CS-15

CA-DB-15

CA-CS-16

CA-DB-16

CA-CS-17

CA-DB-17

CA-DB-6

NOTES

EQUIPMENT  FOR TYPICAL ROOMS

INDIVIDUAL OFFICE - COMPUTER, PRINTER, AND PHONE AT DESK

INDIVIDUAL OFFICE IN SUITE - COMPUTER AND PHONE AT DESK

SHARED OFFICE - COMPUTER AND PHONE AT EACH DESK (ONE PRINTER IN ROOM SHOWN IN PLAN AND SCHEDULE)

RESIDENT STUDY - POWER AND TEL/DATA AT EACH WORKSTATION (ALL OTHER EQUIPMENT IN ROOM SHOWN IN PLAN AND SCHEDULE)

1

2

3

4

1. WALL PHONES TO BE PROVIDED IN ALL CONFERENCE ROOMS, CONSULT ROOMS, EXAM/PROCEDURE ROOMS, STAFF LOUNGES /
BREAK ROOMS, LABS, WORK ROOMS, RESIDENT STUDIES, MEDICATION ROOMS.
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A-A

A-A

CONFERENCE

C2087

EXAM 7

C2102

EXAM 8

C2101

PRACTICE
MANAGER

C2098

RECEPTION

C2099

WAITING
AREA

C2096

CHECK IN

CHECK OUT

WHEELCHAIR
STORAGE

STOR

STOR

1 HR ALUMINUM STOREFRONT
SYSTEM AND GLAZING

MD WORK

C2103

MA WORK

C2104

OXYGEN

VACUUM

NURSE-CALL

CODE-BLUE

CODE-BLUE

NURSE-CALL

VACUUM

OXYGEN

CA-PR-2

CA-LP-6

CA-LP-7

CA-PR-3

CA-PH-2
CA-CPU-2

CA-LP-2

CA-PH-3

CA-CPU-3

CA-LP-3

CA-PH-4

CA-CPU-4

CA-LP-4

CA-PH-5

CA-CPU-5

CA-LP-5

45 MIN ALUMINUM DOOR AND
GLAZING

CA-PJ-1

CA-PS-1

CA-EWC-1

CA-CS-7

CA-DB-8

CA-CS-8

CA-DB-7

NOTES

EQUIPMENT  FOR TYPICAL ROOMS

INDIVIDUAL OFFICE - COMPUTER, PRINTER, AND PHONE AT DESK

INDIVIDUAL OFFICE IN SUITE - COMPUTER AND PHONE AT DESK

SHARED OFFICE - COMPUTER AND PHONE AT EACH DESK (ONE PRINTER IN ROOM SHOWN IN PLAN AND SCHEDULE)

RESIDENT STUDY - POWER AND TEL/DATA AT EACH WORKSTATION (ALL OTHER EQUIPMENT IN ROOM SHOWN IN PLAN AND SCHEDULE)

1
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3

4

1. WALL PHONES TO BE PROVIDED IN ALL CONFERENCE ROOMS, CONSULT ROOMS, EXAM/PROCEDURE ROOMS, STAFF LOUNGES /
BREAK ROOMS, LABS, WORK ROOMS, RESIDENT STUDIES, MEDICATION ROOMS.
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B
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A
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A-A

A-A
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9.1

PROVIDE NEW FTR
W/CUSTOM ENCL. SEE

MECH DWGS TYP.

PROVIDE NEW
RECESSED MOTORIZED
ROLLING SHADES, TYP.

COA/NURSE
WORK

C2100

EXAM 9

C2095

NURSE/DEVICE
TECH/MD

WORK

C2092

EXAM 10

C2094

STOR

PRINTER

STOR

CRASH
CART

STOR

MD WORK

C2091

EXAM 11

C2093

EXAM 12

C2090

EXAM 13

C2089

LARGE EXAM
(14)

C2088

CORRIDOR

C2082

CODE-BLUE

NURSE-CALL

VACUUM

OXYGEN

CODE-BLUE

NURSE-CALL

VACUUM

OXYGEN

CODE-BLUE

NURSE-CALL

VACUUM

OXYGEN

OXYGEN

VACUUM

NURSE-CALL

CODE-BLUE

OXYGEN

VACUUM

NURSE-CALL

CODE-BLUE

OXYGEN

VACUUM

NURSE-CALL

CODE-BLUE

PATIENT STATUS
BOARD

CA-DB-9

CA-CS-9

CA-DB-10

CA-CS-10

CA-DB-11

CA-CS-11

CA-DB-12

CA-CS-12

CA-DB-13

CA-CS-13

CA-DB-14

CA-CS-14

NOTES

EQUIPMENT  FOR TYPICAL ROOMS

INDIVIDUAL OFFICE - COMPUTER, PRINTER, AND PHONE AT DESK

INDIVIDUAL OFFICE IN SUITE - COMPUTER AND PHONE AT DESK

SHARED OFFICE - COMPUTER AND PHONE AT EACH DESK (ONE PRINTER IN ROOM SHOWN IN PLAN AND SCHEDULE)

RESIDENT STUDY - POWER AND TEL/DATA AT EACH WORKSTATION (ALL OTHER EQUIPMENT IN ROOM SHOWN IN PLAN AND SCHEDULE)

1
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4

1. WALL PHONES TO BE PROVIDED IN ALL CONFERENCE ROOMS, CONSULT ROOMS, EXAM/PROCEDURE ROOMS, STAFF LOUNGES /
BREAK ROOMS, LABS, WORK ROOMS, RESIDENT STUDIES, MEDICATION ROOMS.
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CARDIOLOGY EQUIPMENT SCHEDULE

Mark Equipment Name
Basis of

Design(MFR) Equipment Number Department Room # Room Name
Mounting
Location Length Depth Height Watts Volts Hertz Phase Amps UPS Critical Power

Life Safety
Power Cold Water Hot Water Waste Medical Air Vacuum

Compressed
Air Gases Floor Drain Cooling Water Steam Exhaust Alarm Data Other

CA-US-5 CARDIAC ULTRASOUND CARDIOLOGY C2159A STRESS

CA-US-1 CARDIAC ULTRASOUND CARDIOLOGY C2160 ECHO 1

CA-US-2 CARDIAC ULTRASOUND CARDIOLOGY C2163 ECHO 2

CA-US-4 CARDIAC ULTRASOUND CARDIOLOGY C2164 ECHO 4

CA-US-3 CARDIAC ULTRASOUND CARDIOLOGY C2165 ECHO 3

CA-CM-1 COFFEE MACHINE CARDIOLOGY C2142 STAFF BREAK ROOM

CA-CPU-5 COMPUTER CARDIOLOGY C2099 RECEPTION

CA-CPU-4 COMPUTER CARDIOLOGY C2099 RECEPTION

CA-CPU-3 COMPUTER CARDIOLOGY C2099 RECEPTION

CA-CPU-2 COMPUTER CARDIOLOGY C2099 RECEPTION

CA-CPU-1 COMPUTER CARDIOLOGY C2153 NURSE

CA-CS-14 COMPUTER STATION CARDIOLOGY C2088 LARGE EXAM (14) WALL

CA-CS-13 COMPUTER STATION CARDIOLOGY C2089 EXAM 13 WALL

CA-CS-12 COMPUTER STATION CARDIOLOGY C2090 EXAM 12 WALL

CA-CS-11 COMPUTER STATION CARDIOLOGY C2093 EXAM 11 WALL

CA-CS-10 COMPUTER STATION CARDIOLOGY C2094 EXAM 10 WALL

CA-CS-9 COMPUTER STATION CARDIOLOGY C2095 EXAM 9 WALL

CA-CS-8 COMPUTER STATION CARDIOLOGY C2101 EXAM 8 WALL

CA-CS-7 COMPUTER STATION CARDIOLOGY C2102 EXAM 7 WALL

CA-CS-6 COMPUTER STATION CARDIOLOGY C2105 EXAM 6 WALL

CA-CS-17 COMPUTER STATION CARDIOLOGY C2110 EXAM 17 WALL

CA-CS-16 COMPUTER STATION CARDIOLOGY C2111 EXAM 16 WALL

CA-CS-15 COMPUTER STATION CARDIOLOGY C2112 EXAM 15 WALL

CA-CS-5 COMPUTER STATION CARDIOLOGY C2113 EXAM 5 WALL

CA-CS-4 COMPUTER STATION CARDIOLOGY C2114 EXAM 4 WALL

CA-CS-3 COMPUTER STATION CARDIOLOGY C2115 EXAM 3 WALL

CA-CS-2 COMPUTER STATION CARDIOLOGY C2116 EXAM 2 WALL

CA-CS-1 COMPUTER STATION CARDIOLOGY C2117 EXAM 1 WALL

CA-CS-18 COMPUTER STATION CARDIOLOGY C2159 STRESS WALL

CA-CS-19 COMPUTER STATION CARDIOLOGY C2164 ECHO 4 WALL

CA-PR-3 COPIER / PRINTER / FAX / SCANNER CARDIOLOGY C2099 RECEPTION

CA-PR-2 COPIER / PRINTER / FAX / SCANNER CARDIOLOGY C2099 RECEPTION

CA-PR-1 COPIER / PRINTER / FAX / SCANNER CARDIOLOGY C2153 NURSE

CA-CRC-2 CRASH CART CARDIOLOGY C2147 PREP/RECOVERY

CA-CRC-1 CRASH CART CARDIOLOGY C2159A STRESS

CA-DB-14 DIAGNOSTIC BOARD CARDIOLOGY C2088 LARGE EXAM (14) WALL 1 duplex power connections

CA-DB-13 DIAGNOSTIC BOARD CARDIOLOGY C2089 EXAM 13 WALL 1 duplex power connections

CA-DB-12 DIAGNOSTIC BOARD CARDIOLOGY C2090 EXAM 12 WALL 1 duplex power connections

CA-DB-11 DIAGNOSTIC BOARD CARDIOLOGY C2093 EXAM 11 WALL 1 duplex power connections

CA-DB-10 DIAGNOSTIC BOARD CARDIOLOGY C2094 EXAM 10 WALL 1 duplex power connections

CA-DB-9 DIAGNOSTIC BOARD CARDIOLOGY C2095 EXAM 9 WALL 1 duplex power connections

CA-DB-8 DIAGNOSTIC BOARD CARDIOLOGY C2101 EXAM 8 WALL 1 duplex power connections

CA-DB-7 DIAGNOSTIC BOARD CARDIOLOGY C2102 EXAM 7 WALL 1 duplex power connections

CA-DB-6 DIAGNOSTIC BOARD CARDIOLOGY C2105 EXAM 6 WALL 1 duplex power connections

CA-DB-17 DIAGNOSTIC BOARD CARDIOLOGY C2110 EXAM 17 WALL 1 duplex power connections

CA-DB-16 DIAGNOSTIC BOARD CARDIOLOGY C2111 EXAM 16 WALL 1 duplex power connections

CA-DB-15 DIAGNOSTIC BOARD CARDIOLOGY C2112 EXAM 15 WALL 1 duplex power connections

CA-DB-5 DIAGNOSTIC BOARD CARDIOLOGY C2113 EXAM 5 WALL 1 duplex power connections

CA-DB-4 DIAGNOSTIC BOARD CARDIOLOGY C2114 EXAM 4 WALL 1 duplex power connections

CA-DB-3 DIAGNOSTIC BOARD CARDIOLOGY C2115 EXAM 3 WALL 1 duplex power connections

CA-DB-2 DIAGNOSTIC BOARD CARDIOLOGY C2116 EXAM 2 WALL 1 duplex power connections

CA-DB-1 DIAGNOSTIC BOARD CARDIOLOGY C2117 EXAM 1 WALL 1 duplex power connections

CA-EWC-1 ELECTRIC WATER COOLER CARDIOLOGY C2096 WAITING AREA

CA-EKG-1 ELECTROCARDIOGRAM CARDIOLOGY C2159A STRESS

CA-FR-02 FREEZER CARDIOLOGY C2142 STAFF BREAK ROOM

CA-BED-1 HOSPITAL BED CARDIOLOGY C2160 ECHO 1

CA-BED-2 HOSPITAL BED CARDIOLOGY C2163 ECHO 2

CA-BED-4 HOSPITAL BED CARDIOLOGY C2164 ECHO 4

CA-BED-3 HOSPITAL BED CARDIOLOGY C2165 ECHO 3

CA-LP-7 LABEL PRINTER CARDIOLOGY C2099 RECEPTION

CA-LP-6 LABEL PRINTER CARDIOLOGY C2099 RECEPTION

CA-LP-5 LABEL PRINTER CARDIOLOGY C2099 RECEPTION

CA-LP-4 LABEL PRINTER CARDIOLOGY C2099 RECEPTION

CA-LP-3 LABEL PRINTER CARDIOLOGY C2099 RECEPTION

CA-LP-2 LABEL PRINTER CARDIOLOGY C2099 RECEPTION

CA-LP-1 LABEL PRINTER CARDIOLOGY C2153 NURSE

CA-MI-1 MICROWAVE CARDIOLOGY C2142 STAFF BREAK ROOM

CA-PH-2 PHONE CARDIOLOGY C2099 RECEPTION

CA-PH-3 PHONE CARDIOLOGY C2099 RECEPTION

CA-PH-4 PHONE CARDIOLOGY C2099 RECEPTION

CA-PH-5 PHONE CARDIOLOGY C2099 RECEPTION

CA-PH-1 PHONE CARDIOLOGY C2153 NURSE

CA-PJ-1 PROJECTOR CARDIOLOGY C2087 CONFERENCE ROOM CEILING

CA-PJ-2 PROJECTOR CARDIOLOGY C2142 STAFF BREAK ROOM CEILING

CA-PS-1 PROJECTOR SCREEN CARDIOLOGY C2087 CONFERENCE ROOM WALL

CA-PS-2 PROJECTOR SCREEN CARDIOLOGY C2142 STAFF BREAK ROOM WALL

CA-MED-2 PYXIS MEDSTATION CARDIOLOGY C2108 CLEAN/MED PREP

CA-MED-1 PYXIS MEDSTATION CARDIOLOGY C2152 MEDS

CA-REC-7 RECLINER CARDIOLOGY C2147 PREP/RECOVERY

CA-REC-8 RECLINER CARDIOLOGY C2147 PREP/RECOVERY

CA-REC-6 RECLINER CARDIOLOGY C2147 PREP/RECOVERY

CA-REC-5 RECLINER CARDIOLOGY C2147 PREP/RECOVERY

CA-REC-4 RECLINER CARDIOLOGY C2147 PREP/RECOVERY

CA-REC-3 RECLINER CARDIOLOGY C2147 PREP/RECOVERY

CA-REC-2 RECLINER CARDIOLOGY C2147 PREP/RECOVERY

CA-REC-9 RECLINER CARDIOLOGY C2148 ISOL.

CA-REC-1 RECLINER CARDIOLOGY C2159A STRESS

CA-TM-1 TREADMILL CARDIOLOGY C2159A STRESS

CA-UREF-1 UNDERCOUNTER REFRIGERATOR CARDIOLOGY C2108 CLEAN/MED PREP

CA-WD-1 WATER DISPENSER - COUNTERTOP CARDIOLOGY C2142 STAFF BREAK ROOM

NO. REVISION DATE
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CG214

Room

CGM219

Room

CG216

Room

CG219

STUDY RM

CG215

Room

CG205

STORAGE

CG206

OFFICE

CG211

Room

CG212

1

DI-LN-2

DI-PH-1

DI-CPU-1 DI-PR-1

DI-PJ-3

DI-PS-3

6

F

E

7

LECTURE

CG086

OFFICE

CG092

STUDY

CG087

1

DI-LN-1

DI-PJ-2

DI-PJ-1

DI-PS-2

DI-PS-1

DI-EWC-1

NOTES

EQUIPMENT  FOR TYPICAL ROOMS

INDIVIDUAL OFFICE - COMPUTER, PRINTER, AND PHONE AT DESK

INDIVIDUAL OFFICE IN SUITE - COMPUTER AND PHONE AT DESK

SHARED OFFICE - COMPUTER AND PHONE AT EACH DESK (ONE PRINTER IN ROOM SHOWN IN PLAN AND SCHEDULE)

RESIDENT STUDY - POWER AND TEL/DATA AT EACH WORKSTATION (ALL OTHER EQUIPMENT IN ROOM SHOWN IN PLAN AND SCHEDULE)

1

2

3

4

1. WALL PHONES TO BE PROVIDED IN ALL CONFERENCE ROOMS, CONSULT ROOMS, EXAM/PROCEDURE ROOMS, STAFF LOUNGES /
BREAK ROOMS, LABS, WORK ROOMS, RESIDENT STUDIES, MEDICATION ROOMS.
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OBS/ DIAG IMAGING EQUIPMENT
PLAN & SCHEDULE

A-1.2.70

OBS/ DIAG

IMAGING

EQUIPMENT

PLAN &

SCHEDULE

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1/4" = 1'-0"
1

EQ - DIAG IMAGING / OBSTETRICS - NORTH

 1/4" = 1'-0"
2

EQ - DIAG IMAGING - SOUTH

DIAGNOSTIC IMAGING EQUIPMENT SCHEDULE

Mark Equipment Name
Basis of

Design(MFR) Equipment Number Department Room # Room Name
Mounting
Location Length Depth Height Watts Volts Hertz Phase Amps UPS Critical Power

Life Safety
Power Cold Water Hot Water Waste Medical Air Vacuum

Compressed
Air Gases Floor Drain Cooling Water Steam Exhaust Alarm Data Other

DI-CPU-1 Computer Diagnostic
Imaging

CG215 Study Room

DI-PR-1 Copier / Printer / Fax / Scanner Diagnostic
Imaging

CG215 Study Room

DI-EWC-1 Electric Water Cooler Diagnostic
Imaging

CG087 Study Rm

DI-LN-1 Lectern Diagnostic
Imaging

CG036 Lecture Room

DI-LN-2 Lectern Diagnostic
Imaging

CG215 Study Room

DI-PH-1 Phone Diagnostic
Imaging

CG215 Study Room

DI-PJ-1 Projector Diagnostic
Imaging

CG086 Lecture Room Ceiling

DI-PJ-2 Projector Diagnostic
Imaging

CG087 Study Room Ceiling

DI-PJ-3 Projector Diagnostic
Imaging

CG215 Study Room Ceiling

DI-PS-1 Projector Screen Diagnostic
Imaging

CG086 Lecture Room Wall

DI-PS-2 Projector Screen Diagnostic
Imaging

CG087 Study Room Wall

DI-PS-3 Projector Screen Diagnostic
Imaging

CG215 Study Room Wall

NO. REVISION DATE
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NOTES

EQUIPMENT  FOR TYPICAL ROOMS

INDIVIDUAL OFFICE - COMPUTER, PRINTER, AND PHONE AT DESK

INDIVIDUAL OFFICE IN SUITE - COMPUTER AND PHONE AT DESK

SHARED OFFICE - COMPUTER AND PHONE AT EACH DESK (ONE PRINTER IN ROOM SHOWN IN PLAN AND SCHEDULE)

RESIDENT STUDY - POWER AND TEL/DATA AT EACH WORKSTATION (ALL OTHER EQUIPMENT IN ROOM SHOWN IN PLAN AND SCHEDULE)

1

2

3

4

1. WALL PHONES TO BE PROVIDED IN ALL CONFERENCE ROOMS, CONSULT ROOMS, EXAM/PROCEDURE ROOMS, STAFF LOUNGES /
BREAK ROOMS, LABS, WORK ROOMS, RESIDENT STUDIES, MEDICATION ROOMS.
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SCHEDULE

A-1.2.80
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EQUIPMENT

PLAN &

SCHEDULE

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1/4" = 1'-0"
1

EQ - PSYCHOLOGY

NO. REVISION DATE
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B

B

RELOCATED
MICROSCAN
EQUIPMENT

NEW POWER & DATA
POLE, REF. ELEC.
DWGS. & TEL/DATA
DWGS.

NEW LAB TABLE, TYPE:

[T110-7236, REAR CROSS RAIL, ER 7236]

MANUFACTURER: NEW ENGLAND LAB
TABLE FRAME FINISH: GLOSS WHITE
TABLE TOP: 1" BLACK EPOXY TOP
GROMMET: BLACK DOUG MOCKETT RG

RECTANGULAR GROMMET SHERLOCK

NOTE: 1. GROMMETS TO BE FIELD LOCATED AND DRILLED
    IN COORDINATION WITH ARCHITECT AND OWNER
2. MANUFACTURER SUBSTITUTIONS ACCEPTED,
    MUST MATCH SPECIFIED PRODUCT IN ALL RESPECTS MB-1

MAIN
MICROBIOLOGY

C2055

F

F

Ea

Fe

7

7

RELOCATED
STORAGE ITEMS

RELOCATED
EXISTING
FREEZERS

STORAGE &
FREEZERS

C2048

TEACHING
MICROSCOPE

C2047

EMERGENCY
ELECTRIC

RM

C2EL8

STO-4

STO-2

STO-1

STO-3
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LAB MEDICINE EQUIPMENT PLAN &
SCHEDULE

A-1.2.90

LAB

MEDICINE

EQUIPMENT

PLAN &
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BID DOCUMENTS
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RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

NO. REVISION DATE

 1/4" = 1'-0"
1

EQ - LAB MEDICINE - SECOND B - ALTERNATE #02

 1/4" = 1'-0"
2

EQ - LAB MEDICINE - SECOND A - ALTERNATE #02

LABORATORY MEDICINE EQUIPMENT SCHEDULE

Mark Equipment Name Basis of Design(MFR) Equipment Number Department Room # Room Name Mounting Location Length Depth Height Watts Volts Hertz Phase Amps UPS Critical Power
Life Safety

Power Cold Water Hot Water Waste Medical Air Vacuum
Compressed

Air Gases Floor Drain Cooling Water Steam Exhaust Alarm Data Other

STO-3 FREEZER (-20) REVCO ULT2540-7-A12 LABORATORY MEDICINE FREEZER/STORAGE AREA 45" 35" 80" 115 60 1 11.2

STO-1 ISO-TEMP (-70) THERMO FISHER SCIENTIFIC 5157 LABORATORY MEDICINE FREEZER/STORAGE AREA 96" 32" 41"

MB-1 MICROSCAN SIEMENS WALKAWAY 40 PLUS LABORATORY MEDICINE MICROBIOLOGY 42" 35" 28"

STO-4 PHLEBOTOMY SCANNERS & CHARGING TABLE LABORATORY MEDICINE FREEZER/STORAGE AREA 36" 24" 36"

STO-2 REFRIGERATOR (-70) REVCO LABORATORY MEDICINE FREEZER/STORAGE AREA 84" 30" 41"



MAIN FLOOR
426' - 0"

FIRST FLOOR
440' - 8"

9.5

OUTSIDE NET FRAME 

14' - 2 7/8" REVOLVING DOOR

ALUMINUM CURTAINWALL SYSTEM

PRECAST BASE

PRECAST PANEL

ALUMINUM COMPOSITE PANEL SURROUND AT REVOLVING DOOR

OUTLINE OF EXISTING
PRECAST CANOPY
TO REMAIN

AUTOMATIC REVOLVING DOOR

A-2.0.6

2

7' - 4 1/2"

2 1/2"

7' - 4 1/2"

2 1/2"

C
L
G

1
0
' -

 6
"

OUTLINE OF
EXISTING
PRECAST PANELS
TO BE REMOVED

OUTLINE OF NEW
SLOPED ACP
SOFFIT

NEW SLOPED EXT
GWB SOFFIT W/
LIGHT FIXTURES

NEW FIRE
DEPARTMENT
CONNECTION
(BOTH SIDES)
(SEE FP DWGS)

CARD
ACCESS

CLEAN EXTERIOR PRECAST PANELS
AT ENTRY AREA.  CLEAN FROM GRID
8.4 TO GRID 10.6 UP TO UNDERSIDE
OF SECOND FLOOR SOFFIT.

EXTERIOR MATERIALS

EXTERIOR WALL TYPES:

TYPE 1: ALUMINUM CURTAINWALL SYSTEM AS SPECIFIED
2 1/2" PRECAST PANELS W/ ST. STL. CLIPS
ALUMINUM COMPOSITE PANEL- PACK WITH MINERAL FIBER INSULATION
2 1/2" RIGID INSULATION
FLUID APPLIED OR SHEET APPLIED WEATHER BARRIER
5/8" EXTERIOR GWB SHEATHING
METAL STUD W/ INSULATION OR CONCRETE BACK-UP WALL

NOTE:  REFER TO DETAILS FOR SPECIFIC COMPONENT ADJACENCIES

TYPE 2: GFRC PANELS W/ ST. STL. Z-CLIPS
SHEET APPLIED WEATHER BARRIER
5/8" EXTERIOR GWB SHEATHING
6" METAL STUD FRAMING

NOTE:  REFER TO DETAILS FOR SPECIFIC COMPONENT ADJACENCIES
ROOF:

TYP FLAT ROOF ASSEMBLY:
60mil BLACK EPDM ROOF FULLY ADHERED
1/2" COVER BOARD
TAPERED INSULATION
1/4"/FT TAPERED RIGID INSULATION (ISO AVG. R25)
PEEL & STICK VAPOR BARRIER
1/2" DENSDECK SHEATHING
1 1/2" 20 GA GALV. METAL DECK- REFER TO STRUCT'L DWGS

R AND U- VALUES:  

UNHEATED SLABS R10 (U-1.000) CONT. INSUL.
EXT. BELOW GRADE WALL R9 (U-0.111) CONT. INSUL.
METAL FRAMED CAVITY WALLS R13 (U-0.076) BATT + R7.5 (U-0.133) CONT. INSUL.= R20.5 (U-0.048)
SOFFIT (ATTIC) R38 (U-0.026)
ROOF R20 (U-0.050) CONT. INSUL.
SWINGING DOORS R2.7 (U-0.37)

FENESTRATION U-FACTOR (U-0.450)
ENTRANCE DOOR U-FACTOR (U-0.850)

FENESTRATION-
SOLAR HEAT GAIN CO-EFFECIENT SHGC (U-0.400)
CURTAINWALL AIR LEAKAGE 0.06 FEET PER MINUTE AT 1.57 LBS/SF

MECHANICALLY
FASTENED

MAIN FLOOR
426' - 0"

FIRST FLOOR
440' - 8"

NEW SLOPED ACP
SOFFIT. ALIGN W/
EXIST'G CANOPY
PRECAST JOINTS
ABOVE

NEW SLOPED EXT
GWB SOFFIT W/
LIGHT FIXTURES

NEW ACP  FASCIA

1' - 4" 1' - 4"

+/- 16' - 11"

9

A-2.0.8

MAIN FLOOR
426' - 0"

FIRST FLOOR
440' - 8"

NEW ACP  FASCIA

3
.9

° 2
' -

 6
"

SLOPE CLG
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FLAT CLG

+/- 7' - 6 1/2"

1
' -

 9
 1

/2
"

NEW ACP WALL
(REFER TO 1/A-2.0.3)
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E
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G

1
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' -

 2
"

HATCH INDICATES NEW
ACP PANELS TO
UNDERSIDE OF EXISTING
PRECAST CANOPY

7

A-2.0.8

1' - 4"

REVOLVING DOOR

MAIN FLOOR
426' - 0"

FIRST FLOOR
440' - 8"

REFER TO 2/A-2.0.1 FOR
TYPICAL NOTES & DIMENSIONS

HATCH INDICATES NEW
ACP PANELS TO
UNDERSIDE OF EXISTING
PRECAST CANOPY

7

A-2.0.8

CLEAN EXTERIOR PRECAST PANELS @ ENTIRE EXTERIOR ENTRY CANOPY
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A-2.0.0

EXTERIOR

ELEVATIONS

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1/4" = 1'-0"
4

EXTERIOR ELEVATION OF NEW ENTRY

 1/4" = 1'-0"
3

EXTERIOR ACP FRONT ELEVATION (CANOPY SHOWN)

 1/4" = 1'-0"
2

EXTERIOR ACP SIDE ELEVATION (NORTH)

 1/4" = 1'-0"
1

EXTERIOR ACP SIDE ELEVATION (SOUTH)

NO. REVISION DATE
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SOUTH ELEVATION @ SHAFT ENCLOSURE A

 1/4" = 1'-0"
2

NORTH ELEVATION @ SHAFT ENCLOSURE A

 1/4" = 1'-0"
1

WEST ELEVATION @ SHAFT ENCLOSURE A

 1/4" = 1'-0"
8

SOUTH ELEVATION @ SHAFT ENCLOSURE B

 1/4" = 1'-0"
6

NORTH ELEVATION @ SHAFT ENCLOSURE B

 1/4" = 1'-0"
7

EAST ELEVATION @ SHAFT ENCLOSURE B

 1/4" = 1'-0"
5

WEST ELEVATION @ SHAFT ENCLOSURE B

 1/4" = 1'-0"
3

EAST ELEVATION @ SHAFT ENCLOSURE A

 1/4" = 1'-0"
11

EAST ELEVATION @ SHAFT ENCLOSURE C

 1/4" = 1'-0"
9

WEST ELEVATION @ SHAFT ENCLOSURE C

 1/4" = 1'-0"
10

NORTH ELEVATION @ SHAFT ENCLOSURE C

 1/4" = 1'-0"
12

SOUTH ELEVATION @ SHAFT ENCLOSURE C

NO. REVISION DATE



SECOND FLOOR
454' - 0"

ROOF/PENTHOUSE
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SECOND FLOOR
454' - 0"

ROOF/PENTHOUSE
467' - 4"

PENTHOUSE ROOF
483' - 4"

NEW RATED EXTERIOR SHAFT WALL CONST., CLAD W/ GFRC
WALL PANELS.  COLOR TO MATCH EXISTING ADJACENT

GFRC PANELS -

PANEL JOINTS TO
MATCH EXISTING
PRECAST PANELS

OVERFLOW
SCUPPERS - IN
LINE WITH ROOF
DRAIN BEYOND,
TYP.
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DUCT OPENING

SECOND FLOOR
454' - 0"

12 12.7

ROOF/PENTHOUSE
467' - 4"

PENTHOUSE ROOF
483' - 4"

GFRC PANELS -

PANEL JOINTS TO
MATCH EXISTING
PRECAST PANELS

11

OVERFLOW
SCUPPERS

9
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SECOND FLOOR
454' - 0"

Ea

ROOF/PENTHOUSE
467' - 4"

PENTHOUSE ROOF
483' - 4"

NEW RATED EXTERIOR SHAFT
WALL CONST., CLAD W/ GFRC
WALL PANELS.  COLOR TO
MATCH EXISTING ADJACENT
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0 4' 8' 16'

SCALE: 1/8" = 1' - 0"
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 1/4" = 1'-0"
3

EAST ELEVATION @ COURTYARD SHAFT ENCLOSURE D

 1/4" = 1'-0"
5

EAST ELEVATION @ COURTYARD SHAFT ENCLOSURE E

 1/4" = 1'-0"
6

SOUTH ELEVATION @ COURTYARD SHAFT ENCLOSURE E

 1/4" = 1'-0"
1

WEST ELEVATION @ COURTYARD SHAFT ENCLOSURE D

 1/4" = 1'-0"
2

NORTH ELEVATION @ COURTYARD SHAFT ENCLOSURE D

 1/4" = 1'-0"
4

NORTH ELEVATION @ COURTYARD SHAFT ENCLOSURE E

NO. REVISION DATE
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SCALE: 1/8" = 1' - 0"
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263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1/4" = 1'-0"
4

SOUTH ELEVATION @ SHAFT ENCLOSURE F

 1/4" = 1'-0"
3

SOUTH ELEVATION @ SHAFT ENCLOSURE G

 1/4" = 1'-0"
2

SOUTH ELEVATION @ SHAFT ENCLOSURE H

 1/4" = 1'-0"
7

NORTH ELEVATION @ SHAFT ENCLOSURE F

 1/4" = 1'-0"
6

NORTH ELEVATION @ SHAFT ENCLOSURE G

 1/4" = 1'-0"
5

NORTH ELEVATION @ SHAFT ENCLOSURE H

 1/4" = 1'-0"
1

EAST ELEVATION @ SHAFT ENCLOSURES F, G, & H

NO. REVISION DATE



1

A-2.0.9

7

A-2.0.9

T.O. STEEL

484' - 0"

ROOF/PENTHOUSE

467' - 4"

ALUM FASCIA

GFRC PANELS

ALUM DOWNSPOUT

SHAFT ENCLOSURE F SHAFT ENCLOSURE G SHAFT ENCLOSURE H
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10' - 10" 10' - 10"

21' - 8"

HOLLOW MTL DOORS, TYP.

1' - 8"

ROOF/PENTHOUSE
467' - 4"

NEW ROOF ACCESS DOOR
FROM EXISTING SILL TO
EXISTING HEAD

SALVAGE AND RE-USE
EXISTING WINDOW FRAME,
NEW GLAZING TO MATCH
EXISTING.  MODIFY AS
NEEDED TO FIT NEW
OPENING

2' - 8 1/2"

6
' -

 8
"

3

A-2.0.5

NEW GALV. OSHA ROOF
ACCESS STAIR

EXISTING FACE OF
ADJACENT BUILDING

NEW GFRC PANELS TO
MATCH EXISTING SILL AND
HEAD4

A-2.0.5

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"
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tel 617.547.2200

www.arcusa.com

C
o

p
y
ri
g

h
t 
2

0
1
5

, 
A

R
C

 /
 A

rc
h

it
e

c
tu

ra
l 
R

e
s
o
u

rc
e
s
 C

a
m

b
ri
d

g
e

, 
In

c
.

SCALE:

JOB NO:

DATE:

DRAWN BY:

FILE NAME:

84 Orange Street
New Haven, CT 06510
tel 203.786.5110
fax 203.786.5330

www.svigals.com

tel 617.888.8343

www.bushwang.com

(UCONN PROJECT # 901737)

 1/4" = 1'-0"

1
2

/1
0

/2
0
1

5
 3

:2
7
:1

7
 P

M

1302

12/10/2015

Author

EXTERIOR ELEVATIONS

A-2.0.4

EXTERIOR
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RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1/4" = 1'-0"
1

WEST ELEVATION @ SHAFT ENCLOSURES F, G, & H

 1/4" = 1'-0"
3

AREA L - ROOF ACCESS DOOR

NO. REVISION DATE



MAIN FLOOR
426' - 0"

FIRST FLOOR
440' - 8"

A-A ACOL COL

+/- 3' - 7"+/- 6'-4 1/2"

2"

A-2.0.14

3

A-2.0.14

4
A-2.0.14

2

4
"

F.O. FRAME

1' - 0"

EXIST'G PRECAST

+/- 3' - 3"

C
W

+
/-

 1
' -

 1
1
 1

/4
"

+
/-

 1
' -

 8
"

AUTOMATIC
REVOVLVING DOOR

ALUMINUM CURTAINWALL
SYSTEM

PRECAST PANEL

ACP ON LGMF W/ INSUL.

PRECAST BASE

CONCRETE SLAB ON GRADE

LIGHT COVE

EXISTING PRECAST
PANELS TO REMAIN

EXISTING WINDOW
SYSTEM TO REMAIN

1' - 0"

C
E

IL
IN

G

1
1
' -

 2
"

A
C

P

+
/-

 1
1
' -

 6
 1

/2
"

EXISTING PRECAST
CANOPY TO REMAIN

5
"

WALL TYPE 1

LINEAR DIFFUSER BEYOND
(SEE HVAC DWGS)

SIDE WALL
SPRINKLER
(SEE FP DWGS)

ALIGN NEW ACP JOINTS
TO EXISTING PRECAST
CANOPY JOINTS, TYP

+/- 7' - 4 1/2"

LINEAR DIFFUSER
(SEE HVAC DWGS)

BMBM

+/- 11' - 0" +/- 5' - 11"

EXISTING CONCRETE
BEAMS, SLAB AND
PAVERS BEYOND TO
REMAIN

MAIN FLOOR
426' - 0"

FIRST FLOOR
440' - 8"

A-A ACOL COL

+/- 3' - 7"+/- 6' - 4 1/2"

AUTOMATIC
REVOVLVING DOOR

ACP ON LGMF W/ INSUL.

CONCRETE SLAB ON
GRADE
(SEE STRUCT'L DWGS)

LIGHT COVE

EXISTING PRECAST
CANOPY TO REMAIN

EXISTING WINDOW
SYSTEM TO REMAIN

NEW CONCRETE SIDEWALK
(SEE CIVIL DWGS)

A-2.0.14

1

A-2.0.14

3
SIM

ROOF DRAIN PIPING
(SEE PLUMB'G DWGS)

GWB CEILING
ASSEMBLY

C
E

IL
IN

G

1
1
' -

 2
"

EXIST'G FOUNDATION
WALL TO REMAIN

FP MAIN
(SEE FP DWGS)

HVAC DUCT
(SEE HVAC DWGS)

7

A-2.0.8

7' - 4 1/2"

BMBM

+/- 11' - 0" +/- 5' - 11"

EXTERIOR MATERIALS

EXTERIOR WALL TYPES:

TYPE 1: ALUMINUM CURTAINWALL SYSTEM AS SPECIFIED
2 1/2" PRECAST PANELS W/ ST. STL. CLIPS
ALUMINUM COMPOSITE PANEL- PACK WITH MINERAL FIBER INSULATION
2 1/2" RIGID INSULATION
FLUID APPLIED OR SHEET APPLIED WEATHER BARRIER
5/8" EXTERIOR GWB SHEATHING
METAL STUD W/ INSULATION OR CONCRETE BACK-UP WALL

NOTE:  REFER TO DETAILS FOR SPECIFIC COMPONENT ADJACENCIES

TYPE 2: GFRC PANELS W/ ST. STL. Z-CLIPS
SHEET APPLIED WEATHER BARRIER
5/8" EXTERIOR GWB SHEATHING
6" METAL STUD FRAMING

NOTE:  REFER TO DETAILS FOR SPECIFIC COMPONENT ADJACENCIES
ROOF:

TYP FLAT ROOF ASSEMBLY:
60mil BLACK EPDM ROOF FULLY ADHERED
1/2" COVER BOARD
TAPERED INSULATION
1/4"/FT TAPERED RIGID INSULATION (ISO AVG. R25)
PEEL & STICK VAPOR BARRIER
1/2" DENSDECK SHEATHING
1 1/2" 20 GA GALV. METAL DECK- REFER TO STRUCT'L DWGS

R AND U- VALUES:  

UNHEATED SLABS R10 (U-1.000) CONT. INSUL.
EXT. BELOW GRADE WALL R9 (U-0.111) CONT. INSUL.
METAL FRAMED CAVITY WALLS R13 (U-0.076) BATT + R7.5 (U-0.133) CONT. INSUL.= R20.5 (U-0.048)
SOFFIT (ATTIC) R38 (U-0.026)
ROOF R20 (U-0.050) CONT. INSUL.
SWINGING DOORS R2.7 (U-0.37)

FENESTRATION U-FACTOR (U-0.450)
ENTRANCE DOOR U-FACTOR (U-0.850)

FENESTRATION-
SOLAR HEAT GAIN CO-EFFECIENT SHGC (U-0.400)
CURTAINWALL AIR LEAKAGE 0.06 FEET PER MINUTE AT 1.57 LBS/SF

MECHANICALLY
FASTENED

1 1/2" DIA. GALV. STL TUBE
HANDRAIL

GALV. STL CHANNEL STAIR
STRINGER

GALV. STL GRATE TREAD
W/ SLIP RESISTANT
NOSING

GALV. STL TREAD
ATTACHMENT ANGLE

GALV. BEARING AND ATTACHMENT
ANGLE WELDED TO STRINGER

GALV. STL TUBE POST
ANCHORED TO SLAB

ALIGN TOP LANDING W/
T.O. THRESHOLD, TYP.

EXTERIOR STAIR & HANDRAIL
TO BE SHOP FABRICATED.
FINISH HD GALV., TYP.

PRECAST CONCRETE
WALKPADS W/ INTEGRAL FEET
AS INDICATED ON PLANS

3' - 0"

2

A-2.0.12

2

A-2.0.11

NEW 6' WIDE OSHA COMPLIANT
STEEL PAN STAIR. ANCHOR KNEE
WALL STRINGERS TO FLOOR SLAB
AND WALL.  PROVIDE PIPE HAND
RAIL AT EACH END.  PAINT ALL
STEEL.

NEW WALL AND DOOR, REF. PLANS

MODIFY EXISTING CEILING AS REQUIRED

NEW INSULATED HM DOOR
IN EXISTING WINDOW
OPENING

EXISTING PRECAST WALL/HEADER

NEW 1/4" SLIP RESISTANT
STL DIAMOND PLATE SILL @
DOOR

GWB

GALV STL DOOR AND
FRAME

SEALANT AND
BACKER ROD

6" MTL STUDS @ 16" O.C.

WOOD BLOCKING &
SHIM

GFRC PANEL ON CLIPS
(GFRC, 4" RIGID
INSULATION, MTL STUD)

WALL AIR/VAPOR BARRIER
- PROVIDE TRANSITION
STRIP AND RETURN INTO
JAMB, TYP.

5/8" FIBERGLASS MAT
GYPSUM SHEATHING

TRIM, PRESERVE, AND
REUSE EXISTING
INTERIOR SILL

NEW 1/4" SLIP RESISTANT
STL DIAMOND PLATE SILL
@ DOOR

NEW STAIRS AND
HANDRAILS

NEW ALUM SILL PLATE

NEW STAIRS AND
HANDRAILS

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"
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EXTERIOR

WALL

SECTIONS

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

SCALE:  1/2" = 1'-0"1
EXT. WALL SECTION THRU NEW CURTAINWALL

SCALE:  1/2" = 1'-0"2
EXT. WALL SECTION THRU REVOLVING DOOR

SCALE:  1" = 1'-0"3
SECTION DETAIL @ EXTERIOR ROOF ACCESS DOOR

NO. REVISION DATE

 1 1/2" = 1'-0"
4

JAMB DETAIL @ EXTERIOR ROOF ACCESS DOOR



AA

9.5
9.9

A-A A-A

9.1

1

A-2.0.5

2

A-2.0.5

A-2.0.63

+/- 7"

+/- 4°

2 1/2"

+/- 6' - 1 3/4"

2 1/2"

1
 1

/2
"

2 1/2"

+/- 6' - 1 3/4"

WORKING POINT
ON GRID A

2.7°3.4°

+
/- 4

.1
°

ALIGN TO
EXIST'G
PRECAST
EDGE

5
' -

 0
" 

 J
T

OUTSIDE NET FRAME

14' - 2 7/8"

R 7' - 0"

1/2"

2' - 6 3/4"

2' - 6 3/4"

1 1/2" +/- 5 1/4"
1 1/2"

+/- 5 1/4"

7
 1

/2
" 7

 1
/2

"

2' - 5 1/2"

ALIGN TO
EXIST'G
PRECAST
EDGE

2 1/2"

+/- 6' - 1 3/4"

2 1/2"

+/- 6' - 1 3/4"

2.7° 3.4°

+
/-

 4
.2

°

NEW TRAVERTINE PANELS
(REFER TO SECTIONS & LOBBY ELEVATIONS)

1' - 3"

A-2.0.8

1
Sim

A-2.0.8

1
Sim

A-2.0.8

2
Sim

A-2.0.8

2
SimOpp

Opp

A-2.0.8

4
Sim

A-2.0.8

4
Sim

Opp

A-2.0.6 4

NEW TRAVERTINE
PANELS

NEW TUBE STEEL STRUCTURE W/
FIREPROOFING & BASE PLATES
FOR ACP WALLS
(SEE STRUCT'L DWGS)

NEW PEDESTAL FIN TUBE RADIATION
(SEE MECH DWGS)

NEW AUTOMATIC REVOLVING DOOR

NEW ALUMINUM
CURTAINWALL SYSTEM

5

A-7.0.4

7' - 4 1/2" 7' - 4 1/2" 2 1/2"2 1/2"

3

A-7.0.5

ACP

1' - 4"

5
' -

 0
" 

 J
T

1
' -

 4
" 

 J
T

1
' -

 4
" 

 J
T

5
' -

 2
"

A
C

P

1
1
' -

 1
 1

/2
"

A
C

P

1
1
' -

 6
"

A-2.0.6

6

A-2.0.6
5

A-2.0.6
5

S
im

OPP

+/- 7"

+/- 4°

BENT ALUMINUM CLOSURE PLATE

A-2.0.8

6

1/2"1' - 3"

A-5.1.1

2
Sim

STEEL STRUCTURE FOR SIGN BAND
(TYPICAL ALL CUSTOM SIGN BANDS)
(SEE STRUCT'L DWGS)

OUTLINE OF CUSTOM SIGN
BAND ABOVE

6 1/2"

6
 1

/2
"

MAIN FLOOR
426' - 0"

FIRST FLOOR
440' - 8"

9.5

2

A-2.0.5
1

A-2.0.5

P
R

E
C

A
S

T

4
"

OUTLINE OF
EXISTING PRECAST
CANOPY TO REMAIN

C
W

+
/-

 2
' -

 3
 1

/4
"

C
U

R
T

A
IN

W
A

L
L
 (

C
W

)

+
/-

 1
0
' -

 8
 3

/4
"

+
/-

 1
3
' -

 0
"

ALIGN W/ EXISTING
PRECAST JOINT

P
R

E
C

A
S

T

+
/-

 1
' -

 4
"

SEE PLAN FOR DIMENSIONS

PRECAST (SHOWN OBLIQUE)

1
/2

"
1
/2

"
1
/2

"

OUTSIDE NET FRAME 

14' - 2 7/8" REVOLVING DOOR

16' - 3 1/8"

ALIGN

ALIGN

SEE PLAN FOR DIMENSIONS

PRECAST (SHOWN OBLIQUE)

PRECAST PRECAST PRECAST PRECAST

ALIGN

ALIGN

9
' -

 9
"

9
"

D
O

O
R

8
' -

 0
"

C
A

N
O

P
Y

1
' -

 9
"

+/- 2' - 10 1/2"

SEE PLAN FOR DIMENSIONS

PRECAST (SHOWN OBLIQUE)

ALIGN

ALIGN

SEE PLAN FOR DIMENSIONS

PRECAST (SHOWN OBLIQUE)

+/- 2' - 10 1/2"

A
C

P

8
' -

 0
"

A
C

P

1
' -

 9
 1

/2
"

A
C

P

8
 1

/2
"

ALIGN

ALIGN

ACP

1' - 4"

OUTLINE OF EXISTING
CONCRETE BEAM TO REMAIN

NEW SLOPED ACP
SOFFIT

NEW SLOPED EXT GWB SOFFIT
W/ LIGHT FIXTURES

ACP

1' - 4"

..

SCUPPER
(BOTH SIDES)

HATCHED AREA
INDICATES ACP

MAIN FLOOR
426' - 0"

ACP ON LGMF W/ INSUL.

OUTLINE OF REVOLVING
DOOR

11' - 6"

1' - 3 3/4"

1/2"

4' - 11 1/2"

1/2"

5' - 1 3/4"

1
0
' -

 6
"

1
/2

"
1
/2

"

+
/-

 1
3
' -

 4
"

MAIN FLOOR
426' - 0"

+
/-

 1
3
' -

 4
"

ACP ON LGMF W/ INSUL.

1
0
' -

 6
"

1
/2

"

1
1
 3

/4
"

+
/-

 1
1
' -

 6
 1

/2
"

1
/2

"

11' - 1 1/2"

1' - 3 3/4"

1/2"

4' - 11 1/2"

1/2"

4' - 9 1/4"

MAIN FLOOR
426' - 0"

3

A-7.0.5

GRAY HATCH
DENOTES NEW
TRAVERTINE

1' - 10 1/2" 1' - 10 1/2" 1' - 10 1/2" 1' - 10 1/2" 1' - 10 1/2" 7 1/2"

1' - 10 1/2" 1' - 10 1/2" 1' - 10 1/2" 1' - 10 1/2" 1' - 6 1/2"

A
L
IG

N

A
L
IG

N

+/- 1' - 10 1/2"

+/- 11 1/4"

A
L
IG

N

4
 1

/4
"

4
"

2
' -

 8
"

5
' -

 0
"

2
' -

 1
0
"

MAIN FLOOR
426' - 0"

9.9

GRAY HATCH
DENOTES NEW
TRAVERTINE

A
L
IG

N
A

L
IG

N

A
L
IG

N

2' - 0" 2' - 0" 2' - 0" 2' - 0" 2' - 0" 2' - 0" 1' - 0"

2' - 0" 2' - 0" 2' - 0" 2' - 0" 2' - 0" 2' - 0"

+/- 11"

+/- 1' - 11"

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"
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Author

EXTERIOR  ENLARGED PLAN &
ELEVATION @ ENTRY

A-2.0.6

EXTERIOR

ENLARGED

PLAN &

ELEVATION

@ ENTRY

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

SCALE:  1/2" = 1'-0"1
ENLARGED FLOOR PLAN @ MAIN ENTRY

SCALE:  1/2" = 1'-0"2
EXTERIOR ELEVATION OF NEW ENTRY CW/ACP

SCALE:  1/4" = 1'-0"3
INNER ACP ELEVATION @ REVOLVING DOOR (TYP OF 2)

SCALE:  1/4" = 1'-0"4
OUTER ACP ELEVATION @ REVOLVING DOOR (TYP OF 2)

SCALE:  1/2" = 1'-0"5
ELEVATION @ MAIN ENTRY NEW TRAVERTINE WALL

SCALE:  1/2" = 1'-0"6
ELEVATION @ STAIR 7 @ MAIN ENTRY

NO. REVISION DATE



FEDC

10

11

12

11.4

1

A-2.0.13

2

A-2.0.13

4

A-2.0.13

A-2.0.7

6

1

A-7.0.6

FED
C

10

11

12

13

11.4

A-2.0.2
2

A-2.0.2

3

A-2.0.2

1

9

A-2.0.9

A-2.0.7

6

A-2.0.1

9

A-2.0.7

7

A-2.0.7

8

E

11

12

13

9

A-2.0.9

7

A-2.0.12

5/8" FIBERGLASS MAT
GYPSUM SHEATHING

EXPANSION JOINT
FILLER

6" MTL STUDS @ 16" O.C.

AIR & VAPOR BARRIER

STRUCTURAL STEEL FRAMING -
REF. STRUCTURAL DWGS

SPRAY FIREPROOFING

GFRC PANEL ON CLIPS
(GFRC, 4" XPS INSULATION,
MTL STUD)

ST STL EXPANSION
JOINT COVER

EXISTING PRECAST CONCRETE PANEL

EXISTING JOINT IN PRE-CAST PANEL

NEW GFRC PANELS

NEW SEALANT JOINT IN NEW GFRC PANEL

1"

COMPRESSIBLE FILLER

5/8" FIBERGLASS MAT
GYPSUM SHEATHING

EXPANSION JOINT
FILLER

MTL STUDS @ 16" O.C.

AIR & VAPOR BARRIER

STRUCTURAL STEEL FRAMING -
REF. STRUCTURAL DWGS

SPRAY FIREPROOFING

GFRC PANEL ON CLIPS
(GFRC, 4" XPS INSULATION,
MTL STUD)

5/8" FIBERGLASS MAT
GYPSUM SHEATHING

GALV STL DOOR AND
FRAME

SEALANT AND
BACKER ROD

6" MTL STUDS @ 16" O.C.

P.T. BLOCKING & SHIM

STRUCTURAL STEEL FRAMING -
REF. STRUCTURAL DWGS

SPRAY FIREPROOFING

GFRC PANEL ON CLIPS
(GFRC, 4" RIGID INSULATION,
MTL STUD)

WALL AIR/VAPOR BARRIER
- PROVIDE TRANSITION
STRIP AND RETURN INTO
JAMB, TYP.

ROOF/PENTHOUSE

467' - 4"

T.O. STEEL

484' - 0"

1

A-2.0.9

7

A-2.0.9

3

A-2.0.9

1

A-2.0.10

1
' -

 0
"

7
' -

 4
"

6
' -

 2
"

3
' -

 0
"

A-2.0.7

2

2
' -

 4
"

8
"

2
' -

 0
"

2
' -

 4
"

HP

TYP. ROOF PITCH DIAGRAM

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"
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A-2.0.7

EXTERIOR
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DETAILS
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 1/8" = 1'-0"
3

NORTH COURTYARD PLAN @ SECOND FLOOR

 1/8" = 1'-0"
4

NORTH COURTYARD PLAN @ ROOF

 1/8" = 1'-0"
5

NORTH COURTYARD SHAFT ENCLOSURE ROOF PLAN

 1 1/2" = 1'-0"
6

DETAIL @ EXPANSION JOINT

 1 1/2" = 1'-0"
8

DETAIL @ GFRC & PRECAST PANEL INTERSECTION

 1 1/2" = 1'-0"
7

CORNER DETAIL @ COURTYARD ENCLOSURE

 1 1/2" = 1'-0"
2

PLAN DETAIL

 1/8" = 1'-0"
1

TYPICAL ROOF SHAFT ENCLOSURE F,G,H PLANS AND ELEVATIONS

NO. REVISION DATE



9.1

PROVIDE NEW PRECAST PANELS TO
MATCH EXISTING & NEW STEEL
CONNECTIONS FOR RELOCATION OF
FIRE DEPARTMENT CONNECTION PIPING

ALUMINUM CURTAINWALL SYSTEM
W/ 1" INSULATING GLASS

EXISTING CONCRETE
STRUCTURE TO REMAIN

NEW TRAVERTINE PANEL

7
 1

/2
"

2
 1

/2
"

NEW STEEL CONNECTIONS
FOR TRAVERTINE PANELS BY
PRECAST MANUF.

RELOCATED FIRE DEPARTMENT
CONNECTION PIPING

MEMBRANE COUNTERFLASHING
2 1/2"

EXISTING STAIR WALL TO REMAIN

BENT  ALUMINUM CLOSURE PLATE
FINISH TO MATCH CURTAINWALL

A-2.0.8

3

NEW FIRE DEPARTMENT CONNECTION
(SEE FP DWGS)

A

5/8" 10 3/4" 5/8" 2"

1' - 4"

1
/2

" 
J
T

5
/8

"

ACOUSTICAL BATT INSULATION

METAL STUD FRAMING

5/8" GWB

ALUMINUM COMPOSITE PANEL

SEALANT W/ BACKER ROD

1
' -

 4
"

2
"

2"

ALUMINUM COMPOSITE PANEL- PACK
WITH MINERAL FIBER INSULATION

SHEET APPLIED
WEATHER BARRIER

MEMBRANE COUNTER FLASHING

ALUMINUM CURTAINWALL
SYSTEM W/ 1" INSULATING GLASS

BATT INSULATION

BENT  ALUMINUM CLOSURE PLATE
FINISH TO MATCH CURTAINWALL

5/8" EXTERIOR GWB SHEATHING

AUTOMATIC REVOLVING DOOR

6" METAL STUD FRAMING

5/8" GWB

7
 1

/2
"

2
 1

/2
"

1/2"

1' - 4"

1/2"

5/8"

10 3/4"

5/8"

2"2"

ALUMINUM COMPOSITE PANEL

TUBE STEEL FRAME W/ BASE PLATES
(SEE STRUCT'L DWGS)

A-2.0.8

5

MEMBRANE
COUNTERFLASHING- TIE
INTO CURTAINWALL GLAZING
POCKET

SILICONE SEALANT-
TYPE 2

SILICONE SEALANT-
TYPE 3

SHEET APPLIED
MEMBRANE
COUNTER FLASHING

SPRAY FOAM
INSULATION

SHEET APPLIED WEATHER
BARRIER

SHIM PRECAST PANEL
AS REQ'D

ALUM CURTAIN WALL
CLOSURE TO MATCH
CURTAIN WALL FINISH

MEMBRANE
COUNTERFLASHING- TIE
INTO CURTAINWALL
GLAZING POCKET

SILICONE SEALANT-
TYPE 2

SILICONE SEALANT-
TYPE 3SHEET APPLIED

MEMBRANE FLASHING

SPRAY FOAM
INSULATION

MEMBRANE COUNTERFLASHING

FIREPROOFING, TYP

FIRST FLOOR
440' - 8"

COL

2 1/2"

1' - 4"

2
' -

 1
0
"

+/- 10 1/2"

EXIST'G
CONCRETE BEAM

EXTERIOR
GWB CEILING

CFMF (COLD-
FORMED METAL
FRAMING)

ALUMINUM COMPOSITE
PANEL

REMOVE EXISTING
PRECAST PANELS.
REMOVE EXISTING
PANEL CONNECTIONS

NEW STEEL BEAM WITH
FIREPROOFING
(SEE STRUCTURAL DWGS)

SEALANT W/
BACKER ROD

EXISTING PRECAST PANELS
AND METAL CONNECTIONS TO
REMAIN

EXIST'G CANOPY TO
REMAIN

FIRST FLOOR
440' - 8"

1' - 4"

+
/-

 1
' -

 9
"

EXIST'G
CONCRETE BEAM

EXTERIOR GWB
CEILING

CFMF (COLD-
FORMED METAL
FRAMING)

PT WOOD
BLOCKING

ALUMINUM COMPOSITE
PANEL

REMOVE EXISTING
PRECAST PANELS

REMOVE EXISTING
PANEL CONNECTIONS

SEALANT W/
BACKER ROD

EXISTING PRECAST
PANELS AND METAL
CONNECTIONS TO REMAIN

FIRST FLOOR
440' - 8"

SECOND FLOOR
454' - 0"

NEW PLUMB'G PIPING W/ HEAT
TRACE
(SEE PLUMB'G DWGS)

EXISTING PRECAST PANEL TO
REMAIN.  PROVIDE TEMPORARY
SUPPORTS TO KEEP IN PLACE

EXISTING CONCRETE
STRUCTURE TO REMAIN

NEW (R-38 MIN) CONTINUOUS
MINERAL WOOL BLANKET
INSULATION

EXISTING STOREFRONT SYSTEM TO REMAIN

NEW EXTERIOR SUSPENDED
CEMENT PLASTER SOFFIT
SYSTEM TO MATCH EXISTING
AS REQ'D FOR NEW
PLUMBING SCOPE ABOVE
(REFER TO RCPS FOR
EXTENT OF SCOPE)

SEALANT &
BACKER ROD, TYP

CORE THROUGH
EXIST'G CONC BEAM
FOR NEW PLUMBING
PIPING
(SEE STRUCT'L DWGS)

EXISTING PRECAST PANELS TO REMAIN

RE-USE EXIST'G CONC
BEAM PENETRATIONS
FOR NEW HVAC PIPING
(SEE HVAC DWGS)

A-7.0.6

3

A-8.2.0

5

A-8.2.0

5

A-2.0.14

3
SIM

SHEET APPLIED
WEATHER BARRIER

FIRST FLOOR
440' - 8"

SECOND FLOOR
454' - 0"

PROVIDE NEW STEEL CONNECTIONS
TO ATTACH NEW PRECAST PANELS (BY
PRECAST MANUFACTURER), TYPICAL
ALL PANELS TO BE REPLACED

NEW PLUMB'G PIPING
W/ HEAT TRACE
(SEE PLUMB'G DWGS)

EXISTING PRECAST PANEL TO
REMAIN.  PROVIDE TEMPORARY
SUPPORTS TO KEEP IN PLACE

NEW PRECAST PANELS  W/ STEEL
CONNECTIONS (BY PRECAST
MANUFACTURER)
MATCH ALL DIMENSIONS OF EXISTING
PANELS (VERIFY IN FIELD)

EXISTING PRECAST PANEL TO
REMAIN.  PROVIDE TEMPORARY
SUPPORTS TO KEEP IN PLACE

EXISTING CONCRETE
STRUCTURE TO REMAIN

NEW (R-38 MIN) CONTINUOUS MINERAL
WOOL BLANKET INSULATION

A-7.0.6

3
Sim

A-8.2.0

5

SHEET APPLIED AIR BARRIER

7
 1

/2
"

2 1/2"

ALUMINUM CURTAINWALL SYSTEM
W/ 1" INSULATED GLASS
(REFER TO PLAN ON A-2.0.3 FOR
ANGLE DIMENSIONS FOR GLAZING)

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"
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EXTERIOR PLAN & SECTION DETAILS

A-2.0.8

EXTERIOR

PLAN &

SECTION

DETAILS
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BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

SCALE:  1 1/2" = 1'-0"1
PLAN DETAIL @ EXISTING STAIR/ CURTAINWALL

SCALE:  1 1/2" = 1'-0"4
PLAN DETAIL @ METAL PANEL END WALL

SCALE:  1 1/2" = 1'-0"2
PLAN DETAIL @ REVOLVING DOOR

SCALE:  6" = 1'-0"3
PLAN DETAIL @ CURTAINWALL FLASHING- PRECAST

SCALE:  6" = 1'-0"5
PLAN DETAIL @ CURTAINWALL FLASHING- ACM

SCALE:  1 1/2" = 1'-0"7
DETAIL @ CANOPY ACP CEILING

SCALE:  1 1/2" = 1'-0"9
DETAIL @ CANOPY ACP FASCIA

SCALE:  3/4" = 1'-0"10
DETAIL @ EXTERIOR CEMENT PLASTER SOFFIT

SCALE:  3/4" = 1'-0"8
DETAIL @ EXTERIOR PRECAST SOFFIT

SCALE:  6" = 1'-0"6
PLAN DETAIL @ CURTAINWALL MID-MULLION

NO. REVISION DATE



Z-CLIPS - INSTALL
AS REQ. BY
MANUFACTURER

GFRC PANEL ON CLIPS
(GFRC, 4" RIGID INSULATION, MTL
STUDS)

AIR & VAPOR BARRIER

2 PIECE FLASHING
& DRIP EDGE

5/8" FIBERGLASS MAT
GYPSUM SHEATHING

SEALANT AND BACKER ROD
W/ WEEPS @ 24" O.C.

INTERGRAL DRIP EDGE IN
GFRC PANEL

SEAM TAPE

1/2" COVERBOARD

4" MIN ISOCYANURATE
INSULATION 2x 2" LAYERS
PLUS TAPER

INSULATED 3 5/8" METAL
STUD FRAMING

8
" 

M
IN

.

SEAL CLIP FASTENER

BUTTON PUNCH OR RIVET

4
"

NEW EPDM ROOF
MEMBRANE

6" REINFORCING EPDM
STRIP - FASTEN 6" O.C.

EXTERIOR PLYWOOD

EXISTING CONC. ROOF SLAB

NEW STRUCTURAL STEEL FRAME
- REF. STRUCTURAL DWGS

EXTERIOR PLYWOOD

1/2" COVERBOARD

1/2" COVERBOARD

1 1/2" STL DECK

LG STEEL JOISTS

4" MIN ISOCYANURATE INSULATION
2x 2" LAYERS

NEW EPDM ROOF MEMBRANE

PROTECTION FABRIC

EXISTING ROOF BALLAST

SPRAY FIREPROOFING

NEW EPDM ROOF
MEMBRANE - LAP AT
SEAMS AS REQ.

1/4" STL PLATE BRACKETS
AT PERIMETER - REF.
STRUCTURAL DWGS

P.T. BLOCKING

4" MIN XPS INSULATION

NEW EPDM ROOF
MEMBRANE

INSULATED 3 5/8" METAL STUD FRAMING

REMOVE GRAVEL & FABRIC &
CLEAN EPDM WITH SOAP & WATER
PREPARE WITH DYED MEMBRANE
CLEANER

6" REINFORCING EPDM STRIP -
FASTEN 6" O.C.

VAPOR BARRIER

EXISTING TAPERED LW CONCRETE

SHEET APPLIED
WEATHER BARRIER

SEALANT AND
BACKER ROD W/
WEEPS @ 24" O.C.

Z-CLIPS - AS REQ. BY
MANUFACTURER

STRUCTURAL STL
FRAMING BEYOND

EXISTING CONC. ROOF SLAB

NEW STRUCTURAL STEEL FRAME
- REF. STRUCTURAL DWGS

EXTERIOR PLYWOOD

1/2" COVERBOARD

LG STEEL JOISTS

SPRAY FIREPROOFING

NEW EPDM ROOF
MEMBRANE

1 1/2" MTL DECK

INSULATED 3 5/8" METAL
STUD FRAMING

6" MTL STUDS @ 16" O.C.

4" MIN ISOCYANURATE
INSULATION 2x 2" LAYERS
PLUS TAPER

2 PIECE FLASHING &
DRIP EDGE

A-2.0.9

4

GFRC PANEL ON CLIPS
(GFRC, 4" RIGID INSULATION, MTL
STUDS)

ROOF/PENTHOUSE
467' - 4"

EXISTING CONC. ROOF SLAB

NEW FULLY ADHERED EPDM ROOF SYSTEM

GFRC PANEL ON CLIPS, COORD. W/DUCT OPENINGS

RIGID INSULATION WITHIN GFRC FRAME

NEW STRUCTURAL STEEL FRAME -
REF. STRUCTURAL DWGS

STRUCTURAL STEEL FRAME
- REF. STRUCTURAL DWGS

PROVIDE SEALANT AND BACKER
ROD BETWEEN PANELS

 PITCH ROOF AS INDICATED ON
ROOF PLAN

NEW OPENING IN EXISTING ROOF SLAB

A-2.0.10

5

A-2.0.10

2

A-2.0.10

3

9
' -

 4
"

WALL TYPE 2

ROOF/PENTHOUSE
467' - 4"

EXISTING CONC. ROOF SLAB

NEW STRUCTURAL STEEL FRAME
- REF. STRUCTURAL DWGS

A-2.0.9

8PITCH ROOF AS INDICATED
ON ROOF PLAN

PROTECTION FABRIC

PAVERS ON PEDESTALS

4" MINIMUM XPS INSULATION

LIQUID APPLIED
WATERPROOFING MEMBRANE

DRAINAGE MAT

4
"

GFRC PANEL ON CLIPS
(GFRC, 4" RIGID INSULATION,
MTL STUDS)

AIR & VAPOR BARRIER

2 PIECE ST. STL
FLASHING & DRIP
EDGE

5/8" FIBERGLASS MAT
GYPSUM SHEATHING

SEALANT AND BACKER ROD
W/ WEEPS @ 24" O.C.

INTERGRAL DRIP EDGE IN
GFRC PANEL

INSULATED 3 5/8" METAL
STUD FRAMING

EXTERIOR PLYWOOD

EXISTING CONCRETE DECK

STRUCTURAL STEEL FRAMING

SPRAY FIREPROOFING

1' - 2"

A-2.0.9

5

T.O. STEEL

483' - 4"

SECOND FLOOR

454' - 0"

E

A-2.0.9

10

T.O. PARAPET

486' - 8"

3
' -

 4
"

A-2.0.12

7

FULLY ADHERED EPDM ROOF
MEMBRANE

4" MIN ISOCYANURATE
INSULATION 2x 2" LAYERS
PLUS TAPER

ST. STL FLASHING

6" MIN LIQUID APPLIED
COUNTER FLASHING

1/2" COVERBOARD

EXTERIOR PLYWOOD

STRUCTURAL STL FRAMING

WD BLOCKING

1 1/2" METAL DECK

EXPANSION JOINT FILLER

STRUCTURAL STL PLATE

INSULATED STUD WALL

E

ST. STL CLIP

0' - 2"

8
" 

M
IN

NEW EPDM ROOF
MEMBRANE

NEW EPDM ROOF
MEMBRANE

SEALANT

FASTEN 12" O.C. WITH
SCREW & PLATE

6
" 

,T
Y

P
.

VAPOR BARRIER

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"
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FARMINGTON, CT 06030

 6" = 1'-0"
4

ENLARGED DETAIL @ FRAMING ENCLOSURE PENETRATION

 1 1/2" = 1'-0"
8

DETAIL @ FRAMING ENCLOSURE

 1 1/2" = 1'-0"
3

DETAIL @ FRAMING ENCLOSURE PENETRATION

 1/2" = 1'-0"
1

SECTION THROUGH TYP. ROOF TOP SHAFT ENCLOSURE

 1/2" = 1'-0"
7

TYP. ELEVATED ROOF @ STRUCTURAL FRAMING

 1 1/2" = 1'-0"
5

BASE DETAIL @ COURTYARD ENCLOSURE

 1/8" = 1'-0"
9

DUCTWORK ENCLOSURE SECTION

 1 1/2" = 1'-0"
10

SECTION DETAIL @ COURTYARD SHAFT ENCLOSURE ROOF

NO. REVISION DATE



CL

STRUCTURAL STL
FRAMING

3
' -

 0
"

1
' -

 0
"

EXISTING CONC. ROOF SLAB

1/2" COVERBOARD

4" MIN ISOCYANURATE
INSULATION 2x 2" LAYERS

EPDM ROOF MEMBRANE

PROTECTION FABRIC

EXISTING ROOF BALLAST

A-2.0.9

4

SIM.
OPP.
HND

1' - 2"

6" REINFORCING EPDM STRIP -
FASTEN 6" O.C.

VAPOR BARRIER

EXISTING TAPERED LW
CONCRETE FILL

STRUCTURAL STEEL FRAME
- REF. STRUCTURAL DWGS

CL

1
' - 0

"

5/8" FIBERGLASS MAT
GYPSUM SHEATHING

LG STEEL JOISTS

SPRAY FIREPROOFING

AIR & VAPOR BARRIER

Z-CLIPS - AS REQ. BY
MANUFACTURER

GFRC PANEL ON CLIPS
(GFRC, 4" RIGID INSULATION,
MTL STUDS)

A-2.0.10

6 1' - 2"

RIGID INSULATION

2 PIECE ST STL FLASHING
& FLASHING EXTENSION

SHOP FABRICATED
EXTERIOR GALV. STL
STEPS - REF DETAIL
1/A2.0.12

EXTERIOR ALUMINUM
DOOR AND FRAME

2
' -

 0
"

CL

STAINLESS STEEL
FLASHING AND DRIP
EDGE

SEALANT AND
BACKER ROD

PROVIDE WALKPADS
AS INDICATED ON
PLANS

EXTERIOR PLYWOOD

ALUM THRESHOLD W/
THERMAL BARRIER

P.T. BLOCKING &
SHIM

(2) LAYERS EXTERIOR
PLYWOOD

 9
 '-

 4
"

1' - 2"

A-2.0.10

4

STRUCTURAL STL
FRAMING

EXISTING CONC. ROOF SLAB

1/2" COVERBOARD

4" MIN ISOCYANURATE
INSULATION 2x 2" LAYERS

EPDM ROOF MEMBRANE

PROTECTION FABRIC

EXISTING ROOF BALLAST

VAPOR BARRIER

EXISTING TAPERED LW
CONCRETE FILL

GFRC PANEL ON CLIPS
(GFRC, 4" XPS INSULATION,
MTL STUDS)

INSULATED DUCT

V
A

R
IE

S

CL

2x6 PT BLOCKING AS
REQUIRED

SEALANT

ALUMINUM ANCHOR BAR
AND FASCIA COVER

ST. STL FLASHING

SEALANT AND BACKER ROD

EPDM ROOF MEMBRANE

1/2" COVERBOARD SET IN
RIBBONS OF LOW RISE
FOAM 4" O.C.

1 1/2" STL DECK

1/4" STL PLATE BRACKETS
AT PERIMETER - REF.
STRUCTURAL DWGS

STRUCTURAL STL FRAME -
REF. STRUCTURAL DWGS

MTL STUD FRAMING
@ 16" O.C.

SPRAY FIREPROOFING

5/8" FIBERGLASS MAT
GYPSUM SHEATHING

AIR & VAPOR BARRIER

Z-CLIPS - AS REQ. BY
MANUFACTURER

GFRC PANEL ON CLIPS
(GFRC, 4" XPS
INSULATION, MTL STUDS)

4" MIN ISOCYANURATE
INSULATION 2x 2" LAYERS
PLUS TAPER

CL

SEALANT AND BACKER
ROD W/ WEEPS @ 24" O.C.

STRUCTURAL STL FRAME -
REF. STRUCTURAL DWGS

MTL STUD FRAMING
@ 16" O.C.

SPRAY FIREPROOFING

5/8" FIBERGLASS MAT
GYPSUM SHEATHING

AIR & VAPOR BARRIER

Z-CLIPS - AS REQ. BY
MANUFACTURER

GFRC PANEL ON CLIPS
(GFRC, RIGID INSULATION,
MTL STUDS)

WOOD BLOCKING & SHIM

STAINLESS STL FLASHING &
DRIP EDGE

GALV. STL DOOR & FRAME

SEAL CLIP FASTENER

SHEET APPLIED VB REQUIRED
AT TRANSITIONS, TYP.

GFRC PANEL ON CLIPS
(GFRC, 4" XPS INSULATION,
MTL STUDS)

MEMBRANE FLASHING
COLLAR

INSULATED DUCT

SELF-ADHERED
MEMBRANE FLASHING

WALL AIR/VAPOR
BARRIER - FULLY SEAL
TO DUCT AT OPENING

6"

SELF-ADHERED
MEMBRANE FLASHING
- FULLY SEAL
FLASHING TO DUCT

SEALANT

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"
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 1 1/2" = 1'-0"
2

DETAIL @ ROOF SHAFT ENCLOSURE BASE

 1 1/2" = 1'-0"
5

DETAIL @ ROOF SHAFT ENCLOSURE PARAPET

 1 1/2" = 1'-0"
1

DETAIL @ ACCESS DOOR

 1 1/2" = 1'-0"
3

TYPICAL DETAIL @ ROOF SHAFT ENCLOSURE PENETRATION

 3" = 1'-0"
6

ENLARGED DETAIL @ ROOF SHAFT ENCLOSURE PARAPET

 3" = 1'-0"
4

ENLARGED DETAIL @ ACCESS DOOR
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EXISTING CONC. ROOF SLAB

1/2" COVERBOARD

4" MIN ISOCYANURATE
INSULATION 2x 2" LAYERS

EPDM ROOF MEMBRANE

PROTECTION FABRIC

EXISTING ROOF BALLAST

SECURE VAPOR
BARRIER TO SUBSTRATE

MECHANICAL UNIT

ROOFING SEALANT
BETWEEN ROOF
MEMBRANE AND METAL
FLASHING

METAL FLASHING

MECHANICAL UNIT CURB ASSEMBLY

EXISTING TAPERED LW CONCRETE

VAPOR BARRIER

EXISTING CONC.
ROOF SLAB

4" MIN ISOCYANURATE
INSULATION 2x 2" LAYERS

EXISTING DECORATIVE
BALLAST TO BE REUSED

AIR/VAPOR BARRIER

1/2" COVERBOARD

NEW EPDM MEMBRANE

6" MIN REINFORCING EPDM
STRIP - FASTEN 6" O.C.
TYPICAL.

EXISTINGTAPERED LW
CONCRETE

P.T. WOOD BLOCKING -
HEIGHT TO MATCH
THICKNESS OF
INSULATION

ROOF FASTENING ASSEMBLY

ROOF MEMBRANE BASE
FLASHING

ROOF MEMBRANE FLASHING

PIPE PENETRATION

WRAP PIPE WITH ALUMINUM
TAPE

ROOFING SEALANT

TURN VAPOR BARRIER UP
AND SECURE

S.S. HOSE CLAMP

STL STRUCTURAL COL/POST -
REF STRUCT DWG.

DEMO/PATCH TAPERED LW
CONCRETE FILL AS REQUIRED
FOR STRUCTURE - REF. DEMO
PLANS AND STRUCTURAL
DWG.

EXISTING CONC.
ROOF SLAB

4" MIN ISOCYANURATE
INSULATION 2x 2" LAYERS
PLUS TAPER

EXISTING DECORATIVE
BALLAST TO BE REUSED

EXISTING LIGHTWEIGHT TAPERED
CONCRETE - DEMO AT NEW ROOFING
AS INDICATED ON PLANS

AIR/VAPOR BARRIER

1/2" COVERBOARD

NEW EPDM ROOF MEMBRANE

EXISTING ROOF NEW ROOF

EXISTING EPDM  ROOF MEMBRANE:
PREPARE SURFACE BY WASHING WITH
SOAP & WATER  & TREATING WITH
AGED ROOF CLEANER, TYPICAL

NEW EPDM ROOF MEMBRANE

SEAM TAPE

6" MIN REINFORCING STRIP - FASTEN 6"
O.C., TYPICAL.

MATCH HEIGHT OF EXISTING ROOF
WITH NEW ROOF AT SEAM, TYPICAL.

6" MIN REINFORCING EPDM
STRIP - FASTEN 6" O.C.
TYPICAL.

NEW FULLY ADHERED
EPDM ROOF MEMBRANE

EXISTING ST. STL
FLASHING

NEW 6" MIN LIQUID
APPLIED MEMBRANE
FLASHING

SEAM TAPE

EPDM ROOF MEMBRANE

4" MIN ISOCYANURATE
INSULATION 2x 2" LAYERS
PLUS TAPER

1/2" COVERBOARD

STRUCTURAL STL FRAMING

1 1/2" METAL DECK

EXPANDABLE FOAM STRIP

EPDM HAMMOCK

BATT INSULATION

VAPOR BARRIER

SPRAY FIREPROOFING

SUBSTRATE BOARD

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"
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 1 1/2" = 1'-0"
6

TYPICAL DETAIL @ MECHANICAL UNIT CURB

 1 1/2" = 1'-0"
4

TYPICAL DETAIL- NEW ROOFING @ EXISTING PARAPET

 1 1/2" = 1'-0"
2

FIELD WRAP DETAIL @ ROOF STRUCTURAL PENETRATIONS

 1 1/2" = 1'-0"
1

TYPICAL DETAIL@ NEW/EXISTING ROOFING

 1 1/2" = 1'-0"
5
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STL TUBE
POST

GALV. BEARING
AND ATTACHMENT
ANGLE WELDED
TO STRINGER

GALV. STL
CHANNEL STAIR
STRINGER

BOLTED
CONNECTION

GALV. STL GRATE
STAIR LANDING

1 1/2" DIA. GALV. STL
TUBE HANDRAIL

1 1/2" DIA. GALV. STL
TUBE HANDRAIL

GALV. STL CHANNEL
STAIR STRINGER

GALV. STL GRATE TREAD W/ SLIP
RESISTANT NOSING

GALV. STL TREAD ATTACHMENT
ANGLE

GALV. BEARING AND
ATTACHMENT ANGLE
WELDED TO STRINGER

GALV. STL TUBE POST
ANCHORED TO SLAB

ALIGN TOP LANDING W/
T.O. THRESHOLD, TYP.

STAIR & HANDRAIL TO BE SHOP
FABRICATED. FINISH HD GALV., TYP.

PRECAST CONCRETE WALKPADS AS
INDICATED ON PLANS

2

A-2.0.12

2

A-2.0.11

2' - 11"

NEW ROOFTOP
STRUCTURE. REF.
DETAILS

S.S. WIRE MESH DRAIN
BASKET

ROOF DRAIN
ASSEMBLY

ROOF DRAIN
CLAMPING RING

EXTEND ROOF
MEMBRANE
FLASHING UNDER
ROOF DRAIN
CLAMPING RING

ROOFING SEALANT
UNDER ROOF
MEMBRANE AT
CLAMPING RING

FULLY ADHERED EPDM
ROOF MEMBRANE

1/2" COVERBOARD

AIR & VAPOR
BARRIER

EXISTING CONCRETE
ROOF STRUCTURE

EXISTING DECORATIVE
ROOF BALLAST

SLOPE: 1/4"/1', TYP.

EXISTING CONC. ROOF SLAB

1/2" COVERBOARD

4" MIN ISOCYANURATE INSULATION
2x 2" LAYERS

NEW EPDM ROOF MEMBRANE

PROTECTION FABRIC

EXISTING ROOF BALLAST

2'x2'x2" PRECAST CONCRETE
ROOF PAVERS W/ INTEGRAL FEET

VAPOR BARRIER

EXISTING TAPERED LW CONCRETE

GFRC PANEL ON CLIPS
(GFRC, 4" RIGID INSULATION,
MTL STUDS)

AIR & VAPOR BARRIER

5/8" FIBERGLASS MAT
GYPSUM SHEATHING

SEALANT, TYP.

EXTERIOR PLYWOOD

ST. STL OVERFLOW SCUPPER
BOX - BOX TO HAVE
CONTINUOUS, WATERTIGHT,
SIDES & CONTINUOUS
FLANGE W/ ROUNDED
CORNERS

ALUM COPING CAP

CLEATS AS REQUIRED

 3
' -

 4
"

ROOF DRAIN
ASSEMBLY

EXTEND ROOF
MEMBRANE
FLASHING UNDER
ROOF DRAIN
CLAMPING RING

ROOFING SEALANT
UNDER ROOF
MEMBRANE AT
CLAMPING RING

EXTEND ROOF VAPOR
BARRIER UNDER ROOF
DRAIN CLAMPING RING

2' - 0"

SLOPE: 1/4"/1', TYP.
4
"

4
"

CL

2x6 PT BLOCKING AS
REQUIRED

ST. STL FLASHING

SEALANT AND BACKER ROD

EPDM ROOF MEMBRANE

1/2" COVERBOARD SET IN
RIBBONS OF LOW RISE
FOAM 4" O.C.

1 1/2" STL DECK

STRUCTURAL STL FRAME
- REF. STRUCTURAL DWGS

MTL STUD FRAMING
@ 16" O.C.

SPRAY FIREPROOFING

5/8" FIBERGLASS MAT
GYPSUM SHEATHING

AIR & VAPOR BARRIER

Z-CLIPS - AS REQ. BY
MANUFACTURER

GFRC PANEL ON CLIPS
(GFRC, 4" XPS
INSULATION, MTL STUDS)

4" MIN ISOCYANURATE
INSULATION 2x 2" LAYERS
PLUS TAPER

ADHERED MEMBRANE
FLASHING

ADHERED MEMBRANE
FLASHING @ WALL/ROOF
TRANSITION, TYP.

AIR/VAPOR BARRIER

SUBSTRATE BOARD

ALUM SCUPPER BOX
WITH ICE BREAKER

4" ALUM DOWNSPOUT -
SECURE WITH ALUM
BRACKETS AS PER
MNFR REQUIREMENTS

PERIMETER ALUM EDGE
& CRICKET BEYOND

SLOPE: 1/4"/1', TYP.

SUBSTRATE BOARD

ROOF AIR/VAPOR
BARRIER

4" MIN ISOCYANURATE
INSULATION 2x 2" LAYERS

1/2" COVERBOARD

EPDM MEMBRANE

MEMBRANE FLASHING

ST. STL OVERFLOW
SCUPPER BOX

SEALANT AT SCUPPER
BOX FLANGE
PERIMETER, TYP,

MEMBRANE FLASHING

EPDM MEMBRANE

WALL AIR/VAPOR
BARRIER

P.T. WOOD BLOCKING - HEIGHT TO
MATCH THICKNESS OF INSULATION

ROOF FASTENING ASSEMBLY

ROOF MEMBRANE BASE
FLASHING

ROOF MEMBRANE FLASHING

ROOFING SEALANT

TURN VAPOR BARRIER UP
AND SECURE

S.S. CLAMP

AIR/VAPOR BARRIER - FULLY SEAL
FLASHING TO DUCT AT OPENINGS

INSULATED DUCT

ROOF MEMBRANE

DUCT PENETRATION

1
' -

 0
"

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"
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2

SECTION DETAIL @ STAIR POST CONNECTION
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1

SECTION DETAIL @ EXTERIOR STAIRS
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5
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3

TYPICAL ROOF WALKPAD PAVERS
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7
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PAVERS ON PEDESTALS

4" MINIMUM XPS INSULATION

LIQUID APPLIED WATERPROOFING MEMBRANE

DRAINAGE MAT

EXISTING CONCRETE DECK

A-2.0.13

6

EXTERIOR INTERIOR

PROTECTION FABRIC

1/2" DRAINAGE MAT

LIQUID APPLIED
WATERPROOFING MEMBRANE

4" MIN XPS INSULATION

PAVERS ON PEDESTALS

EXISTING CONCRETE DECK

EXITING COURTYARD WINDOW

EXSITING BOTTOM RETURN OF
PRECAST CONCRETE PANEL TO BE
DEMOLISHED

PROTECTION FABRIC

1/2" DRAINAGE MAT

LIQUID APPLIED
WATERPROOFING MEMBRANE

4" MIN XPS INSULATION

PAVERS ON PEDESTALS

EXISTING CONCRETE DECK

EXISTING WINDOW BAY RADIATOR TO
BE DEMOLISHED AT DOOR -
COORDINATE WITH MEP

EXTERIOR ALUM DOOR AND FRAME
EXTERIOR INTERIOR

8
 1

/2
"

EXSITING CONCRETE CURB TO
BE DEMOLISHED

EXSITING BOTTOM PORTION OF
PRECAST CONCRETE PANEL TO BE
DEMOLISHED

A-2.0.13

3

PATCH AND REFINISH FLOOR
WHERE DAMAGED AS REQUIRED

PROTECTION FABRIC

PAVERS ON PEDESTALS

4" MINIMUM XPS INSULATION

LIQUID APPLIED
WATERPROOFING MEMBRANE

DRAINAGE MAT

EXISTING CONCRETE DECK

ALUMINUM THRESHOLD
PLATE

ALUMINUM SILL THRESHOLD

RUBBER TRANSITION STRIP

SHIM

1/4" PROTECTION BOARD ON FACE
OF CONCRETE CURB

PROTECTION FABRIC

PAVERS ON PEDESTALS

4" MINIMUM XPS
INSULATION

LIQUID APPLIED
WATERPROOFING MEMBRANE

DRAINAGE MAT

EXISTING CONCRETE DECK

EXPANSION JOINT COVER

SELF-ADHERED MEMBRANE FLASHING

2HR RATED EXPANSION JOINT FILLER

PAVERS ON PEDESTALS

4" MINIMUM XPS INSULATION

LIQUID APPLIED
WATERPROOFING MEMBRANE

DRAINAGE MAT

EXISTING CONCRETE DECK

PROTECTION FABRIC

ALL-LEVEL DRAIN

6" MIN FULLY ADHERED
MEMBRANE FLASHING

PROTECTION FABRIC

DRAINAGE MAT

4" MIN XPS INSULATION 2x
2" LAYERS

6" MIN FULLY ADHERED
MEMBRANE FLASHING

ALL-LEVEL DRAIN FLANGE

LIQUID APPLIED ROOF
MEMBRANE

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"
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 1 1/2" = 1'-0"
4

DETAIL @ COURTYARD EXPANSION JOINT

 1 1/2" = 1'-0"
2

SECTION DETAIL @ COURTYARD

 1 1/2" = 1'-0"
1

SECTION DETAIL @ COURTYARD DOOR

 3" = 1'-0"
3

ENLARGED DETAIL @ COURTYARD DOOR

 3" = 1'-0"
6

ENLARGED DETAIL @ COURTYARD EXPANSION JOINT

 1 1/2" = 1'-0"
5

DETAIL @ COURTYARD DRAIN
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MAIN FLOOR
426' - 0"

COL

F.O. FRAME

1' - 0"

7 1/2"

7"

SHELF

5"

2
 1

/2
"

3"

DRAINAGE BOARD

RIGID INSULATION

FLUID APPLIED
WATERPROOFING

STAINLESS STEEL CLIPS

PRECAST CONCRETE BASE

PROVIDE WEEPS TO DIRECT
WATER TO THE EXTERIOR

UNDERSLAB VAPOR BARRIER

2" UNDERSLAB INSULATION

CONCRETE SLAB
(SEE STRUCT DWGS)

MEMBRANE COUNTER FLASHING

ALUMINUM CURTAINWALL
SYSTEM W/ 1" INSULATING GLASS

BATT INSULATION

CONCRETE GRADE BEAM
(SEE STRUCT'L DWGS)

SHIM AS REQ'D

BENT  ALUMINUM CLOSURE PLATE
FINISHED TO MATCH CURTAINWALL

SPRING CLIP ATTACHMENT

CONT. ISOLATER SHIM

PEDESTAL FTR
(SEE MECH'L DWGS)

TUBE STEEL W/ FIREPROOFING
(SEE STRUCT'L DWGS)

S
H

E
L
F

9
"

1' - 4"
4
' -

 0
"

5
"

MIN

2"

A-2.0.14

5

4"

2" RIGID INSULATION

MORTAR FILLED CAVITY

WATER STOP

FIRST FLOOR
440' - 8"

COL

F.O. FRAME

1' - 0"

STEEL ANGLE TO HOLD UP DECKING
(SEE STRUCT'L DWGS)

TUBE STEEL W/ FIREPROOFING.
PAINTED BLACK.
(SEE STRUCT'L DWGS)

ALUMINUM COPING W/
CONTINOUS CLEAT (SLOPE
TOWARD ROOF)
FINISH TO MATCH CURTAINWALL

VAPOR BARRIER

(4" MIN) TAPERED RIGID
INSULATION

MEMBRANE ROOFING

PROTECTION BOARD

EXTERIOR GWB ROOF BOARD

1 1/2" METAL ROOF DECK

PT 2X WOOD BLOCKING

STAINLESS STEEL CLIPS

PRECAST CONCRETE PANEL

ALUMINUM CURTAINWALL
SYSTEM W/ 1" INSULATING GLASS

BATT INSULATION

4" METAL STUD FRAMING

5/8" EXTERIOR GWB SHEATHING

7 1/2"

+
/-

 1
' -

 5
"

2
 1

/2
"

1
' -

 1
1
"

NEW GWB CEILING SYSTEM ON
METAL FRAMING

STEEL ANGLE W/ VERTICAL
SUPPORTS
(SEE STRUCT'L DWGS)

2" MINERAL WOOL  INSULATION

A-2.0.14

6

4" THICK MIN. MEDIUM DENSITY
FIREPROOFING

SHEET APPLIED WEATHER BARRIER

T
.O

.S
.

1
' -

 1
"

ALUMINUM CLOSURE W/ FLAT
HEAD SCREWS. FINISH TO MATCH
CURTAINWALL

FIRST FLOOR
440' - 8"

COL

VIF

+/- 4"

ROOF DRAIN

ROOF DRAIN, REFER TO
PLUMBING DWGS.

EXTEND MEMBRANE INTO DRAIN

CLAMP RING & CUT OFF

SEALANT BELOW & ON TOP OF
MEMBRANE AND CLAMP RING, TYP.

2" GALV. STEEL
ROOF DECKING

TAPERED RIGID
ISOCYANURATE
INSULATION

3/4" EXTERIOR
GRADE PLYWOOD

FILL FIRST 12" OF
DECK FLUTES WITH
SPRAY FOAM
INSULATION, TYP.  AT
ALL PENETRATIONS

FLANGE KIT SCREWED TO PLYWOOD

NEW TUBE STEEL W/ FIREPROOFING
(SEE STRUCT'L DWGS)

EXISTING PRECAST PANEL
& STRUCTURE TO REMAIN

EXISTING WINDOWS TO REMAIN

NEW ACM ON LGMF
W/ INSUL

RUN EPDM FLASHING
MEMBRANE INTO NEW REGLET
IN PRECAST PANEL

GWB ON LGMF
CEILING AND
SOFFIT

LIGHT FIXTURE
AS SCHEDULED

BLOCKING
AS REQ'D.

A-2.0.14

7

T
.O

.S
T

E
E

L

1
' -

 1
"

4" THICK MIN. MEDIUM
DENSITY FIREPROOFING

LINEAR DIFFUSER BEYOND
(SEE HVAC DWGS)

SIDE WALL
SPRINKLER
(SEE FP DWGS)

FIRST FLOOR
440' - 8"

REVOLVING DOOR
WEATHERPROOF MEMBRANE &
WATERSPOUT SYSTEM OVER DUST
COVER ROOF

MEMBRANE COUNTERFLASHING

COATED ALUMINUM PAN FLASHING-
FINISH TO MATCH CURTAINWALL

REVOLVING DOOR
STRUCTURE

NEW GWB CEILING
SYSTEM

EXISTING PRECAST CANOPY
TO REMAIN

ALUMINUM COMPOSITE PANEL BATT INSULATION

6" CFMF

4" MINERAL WOOL  INSULATION

6
"

EXTERIOR GWB CEILING

MEMBRANE COUNTER
FLASHING.  LAP OVER EXIST'G
CANOPY

STEEL BEAM WITH
FIREPROOFING BEYOND
(SEE STRUCT'L DWGS)

9
"

STEEL BEAM WITH FIREPROOFING BEYOND
(SEE STRUCT'L DWGS)

LINE OF NEW GWB CEILING
SYSTEM BEYOND

FIRST FLOOR
440' - 8"

COL

1
"

1
/4

"

SLOPE 1/4"/FT.

+
/-

  
4
"

V.I.F.

+/- 4"

EXP JT.

2"

MINERAL WOOL INSULATION

REINFORCED POLY SUPPORT

P.T. WOOD BLOCKING

MEMBRANE
ROOFING - LAP
UP AND OVER
BLOCKING

MEMBRANE LAP PER
MANUFACT'S
RECOM'D

BACKER ROD

TERMINATION BAR
MEMBRANE COUNTER
FLASHING TRANSITION UP
AND OVER BLOCKING

METAL REGLET COUNTERFLASHING

EXIST'G PRECAST PANEL

CONT. 1/2" SEALANT

COORDINATE EXP. JT. COVER/
FLASHING MEMBRANE W/
MEMBRANE MANUFACTURER'S
REQUIREMENTS

MAIN FLOOR
426' - 0"

MEMBRANE
COUNTERFLASHING- TIE
INTO CURTAINWALL GLAZING
POCKET

SILICONE SEALANT-
TYPE 2

SPRAY FOAM INSULATION

SILICONE SEALANT-
TYPE 3

FLUID APPLIED
WATERPROFFING

EMBEDDED PLATE
(SEE STRUCT'L DWGS)

MEMBRANE FLASHING- LAP
OVER TUBE STEEL

MEMBRANE
COUNTERFLASHING- TIE
INTO CURTAINWALL GLAZING
POCKET

SILICONE SEALANT-
TYPE 2

SILICONE SEALANT-
TYPE 3

STAINLESS STEEL
THROUGH WALL FLASHING-
PROVIDE WEEPS

SHEET APPLIED WEATHER
BARRIER

SHEET APPLIED
MEMBRANE
COUNTER FLASHING

SPRAY FOAM INSULATION

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"
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EXTERIOR
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SCALE:  1 1/2" = 1'-0"3
DETAIL @ PRECAST/ CW BASE

SCALE:  1 1/2" = 1'-0"4
DETAIL @ PRECAST/CW HEAD

SCALE:  1 1/2" = 1'-0"2
DETAIL AT NEW ROOF CONNECTION TO EXIST'G

SCALE:  1 1/2" = 1'-0"1
DETAIL @ REVOLVING DOOR/ CURTAINWALL TRANSOM

SCALE:  6" = 1'-0"7
DETAIL @ EXPANSION JOINT

SCALE:  6" = 1'-0"5
DETAIL @ CURTAINWALL SILL- PRECAST

SCALE:  6" = 1'-0"6
DETAIL @ CURTAINWALL HEAD FLASHING

NO. REVISION DATE



1 1/2" CONT. STAINLESS STEEL
U-CHANNEL CAP

1 1/2"  SOLID WOOD HANDRAIL

STAINLESS STEEL BRACKET

STAINLESS STEEL CONT. BAR
RECESSED IN WOOD HANDRAIL

CAP SIDE OF EXPOSED CHANNEL
STRINGER WITH 3/8" STEEL PLATE &
PAINT ALL EXPOSED STEEL STRINGERS.
GRIND ANY EXPOSED WELDS SMOOTH
PRIOR TO PAINT APPLICATION

1" X 1" STAINLESS STEEL GUARDRAIL
PICKETS @ 4" O.C.

1 1/2" X 1 1/2" STEEL ANGLE
BRACKET

THRU BOLT CONNECTION

2
' -

 1
0
"

1

A-4.0.0

3

A-4.0.0

1 1/2" CONT. PAINTED STEEL
U-CHANNEL CAP

1 1/2"  SOLID WOOD HANDRAIL

PAINTED STEEL BRACKET

PAINTED STEEL CONT. BAR
RECESSED IN WOOD HANDRAIL

CAP SIDE OF EXPOSED CHANNEL
STRINGER WITH 3/8" STEEL PLATE &
PAINT ALL EXPOSED STEEL STRINGERS.
GRIND ANY EXPOSED WELDS SMOOTH
PRIOR TO PAINT APPLICATION

1" X 1" PAINTED STEEL GUARDRAIL
PICKETS @ 4" O.C.

1 1/2" X 1 1/2" PAINTED STEEL
ANGLE BRACKET

THRU BOLT CONNECTION

2
' -

 1
0
"

4

A-4.0.0

6

A-4.0.0

1 1/2" CONT. STAINLESS
STEEL U-CHANNEL CAP

1 1/2"  SOLID WOOD HANDRAIL

STAINLESS STEEL
BRACKET @ 4'-0" O.C.

1" X 1" STAINLESS STEEL
GUARDRAIL PICKETS @ 4" O.C.

NEW STAIR FINISHES - SEE
FINISH PLANS

NEW PAINT ON METAL RISERS
- SEE FINISH LEGEND

2
' -

 1
0
"

3
' -

 6
"

1 1/2"  SOLID WOOD HANDRAIL

1" X 1" STAINLESS STEEL
PICKET - ALIGN WITH

STOREFRONT MULLION
BEHIND

NEW STAIR FINISHES - SEE
FINISH PLANS

STOREFRONT MULLION BEHIND

NEW PAINT ON METAL RISERS
- SEE FINISH LEGEND

1 1/2" CONT. PAINTED
STEEL U-CHANNEL CAP

1 1/2"  SOLID WOOD HANDRAIL

PAINTED STEEL BRACKET
@ 4'-0" O.C., TYP.

1" X 1" PAINTED STEEL GUARDRAIL
PICKETS @ 4" O.C.

2
' -

 1
0
"

3
' -

 6
"

1 1/2"  SOLID WOOD HANDRAIL

PAINTED STEEL BRACKET
@ 4'-0" O.C., TYP.

NOT AN EXIT
SELF CLOSING HINGES

NEW HANDRAIL

2"x2"x5/16" ANGLE STEEL ANCHORED
TO WALL AS REQUIRED

GATE FRAME - 1"x1" TUBE STEEL WITH
3/4"x3/4" PICKETS

NEW GUARDRAIL
AND HANDRAIL

MOUNT SIGNAGE
TO PICKETS AS

NECESSARY

PLATE STEEL - WELD
TO GATE FRAME

2
' -

 6
"

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"
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VERTICAL CIRCULATION

A-4.0.0

VERTICAL

CIRCULATION

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1 1/2" = 1'-0"
2

TYPICAL STAIR CROSS SECTION WITH STAINLESS STEEL GUARDRAILS

 1 1/2" = 1'-0"
5

TYPICAL STAIR CROSS SECTION WITH PAINTED STEEL GUARDRAILS

 1 1/2" = 1'-0"
1

TYPICAL STAINLESS STEEL GUARDRAIL ELEVATION

 1 1/2" = 1'-0"
3

TYPICAL STAINLESS STEEL HANDRAIL ELEVATION

 1 1/2" = 1'-0"
4

TYPICAL PAINTED STEEL GUARDRAIL ELEVATION

 1 1/2" = 1'-0"
6

TYPICAL PAINTED STEEL HANDRAIL ELEVATION

GENERAL NOTE:
DETAILS TYPICAL FOR
CS6 ONLY

GENERAL NOTE:
DETAILS TYPICAL FOR
CS6 ONLY

GENERAL NOTE:
DETAILS TYPICAL FOR
CS6 ONLY

GENERAL NOTE:
DETAILS TYPICAL FOR
ALL STAIRS EXCEPT CS6

GENERAL NOTE:
DETAILS TYPICAL FOR ALL
STAIRS EXCEPT CS6

GENERAL NOTE:
DETAILS TYPICAL FOR
ALL STAIRS EXCEPT CS6

 1 1/2" = 1'-0"
7

TYPICAL STAIR EGRESS GATE

GENERAL NOTE:
MATCH STEEL TYPES WITH STAIR
SPECIFICATIONS

STAINLESS STEEL DETAILS TYPICAL
FOR STAIR CS6 ONLY

PAINTED STEEL DETAILS TYPICAL
FOR ALL STAIRS EXCEPT CS6

NO. REVISION DATE
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DOOR SCHEDULE

A-5.0.0

DOOR

SCHEDULE

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

DOOR SCHEDULE - 1

DOOR NO. ROOM

DOOR FRAME MISC.

S
E

C
U

R
IT

Y

REMARKSW
ID

T
H

H
E

IG
H

T

T
Y

P
E

T
Y

P
E

H
E

A
D

J
A

M
B

S
ID

E
 L

IG
H

T

L
A

B
E

L

H
A

R
D

W
A

R
E

M095 CORRIDOR 3' - 6" 8' - 0" C HM2 11/A-5.2.0 5&6/A-5.2.0 2

M096 CORRIDOR 3' - 6" 8' - 0" C HM2 11/A-5.2.0 5&6/A-5.2.0 2

M097 DENTAL SURGERY ROOM 3' - 6" 8' - 0" C HM2 11/A-5.2.0 5&6/A-5.2.0 2

M098 DENTAL SURGERY ROOM 3' - 6" 8' - 0" C HM2 11/A-5.2.0 5&6/A-5.2.0 2

M099 DENTAL SURGERY ROOM 3' - 6" 8' - 0" C HM2 11/A-5.2.0 5&6/A-5.2.0 3

M100 DENTAL SURGERY ROOM 3' - 6" 8' - 0" C HM2 11/A-5.2.0 5&6/A-5.2.0 3

M100A EMERGENCY WAITING 3' - 0" 8' - 4" D SF4 12/A-5.2.0 6/A-5.2.0 3' - 0" 13

M101 MED 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 44

M102 EMERGENCY WAITING 3' - 0" 8' - 4" D SF2 12/A-5.2.0 6/A-5.2.0 4' - 0" 13

M103 CORRIDOR 3' - 6" 8' - 0" I HM4 10/A-5.2.0 4/A-5.2.0 45 MIN 46

M104 DENTAL TREATMENT
ROOM

3' - 0" 8' - 4" F SF17 7/A-5.2.0 13/A-5.2.0 6' - 0" 20

M105 DENTAL TREATMENT
ROOM

3' - 0" 8' - 4" F SF17 7/A-5.2.0 13/A-5.2.0 20

M106 DENTAL TREATMENT
ROOM

3' - 0" 8' - 4" F SF17 7/A-5.2.0 13/A-5.2.0 6' - 0" 20

M107 DENTAL TREATMENT
ROOM

3' - 0" 8' - 4" F SF17 7/A-5.2.0 13/A-5.2.0 6' - 0" 20

M108 DENTAL TREATMENT
ROOM

3' - 0" 8' - 4" F SF17 7/A-5.2.0 13/A-5.2.0 6' - 0" 20

M109 CORRIDOR 3' - 6" 8' - 4" E SF7 7/A-5.2.0 13/A-5.2.0 2' - 0" 36

M110 STORAGE 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 7

M111 PATIENT TOILET 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 5

M112 PATIENT TOILET 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 5

M180 MEN'S PUBLIC RESTROOM 3' - 0" 8' - 0" H HM3 11/A-5.2.0 5&6/A-5.2.0 45 MIN 19 Automatic Activated Door

M181 ELECTRIC RM 3' - 0" 8' - 0" H HM3 11/A-5.2.0 5&6/A-5.2.0 45 MIN 11

M182 WOMEN'S PUBLIC
RESTROOM

3' - 0" 8' - 0" H HM3 11/A-5.2.0 5&6/A-5.2.0 45 MIN 19 Automatic Activated Door

M185 21 Entry Door - See
Specification

M186 WAITING 3' - 8" 8' - 4" 12/A-5.2.0 6/A-5.2.0 45 MIN 20

M187A WAITING 3' - 8" 8' - 0" O HM10 11/A-5.2.0 5&6/A-5.2.0 13

M187B CORRIDOR 3' - 8" 8' - 0" O HM10 11/A-5.2.0 5&6/A-5.2.0 13

M188 RECEPTION 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 2 w/ Vision Lite

M189 PATIENT TOILET 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 5

M190 CORRIDOR 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 12

M192 CRC SERVER 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 7

M193 CRC STORAGE 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 7

M195 CORRIDOR 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 13

M196 Room 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 7

M205 CRC DIRECTOR 3' - 0" 7' - 0" J HM7 11/A-5.2.0 5&6/A-5.2.0 2

M206 CORRIDOR 3' - 0" 7' - 0" J HM7 11/A-5.2.0 5&6/A-5.2.0 7

M208 CRC IS OFFICE 3' - 0" 7' - 0" J HM7 11/A-5.2.0 5&6/A-5.2.0 2

M209 CRC IS MANAGER 3' - 0" 7' - 0" J HM7 11/A-5.2.0 5&6/A-5.2.0 2

M210 CRC ASSISTANT
DIRECTOR

3' - 0" 7' - 0" J HM7 11/A-5.2.0 5&6/A-5.2.0 2

M211 CRC ADMIN 3' - 0" 7' - 0" J HM7 11/A-5.2.0 5&6/A-5.2.0 2

M216 MAIN LOBBY 6' - 0" 8' - 0" Q HM14 10/A-5.2.0 4/A-5.2.0 45 MIN 48

M216B CORRIDOR 6' - 0" 7' - 0" 42

M218 MAIN LOBBY 6' - 1" 8' - 0" M SF15 6/A-5.1.1 2/A-5.1.1 45 MIN 20

M218A CORRIDOR 3' - 8" 8' - 0" O HM10 11/A-5.2.0 5&6/A-5.2.0 36

M219 RECEPTION 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 2

M221 CORRIDOR 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 7

M223 CORRIDOR 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 36

M223D CLEAN/MED. 6' - 0" 8' - 0" V NONE 18 Lockable

M226 NURSE MGR. (1) 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 2

M227 RA (1) 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 2

M228 OPEN OFFICE (7) 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 3

M230 CORRIDOR 3' - 0" 8' - 0" A HM1 50 PROVIDE DOOR
ACTUATOR

M231 EXAM 1 3' - 8" 8' - 0" O HM10 11/A-5.2.0 5&6/A-5.2.0 1

M245 WAITING 3' - 6" 8' - 0" C HM2 11/A-5.2.0 5&6/A-5.2.0 36

M245A WAITING 3' - 4" 8' - 0" N HM9 11/A-5.2.0 5&6/A-5.2.0 36

M245B WAITING 3' - 0" 7' - 0" J HM7 11/A-5.2.0 5&6/A-5.2.0 36

M245C MAIN LOBBY 6' - 0" 8' - 0" M SF15 6/A-5.1.1 2/A-5.1.1 45 MIN 20

M247 EXAM 2 3' - 8" 8' - 0" O HM10 11/A-5.2.0 5&6/A-5.2.0 1

M248 EXAM 3 3' - 8" 8' - 0" O HM10 11/A-5.2.0 5&6/A-5.2.0 1

M255 TLT 3' - 0" 7' - 10" 11/A-5.2.0 5&6/A-5.2.0 5

M261 CORRIDOR 3' - 6" 8' - 0" R HM2b 10/A-5.2.0 4/A-5.2.0 44

M262 CORRIDOR 3' - 6" 7' - 10" 50 PROVIDE DOOR
ACTUATOR

M266 MED ROOM 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 44

M267 BREAK ROOM 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 1

M271 EXAM 7 3' - 8" 8' - 0" O HM10 11/A-5.2.0 5&6/A-5.2.0 1

M274 CORRIDOR 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 2

M277 CORRIDOR 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 8

M280 PFT 3' - 8" 8' - 0" O HM10 11/A-5.2.0 5&6/A-5.2.0 1

M280B PFT 2 3' - 8" 8' - 0" O HM10 11/A-5.2.0 5&6/A-5.2.0 1

M280C PULM TECHS 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 2

M280D EXERCISE TESTING 5' - 0" 8' - 0" S HM11 11/A-5.2.0 5&6/A5.2.0 17

M283 EXAM 12 3' - 8" 8' - 0" O HM10 11/A-5.2.0 5&6/A-5.2.0 1

M286 EXAM 14 3' - 4" 8' - 0" N HM9 11/A-5.2.0 5&6/A-5.2.0 1

M287 EXAM 13 3' - 4" 8' - 0" N HM9 11/A-5.2.0 5&6/A-5.2.0 1

M288 TREATMENT 5' - 0" 8' - 0" S HM11 11/A-5.2.0 5&6/A5.2.0 17

M289 ISO EXAM/ SPUTUM
INDUCTION (-)

3' - 4" 8' - 0" N HM9 11/A-5.2.0 5&6/A-5.2.0 1

M290 CORRIDOR 6' - 0" 8' - 0" P HM13 11/A-5.2.0 5&6/A-5.2.0 16

M291 EXAM 15 3' - 4" 8' - 0" N HM9 11/A-5.2.0 5&6/A-5.2.0 1

M293 CORRIDOR 4' - 0" 7' - 10" 50 PROVIDE DOOR
ACTUATOR

M304 CORRIDOR 6' - 0" 7' - 0" 42 Exist Door-New Hardware
only

M305 CORRIDOR 6' - 0" 8' - 0" P HM13 11/A-5.2.0 5&6/A-5.2.0 42

M316 DOC WAITING 3' - 0" 8' - 0" B HM1b 10/A-5.2.0 4/A-5.2.0 2

MEL7 ELECTRIC RM 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 12

MEL8 ELECTRIC RM 3' - 0" 8' - 0" H HM3 11/A-5.2.0 5&6/A-5.2.0 11

MEL9 ELECTRIC RM 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 11

MEL10 EMERGENCY ELECTRIC
RM

3' - 0" 8' - 0" H HM3 11/A-5.2.0 5&6/A-5.2.0 12

MLV1 IDF RM 3' - 0" 8' - 0" B HM1b 11/A-5.2.0 5&6/A-5.2.0 44

MLV2 IDF RM 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 45

MM18 SHAFT 18 3' - 0" 7' - 4" X HM1B 10/A-5.2.0 4/A-5.2.0 90 MIN 10

MM19 SHAFT 19 3' - 0" 7' - 4" X HM1B 10/A-5.2.0 4/A-5.2.0 90 MIN 10

MM22 SHAFT 22 3' - 0" 7' - 4" X HM1B 10/A-5.2.0 4/A-5.2.0 90 MIN 10

MM23 SHAFT 23 3' - 0" 7' - 4" X HM1B 10/A-5.2.0 4/A-5.2.0 90 MIN 10

MM24 SHAFT 24 3' - 0" 7' - 4" X HM1B 10/A-5.2.0 4/A-5.2.0 90 MIN 10

MS3A DISCHARGE
PASSAGEWAY

5' - 6" 7' - 0" U HM15 10/A-5.2.0 4/A-5.2.0 90 MIN 15

MS3B DISCHARGE
PASSAGEWAY

5' - 6" 7' - 0" U HM15 10/A-5.2.0 4/A-5.2.0 90 MIN 41

MS3C DISCHARGE
PASSAGEWAY

3' - 0" 8' - 0" G HM4 10/A-5.2.0 4/A-5.2.0 90 MIN 13

MS6 STAIR 6 3' - 6" 9' - 6" W TGP 90 MIN 20

Grand total: 185
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BASEMENT

B003B Room 3' - 0" 7' - 0" J HM7 11/A-5.2.0 5&6/A-5.2.0 36 Exist Door-New Hardware
only

B003C Room 6' - 0" 7' - 0" 40 Exist Door-New Hardware
only

B003D Room 6' - 0" 7' - 0" 40 Exist Door-New Hardware
only

B004 Room 6' - 0" 7' - 0" 40 Exist Door-New Hardware
only

B004A Room 6' - 0" 7' - 0" 40 Exist Door-New Hardware
only

B007A Room 4' - 0" 8' - 0" 37 Exist Door-New Hardware
only

BEL5 Room 3' - 0" 7' - 0" G HM8 10/A-5.2.0 4/A-5.2.0 45 MIN 10

BLV1 MDF ROOM 3' - 0" 7' - 0" J HM7 10/A-5.2.0 4/A-5.2.0 45

BS2 Room 3' - 0" 7' - 0" J HM7 11/A-5.2.0 5&6/A-5.2.0 36 Exist Door-New Hardware
only

GROUND FLOOR

G008A Room 3' - 0" 7' - 0" J HM7 11/A-5.2.0 5&6/A-5.2.0 44

G008B Room 3' - 0" 7' - 0" J HM7 11/A-5.2.0 5&6/A-5.2.0 44

G086 LECTURE 3' - 0" 8' - 4" D SF4 12/A-5.2.0 6/A-5.2.0 3' - 0" 14 See Elev. Sht. A-5.1.0

G092 STUDY 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 2

G206 STORAGE 3' - 0" 7' - 0" J HM7 11/A-5.2.0 5&6/A-5.2.0 44

G215 STUDY RM 3' - 6" 8' - 0" C HM2 11/A-5.2.0 5&6/A-5.2.0 13

GEL7 CORRIDOR 3' - 0" 8' - 0" B HM1b 10/A-5.2.0 4/A-5.2.0 11

GEL8 ELECTRIC RM 3' - 0" 8' - 0" H HM3 10/A-5.2.0 4/A-5.2.0 11

GEL9 EMERGENCY ELECTRIC
RM

3' - 0" 7' - 0" G HM8 11/A-5.2.0 5&6/A-5.2.0 11

GEL10 EMERGENCY ELECTRIC
RM

3' - 0" 7' - 0" G HM8 11/A-5.2.0 5&6/A-5.2.0 11

GLV2 EMERGENCY ELECTRIC
RM

3' - 0" 7' - 0" G HM8 11/A-5.2.0 5&6/A-5.2.0 45

MAIN FLOOR

M001 HSKP 3' - 0" 8' - 0" B HM1b 10/A-5.2.0 4/A-5.2.0 7

M002 CYLINDER STORAGE 3' - 0" 8' - 0" H HM3 11/A-5.2.0 5&6/A-5.2.0 45 MIN 9

M003 NITROUS DELIVERY
SYSTEM

3' - 0" 8' - 0" H HM3 11/A-5.2.0 5&6/A-5.2.0 45 MIN 9

M004 CORRIDOR 6' - 0" 7' - 0" 42 Exist Door-New Hardware
only

M006 EQUIPMENT STORAGE 3' - 0" 8' - 0" B HM1b 10/A-5.2.0 4/A-5.2.0 8

M007 MILLING RM 3' - 0" 8' - 0" B HM1b 10/A-5.2.0 4/A-5.2.0 2

M012 STAFF TOILET 3' - 0" 8' - 0" B HM1b 10/A-5.2.0 4/A-5.2.0 6

M013 STAFF TOILET 3' - 0" 8' - 0" B HM1b 10/A-5.2.0 4/A-5.2.0 6

M014 LAB 3' - 0" 8' - 0" B HM1b 10/A-5.2.0 4/A-5.2.0 2

M015 MED PREP 3' - 0" 8' - 0" B HM1b 10/A-5.2.0 4/A-5.2.0 44

M016 CORRIDOR 3' - 6" 8' - 0" R HM2b 10/A-5.2.0 4/A-5.2.0 43

M017 CLEAN UTILITY / SUPPLIES 3' - 6" 8' - 0" R HM2b 10/A-5.2.0 4/A-5.2.0 43

M019 OMFR RESIDENT STUDY 3' - 0" 8' - 4" D SF4 12/A-5.2.0 6/A-5.2.0 3' - 0" 2 See Elev. Sht. A-5.1.0

M019A CHANGING RM 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 4

M020 CORRIDOR 3' - 0" 8' - 4" D SF6 12/A-5.2.0 6/A-5.2.0 2' - 0" 3 See Elev. Sht. A-5.1.0

M020A AEGD RESIDENT STUDY 3' - 0" 8' - 4" D SF6 12/A-5.2.0 6/A-5.2.0 2' - 0" 2

M020C CHANGING RM 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 4

M022 CORRIDOR 3' - 0" 8' - 4" D SF4 12/A-5.2.0 6/A-5.2.0 3' - 0" 2

M023 CORRIDOR 3' - 0" 8' - 4" D SF13 12/A-5.2.0 6/A-5.2.0 3' - 0" 2

M024 EQUIPMENT STORAGE 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 7

M025 CLINICAL ENGINEERING 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 2

M026 PATIENT CONSULT 3' - 0" 8' - 4" D SF4 12/A-5.2.0 6/A-5.2.0 3' - 0" 1

M027 OMFR FACULTY OFFICE 3' - 0" 8' - 4" D SF4 12/A-5.2.0 6/A-5.2.0 3' - 0" 2

M028 OFFICE - LDA 3' - 0" 8' - 4" D SF4 12/A-5.2.0 6/A-5.2.0 3' - 0" 3

M029 PATIENT CONSULT 3' - 0" 8' - 4" D SF4 12/A-5.2.0 6/A-5.2.0 3' - 0" 2

M034 DENTAL TREATMENT
ROOM

3' - 0" 8' - 4" F SF17 7/A-5.2.0 13/A-5.2.0 6' - 0" 20

M035 DENTAL TREATMENT
ROOM

3' - 0" 8' - 4" F SF17 7/A-5.2.0 13/A-5.2.0 6' - 0" 20

M039 DENTAL TREATMENT
ROOM

3' - 0" 8' - 4" F SF17 7/A-5.2.0 13/A-5.2.0 6' - 0" 20

M040 DENTAL TREATMENT
ROOM

3' - 0" 8' - 4" F SF17 7/A-5.2.0 13/A-5.2.0 6' - 0" 20

M044 OFFICE PCC 3' - 0" 8' - 4" D SF2 12/A-5.2.0 6/A-5.2.0 4' - 0" 2

M046 PATIENT CONSULT 3' - 0" 8' - 4" D SF2 12/A-5.2.0 6/A-5.2.0 4' - 0" 1

M047 CORRIDOR 3' - 0" 8' - 4" D SF2 12/A-5.2.0 6/A-5.2.0 4' - 0" 1

M048 CORRIDOR 3' - 6" 8' - 4" E SF7 7/A-5.2.0 13/A-5.2.0 2' - 0" 36

M049A DENTAL WAITING 6' - 3" 7' - 10" M SF15 6/A-5.1.1 2/A-5.1.1 45 MIN 20 See Plans and Elevations

M049B DENTAL WAITING 6' - 0" 8' - 0" M SF15 6/A-5.1.1 2/A-5.1.1 45 MIN 20 See Plans and Elevations

M049C DENTAL WAITING 3' - 0" 7' - 0" J HM7 11/A-5.2.0 5&6/A-5.2.0 2 Paint Grade. See Finish
Plan

M050 OFFICE - PSR
SUPERVISOR

3' - 0" 7' - 0" J SF1 12/A-5.2.0 6/A-5.2.0 2' - 0" 2

M051 PATIENT CONSULT 3' - 0" 8' - 4" D SF2 12/A-5.2.0 6/A-5.2.0 4' - 0" 1

M052 PATIENT CONSULT 3' - 0" 8' - 4" D SF2 12/A-5.2.0 6/A-5.2.0 4' - 0" 1

M053A RADIOLOGY 3' - 0" 8' - 4" D SF16 12/A-5.2.0 6/A-5.2.0 36

M053B RADIOLOGY 3' - 0" 8' - 4" D SF6 12/A-5.2.0 6/A-5.2.0 2' - 0" 13

M054 OFFICE - PCC 3' - 0" 8' - 4" D SF5 12/A-5.2.0 6/A-5.2.0 6' - 0" 2

M055 INTR-ORAL X-RAY 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 1

M056 INTR-ORAL X-RAY 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 1

M057 INTR-ORAL X-RAY 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 1

M058 INTR-ORAL X-RAY 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 1

M059 LG VOL CONE BEAM 3' - 0" 8' - 0" K HM5 11/A-5.2.0 5&6/A-5.2.0 29

M060 PAN / CEPH 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 1

M061 RADIOLOGY 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 29

M062 WORK ROOM 3' - 0" 8' - 0" K HM5 11/A-5.2.0 5&6/A-5.2.0 1

M063 RADIOLOGY RESIDENT /
STUDENT WORKSTATIONS

3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 2

M064 FUTURE CONE BEAM 3' - 0" 8' - 0" K HM5 11/A-5.2.0 5&6/A-5.2.0 29

M065 PANORAMIC 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 1

M066 FUTURE PANORAMIC 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 1

M067 RADIOLOGY 3' - 0" 8' - 4" D SF5 12/A-5.2.0 6/A-5.2.0 6' - 0" 2

M068 RADIOLOGY FACULTY
WORKSTATIONS

3' - 0" 8' - 4" D SF13 12/A-5.2.0 6/A-5.2.0 3' - 0" 2

M069 CORRIDOR 3' - 0" 8' - 0" H HM3 11/A-5.2.0 5&6/A-5.2.0 45 MIN 39

M070 CORRIDOR 3' - 0" 8' - 0" B HM1b 10/A-5.2.0 4/A-5.2.0 2

M071 DOC TREATMENT RM 3' - 0" 8' - 0" B HM1b 10/A-5.2.0 4/A-5.2.0 2

M072 CORRIDOR 3' - 0" 8' - 0" B HM1b 10/A-5.2.0 4/A-5.2.0 13

M074 OMFS RESIDENT STUDY
(13)

3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 2

M074A CHANGING 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 4

M081 CORRIDOR 3' - 0" 8' - 0" H HM3 11/A-5.2.0 5&6/A-5.2.0 45 MIN 30

M083 CORRIDOR 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 2

M087 EQ STORAGE 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 7

M088 PATIENT TOILET 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 5

M089 CHANGING 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 4

M092 CORRIDOR 3' - 0" 8' - 0" H HM3 11/A-5.2.0 5&6/A-5.2.0 45 MIN 30

M094 DENTAL SURGERY ROOM 3' - 6" 8' - 0" C HM2 11/A-5.2.0 5&6/A-5.2.0 2
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BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

DOOR SCHEDULE - 2
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2098 PRACTICE MANAGER 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 2

2099 RECEPTION 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 2

2100 COA/NURSE WORK 3' - 4" 8' - 0" N HM9 11/A-5.2.0 5&6/A-5.2.0 2

2101 CORRIDOR 3' - 4" 8' - 0" N HM9 11/A-5.2.0 5&6/A-5.2.0 1

2102 EXAM 7 3' - 4" 8' - 0" N HM9 11/A-5.2.0 5&6/A-5.2.0 1

2103 MD WORK 3' - 4" 8' - 0" N HM9 11/A-5.2.0 5&6/A-5.2.0 2

2104 MA WORK 3' - 4" 8' - 0" N HM9 11/A-5.2.0 5&6/A-5.2.0 2

2105 EXAM 6 3' - 4" 8' - 0" N HM9 11/A-5.2.0 5&6/A-5.2.0 1

2106 TOILET 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 5

2107 TOILET 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 5

2108 CLEAN/MED. PREP 3' - 4" 8' - 0" N HM9 11/A-5.2.0 5&6/A-5.2.0 44

2109 SOILED HOLDING 3' - 4" 8' - 0" N HM9 11/A-5.2.0 5&6/A-5.2.0 43

2110 EXAM 17 3' - 4" 8' - 0" N HM9 11/A-5.2.0 5&6/A-5.2.0 1

2111 EXAM 16 3' - 4" 8' - 0" N HM9 11/A-5.2.0 5&6/A-5.2.0 1

2112 EXAM 15 3' - 4" 8' - 0" N HM9 11/A-5.2.0 5&6/A-5.2.0 1

2113 EXAM 5 3' - 8" 8' - 0" O HM10 11/A-5.2.0 5&6/A-5.2.0 1

2114 EXAM 4 3' - 8" 8' - 0" O HM10 11/A-5.2.0 5&6/A-5.2.0 1

2115 EXAM 3 3' - 8" 8' - 0" O HM10 11/A-5.2.0 5&6/A-5.2.0 1

2116 EXAM 2 3' - 8" 8' - 0" O HM10 11/A-5.2.0 5&6/A-5.2.0 1

2117 CORRIDOR 3' - 8" 8' - 0" O HM10 11/A-5.2.0 5&6/A-5.2.0 1

2118 NURSE WORK 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 2

2133A CORRIDOR 6' - 0" 8' - 0" Q HM14 10/A-5.2.0 4/A-5.2.0 45
MIN

15

2133B CORRIDOR 6' - 0" 8' - 0" P HM13 11/A-5.2.0 5&6/A-5.2.0 23

2134 CARDIO. FELLOWS (7) 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 3

2135 CORRIDOR 6' - 0" 8' - 0" P HM13 11/A-5.2.0 5&6/A-5.2.0 42

2135A CORRIDOR 6' - 0" 8' - 0" P HM13 11/A-5.2.0 5&6/A-5.2.0 24

2135B CORRIDOR 3' - 0" 7' - 9" 32 New Storfront Dr. -
Match Exist.

2142A TOILET 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 5

2145 CORRIDOR 6' - 0" 8' - 0" Q HM14 10/A-5.2.0 4/A-5.2.0 45
MIN

15

2146 HSKP 3' - 0" 8' - 0" B HM1b 10/A-5.2.0 4/A-5.2.0 7

2147A PREP/ RECOVERY 6' - 0" 8' - 0" Q HM14 10/A-5.2.0 4/A-5.2.0 45
MIN

28

2147B PREP/ RECOVERY 6' - 0" 8' - 0" P HM13 11/A-5.2.0 5&6/A-5.2.0 23

2148 ISOL. (5) (-) 3' - 8" 8' - 0" O HM10 11/A-5.2.0 5&6/A-5.2.0 31

2149 SOILED 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 43

2150 PREP/ RECOVERY 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 43

2151 TOILET 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 5

2152 PREP/ RECOVERY 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 44

2153 MD ECHO READING 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 3

2154A CORRIDOR 3' - 6" 8' - 0" C HM2 11/A-5.2.0 5&6/A-5.2.0 36

2154B CORRIDOR 6' - 0" 8' - 0" Q HM14 10/A-5.2.0 4/A-5.2.0 45
MIN

22

2155 OFFICE 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 2

2156 OFFICE 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 2

2157 STAFF WORK 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 3

2158 VIEWING/     STAFF WORK 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 2

2159 STRESS 5' - 0" 8' - 0" S HM11 11/A-5.2.0 5&6/A5.2.0 17

2160 ECHO 1 3' - 8" 7' -
10"

11/A-5.2.0 5&6/A-5.2.0 2

2161 TOILET 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 6

2162 PRIVATE VIEWING 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 2

2163 ECHO 2 3' - 8" 8' - 0" O HM10 11/A-5.2.0 5&6/A-5.2.0 2

2164 ECHO 4 (-) 3' - 8" 8' - 0" O HM10 11/A-5.2.0 5&6/A-5.2.0 44

2165 ECHO 3 3' - 8" 8' - 0" O HM10 11/A-5.2.0 5&6/A-5.2.0 2

2166 CORRIDOR 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 44

2167 CORR. 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 2

2168 OFFICE 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 2

2169 OFFICE 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 2

2170 OFFICE 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 2

2171 CORRIDOR 6' - 0" 8' - 0" P HM13 11/A-5.2.0 5&6/A-5.2.0 27

ME3 3' - 0" 3' - 0" 10/A-5.2.0 4/A-5.2.0

ROOF/PENTHOUSE

P007 MECHANICAL ROOM 3' - 0" 7' - 0" 33

P008 MECHANICAL ROOM 6' - 0" 7' - 0" 34

P009 MECHANICAL ROOM 6' - 0" 7' - 0" 34

P010 ROOF ACCESS VESTIBULE 6' - 0" 6' - 5" 34

P010A ROOF ACCESS VESTIBULE 6' - 0" 7' - 0" 35

Grand total: 233
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1160 WOMEN'S PUBLIC
RESTROOM

3' - 0" 8' - 0" H HM3 11/A-5.2.0 5&6/A-5.2.0 45
MIN

19 AUTOMATIC
ACTIVATED DOOR

1200 MAIN LOBBY 3' - 6" 8' - 0" I HM4 11/A-5.2.0 5&6/A-5.2.0 45
MIN

47

1202 MAIN LOBBY 6' - 0" 8' - 0" M SF15 6/A-5.1.1 2/A-5.1.1 45
MIN

20 See Elev. Sht. A-5.1.0

1204 MAIN LOBBY 3' - 0" 8' - 0" H HM3 11/A-5.2.0 5&6/A-5.2.0 45
MIN

37

1205 OFFICE 1 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 2

1206 OFFICE 2 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 2

1207 OFFICE 3 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 2

1208 OFFICE 4 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 2

1212 UNASSIGNED 3' - 0" 8' - 0" H HM3 11/A-5.2.0 5&6/A5.2.0 45
MIN

7

1232 CORRIDOR 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 36

1249 CORRIDOR 3' - 0" 8' - 0" B HM1b 11/A-5.2.0 5&6/A-5.2.0 13

1250 CORRIDOR 3' - 6" 8' - 0" C HM2 11/A-5.2.0 5&6/A-5.2.0 38

1251 CONSULT 3' - 0" 8' - 4" D SF4 12/A-5.2.0 6/A-5.2.0 3' - 0" 1 See Elev. Sht. A-5.1.0

1252 CONSULT 3' - 0" 8' - 4" D SF4 12/A-5.2.0 6/A-5.2.0 3' - 0" 1 See Elev. Sht. A-5.1.0

1253 CONSULT 3' - 0" 8' - 4" D SF4 12/A-5.2.0 6/A-5.2.0 3' - 0" 1 See Elev. Sht. A-5.1.0

1255 EQUIPMENT STORAGE 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 7

1256 PATIENT TOILET 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 5

1257 PATIENT TOILET 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 5

1260 DENTAL TREATMENT
ROOM

3' - 0" 8' - 4" F SF17 7/A-5.2.0 13/A-5.2.0 6' - 0" 20 See Elev. Sht. A-5.1.0

1261 DENTAL TREATMENT
ROOM

3' - 0" 8' - 4" F SF17 7/A-5.2.0 13/A-5.2.0 6' - 0" 20 See Elev. Sht. A-5.1.0

1265 DENTAL TREATMENT
ROOM

3' - 0" 8' - 4" F SF17 7/A-5.2.0 13/A-5.2.0 6' - 0" 20 See Elev. Sht. A-5.1.0

1266 DENTAL TREATMENT
ROOM

3' - 0" 8' - 4" F SF17 7/A-5.2.0 13/A-5.2.0 6' - 0" 20 See Elev. Sht. A-5.1.0

1270 DENTAL TREATMENT
ROOM

3' - 0" 8' - 4" F SF17 7/A-5.2.0 13/A-5.2.0 6' - 0" 20 See Elev. Sht. A-5.1.0

1271 CORRIDOR 3' - 0" 8' - 4" F SF17 7/A-5.2.0 13/A-5.2.0 6' - 0" 20 See Elev. Sht. A-5.1.0

1275 MILLING RM 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 2

1276 MED PREP 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 44

1277 LAB 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 2

1278 CORRIDOR 3' - 0" 8' - 4" D SF4 12/A-5.2.0 6/A-5.2.0 3' - 0" 2 See Elev. Sht. A-5.1.0

1279 SPECIAL PROCEDURE RM 3' - 0" 8' - 4" D SF6 12/A-5.2.0 6/A-5.2.0 2' - 0" 2 See Elev. Sht. A-5.1.0

1280A CLEAN UTILITY / SUPPLIES 3' - 6" 8' - 0" C HM2 11/A-5.2.0 5&6/A-5.2.0 43

1280B CLEAN UTILITY / SUPPLIES 3' - 6" 8' - 0" R HM2b 10/A-5.2.0 4/A-5.2.0 43

1281A SOILED HOLDING 3' - 6" 8' - 0" C HM2 11/A-5.2.0 5&6/A-5.2.0 43

1281B SOILED HOLDING 3' - 6" 8' - 0" R HM2b 10/A-5.2.0 4/A-5.2.0 43

1282 SPECIAL PROCEDURE RM 3' - 0" 8' - 4" D SF4 12/A-5.2.0 6/A-5.2.0 3' - 0" 2

1283 STAFF TOILET 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 5

1284 STAFF TOILET 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 5

1285 CORRIDOR 3' - 0" 8' - 0" B HM1b 10/A-5.2.0 4/A-5.2.0 13

1286 OFFICE PERIO FACULTY 3' - 0" 8' - 4" D SF13 12/A-5.2.0 6/A-5.2.0 3' - 0" 3 See Elev. Sht. A-5.1.0

1287 OFFICE - PROS FACULTY 3' - 0" 8' - 4" D SF4 12/A-5.2.0 6/A-5.2.0 3' - 0" 2 See Elev. Sht. A-5.1.0

1288 RESIDENT STUDY 3' - 0" 8' - 4" D SF6 12/A-5.2.0 6/A-5.2.0 2' - 0" 2 See Elev. Sht. A-5.1.0

1288A CHANGING 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 4

1289 OFFICE - LDAs 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 2

1290A CORRIDOR 3' - 0" 8' - 4" D SF6 12/A-5.2.0 6/A-5.2.0 2' - 0" 13 See Elev. Sht. A-5.1.0

1290B ADMIN SUITE 3' - 0" 8' - 4" D SF6 12/A-5.2.0 6/A-5.2.0 2' - 0" 13 See Elev. Sht. A-5.1.0

1291 OFFICE - CLINIC PRACTICE
MANAGER

3' - 0" 8' - 4" D SF13 12/A-5.2.0 6/A-5.2.0 3' - 0" 2 See Elev. Sht. A-5.1.0

1292 OFFICE - CLINIC PRACTICE
MANAGER

3' - 0" 8' - 4" D SF13 12/A-5.2.0 6/A-5.2.0 3' - 0" 2 See Elev. Sht. A-5.1.0

1293 OFFICE - DIRECTOR
CLINICAL OPERATIONS

3' - 0" 8' - 4" D SF13 12/A-5.2.0 6/A-5.2.0 3' - 0" 2 See Elev. Sht. A-5.1.0

1294 OFFICE - DIRECTOR QMI 3' - 0" 8' - 4" D SF13 12/A-5.2.0 6/A-5.2.0 3' - 0" 2 See Elev. Sht. A-5.1.0

1296 RESIDENT STUDY 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 2

1296A CHANGING 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 4

1340B STORAGE RM 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 7

1346 CORRIDOR 6' - 0" 7' - 0" T HM14 10/A-5.2.0 4/A-5.2.0 26

SECOND FLOOR

2EL7 ELECTRIC RM 3' - 0" 8' - 0" H HM3 11/A-5.2.0 5&6/A-5.2.0 12

2EL9 ELECTRIC RM 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 12

2EL10 EMERGENCY ELECTRIC RM 3' - 0" 8' - 0" H HM3 10/A-5.2.0 4/A-5.2.0 12

2LV2 IDF RM 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 45

2M18 SHAFT 18 3' - 0" 7' - 4" X HM1B 11/A-5.2.0 5&6/A-5.2.0 90
MIN

10

2M22 NEW SHAFT 3' - 0" 3' - 0" 11/A-5.2.0 5&6/A-5.2.0 8

2007B LOCKER AREA 3' - 0" 7' - 0" J HM7 NEW A 3, 4, 8

2011A CONFERENCE 3' - 0" 7' - 0" B NEW A 3, 4

2011B IT OFFICE 3' - 0" 7' - 0" J HM7 NEW B 3, 4

2011C OFFICE 3' - 0" 7' - 0" J HM7 NEW B 3, 4

2011D RELOCATED DIRECTOR'S
OFFICE

3' - 0" 8' - 0" A HM1 NEW B 3, 4

2011E HAZARDOUS STORAGE
CLOSET

3' - 6" 8' - 0" C HM2 NEW C 3, 4, 11

2016C BULK MEDICATION
STORAGE

3' - 0" 7' - 0" J HM7 11/A-5.2.0 5&6/A-5.2.0 13

2022A Room 3' - 0" 7' - 0" J HM7 13

2046 CORRIDOR 6' - 0" 7' - 0" 42 Exist Door-New
Hardware only

2046B CORRIDOR 3' - 0" 7' - 9" 32 New Storfront Dr. -
Match Exist.

2047 TEACHING MICROSCOPE 3' - 0" 7' - 0" J HM7 NEW B 3

2072 CORRIDOR 6' - 0" 8' - 0" Q HM14 10/A-5.2.0 4/A-5.2.0 45
MIN

48

2076B STORAGE 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 7

2077B CORRIDOR 6' - 0" 8' - 0" P HM13 11/A-5.2.0 5&6/A-5.2.0 16

2077C CORRIDOR 6' - 0" 8' - 0" P HM13 11/A-5.2.0 5&6/A-5.2.0 16

2083 CORRIDOR 3' - 0" 8' - 0" H HM3 11/A-5.2.0 5&6/A-5.2.0 45
MIN

25

2085 CORRIDOR 7' - 2" 8' - 0" Y HM17 10/A-5.2.0 4/A-5.2.0 26

2087 CONFERENCE 3' - 0" 7' - 0" J HM7 13

2088 LARGE EXAM (14) 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 1

2089 EXAM 13 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 1

2090 EXAM 12 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 1

2091 MD WORK 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 2

2092 CORRIDOR 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 2

2093 CORRIDOR 3' - 4" 8' - 0" N HM9 11/A-5.2.0 5&6/A-5.2.0 1

2094 CORRIDOR 3' - 4" 8' - 0" N HM9 11/A-5.2.0 5&6/A-5.2.0 1

2095 CORRIDOR 3' - 4" 8' - 0" N HM9 11/A-5.2.0 5&6/A-5.2.0 1

2096 WAITING AREA 6' - 0" 8' - 0" M SF15 6/A-5.1.1 2/A-5.1.1 45
MIN

20 See Plans and
Elevations

2096A WAITING AREA 3' - 6" 8' - 0" C HM2 11/A-5.2.0 5&6/A-5.2.0 36

2096B WAITING AREA 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 36

2097 WAITING AREA 3' - 4" 8' - 0" N HM9 11/A-5.2.0 5&6/A-5.2.0 7

2097A CORRIDOR 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 27
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FIRST FLOOR

1EL7 ELECTRICAL 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 12

1EL8 ELECTRIC RM 3' - 0" 8' - 0" H HM3 11/A-5.2.0 5&6/A-5.2.0 11

1EL9 ELECTRIC RM 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 12

1EL10 EMERGENCY ELECTRIC RM 3' - 0" 8' - 0" H HM3 11/A-5.2.0 5&6/A-5.2.0 12

1LV1 IDF RM 3' - 0" 8' - 0" B HM1b 10/A-5.2.0 4/A-5.2.0 44

1LV2 IDF RM 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 45

1M23 SHAFT 23 3' - 0" 7' - 4" X HM1B 10/A-5.2.0 4/A-5.2.0 90
MIN

10

1M24 SHAFT 24 3' - 0" 7' - 4" X HM1B 10/A-5.2.0 4/A-5.2.0 90
MIN

10

1S6 STAIR 6 3' - 6" 8' - 6" W TGP 90
MIN

20

1001 CENTRAL SUPPLY 3' - 6" 8' - 0" R HM2b 10/A-5.2.0 4/A-5.2.0 7

1002 CORRIDOR 3' - 0" 8' - 0" B HM1b 10/A-5.2.0 4/A-5.2.0 7

1003 HSKP 3' - 0" 8' - 0" B HM1b 10/A-5.2.0 4/A-5.2.0 7

1004 GAS CYLINDER STORAGE 3' - 0" 8' - 0" H HM3 11/A-5.2.0 5&6/A-5.2.0 45
MIN

9

1005 NITROUS DELIVERY
SYSTEM

3' - 0" 8' - 0" H HM3 11/A-5.2.0 5&6/A-5.2.0 45
MIN

9

1006 CORRIDOR 6' - 0" 7' - 0" 2 Exist Door-New
Hardware only

1007 CORRIDOR 3' - 6" 8' - 4" E SF7 7/A-5.2.0 13/A-5.2.0 2' - 0" 36 See Elev. Sht. A-5.1.0

1008 EQUIPMENT STORAGE 3' - 0" 8' - 0" B HM1b 10/A-5.2.0 4/A-5.2.0 7

1009 MILLING ROOM 3' - 0" 8' - 0" B HM1b 10/A-5.2.0 4/A-5.2.0 2

1014 STAFF TOILET 3' - 0" 8' - 0" B HM1b 10/A-5.2.0 4/A-5.2.0 6

1015 STAFF TOILET 3' - 0" 8' - 0" B HM1b 10/A-5.2.0 4/A-5.2.0 6

1016 LAB 3' - 0" 8' - 0" B HM1b 10/A-5.2.0 4/A-5.2.0 2

1017 MED PREP 3' - 0" 8' - 0" B HM1b 10/A-5.2.0 4/A-5.2.0 44

1018 SOILED HOLDING 3' - 6" 8' - 0" R HM2b 10/A-5.2.0 4/A-5.2.0 43

1019 CLEAN UTILITY / SUPPLIES 3' - 6" 8' - 0" R HM2b 10/A-5.2.0 4/A-5.2.0 43

1021 CORRIDOR 3' - 0" 8' - 4" D SF9 12/A-5.2.0 6/A-5.2.0 2' - 0" 1 See Elev. Sht. A-5.1.0

1022 CORRIDOR 3' - 0" 8' - 4" D SF9 12/A-5.2.0 6/A-5.2.0 2' - 0" 2 See Elev. Sht. A-5.1.0

1023 OFFICE - PCC 3' - 0" 8' - 4" D SF9 12/A-5.2.0 6/A-5.2.0 2' - 0" 2 See Elev. Sht. A-5.1.0

1024 REGISTRATION CALL
CENTER

3' - 0" 8' - 4" D SF4 12/A-5.2.0 6/A-5.2.0 3' - 0" 2 See Elev. Sht. A-5.1.0

1026 ENDODONTICS RESIDENT
STUDY

3' - 0" 8' - 4" D SF13 12/A-5.2.0 6/A-5.2.0 3' - 0" 3 See Elev. Sht. A-5.1.0

1026A CHANGING 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 4

1027 CONSULT 3' - 0" 8' - 4" D SF4 12/A-5.2.0 6/A-5.2.0 3' - 0" 1 See Elev. Sht. A-5.1.0

1028 AGED RESIDENT STUDY 3' - 0" 8' - 4" D SF4 12/A-5.2.0 6/A-5.2.0 3' - 0" 3 See Elev. Sht. A-5.1.0

1028A CHANGING 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 4

1031 DENTAL TREATMENT
ROOM

3' - 0" 8' - 4" F SF17 7/A-5.2.0 13/A-5.2.0 6' - 0" 20 See Elev. Sht. A-5.1.0

1032 DENTAL TREATMENT
ROOM

3' - 0" 8' - 4" F SF17 7/A-5.2.0 13/A-5.2.0 6' - 0" 20 See Elev. Sht. A-5.1.0

1036 DENTAL TREATMENT
ROOM

3' - 0" 8' - 4" F SF17 7/A-5.2.0 13/A-5.2.0 6' - 0" 20 See Elev. Sht. A-5.1.0

1037 DENTAL TREATMENT
ROOM

3' - 0" 8' - 4" F SF17 7/A-5.2.0 13/A-5.2.0 6' - 0" 20 New Ext Door

1041 DENTAL TREATMENT
ROOM

3' - 0" 8' - 4" F SF17 7/A-5.2.0 13/A-5.2.0 6' - 0" 20 See Elev. Sht. A-5.1.0

1042 DENTAL TREATMENT
ROOM

3' - 0" 8' - 4" F SF17 7/A-5.2.0 13/A-5.2.0 6' - 0" 20 See Elev. Sht. A-5.1.0

1046 DENTAL TREATMENT
ROOM

3' - 0" 8' - 4" F SF17 7/A-5.2.0 13/A-5.2.0 6' - 0" 20 See Elev. Sht. A-5.1.0

1047 DENTAL TREATMENT
ROOM

3' - 0" 8' - 4" F SF17 7/A-5.2.0 13/A-5.2.0 6' - 0" 20 See Elev. Sht. A-5.1.0

1050 DENTAL WAITING ROOM 3' - 6" 8' - 4" E SF7 7/A-5.2.0 13/A-5.2.0 2' - 0" 36 See Elev. Sht. A-5.1.0

1051 DENTAL WAITING ROOM 6' - 0" 8' - 0" M SF15 6/A-5.1.1 2/A-5.1.1 45
MIN

20 See Elev. Sht. A-5.1.0

1051A RECEPTION 3' - 0" 7' - 0" J HM7 11/A-5.2.0 5&6/A-5.2.0 2 Paint Grade. See Finish
Plan

1052 RECEPTION 3' - 0" 7' - 4" J SF1 12/A-5.2.0 6/A-5.2.0 2' - 0" 3 See Elev. Sht. A-5.1.0

1053 PATIENT CONSULT 3' - 0" 8' - 4" D SF13 12/A-5.2.0 6/A-5.2.0 3' - 0" 1 See Elev. Sht. A-5.1.0

1054 PATIENT CONSULT 3' - 0" 8' - 4" D HM6 11/A-5.2.0 5&6/A-5.2.0 1

1055A CORRIDOR 3' - 0" 8' - 4" D SF2 12/A-5.2.0 6/A-5.2.0 4' - 0" 13 See Elev. Sht. A-5.1.0

1055B OFFICE - CLINIC BUSINESS
SVCS MANAGER

3' - 0" 8' - 4" D SF6 12/A-5.2.0 6/A-5.2.0 2' - 0" 13 See Elev. Sht. A-5.1.0

1055C RECEPTION 3' - 0" 7' - 0" J HM7 11/A-5.2.0 5&6/A-5.2.0 2

1056 FINANCIAL RECORDS
STORAGE

3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 7

1057 OFFICE - FINANCIAL SVCS
MANAGER

3' - 0" 8' - 4" D SF2 12/A-5.2.0 6/A-5.2.0 4' - 0" 2 See Elev. Sht. A-5.1.0

1059 OFFICE - POSTING 3' - 0" 8' - 4" D SF13 12/A-5.2.0 6/A-5.2.0 3' - 0" 2 See Elev. Sht. A-5.1.0

1060 PATIENT CONSULT 3' - 0" 8' - 4" D SF4 12/A-5.2.0 6/A-5.2.0 3' - 0" 1 See Elev. Sht. A-5.1.0

1061 CORRIDOR 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 2

1062 CORRIDOR 3' - 0" 8' - 4" D SF5 12/A-5.2.0 6/A-5.2.0 6' - 0" 2 See Elev. Sht. A-5.1.0

1063 AEGD FACULTY OFFICE 3' - 0" 8' - 4" D SF5 12/A-5.2.0 6/A-5.2.0 6' - 0" 2 See Elev. Sht. A-5.1.0

1064 AEGD FACULTY OFFICE 3' - 0" 8' - 4" D SF13 12/A-5.2.0 6/A-5.2.0 3' - 0" 2 See Elev. Sht. A-5.1.0

1065 AEGD FACULTY OFFICE 3' - 0" 8' - 4" D SF6 12/A-5.2.0 6/A-5.2.0 2' - 0" 2 See Elev. Sht. A-5.1.0

1066 OFFICE - PREDOCTORAL
CLINIC DIRECTOR

3' - 0" 8' - 4" D SF6 12/A-5.2.0 6/A-5.2.0 2' - 0" 2 See Elev. Sht. A-5.1.0

1067 OFFICE - PREDOCTORAL
CLINIC DIRECTOR

3' - 0" 8' - 4" D SF5 12/A-5.2.0 6/A-5.2.0 6' - 0" 2 See Elev. Sht. A-5.1.0

1068 OFFICE - PREDOCTORAL
CLINIC DIRECTOR

3' - 0" 8' - 4" D SF5 12/A-5.2.0 6/A-5.2.0 6' - 0" 2 See Elev. Sht. A-5.1.0

1069 OFFICE - PREDOCTORAL
CLINIC DIRECTOR

3' - 0" 8' - 4" D SF5 12/A-5.2.0 6/A-5.2.0 6' - 0" 2 See Elev. Sht. A-5.1.0

1070 CORRIDOR 3' - 0" 8' - 4" D SF5 12/A-5.2.0 6/A-5.2.0 6' - 0" 2 See Elev. Sht. A-5.1.0

1075 DENTAL TREATMENT
ROOM

3' - 0" 8' - 4" F SF17 7/A-5.2.0 13/A-5.2.0 6' - 0" 20 See Elev. Sht. A-5.1.0

1076 DENTAL TREATMENT
ROOM

3' - 0" 8' - 4" F SF17 7/A-5.2.0 13/A-5.2.0 6' - 0" 20 See Elev. Sht. A-5.1.0

1080 DENTAL TREATMENT
ROOM

3' - 0" 8' - 4" F SF17 7/A-5.2.0 13/A-5.2.0 6' - 0" 20 See Elev. Sht. A-5.1.0

1081 DENTAL TREATMENT
ROOM

3' - 0" 8' - 4" F SF17 7/A-5.2.0 13/A-5.2.0 6' - 0" 20 See Elev. Sht. A-5.1.0

1084 SPECIAL PROCEDURE
ROOM

3' - 0" 8' - 4" D SF4 12/A-5.2.0 6/A-5.2.0 3' - 0" 2 See Elev. Sht. A-5.1.0

1085 CORRIDOR 3' - 0" 8' - 4" D SF4 12/A-5.2.0 6/A-5.2.0 3' - 0" 2 See Elev. Sht. A-5.1.0

1086 SPECIAL PROCEDURE
ROOM

3' - 0" 8' - 4" D SF4 12/A-5.2.0 6/A-5.2.0 3' - 0" 2 See Elev. Sht. A-5.1.0

1087 CORRIDOR 3' - 0" 8' - 4" D SF5 12/A-5.2.0 6/A-5.2.0 6' - 0" 1 See Elev. Sht. A-5.1.0

1088 STAFF LOCKERS 3' - 0" 8' - 0" B HM1b 10/A-5.2.0 4/A-5.2.0 43

1088A CHANGING 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 4

1088B STAFF TOILET 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 6

1088C STAFF TOILET 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 6

1088D STAFF SHOWER 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 6

1089 PATIENT TOILET 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 5

1090 PATIENT TOILET 3' - 0" 8' - 0" A HM1 11/A-5.2.0 5&6/A-5.2.0 5

1158 MEN'S PUBLIC RESTROOM 3' - 0" 8' - 0" H HM3 11/A-5.2.0 5&6/A-5.2.0 45
MIN

19 AUTOMATIC
ACTIVATED DOOR

1159 ELECTRICAL 3' - 0" 8' - 0" H HM3 11/A-5.2.0 5&6/A-5.2.0 11

NO. REVISION DATE
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"

6' - 0"
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"

3
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 4
"

WINDOW WIDTH, HEIGHT AND MULLION SPACING
ALIGN WITH EXISTING TRAVERTINE PANEL LINES.
ALL DIMENSUIONS ARE TO BE  V.I.F.

1
1
' -

 2
"

3
' -

 4
"

3' - 8"

WINDOW WIDTH, HEIGHT AND MULLION SPACING
ALIGN WITH EXISTING TRAVERTINE PANEL LINES.
ALL DIMENSUIONS ARE TO BE  V.I.F.

8
' -
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"

1' - 4" 6' - 1" EQ. EQ. 3' - 6"4' - 8"

8
' -
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"

3' - 4"

8
' -

 2
"

4
' -

 1
0
"

4' - 4"

3
' -

 8
"

LOCKABLE STEEL
ROLL-UP WINDOW.
SEE SPECIFICATIONS

1' - 0"

1
' -

 0
"

LEAD GLAZING AND LEAD
EQUIVILANT FRAME.
SEE SPECIFICATION

9
' -

 1
0
"

WINDOW WIDTH, HEIGHT AND MULLION SPACING
ALIGN WITH EXISTING TRAVERTINE PANEL LINES.
ALL DIMENSUIONS ARE TO BE  V.I.F.

3' - 11"

9
' -

 1
0
"

WINDOW WIDTH, HEIGHT AND MULLION SPACING
ALIGN WITH EXISTING TRAVERTINE PANEL LINES.
ALL DIMENSUIONS ARE TO BE  V.I.F.

3' - 8"

WINDOW WIDTH, HEIGHT AND MULLION SPACING
ALIGN WITH EXISTING TRAVERTINE PANEL LINES.
ALL DIMENSUIONS ARE TO BE  V.I.F.

9
' -

 1
0
"

8

A-7.0.5

8
' -

 2
"

5' - 9"3' - 3" 3' - 3"

EQ EQ EQ 3' - 0"3' - 6"

9
' -

 6
"

1/2" TEMPERED CLEAR GLASS

1 HOUR  FIRE-RATED GLASS

2 HOUR FIRE-RATED GLASS

SEE SPECIFICATION FOR ADDITIONAL
INFORMATION

LEGEND

1/2" TEMPERED LEAD GLASS

4' - 0"

2
' -

 0
"

8
' -

 6
"

3' - 0"EQ EQ EQEQ EQ

9
' -

 0
"

1
' -

 0
"

1
' -

 0
"

PRIVACY FILM , GLF-3

5' - 0"

9
' -

 0
"

1
' -

 0
"

1
' -

 0
"

PRIVACY FILM , GLF-3

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"
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WINDOW LEGEND

A-5.0.2

WINDOW

LEGEND

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1/4" = 1'-0"
1

ELEVATION- LOBBY STOREFRONT 1

 1/4" = 1'-0"
2

ELEVATION- LOBBY STOREFRONT 2

 1/4" = 1'-0"
3

ELEVATION- LOBBY STOREFRONT 3

 1/4" = 1'-0"
4

ELEVATION- LOBBY STOREFRONT 4
 1/4" = 1'-0"

5
ELEVATION- LOBBY STOREFRONT 5

 1/4" = 1'-0"
6

ELEVATION- LOBBY STOREFRONT 6

 1/4" = 1'-0"
7

ELEVATION-ROLL-UP WINDOW

 1/4" = 1'-0"
8

ELEVATION- RADIOLOGY OBSERVATION WINDOW

 1/4" = 1'-0"
9

ELEVATION- FIRST FLR STOREFRONT 1

 1/4" = 1'-0"
10

ELEVATION- FIRST FLR STOREFRONT 2

 1/4" = 1'-0"
11

ELEVATION- FIRST FLR STOREFRONT 3

 1/4" = 1'-0"
12

ELEVATION- FIRST FLR STOREFRONT 4

 1/4" = 1'-0"
14

CS6 MAIN FLOOR

 1/4" = 1'-0"
18

ELEVATION - TYP MAIN FLOOR FIXED WINDOW

 1/4" = 1'-0"
19

CS6 FIRST FLOOR

 1/4" = 1'-0"
20

ELEVATION-CLINIC WINDOW 1

 1/4" = 1'-0"
21

ELEVATION-CLINIC WINDOW 2

NO. REVISION DATE



1/2" TEMPERED CLEAR GLASS

WOOD

HOLLOW METAL

SEE SPECIFICATION FOR ADDITIONAL
INFORMATION

LEGEND

G A
FLUSH WOOD DOOR - APTD HM (45 MINUTE) DOOR- G FLUSH WOOD DOOR - D

D
SLIDING GLASS DOOR - F

F B
PTD HM DOOR - B

C
FLUSH WOOD DOOR - C

3' - 0"

K
LEAD LINED WOOD DOOR - K

8
' -

 3
"

DOOR

COAT HOOK

5
' -

 6
"

COAT HOOK

FLUSH WOOD DOOR - E
E

3
' -

 6
"

6
"

4"

FLUSH PULL W/
INTEGRATED LOCK

3' - 0"3' - 0"

8
' -

 0
"

3' - 6"

8
' -

 0
"

8
' -

 0
"

3' - 0"

8
' -

 4
"

8
' -

 4
"

3' - 6"3' - 0"

8
' -

 0
"

H
FLUSH WOOD (45 MINUTE) DOOR -H

3' - 0"

8
' -

 0
"

3' - 0"

8
' -

 0
"

I
FLUSH WOOD (45 MINUTE) DOOR -I

J
FLUSH WOOD DOOR -J

8
' -

 0
"

3' - 6"3' - 0"

O
FLUSH WOOD DOOR - O

P
FLUSH WOOD DOOR - P

Q
FLUSH WOOD (45 Min.)DOOR - Q

R
PTD. HM DOOR - R

S
FLUSH WOOD DOOR - S

N
FLUSH WOOD DOOR - N

M
45 MIN RATED DOUBLE DOOR

L
45 MIN RATED  DOOR

7
' -

 0
"

3' - 4"

8
' -

 0
"

3' - 8"6' - 0"

8
' -

 0
"

6' - 0"3' - 0"

8
' -

 0
"

8
' -

 0
"

5' - 0"

2' - 0" 3' - 0"
3' - 0" 3' - 0"

8
' -

 0
"

8
' -

 0
"

T
FLUSH WOOD DOOR - T

U
PTD. H.M. DOOR - U

V
PR. SLIDING WOOD DOORS- V

8
' -

 0
"

6' - 0"

3' - 0"

7
' -

 0
"

3' - 0" 2' - 6"

W
90 MIN DOOR

X
 HM 90 MIN DOOR - X

Y
 HM OPPOSITE-SWING DOOR - Y

4 1
INTERIOR ALUM. FRAME - HM1aINTERIOR ALUM. FRAME -HM4

5
INTERIOR HM  FRAME - HM5

3
INTERIOR ALUM. FRAME -HM3

8
' -

 2
"

3' - 4"3' - 4"

8
' -

 2
"

3' - 10"

8
' -

 2
"

3' - 10"

8
' -

 2
"

2
INTERIOR ALUM. FRAME - HM2a

6
INTERIOR HM FRAME - HM6

7
INTERIOR HM FRAME - HM7

3' - 4"

7
' -

 2
"

8
INTERIOR HM FRAME- HM8

3' - 4"

7
' -

 2
"

9
INTERIOR HM FRAME - HM9

10
INTERIOR HM FRAME - HM10

4' - 0"

11
INTERIOR HM FRAME - HM11

4' - 4"

12
INTERIOR HM FRAME - HM12

(45 MINUTE) (45 MINUTE)LEAD LINED45 MIN
13

INTERIOR HM FRAME - HM13

3' - 4"

8
' -

 4
"

8
' -

 2
"

3' - 4"

14
INTERIOR HM FRAME - HM14

6' - 4"

8
' -

 2
"

8
' -

 2
"

8
' -

 2
"

8
' -

 2
"

5' - 4"

8
' -

 2
"

8
' -

 2
"

3' - 8"

45 MIN

6' - 4"

1
INTERIOR HM FRAME - HM1b

2
INTERIOR HM FRAME - HM2b

3' - 0"5' - 0"

7
' -

 6
"

3' - 0" 4' - 0"

8
' -

 6
"

8
' -

 6
"

3' - 0"5' - 0" 3' - 0" 6' - 0"

8
' -

 6
"

3' - 0" 2' - 0"

8
' -

 6
"

2' - 0" 3' - 6"

8
' -

 6
"

8
' -

 6
"

3' - 0" 7' - 0"

8
' -

 6
"

3' - 0"4' - 0"
3' - 0"

8
' -

 6
"

2' - 0"3' - 6"

8
' -

 6
"

8
' -

 6
"

2' - 11"

SEE ELEVATIONS

VARIES

6' - 0"

7
' -

 1
1
"

VARIES - SEE ELEVATION

3' - 0"

8
' -

 6
"

6' - 0 7/8"6'-0" 3' - 0"1' - 6"

8
' -

 4
"

6' - 0"

8
' -

 2
"
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DOOR AND FRAME TYPES

A-5.1.0

DOOR AND

FRAME

TYPES

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1/4" = 1'-0"

DOOR FRAME TYPE-HM

 1/4" = 1'-0"
1

ELEVATION-SF1

 1/4" = 1'-0"
2

ELEVATION-SF2

 1/4" = 1'-0"
4

ELEVATION-SF4

 1/4" = 1'-0"
5

ELEVATION-SF5

 1/4" = 1'-0"
6

ELEVATION-SF6

 1/4" = 1'-0"
7

ELEVATION-SF7

 1/4" = 1'-0"
8

ELEVATION-SF9

 1/4" = 1'-0"
9

ELEVATION-SF11

 1/4" = 1'-0"
10

ELEVATION-SF13

 1/4" = 1'-0"
3

ELEVATION-SF3

 1/4" = 1'-0"
11

ELEVATION-SF14 RATED GLASS

 1/4" = 1'-0"
12

ELEVATION-SF15 RATED GLASS

 1/4" = 1'-0"
13

ELEVATION-SF17

 1/4" = 1'-0"
14

ELEVATION-SF16

NO. REVISION DATE



FIRE-RATED MINERAL
WOOL INSULATION

3/8" BACKER ROD &
SEALANT

1/2" BACKER ROD
& SEALANT

PIVOT

45 MIN FIRE RATED
GLAZING

45 MIN FIRE RATED
ALUMINUM DOOR
SYSTEM

5/8" TYPE X GWB
(BOTH SIDES)

ACOUSTICAL BATT
INSULATION

3 5/8" METAL FRAMING

1
 1

/2
"

TRAVERTINE
PANELS

STEEL CONNECTIONS
FOR TRAVERTINE PANELS

EXIT DEVICE

2
"

4 3/8"

60 MIN FIRE RATED
ALUMINUM
STOREFRONT SYSTEM

FIRE-RATED MINERAL
WOOL INSULATION

3/8" BACKER ROD &
SEALANT

1/2" BACKER ROD
& SEALANT

60 MIN FIRE RATED
GLAZING

60 MIN FIRE RATED
ALUMINUM
STOREFRONT SYSTEM

5/8" TYPE X GWB
(BOTH SIDES)

ACOUSTICAL BATT
INSULATION

3 5/8" METAL FRAMING

TRAVERTINE
PANELS

STEEL CONNECTIONS
FOR TRAVERTINE
PANELS

FIRE SEALANT
(BOTH SIDES)

VINYL EXPANSION JOINT- SEAL
VOID WITH BONDING AGENT

BLEND GWB & LATH FINISH WITH VENEER
PLASTER & MESH TAPE.  USE CONCRETE FILL
FOR LARGER JOINTS AS REQ'D. V.I.F. EXTENTS
OF DEMO SCOPE ON INSIDE OF STAIR WALL

FIRE RETARDANT P.T.
WOOD BLOCKING, TYP
AT ALL STAIRWAYS

5/8" TYPE  X GWB ON 7/8" METAL FURRING CHANNELS

FIRE-RATED MINERAL
WOOL INSULATION

3/8" BACKER ROD & SEALANT
(BOTH SIDES)

90 MIN FIRE RATED GLAZING

90 MIN FIRE RATED
ALUMINUM DOOR SYSTEM

FIRE SEALANT

EXIST'G CONC.
STRUCTURE

V
IF

V
A

R
IE

S

VINYL EXPANSION JOINT- SEAL VOID WITH
BONDING AGENT

BLEND GWB & LATH FINISH WITH VENEER
PLASTER & MESH TAPE.  USE CONCRETE FILL
FOR LARGER JOINTS AS REQ'D. V.I.F. EXTENTS
OF DEMO SCOPE ON INSIDE OF STAIR WALL

VIF

VARIES

FIRE RETARDANT P.T. WOOD
BLOCKING, TYP AT ALL STAIRWAYS

5/8" TYPE  X GWB ON 7/8"
METAL FURRING CHANNELS

FIRE-RATED MINERAL WOOL INSULATION

3/8" BACKER ROD & SEALANT (BOTH SIDES)

120 MIN FIRE RATED GLAZING

120 MIN FIRE RATED ALUMINUM
STOREFRONT SYSTEM

FIRE SEALANT

EXIST'G CONC.
STRUCTURE

45 MIN FIRE RATED
GLAZING

SETTING BLOCKS BY
DOOR MANFACTURER

5/32" GLAZING TAPE

BOTTOM DOOR SEAL BY
DOOR MANFACTURER

7/8"

1
/2

"

4
 1

/1
6
"

FIRE-RATED MINERAL
WOOL INSULATION

3/8" BACKER ROD &
SEALANT

45 MIN FIRE RATED
GLAZING

45 MIN FIRE RATED
ALUMINUM DOOR
SYSTEM

5/8" TYPE X GWB
(BOTH SIDES)

ACOUSTICAL BATT
INSULATION

ANCHOR BOLT

3 5/8" METAL FRAMING

PULL SIDE CLOSER

FIRE RETARDANT
P.T. WOOD
BLOCKING

7/8"

FIRE-RATED MINERAL
WOOL INSULATION

3/8" BACKER ROD &
SEALANT
(BOTH SDIES)

60 MIN FIRE RATED
GLAZING

60 MIN FIRE RATED
ALUMINUM
STOREFRONT SYSTEM

ANCHOR BOLT

7/8"

3
/8

"
2
"

4 3/8"

4 1/8"

SCHEDULED
FLOOR FINISH

SCHEDULED
FLOOR FINISH

FIRE-RATED MINERAL
WOOL INSULATION

3/8" BACKER ROD &
SEALANT

60 MIN FIRE RATED
GLAZING

60 MIN FIRE RATED
ALUMINUM
STOREFRONT SYSTEM

5/8" TYPE X GWB
(BOTH SIDES)

ACOUSTICAL BATT
INSULATION

ANCHOR BOLT

3 5/8" METAL FRAMING
FIRE RETARDANT P.T.
WOOD BLOCKING

A

EXIST'G STAIR WALL BEYOND

NEW ST. STL. HANDRAIL
ASSEMBLY

2 1/16"

1 13/16"

6 1/8"

FIRE-RATED MINERAL
WOOL INSULATION

3/8" BACKER ROD &
SEALANT

120 MIN FIRE RATED
GLAZING

120 MIN FIRE RATED
ALUMINUM
STOREFRONT SYSTEM

2 LAYERS-
5/8" TYPE X GWB
(BOTH SIDES)

ACOUSTICAL BATT
INSULATION

ANCHOR BOLT

3 5/8" METAL FRAMING

FIRE RETARDANT P.T.
WOOD BLOCKING

CEILING AS
SCHEDULED

A

2 1/16"

FIRE-RATED
MINERAL WOOL
INSULATION

3/8" BACKER ROD
& SEALANT
(BOTH SDIES)

120 MIN FIRE RATED
GLAZING

120 MIN FIRE RATED
ALUMINUM
STOREFRONT SYSTEM

ANCHOR BOLT

SCHEDULED
FLOOR FINISH

EXIST'G CONC.
STRUCTURE

5/8" TYPE X GWB
(BOTH SIDES)

ACOUSTICAL BATT
INSULATION

3 5/8" METAL FRAMING

FIRE SEALANT
(BOTH SIDES)

A

1/2" FIRE SEALANT
(BOTH SIDES)

2 LAYERS- 5/8" TYPE X
GWB (BOTH SIDES)

ACOUSTICAL BATT
INSULATION

3 5/8" METAL FRAMING

EXIST'G CONCRETE
STRUCTURE

90 MIN FIRE RATED
GLAZING

SETTING BLOCKS BY
DOOR MANFACTURER

3/16" GLAZING TAPE

BOTTOM DOOR SEAL BY
DOOR MANFACTURER

A

CEILING AS
SCHEDULED

1 21/32"

FIRE-RATED MINERAL
WOOL INSULATION

3/8" BACKER ROD &
SEALANT

90 MIN FIRE RATED
GLAZING

90 MIN FIRE RATED
ALUMINUM DOOR
SYSTEM

5/8" TYPE X GWB
(BOTH SIDES)

ACOUSTICAL BATT
INSULATION

ANCHOR BOLT

3 5/8" METAL FRAMING

PULL SIDE CLOSER

FIRE RETARDANT
P.T. WOOD
BLOCKING

9

4 3/8"

2
"

60 MIN FIRE RATED
GLAZING

60 MIN FIRE
RATED ALUMINUM
STOREFRONT
SYSTEM

FIRST FLOOR
440' - 8"

9

FIRE-RATED
MINERAL WOOL
INSULATION

3/8" BACKER
ROD & SEALANT

60 MIN FIRE RATED
GLAZING

60 MIN FIRE RATED
ALUMINUM
STOREFRONT
SYSTEM

ANCHOR BOLT

EXIST'G TRAVERTINE
PANELS

1/2" FIRE SEALANT
(BOTH SIDES)

5/8" TYPE X GWB
(BOTH SIDES)

ACOUSTICAL BATT
INSULATION

3 5/8" METAL
FRAMING

FIRE-RATED MINERAL
WOOL INSULATION

3/8" BACKER ROD &
SEALANT
(BOTH SDIES)

60 MIN FIRE RATED
GLAZING

60 MIN FIRE
RATED ALUMINUM
STOREFRONT
SYSTEM

ANCHOR BOLT

SCHEDULED
FLOOR FINISH

STEEL ANGLE
(SEE STRUCT'L DWGS)

STEEL ANGLE
(SEE STRUCT'L DWGS)

FIELD VERIFY IF
EXIST'G STEEL
TRAVERTINE ANCHORS
CAN BE REUSED.
PROVIDE NEW
ANCHORS IF EXIST'G
CANNOT BE REUSED

RATED HOLLOW METAL
FRAME - ANCHOR AS
REQUIRED

EXISTING
SHAFT WALL

METAL STUD GWB WALL
ASSEMBLY WHERE
INDICATED ON PLAN

2"

RATED HOLLOW METAL
DOOR - SEE SCHEDULE

MAIN FLOOR
426' - 0"

8
 1

/4
"

1/4" PLATE STEEL SILL
WITH EASED EDGE

PAINTED TO MATCH
DOOR FRAME

RATED HOLLOW METAL
FRAME - ANCHOR AS
REQUIRED

EXISTING SHAFT
WALL

METAL STUD GWB WALL
ASSEMBLY WHERE

INDICATED ON PLAN

RATED HOLLOW
METAL DOOR - SEE
SCHEDULE

VARIES

SEE RCP AND
FINISH SCHEDULE
FOR CEILING TYPE

AND HEIGHT

NEW BOND BEAM

RATED HOLLOW
METAL FRAME -
ANCHOR AS
REQUIRED

METAL STUD GWB
ASSEMBLY WHERE

INDICATED ON PLAN

RATED HOLLOW METAL
DOOR - SEE SCHEDULE

2
"

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"
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Author

DOOR AND FRAME DETAILS

A-5.1.1

DOOR AND

FRAME

DETAILS

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

SCALE:  3" = 1'-0"1
PLAN DETAIL @ 1 HR SF DOOR JAMB

SCALE:  3" = 1'-0"2
PLAN DETAIL @ 1 HR SF JAMB

SCALE:  3" = 1'-0"4
PLAN DETAIL @ 2 HR SF DOOR JAMB

SCALE:  3" = 1'-0"3
PLAN DETAIL @ 2 HR SF JAMB

SCALE:  3" = 1'-0"5
DETAIL @ 1 HR SF DOOR SILL

SCALE:  3" = 1'-0"6
DETAIL @ 1 HR SF DOOR HEAD

SCALE:  3" = 1'-0"7
DETAIL @ 1 HR SF SILL

SCALE:  3" = 1'-0"8
DETAIL @ 1 HR SF HEAD

SCALE:  3" = 1'-0"10
DETAIL @ 2 HR SF HEAD

SCALE:  3" = 1'-0"9
DETAIL @ 2 HR SF SILL

SCALE:  3" = 1'-0"11
DETAIL @ 2 HR SF DOOR SILL

SCALE:  3" = 1'-0"12
DETAIL @ 2 HR SF DOOR HEAD

SCALE:  3" = 1'-0"13
DETAIL @ 1 HR SF MID-MULLION

SCALE:  3" = 1'-0"14
DETAIL @ 1 HR SF SILL/HEAD- TRAVERTINE

SCALE:  3" = 1'-0"15
DETAIL @ 2 HR SHAFT DOOR JAMB

SCALE:  3" = 1'-0"16
DETAIL @ 2 HR SHAFT DOOR SILL

SCALE:  3" = 1'-0"17
DETAIL @ 2 HR SHAFT DOOR HEAD

NO. REVISION DATE



ALUM. CHANNEL
INSTALLED
BEFORE FLOOR
FINISH

ANNO. ALUM. EXTRUSION
BEYOND, ALIGN F.O.
FRAME W/ ADJ. DOOR
FRAME

SEE FINISH
SCHEDULE FOR
FLOORING TYPE,
TYP.

SLIDING GLASS DOOR
(1/2" TEMPERED GLASS)

PROVIDE FLOOR
GUIDE AS REQ'D

FIXED SIDELITE
(1/2" TEMPERED GLASS)

SEE RCP AND FINISH
SCHEDULE FOR CEILING
TYPE & HEIGHT, TYP.

SLIDING DOOR HARDWEAR
W. FIXED SIDELITE

PROVIDE STEEL
SUPPORT ABOVE
CEILING AS REQ'D

SLIDING GLASS DOOR
(1/2" TEMPERED GLASS)

2
 1

/2
"

ANNO. ALUM.
EXTRUSION

ANNO. ALUM. EXTRUSION
BEYOND, ALIGN F.O. FRAME
W/ ADJ. DOOR FRAME

A
L
IG

N

A
L
IG

N

FIXED SIDELITE
(1/2" TEMPERED GLASS)

ANNO. ALUM.
EXTRUSION,
ALIGN F.O. FRAME W/
ADJ. ALUM. DOOR
FRAMES

6
"

@
 C

O
R

R
ID

O
R

3
/8

" 
T

Y
P

. 

1/2" GWB @ ROOM
SIDE

TYPE 1 WALL ASSEMBLY:
-5/8" GWB
-3 5/8" METAL STUD LAYER
-ACOUSTICAL INSULATION
-5/8" GWB

1/2" TEMPERED
GLASS

ALUM. CHANNEL
INSTALLED
BEFORE FLOOR
FINISH 1

" 
T

Y
P

.

SEE RCP FOR
SCHED. CEILING

FRAMELESS
GLASS SYSTEM

RECESSED ALUM.
CHANNEL

1/2" TEMPERED
GLASS

1/4"

1/2" TEMPERED
CLEAR GLASS

SILICONE SEAL

ALUM. FRAME
SEE MFG FOR
ADD'L INFO

2
"

PROVIDE BLOCKING
BETWEEN POCKET
AND TRACK

FRAME BEYOND

1/2" TEMPERED
GLASS

2
"

SEE SCHED.
WALL TYPE.
FOR WIDTH

ALUM. FRAME
SEE MFG FOR
ADD'L INFO

FRAME BEYOND

1/2" TEMPERED
GLASS

3/8"  TYP.

H.M. FRAME
SEE MFG FOR
ADD'L INFO

SEE SCHED.
WALL TYPE.
FOR WIDTH

2
"

SEALANT
(BOTH SIDES)

2" VARIES 2"

H.M. FRAME

SEE SCHED.
WALL TYPE.
FOR WIDTH

2"

2
"

V
A

R
IE

S
2

"

SEALANT
(BOTH SIDES)

3
/4

" 
T

Y
P

.

2
"ALIGN

SEE RCP AND
FINISH SCHEDULE
FOR CEILING TYPE
AND HEIGHT

SHADOW
MOLDING

SEE SCHED.
WALL TYPE.
FOR WIDTH

ALUM. FRAME
SEE MFG FOR
ADD'L INFO

2
"

ALUM. FRAME
SEE MFG FOR
ADD'L INFO

SEE SCHED.
WALL TYPE.
FOR WIDTH

2
"

ALUM. FRAME
SEE MFG FOR
ADD'L INFO

SEE SCHED.
WALL TYPE.
FOR WIDTH

ALUM. FRAME
SEE MFG FOR
ADD'L INFO

SEE SCHED.
WALL TYPE.
FOR WIDTH

2"

ALUM. FRAME
SEE MFG FOR
ADD'L INFO

SEE SCHED.
WALL TYPE.
FOR WIDTH

2"

3
/8

" 
T

Y
P

.
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Author

DOOR AND FRAME DETAILS

A-5.2.0

DOOR AND

FRAME

DETAILS

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 3" = 1'-0"
1

SLIDING GLASS DOOR SILL

 3" = 1'-0"
7

SLIDING GLASS DOOR HEAD

 3" = 1'-0"
13

TYP. SLIDING GLASS DOOR JAMB

 3" = 1'-0"
2

FRAMELESS GLASS SILL

 3" = 1'-0"
8

FRAMELESS GLASS HEAD

 3" = 1'-0"
14

BUTT GLAZING DETAIL

 3" = 1'-0"
3

ALUM. FRAME SIDELITE SILL

 3" = 1'-0"
9

ALUM. FRAME SIDELITE HEAD & JAMB

 3" = 1'-0"
10

H.M. FRAME DOOR HEAD

 3" = 1'-0"
4

H.M. FRAME DOOR JAMB

 3" = 1'-0"
12

ALUM. FRAME DOOR HEAD AT CEILING

 3" = 1'-0"
11

ALUM. FRAME DOOR HEAD

 3" = 1'-0"
15

ALUM. FRAME CASED OPENING HEAD & JAMB

 3" = 1'-0"
6

ALUM. FRAME STRIKE JAMB

 3" = 1'-0"
5

ALUM. FRAME HINGE JAMB

NO. REVISION DATE



PORCELAIN TILE BASE
AS SCHEDULED, TYP.

PORCELAIN TILE
WALL FINISH, PWT-1

TA-1A

TA-19

TA-1A

TA-19

TA-1B

TA-19

TA-1B

TA-19

TA-5

TA-4 TA-4

STAINLESS STEEL
TOILET PARTITION,
TYP.

EQEQ

12' - 0"

6
' -

 6
" 

A
.F

.F
.

WALL MOUNTED LIGHT
FIXTURE

TLT PARTITION CEILING
HUNG ANCHORING
ASSEMBLY, TYP.

OPEN

PORCELAIN TILE
WALL FINISH, PWT-1

PAINTED MRGWB

PORCELAIN TILE BASE
AS SCHEDULED, TYP.

STAINLESS STEEL
URINAL PARTITION

6
' -

 6
" 

A
.F

.F
.

EQ EQ

4' - 0"

OPEN

WALL MOUNTED LIGHT
FIXTURE

PORCELAIN TILE BASE
AS SCHEDULED, TYP.

PAINTED MRGWB

PORCELAIN TILE BASE
AS SCHEDULED, TYP.

EQEQ

TA-1A

TA-19

TA-7

TA-1A

TA-19

TA-7

TA-1B

TA-19

TA-7

TA-20 TA-6

TA-5

TA-4

6
' -

 6
" 

A
.F

.F
.

EQEQ

8' - 0"

PORCELAIN TILE WALL
FINISH, PWT-1

TLT PARTITION CEILING
HUNG ANCHORING

ASSEMBLY, TYP.

PORCELAIN TILE WALL
FINISH, PWT-1

PORCELAIN TILE BASE
AS SCHEDULED, TYP.

MIRROR

CERAMIC TILE,
CWT-1

CERAMIC TILE,
CWT-1

EQ EQ EQ EQ EQ EQ

TA-1A

TA-19

TA-7

TA-1A

TA-19

TA-7

TA-2TA-2TA-2

SOLID SURFACE
COUNTERTOP &

APRON, SS-4,
W/INTEGRAL SINK

8

A-7.7.0

7
' -

 6
" 

A
.F

.F
.

12' - 0"

WALL MOUNTED
LIGHT FIXTURE

EQ EQ EQ EQ

4' - 0"

6
' -

 6
" 

A
.F

.F
.

WALL MOUNTED
LIGHT FIXTURE

TLT PARTITION CEILING
HUNG ANCHORING
ASSEMBLY, TYP.

OPEN

PORCELAIN TILE BASE
AS SCHEDULED, TYP.

MIRROR

CERAMIC TILE, CWT-1

CERAMIC TILE,
CWT-1

EQEQEQEQ

TA-2 TA-2

SOLID SURFACE
COUNTERTOP & APRON,
SS-4, W/INTEGRAL SINK

8

A-7.7.0

7
' -

 6
" 

A
.F

.F
.

EQEQ

4' - 0"
WALL MOUNTED
LIGHT FIXTURE

G

G

F

F

8

9

8.2

ELECTRIC RM

CM181

ELECTRIC RM

CMEL2

WOMEN'S PUBLIC
RESTROOM

CM182

MEN'S PUBLIC
RESTROOM

CM180

ALCOVE

CM179

A-6.0.014
9

A-6.0.0

2

5

A-6.0.0
10

2
' -

 1
1
"

3
' 
- 

1
"

3
' 
- 

1
"

5
' -

 0
 1

/2
"

1
' -

 6
 1

/2
"

3
' 
- 

0
"

3
' 
- 

0
"

5
' 
- 

0
"

1
' 
- 

6
"

4
'-
0
" 

C
L
E

A
R

E
Q

E
Q

E
Q

1
' 
- 

3
"

2
' 
- 

3
"

2
' 
- 

3
"

1
' 
- 

3
"

2' - 6"3' - 1"5' - 1"1' - 6"

1' - 6"3' - 1"1' - 6"

3' - 0"3' - 1"

4' - 1"3' - 1"5' - 1"

6
' -

 3
"

6' - 0"

6' - 0"

6
' -

 7
"

2
' 
- 

8
"

10' - 0"

7
' 
- 

0
"

6 4

A-6.0.07 A-6.0.0
3

8

12

11

A-6.0.013

2' - 2"3' - 0"3' - 0"3' - 0"2' - 2"

9
"

1
' 
- 

6
"

2
' 
- 

0
"

2
' 
- 

0
"

1
' 
- 

6
"

FLOOR DRAIN

FLOOR DRAIN

FLOOR DRAIN

FLOOR DRAIN

AMBULATORY STALL

ACCESSIBLE STALL

ACCESSIBLE STALL

AMBULATORY STALL

1
4

' -
 0

 5
/8

"

WALL MOUNTED LIGHT
FIXTURE ABOVE

WALL MOUNTED LIGHT
FIXTURE ABOVE

WALL MOUNTED LIGHT
FIXTURE ABOVE

WALL MOUNTED LIGHT
FIXTURE ABOVE

WALL MOUNTED LIGHT
FIXTURE ABOVE

T
.O

. 
S

E
A

T

1
7
"

36"

36"

T
.O

. 
B

A
R

3
5
"

1
8
"

4
0
"

T
.O

. 
B

A
R

3
5
"

48"

36"

12"

12" 24"

40"

9"

M
A

X
.

1
7
"

4
6
 3

/8
"

18"

TA-1BTA-19 TA-7

36"

15" 13"

T
.O

. 
S

E
A

T

1
7
"

36"

36"

T
.O

. 
B

A
R

3
5
"

1
8
"

4
0
"

T
.O

. 
B

A
R

3
5
"

48"

36"

12"

12" 24"

40"

9"

18 1/4"

3
4
" 3
8
"

M
IN

.

2
7
"

M
IN

.

9
"

MAX.

6"

MIN.

8"

M
IN

.

2
7
"

M
A

X
.

4
0
"

3
6
"

24"

18"

TA-1B

36"

13"

5
2
"

16"

5
2
"

3
4
"

9"

15" 13"

2
8
" 3

5
"

T
.O

. 
B

A
R

S

3
5
"

H
A

N
D

IC
A

P

3
7
"

W
O

M
E

N
'S

 /
 M

E
N

'S
  

  
  

4
3
" 

/ 
4
5
"

5
6
"

4
4
"

TA-1ATA-19 TA-7 TA-2 TA-6 TA-17 TA-17 TA-20TA-4 TA-5 TA-4 TA-4

TA-7TA-4 TA-5 TA-4 TA-13 TA-2 TA-15

PUBLIC TOILET ROOMS - MOUNTING LOCATIONS

UNISEX TOILET ROOMS - MOUNTING LOCATIONS

ACCESSIBLE STALLS AMBULATORY
STALLS

ACCESSIBLE & AMBULATORY
STALLS

TYPICAL STALL

SHOWER ROOMS - MOUNTING LOCATIONS

TA-3

TA-3

9
6
"

T
.O

. 
S

E
A

T

1
8
"

MAX.
1/2"

T
.O

. 
B

A
R

3
5
"

5
0
"

4
0
"

1
8
"

MAX.
4"

48"48"

EDGE OF SHOWER EDGE OF SHOWER

T
.O

. 
H

O
O

K

3
9
 3

/8
"

TA-9

TA-10

TA-11

TA-9

TA-10

TA-11

TA-9

TA-10

TA-11

TA-8 TA-16 TA-4TA-4 TA-12

TA-21TA-21

TA-8

2
8
"

ITEM NO. DESCRIPTION

ROBE HOOK

TA-4

TA-5

TA-6

TA-7

DOUBLE TOILET TISSUE  (ROLL) DISPENSER

QUAD TOILET TISSUE  (ROLL) DISPENSER

LIQUID SOAP DISPENSER

SANITARY NAPKIN DISPOSAL

TOILET ACCESSORIES (TA)

TA-1A

TA-3

SANITARY NAPKIN DISPENSER

GRAB BAR

MANUFACTURER

WASTE RECEPTICLE

TA-2

VINYL SHOWER CURTAINS

BOBRICK

GEORGIA PACIFIC

TA-8 REVERSIBLE FOLDING SHOWER SEAT

TA-9 EXTRA HEAVY-DUTY SHOWER CURTAIN ROD

TA-10

TA-12

TA-13 TILT MIRROR

TOUGHGUY

AMERICAN SPECIALITIES

GEORGIA PACIFIC

STERIS

GRAINGER

BOBRICK

TA-14

SWING-UP GRAB BAR BOBRICK

FINISH

TA-15 AUTOMATED TOUCHLESS TOWEL DISPENSER GEORGIA PACIFIC

TA-16 SOAP HOLDER PSC

TA-17 WARM AIR DRYER EXCEL DRYER INC.

TA-18 MOP AND BROOM HOLDER BOBRICK

TA-1B

LOCATION

ONE PER TYPICAL STALL IN PUBLIC TOILET ROOMS

ONE PER ACCESSIBLE/AMBULATORY STALL IN PUBLIC
TOILET ROOMS, ONE PER UNISEX TOILET ROOM

ONE B/T ALL SINKS IN PUBLIC TOILET ROOMS, ONE
PER UNISEX TOILET ROOM

ONE PER PUBLIC TOILET ROOM, ONE PER UNISEX
TOILET ROOM

ONE PER WOMEN'S PUBLIC TOILET ROOM

ONE PER SHOWER ROOM

ONE PER SHOWER ROOM

ONE PER SHOWER ROOM

ONE PER SHOWER ROOM

ONE PER UNISEX TOILET ROOM

MODEL

56743

CONTINOUS  MIRROR

56783

T520-Q2

4PGV2 Oval 21 gallon SS, 28 3/4"

3500 SERIES

B-4998.99

B-2706 25

2NXW1

B-5181

6047-60

204-3

B-6717

B-293 2436

enMotion 59460

HCP H12RC

XLerator XL-SB

B223 X 36

SPANISH BLUE

SPANISH BLUE

XXXX

STAINLESS STEEL

STAINLESS STEEL

STAINLESS STEEL

STAINLESS STEEL

STAINLESS STEEL

IVORY-COLORED SOLID PHENOLIC SEAT

STAINLESS STEEL

WHITE MATTE VINYL, OPAQUE

STAINLESS STEEL

STAINLESS STEEL FRAME

XXXX

XXXX

BRUSHED STAINLESS

STAINLESS STEEL

ONE PER UNISEX TOILET ROOM

ONE PER SHOWER ROOM

TWO PER PUBLIC TOILET ROOM, SEE MOUNTING
LOCATION LEGEND FOR HEIGHTS

ONE PER HOUSEKEEPING CLOSET

BOBRICK

BOBRICK

BOBRICK

BOBRICK

TA-19

REFER TO SPECIFICATION SECTIONS 10 2800/08 8000 FOR ADD'L INFORMATION

SHOWER CURTAIN HOOKSTA-11 ONE SET PER SHOWER ROOM204-1 STAINLESS STEELBOBRICK

REMARKS

OFCI

OFCI

OFCI

SEAT COVER DISPENSER ONE PER STALL IN PUBLIC TOILET ROOMSB-221 XXXXBOBRICK

NOTE: REFER TO SPEC SECTION 10 2800 FOR ADD'L INFORMATION.

TA-20 BABY CHANGING STATION ONE PER PUBLIC TOILET ROOMKB110-SSRE STAINLESS STEELKOALA KARE

ONE PER ACCESSIBLE/AMBULATORY STALL IN PUBLIC
TOILET ROOMS, ONE PER UNISEX TOILET ROOM

ONE PER ACCESSIBLE/AMBULATORY STALL IN PUBLIC
TOILET ROOMS, ONE PER UNISEX TOILET ROOM

ONE PER STALL IN WOMEN'S PUBLIC TOILET
ROOMS, ONE PER UNISEX TOILET ROOM

TA-21 SHOWER GRAB BAR ONE PER PUBLIC SHOWER ROOM3500 SERIES STAINLESS STEELAMERICAN SPECIALTIES

TA-22 RECESSED SPECIMEN PASS-THROUGH CABINET AS SHOWNB-505 STAINLESS STEELBOBRICK

PAINTED MRGWB

PORCELAIN TILE BASE
AS SCHEDULED, TYP.

TA-6 TA-17 TA-17

1' - 6" 2' - 0" 3' - 6"

DRINKING FOUNTAIN
ACCESS PANEL

SOLID SURFACE
COUNTERTOP & APRON,
SS-4, W/INTEGRAL SINK

HANDICAP
HEIGHT

WOMEN'S
HEIGHT

OPEN

PAINTED MRGWB

PORCELAIN TILE BASE
AS SCHEDULED, TYP.

TA-3

SOLID SURFACE
COUNTERTOP &

APRON, SS-4,
W/INTEGRAL SINK

OPEN

PAINTED MRGWB

PORCELAIN TILE BASE
AS SCHEDULED, TYP.

TA-1ATA-19 TA-7TA-1BTA-7 TA-19

TA-4

PAINTED MRGWB

PORCELAIN TILE BASE
AS SCHEDULED, TYP.

OPEN

PAINTED MRGWB

PORCELAIN TILE BASE
AS SCHEDULED, TYP.

2' - 0"

TA-1BTA-19TA-20

TA-4

PAINTED MRGWB

PORCELAIN TILE BASE
AS SCHEDULED, TYP.

SOLID SURFACE
COUNTERTOP &
APRON, SS-4,
W/INTEGRAL SINK

OPEN OPEN

PAINTED MRGWB

PORCELAIN TILE BASE
AS SCHEDULED, TYP.

TA-17

PAINTED MRGWB

PORCELAIN TILE BASE
AS SCHEDULED, TYP.

TA-17 TA-17

MEN'S
HEIGHT

HANDICAP
HEIGHT

2' - 0" 10' - 5"

0 2' 4' 8'

SCALE: 1/4" = 1' - 0"
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TOILET ROOM (PUBLIC) PLANS &
ELEVATIONS

A-6.0.0

TOILET

ROOM

(PUBLIC)

PLANS &

ELEVATIONS

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030 1/4" = 1'-0"
9

MAIN FLOOR - MEN'S RESTROOM - EAST

 1/4" = 1'-0"
14

MAIN FLOOR - MEN'S RESTROOM - WEST 2

 1/4" = 1'-0"
5

MAIN FLOOR - WOMEN'S RESTROOM - SOUTH

 1/4" = 1'-0"
2

MAIN FLOOR - WOMEN'S RESTROOM - NORTH

 1/4" = 1'-0"
10

MAIN FLOOR - MEN'S RESTROOM - EAST 2

NOTE:
REFER TO A-6.0.1 FOR TOILET ACCESSORIES LEGEND

 1/4" = 1'-0"
1

MAIN FLOOR - PUBLIC TOILET ROOMS

 1/4" = 1'-0"
6

MAIN FLOOR - WOMEN'S RESTROOM - WEST

 1/4" = 1'-0"
4

MAIN FLOOR - WOMEN'S RESTROOM - EAST 2

 1/4" = 1'-0"
7

MAIN FLOOR - WOMEN'S RESTROOM - WEST 2

 1/4" = 1'-0"
3

MAIN FLOOR - WOMEN'S RESTROOM - EAST

 1/4" = 1'-0"
8

MAIN FLOOR - MEN'S RESTROOM - NORTH

 1/4" = 1'-0"
11

MAIN FLOOR - MEN'S RESTROOM - SOUTH

 1/4" = 1'-0"
12

MAIN FLOOR - MEN'S RESTROOM - SOUTH 2

 1/4" = 1'-0"
13

MAIN FLOOR - MEN'S RESTROOM - WEST

NO. REVISION DATE
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FLOOR DRAIN

AMBULATORY STALL

ACCESIBLE STALL

FLOOR DRAIN

FLOOR DRAIN

FLOOR DRAIN

FLOOR DRAIN

AMBULATORY STALL

ACCESSIBLE STALL

WALL MOUNTED LIGHT FIXTURE

WALL MOUNTED LIGHT FIXTURE

WALL MOUNTED LIGHT FIXTURE

WALL MOUNTED LIGHT FIXTURE

WALL MOUNTED
LIGHT FIXTURE

PORCELAIN TILE WALL FINISH, PWT-1

PORCELAIN TILE BASE
AS SCHEDULED, TYP.
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LIGHT FIXTURE
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PORCELAIN TILE WALL
FINISH, PWT-1
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AS SCHEDULED, TYP.
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PUBLIC TOILET ROOMS - MOUNTING LOCATIONS

UNISEX TOILET ROOMS - MOUNTING LOCATIONS

ACCESSIBLE STALLS AMBULATORY
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ACCESSIBLE & AMBULATORY
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TYPICAL STALL

SHOWER ROOMS - MOUNTING LOCATIONS
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ITEM NO. DESCRIPTION

ROBE HOOK

TA-4

TA-5

TA-6

TA-7

DOUBLE TOILET TISSUE  (ROLL) DISPENSER

QUAD TOILET TISSUE  (ROLL) DISPENSER

LIQUID SOAP DISPENSER

SANITARY NAPKIN DISPOSAL

TOILET ACCESSORIES (TA)

TA-1A

TA-3

SANITARY NAPKIN DISPENSER

GRAB BAR

MANUFACTURER

WASTE RECEPTICLE

TA-2

VINYL SHOWER CURTAINS

BOBRICK

GEORGIA PACIFIC

TA-8 REVERSIBLE FOLDING SHOWER SEAT

TA-9 EXTRA HEAVY-DUTY SHOWER CURTAIN ROD

TA-10

TA-12

TA-13 TILT MIRROR

TOUGHGUY

AMERICAN SPECIALITIES

GEORGIA PACIFIC

STERIS

GRAINGER

BOBRICK

TA-14

SWING-UP GRAB BAR BOBRICK

FINISH

TA-15 AUTOMATED TOUCHLESS TOWEL DISPENSER GEORGIA PACIFIC

TA-16 SOAP HOLDER PSC

TA-17 WARM AIR DRYER EXCEL DRYER INC.

TA-18 MOP AND BROOM HOLDER BOBRICK

TA-1B

LOCATION

ONE PER TYPICAL STALL IN PUBLIC TOILET ROOMS

ONE PER ACCESSIBLE/AMBULATORY STALL IN PUBLIC
TOILET ROOMS, ONE PER UNISEX TOILET ROOM

ONE B/T ALL SINKS IN PUBLIC TOILET ROOMS, ONE
PER UNISEX TOILET ROOM

ONE PER PUBLIC TOILET ROOM, ONE PER UNISEX
TOILET ROOM

ONE PER WOMEN'S PUBLIC TOILET ROOM

ONE PER SHOWER ROOM

ONE PER SHOWER ROOM

ONE PER SHOWER ROOM

ONE PER SHOWER ROOM

ONE PER UNISEX TOILET ROOM

MODEL

56743

CONTINOUS  MIRROR

56783

T520-Q2

4PGV2 Oval 21 gallon SS, 28 3/4"

3500 SERIES

B-4998.99

B-2706 25

2NXW1

B-5181

6047-60

204-3

B-6717

B-293 2436

enMotion 59460

HCP H12RC

XLerator XL-SB

B223 X 36

SPANISH BLUE

SPANISH BLUE

XXXX

STAINLESS STEEL

STAINLESS STEEL

STAINLESS STEEL

STAINLESS STEEL

STAINLESS STEEL

IVORY-COLORED SOLID PHENOLIC SEAT

STAINLESS STEEL

WHITE MATTE VINYL, OPAQUE

STAINLESS STEEL

STAINLESS STEEL FRAME

XXXX

XXXX

BRUSHED STAINLESS

STAINLESS STEEL

ONE PER UNISEX TOILET ROOM

ONE PER SHOWER ROOM

TWO PER PUBLIC TOILET ROOM, SEE MOUNTING
LOCATION LEGEND FOR HEIGHTS

ONE PER HOUSEKEEPING CLOSET

BOBRICK

BOBRICK

BOBRICK

BOBRICK

TA-19

REFER TO SPECIFICATION SECTIONS 10 2800/08 8000 FOR ADD'L INFORMATION

SHOWER CURTAIN HOOKSTA-11 ONE SET PER SHOWER ROOM204-1 STAINLESS STEELBOBRICK

REMARKS

OFCI

OFCI

OFCI

SEAT COVER DISPENSER ONE PER STALL IN PUBLIC TOILET ROOMSB-221 XXXXBOBRICK

NOTE: REFER TO SPEC SECTION 10 2800 FOR ADD'L INFORMATION.

TA-20 BABY CHANGING STATION ONE PER PUBLIC TOILET ROOMKB110-SSRE STAINLESS STEELKOALA KARE

ONE PER ACCESSIBLE/AMBULATORY STALL IN PUBLIC
TOILET ROOMS, ONE PER UNISEX TOILET ROOM

ONE PER ACCESSIBLE/AMBULATORY STALL IN PUBLIC
TOILET ROOMS, ONE PER UNISEX TOILET ROOM

ONE PER STALL IN WOMEN'S PUBLIC TOILET
ROOMS, ONE PER UNISEX TOILET ROOM

TA-21 SHOWER GRAB BAR ONE PER PUBLIC SHOWER ROOM3500 SERIES STAINLESS STEELAMERICAN SPECIALTIES

TA-22 RECESSED SPECIMEN PASS-THROUGH CABINET AS SHOWNB-505 STAINLESS STEELBOBRICK

OPEN

PORCELAIN TILE BASE
AS SCHEDULED, TYP.

PAINTED MRGWB

TA-3

SOLID SURFACE
COUNTERTOP &
APRON, SS-4,
W/INTEGRAL SINK

PAINTED MRGWB

PORCELAIN TILE BASE
AS SCHEDULED, TYP.

PAINTED MRGWB

PORCELAIN TILE BASE
AS SCHEDULED, TYP.

SOLID SURFACE
COUNTERTOP, SS-4,
W/INTEGRAL SINK

1' - 6" 2' - 0" 3' - 6"

TA-6 TA-17 TA-17
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HEIGHT
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HEIGHT

OPEN

PAINTED MRGWB

PORCELAIN TILE BASE
AS SCHEDULED, TYP.
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PORCELAIN TILE BASE
AS SCHEDULED, TYP.

TA-19 TA-1B
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SOLID SURFACE
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PORCELAIN TILE BASE
AS SCHEDULED, TYP.

TA-17 TA-17
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2' - 0" 11' - 8"

PAINTED MRGWB

PORCELAIN TILE BASE
AS SCHEDULED, TYP.

OPEN

PAINTED MRGWB

PORCELAIN TILE BASE
AS SCHEDULED, TYP.

TA-17

PAINTED MRGWB

PORCELAIN TILE BASE
AS SCHEDULED, TYP.

SOLID SURFACE
COUNTERTOP &
APRON, SS-4,
W/INTEGRAL SINK

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"

Architectural Resources

Cambridge, P.C.
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TOILET ROOM (PUBLIC) PLANS &
ELEVATIONS

A-6.0.1

TOILET

ROOM

(PUBLIC)

PLANS &

ELEVATIONS

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1/4" = 1'-0"
1

FIRST FLOOR - PUBLIC TOILET ROOMS

 1/4" = 1'-0"
11

FIRST FLOOR - MEN'S RESTROOM - EAST

 1/4" = 1'-0"
5

FIRST FLOOR - WOMEN'S RESTROOM - SOUTH

 1/4" = 1'-0"
16

FIRST FLOOR - MEN'S RESTROOM - WEST 2

 1/4" = 1'-0"
12

FIRST FLOOR - MEN'S RESTROOM - EAST 2

 1/4" = 1'-0"
2

FIRST FLOOR - WOMEN'S RESTROOM - NORTH

NOTE:
REFER TO A-6.0.1 FOR TOILET ACCESSORIES LEGEND

 1/4" = 1'-0"
4

FIRST FLOOR - WOMEN'S RESTROOM - EAST 2

 1/4" = 1'-0"
3

FIRST FLOOR - WOMEN'S RESTROOM - EAST

 1/4" = 1'-0"
7

FIRST FLOOR - WOMEN'S RESTROOM - WEST

 1/4" = 1'-0"
6

FIRST FLOOR - WOMEN'S RESTROOM - WEST 2

 1/4" = 1'-0"
10

FIRST FLOOR - MEN'S RESTROOM - NORTH

 1/4" = 1'-0"
9

FIRST FLOOR - MEN'S RESTROOM - NORTH 2

 1/4" = 1'-0"
8

FIRST FLOOR - MEN'S RESTROOM - NORTH 3

 1/4" = 1'-0"
17

FIRST FLOOR - MEN'S RESTROOM - WEST

 1/4" = 1'-0"
15

FIRST FLOOR - MEN'S RESTROOM - SOUTH

 1/4" = 1'-0"
14

FIRST FLOOR - MEN'S RESTROOM - SOUTH 2

 1/4" = 1'-0"
13

FIRST FLOOR - MEN'S RESTROOM - SOUTH 3

NO. REVISION DATE
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ITEM NO. DESCRIPTION

ROBE HOOK

TA-4

TA-5

TA-6

TA-7

DOUBLE TOILET TISSUE  (ROLL) DISPENSER

QUAD TOILET TISSUE  (ROLL) DISPENSER

LIQUID SOAP DISPENSER

SANITARY NAPKIN DISPOSAL

TOILET ACCESSORIES (TA)

TA-1A

TA-3

SANITARY NAPKIN DISPENSER

GRAB BAR

MANUFACTURER

WASTE RECEPTICLE

TA-2

VINYL SHOWER CURTAINS

BOBRICK

GEORGIA PACIFIC

TA-8 REVERSIBLE FOLDING SHOWER SEAT

TA-9 EXTRA HEAVY-DUTY SHOWER CURTAIN ROD

TA-10

TA-12

TA-13 TILT MIRROR

TOUGHGUY

AMERICAN SPECIALITIES

GEORGIA PACIFIC

STERIS

GRAINGER

BOBRICK

TA-14

SWING-UP GRAB BAR BOBRICK

FINISH

TA-15 AUTOMATED TOUCHLESS TOWEL DISPENSER GEORGIA PACIFIC

TA-16 SOAP HOLDER PSC

TA-17 WARM AIR DRYER EXCEL DRYER INC.

TA-18 MOP AND BROOM HOLDER BOBRICK

TA-1B

LOCATION

ONE PER TYPICAL STALL IN PUBLIC TOILET ROOMS

ONE PER ACCESSIBLE/AMBULATORY STALL IN PUBLIC
TOILET ROOMS, ONE PER UNISEX TOILET ROOM

ONE B/T ALL SINKS IN PUBLIC TOILET ROOMS, ONE
PER UNISEX TOILET ROOM

ONE PER PUBLIC TOILET ROOM, ONE PER UNISEX
TOILET ROOM

ONE PER WOMEN'S PUBLIC TOILET ROOM

ONE PER SHOWER ROOM

ONE PER SHOWER ROOM

ONE PER SHOWER ROOM

ONE PER SHOWER ROOM

ONE PER UNISEX TOILET ROOM

MODEL

56743

CONTINOUS  MIRROR

56783

T520-Q2

4PGV2 Oval 21 gallon SS, 28 3/4"

3500 SERIES

B-4998.99

B-2706 25

2NXW1

B-5181

6047-60

204-3

B-6717

B-293 2436

enMotion 59460

HCP H12RC

XLerator XL-SB

B223 X 36

SPANISH BLUE

SPANISH BLUE

XXXX

STAINLESS STEEL

STAINLESS STEEL

STAINLESS STEEL

STAINLESS STEEL

STAINLESS STEEL

IVORY-COLORED SOLID PHENOLIC SEAT

STAINLESS STEEL

WHITE MATTE VINYL, OPAQUE

STAINLESS STEEL

STAINLESS STEEL FRAME

XXXX

XXXX

BRUSHED STAINLESS

STAINLESS STEEL

ONE PER UNISEX TOILET ROOM

ONE PER SHOWER ROOM

TWO PER PUBLIC TOILET ROOM, SEE MOUNTING
LOCATION LEGEND FOR HEIGHTS

ONE PER HOUSEKEEPING CLOSET

BOBRICK

BOBRICK

BOBRICK

BOBRICK

TA-19

REFER TO SPECIFICATION SECTIONS 10 2800/08 8000 FOR ADD'L INFORMATION

SHOWER CURTAIN HOOKSTA-11 ONE SET PER SHOWER ROOM204-1 STAINLESS STEELBOBRICK

REMARKS

OFCI

OFCI

OFCI

SEAT COVER DISPENSER ONE PER STALL IN PUBLIC TOILET ROOMSB-221 XXXXBOBRICK

NOTE: REFER TO SPEC SECTION 10 2800 FOR ADD'L INFORMATION.

TA-20 BABY CHANGING STATION ONE PER PUBLIC TOILET ROOMKB110-SSRE STAINLESS STEELKOALA KARE

ONE PER ACCESSIBLE/AMBULATORY STALL IN PUBLIC
TOILET ROOMS, ONE PER UNISEX TOILET ROOM

ONE PER ACCESSIBLE/AMBULATORY STALL IN PUBLIC
TOILET ROOMS, ONE PER UNISEX TOILET ROOM

ONE PER STALL IN WOMEN'S PUBLIC TOILET
ROOMS, ONE PER UNISEX TOILET ROOM

TA-21 SHOWER GRAB BAR ONE PER PUBLIC SHOWER ROOM3500 SERIES STAINLESS STEELAMERICAN SPECIALTIES

TA-22 RECESSED SPECIMEN PASS-THROUGH CABINET AS SHOWNB-505 STAINLESS STEELBOBRICK

ACCENT WALL
TILE, CWT-3

A
L
IG

N

A
L
IG

N

WALL TILE, CWT-2

MIRROR

SCHEDULED
PORCELAIN TILE BASE

TA-13 TA-2 TA-1B TA-7

TA-4

WALL TILE, CWT-2

SCHEDULED PORCELAIN
TILE BASETA-1B TA-5

TA-7 TA-4

TA-15

TA-3

SCHEDULED
PORCELAIN TILE BASE

PAINTED MRGWB

TA-3 TA-15

2' - 11"

SCHEDULED
PORCELAIN TILE BASE

PAINTED MRGWB

TA-2

ACCENT WALL TILE, CWT-3

A
L
IG

N

A
L
IG

N

WALL TILE, CWT-2

MIRROR

SCHEDULED
PORCELAIN TILE BASE

TA-13TA-2TA-1BTA-7

TA-4

WALL TILE, CWT-2

SCHEDULED
PORCELAIN TILE BASETA-1BTA-5

TA-7TA-4

TA-15

TA-3SCHEDULED
PORCELAIN TILE BASE

PAINTED MRGWB

TA-3

2' - 8"

TA-15

SCHEDULED
PORCELAIN TILE BASE

PAINTED MRGWB

TA-1BTA-7

TA-4

TA-3
SCHEDULED
PORCELAIN TILE BASE

PAINTED MRGWB

2' - 3"

TA-15TA-2

ACCENT WALL TILE, CWT-3

A
L
IG

N

A
L
IG

N

WALL TILE, CWT-2

MIRROR

SCHEDULED
PORCELAIN TILE BASE
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Author

TOILET ROOM (CLINICS) PLANS &
ELEVATIONS

A-6.0.2

TOILET

ROOM

(CLINICS)

PLANS &

ELEVATIONS

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1/4" = 1'-0"
1

STAFF TOILET ROOMS CM012 & CM013

 1/4" = 1'-0"
2

STAFF TOILET C1015 & C1014

 1/4" = 1'-0"
4

STAFF TOILET C1088B & C1088C

 1/4" = 1'-0"
3

STAFF TOILET ROOMS C1283 &C1284

 1/4" = 1'-0"
5

ELEVATION - CM012 WEST

 1/4" = 1'-0"
8

ELEVATION - CM012 NORTH

 1/4" = 1'-0"
7

ELEVATION - CM012 EAST

 1/4" = 1'-0"
6

ELEVATION - CM012 SOUTH

 1/4" = 1'-0"
9

ELEVATION - C1015 WEST

 1/4" = 1'-0"
12

ELEVATION - C1015 SOUTH

 1/4" = 1'-0"
11

ELEVATION - C1015 EAST

 1/4" = 1'-0"
14

ELEVATION - C1283 NORTH

 1/4" = 1'-0"
16

ELEVATION - C1283 SOUTH

 1/4" = 1'-0"
13

ELEVATION - C1283 EAST

 1/4" = 1'-0"
17

ELEVATION - C1088 EAST

 1/4" = 1'-0"
18

ELEVATION - C1088 NORTH

 1/4" = 1'-0"
19

ELEVATION - C1088 WEST

 1/4" = 1'-0"
20

ELEVATION - C1088 SOUTH

 1/4" = 1'-0"
10

ELEVATION - C1015 NORTH

 1/4" = 1'-0"
15

ELEVATION - C1283 WEST

NO. REVISION DATE



10

10

A-6.0.3 8

6"10' - 1"

7
' -

 4
"

7
' -

 4
" 6

5

A-6.0.3 86

5

7

7

8
"

ACCENT WALL TILE, CWT-3
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SCHEDULED
PORCELAIN TILE BASE

TA-13TA-2TA-5TA-1B

TA-7 TA-4

ACCENT WALL TILE, CWT-3

A
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N

A
L
IG

N

WALL TILE, CWT-2

MIRROR

SCHEDULED
PORCELAIN TILE BASE
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TA-7 TA-4

SCHEDULED
PORCELAIN TILE BASE

PAINTED MRGWB
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1012
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8
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ACCENT WALL TILE, CWT-3

A
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A
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IG

N

WALL TILE, CWT-2

MIRROR

SCHEDULED
PORCELAIN TILE BASE

TA-13TA-2TA-5TA-1B

TA-7 TA-4

ITEM NO. DESCRIPTION

ROBE HOOK

TA-4

TA-5

TA-6

TA-7

DOUBLE TOILET TISSUE  (ROLL) DISPENSER

QUAD TOILET TISSUE  (ROLL) DISPENSER

LIQUID SOAP DISPENSER

SANITARY NAPKIN DISPOSAL

TOILET ACCESSORIES (TA)

TA-1A

TA-3

SANITARY NAPKIN DISPENSER

GRAB BAR

MANUFACTURER

WASTE RECEPTICLE

TA-2

VINYL SHOWER CURTAINS

BOBRICK

GEORGIA PACIFIC

TA-8 REVERSIBLE FOLDING SHOWER SEAT

TA-9 EXTRA HEAVY-DUTY SHOWER CURTAIN ROD

TA-10

TA-12

TA-13 TILT MIRROR

TOUGHGUY

AMERICAN SPECIALITIES

GEORGIA PACIFIC

STERIS

GRAINGER

BOBRICK

TA-14

SWING-UP GRAB BAR BOBRICK

FINISH

TA-15 AUTOMATED TOUCHLESS TOWEL DISPENSER GEORGIA PACIFIC

TA-16 SOAP HOLDER PSC

TA-17 WARM AIR DRYER EXCEL DRYER INC.

TA-18 MOP AND BROOM HOLDER BOBRICK

TA-1B

LOCATION

ONE PER TYPICAL STALL IN PUBLIC TOILET ROOMS

ONE PER ACCESSIBLE/AMBULATORY STALL IN PUBLIC
TOILET ROOMS, ONE PER UNISEX TOILET ROOM

ONE B/T ALL SINKS IN PUBLIC TOILET ROOMS, ONE
PER UNISEX TOILET ROOM

ONE PER PUBLIC TOILET ROOM, ONE PER UNISEX
TOILET ROOM

ONE PER WOMEN'S PUBLIC TOILET ROOM

ONE PER SHOWER ROOM

ONE PER SHOWER ROOM

ONE PER SHOWER ROOM

ONE PER SHOWER ROOM

ONE PER UNISEX TOILET ROOM

MODEL

56743

CONTINOUS  MIRROR

56783

T520-Q2

4PGV2 Oval 21 gallon SS, 28 3/4"

3500 SERIES

B-4998.99

B-2706 25

2NXW1

B-5181

6047-60

204-3

B-6717

B-293 2436

enMotion 59460

HCP H12RC

XLerator XL-SB

B223 X 36

SPANISH BLUE

SPANISH BLUE

XXXX

STAINLESS STEEL

STAINLESS STEEL

STAINLESS STEEL

STAINLESS STEEL

STAINLESS STEEL

IVORY-COLORED SOLID PHENOLIC SEAT

STAINLESS STEEL

WHITE MATTE VINYL, OPAQUE

STAINLESS STEEL

STAINLESS STEEL FRAME

XXXX

XXXX

BRUSHED STAINLESS

STAINLESS STEEL

ONE PER UNISEX TOILET ROOM

ONE PER SHOWER ROOM

TWO PER PUBLIC TOILET ROOM, SEE MOUNTING
LOCATION LEGEND FOR HEIGHTS

ONE PER HOUSEKEEPING CLOSET

BOBRICK

BOBRICK

BOBRICK

BOBRICK

TA-19

REFER TO SPECIFICATION SECTIONS 10 2800/08 8000 FOR ADD'L INFORMATION

SHOWER CURTAIN HOOKSTA-11 ONE SET PER SHOWER ROOM204-1 STAINLESS STEELBOBRICK

REMARKS

OFCI

OFCI

OFCI

SEAT COVER DISPENSER ONE PER STALL IN PUBLIC TOILET ROOMSB-221 XXXXBOBRICK

NOTE: REFER TO SPEC SECTION 10 2800 FOR ADD'L INFORMATION.

TA-20 BABY CHANGING STATION ONE PER PUBLIC TOILET ROOMKB110-SSRE STAINLESS STEELKOALA KARE

ONE PER ACCESSIBLE/AMBULATORY STALL IN PUBLIC
TOILET ROOMS, ONE PER UNISEX TOILET ROOM

ONE PER ACCESSIBLE/AMBULATORY STALL IN PUBLIC
TOILET ROOMS, ONE PER UNISEX TOILET ROOM

ONE PER STALL IN WOMEN'S PUBLIC TOILET
ROOMS, ONE PER UNISEX TOILET ROOM

TA-21 SHOWER GRAB BAR ONE PER PUBLIC SHOWER ROOM3500 SERIES STAINLESS STEELAMERICAN SPECIALTIES

TA-22 RECESSED SPECIMEN PASS-THROUGH CABINET AS SHOWNB-505 STAINLESS STEELBOBRICK

SCHEDULED
PORCELAIN TILE BASE

PAINTED MRGWB
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Author

TOILET ROOM (CLINICS) PLANS &
ELEVATIONS

A-6.0.3

TOILET

ROOM

(CLINICS)

PLANS &

ELEVATIONS

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1/4" = 1'-0"
1

PATIENT TOILET ROOMS C1256 & C1257

 1/4" = 1'-0"
17

ELEVATION - CM110 SOUTH

 1/4" = 1'-0"
13

ELEVATION - C1089 SOUTH

 1/4" = 1'-0"
8

ELEVATION - C1256 EAST

 1/4" = 1'-0"
3

PATIENT TOILET ROOMS C1089 & C1090

 1/4" = 1'-0"
4

PATIENT TOILET ROOMS CM112 & CM111

 1/4" = 1'-0"
2

PATIENT TOILET M089

 1/4" = 1'-0"
9

ELEVATION - CM089 NORTH

 1/4" = 1'-0"
6

ELEVATION - C1256 WEST

 1/4" = 1'-0"
5

ELEVATION - C1256 SOUTH

 1/4" = 1'-0"
11

ELEVATION - CM089 SOUTH

 1/4" = 1'-0"
10

ELEVATION - CM089 EAST

 1/4" = 1'-0"
16

ELEVATION - C1089 EAST

 1/4" = 1'-0"
15

ELEVATION - C1089 NORTH

 1/4" = 1'-0"
14

ELEVATION - C1089 WEST

 1/4" = 1'-0"
20

ELEVATION - CM110 EAST

 1/4" = 1'-0"
19

ELEVATION - CM110 NORTH

 1/4" = 1'-0"
18

ELEVATION - CM110 WEST

 1/4" = 1'-0"
7

ELEVATION - C1256 NORTH

 1/4" = 1'-0"
12

ELEVATION - CM089 WEST

NO. REVISION DATE



T
.O

. 
S

E
A

T

1
7
"

36"

36"

T
.O

. 
B

A
R

3
5
"

1
8
"

4
0
"

T
.O

. 
B

A
R

3
5
"

48"

36"

12"

12" 24"

40"

9"

M
A

X
.

1
7
"

4
6
 3

/8
"

18"

TA-1BTA-19 TA-7

36"

15" 13"

T
.O

. 
S

E
A

T

1
7
"

36"

36"

T
.O

. 
B

A
R

3
5
"

1
8
"

4
0
"

T
.O

. 
B

A
R

3
5
"

48"

36"

12"

12" 24"

40"

9"

18 1/4"

3
4
" 3
8
"

M
IN

.

2
7
"

M
IN

.

9
"

MAX.

6"

MIN.

8"

M
IN

.

2
7
"

M
A

X
.

4
0
"

3
6
"

24"

18"

TA-1B

36"

13"

5
2
"

16"

5
2
"

3
4
"

9"

15" 13"

2
8
" 3

5
"

T
.O

. 
B

A
R

S

3
5
"

H
A

N
D

IC
A

P

3
7
"

W
O

M
E

N
'S

 /
 M

E
N

'S
  

  
  

4
3
" 

/ 
4
5
"

5
6
"

4
4
"
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PUBLIC TOILET ROOMS - MOUNTING LOCATIONS

UNISEX TOILET ROOMS - MOUNTING LOCATIONS

ACCESSIBLE STALLS AMBULATORY
STALLS

ACCESSIBLE & AMBULATORY
STALLS

TYPICAL STALL

SHOWER ROOMS - MOUNTING LOCATIONS
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TA-10

TA-11

TA-9

TA-10

TA-11

TA-8 TA-16 TA-4TA-4 TA-12

TA-21TA-21

TA-8

2
8
"

ITEM NO. DESCRIPTION

ROBE HOOK

TA-4

TA-5

TA-6

TA-7

DOUBLE TOILET TISSUE  (ROLL) DISPENSER

QUAD TOILET TISSUE  (ROLL) DISPENSER

LIQUID SOAP DISPENSER

SANITARY NAPKIN DISPOSAL

TOILET ACCESSORIES (TA)

TA-1A

TA-3

SANITARY NAPKIN DISPENSER

GRAB BAR

MANUFACTURER

WASTE RECEPTICLE

TA-2

VINYL SHOWER CURTAINS

BOBRICK

GEORGIA PACIFIC

TA-8 REVERSIBLE FOLDING SHOWER SEAT

TA-9 EXTRA HEAVY-DUTY SHOWER CURTAIN ROD

TA-10

TA-12

TA-13 TILT MIRROR

TOUGHGUY

AMERICAN SPECIALITIES

GEORGIA PACIFIC

STERIS

GRAINGER

BOBRICK

TA-14

SWING-UP GRAB BAR BOBRICK

FINISH

TA-15 AUTOMATED TOUCHLESS TOWEL DISPENSER GEORGIA PACIFIC

TA-16 SOAP HOLDER PSC

TA-17 WARM AIR DRYER EXCEL DRYER INC.

TA-18 MOP AND BROOM HOLDER BOBRICK

TA-1B

LOCATION

ONE PER TYPICAL STALL IN PUBLIC TOILET ROOMS

ONE PER ACCESSIBLE/AMBULATORY STALL IN PUBLIC
TOILET ROOMS, ONE PER UNISEX TOILET ROOM

ONE B/T ALL SINKS IN PUBLIC TOILET ROOMS, ONE
PER UNISEX TOILET ROOM

ONE PER PUBLIC TOILET ROOM, ONE PER UNISEX
TOILET ROOM

ONE PER WOMEN'S PUBLIC TOILET ROOM

ONE PER SHOWER ROOM

ONE PER SHOWER ROOM

ONE PER SHOWER ROOM

ONE PER SHOWER ROOM

ONE PER UNISEX TOILET ROOM

MODEL

56743

CONTINOUS  MIRROR

56783

T520-Q2

4PGV2 Oval 21 gallon SS, 28 3/4"

3500 SERIES

B-4998.99

B-2706 25

2NXW1

B-5181

6047-60

204-3

B-6717

B-293 2436

enMotion 59460

HCP H12RC

XLerator XL-SB

B223 X 36

SPANISH BLUE

SPANISH BLUE

XXXX

STAINLESS STEEL

STAINLESS STEEL

STAINLESS STEEL

STAINLESS STEEL

STAINLESS STEEL

IVORY-COLORED SOLID PHENOLIC SEAT

STAINLESS STEEL

WHITE MATTE VINYL, OPAQUE

STAINLESS STEEL

STAINLESS STEEL FRAME

XXXX

XXXX

BRUSHED STAINLESS

STAINLESS STEEL

ONE PER UNISEX TOILET ROOM

ONE PER SHOWER ROOM

TWO PER PUBLIC TOILET ROOM, SEE MOUNTING
LOCATION LEGEND FOR HEIGHTS

ONE PER HOUSEKEEPING CLOSET

BOBRICK

BOBRICK

BOBRICK

BOBRICK

TA-19

REFER TO SPECIFICATION SECTIONS 10 2800/08 8000 FOR ADD'L INFORMATION

SHOWER CURTAIN HOOKSTA-11 ONE SET PER SHOWER ROOM204-1 STAINLESS STEELBOBRICK

REMARKS

OFCI

OFCI

OFCI

SEAT COVER DISPENSER ONE PER STALL IN PUBLIC TOILET ROOMSB-221 XXXXBOBRICK

NOTE: REFER TO SPEC SECTION 10 2800 FOR ADD'L INFORMATION.

TA-20 BABY CHANGING STATION ONE PER PUBLIC TOILET ROOMKB110-SSRE STAINLESS STEELKOALA KARE

ONE PER ACCESSIBLE/AMBULATORY STALL IN PUBLIC
TOILET ROOMS, ONE PER UNISEX TOILET ROOM

ONE PER ACCESSIBLE/AMBULATORY STALL IN PUBLIC
TOILET ROOMS, ONE PER UNISEX TOILET ROOM

ONE PER STALL IN WOMEN'S PUBLIC TOILET
ROOMS, ONE PER UNISEX TOILET ROOM

TA-21 SHOWER GRAB BAR ONE PER PUBLIC SHOWER ROOM3500 SERIES STAINLESS STEELAMERICAN SPECIALTIES

TA-22 RECESSED SPECIMEN PASS-THROUGH CABINET AS SHOWNB-505 STAINLESS STEELBOBRICK
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TA-11

TA-16 TA-4
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TILE, PWT-2

TA-9

TA-10

TA-11

TA-8TA-12

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"
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Author

TOILET ROOM (CLINICS) PLANS &
ELEVATIONS

A-6.0.4

TOILET

ROOM

(CLINICS)

PLANS &

ELEVATIONS

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1/4" = 1'-0"
1

PATIENT TOILET ROOM CM189

 1/4" = 1'-0"
2

PATIENT TOILET ROOM CM255

 1/4" = 1'-0"
3

PATIENT TOILET ROOM CM263

 1/4" = 1'-0"
9

ELEVATION - CM255 SOUTH

 1/4" = 1'-0"
10

ELEVATION - CM255 WEST

 1/4" = 1'-0"
11

ELEVATION - CM255 NORTH

 1/4" = 1'-0"
12

ELEVATION - CM255 EAST

 1/4" = 1'-0"
5

ELEVATION - CM189 EAST

 1/4" = 1'-0"
8

ELEVATION - CM189 NORTH

 1/4" = 1'-0"
7

ELEVATION - CM189 WEST

 1/4" = 1'-0"
6

ELEVATION - CM189 SOUTH

 1/4" = 1'-0"
13

ELEVATION - CM263 WEST

 1/4" = 1'-0"
14

ELEVATION - CM263 NORTH

 1/4" = 1'-0"
15

ELEVATION - CM263 EAST

 1/4" = 1'-0"
16

ELEVATION - CM263 SOUTH

 1/4" = 1'-0"
4

FIRST FLOOR - SHOWER ROOM C1088D

 1/4" = 1'-0"
17

ELEVATION - C1088D SOUTH

 1/4" = 1'-0"
18

ELEVATION - C1088D WEST

 1/4" = 1'-0"
19

ELEVATION - C1088D NORTH

 1/4" = 1'-0"
20

ELEVATION - C1088D EAST

NO. REVISION DATE
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TA-7TA-4 TA-5 TA-4 TA-13 TA-2 TA-15

PUBLIC TOILET ROOMS - MOUNTING LOCATIONS

UNISEX TOILET ROOMS - MOUNTING LOCATIONS

ACCESSIBLE STALLS AMBULATORY
STALLS

ACCESSIBLE & AMBULATORY
STALLS

TYPICAL STALL

SHOWER ROOMS - MOUNTING LOCATIONS

TA-3

TA-3
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ITEM NO. DESCRIPTION

ROBE HOOK

TA-4

TA-5

TA-6

TA-7

DOUBLE TOILET TISSUE  (ROLL) DISPENSER

QUAD TOILET TISSUE  (ROLL) DISPENSER

LIQUID SOAP DISPENSER

SANITARY NAPKIN DISPOSAL

TOILET ACCESSORIES (TA)

TA-1A

TA-3

SANITARY NAPKIN DISPENSER

GRAB BAR

MANUFACTURER

WASTE RECEPTICLE

TA-2

VINYL SHOWER CURTAINS

BOBRICK

GEORGIA PACIFIC

TA-8 REVERSIBLE FOLDING SHOWER SEAT

TA-9 EXTRA HEAVY-DUTY SHOWER CURTAIN ROD

TA-10

TA-12

TA-13 TILT MIRROR

TOUGHGUY

AMERICAN SPECIALITIES

GEORGIA PACIFIC

STERIS

GRAINGER

BOBRICK

TA-14

SWING-UP GRAB BAR BOBRICK

FINISH

TA-15 AUTOMATED TOUCHLESS TOWEL DISPENSER GEORGIA PACIFIC

TA-16 SOAP HOLDER PSC

TA-17 WARM AIR DRYER EXCEL DRYER INC.

TA-18 MOP AND BROOM HOLDER BOBRICK

TA-1B

LOCATION

ONE PER TYPICAL STALL IN PUBLIC TOILET ROOMS

ONE PER ACCESSIBLE/AMBULATORY STALL IN PUBLIC
TOILET ROOMS, ONE PER UNISEX TOILET ROOM

ONE B/T ALL SINKS IN PUBLIC TOILET ROOMS, ONE
PER UNISEX TOILET ROOM

ONE PER PUBLIC TOILET ROOM, ONE PER UNISEX
TOILET ROOM

ONE PER WOMEN'S PUBLIC TOILET ROOM

ONE PER SHOWER ROOM

ONE PER SHOWER ROOM

ONE PER SHOWER ROOM

ONE PER SHOWER ROOM

ONE PER UNISEX TOILET ROOM

MODEL

56743

CONTINOUS  MIRROR

56783

T520-Q2

4PGV2 Oval 21 gallon SS, 28 3/4"

3500 SERIES

B-4998.99

B-2706 25

2NXW1

B-5181

6047-60

204-3

B-6717

B-293 2436

enMotion 59460

HCP H12RC

XLerator XL-SB

B223 X 36

SPANISH BLUE

SPANISH BLUE

XXXX

STAINLESS STEEL

STAINLESS STEEL

STAINLESS STEEL

STAINLESS STEEL

STAINLESS STEEL

IVORY-COLORED SOLID PHENOLIC SEAT

STAINLESS STEEL

WHITE MATTE VINYL, OPAQUE

STAINLESS STEEL

STAINLESS STEEL FRAME

XXXX

XXXX

BRUSHED STAINLESS

STAINLESS STEEL

ONE PER UNISEX TOILET ROOM

ONE PER SHOWER ROOM

TWO PER PUBLIC TOILET ROOM, SEE MOUNTING
LOCATION LEGEND FOR HEIGHTS

ONE PER HOUSEKEEPING CLOSET

BOBRICK

BOBRICK

BOBRICK

BOBRICK

TA-19

REFER TO SPECIFICATION SECTIONS 10 2800/08 8000 FOR ADD'L INFORMATION

SHOWER CURTAIN HOOKSTA-11 ONE SET PER SHOWER ROOM204-1 STAINLESS STEELBOBRICK

REMARKS

OFCI

OFCI

OFCI

SEAT COVER DISPENSER ONE PER STALL IN PUBLIC TOILET ROOMSB-221 XXXXBOBRICK

NOTE: REFER TO SPEC SECTION 10 2800 FOR ADD'L INFORMATION.

TA-20 BABY CHANGING STATION ONE PER PUBLIC TOILET ROOMKB110-SSRE STAINLESS STEELKOALA KARE

ONE PER ACCESSIBLE/AMBULATORY STALL IN PUBLIC
TOILET ROOMS, ONE PER UNISEX TOILET ROOM

ONE PER ACCESSIBLE/AMBULATORY STALL IN PUBLIC
TOILET ROOMS, ONE PER UNISEX TOILET ROOM

ONE PER STALL IN WOMEN'S PUBLIC TOILET
ROOMS, ONE PER UNISEX TOILET ROOM

TA-21 SHOWER GRAB BAR ONE PER PUBLIC SHOWER ROOM3500 SERIES STAINLESS STEELAMERICAN SPECIALTIES

TA-22 RECESSED SPECIMEN PASS-THROUGH CABINET AS SHOWNB-505 STAINLESS STEELBOBRICK
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TA-7TA-4 SCHEDULED
PORCELAIN TILE BASE

PAINTED MRGWB

TA-1B TA-7

TA-4

TA-15 TA-3 SCHEDULED
PORCELAIN TILE BASE

PAINTED MRGWB
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ACCENT WALL TILE, CWT-3
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IG
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WALL TILE, CWT-2
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SCHEDULED
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PAINTED MRGWB
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TA-15TA-3

ACCENT WALL TILE, CWT-3
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TA-2

SCHEDULED
PORCELAIN TILE BASE

PAINTED MRGWB

2' - 4"

TA-3TA-15
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PORCELAIN TILE BASETA-5 TA-1B
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SCALE: 1/8" = 1' - 0"
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Suite 4101
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New Haven, CT 06510
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Author

TOILET ROOM (CLINICS) PLANS &
ELEVATIONS

A-6.0.5

TOILET

ROOM

(CLINICS)

PLANS &

ELEVATIONS

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1/4" = 1'-0"
1

PATIENT TOILET ROOMS C2106 & C2107

 1/4" = 1'-0"
2

STAFF TOILET ROOM C2142A

 1/4" = 1'-0"
3

PATIENT TOILET ROOM C2151

 1/4" = 1'-0"
4

PATIENT TOILET ROOM C2161

 1/4" = 1'-0"
5

ELEVATION - C2107 SOUTH

 1/4" = 1'-0"
6

ELEVATION - C2107 WEST

 1/4" = 1'-0"
7

ELEVATION - C2107 NORTH

 1/4" = 1'-0"
8

ELEVATION - C2107 EAST

 1/4" = 1'-0"
9

ELEVATION - C2142A NORTH

 1/4" = 1'-0"
10

ELEVATION - C2142A EAST

 1/4" = 1'-0"
11

ELEVATION - C2142A SOUTH

 1/4" = 1'-0"
12

ELEVATION - C2142A WEST

 1/4" = 1'-0"
13

ELEVATION - C2151 EAST

 1/4" = 1'-0"
14

ELEVATION - C2151 SOUTH

 1/4" = 1'-0"
15

ELEVATION - C2151 WEST

 1/4" = 1'-0"
16

ELEVATION - C2151 NORTH

 1/4" = 1'-0"
17

ELEVATION - C2161 NORTH

 1/4" = 1'-0"
18

ELEVATION - C2161 EAST

 1/4" = 1'-0"
19

ELEVATION - C2161 SOUTH

 1/4" = 1'-0"
20

ELEVATION - C2161 WEST

NO. REVISION DATE
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TA-7TA-4 TA-5 TA-4 TA-13 TA-2 TA-15

PUBLIC TOILET ROOMS - MOUNTING LOCATIONS

UNISEX TOILET ROOMS - MOUNTING LOCATIONS

ACCESSIBLE STALLS AMBULATORY
STALLS

ACCESSIBLE & AMBULATORY
STALLS

TYPICAL STALL

SHOWER ROOMS - MOUNTING LOCATIONS

TA-3
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TA-8 TA-16 TA-4TA-4 TA-12

TA-21TA-21
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ITEM NO. DESCRIPTION

ROBE HOOK

TA-4

TA-5

TA-6

TA-7

DOUBLE TOILET TISSUE  (ROLL) DISPENSER

QUAD TOILET TISSUE  (ROLL) DISPENSER

LIQUID SOAP DISPENSER

SANITARY NAPKIN DISPOSAL

TOILET ACCESSORIES (TA)

TA-1A

TA-3

SANITARY NAPKIN DISPENSER

GRAB BAR

MANUFACTURER

WASTE RECEPTICLE

TA-2

VINYL SHOWER CURTAINS

BOBRICK

GEORGIA PACIFIC

TA-8 REVERSIBLE FOLDING SHOWER SEAT

TA-9 EXTRA HEAVY-DUTY SHOWER CURTAIN ROD

TA-10

TA-12

TA-13 TILT MIRROR

TOUGHGUY

AMERICAN SPECIALITIES

GEORGIA PACIFIC

STERIS

GRAINGER

BOBRICK

TA-14

SWING-UP GRAB BAR BOBRICK

FINISH

TA-15 AUTOMATED TOUCHLESS TOWEL DISPENSER GEORGIA PACIFIC

TA-16 SOAP HOLDER PSC

TA-17 WARM AIR DRYER EXCEL DRYER INC.

TA-18 MOP AND BROOM HOLDER BOBRICK

TA-1B

LOCATION

ONE PER TYPICAL STALL IN PUBLIC TOILET ROOMS

ONE PER ACCESSIBLE/AMBULATORY STALL IN PUBLIC
TOILET ROOMS, ONE PER UNISEX TOILET ROOM

ONE B/T ALL SINKS IN PUBLIC TOILET ROOMS, ONE
PER UNISEX TOILET ROOM

ONE PER PUBLIC TOILET ROOM, ONE PER UNISEX
TOILET ROOM

ONE PER WOMEN'S PUBLIC TOILET ROOM

ONE PER SHOWER ROOM

ONE PER SHOWER ROOM

ONE PER SHOWER ROOM

ONE PER SHOWER ROOM

ONE PER UNISEX TOILET ROOM

MODEL

56743

CONTINOUS  MIRROR

56783

T520-Q2

4PGV2 Oval 21 gallon SS, 28 3/4"

3500 SERIES

B-4998.99

B-2706 25

2NXW1

B-5181

6047-60

204-3

B-6717

B-293 2436

enMotion 59460

HCP H12RC

XLerator XL-SB

B223 X 36

SPANISH BLUE

SPANISH BLUE

XXXX

STAINLESS STEEL

STAINLESS STEEL

STAINLESS STEEL

STAINLESS STEEL

STAINLESS STEEL

IVORY-COLORED SOLID PHENOLIC SEAT

STAINLESS STEEL

WHITE MATTE VINYL, OPAQUE

STAINLESS STEEL

STAINLESS STEEL FRAME

XXXX

XXXX

BRUSHED STAINLESS

STAINLESS STEEL

ONE PER UNISEX TOILET ROOM

ONE PER SHOWER ROOM

TWO PER PUBLIC TOILET ROOM, SEE MOUNTING
LOCATION LEGEND FOR HEIGHTS

ONE PER HOUSEKEEPING CLOSET

BOBRICK

BOBRICK

BOBRICK

BOBRICK

TA-19

REFER TO SPECIFICATION SECTIONS 10 2800/08 8000 FOR ADD'L INFORMATION

SHOWER CURTAIN HOOKSTA-11 ONE SET PER SHOWER ROOM204-1 STAINLESS STEELBOBRICK

REMARKS

OFCI

OFCI

OFCI

SEAT COVER DISPENSER ONE PER STALL IN PUBLIC TOILET ROOMSB-221 XXXXBOBRICK

NOTE: REFER TO SPEC SECTION 10 2800 FOR ADD'L INFORMATION.

TA-20 BABY CHANGING STATION ONE PER PUBLIC TOILET ROOMKB110-SSRE STAINLESS STEELKOALA KARE

ONE PER ACCESSIBLE/AMBULATORY STALL IN PUBLIC
TOILET ROOMS, ONE PER UNISEX TOILET ROOM

ONE PER ACCESSIBLE/AMBULATORY STALL IN PUBLIC
TOILET ROOMS, ONE PER UNISEX TOILET ROOM

ONE PER STALL IN WOMEN'S PUBLIC TOILET
ROOMS, ONE PER UNISEX TOILET ROOM

TA-21 SHOWER GRAB BAR ONE PER PUBLIC SHOWER ROOM3500 SERIES STAINLESS STEELAMERICAN SPECIALTIES

TA-22 RECESSED SPECIMEN PASS-THROUGH CABINET AS SHOWNB-505 STAINLESS STEELBOBRICK

ACCENT WALL TILE, CWT-3

A
L
IG

N

A
L
IG

N

WALL TILE, CWT-2

MIRROR

SCHEDULED
PORCELAIN TILE BASE

PAINTED MRGWB

TA-13TA-2TA-5TA-1B

TA-7 TA-4

SCHEDULED
PORCELAIN TILE BASE

PAINTED MRGWB

TA-1B TA-7

TA-4

SCHEDULED
PORCELAIN TILE BASE

PAINTED MRGWB

TA-2

ACCENT WALL TILE, CWT-3

A
L
IG

N

A
L
IG

N

WALL TILE, CWT-2

MIRROR

SCHEDULED
PORCELAIN TILE BASETA-13 TA-2 TA-5 TA-1B

TA-7TA-4 SCHEDULED
PORCELAIN TILE BASE

PAINTED MRGWB, PT-1(EP)

TA-1B TA-7

TA-4

TA-3

16

A-6.0.6 8

9

10

11

1
' -

 3
"

SCHEDULED
PORCELAIN TILE BASE

PAINTED MRGWB

TA-1B TA-7

TA-4

SCHEDULED
PORCELAIN TILE BASE

PAINTED MRGWB

TA-2

WALL TILE, CWT-2

SCHEDULED
PORCELAIN TILE BASE

PAINTED MRGWB

TA-5TA-1B

TA-7 TA-4

TA-15

TA-3

ACCENT WALL TILE, CWT-3

A
L
IG

N

A
L
IG

N

WALL TILE, CWT-2

MIRROR

SCHEDULED
PORCELAIN TILE BASE

PAINTED MRGWB

TA-13 TA-2TA-3 TA-15

14

A-6.0.6

15

12

13

14

5
' -

 0
"

14

A-6.0.6

7

4

5

6

1
'  
- 

3
"

1
'  
- 

0
"

SCHEDULED
PORCELAIN TILE BASE

PAINTED MRGWB, PT-1(EP)

TA-15 TA-2

SCHEDULED
PORCELAIN TILE BASE

PAINTED MRGWB, PT-1(EP)

TA-3 TA-15

SCHEDULED
PORCELAIN TILE BASE

PAINTED MRGWB

TA-3TA-15
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TOILET ROOM (CLINICS) PLANS &
ELEVATIONS

A-6.0.6

TOILET

ROOM
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RENOVATION
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FARMINGTON, CT 06030

 1/4" = 1'-0"
12

ELEVATION - CM282 EAST

 1/4" = 1'-0"
15

ELEVATION - CM282 NORTH

 1/4" = 1'-0"
13

ELEVATION - CM282 SOUTH

 1/4" = 1'-0"
8

ELEVATION - CM289A EAST

 1/4" = 1'-0"
9

ELEVATION - CM289A SOUTH

 1/4" = 1'-0"
2

ISO TOILET ROOM CM289A

 1/4" = 1'-0"
6

ELEVATION - CM296 EAST

 1/4" = 1'-0"
5

ELEVATION - CM296 NORTH

 1/4" = 1'-0"
7

ELEVATION - CM296 SOUTH

 1/4" = 1'-0"
4

ELEVATION - CM296 WEST

 1/4" = 1'-0"
3

PATIENT TOILET ROOM CM282

 1/4" = 1'-0"
1

EXISTING STAFF TOILET ROOM CM296

 1/4" = 1'-0"
11

ELEVATION - CM289A NORTH

 1/4" = 1'-0"
10

ELEVATION - CM289A WEST

 1/4" = 1'-0"
14

ELEVATION - CM282 WEST
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MAIN FLOOR
426' - 0"

FIRST FLOOR
440' - 8"

SECOND FLOOR
454' - 0"

GLASS GUARDRAIL W/ST.STL.
CAP & WOOD HANDRAIL

NEW BRIDGE W/TRAVERTINE
PANELS

EXISTING WINDOW TO REMAIN, TYP.

ST. STL. COLUMN ENCLOSURE

PAINT EXISTING GWB CEILING

REPAIR TRAVERTINE
AS REQUIRED TO
COORD. W/ NEW ALUM.
& GLASS ENTRY

EXISTING ELEVATOR, TYP.
(REFER TO DRAWINGS &
SPECIFICATIONS FOR NEW FINISHES)

1-HR GWB WALL TO
STRUCTRE ABOVE

SOFFIT W/COVE LIGHTING

NEW TRAVERTINE SOFFIT

1 HR FIRE RATED ALUMINUM STOREFRONT SYSTEM AND
GLAZING W/ OBSCURE FILM

CUSTOM CLINIC SIGN BAND

WOOD DOOR (SEE DOOR SCHEDULE)

45 MIN FIRE RATED ALUMINUM
DOOR SYSTEM AND GLAZING

NEW TRAVERTINE
SOFFIT

CUSTOM CLINIC
SIGN BAND

45 MIN FIRE RATED ALUMINUM
DOOR SYSTEM AND GLAZING

1-HR GWB WALL TO STRUCTRE ABOVE

45 MIN FIRE RATED ALUMINUM
DOOR SYSTEM AND GLAZING

1-HR GWB WALL TO
STRUCTRE ABOVE
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WELCOME TO

NEW TRAVERTINE
SOFFIT

1-HR GWB WALL TO STRUCTRE ABOVEEXISTING TRAVERTINE SOFFIT TO REMAIN

WOOD VENEER ACCENT WALL (WD-1)
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1 HR FIRE RATED ALUMINUM
STOREFRONT SYSTEM AND
GLAZING

45 MIN FIRE RATED ALUMINUM DOOR SYSTEM AND
GLAZING

8

A-7.0.4

1

A-7.0.4

SIM
3

A-7.0.4

SIM

4

A-7.0.5

1

A-7.0.5

GRAY HATCH DENOTES
NEW TRAVERTINE

5

A-7.0.5

SIM

1

A-7.0.4

SIM
3

A-7.0.4

SIM

5

A-7.0.5

SIM

Lowell P. Weicker, Jr. Clinical Research Center

ACCENT PAINT, PT-10

Cardiology

Specialty Clinics

CUSTOM CLINIC
SIGN BAND BEYOND

ACCENT PAINT, PT-7

MAIN ELEVATORS

MAIN ELEVATORS

UCONN
HEALTH

NEW BUILDING
SIGNAGE

NEW ELEVATOR
SIGNAGE, TYP.

E
Q

E
Q

2
" 

T
Y

P
.

EQ EQ

2" TYP. A
L
IG

N

A
L
IG

N

NEW ELEVATOR FLOOR INDICATOR LANTERNS, TYP. -
COORDINATE W/EXIST'G ELEVATOR CONNECTIONS &
NEW MILLWORK

NEW ELEVATOR CALL BUTTONS, TYP. -
COORDINATE W/EXIST'G ELEVATOR
CONNECTIONS & NEW MILLWORK

NEW DIRECTORY SIGNAGE, TYP. (OFCI)

PANEL
REVEALS,
TYP.

GRAY HATCH
DENOTES NEW
TRAVERTINE

GRAY AREA DENOTES
NEW TRAVERTINE

A
L
IG

N

A
L
IG

N

A
L
IG

N

A
L
IG

N

EQ "A" EQ "A" EQ "A" EQ "A" EQ "A" EQ "A"

EQ "B" EQ "B"

EQ "C" EQ "C"

MILLWORK LOBBY INFORMATION DESK

4

A-7.7.2

4

A-7.7.2

4

A-7.7.2

6

A-7.7.2

6

A-7.7.2

6

A-7.7.2

6
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5
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2

A-7.7.2

2
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1
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A-7.7.2

2
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1
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5

A-7.7.2

5

A-7.7.2

2

A-7.7.2

2

A-7.7.2

1

A-7.7.2

TYP.

TYP.

TYP.

5

A-7.0.5

SIM

ELEVATOR DOORS AND FRAMES
TO BE PTD PT-11, TYP.

NEW DIFFUSERS.  COLOR TO MATCH
EXISTING TRAVERTINE PANELS
(SEE HVAC DWGS)

MAIN FLOOR
426' - 0"

FIRST FLOOR
440' - 8"

SECOND FLOOR
454' - 0"

1

A-7.0.4

3

A-7.0.4 A-7.0.5

1

Dental Clinic

1 HR FIRE RATED ALUMINUM
STOREFRONT SYSTEM AND
GLAZING

1 HR FIRE RATED ALUMINUM
STOREFRONT SYSTEM AND
GLAZING

NEW TRAVERTINE
SOFFIT

CUSTOM CLINIC
SIGN BAND

EXISTING ESCALATORS TO REMAIN

45 MIN FIRE RATED ALUMINUM
DOOR SYSTEM AND GLAZING

1-HR GWB WALL TO
STRUCTRE ABOVE

45 MIN FIRE RATED ALUMINUM DOOR
SYSTEM AND GLAZING

1-HR GWB WALL TO
STRUCTRE ABOVE

CUSTOM CLINIC
SIGN BAND

A-7.0.5

1

EXISTING TRAVERTINE SOFFIT TO
REMAIN

1 HR FIRE RATED ALUMINUM
STOREFRONT SYSTEM AND
GLAZING6

A-7.0.4

A-5.1.1

14
Sim
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SIM

NEW TRAVERTINE
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3
SIM
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NEW LIGHT
FIXTURE
(SEE RCPS)

NEW TRAVERTINE
SOFFIT
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45 MIN FIRE RATED ALUMINUM
DOOR SYSTEM AND GLAZING

EXIST'G
WINDOWS
TO REMAIN,
TYP
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6
SIM

GRAY HATCH DENOTES
NEW TRAVERTINE

ACCENT PAINT, PT-6

ACCENT PAINT, PT-6

ACCENT PAINT, PT-6

Dental Clinic Dental Clinic

CUSTOM CLINIC SIGN
BAND BEYOND

GRAY HATCH DENOTES
NEW TRAVERTINE

3
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SCALE: 1/4" = 1' - 0"
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MAIN FLOOR
426' - 0"

FIRST FLOOR
440' - 8"

SECOND FLOOR
454' - 0"

WOOD VENEER ACCENT WALL, WD-1

WOOD VENEER ACCENT WALL,
WD-1

NEW BRIDGE W/NEW
TRAVERTINE SURROUND

NEW TRAVERTINE SURROUND

EXTISTING TRAVERTINE;
PATCH AND REPAIR AS REQ'D

EXISTING WINDOW TO
REMAIN, TYP.

PTD GWB BEYOND

EXISTING TRAVERTINE OPENING SURROUND

EXISTING
TRAVERTINE WALL

NEW AUTOMATIC
REVOLVING DOOR BEYOND

WOOD VENEER ACCENT WALL, WD-1

1 HR FIRE RATED ALUMINUM
STOREFRONT SYSTEM AND
GLAZING

1 HR FIRE RATED ALUMINUM
STOREFRONT SYSTEM AND
GLAZING

GLASS GUARDRAIL W/ST. STL.
CAP & WOOD HANDRAIL

A-7.0.5

1

SSTL COLUMN ENCLOSURE

PTD GWB BEYOND

SSTL COLUMN ENCLOSURE

EXISTING GWB/TRAVERTINE
CEILING; NEW PAINT &
REPAIR AS REQ'D
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HATCHED AREA INDICATES ACP
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SOLID WOOD CORNERS,
TYP., WD-2

WOOD BASE AT WOOD VENEER
PANELS, TYP., WDB-1

PANEL REVEAL, TYP.
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A-7.7.7
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426' - 0"

FIRST FLOOR
440' - 8"

SECOND FLOOR
454' - 0"
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EXISTING WINDOW
TO REMAIN, TYP

EXISTING TRAVERTINE
COLUMN ENCLOSURE

EXISTING TRAVERTINE WALL TO REMAIN

EXISTING ESCALATORS &
TRAVERTINE WALLS TO REMAIN

EXISTING TRAVERTINE WALLS

MODIFIED
EXISTING
TRAVERTINE
SURROUND

GLASS
GUARDRAIL
W/ST. STL. CAP &
WOOD HANDRAIL

GRAY HATCH INDICATES NEW
TRAVERTINE SURROUND, AT
REMOVED BRIDGE

NEW BRIDGE

EXISTING
WINDOW
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NEW GWB SOFFIT W/LIGHT COVE
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MAIN FLOOR
426' - 0"

REPAIR GWB AS
REQUIRED TO COORD.
W/ NEW AL & GLASS
ENTRY

1 HR FIRE RATED ALUMINUM STOREFRONT SYSTEM AND
GLAZING W/ OBSCURE FILM

CUSTOM CLINIC
SIGN BAND

1-HR GWB WALL TO
STRUCTRE ABOVE

45 MIN FIRE RATED ALUMINUM DOOR SYSTEM AND
GLAZING
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A-7.0.4

SIM
ACCENT PAINT, PT-9

Blood Draw

PROVIDE REVEALS AT PTD GWD

MAIN FLOOR
426' - 0"

8
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VIF

+/- 6' - 7 1/2"

1 HR FIRE RATED
ALUMINUM STOREFRONT
SYSTEM AND GLAZING
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SIM
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SCALE: 1/4" = 1' - 0"
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TYPICAL 1 HR AL. SF SYSTEM SECTION

SCALE:  3/4" = 1'-0"5
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TRAVERTINE PANEL

EXISTING TRAVERTINE
PANEL TO REMAIN

1
/8

" 
J
T

1
/8

" 
J
T

1
/8

" 
J
T

EXISTING TRAVERTINE
SOFFIT PANEL TO REMAIN

2 1/4"

1/2" THICK STL PLATE W/ ANCHOR BOLTS
(SEE STRUCT'L DWGS)

GROUT INFILL

H
A

N
D

R
A

IL

2
' -

 1
0
"G

U
A

R
D

R
A

IL

3
' -

 6
"

1
 1

/2
"

4 1/2"

EXISTING FRAMING
TO REMAIN

REMOVE EXISTING
TRAVERTINE LOW
WALL VERTICAL TO
EXISTING FLOOR JOINT

REMOVE EXISTING
TRAVERTINE LOW WALL

T
.O

. 
S

H
O

E

4
"

2 5/8"

8
"

A-7.0.5

6
Sim

A-7.0.5

7
Sim

BASE PLATE

10"

SECOND FLOOR
454' - 0"

1/2" THICK TEMPERED GLASS
(GL-1)

SCHEDULED
FLOOR FINISH

CONT. SSTL U-CHANNEL CAP

1 1/2"  SOLID WOOD HANDRAIL
(WD-2)

CRL (GRS WET GLAZED) BASE SHOE
WITH CLADDING OR EQUAL

NEW 1-1/2" THICK TRAVERTINE CAP.
ST. STL. DOWEL CONNECTION TO
TRAVERTINE PANEL

2 1/4"

GROUT INFILL

4 1/2"

T
.O

. 
S

H
O

E

4
"

1
 1

/2
"

1
/8

" 
J
T

. 
T

Y
P

3
' -

 6
"

NEW PTD. GWB CEILING

1 1/2" TRAVERTINE
PANEL AND STEEL
ANCHOR SYSTEM

TRAVERTINE SOFFIT
PANEL

1' - 0"

STEEL STUD BACK-UP
FRAMING @ 16" O.C.

1 1/2"

STEEL BEAM W/ FIREPROOFING
(SEE STRUCT'L DWGS)

COL

2 5/8"

3
' -

 6
"

4
 3

/4
"

1
/2

"

A-7.0.5

7

A-7.0.5

6

2
' -

 1
0
"

8
"

5
 1

/4
"

8
 1

/8
"

1
/8

" 
J
T

, 
T

Y
P

3
 7

/8
"

1
/8

"

2
' -

 5
 3

/4
"

3/4" THICK STL PLATE W/ ANCHOR BOLTS
(SEE STRUCT'L DWGS)

BASE PL.

10"

SECOND FLOOR
454' - 0"

COL

NEW ACT CEILING
AS SCHEDULED

EXIST'G DUCT
TO REMIAN (SEE
MECH DWGS)

EXIST'G
TRAVERTINE &
METAL CLIPS TO
BE REMOVED

SCHEDULED
FLOOR FINISH

EXIST'G 4" GRILLE TO BE
REMOVED FOR NEW
DUCT & REGISTER
(SEE HVAC DWGS)

STEEL BEAM W/
FIREPROOFING
(SEE STRUCT'L DWGS)

NEW PTD. GWB CEILING

EXIST'G 6" GRILLE TO
REMAIN IN PLACE
(SEE MECH DWGS)

EXIST'G STOREFRONT
SYSTEM TO REMAIN

EXIST'G TRAVERTINE
& BACK-UP WALL TO
REMAIN

VIF

+/- 7 1/4"

EXIST'G
CONCRETE
WALL TO REMIAN

BENT  ALUMINUM
CLOSURE PLATE
FINISHED TO MATCH
EXIST'G GRILLE

MAIN FLOOR
426' - 0"

FIRST FLOOR
440' - 8"

9.9

EXISTING STAIR
TO REMAIN

CEILING AS
SCHEDULED

TRAVERTINE WALLS WITH ANCHOR
SYSTEM (BY TRAVERTINE
MANUFACTURER) TO EXISTING
CONCRETE STRUCTURE

NOTE:  ALIGN ALL NEW TRAVERTINE
HORIZONTAL JOINTS WITH EXISTING
JOINT DIMENSIONS

1
1
' -

 2
"

1
/8

"

3
 7

/8
"

1
/8

"

2
' -

 7
 7

/8
"

1
/8

"

3
 7

/8
"

1
/8

"

2
' -

 9
 3

/4
"

1
/8

"

5
' -

 4
 1

/4
"

EXISTING PRECAST PANEL
(SAWCUT FOR STEEL
CONNECTION)
(SEE STRUCT'L DWGS)

NEW TUBE STEEL ROOF STRUCTURE
(SEE STRUCT'L DWGS)

A-2.0.14

2
SIM

T
.O

. 
S

T
E

E
L

1
' -

 1
"

STRUCTURAL SILICONE SEAL

CONT. ST. STL. U-CHANNEL CAP

SET SCREW

1 1/2"  SOLID WOOD HANDRAIL
(WD-2)

ST. STL.  BRACKET

ST. STL. CONT. BAR RECESSED
IN WOOD HANDRAIL

8
"

1 1/4"

3
/4

" 1
/4

"

1/4" 1/4"

1/2"

1/2" THICK TEMPERED GLASS
(GL-1)

2 1/4"

1 1/2"1 1/2"

1
 1

/2
"

3
 1

/4
"

SECOND FLOOR
454' - 0"

SILICONE SEAL

SCHED. FLOOR FINISH

3/4" X 10" STEEL PLATE
W/ ANCHOR BOLTS
(SEE STRUCT'L DWGS)

GROUT INFILL

CRL (GRS WET GLAZED) BASE SHOE
WITH CLADDING OR EQUAL

1/2" THICK TEMPERED GLASS
(GL-1)

CAULKING

4 X 4 STEEL TUBE
(SEE STRUCT'L DWGS)

4 1/2" 2 5/8"

T
.O

. 
S

H
O

E

4
"

S
H

O
E

4
 1

/2
"

1
/2

"

3
/4

"

FIRST FLOOR
440' - 8"

SECOND FLOOR
454' - 0"

9

CEILING AS
SCHEDULED

9
' -

 6
"

CUSTOM CLINIC
SIGNAGE W/ NEW
STEEL FRAME
(SEE STRUCT'L DWGS)

FIRST FLOOR
440' - 8"

SECOND FLOOR
454' - 0"

GWB CEILING
ASSEMBLY

TRAVERTINE SOFFIT WITH
ANCHOR SYSTEM TO EXISTING
CONCRETE STRUCTURE

CEILING AS
SCHEDULED

1-HR RATED GWB
WALL TO
STRUCTURE ABOVE

DUCTWORK
(SEE MECH'L DWGS)

2' - 6"

GWB WALL BEYOND

COL

EXISTING TRAVERTINE
PANELS TO REMAIN

NEW CMU BOND BEAM
(SEE STRUCT'L DWGS)

TRAVERTINE
RETURN WALLS

45 MIN FIRE RATED
ALUMINUM DOOR SYSTEM
AND GLAZING

CUSTOM CLINIC
SIGNAGE W/ NEW
STEEL FRAME
(SEE STRUCT'L DWGS)

STAINLESS STEEL
LETTERS

RIBBON LIGHTING STRIP
(SEE ELECT'L DWGS)

NOTE:

REFER TO CUSTOM
SIGNAGE DETAIL
DRAWINGS FOR
MORE INFORMATION

OUTLINE OF TRAVERTINE
SOFFIT & WALL

EQ EQ

1/4" STAINLESS STEEL
PLATE

1
/4

"
1
/2

"
4
 1

/2
"

TUBE STEEL STRUCTURAL SUPPORT
(SEE STRUCT'L DWGS)

ALIGN

TUBE STEEL STRUCTURAL
SUPPORT
(SEE STRUCT'L DWGS)

3 1/2"2 3/4"

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"
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INTERIOR WALL SECTIONS & DETAILS

A-7.0.5

INTERIOR

WALL

SECTIONS &

DETAILS

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

SCALE:  1 1/2" = 1'-0"1
DETAIL @ TYPICAL LOBBY GLASS RAILING

SCALE:  1 1/2" = 1'-0"4
DETAIL @ TYPICAL BRIDGE RAILING

SCALE:  1 1/2" = 1'-0"2
DETAIL @ BRIDGE/EXISTING WALL

SCALE:  3/4" = 1'-0"3
WALL SECTION @ NEW TRAVERTINE PANELS @ MAIN ENTRY

SCALE:  6" = 1'-0"7
TYPICAL ST. STL. HANDRAIL DETAIL

SCALE:  6" = 1'-0"6
TYPICAL GUARDRAIL FLOOR CONNECTION

SCALE:  3/4" = 1'-0"8
WALL SECTION @ 1ST FLOOR DENTAL 1 HR SF

SCALE:  3/4" = 1'-0"5
WALL SECTION @ 1ST FLOOR DENTAL DOOR

SCALE:  6" = 1'-0"9
DETAIL @ CUSTOM SIGN BAND

NO. REVISION DATE



SECOND FLOOR
454' - 0"

SCHED. FLOOR FINISH

5/8" GWB ON 3 5/8" MTL STUDS

BATT INSULATION

2" RIGID INSULATION

EXISTING PRECAST WALL TO
REMAIN

EXISTING WINDOW SYSTEM
TO REMAIN

WALL MOUNTED FTR
(SEE MECH'L DWGS)

NEW WALL BEYOND

EXISTING WALL BEYOND

SECOND FLOOR
454' - 0"

SCHED. FLOOR FINISH

5/8" GWB ON 3 5/8" MTL STUDS

BATT INSULATION

2" RIGID INSULATION

EXISTING CMU WALL TO REMAIN

WOOD BLOCKING

EXISTING STOREFRONT
SYSTEM TO REMAIN

SCHED. SILL FINISH
1"

WALL MOUNTED FTR
(SEE MECH'L DWGS)

FTR CLEARANCE

FTR CLEARANCE

WALL BEYOND
P.LAM COUNTERTOP AND
BACK SPLASH ON P.LAM
SUPPORTS

GROMMET; SUBMIT
SAMPLE  AND COLOR
CHART FOR ARCHITECT
APPROVAL

1
 1

/2
"

P.LAM COUNTERTOP
SUPPORTS, SPACE AS
REQUIRED

SECOND FLOOR
454' - 0"

SCHED. FLOOR FINISH

5/8" GWB

BATT INSULATION

2" RIGID INSULATION

EXISTING CMU WALL TO
REMAIN

PT WOOD BLOCKING

EXISTING STOREFRONT
SYSTEM TO REMAIN

SCHED. SILL FINISH1"

WALL MOUNTED FTR
(SEE MECH'L DWGS)

FTR CLEARANCE

FTR CLEARANCE

6
"

"MULL-IT-OVER" "60 FLUSH" MULLION
TRIM CAP.  BOTH SIDES OF  MULLION

EXISTING CURTAIN WALL SYSTEM
AND GLAZING

3 5/8" STUD WALL CONSTRUCTION

NEW PARTITION - REF. FLOOR PLANS

2 1/2" STUD WALL CONSTRUCTION
WHERE WALL DOES NOT ALIGN WITH
MULLION.  ALIGN WITH FACE OF SLAB
HAUNCH BELOW

FACE OF SLAB HAUNCH BELOW

FINTUBE ENCLOSURE BELOW

MAIN FLOOR
426' - 0"

2" 2"

SCHED. FLOOR FINISH

P.LAM COUNTERTOP AND
BACK SPLASH ON P.LAM
SUPPORTS WHERE
NOTED ON PLANS

1
 1

/2
"

4
"

2' - 6"

EXISTING SLAB, PRECAST,
AND CURTAIN WALL.

NEW FINTUBE AND
ENCLOSURE

2"

NEW BOND BEAM TO SPAN
PENETRATION - COORDINATE ALL
OPENINGS AND DAMPERS WITH
MECHANICAL DRAWINGS

NEW FIRE DAMPER -
COORDINATE ALL OPENINGS AND
DAMPERS WITH MECHANICAL
DRAWINGSV

A
R

IE
S

 -
 S

E
E

 M
E

C
H

.

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"
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Author

INTERIOR WALL SECTIONS & DETAILS

A-7.0.6

INTERIOR

WALL

SECTIONS &

DETAILS

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

SCALE:  1 1/2" = 1'-0"1
DETAIL @ CARDIOLOGY CONF. ROOM

SCALE:  1 1/2" = 1'-0"2
DETAIL @ 2ND FLOOR PERIMETER COUNTERTOP

SCALE:  1 1/2" = 1'-0"3
DETAIL @ CARDIO FTR

SCALE:  1 1/2" = 1'-0"4
MAIN LEVEL WALL TO MULLION PLAN DETAIL

SCALE:  1 1/2" = 1'-0"5
TYP. MAIN LEVEL PERIMETER

SCALE:  1 1/2" = 1'-0"6
SECTION DETAIL - TYPICAL SHAFT DUCT PENETRATION

NO. REVISION DATE



5

B

5.2

A-7.1.17

S
imA-7.1.1 7

S
im

DENTAL
TREATMENT

CHAIR

DENTAL
TREATMENT

CHAIR

GWB  COLUMN ENCLOSURE

PARTIAL-HEIGHT
WALL W/SOLID
SURFACE CAP, SS-2

DENTAL CHAIRS &
CONSOLES, OFCI, TYP.

A-7.1.1

3

A-7.1.1

6

5

A-7.1.1

CONSOLES, TYP.: SOLID
SURFACE COUNTERTOP,
SS-2 W/P.LAM BELOW, PL-3

PARTIAL-HT GLASS END
WALL PARTITION, GL-1/GLF-2

PARTIAL-HT GLASS END
WALL PARTITION, GL-1/GLF-2

4

A-7.1.1

FRAMELESS GLASS W/
SLIDING GLASS DOOR

A-7.1.17

S
im

A-7.1.1 7
S

im

A-7.1.1

8

LEAD LINED WALLS, TYP.

WALL MTD. DENTAL X-RAY,
O.F.C.I., TYP. PROVIDE
BLOCKING AS REQ'D.

DENTAL CHAIR AND
CONSOLE O.F.C.I., TYP.

SS  COUNTERTOP, SS-2, W/ P. LAM
BASE CABINET STORAGE, PL-3

DENTAL
TREATMENT

ROOM

DENTAL
TREATMENT

ROOM

TOUCHDOWN

G F E C B A

RECESSED MOTORIZED ROLLING SHADE POCKET

GWB CEILING
ACT CEILING

ACT CEILING

GWB SOFFIT

ACT CEILING

ACT CEILING

PTD. GWBSOLID SURFACE CAP, SS-2

PTD. GWB

DENTAL CHAIRS AND
CONSOLES O.F.C.I., TYP.

PTD. GWBSTL ROLL
DOWN WINDOW

PTD. GWB FRAMELESS GLASS W/
SLIDING GLASS DOOR &
PRIVACY FILM, GL-1/GLF-3

PTD. GWB

FRAMELESS GLASS W/
SLIDING GLASS DOOR &
PRIVACY FILM, GL-1/GLF-3

PTD. GWB

PTD. GWB

6
' -

 6
"

WALL PROTECTION, TYP.

SCHEDULED BASE

CORNERGUARD, TYP. A-7.1.1

5

4

A-7.1.1

6
5

432

PTD. GWB

SOLID SURFACE COUNTERTOP, SS-2 TYP.

4

A-8.2.0

3

A-8.2.0

P. LAM BASE CABINET STORAGE, PL-3 TYP.

ACCENT PAINT AT TOUCHDOWN
STATIONS-SEE FINISH PLAN -TYP

O.F.C.I. MONITOR-TYP.

B1

2' - 6"

B1

2' - 6"

15.8

PTD WOOD BASE AT PTD
ACCENT WALL, TYP., WDB-2

SCHEDULED BASE, TYP.
B1

2' - 6"

9

A-7.7.0

9

A-7.7.0

9

A-7.7.0

B1

2' - 6"

NOTES

NOTES:

1. SEE G-1.0.2 FOR GENERAL NOTES, ABBREVIATIONS AND SYMBOLS LEGEND.
2. SEE MEP, FP DWGS FOR MECHANICAL EQUIPMENT LOCATIONS & REQUIREMENTS
3. REPAIR FINISHES IN ROOMS IMPACTED BY NEW WORK.
4. SEE A.9.0.0 - A-9.0.4D FINISH LEGEND AND FINISH PLANS FOR ROOM FINISH INFORMATION.
5. SEE A-7.7.0-A - 7.7.7 FOR MILLWORK DETAILS.

1/2" THICK TEMPERED GLASS WITH
APPLIED GRAPHIC FILM, GL-1/GLF-2

SCHEDULED FLOOR FINISH

STRUCTURAL SILICONE SEAL

1-1/4" X 3/4" CONT. ST. STL. U-CHANNEL CAP

CRL (GRS WET GLAZED) BASE SHOE
WITH CLADDING OR EQUAL

4
' -

 8
"

T
.O

. 
S

H
O

E

4
 1

/2
"

SOLID SURFACE WALL CAP, SS-2

1/2"X1/2" PAINTABLE METAL REVEAL

1 1/4"

3
/4

"

1
/2

" 1
 1

/2
"

2
"

2 5/8"

SCHEDULED
WALL BASE

APPLY CONTINUOUS WALL BASE PRIOR TO
SHOE INSTALLATION.  BACK SCORE BASE
AT CORNER RETURNS

1
/2

"

1/2" CLEAR TEMPERED GLASS WITH
APPLIED GRAPHIC.  ALL EXPOSED
EDGES TO BE SATIN GROUND

CRL (GRS WET GLAZED) BASE SHOE
WITH CLADDING OR EQUAL BELOW

2
 5

/8
"

ALIGN EDGE OF SHOW WITH GLASS EDGE, TYP

1/2" CLEAR TEMPERED GLASS WITH
APPLIED GRAPHIC

CRL (GRS WET GLAZED) BASE SHOE
WITH CLADDING OR EQUAL BELOW

ALIGN EDGE OF CHANNEL W/ GWB, TYP

STRUCTURAL SILICONE SEAL

1-1/4" X 3/4" CONT. ST. STL. U-
CHANNEL CAP INSIDE WALL AS SHOWN

2- LAYERS 5/8" GWB (BOTH SIDES)

2
 3

/8
"

2
 5

/8
"

1
 3

/4
"

6 1/8"

ACOUSTIC BATT INSUALTION

WOOD BLOCKING

LIGHT GUAGE MOUNTING STUDS

2- LAYERS 5/8" GWB (BOTH SIDES)

ACOUSTIC BATT INSUALTION

LIGHT GUAGE METAL FRAMING STUDS

SOLID SURFACE WALL CAP, SS-2

1/2"X1/2" PAINTABLE METAL REVEAL

6 1/8"

4
' -

 8
"

1
 1

/2
"

1
/2

"

2
"

SCHEDULED FLOOR FINISH

SCHEDULED WALL BASE

BOTTOM TRACK

BASE PLATE W/ EXPANSION BOLTS
(SEE STRUCT'L DWGS FOR WALL SUPPORT)

0 2' 4' 8'

SCALE: 1/4" = 1' - 0"
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Author

TYPICAL DENTAL PLANS &
ELEVATIONS

A-7.1.1

TYPICAL

DENTAL

PLANS &

ELEVATIONS

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1/4" = 1'-0"
1

TYPICAL - GENERAL DENTISTRY CHAIRS

 1/4" = 1'-0"
2

TYPICAL - GENERAL DENTISTRY ENCLOSED CHAIR

 1/4" = 1'-0"
7

TYPICAL DENTAL CLINIC

 1/4" = 1'-0"
8

TYPICAL TOUCHDOWN SATION

 1 1/2" = 1'-0"
5

SECTION-GLASS WALL PARTITION (LOW WALL)

 3" = 1'-0"
6

PLAN DETAIL @ DENTAL GLASS EDGE

 3" = 1'-0"
3

PLAN DETAIL @ DENTAL LOW WALL

NO. REVISION DATE

 1 1/2" = 1'-0"
4

SECTION- TYPICAL DENTAL LOW WALL



3
' -

 6
"

5
' -

 0
"

1
' -

 0
"

1' - 6"

1' - 0"

6" 6"

CHARTING STATION SCHEDULED BASE

LED GLASS VISION
PANEL, GL-3

WALL PROTECTIONCORNERGUARD, TYP. SCHEDULED BASE

B6

2' - 6"

B1

1' - 3"

W1

2' - 6"

W1

2' - 6"

3
' -

 0
"

2
' -

 6
"

2
' -

 0
"

4
"

6
"

15.8

LAB CASEWORK: EPOXY
COUNTERTOP &
BACKSPLASH, EPC-1,
W/WOOD CABINETS, WD-2

SCHEDULED BASE

B2

2' - 0"

B2

2' - 0"

B6

2' - 6"

3
' -

 0
"

4
"

6
"

3
' -

 0
"

2
' -

 0
"

2
' -

 6
"

P.LAM COUNTERTOP &
BACKSPLASH, PL-3

P.LAM CASEWORK, PL-3

B2

2' - 6"

B2

2' - 6"

B6

2' - 6"

B2

2' - 6"

B2

2' - 6"

4
"

6
"

3
' -

 0
"

LAB CASEWORK: EPOXY
COUNTERTOP &
BACKSPLASH, EPC-1,
W/WOOD CABINETS, WD-2

3
' -

 0
"

2
' -

 0
"

2
' -

 6
"

W1

2' - 0"

W1

2' - 6"

W1

2' - 0"

W1

2' - 6"

W1

2' - 0"

W1

2' - 6"

W1

1' - 0"

B2

2' - 0"

B2

2' - 0"

B2

2' - 6"

B2

2' - 0"

B2

2' - 0"

LAB CASEWORK: EPOXY
COUNTERTOP &
BACKSPLASH, EPC-1,
W/WOOD CABINETS, WD-2

B2

2' - 6"

B2

2' - 6"

3
' -

 0
"

6
"

4
"

SCHEDULED BASE

LAB CASEWORK: EPOXY
COUNTERTOP, EPC-1,
W/WOOD CABINETS, WD-2

3
' -

 0
"

B2

2' - 6"

B2

2' - 6"

B2

2' - 6"

6
"

4
"

LAB CASEWORK: EPOXY
COUNTERTOP, EPC-1,
W/WOOD CABINETS, WD-2

SCHEDULED BASE

SCHEDULED BASE

PRIVACY FILM. GLF-3

1
' -

 0
"

1
' -

 0
"

SOLID SURFACE COUNTERTOP, SS-2

SCHEDULED BASE

4'-0" MAX

COUNTER SUPPORT
BRACKET - TYP.

2
' -

 6
"

SOLID SURFACE COUNTERTOP, SS-2

PTD WOOD BASE, WDB-2

ACCENT PAINT - SEE FINISH PLAN

COUNTER SWUPPORT BRACKET

B2

2' - 0"

B2

2' - 0"

B6

2' - 6"

3
' -

 0
"

2
' -

 0
"

3
' -

 0
"

W1

2' - 0"

W1

2' - 0"

W1

2' - 6"

6
"

4
"

4
"

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"
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 1/2" = 1'-0"

1
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12/10/2015

Author

DENTAL INTERIOR ELEVATIONS

A-7.1.2

DENTAL

INTERIOR

ELEVATIONS

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1/2" = 1'-0"
1

ELEVATION-RADIOLOGY

 1/2" = 1'-0"
2

ELEVATION-ROLL-UP DOOR

 1/2" = 1'-0"
3

ELEVATION-LAB-NORTH

 1/2" = 1'-0"
4

ELEVATION-MED PREP

 1/2" = 1'-0"
5

ELEVATION-LAB-WEST

 1/2" = 1'-0"
6

ELEVATION-LAB-EAST

 1/2" = 1'-0"
7

ELEVATION-LAB-ISLAND-1
 1/2" = 1'-0"

8
ELEVATION-LAB-ISLAND-2

 1/2" = 1'-0"
10

ELEVATION-TOUCHDOWN-M103-NORTH

 1/2" = 1'-0"
11

ELEVATION-TOUCHDOWN-M103-EAST

 1/2" = 1'-0"
12

ELEVATION-TOUCHDOWN-M093

NO. REVISION DATE

 1/2" = 1'-0"
9

ELEVATION-RADIOLOGY-COUNTER



B1

2' - 6"

B1

2' - 0"

B1

2' - 6"

B1

2' - 6"

B1

2' - 6"

B1

2' - 6"

B6

2' - 6"

B1

2' - 0"6"

3
' -

 0
"

4
"

LAB CASEWORK: EPOXY COUNTERTOP &
BACKSPLASH, EPC-1, W/WOOD CABINETS, WD-2

EMERGENCY SHOWER

B2

2' - 6"

B2

2' - 0"

B2

2' - 0"

B2

2' - 6"

B2

2' - 6"

B2

2' - 6"

B2

2' - 0" 3"

3
' -

 0
"

8"

LAB CASEWORK: EPOXY COUNTERTOP &
BACKSPLASH, EPC-1, W/WOOD CABINETS, WD-2

SCHEDULED BASE

EMERGENCY SHOWER

B2

2' - 6"

B6

2' - 6"

CLEAR

2' - 10"

3
' -

 0
"

6
"

4
"

4
"

MED CABINET. O.F.C.I.

P.LAM CASEWORK, PL-3

REF

SCHEDULED BASE

B2

2' - 0"

B2

2' - 0"

3
' -

 0
"

4
"

6
"

4
"

SCHEDULED BASE

LAB CASEWORK: EPOXY
COUNTERTOP &
BACKSPLASH, EPC-1,
W/WOOD CABINETS, WD-2

B2

1' - 0"

B6

3' - 0"

B2

2' - 0"

3
' -

 0
"

4
"

6
"

4
"

W1

2' - 6"

W1

2' - 6"

W1

2' - 6"

1
' -

 6
"

2
' -

 6
"

3' - 0"

SOLID SURFACE COUNTERTOP &
BACKSPLASH, SS-2

P.LAM CASEWORK, PL-2

P.LAM CASEWORK, PL-1

SCHEDULED BASE

REF

P.LAM FASCIA, PL-2

3
' -

 0
"

1
' -

 6
"

2
' -

 6
"

4
"

6
"

4
"

B2

2' - 6"

B2

2' - 6"

B2

2' - 6"

W1

1' - 3"

W4

2' - 6"

W1

2' - 6"

W1

2' - 6"

1
' -

 3
"

1
' -

 3
"

SOLID SURFACE COUNTERTOP &
BACKSPLASH, SS-2

P.LAM CASEWORK, PL-2

P.LAM CASEWORK, PL-1

SCHEDULED BASE

P.LAM FASCIA, PL-2

SOLID SURFACE COUNTERTOP, SS-2

SCHEDULED BASE

COUNTERTOP SUPPORT BRACKET

3
' -

 0
"

SOLID SURFACE COUNTERTOP, SS-2

SCHEDULED BASE COUNTERTOP SUPPORT BRACKET

3
' -

 0
"

COPIER

WATER DISPENSER

SCHEDULED BASE

SCRIBE

B2

2' - 6"

B2

2' - 6"

SOLID SURFACE
COUNTERTOP, SS-3

P.LAM CASEWORK,
PL-1

TACKBOARD, TB-1MARKERBOARD, MB-16"

4
' -

 6
" 

T
Y

P
.

1
' -

 4
"

1
' -

 4
"

2

A-7.6.2
SCHEDULED BASE

PRIVACY FILM. GLF-3

2

A-7.6.2

SCHEDULED BASE

PRIVACY FILM. GLF-3

OPEN OPEN

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"
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A-7.1.3

DENTAL

INTERIOR

ELEVATIONS

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1/2" = 1'-0"
1

ELEVATION-LAB-1277-NORTH

 1/2" = 1'-0"
2

ELEVATION-LAB-1277-SOUTH

 1/2" = 1'-0"
3

ELEVATION-MED PREP-1276

 1/2" = 1'-0"
4

ELEVATION-MILLING-1275

 1/2" = 1'-0"
5

ELEVATION-STAFF-1211-EAST

 1/2" = 1'-0"
6

ELEVATION-STAFF-1211-SOUTH

 1/2" = 1'-0"
7

ELEVATION-TOUCHDOWN M045-SOUTH

 1/2" = 1'-0"
8

ELEVATION-TOUCHDOWN-M045-NORTH

 1/2" = 1'-0"
9

ELEVATION - FINANCE SUITE C1055

NO. REVISION DATE

 1/2" = 1'-0"
10

ELEVATION-OMFS WAITING

 1/2" = 1'-0"
11

ELEVATION-OMFS WAITING ENTRY



W1

2' - 6"

W1

2' - 6"

W1

2' - 6"

W1

2' - 6"

B1

2' - 6"

3
' -

 0
"

2
' -

 0
"

2
' -

 6
"

6
"

4
"

SOLID SURFACE COUNTERTOP &
BACKSPLASH, SS-2

P.LAM CASEWORK, PL-2

P.LAM CASEWORK, PL-1

SCHEDULED BASE

P.LAM FASCIA, PL-2

2
' -

 6
"

2
' -

 0
"

3
' -

 0
"

W1

2' - 6"

W1

2' - 0"

W1

2' - 0"

W1

1' - 3"

B6

2' - 6"

B2

2' - 0"

B2

2' - 0"

6
"

4
"

SOLID SURFACE COUNTERTOP &
BACKSPLASH, SS-2

P.LAM CASEWORK, PL-2

P.LAM CASEWORK, PL-1

SCHEDULED BASE

P.LAM FASCIA, PL-2

SOLID SURFACE
COUNTERTOP, SS-2

SCHEDULED BASE COUNTERTOP SUPPORT BRACKET

3
' -

 0
"

ACCENT PAINT - SEE FINISH PLAN

SOLID SURFACE
COUNTERTOP, SS-2

SCHEDULED BASE COUNTERTOP SUPPORT BRACKET

3
' -

 0
"

ACCENT PAINT -
SEE FINISH PLAN

SOLID SURFACE
COUNTERTOP, SS-2

SCHEDULED BASE COUNTERTOP SUPPORT BRACKET

3
' -

 0
"

ACCENT PAINT - SEE
FINISH PLAN

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"
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Author

DENTAL INTERIOR ELEVATIONS

A-7.1.4

DENTAL

INTERIOR

ELEVATIONS

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

NO. REVISION DATE

 1/2" = 1'-0"
1

ELEVATION-WORKROOM WEST

 1/2" = 1'-0"
2

ELEVATION-WORKROOM-SOUTH

 1/2" = 1'-0"
3

ELEVATION-TOUCHDOWN-C1259

 1/2" = 1'-0"
4

ELEVATION-TOUCHDOWN-C1264

 1/2" = 1'-0"
5

ELEVATION-TOUCHDOWN-C1269



UPPER CABINET W/
ADJUSTABLE SHELVING,
LOCKSET, UNDERCABINET
LIGHTING, & FASCIA PANEL
SCRIBED TO CLG. ABOVE
(PL-2)

SOLID SURFACE
COUNTERTOP (SS-3)

WALL MOUNTED
COMPUTER

SCHEDULED BASE

WALL PROTECTION

2
' -

 5
"

2
' -

 3
"

2
' -

 6
"

W2

3' - 0"

W2

3' - 0"

4' - 0" MAX

3' - 0"

BRACKET

6' - 0"

122

A-7.7.0

SOILED LINEN HAMPER (OFCI)

SCHEDULED BASE

HAND SANITIZER

PAPER TOWELS

SOAP DISPENSER

CABINET W/ LOCKSET @
TOP DRAWER (PL-1)

SHARP DISPOSAL

GLOVE BOX

UPPER CABINET W/
ADJUSTABLE SHELVING,
LOCKSET, UNDERCABINET
LIGHTING, & FASCIA PANEL
SCRIBED TO CLG. ABOVE
(PL-2)

INSULATE ALL EXPOSED
PLUMBING, TYP.OPEN

WALL PROTECTION

2
' -

 6
"

1
' -

 1
0
"

2
' -

 1
0
"

W2

3' - 0"

W2

3' - 0"

C2

1' - 9"

B7

1' - 9"

C1

2' - 6"

SOLID SURFACE
COUNTERTOP (SS-3)

NURSE CALL

WALL-MOUNTED
COMPUTER

SCHEDULED BASE

WALL PROTECTION

CODE BLUE

CORNER GUARD

SCHEDULED
BASE

WALL
PROTECTION

SOILED LINEN
HAMPER

HAND SANITIZER

PAPER TOWELS

SOAP DISPENSER

CABINET W/ LOCKSET
@ TOP DRAWER (PL-1)

UPPER CABINET W/
ADJUSTABLE SHELVING,

LOCKSET, UNDERCABINET
LIGHTING, & FASCIA PANEL

SCRIBED TO CLG. ABOVE
(PL-2)

INSULATE ALL EXPOSED
PLUMBING, TYP.

2
' -

 6
"

1
' -

 1
0
"

2
' -

 1
0
"

OPEN

W2

3' - 0"

W2

3' - 0"

C1

2' - 6"

B7

1' - 9"

C2

1' - 9"

CONCEALED BLIND IN
PTD. GYP. BD. POCKET

SOLID SURFACE
COUNTERTOP (SS-3)

SCHEDULED
BASE

SHARP
DISPOSAL

GLOVE
BOX

OXYGEN

VACUUM

EXISTING WINDOW
TO REMAIN

SCHEDULED BASE

CORNER GUARD

E

2
' -

 5
"

PLAM COUNTERTOP (PL-3)

SCHEDULED BASE

122

A-7.7.0

BRACKET, TYP

(4'-0" MAX)

3' - 0"

12' - 7" 2' - 0"

18

SCHEDULED BASE

PLAM COUNTERTOP (PL-3)

2
' -

 5
"

MAX

4' - 0"BRACKET, TYP

7' - 2 1/2"1' - 11 1/2"

9

A-7.7.0PLAM COUNTERTOP (PL-3)

SCHEDULED BASE

CONCEALED BLIND IN
PTD. GYP. BD. POCKET

2
' -

 5
"

(4' - 0" MAX)

3' - 0"BRACKET, TYP

6' - 11 1/2"

122

A-7.7.0

18

PLAM
COUNTERTOP
(PL-3)

2
' -

 5
" PLAM

COUNTERTOP
SUPPORTS,
SPACE AS
REQUIRED

SCHEDULED BASE
16' - 9 1/2"2' - 0"

EXISTING
WINDOW TO
REMAIN

4' - 0" MAX

3' - 0"

SOLID SURFACE COUNTERTOP
(SS-3)

SCHEDULED BASE

2
' -

 5
"

4' - 9 1/2" 2' - 0"

(4'-0" MAX)

3' - 0"

BRACKET, TYP

18

2
' -

 5
"

SCHEDULED BASE

SOLID SURFACE
COUNTERTOP (PL-3)

13' - 9"1' - 11 1/2"

(4'-0" MAX)

3' - 0"

122

A-7.7.0

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"
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Author

CARDIOLOGY INTERIOR ELEVATIONS

A-7.2.0

CARDIOLOGY

INTERIOR

ELEVATIONS

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1/2" = 1'-0"
1

ECHO 4 - EAST

 1/2" = 1'-0"
2

ECHO 4 - WEST

 1/2" = 1'-0"
3

STRESS - SOUTH

 1/2" = 1'-0"
4

STRESS - EAST

 1/2" = 1'-0"
5

STRESS - WEST

 1/2" = 1'-0"
6

STRESS - NORTH

 1/2" = 1'-0"
7

STAFF WORK - EAST
 1/2" = 1'-0"

8
STAFF WORK - SOUTH

 1/2" = 1'-0"
9

VIEWING/STAFF WORK - WEST

 1/2" = 1'-0"
10

VIEWING/STAFF WORK - NORTH

 1/2" = 1'-0"
11

PRIVATE VIEWING - EAST

 1/2" = 1'-0"
12

PRIVATE VIEWING - SOUTH

NO. REVISION DATE



E

2
' -

 1
0
"

1
' -

 1
0
"

2
' -

 6
"

SCHEDULED BASE

W2

1' - 3"

W2

3' - 0"

OPEN

SOAP DISPENSER (OFCI)

UPPER CABINET W/
ADJUSTABLE SHELVING,
LOCKSET, UNDERCABINET
LIGHTING, & FASCIA PANEL
SCRIBED TO CLG. ABOVE
(PL-2)

HAND SANITIZER (OFCI)

PAPER TOWELS (CFCI)

INSULATE ALL EXPOSED
PLUMBING, TYP.

SOLID SURFACE
COUNTERTOP (SS-3)

PLAM CASEWORK (PL-1)

B2

1' - 9"

C1

2' - 7 1/2"

E
2
' -

 6
"

2
' -

 3
"

2
' -

 5
"

UPPER CABINET W/
ADJUSTABLE SHELVING,

LOCKSET, UNDERCABINET
LIGHTING, & FASCIA PANEL

SCRIBED TO CLG. ABOVE
(PL-2)

W2

3' - 0"

W2

3' - 0"

W2

3' - 0"

W2

1' - 3"

SOLID SURFACE COUNTERTOP
(SS-3)

SCHEDULED BASE

122

A-7.7.0

10' - 4 1/2"

(4'-0" MAX)

3' - 0"

19

WALL
PROTECTION

SCHEDULED
BASE

19

OXYGEN

VACUUM

NURSE CALL

CODE BLUE

SCHEDULED BASE

CORNER GUARD

REFERENCE PLAN

A-A

SOILED LINEN
HAMPER (OFCI)

HAND SANITIZER (OFCI)

PAPER TOWELS (CFCI)

SOAP DISPENSER (OFCI)

CABINET W/ LOCKSET @
TOP DRAWER (PL-1)

SHARP DISPOSAL (OFCI)

GLOVE BOX (OFCI)UPPER CABINET W/
ADJUSTABLE SHELVING,

LOCKSET, UNDERCABINET
LIGHTING, & FASCIA PANEL

SCRIBED TO CLG. ABOVE
(PL-2)

INSULATE ALL EXPOSED
PLUMBING, TYP.

WALL PROTECTION

WALL MOUNTED
COMPUTER

BASE

2
' -

 6
"

1
' -

 1
0
"

2
' -

 1
0
"

OPEN

C2

1' - 9"

B7

1' - 9"

C1

2' - 6"

CONCEALED BLIND IN
PTD. GYP. BD. POCKET

SOLID SURFACE COUNTERTOP
(SS-3)

W2

3' - 0"

W2

3' - 0"

OXYGEN

VACUUM

NURSE CALL

CODE BLUE

SCHEDULED BASE

CONCEALED
BLIND IN
PTD. GYP. BD.
POCKET

DIAGNOSTIC BOARD

SCHEDULED BASE

WALL PROTECTION

PYXIS EQUIPMENT

BASE

UNDER COUNTER REFRIGERATOR

OPEN

C1

2' - 0"

B4

2' - 0"

C1

2' - 6"

END PANEL (PL-1)

INSULATE ALL EXPOSED
PLUMBING, TYP.

HAND SANITIZER

SOAP DISPENSER

PAPER TOWEL DISPENSER

SOLID SURFACE
COUNTERTOP (SS-3)

PLAM CASEWORK (PL-1)

WALL PROTECTION

SCHEDULED BASE

B2

2' - 0"

B4

2' - 0"

C1

2' - 6"

OPEN

2
' -

 6
"

1
' -

 1
0
"

2
' -

 1
0
"

W2

3' - 0"

W2

3' - 0"

SOAP DISPENSER

PAPER TOWEL DISPENSER

HAND SANITIZER

UPPER CABINET W/
ADJUSTABLE SHELVING,
LOCKSET, UNDERCABINET
LIGHTING, & FASCIA PANEL
SCRIBED TO CLG. ABOVE
(PL-3)

PLAM CASEWORK (PL-3)

SOLID SURFACE
COUNTERTOP (SS-3)

PLAM
COUNTERTOP
(PL-3)

SCHEDULED BASE

2
' -

 6
"

2
' -

 3
"

2
' -

 5
"

W2

3' - 0"

W2

3' - 0"

W2

3' - 0"

W2

3' - 0"

UPPER CABINET W/
ADJUSTABLE SHELVING,
LOCKSET, UNDERCABINET
LIGHTING, & FASCIA PANEL
SCRIBED TO CLG. ABOVE
(PL3)

CONCEALED BLIND IN
PTD. GYP. BD. POCKET

11' - 5 1/2"

(4' - 0" MAX)

3' - 0"

122

A-7.7.0

PRINTER
PRINTER

2
' -

 5
"

PLAM
COUNTERTOP
(PL-3)

2' - 6" 7' - 3 1/2" 7' - 2 1/2" 7' - 2 1/2" 4' - 9 1/2" 2' - 3 1/2"

PLAM
COUNTERTOP
SUPPORTS,
SPACE AS
REQUIRED

EXISTING
WINDOW TO
REMAIN

4 - 0" MAX

3' - 8 1/2"

2

A-7.0.6

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"

Architectural Resources
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A-7.2.1

CARDIOLOGY

INTERIOR

ELEVATIONS

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1/2" = 1'-0"
1

ECHO 1, 2, 3 - EAST
 1/2" = 1'-0"

2
ECHO 1, 2, 3 - WEST

 1/2" = 1'-0"
3

ECHO 1, 2, 3 - SOUTH

 1/2" = 1'-0"
4

ECHO 1, 2, 3 - NORTH
 1/2" = 1'-0"

5
TYP. EXAM - EAST

 1/2" = 1'-0"
6

TYP. EXAM - WEST

 1/2" = 1'-0"
7

TYP. EXAM - SOUTH
 1/2" = 1'-0"

8
CLEAN/MED. PREP - EAST

 1/2" = 1'-0"
9

SOILED HOLDING - EAST

 1/2" = 1'-0"
10

NURSE WORK - WEST

 1/2" = 1'-0"
11

NURSE WORK - NORTH

NO. REVISION DATE



W2

3' - 0"

W2

3' - 0"

W2

3' - 0"

W2

3' - 0"

W2

2' - 6"

W2

1' - 6"

W2

2' - 10"

W2

3' - 0"

2
' -

 5
"

2
' -

 3
"

2
' -

 6
"

SOLID SURFACE COUNTERTOP
(PL-3)

SCHEDULED BASE

UPPER CABINET W/
ADJUSTABLE SHELVING,
LOCKSET, UNDERCABINET
LIGHTING, & FASCIA PANEL
SCRIBED TO CLG. ABOVE
(PL-3)

UPPER CABINET W/
ADJUSTABLE SHELVING,
LOCKSET, UNDERCABINET
LIGHTING, & FASCIA PANEL
SCRIBED TO CLG. ABOVE
(PL-3)

12' - 0 1/2"

(4' - 0" MAX)

3' - 0"

5' - 9 1/2"

122

A-7.7.0

PRINTER

SCHEDULED BASE

PLAM COUNTERTOP
(PL-3)

2
' -

 6
"

2
' -

 3
"

2
' -

 5
"

W2

1' - 6"

W2

3' - 0"

W2

3' - 0"

W2

3' - 0"

W2

1' - 6"

W2

3' - 0"

W2

3' - 0"

W2

3' - 0"

UPPER CABINET W/
ADJUSTABLE SHELVING,
LOCKSET, UNDERCABINET
LIGHTING, & FASCIA PANEL
SCRIBED TO CLG. ABOVE
(PL-3)

UPPER CABINET W/
ADJUSTABLE SHELVING,
LOCKSET, UNDERCABINET
LIGHTING, & FASCIA PANEL
SCRIBED TO CLG. ABOVE
(PL-3)

23' - 10"

(4'-0" MAX)

3' - 0"

122

A-7.7.0

2
' -

 1
0
"

1
' -

 1
0
"

2
' -

 6
"

UPPER CABINET W/
ADJUSTABLE SHELVING,
LOCKSET, UNDERCABINET
LIGHTING, & FASCIA PANEL
SCRIBED TO CLG. ABOVE
(PL-2)

W2

3' - 0"

W2

1' - 6"

SCHEDULED BASE

HAND SANITIZER

PAPER TOWER DISPENSER

SOAP DISPENSER

C1

3' - 0"

B2

1' - 6"

OPEN

CORNER GUARD

SOLID SURFACE COUNTERTOP
(SS-3)

PLAM CASEWORK (PL-1)

2
' -

 6
"

1
' -

 1
0
"

2
' -

 1
0
"

SCHEDULED BASE

WATER DISPENSER

W4

2' - 6"

W2

2' - 6"

W2

3' - 0"

UPPER CABINET W/
ADJUSTABLE SHELVING,
LOCKSET, UNDERCABINET
LIGHTING, & FASCIA PANEL
SCRIBED TO CLG. ABOVE
(PL-2)

B2

2' - 6"

B2

2' - 6"

C1

3' - 0"

SOAP DISPENSER

PAPER TOWEL DISPENSER

HAND SANITIZER

COFFEE MACHINE

MICROWAVE

SOLID SURFACE
COUNTERTOP (SS-2)

PLAM CASEWORK (PL-1)

OPEN
INSULATE ALL EXPOSED
PLUMBING, TYP.

2
' -

 0
"

2
' -

 2
"

2
' -

 1
0
"

UPPER CABINET W/
ADJUSTABLE SHELVING,

LOCKSET, UNDERCABINET
LIGHTING, & FASCIA PANEL

SCRIBED TO CLG. ABOVE
(PL-3)

SCHEDULED BASE

W2

2' - 6"

W2

2' - 6"

SOAP DISPENSER

PAPER TOWEL
DISPENSER

HAND SANITIZER

INSULATE ALL EXPOSED
PLUMBING, TYP.

C1

5' - 1 1/2"

SOLID SURFACE
COUNTERTOP (SS-3)

BRACKET

2
' -

 1
0
"

SCHEDULED BASE

PYXIS EQUIPMENT

INSULATED ALL EXPOSED
PLUMBING, TYP.

C2

5' - 7 1/2"

PLAM COUNTERTOP
(PL-3)

BRACKET

SCHEDULED
BASE

PLAM COUNTERTOP
(PL-3)

2
' -

 5
"

4' - 0" MAX

3' - 0"

6' - 7 1/2"2' - 6"

122

A-7.7.0

SCHEDULED
BASE

PLAM
COUNTERTOP
(PL-3)

2
' -

 5
"

4' - 0" MAX

3' - 0"

17' - 4"

122

A-7.7.0

PRINTER PRINTER

SCHEDULED BASE

PLAM COUNTERTOP
(PL-3)

10' - 8 1/2" 7' - 2 1/2" 7' - 2 1/2" 7' - 5"

2

A-7.0.6

PLAM
COUNTERTOP
SUPPORTS,
SPACE AS
REQUIRED

4' - 0" MAX

3' - 8 1/2"

EXISTING WINDOWS
TO REMAIN

2
' -

 5
"

SCHEDULED
BASE

PLAM
COUNTERTOP
(PL-3)

2
' -

 6
"

2
' -

 3
"

2
' -

 5
"

CONCEALED BLIND IN
PTD. GYP. BD. POCKET

W2

3' - 0"

W2

3' - 0"

W2

3' - 0"

UPPER CABINET W/
ADJUSTABLE
SHELVING,
LOCKSET,
UNDERCABINET
LIGHTING, & FASCIA
PANEL
SCRIBED TO CLG.
ABOVE (PL-3)

10' - 4" 2' - 2"

(4' - 0" MAX)

3' - 0"

122

A-7.7.0

SCHEDULED BASE

2
' -

 6
"

2
' -

 3
"

2
' -

 5
"

PLAM
COUNTERTOP
(PL-3)

CONCEALED BLIND IN
PTD. GYP. BD. POCKETW2

3' - 0"

W2

3' - 0"

W2

3' - 0"

UPPER CABINET W/
ADJUSTABLE
SHELVING,
LOCKSET,
UNDERCABINET
LIGHTING, & FASCIA
PANEL
SCRIBED TO CLG.
ABOVE (PL-3)

12' - 6 1/2"
BRACKET, TYP

122

A-7.7.0

W2

3' - 0"

PRINTER
PRINTER

EXISTING
WINDOW TO
REMAIN

PLAM
COUNTERTOP
(PL-3)

2' - 8" 3' - 10" 6' - 3" 11 1/2" 6' - 3" 11 1/2" 6' - 3" 11 1/2" 6' - 3"

PLAM
COUNTERTOP
SUPPORTS,
SPACE AS
REQUIRED

2

A-7.0.6

4' - 0" MAX

3' - 8"

2
' -

 5
"

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"
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 1/2" = 1'-0"

1
2

/1
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CARDIOLOGY INTERIOR ELEVATIONS

A-7.2.2

CARDIOLOGY

INTERIOR

ELEVATIONS

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1/2" = 1'-0"
2

CARDIO. FELLOWS - SOUTH

 1/2" = 1'-0"
1

CARDIO. FELLOWS - NORTH

 1/2" = 1'-0"
3

ISOL. (5) - EAST

 1/2" = 1'-0"
4

STAFF BREAK ROOM - EAST

 1/2" = 1'-0"
5

SOILED C2149 - SOUTH

 1/2" = 1'-0"
6

MEDS C2152 - NORTH

 1/2" = 1'-0"
7

MD WORK - EAST

 1/2" = 1'-0"
8

MD WORK - NORTH

 1/2" = 1'-0"
9

NURSE/DEVICE TECH/MD WORK - NORTH

 1/2" = 1'-0"
10

NURSE/DEVICE TECH/MD WORK - WEST

 1/2" = 1'-0"
11

COA/NURSE WORK - WEST

 1/2" = 1'-0"
12

COA/NURSE WORK - NORTH

NO. REVISION DATE



SOILED LINEN HAMPER

SCHEDULED BASE

HAND SANITIZER

PAPER TOWEL DISPENSER

SOAP DISPENSER

CABINET W/ LOCKSET @ TOP DRAWER
(PL-1)

SHARP DISPOSAL

GLOVE BOX

UPPER CABINET W/
ADJUSTABLE SHELVING,

LOCKSET, UNDERCABINET
LIGHTING, & FASCIA PANEL

SCRIBED TO CLG. ABOVE
(PL-2)

INSULATE ALL EXPOSED
PLUMBING, TYP. 2

' -
 1

0
"

1
' -

 1
0
"

2
' -

 6
"

W2

3' - 0"

W2

3' - 0"

OPEN

C1

2' - 6"

B7

1' - 9"

PLAM END PANEL
(PL-1)

C2

1' - 9"

SOLID SURFACE COUNTERTOP
(SS-3)

2
' -

 6
"

1
' -

 1
0
"

2
' -

 1
0
"

W2

3' - 0"

W2

1' - 6"

SCHEDULED BASE

CORNER GUARD

UPPER CABINET W/
ADJUSTABLE SHELVING,
LOCKSET, UNDERCABINET
LIGHTING, & FASCIA PANEL
SCRIBED TO CLG. ABOVE
(PL-1)

HAND SANITIZER

PAPER TOWEL
DISPENSER

SOAP DISPENSER

INSULATE ALL EXPOSED
PLUMBING, TYP.

C1

4' - 8 1/2"

SOLID SURFACE
COUNTERTOP (SS-3)

BRACKET

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"
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Author

CARDIOLOGY INTERIOR ELEVATIONS

A-7.2.3

CARDIOLOGY

INTERIOR

ELEVATIONS

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1/2" = 1'-0"
1

PREP-RECOVERY BAY - SOUTH

 1/2" = 1'-0"
2

PREP-RECOVERY BAY - NORTH

NO. REVISION DATE



FIXED WINDOWS

4' - 0"4' - 0"

BASE AS SCHEDULED

5' - 10 1/2"

18 18

5
' -

 3
"

2
' -

 0
"

2
' -

 6
"

1
' -

 8
"

3
' -

 0
"

COPIER

PLAM
COUNTERTOP
(PL-3)

W2

2' - 6"

W2

1' - 6"

SCHEDULED BASE
B2

2' - 6"

B4

1' - 6"

UPPER CABINET W/
ADJUSTABLE SHELVING,
LOCKSET, UNDERCABINET
LIGHTING, & FASCIA PANEL
SCRIBED TO CLG. ABOVE
(PL-3)

PLAM CASEWORK  (PL-3)

LOCKABLE 24"
DEEP UPPER

CABINET (PL-3)

UNDER COUNTER
REFRIGERATOR

LOCKABLE CABINET
(PL-3) 4

' -
 0

"
3
' -

 0
"

B5

2' - 6"

FASCIA PANEL
SCRIBED TO CLG. ABOVE

(PL-3)

B5

2' - 6"

SCHEDULED BASE

L

L

SOLID SURFACE
COUNTERTOP

AND BACKSPLASH
(SS-3)

ICE MAKER

APARTMENT
REFRIGERATOR/FREEZER

LOCKABLE UPPER CABINETS

LOCKABLE BASE CABINETS
(PL-3)

2
' -

 1
0
"

1
' -

 1
0
"

2
' -

 6
"

W2

2' - 3"

W2

2' - 6"

W2

2' - 3"

UPPER CABINET W/
ADJUSTABLE SHELVING,

LOCKSET, UNDERCABINET
LIGHTING, & FASCIA PANEL

SCRIBED TO CLG. ABOVE
(PL-3)

B2

2' - 3"

C1

2' - 6"

PAPER TOWEL DISPENSERS

SOAP DISPENSER

HAND
SANITIZER

OPEN

BASE AS SCHEDULED

HIGH DENSITY SHELVING : (3) FIXED @ WALL, (2) ON TRACK SYSTEM IN FRONT

F
IX

E
D

 H
E

L
V

IN
G

 I
N

 R
E

A
R

7
' -

 1
 1

/2
"

3
"

S
H

E
L
V

IN
G

 O
N

 T
R

A
C

K
 S

Y
S

T
E

M

7
' -

 4
 1

/2
"

4' - 0"4' - 0"

4' - 0"4' - 0"4' - 0"

HIGH DENSITY BINDER STORAGE:

- TO BE DATUM STORAGE SOLUTIONS 4POST SHEVLING.
- (3) FIXED UNITS AGAINST THE WALL TO BE 22 GAUGE, 48"
WIDE, 85 1/4" HIGH, 15" DEEP ANCHOR TO WALL AS
REQUIRED.
- (2) SLIDING UNITS IN FRONT TO BE 22 GAUGE, 48" WIDE, 85
1/4" HIGH, 15" DEEP MOUNTED TO THE DATUM
TRAKSLIDER/BISLIDER SYSTEM.
- COLOR TO BE SELECTED FROM MANUFACTURER'S
STANDARD LEAD TIME COLORS.
- SPACE SHELVING TO STORE STANDARD SIZE 3-RING
BINDERS

2
' -

 0
"

2
' -

 4
"

2
' -

 1
0
"

2
' -

 6
"

UPPER CABINET W/
ADJUSTABLE SHELVING,
LOCKSET & FASCIA
PANEL SCRIBED TO CLG.
ABOVE (PL-2)

SCHEDULED BASE

OPEN

C1

2' - 6"

B4

1' - 6"

PLAM CASEWORK
(PL-1)

SOLID SURFACE
COUNTERTOP (SS-3)

W2

2' - 6"

W2

1' - 6"

EXISTING CASEWORK,
COUNTER AND SINK TO
REMAIN

EXISTING CABINET TO BE
SALVAGED AND RELOCATED
NEXT TO ETR CABINET

EXISTING DRAWERS
TO BE SALVAGED AND
RELOCATED NEXT TO
ETR CABINET

2
' -

 0
"

2
' -

 0
"

2
' -

 1
0
"

1
' -

 6
"

EXISTING TO REMAIN

DEMO SINGLE
UPPER CABINET

DEMO DRAWERS

EXISTING TO REMAIN

OPEN

SCHEDULED BASE

EXISTING CASEWORK,
COUNTER AND SINK TO
REMAIN

NEW WALL MOUNTED
COMPUTER STATION

EXISTING CABINET
RELOCATED TO NEW
LOCATION

2
' -

 0
"

2
' -

 0
"

2
' -

 1
0
"

EXISTING DRAWERS
RELOCATED TO NEW
LOCATION

1
' -

 6
"

FASCIA PANEL
SCRIBED TO CLG. ABOVE

BASE

OPEN

SOAP DISPENSER (OFCI)

HAND TOWEL DISPENSER
(CFCI)

HAND SANITIZER (OFCI)

INSULATE ALL EXPOSED
PLUMBING, TYP.

WALL CLOCK

BASE

WALL PROTECTION

TACK BOARD

BASE

MIRROR

4
' -

 0
"

2
' -

 6
"

1' - 6"

2
' -

 6
"

4
' -

 0
"

2' - 6"

SCHEDULED BASE

GLOVE BOX (OFCI)

SHARP DISPOSAL (OFCI)

TYPICAL WORKSTATION:
DESK WITH KEYBOARD TRAY
2-TIER LOCKABLE BINDER
STORAGE ABOVE
TACK SURFACE FROM DESK
TO OVERHEAD STORAGE
PEDESTAL CABINET
TASK LIGHTING
(PL-3)

WALL MOUNTED STANDARDS
AND SHELVES

CENTRIFUGE

DRY ICE STORAGE

STAINLESS STEEL SINK
WITH EYEWASH

EPOXY COUNTERTOP AND
BACKSPLASH

(EPC-1)

CENTRIFUGE

C1

5' - 9"

B2

3' - 6"

B2

1' - 9"

B2

3' - 6"

3
' -

 0
"

1
' -

 8
"

2
' -

 1
0
"

3' - 6"3' - 6"3' - 6"3' - 6"

OPEN

SOAP DISPENSER PAPER TOWEL
DISPENSER

HAND SANITIZER

LAB CASEWORK
(WD-2)

LAB CASEWORK
(WD-2)

B8

1' - 3"

WALL MOUNTED
STANDARDS AND
SHELVES, LAB
CASEWORK
(WD-2)

EPOXY COUNTERTOP
AND BACKSPLASH
(EPC-1)

5
' -

 3
"

2
' -

 0
"

FIXED WINDOW

4' - 0"

SCHEDULED BASE

18

NEW FASCIA PANEL
SCRIBED TO CLG. ABOVE

BASE

OPEN

TO REMAIN

EXISTING CASEWORK, SINK, & COUNTER

LOCKABLE 24"
DEEP CABINET

(PL-3)

FASCIA PANEL
SCRIBED TO CLG. ABOVE

(PL-3)

SCHEDULED
BASE

B5

4' - 0"

B5

3' - 6"

B5

4' - 0"

LL LL LL

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"

Architectural Resources
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Suite 4101
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 1/2" = 1'-0"

1
2
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Author

CRC INTERIOR ELEVATIONS

A-7.3.0

CRC

INTERIOR

ELEVATIONS

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1/2" = 1'-0"
1

OPEN OFFICE

 1/2" = 1'-0"
2

COPY

 1/2" = 1'-0"
3

CLEAN/MED. STORAGE

 1/2" = 1'-0"
5

NOURISHMENT

 1/2" = 1'-0"
4

RECORDS - HIGH DENSITY STORAGE

 1/2" = 1'-0"
6

CONSULT ROOM

 1/2" = 1'-0"
7

CRC EXAM ROOM - TYPICAL A EXISTING

 1/2" = 1'-0"
8

CRC EXAM ROOM - TYPICAL A

 1/2" = 1'-0"
9

CRC EXAM ROOM - TYPICAL B

 1/2" = 1'-0"
10

CRC EXAM ROOM - TYPICAL C

 1/2" = 1'-0"
11

CRC EXAM ROOM - TYPICAL D

 1/2" = 1'-0"
13

CORE LAB A

 1/2" = 1'-0"
14

CORE LAB B

 1/2" = 1'-0"
15

EXAM ROOM 01

NO. REVISION DATE

 1/2" = 1'-0"
12

SUPPLIES



SOAP DISPENSER (OFCI)

PAPER TOWELS (CFCI)

HAND SANITIZER (OFCI)

SOILED LINEN HAMPER (OFCI)

CABINET W/ LOCKSET @ TOP DRAWER
(PL-1)

SHARP DISPOSAL

UPPER CABINET W/
ADJUSTABLE SHELVING,
LOCKSET, UNDERCABINET
LIGHTING, & FASCIA PANEL
SCRIBED TO CLG. ABOVE
(PL-2)

INSULATE ALL EXPOSED
PLUMBING, TYP.

WALL MOUNTED
COMPUTER

GLOVE BOX (OFCI)

2
' -

 6
"

1
' -

 1
0
"

2
' -

 1
0
"

SCHEDULED BASE

OPEN

SOLID SURFACE COUNTERTOP
(SS-3)

C2

1' - 9"

B7

1' - 9"

C1

2' - 6"

W2

3' - 0"

W2

3' - 0"

BASE

OXYGEN

NURSE CALL

CODE BLUE

EXAM TABLE

BASE

PRE-FAB. DIAGNOSTIC PANEL:
- SPHYGMOMANOMETER
- OPHTHALMOSCOPE + OTOSCOPE
- EAR TIP DISPENSER
- THERMOMETER

TACKBOARD W/ SEALED
WOOD FRAME

BASE

WALL PROTECTION

4
' -

 0
"

3
' -

 6
"

4' - 0"

BASE

BASE CABINET W/ LOCKSET @
TOP DRAWER

UPPER CABINET W/
ADJUSTABLE SHELVING,
LOCKSET, UNDERCABINET
LIGHTING, & FASCIA PANEL
SCRIBED TO CLG. ABOVE

OPEN

INSULATE ALL EXPOSED
PLUMBING, TYP.

2
' -

 6
"

1
' -

 1
0
"

2
' -

 1
0
"

W2

3' - 0"

W2

3' - 0"

W2

3' - 0"

W2

3' - 0"

W2

2' - 6"

HAND SANITIZER

PAPER TOWEL DISPENSER

SOAP DISPENSER

B7

1' - 9"

B7

1' - 3"

C1

3' - 8"

B7

1' - 9"

B2

3' - 3"

EPOXY COUNTERTOP
(EPC-1)

LAB CASEWORK
(WD-2)

LAB CASEWORK
(WD-2)

LAB CASWORK
(WD-2)

LAB CASWORK
(WD-2)

EPOXY
COUNTERTOP
(EPC-1)

PASS THROUGH
SPECIMEN CABINET

UNDERCOUNTER
REFRIGERATOR

SPECIMEN CABINET

UPPER CABINET W/
ADJUSTABLE SHELVING,
LOCKSET, UNDERCABINET
LIGHTING, & FASCIA PANEL
SCRIBED TO CLG. ABOVE

INSULATE ALL EXPOSED
PLUMBING, TYP.

OPEN

CLEAN SINK

2
' -

 6
"

1
' -

 1
0
"

2
' -

 1
0
"

SHARP DISPOSAL (OFCI)

GLOVE BOX (OFCI)

BASE

B7

1' - 3"

B7

1' - 3"

C1

2' - 6"

EPOXY COUNTERTOP
(EPC-1)

LAB CASEWORK
(WD-2)

LAB CASEWORK (WD-2) W2

2' - 6"

2
' -

 6
"

2
' -

 3
"

2
' -

 5
"

 WORK SURFACE (PL-3)

BASE

W2

3' - 0"

W2

3' - 0"

W2

1' - 6"

UPPER CABINET W/
ADJUSTABLE SHELVING,
LOCKSET, UNDERCABINET
LIGHTING, & FASCIA PANEL
SCRIBED TO CLG. ABOVE (PL-3)

(4' - 0" MAX)

3' - 0"

8' - 0"

BRACKET

122

A-7.7.0

WORK SURFACE (PL-3)

BASE

W2

3' - 0"

W2

3' - 0"

W2

1' - 6"

2
' -

 5
"

2
' -

 3
"

2
' -

 6
"

UPPER CABINET W/
ADJUSTABLE SHELVING,
LOCKSET, UNDERCABINET
LIGHTING, & FASCIA PANEL
SCRIBED TO CLG. ABOVE (PL-3)

BRACKET

7' - 9"

122

A-7.7.0

4' - 0" MAX

3' - 0"

2
' -

 0
"

2
' -

 7
"

2
' -

 5
"

WORK SURFACE (PL-3)

BASE

W2

3' - 0"

W2

3' - 0"

W2

3' - 0"

UPPER CABINET W/
ADJUSTABLE SHELVING,
LOCKSET, UNDERCABINET
LIGHTING, & FASCIA PANEL
SCRIBED TO CLG. ABOVE (PL-3)

(4' - 0" MAX)

3' - 0"

10' - 6 1/2"

BRACKET

122

A-7.7.0

BASE

UPPER CABINET W/
ADJUSTABLE SHELVING,
LOCKSET, UNDERCABINET
LIGHTING, & FASCIA PANEL
SCRIBED TO CLG. ABOVE

CABINET W/ LOCKSET
@ TOP DRAWER, TYP. (PL-3)

OPEN

2
' -

 0
"

2
' -

 2
"

2
' -

 1
0
"

WALL PROTECTION

W2

1' - 3"

W2

2' - 6"

B7

1' - 3"

C1

2' - 6"

HAND SANITIZER

PAPER TOWEL DISPENSER

SOAP DISPENSER

INSULATE ALL EXPOSED
PLUMBING, TYP.

SOLID SURFACE
COUNTERTOP (SS-3)

SOILED HAMPER

INTEGRAL BASE

RED BAG WASTE

UPPER CABINET W/
ADJUSTABLE SHELVING,
LOCKSET, UNDERCABINET
LIGHTING, & FASCIA PANEL
SCRIBED TO CLG. ABOVE

WALL PROTECTION

UNDERCOUNTER
REFRIGERATOR
W/ LOCKSET

BASE

COUNTERTOP
ICEMAKER

UPPER CABINET W/
ADJUSTABLE SHELVING,
LOCKSET, UNDERCABINET
LIGHTING, & FASCIA PANEL
SCRIBED TO CLG. ABOVE (PL-3)

2
' -

 6
"

1
' -

 1
0
"

2
' -

 1
0
"

W2

3' - 0"

C3

2' - 1"

B2

3' - 0"

C1

2' - 7"

OPEN

SOAP DISPENSER

PAPER TOWEL
DISPENSER

HAND SANITIZER

INSULATE ALL
EXPOSED
PLUMBING, TYP.

PLAM COUNTERTOP (PL-3)

PLAM
CASEWORK
(PL-3)

BASE

COUNTERTOP
PYXIS

CABINET W/ LOCKSET @
TOP DRAWER, TYP. (PL-3)

UPPER CABINET W/
ADJUSTABLE SHELVING,
LOCKSET, UNDERCABINET
LIGHTING, & FASCIA PANEL
SCRIBED TO CLG. ABOVE
(PL-3)

UNDERCOUNTER
REFRIGERATOR

INSULATE ALL EXPOSED
PLUMBING, TYP.

2
' -

 6
"

1
' -

 1
0
"

2
' -

 1
0
"

W2

2' - 6"

W2

2' - 6"

B7

1' - 3"

B7

1' - 3"

C3

2' - 7"

PLAM COUNTERTOP (PL-3)

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"

Architectural Resources

Cambridge, P.C.

501 Boylston Street
Suite 4101

Boston, MA 02116
tel 617.547.2200

www.arcusa.com

C
o

p
y
ri
g

h
t 
2

0
1
5

, 
A

R
C

 /
 A

rc
h

it
e

c
tu

ra
l 
R

e
s
o
u

rc
e
s
 C

a
m

b
ri
d

g
e

, 
In

c
.

SCALE:

JOB NO:

DATE:

DRAWN BY:

FILE NAME:

84 Orange Street
New Haven, CT 06510
tel 203.786.5110
fax 203.786.5330

www.svigals.com

tel 617.888.8343

www.bushwang.com

(UCONN PROJECT # 901737)

 1/2" = 1'-0"

1
2

/1
0

/2
0
1

5
 2

:4
9
:2

0
 P

M

1302

12/10/2015

Author

MULTI-SPECIALTY INTERIOR
ELEVATIONS

A-7.4.0

MULTI-SPECIALTY

INTERIOR

ELEVATIONS

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1/2" = 1'-0"
1

TYPICAL MULTI-SPECIALTY EXAM - NORTH

 1/2" = 1'-0"
2

TYPICAL MULTI-SPECIALTY EXAM - WEST

 1/2" = 1'-0"
3

TYPICAL MULTI-SPECIALTY EXAM - SOUTH

 1/2" = 1'-0"
4

TYPICAL MULTI-SPECIALTY EXAM - EAST

 1/2" = 1'-0"
5

NEPH LAB - WEST

 1/2" = 1'-0"
6

NEPH LAB - NORTH

 1/2" = 1'-0"
7

NEPH RN WORK AREA - SOUTH

 1/2" = 1'-0"
8

NEPH RN WORK AREA - WEST

 1/2" = 1'-0"
9

NEPH RN WORK AREA - NORTH

 1/2" = 1'-0"
10

P-N SHARED SOILED - EAST

 1/2" = 1'-0"
11

P-N SHARED SOILED - NORTH

 1/2" = 1'-0"
12

P-N SHARED MED ROOM - SOUTH

 1/2" = 1'-0"
13

P-N SHARED MED ROOM - EAST

NO. REVISION DATE



BOOKCASE W/ ADJUSTABLE
SHELVES & FASCIA PANEL SCRIBED
TO CLG. (PL-1) - REFER TO TYPE B10

ON 4/A-7.4.1

ELECTRICAL PANELS
(EXISTING)

COFFEE MACHINE

BASE

CLOSURE PANEL
@ REFRIGERATOR

UPPER CABINET W/
ADJUSTABLE SHELVING,
UNDERCABINET LIGHTING,
& FASCIA PANEL SCRIBED
TO CLG. ABOVE (PL-2)

OPEN

INSULATE ALL EXPOSED
PLUMBING, TYP.

6
' -

 0
"

2
' -

 1
0
"

2
' -

 2
"

2
' -

 6
"

WATER DISPENSER

6
' -

 0
"

1
' -

 6
"

W2

2' - 9"

W2

1' - 6"

W4

2' - 6"

W2

2' - 6"

B2

3' - 0"

C1

3' - 6"

HAND SANITIZER

PAPER TOWEL DISPENSER

MICROWAVE

SOAP DISPENSER

PLAM CASEWORK (PL-1)

SOLID SURFACE
COUNTERTOP (SS-2)

6' - 9"

TACKBOARD W/
SEALED WOOD FRAME

BASE

8' - 0 1/2"

3
' -

 0
"

5
' -

 0
"

2
' -

 6
"

2
' -

 3
"

2
' -

 5
"

PRINTER

W2

3' - 0"

W2

3' - 0"

W2

3' - 0"

W2

3' - 0"

W2

3' - 0"

W2

2' - 6"

BASE

WORK SURFACE (PL-3)

UPPER CABINET W/
ADJUSTABLE SHELVING,
LOCKSET, UNDERCABINET
LIGHTING, & FASCIA PANEL
SCRIBED TO CLG. ABOVE
(PL-3)

BRACKET

15' - 6"

122

A-7.7.0

4' - 0" MAX

3' - 0"

2
' -

 5
"

PRINTER

BASE

WORK
SURFACE
(PL-3)

122

A-7.7.0

3' - 5"

BRACKET4' - 0" MAX

3' - 0"

2
' -

 6
"

2
' -

 3
"

2
' -

 5
"

PRINTER

W2

3' - 0"

W2

3' - 0"

W2

1' - 6"

BASE

WORK SURFACE (PL-3)

UPPER CABINET W/
ADJUSTABLE SHELVING,
UNDERCABINET LIGHTING,
& FASCIA PANEL SCRIBED
TO CLG. ABOVE (PL-3)

122

A-7.7.0

7' - 6"

BRACKET
4' - 0" MAX

3' - 0"
2
' -

 6
"

2
' -

 3
"

2
' -

 5
"

W2

1' - 6"

W2

3' - 0"

W2

2' - 6"

UPPER CABINET W/
ADJUSTABLE
SHELVING,
LOCKSET,
UNDERCABINET
LIGHTING, & FASCIA
PANEL
SCRIBED TO CLG.
ABOVE (PL-3)

WORK SURFACE
(PL-3)

BRACKET

5' - 7"

122

A-7.7.0

4' - 0" MAX

3' - 0"

2
' -

 6
"

2
' -

 3
"

2
' -

 5
"

W2

3' - 0"

W2

3' - 0"

W2

3' - 0"

W2

3' - 0"

W2

3' - 0"

W2

1' - 6"

WORK SURFACE (PL-3)

UPPER CABINET W/
ADJUSTABLE
SHELVING,
LOCKSET,
UNDERCABINET
LIGHTING, & FASCIA
PANEL
SCRIBED TO CLG.
ABOVE (PL-3)

15' - 0"

122

A-7.7.0

BRACKET

4' - 0" MAX

2' - 9"

4
' -

 4
 1

/2
"

2
' -

 9
 3

/4
"

4' - 4 1/2"

ALUMINUM INTERIOR SLIDING
SERVICE WINDOW - C.R.
LAURENCE MODEL "DAISY"

2
' -

 5
"

2
' -

 3
"

2
' -

 6
"

BASE

WORK SURFACE
(PL-3)

W2

3' - 0"

W2

3' - 0"

W2

3' - 0"

UPPER CABINET W/
ADJUSTABLE SHELVING,
UNDERCABINET LIGHTING,
& FASCIA PANEL SCRIBED
TO CLG. ABOVE (PL-3)

7' - 9"

BRACKET
4' - 0" MAX

3' - 0"

2
' -

 5
"

2
' -

 3
"

2
' -

 6
"

W2

3' - 0"

W2

3' - 0"

W2

3' - 0"

BASE

WORK SURFACE (PL-3)

UPPER CABINET W/
ADJUSTABLE SHELVING,
UNDERCABINET LIGHTING,
& FASCIA PANEL SCRIBED
TO CLG. ABOVE (PL-3)

BRACKET

7' - 11"

122

A-7.7.0

4' - 0" MAX

3' - 0"

2
' -

 5
"

BASE

WORK
SURFACE
(PL-3)

12' - 0"

122

A-7.7.0

BRACKET

4' - 0" MAX

3' - 0"

2
' -

 5
"

2
' -

 3
"

2
' -

 6
"

W2

2' - 9"

W2

3' - 0"

BASE

WORK SURFACE (PL-3)

UPPER CABINET W/
ADJUSTABLE SHELVING,
UNDERCABINET LIGHTING,
& FASCIA PANEL SCRIBED
TO CLG. ABOVE (PL-3)

BRACKET

5' - 9"

122

A-7.7.0

W2

2' - 11 15/32"

4' - 0" MAX

3' - 0"

2
' -

 6
"

2
' -

 3
"

2
' -

 5
"

BASE

WORK
SURFACE
(PL-3)

W2

3' - 0"

W2

3' - 0"

W2

3' - 0"

W2

3' - 0"

W2

3' - 0"

W2

3' - 0"

UPPER CABINET W/
ADJUSTABLE
SHELVING,
UNDERCABINET
LIGHTING,
& FASCIA PANEL
SCRIBED
TO CLG. ABOVE
(PL-3)

BRACKET

17' - 0"

122

A-7.7.0

4' - 0" MAX

3' - 0"

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"

Architectural Resources

Cambridge, P.C.

501 Boylston Street
Suite 4101

Boston, MA 02116
tel 617.547.2200

www.arcusa.com

C
o

p
y
ri
g

h
t 
2

0
1
5

, 
A

R
C

 /
 A

rc
h

it
e

c
tu

ra
l 
R

e
s
o
u

rc
e
s
 C

a
m

b
ri
d

g
e

, 
In

c
.

SCALE:

JOB NO:

DATE:

DRAWN BY:

FILE NAME:

84 Orange Street
New Haven, CT 06510
tel 203.786.5110
fax 203.786.5330

www.svigals.com

tel 617.888.8343

www.bushwang.com

(UCONN PROJECT # 901737)

 1/2" = 1'-0"

1
2

/1
0

/2
0
1

5
 2

:4
9
:3

8
 P

M

1302

12/10/2015

Author

MULTI-SPECIALTY INTERIOR
ELEVATIONS

A-7.4.1

MULTI-SPECIALTY

INTERIOR

ELEVATIONS

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1/2" = 1'-0"
5

P-N SHARED BREAK ROOM - EAST

 1/2" = 1'-0"
6

P-N SHARED BREAK ROOM - NORTH

 1/2" = 1'-0"
11

NEPH MD CHARTING - WEST

 1/2" = 1'-0"
12

NEPH MD CHARTING - SOUTH

 1/2" = 1'-0"
13

NEPH MD CHARTING - EAST

 1/2" = 1'-0"
7

PULM PSRs/COAs - NORTH

 1/2" = 1'-0"
8

PULM PSRs/COAs - WEST

 1/2" = 1'-0"
1

PULM MAs - SOUTH

 1/2" = 1'-0"
2

PULM MAs - EAST

 1/2" = 1'-0"
3

PULM MAs - NORTH

 1/2" = 1'-0"
4

PULM MD CHARTING - WEST

 1/2" = 1'-0"
9

PULM MD CHARTING - SOUTH

 1/2" = 1'-0"
10

PULM MD CHARTING - EAST

NO. REVISION DATE



BASE

TACKBOARD

2
' -

 6
"

4
' -

 0
"

4' - 0"

BASE

MARKERBOARD

CEILING MOUNTED
PROJECTION SCREEN

2
' -

 1
0
"

BASE

WORK SURFACE (PL-3)

B2

3' - 0"

B2

3' - 0"

B2

1' - 6"

2
' -

 5
"

PLAM CASEWORK (PL-1)

SOLID SURFACE
COUNTERTOP (SS-2)

2
' -

 5
"

2
' -

 3
"

2
' -

 6
"

BASE

WORK SURFACE (PL-3)

UPPER CABINET W/
ADJUSTABLE SHELVING,
LOCKSET, UNDERCABINET
LIGHTING, & FASCIA PANEL
SCRIBED TO CLG. ABOVE
(PL-3)

W2

1' - 3"

W2

3' - 0"

W2

3' - 0"

5' - 9"

BRACKET

122

A-7.7.0

4' - 0" MAX

3' - 0"

2
' -

 5
"

2
' -

 3
"

2
' -

 6
"

BASE

WORK SURFACE (PL-3)

W2

2' - 9"

W2

2' - 9"

W2

2' - 9"

UPPER CABINET W/
ADJUSTABLE SHELVING,
LOCKSET, UNDERCABINET
LIGHTING, & FASCIA PANEL
SCRIBED TO CLG. ABOVE
(PL-3)

BRACKET

7' - 7"

122

A-7.7.0

4' - 0" MAX

3' - 0"

2
' -

 5
"

2
' -

 3
"

2
' -

 6
"

W2

2' - 9"

W2

3' - 0"

W2

3' - 0"

UPPER CABINET W/
ADJUSTABLE SHELVING,
LOCKSET, UNDERCABINET
LIGHTING, & FASCIA PANEL
SCRIBED TO CLG. ABOVE
(PL-3)

WORK SURFACE (PL-3)

BASE

BRACKET

122

A-7.7.0

7' - 7"

4' - 0" MAX

3' - 0"

PRINTER

W2

3' - 0"

W2

3' - 0"

2
' -

 5
"

2
' -

 3
"

2
' -

 6
"

UPPER CABINET W/
ADJUSTABLE SHELVING,
LOCKSET, UNDERCABINET
LIGHTING, & FASCIA PANEL
SCRIBED TO CLG. ABOVE
(PL-3)

BASE

WORK SURFACE (PL-3)

BRACKET

7' - 5"

122

A-7.7.0

4' - 0" MAX

3' - 0"

SOILED LINEN HAMPER (OFCI)

BASE

HAND SANITIZER (OFCI)

PAPER TOWELS (CFCI)

SOAP DISPENSER (OFCI)

CABINET W/ LOCKSET @
TOP DRAWER (PL-1)

SHARP DISPOSAL (OFCI)

GLOVE BOX (OFCI)

WALL MOUNTED
COMPUTER

UPPER CABINET W/
ADJUSTABLE SHELVING,
LOCKSET, UNDERCABINET
LIGHTING, & FASCIA PANEL
SCRIBED TO CLG. ABOVE
(PL-3)

OPEN

INSULATE ALL EXPOSED
PLUMBING, TYP.

2
' -

 1
0
"

1
' -

 1
0
"

2
' -

 6
"

W2

3' - 0"

W2

3' - 0"

C2

1' - 9"

B7

1' - 9"

C1

2' - 5"

SOLID SURFACE
COUNTERTOP (SS-3)

OXYGEN

BASE

VACUUM

NURSE CALL

CODE BLUE

BASE

2
' -

 6
"

1
' -

 1
0
"

2
' -

 1
0
"

OPEN

C2

1' - 9"

B7

1' - 9"

C1

2' - 6"

UPPER CABINET W/
ADJUSTABLE SHELVING,
LOCKSET, UNDERCABINET
LIGHTING, & FASCIA PANEL
SCRIBED TO CLG. ABOVE
(PL-2)

W2

3' - 0"

W2

3' - 0"

SOILED LINEN HAMPER (OFCI)

CABINET W/ LOCKSET @
TOP DRAWER (PL-1)

HAND SANITIZER (OFCI)

PAPER TOWEL
DISPENSER (CFCI)

SOAP DISPENSER (OFCI)

INSULATE ALL EXPOSED
PLUMBING, TYP.

SOLID SURFACE
COUNTERTOP (SS-3)

GLOVE BOX (OFCI)

SHARPS DISPOSAL (OFCI)

2
' -

 5
"

4' - 7 1/2"

5

A-7.0.6

PLAM COUNTERTOP
SUPPORT, SPACE AS
REQUIRED

4' - 0" MAX

3' - 0"
WORK SURFACE (PL-3)

EXISTING WINDOW
TO REMAIN

2
' -

 5
"

2
' -

 3
"

2
' -

 6
"

W2

3' - 0"

W2

3' - 0"

W2

3' - 0"

W2

3' - 0"

W2

3' - 0"

W2

3' - 0"

BASE

GYPSUM SOFFIT

CONCEALED BLIND IN
PTD. GYP. BD. POCKET

14' - 7 1/2"

122

A-7.7.0

PLAM CASEWORK
(PL-3)

WORK SURFACE
(PL-3)

BRACKET

4' - 0" MAX

3' - 0"

TACKBOARD W/
SEALED WOOD FRAME

BASE

4' - 0"

4
' -

 0
"

WALL PROTECTION

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"

Architectural Resources

Cambridge, P.C.

501 Boylston Street
Suite 4101

Boston, MA 02116
tel 617.547.2200

www.arcusa.com

C
o

p
y
ri
g

h
t 
2

0
1
5

, 
A

R
C

 /
 A

rc
h

it
e

c
tu

ra
l 
R

e
s
o
u

rc
e
s
 C

a
m

b
ri
d

g
e

, 
In

c
.

SCALE:

JOB NO:

DATE:

DRAWN BY:

FILE NAME:

84 Orange Street
New Haven, CT 06510
tel 203.786.5110
fax 203.786.5330

www.svigals.com

tel 617.888.8343

www.bushwang.com

(UCONN PROJECT # 901737)

 1/2" = 1'-0"

1
2

/1
0

/2
0
1

5
 2

:4
9
:5

8
 P

M

1302

12/10/2015

Author

MULTI-SPECIALTY INTERIOR
ELEVATIONS

A-7.4.2

MULTI-SPECIALTY

INTERIOR

ELEVATIONS

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1/2" = 1'-0"
1

P-N SHARED CONFERENCE ROOM - NORTH

 1/2" = 1'-0"
2

P-N SHARED CONFERENCE ROOM - WEST

 1/2" = 1'-0"
3

P-N SHARED CONFERENCE ROOM - SOUTH

 1/2" = 1'-0"
4

PULM PRACTICE MANAGER - SOUTH
 1/2" = 1'-0"

5
PULM PRACTICE MANAGER - WEST

 1/2" = 1'-0"
6

PULM NURSES - SOUTH

 1/2" = 1'-0"
7

PULM NURSES - WEST
 1/2" = 1'-0"

8
TYPICAL MULTI-SPECIALTY CONSULT ROOM - A

 1/2" = 1'-0"
9

TYPICAL MULTI-SPECIALTY CONSULT ROOM - B

 1/2" = 1'-0"
11

PULM ISO EXAM - EAST

 1/2" = 1'-0"
12

PULM TECHS - NORTH

 1/2" = 1'-0"
13

PULM TECHS - WEST

 1/2" = 1'-0"
10

TYPICAL MULTI-SPECIALTY CONSULT ROOM - D

NO. REVISION DATE



SOAP DISPENSER

PAPER TOWEL DISPENSER

HAND SANITIZER

SOILED LINEN HAMPER

BASE

CABINET W/ LOCKSET
@ TOP DRAWER (PL-1)

SHARP DISPOSAL

UPPER CABINET W/
ADJUSTABLE SHELVING,
LOCKSET, UNDERCABINET
LIGHTING, & FASCIA PANEL
SCRIBED TO CLG. ABOVE (PL-2)

OPEN

INSULATE ALL EXPOSED
PLUMBING, TYP.

2
' -

 6
"

1
' -

 1
0
"

2
' -

 1
0
"

CORNER GUARD

W2

3' - 0"

W2

3' - 0"

C1

2' - 6"

B7

1' - 9"

C2

1' - 9"

SOLID SURFACE
COUNTERTOP (SS-3)

WALL MOUNTED COMPUTER

BASE

GLOVE BOX

PAINT ALL WALL
SURFACES, TYP.

WALL PROTECTION

FULL HEIGHT
STORAGE CABINET W/
ADJUSTABLE
SHELVING & FASCIA
PANEL SCRIBED TO
CLG. (PL-1)

BASE

B5

4' - 0"

L

BASE

DIAGNOSTIC BOARD

NURSE CALL

CODE BLUE

MEDICAL AIR

OXYGEN

CORNER GUARD
HAND SANITIZER

PAPER TOWELS

SOAP DISPENSER

BASE

UPPER CABINET W/
ADJUSTABLE SHELVING,
LOCKSET, UNDERCABINET
LIGHTING (PL-2)

OPEN

INSULATE ALL EXPOSED
PLUMBING, TYP.

2
' -

 1
0
"

1
' -

 1
0
"

2
' -

 6
"

W2

3' - 0"

W2

3' - 0"

B2

3' - 0"

C1

3' - 0"

GYPSUM SOFFIT

CONCEALED BLIND IN
PTD. GYP. BD. POCKET

PLAM CASEWORK
(PL-1)

SOLID SURFACE
COUNTERTOP (SS-3)

2
' -

 6
"

2
' -

 3
"

2
' -

 5
"

W2

2' - 6"

W2

3' - 0"

W2

3' - 0"

W2

1' - 3"

BASE

WORK SURFACE (PL-3)

UPPER CABINET W/
ADJUSTABLE SHELVING,
LOCKSET, UNDERCABINET
LIGHTING, & FASCIA PANEL
SCRIBED TO CLG. ABOVE
(PL-3)

9' - 10"

BRACKET

122

A-7.7.0

4' - 0" MAX

3' - 0"

PULMONARY FUNCTION
BOOTH

PULMONARY FUNCTION
ANALYZER

BASE

MONITOR SHELF AND
OXIMETER

EXISTING EXTERIOR
STOREFRONT

EXISTING FIN TUBE RADIATOR

CONCEALED BLINDS
@ PTD. GYP. BD. POCKET

EXISTING WINDOWS
TO REMAIN

OPEN

W2

3' - 0"

W2

3' - 0"

2
' -

 6
"

1
' -

 1
0
"

2
' -

 1
0
"

B2

3' - 0"

C1

3' - 0"BASE

HAND SANITIZER

PAPER TOWEL DISPENSER

SOAP DISPENSER

INSULATE ALL EXPOSED
PLUMBING, TYP.

GYPSUM SOFFIT

PLAM CASEWORK (PL-1)

SOLID SURFACE
COUNTERTOP (SS-3)

UPPER CABINET W/
ADJUSTABLE SHELVING,
LOCKSET, UNDERCABINET
LIGHTING (PL-2)

2
' -

 1
0
"

1
' -

 1
0
"

2
' -

 6
"

W2

3' - 0"

W2

1' - 6"

BASE

UPPER CABINET W/
ADJUSTABLE SHELVING,
LOCKSET, UNDERCABINET
LIGHTING, & FASCIA PANEL
SCRIBED TO CLG. ABOVE (PL-2)

B2

1' - 9"

C1

2' - 9"

OPEN

SOAP DISPENSER

PAPER TOWEL DISPENSER

HAND SANITIZER

INSULATE ALL EXPOSED
PLUMBING, TYP.

PLAM CASEWORK
(PL-1)

SOLID SURFACE
COUNTERTOP (SS-3)

7
' -

 0
"

BASE

STORAGE CABINET,
FASCIA PANEL
SCRIBED TO CLG.
ABOVE (PL-1)

L

B5

3' - 6"

HAND SANITIZER

SOAP DISPENSER

PAPER TOWELS

PLAM STORAGE (PL-1)

BASE

GLOVE BOX

UPPER CABINET W/
ADJUSTABLE SHELVING,
LOCKSET, UNDERCABINET
LIGHTING (PL-2)

CONCEALED BLIND IN
PTD. GYP. BD. POCKET

OPEN

WALL PROTECTION

2
' -

 1
0
"

1
' -

 1
0
"

2
' -

 6
"

W2

3' - 0"

W2

3' - 0"

B2

3' - 0"

C1

3' - 0"

B5

4' - 0"

B5

4' - 0"

INSULATED ALL EXPOSED
PLUMBING, TYP.

GYPSUM SOFFIT

LL

SOLID SURFACE
COUNTERTOP (SS-3)

PLAM CASEWORK (PL-1)

FASCIA PANEL SCRIBED TO
GYP SOFFIT ABOVE (PL-1)

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"

Architectural Resources

Cambridge, P.C.

501 Boylston Street
Suite 4101

Boston, MA 02116
tel 617.547.2200

www.arcusa.com

C
o

p
y
ri
g

h
t 
2

0
1
5

, 
A

R
C

 /
 A

rc
h

it
e

c
tu

ra
l 
R

e
s
o
u

rc
e
s
 C

a
m

b
ri
d

g
e

, 
In

c
.

SCALE:

JOB NO:

DATE:

DRAWN BY:

FILE NAME:

84 Orange Street
New Haven, CT 06510
tel 203.786.5110
fax 203.786.5330

www.svigals.com

tel 617.888.8343

www.bushwang.com

(UCONN PROJECT # 901737)

 1/2" = 1'-0"

1
2

/1
0

/2
0
1

5
 2

:5
0
:1

6
 P

M

1302

12/10/2015

Author

MULTI-SPECIALTY INTERIOR
ELEVATIONS

A-7.4.3

MULTI-SPECIALTY

INTERIOR

ELEVATIONS

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1/2" = 1'-0"
1

PULM TREATMENT - WEST

 1/2" = 1'-0"
2

PULM TREATMENT - SOUTH

 1/2" = 1'-0"
3

PULM TREATMENT - EAST

 1/2" = 1'-0"
4

PULM TREATMENT - NORTH

 1/2" = 1'-0"
6

PULM PFT - WEST

 1/2" = 1'-0"
5

PULM WORK STATION

 1/2" = 1'-0"
7

PULM PFT - EAST

 1/2" = 1'-0"
8

PULM PFT - NORTH

 1/2" = 1'-0"
9

PULM PFT 2 - WEST

 1/2" = 1'-0"
10

PULM MASK FITTING - EAST

 1/2" = 1'-0"
11

PULM MASK FITTING - WEST

 1/2" = 1'-0"
12

PULM EXERCISE TESTING - WEST

NO. REVISION DATE



P-TUBE, BY OTHERS

BASE

CORNER GUARD

1
' -

 6
"

7
' -

 0
"

L L

B5

3' - 0"

B5

3' - 0"

PLAM CASEWORK
(PL-3)

2
' -

 1
0
"

1
' -

 1
0
"

2
' -

 6
"

UNDER COUNTER
REFRIGERATORS

PASS-THROUGH

BASE

UPPER CABINET W/
ADJUSTABLE SHELVING,
LOCKSET, UNDERCABINET
LIGHTING, & FASCIA PANEL
SCRIBED TO CLG. ABOVE (PL-3)

OPEN

C1

3' - 0"

C2

4' - 0"

W2

1' - 6"

W2

3' - 0"

W2

2' - 6"

INSULATE ALL EXPOSED
PLUMBING, TYP.

SOLID SURFACE
COUNTERTOP (SS-3)

WARDROBE HOOKS

BASE

1
' -

 1
0
"

3
' -

 1
0
"

1' - 6"

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"

Architectural Resources

Cambridge, P.C.

501 Boylston Street
Suite 4101

Boston, MA 02116
tel 617.547.2200

www.arcusa.com

C
o

p
y
ri
g

h
t 
2

0
1
5

, 
A

R
C

 /
 A

rc
h

it
e

c
tu

ra
l 
R

e
s
o
u

rc
e
s
 C

a
m

b
ri
d

g
e

, 
In

c
.

SCALE:

JOB NO:

DATE:

DRAWN BY:

FILE NAME:

84 Orange Street
New Haven, CT 06510
tel 203.786.5110
fax 203.786.5330

www.svigals.com

tel 617.888.8343

www.bushwang.com

(UCONN PROJECT # 901737)

 1/2" = 1'-0"

1
2

/1
0

/2
0
1

5
 2

:5
0
:2

8
 P

M

1302

12/10/2015

Author

PHLEBOTOMY INTERIOR ELEVATIONS

A-7.5.0

PHLEBOTOMY

INTERIOR

ELEVATIONS

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1/2" = 1'-0"
1

SPECIMEN COLLECTION - SOUTH

 1/2" = 1'-0"
2

SPECIMEN COLLECTION - WEST

 1/2" = 1'-0"
3

SPECIMEN COLLECTION - EAST

 1/2" = 1'-0"
4

TYPICAL SPECIMEN COLLECTION DRAW STATION - EAST

NO. REVISION DATE



C

B

10

9.7

A-7.6.0

5

A-7.6.0

2
A-7.6.0

3

A-7.6.0

4

7

6

5' - 4 3/4"

9
6
.0

0
0

84.000

VIF

92.408

5.6mm PORCELAIN PANEL
TRANSACTION COUNTER, PWT-3

WORKSURFACE AND SURROUND, SS-1

LOCKABLE
MILLWORK
STORAGE
BELOW

LOCKERS, LK-3

LOCKABLE STORAGE CABINETS, PL-1

WP-2

A-7.6.0

8
5.6mm PORCELAIN PANEL MILLWORK
SURROUND AT PRINTER STATION, PWT-3

LOWERED COUNTER AT
PRINTER STATION, SS-1

LINE OF CEILING ABOVE

GATE

STOPPER ON WOOD WALL TO BE WD-1 TO MATCH WOOD WALL

STOPPER ON MILLWORK SURROUND
TO BE PWT-3 TO MATCH SURROUND

INFORMATION
/ SECURITY /

VALET

CM185A

WC
STORAGE

CM185B

1' -
 6

"

9"

9"

9"

9"

2' - 0"

3'
 - 

2"

7

A-7.7.1

11

A-7.7.1

12

A-7.7.1

8

A-7.7.1

10

A-7.7.1

10

A-7.7.1
SIM

WOOD VENEER PANELS, WD-1

SOLID WOOD CORNERS, WD-2

2'
 - 

1 
1/

2"

1' - 3"

2

A-7.7.3

1

A-7.7.3

GROMMET, TYP.
- LOCATIONS TO BE DETERMINED BY ARCHITECT AND OWNER IN FIELD
 - ALL LOCATIONS TO BE FIELD CUT

5.6mm PORCELAIN PANEL
TRANSACTION COUNTER, PWT-3

WORKSURFACE AND SURROUND, SS-1

METAL BASE MTB-1

11' - 6"

16' - 1"

2
' -

 6
"

8
"

4
"

1
' -

 0
"

WOOD VENEER WALL PANELS, WD-1

VIF

5' - 0"

7

A-7.7.1

12

A-7.7.1

10

A-7.7.1

5.6mm PORCELAIN PANEL
TRANSACTION COUNTER &
SURROUND, PWT-3

WORKSURFACE & SURROUND, SS-1METAL BASE, MTB-1

WOOD VENEER WALL PANELS BEYOND, WD-1

2
' -

 6
"

8
"

4
"

1
' -

 0
"

6' - 8"

10

A-7.7.1

11

A-7.7.1

5.6mm PORCELAIN PANEL
MILLWORK SURROUND AT
PRINTER STATION, PWT-3

WORKSURFACE &
SURROUND, SS-1

METAL BASE, MTB-1

WOOD GATE CATCH TO BE
ATTACHED TO WOOD PANELLING

GATE, PWT-3

OPEN TO
BEYOND

WOOD VENEER WALL PANELS, WD-1

3' - 0"

5.6mm PORCELAIN
PANEL TRANSACTION
COUNTER BEYOND

2
' -

 6
"

8
"

4
"

4' - 3"

1
' -

 0
"

1"

8

A-7.7.1

11

A-7.7.1

2' - 6"

LOCKABLE P.LAM
CASEWORK, PL-3

2
' -

 6
"

12' - 4"

2
' -

 6
"

4
"

8
"

VIF

4' - 10"

SCRIBE

TACKBOARD, TB-2

5.6mm PORCELAIN PANEL
TRANSACTION COUNTER, PWT-3

KEYOBARD TRAYS (NIC)FREESTANDING
PEDESTAL FILES (NIC)

WORKSURFACE &
SURROUND, SS-1

1
' -

 0
"

METAL BASE, MTB-1

SURROUND, SS-1

WOOD VENEER WALL PANELS, WD-1

RUBBER BASE, RB-1

PTD GWB, PT-1

L

7

A-7.7.1

12

A-7.7.1

10

A-7.7.1

PRINTER

5.6mm PORCELAIN PANEL
MILLWORK TRANSACTION
COUNTER & SURROUND, PWT-3

KEYOBARD TRAYS (NIC)

FREESTANDING
PEDESTAL FILES (NIC)

WORKSURFACE & SURROUND, SS-1

METAL BASE, MTB-1

RUBBER BASE, RB-1

PTD GWB, PT-1

BRACKET

2
' -

 6
"

8
"

4
"

6
"

1
' -

 0
"

2
' -

 0
"

11

A-7.7.1
10

A-7.7.1

PRINTER

5.6mm PORCELAIN PANEL
MILLWORK SURROUND AT
PRINTER STATION, PWT-3

WORKSURFACE &
SURROUND, SS-1

METAL BASE, MTB-1RUBBER BASE, RB-1

PTD GWB, PT-1

BRACKET

LOCKABLE P.LAM
CASEWORK, PL-3

PROVIDE KNOCKOUTS IN SOLID
SURFACE FOR POWER/TEL/DATA

1' - 9"1' - 9"

METAL BASE, MTB-1

9"
PROVIDE STOPPER FOR GATE

WOOD GATE CATCH TO BE ATTACHED TO WOOD PANELLING

GATE, PWT-3

OPEN TO
BEYOND

WOOD VENEER WALL PANELS, WD-1

L

L

L

8

A-7.7.1

11

A-7.7.1

TYP.
2"

B5

3' - 0"

B5

3' - 0"

LOCKABLE STORAGE CABINETS, PL-1

SCHEDULED BASE WALL PROTECTION

LOCKERS, LK-3

LL

WOOD VENEER PANELS, WD-1

SOLID WOOD CORNERS AT
WOOD VENEER PANELS, TYP.

2

A-7.7.3

6

A-7.7.2

NOTES

NOTES:

1. SEE G-1.0.2 FOR GENERAL NOTES, ABBREVIATIONS AND SYMBOLS LEGEND.
2. SEE MEP, FP DWGS FOR MECHANICAL EQUIPMENT LOCATIONS & REQUIREMENTS
3. REPAIR FINISHES IN ROOMS IMPACTED BY NEW WORK.
4. SEE A.9.0.0 - A-9.0.4D FINISH LEGEND AND FINISH PLANS FOR ROOM FINISH INFORMATION.
5. SEE A-7.7.0-A - 7.7.7 FOR MILLWORK DETAILS.

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"

Architectural Resources

Cambridge, P.C.

501 Boylston Street
Suite 4101

Boston, MA 02116
tel 617.547.2200

www.arcusa.com

C
o

p
y
ri
g

h
t 
2

0
1
5

, 
A

R
C

 /
 A

rc
h

it
e

c
tu

ra
l 
R

e
s
o
u

rc
e
s
 C

a
m

b
ri
d

g
e

, 
In

c
.

SCALE:

JOB NO:

DATE:

DRAWN BY:

FILE NAME:

84 Orange Street
New Haven, CT 06510
tel 203.786.5110
fax 203.786.5330

www.svigals.com

tel 617.888.8343

www.bushwang.com

(UCONN PROJECT # 901737)

As indicated

1
2

/1
0

/2
0
1

5
 2

:5
0
:4

4
 P

M

1302

12/10/2015

Author

LOBBY RECEPTION PLAN &
ELEVATIONS

A-7.6.0

LOBBY

RECEPTION

PLAN &

ELEVATIONS

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1/4" = 1'-0"
1

ENLARGED PLAN - LOBBY INFORMATION DESK

 1/2" = 1'-0"
2

INFORMATION / SECURITY / VALET - FRONT

 1/2" = 1'-0"
3

INFORMATION / SECURITY / VALET - SIDE

 1/2" = 1'-0"
4

INFORMATION / SECURITY / VALET - LOW COUNTER

 1/2" = 1'-0"
5

INFORMATION / SECURITY / VALET - STORAGE

 1/2" = 1'-0"
6

INFORMATION / SECURITY / VALET - SIDE (INSIDE)

 1/2" = 1'-0"
7

INFORMATION / SECURITY / VALET - LOW COUNTER (INSIDE)

 1/2" = 1'-0"
8

WC STORAGE CM185B

NO. REVISION DATE





PTD GWB SURROUND

SOLID SURFACE COUNTERTOP
W/INTEGRAL MODESTY PANEL
BELOW, SS-3

1/2" GLASS PARTITIONS WOOD VENEER ACCENT WALL BEYOND, WD-1

OPEN TO BEYOND

NEW RECEPTION SIGNAGE

Registration 1 2 3 4 5 6

OPEN TO BEYOND OPEN TO BEYOND OPEN TO BEYOND OPEN TO BEYOND OPEN TO BEYOND

10" 10"45' - 2"

EQ EQ EQ EQ EQ EQ
PTD WOOD BASE, WDB-2PTD WOOD BASE, WDB-2

1

A-7.7.4

1

A-7.7.7

EQ EQ EQ EQ EQ EQ

SCHEDULED BASE

PTD GWB, PT-1

1/2" GLASS PARTITIONS

BRACKET, TYP.

SOLID SURFACE COUNTER, SS-3

OPEN TO BEYOND OPEN TO BEYOND OPEN TO BEYOND OPEN TO BEYOND OPEN TO BEYOND OPEN TO BEYOND

SUPPORT PANEL - TWO LAYERS 3/4" SUBSTRATE W/P.LAM
WRAPPED ALL EXPOSED SIDES (PL-3), LEVELING GLIDES;
CENTER UNDER GLASS PARTITION

TYP.

EQ

TYP.

EQ

PTD GWB SURROUND
WOOD VENEER ACCENT PANELS, WD-1

A
L
IG

N
A

L
IG

N

A
L
IG

N
A

L
IG

N

A
L
IG

N

A
L
IG

N

2' - 10"2' - 6"2' - 6"2' - 6"2' - 6"2' - 0"

A
L
IG

N

A
L
IG

N

A
L
IG

N

A
L
IG

N

A
L
IG

N

A
L
IG

N

A
L
IG

N

A
L
IG

N

A
L
IG

N

A
L
IG

N

PANEL REVEALS, TYP.

WOOD VENEER MILLWORK CABINETS, WD-1

SOLID SURFACE COUNTERTOP, SS-3

PTD GWB, PT-1

L

TYP.

L L L L L

EQ "A"EQ "A EQ "B" EQ "B"EQ "B"

25' - 8"

EQ "B" PANELS APPROX. 4'-3" WIDE. SEE PLAN FOR OVERALL LENGTH - SIX PANELS TOTAL (NOT ALL PANELS SHOWN)

4

A-7.7.41

A-7.7.2

6

A-7.7.2

4

A-7.7.2

6

A-7.7.2

SOLID WOOD CORNER, WD-2

SOLID WOOD CORNER, WD-2

4' - 9 1/2"4' - 8"4' - 8"4' - 8"4' - 8"3' - 9"3' - 9 1/2"5' - 6 1/2"4' - 8 1/2"5' - 6 1/2"

4' - 8 1/2" 4' - 8 1/2"

A
L
IG

N

VIF

6' - 3 1/2"

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"

Architectural Resources

Cambridge, P.C.

501 Boylston Street
Suite 4101

Boston, MA 02116
tel 617.547.2200

www.arcusa.com

C
o

p
y
ri
g

h
t 
2

0
1
5

, 
A

R
C

 /
 A

rc
h

it
e

c
tu

ra
l 
R

e
s
o
u

rc
e
s
 C

a
m

b
ri
d

g
e

, 
In

c
.

SCALE:

JOB NO:

DATE:

DRAWN BY:

FILE NAME:

84 Orange Street
New Haven, CT 06510
tel 203.786.5110
fax 203.786.5330

www.svigals.com

tel 617.888.8343

www.bushwang.com

(UCONN PROJECT # 901737)

 1/2" = 1'-0"

1
2

/1
0

/2
0
1

5
 2

:5
0
:5

5
 P

M

1302

12/10/2015

Author

DENTAL MAIN FLOOR RECEPTION
ELEVATIONS

A-7.6.1A

DENTAL

MAIN FLOOR

RECEPTION

ELEVATIONS

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1/2" = 1'-0"
1

DENTAL MAIN FLOOR RECEPTION DESK

 1/2" = 1'-0"
2

DENTAL MAIN FLOOR RECEPTION DESK (BACK)

 1/2" = 1'-0"
3

DENTAL MAIN FLOOR RECEPTION DESK (BACK COUNTER)

NO. REVISION DATE



NOTES

NOTES:

1. SEE G-1.0.2 FOR GENERAL NOTES, ABBREVIATIONS AND SYMBOLS LEGEND.
2. SEE MEP, FP DWGS FOR MECHANICAL EQUIPMENT LOCATIONS & REQUIREMENTS
3. REPAIR FINISHES IN ROOMS IMPACTED BY NEW WORK.
4. SEE A.9.0.0 - A-9.0.4D FINISH LEGEND AND FINISH PLANS FOR ROOM FINISH INFORMATION.
5. SEE A-7.7.0-A - 7.7.7 FOR MILLWORK DETAILS.

E

D

C

B

A

8

9

A-7.6.2A 3
A-7.6.2A 1

DENTAL WAITING
ROOM

C1051

RECEPTION

C1051A

1

A-7.7.4

4

A-7.7.4

2

FULL-HT GLASS WALL
W/GLASS FILM,
GL-1/GLF-1

FULL-HT GLASS
WALL W/GLASS
FILM, GL-1/GLF-1

WATER DISPENSER

WATER DISPENSER

9'-6" TYP.

W
O

O
D

 V
E

N
E

E
R

 P
A

N
E

L
S

, 
W

D
-1

1

A-7.7.2

3

A-7.7.2

1' - 0"

1

A-7.7.2

3

A-7.7.2

1' - 0"

SOLID WOOD CORNERS, WD-2

SOLID WOOD CORNERS, WD-2

GROMMET, TYP.
- LOCATIONS TO BE DETERMINED BY
ARCHITECT AND OWNER IN FIELD
 - ALL LOCATIONS TO BE FIELD CUT

2

A-7.6.2

2

A-7.6.2

2

A-7.6.2

2

A-7.6.2

1/2" THICK TEMPERED GLASS WITH
APPLIED GRAPHIC

SCHEDULED
FLOOR FINISH

8"x11/2"CONT. ST. STL. U-CHANNEL ,

CRL (GRS WET GLAZED) BASE SHOE
WITH CLADDING OR EQUAL

T
.O

. 
S

H
O

E

4
 1

/2
"

STRUCTURAL DECK

ACT CEILING AS SCHEDULED

LIGHT-GUAGE
METAL FRAMING

5/8" GWB

1 1/2"

8
"

RUBBER GASKET

1/2" THICK TEMPERED GLASS WITH
APPLIED GRAPHIC

4
"

0 2' 4' 8'

SCALE: 1/4" = 1' - 0"

Architectural Resources

Cambridge, P.C.

501 Boylston Street
Suite 4101

Boston, MA 02116
tel 617.547.2200

www.arcusa.com

C
o

p
y
ri
g

h
t 
2

0
1
5

, 
A

R
C

 /
 A

rc
h

it
e

c
tu

ra
l 
R

e
s
o
u

rc
e
s
 C

a
m

b
ri
d

g
e

, 
In

c
.

SCALE:

JOB NO:

DATE:

DRAWN BY:

FILE NAME:

84 Orange Street
New Haven, CT 06510
tel 203.786.5110
fax 203.786.5330

www.svigals.com

tel 617.888.8343

www.bushwang.com

(UCONN PROJECT # 901737)

As indicated

1
2

/1
0

/2
0
1

5
 2

:5
1
:1

3
 P

M

1302

12/10/2015

Author

DENTAL FIRST FLOOR RECEPTION
PLAN

A-7.6.2

DENTAL

FIRST FLOOR

RECEPTION

PLAN

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1/4" = 1'-0"
1

ENLARGED PLAN - DENTAL FIRST FLOOR RECEPTION

 1 1/2" = 1'-0"
2

SECTION-GLASS END WALL PARTITION

NO. REVISION DATE



PTD GWB SURROUND

1/2" GLASS PARTITIONS

WOOD VENEER ACCENT WALL
BEYOND, WD-1

7
' -

 6
"

OPEN TO BEYOND

NEW RECEPTION SIGNAGE

Registration 1 2 3 4 5 6 71
0
 7

/8
"

1
' -

 1
 1

/8
"

OPEN TO BEYOND OPEN TO BEYOND OPEN TO BEYOND OPEN TO BEYOND OPEN TO BEYOND OPEN TO BEYOND

7' - 8" 7' - 8" 7' - 8" 7' - 8" 7' - 8" 7' - 8" 7' - 8"

53' - 11"

10"

SOLID SURFACE COUNTERTOP
W/INTEGRAL MODESTY PANEL
BELOW, SS-3

PTD WOOD BASE, WDB-2 WOOD BASE, WDB-1

1

A-7.7.4

SCHEDULED BASE

PTD GWB, PT-1

1/2" GLASS PARTITIONS

BRACKET, TYP.

SOLID SURFACE COUNTER, SS-3

OPEN TO BEYOND OPEN TO BEYOND OPEN TO BEYOND OPEN TO BEYOND OPEN TO BEYOND OPEN TO BEYOND

7' - 8" 7' - 8" 7' - 8" 7' - 8" 7' - 8" 7' - 8" 7' - 8"

OPEN TO BEYOND

1

A-7.7.4

SUPPORT PANEL - TWO LAYERS 3/4" SUBSTRATE
W/P.LAM WRAPPED ALL EXPOSED SIDES (PL-3),
LEVELING GLIDES; CENTER UNDER GLASS PARTITION

TYP.

EQ

TYP.

EQ

WOOD VENEER ACCENT WALL, WD-1

WOOD VENEER CASEWORK W/SOLID SURFACE COUNTERTOP, WD-1

ALUM FRAME W/WOOD DOOR & GLASS

PTD GWB

4' - 11"4' - 1 1/2"4' - 1 1/2"4' - 1 1/2"4' - 1 1/2"5' - 0"5' - 0"1' - 6"4' - 4"2' - 4"4' - 3"4' - 3"3' - 4"4' - 2"

VIF

4' - 3 1/2"

A
L
IG

N
A

L
IG

N

A
L
IG

N
A

L
IG

N

SOLID SURFACE COUNTERTOP, SS-3

PTD GWB, PT-1

L L L L

SCHEDULED BASE3' - 4"3' - 4" 2' - 6"2' - 6"2' - 6"2' - 6"

1

A-7.7.6

1

A-7.7.2

4

A-7.7.2

6

A-7.7.2

PANEL REVEALS, TYP.

4' - 1"

A
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IG

N

A
L
IG

N

A
L
IG

N

A
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IG

N

A
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IG

N

A
L
IG

N

A
L
IG

N

A
L
IG

N

A
L
IG

N

A
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IG

N

A
L
IG

N

A
L
IG

N

A
L
IG

N

A
L
IG

N

6

A-7.7.2

19' - 5"

TYP.

EQ "A" PANELS APPROX. 4'-10" WIDE. SEE PLAN FOR OVERALL
LENGTH - FOUR PANELS TOTAL (NOT ALL PANELS SHOWN)

SOLID WOOD CORNER, WD-2

SOLID WOOD CORNER, WD-2

EQ "A" EQ "A"
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A-7.6.2A
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FIRST FLOOR

RECEPTION

ELEVATIONS

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1/2" = 1'-0"
1

DENTAL FIRST FLOOR RECEPTION DESK

 1/2" = 1'-0"
2

DENTAL FIRST FLOOR RECEPTION DESK (BACK)

 1/2" = 1'-0"
3

DENTAL FIRST FLOOR RECEPTION DESK (BACK COUNTER)

NO. REVISION DATE



11

11.5

10.5

10.6

11.4

A-7.6.3

4

FURR-OUT WALL TO BE STRAIGHT INSIDE
ROOM TO RECEIVE CASEWORK FLUSH

A-7.6.3

6

5

RECEPTION

C2099

WAITING AREA

C2096

PRACTICE
MANAGER

C2098

CORRIDOR

C2082

CORRIDOR

C2082

1

A-7.7.5

2

A-7.7.0

Sim

3

A-7.7.2

3

A-7.7.2

W
O

O
D
 V

E
N
E
E
R
 P

A
N
E
LS

, W
D
-1

1

A-7.7.2

1

A-7.7.2

GROMMET, TYP.
- LOCATIONS TO BE DETERMINED BY
ARCHITECT AND OWNER IN FIELD
 - ALL LOCATIONS TO BE FIELD CUT

F

15

A-7.6.3
7

A-7.6.3

3

A-7.6.3
10

9

8

NURSE

C2153

ALIGN

2

A-7.7.5

2

A-7.7.0

Sim

2' - 11"

5' - 6"
2

A-7.7.5

2

A-7.7.5

9

A-7.7.0

GROMMET, TYP.
- LOCATIONS TO BE DETERMINED BY
ARCHITECT AND OWNER IN FIELD
 - ALL LOCATIONS TO BE FIELD CUT

PTD GWB SURROUND

SOLID SURFACE COUNTERTOP W/INTEGRAL
MODESTY PANEL BELOW, SS-3

1/2" GLASS PARTITIONS

WOOD VENEER ACCENT WALL, WD-1

OPEN
TO

BEYOND

7
' -

 0
"

8
"

OPEN
TO

BEYOND

OPEN
TO

BEYOND

OPEN
TO

BEYOND

1
0
"

8
' -

 6
"

10"

NEW RECEPTION SIGNAGE

Check-Out Check-In

EQ "A" EQ "A" EQ "A" EQ "B" EQ "B" EQ "B" EQ "B"

VIF

1' - 4"

PTD WOOD BASE, WDB-2SOLID WOOD BASE, WDB-1

2

A-7.7.7

2

A-7.7.7

1

A-7.7.5

10"

SOLID WOOD
CORNER, WD-2

SOLID WOOD
CORNER, WD-2

A
L
IG

N

A
L
IG

N

PANEL REVEALS, TYP.

6

A-7.7.2

4

A-7.7.2
6

A-7.7.2

17' - 5 1/2"

13' - 9 1/2"  VIF 19' - 1 1/2"  VIF

SCHEDULED BASE

1/2" GLASS PARTITIONS

BRACKET, TYP.

SOLID SURFACE
COUNTER, SS-3

OPEN TO BEYONDOPEN TO BEYOND OPEN TO BEYOND OPEN TO BEYOND

4' - 4" 4' - 4" 4' - 4" 4' - 4"

1

A-7.7.5

SUPPORT PANEL - TWO LAYERS 3/4" SUBSTRATE
W/P.LAM WRAPPED ALL EXPOSED SIDES (PL-3),
LEVELING GLIDES; CENTER UNDER GLASS PARTITIONTYP.

EQ

TYP.

EQ

SOLID SURFACE COUNTERTOP, SS-3

LLLL

WOOD VENEER MILLWORK CABINETS, WD-1 SCHEDULED BASE

3' - 0" 3' - 0" 3' - 0" 3' - 0"

3
' -

 0
"

2

A-7.7.0

Sim

4' - 3 1/2"

P.LAM MILLWORK, PL-3

SOLID SURFACE
TRANSACTION COUNTER, SS-2

2

A-7.7.5

CASEWORK BEYOND

ACCENT PAINT, PT-10

3' - 3 1/2"

P.LAM MILLWORK, PL-3

SOLID SURFACE TRANSACTION COUNTER, SS-2

2

A-7.7.5

OPEN TO BEYOND

4' - 0 1/2"

TACKBOARD, TB-2

P.LAM MILLWORK, PL-3

SOLID SURFACE TRANSACTION
COUNTER, SS-2

SOLIID SURFACE
COUNTERTOP, SS-3

2

A-7.7.5

OPEN TO BEYOND

BRACKET, TYP.

TACKBOARD, TB-2

P.LAM MILLWORK, PL-3

SOLID SURFACE TRANSACTION
COUNTER, SS-2

SOLIID SURFACE
COUNTERTOP, SS-3

2

A-7.7.5

3' - 1 1/2"

PTD GWB

OPEN TO BEYOND

BRACKET, TYP.

9

A-7.7.0

1' - 6 1/2"

P.LAM CABINETS, PL-3

SOLID SURFACE TRANSACTION
COUNTER, SS-2

SOLIID SURFACE
COUNTERTOP, SS-3

ACCENT PAINT, PT-10

SCRIBE

L L L

2' - 6"2' - 6"2' - 6"

2
' -

 6
"

2

A-7.7.0

Sim

NOTES

NOTES:

1. SEE G-1.0.2 FOR GENERAL NOTES, ABBREVIATIONS AND SYMBOLS LEGEND.
2. SEE MEP, FP DWGS FOR MECHANICAL EQUIPMENT LOCATIONS & REQUIREMENTS
3. REPAIR FINISHES IN ROOMS IMPACTED BY NEW WORK.
4. SEE A.9.0.0 - A-9.0.4D FINISH LEGEND AND FINISH PLANS FOR ROOM FINISH INFORMATION.
5. SEE A-7.7.0-A - 7.7.7 FOR MILLWORK DETAILS.
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Author

CARDIOLOGY RECEPTION PLAN &
ELEVATIONS

A-7.6.3

CARDIOLOGY

RECEPTION

PLAN &

ELEVATIONS

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1/4" = 1'-0"
1

ENLARGED PLAN - CARDIOLOGY RECEPTION

 1/4" = 1'-0"
2

ENLARGED PLAN - CARDIOLOGY NURSE STATION

 1/2" = 1'-0"
4

CARDIOLOGY RECEPTION DESK

 1/2" = 1'-0"
5

CARDIOLOGY RECEPTION DESK (BACK)

 1/2" = 1'-0"
6

CARDIOLOGY RECEPTION DESK (BACK COUNTER)

 1/2" = 1'-0"
7

CARDIOLOGY NURSE STATION

 1/2" = 1'-0"
3

CARDIOLOGY NURSE STATION (SIDE)

 1/2" = 1'-0"
8

CARDIOLOGY NURSE STATION (BACK)

 1/2" = 1'-0"
9

CARDIOLOGY NURSE STATION (BACK-SIDE)

 1/2" = 1'-0"
10

CARDIOLOGY NURSE STATION (BACK COUNTER)

NO. REVISION DATE



LOCKABLE SLIDING
TRANSACTION WINDOW

7
' -

 0
"

4
"

8
"

NEW RECEPTION SIGNAGE

Registration

VIF

1' - 4" 8" 6' - 0" 8"

VIF

2' - 8"

3' - 8" 3' - 8"

A
L
IG

N

A
L
IG

N

WOOD BASE WDB-1 PTD WOOD BASE, WDB-2

PANEL REVEALS, TYP.

3

A-7.7.5

1

A-7.7.2

1

A-7.7.2

SOLID SURFACE
COUNTERTOP
W/INTEGRAL MODESTY
PANEL BELOW, SS-3

PTD GWB SURROUND

D

10

A-7.6.4

4

A-7.6.4

3

WAITING

CM218

RECEPTION

CM219

W
OO

D V
ENEER

PANELS
, W

D-1

1

A-7.7.2

3

A-7.7.5

1

A-7.7.2

GROMMET, TYP.
- LOCATIONS TO BE DETERMINED BY ARCHITECT AND OWNER IN FIELD
 - ALL LOCATIONS TO BE FIELD CUT

LOCKABLE SLIDING
TRANSACTION WINDOW

LOCKABLE FILE CABINETS
(N.I.C.)

SCHEDULED BASE

SOLID SURFACE COUNTERTOP, SS-3

11' - 3"

BRACKET, TYP.

MAX

4' - 0"

3

A-7.7.5

G

10

11 A-7.6.4

5

A-7.6.4

7

6

RECEPTION

CM188

WAITING

CM186

8' -
 7

 1
/2

"

W
O

O
D
 V

E
N
E
E
R
 P

A
N
E
LS

, W
D

-1

1

A-7.7.2

1

A-7.7.2

1

A-7.7.6

2

A-7.7.0

Sim

GROMMET, TYP.
- LOCATIONS TO BE DETERMINED BY
ARCHITECT AND OWNER IN FIELD
 - ALL LOCATIONS TO BE FIELD CUT

8
"

1
0
"

7
' -

 0
"

OPEN
TO

BEYOND

OPEN
TO

BEYOND

PTD GWB SURROUND

SOLID SURFACE COUNTERTOP
W/INTEGRAL MODESTY PANEL BELOW

1/2" GLASS PARTITIONS

WOOD VENEER
ACCENT WALL, WD-1

NEW RECEPTION SIGNAGE

Registration

1

A-7.7.2

1

A-7.7.2

1

A-7.7.6

VIF

2' - 10" EQ EQ EQ

VIF

2' - 9"

WOOD BASE, WDB-1

PTD WOOD BASE, WDB-2

10" 9' - 0" 10"

4' - 6" 4' - 6"

PANEL REVEALS, TYP.

SCHEDULED BASE

SOLID SURFACE
COUNTERTOP & END
PANEL, SS-3

BRACKET, TYP.

MAX

4' - 0"

1/2" GLASS PARTITIION

OPEN TO
BEYOND

OPEN TO
BEYOND

9' - 0"

1

A-7.7.6

3
' -

 0
"

SCRIBE

SOLID SURFACE
COUNTERTOP, SS-3

WOOD VENEER MILLWORK
CABINETS, WD-1

SCHEDULED BASE
2' - 3" 2' - 3"

L L

2

A-7.7.0

Sim

NOTES

NOTES:

1. SEE G-1.0.2 FOR GENERAL NOTES, ABBREVIATIONS AND SYMBOLS LEGEND.
2. SEE MEP, FP DWGS FOR MECHANICAL EQUIPMENT LOCATIONS & REQUIREMENTS
3. REPAIR FINISHES IN ROOMS IMPACTED BY NEW WORK.
4. SEE A.9.0.0 - A-9.0.4D FINISH LEGEND AND FINISH PLANS FOR ROOM FINISH INFORMATION.
5. SEE A-7.7.0-A - 7.7.7 FOR MILLWORK DETAILS.

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"

Architectural Resources

Cambridge, P.C.

501 Boylston Street
Suite 4101

Boston, MA 02116
tel 617.547.2200

www.arcusa.com

C
o

p
y
ri
g

h
t 
2

0
1
5

, 
A

R
C

 /
 A

rc
h

it
e

c
tu

ra
l 
R

e
s
o
u

rc
e
s
 C

a
m

b
ri
d

g
e

, 
In

c
.

SCALE:

JOB NO:

DATE:

DRAWN BY:

FILE NAME:

84 Orange Street
New Haven, CT 06510
tel 203.786.5110
fax 203.786.5330

www.svigals.com

tel 617.888.8343

www.bushwang.com

(UCONN PROJECT # 901737)

As indicated

1
2

/1
0

/2
0
1

5
 2

:5
2
:0

0
 P

M

1302

12/10/2015

Author
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A-7.6.4

CRC &
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RECEPTION

PLAN &

ELEVATIONS

BID DOCUMENTS
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RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1/2" = 1'-0"
3

CLINICAL RESEARCH RECEPTION DESK

 1/4" = 1'-0"
1

ENLARGED PLAN - CLINICAL RESEARCH RECEPTION

 1/2" = 1'-0"
4

CRC REGISTRATION DESK (BACK)

 1/4" = 1'-0"
2

ENLARGED PLAN - PHLEBOTOMY RECEPTION

 1/2" = 1'-0"
5

PHLEBOTOMY RECEPTION DESK

 1/2" = 1'-0"
6

PHLEBOTOMY REGISTRATION DESK (BACK)

 1/2" = 1'-0"
7

PHLEBOTOMY REGISTRATION DESK (BACK COUNTER)

NO. REVISION DATE



PTD GWB SURROUND

SOLID SURFACE COUNTERTOP W/INTEGRAL MODESTY BELOW, SS-31/2" GLASS PARTITIONS

WOOD VENEER ACCENT
WALL, WD-1

OPEN
TO

BEYOND

7
' -

 0
"

1
0
"

10"

OPEN
TO

BEYOND

OPEN
TO

BEYOND

OPEN
TO

BEYOND

VIF

10 31/32"

VIF

1' - 10"

VIF

5' - 11"

VIF

10 1/4"

VIF

1' - 10"0' - 10"

EQEQEQEQ EQEQ

3
' -

 4
" 
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E

V
E

A
L
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Y
P

.

A
L
IG

N

A
L
IG

N

A
L
IG

N

A
L
IG

N

NEW RECEPTION SIGNAGE

Nephrology Pulmonary

3' - 8"

VIF

3' - 4"21' - 11"

5' - 0" 5' - 0"

VIF

5' - 11"

WOOD BASE, WDB-1 PTD WOOD BASE, WDB-2

PANEL REVEALS, TYP.

1

A-7.7.7
2

A-7.7.7

1

A-7.7.2

B

13

13.5

A-7.6.5

3

A-7.6.5

2

7

6

A-7.6.5

5

A-7.6.5

4

3' - 6 1/2"

3' - 6 1/2"

5' - 0"

6' - 8"

5
' -

 8
 1

/2
"

1
0
"

2
1
' -

 1
1
"

1
0
"

5
' -

 4
 1

/2
"

2
' -

 0
"

2
' -

 0
"

4
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"

4
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"

1
3
' -
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"

WATER DISPENSER

W
O

O
D

 V
E

N
E

E
R

 P
A

N
E

L
S

, 
W

D
-1

1

A-7.7.2

1

A-7.7.2

1

A-7.7.7

2

A-7.7.6

2

A-7.7.6

GROMMET, TYP.
- LOCATIONS TO BE DETERMINED BY
ARCHITECT AND OWNER IN FIELD
 - ALL LOCATIONS TO BE FIELD CUT

SCHEDULED BASE

BRACKET, TYP.

SOLID SURFACE COUNTER
W/INTEGRAL SURROUND, SS-3

OPEN TO BEYOND

MAX

4' - 0"

5' - 0"

2

A-7.7.6

9

A-7.7.0

SCHEDULED BASE

1/2" GLASS PARTITIONS

BRACKET, TYP.

SOLID SURFACE COUNTER, SS-3

OPEN TO BEYONDOPEN TO BEYOND OPEN TO BEYOND OPEN TO BEYOND

5' - 0" 5' - 0"

VIF

5' - 11"

VIF

5' - 11"

TACKBOARD,
TB-2

1

A-7.7.7

2

A-7.7.7

SUPPORT PANEL - TWO LAYERS 3/4" SUBSTRATE
W/P.LAM WRAPPED ALL EXPOSED SIDES (PL-3),
LEVELING GLIDES; CENTER UNDER GLASS PARTITION

TYP.

EQ

TYP.

EQ

SCHEDULED BASE

BRACKET, TYP.

SOLID SURFACE COUNTER
W/INTEGRAL SURROUND, SS-3

OPEN TO BEYOND

MAX

4' - 0"

5' - 0"

OPEN TO BEYOND

2

A-7.7.6

9

A-7.7.0

SOLID SURFACE COUNTERTOP
W/INTEGRAL SURROUND BELOW, SS-3

OPEN
TO

BEYOND
OPEN

TO
BEYOND

SCHEDULED BASE

NEW RECEPTION SIGNAGE

Check-Out

2

A-7.7.6

2
' -

 6
"

4
' -

 6
"

1
' -

 0
"

5' - 0"

SOLID SURFACE COUNTERTOP
W/INTEGRAL SURROUND BELOW, SS-3

SCHEDULED BASE

OPEN
TO

BEYOND

NEW RECEPTION SIGNAGE

Check-Out

2
' -

 6
"

4
' -

 6
"

1
' -

 0
"

5' - 0"

2

A-7.7.6

NOTES

NOTES:

1. SEE G-1.0.2 FOR GENERAL NOTES, ABBREVIATIONS AND SYMBOLS LEGEND.
2. SEE MEP, FP DWGS FOR MECHANICAL EQUIPMENT LOCATIONS & REQUIREMENTS
3. REPAIR FINISHES IN ROOMS IMPACTED BY NEW WORK.
4. SEE A.9.0.0 - A-9.0.4D FINISH LEGEND AND FINISH PLANS FOR ROOM FINISH INFORMATION.
5. SEE A-7.7.0-A - 7.7.7 FOR MILLWORK DETAILS.
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RECEPTION

PLAN &
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BID DOCUMENTS

BUILDING C

RENOVATION
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FARMINGTON, CT 06030

 1/2" = 1'-0"
3

MULTI-SPECIALTY CHECK-IN DESK

 1/4" = 1'-0"
1

ENLARGED PLAN - MULTI-SPECIALTY RECEPTION

 1/2" = 1'-0"
6

P-N SHARED RECEPTION A

 1/2" = 1'-0"
2

P-N SHARED RECEPTION B

 1/2" = 1'-0"
7

P-N SHARED RECEPTION C

 1/2" = 1'-0"
5

PULM RECEPTION CHECK-OUT

 1/2" = 1'-0"
4

NEPH RECEPTION CHECK-OUT

NO. REVISION DATE



2

RELOCATED IT
WORKSTATION

OPEN

WIREMOLD, REF.
ELEC. DWGS, TYP.

SCHEDULED
BASE, TYP.

B

7
' -

 1
0
"

DISPLAY CABINETS & TACKBOARD

RELOCATED

3
' -

 6
"

SCHEDULED
BASE, TYP.

RELOCATED LOCKERS

MAIL SORTER

RELOCATED

CUBBIES

RELOCATED

10"

2

RELOCATED
WATER COOLER

RELOCATED
REFRIGERATOR

EXISTING
POWER

OPEN

SCHEDULED BASE

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"

Architectural Resources

Cambridge, P.C.

501 Boylston Street
Suite 4101

Boston, MA 02116
tel 617.547.2200
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PHARMACY INTERIOR ELEVATIONS

A-7.6.6

PHARMACY

INTERIOR

ELEVATIONS

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

NO. REVISION DATE

 1/2" = 1'-0"
1

RELOCATED STAFF LOUNGE - ELEVATION EAST - ALTERNATE #02

 1/2" = 1'-0"
3

RELOCATED STAFF LOUNGE - ELEVATION NORTH - ALTERNATE #02

 1/2" = 1'-0"
2

RELOCATED STAFF LOUNGE ELEVATION WEST - ALTERNATE #02



3/4" ADJ. PLAM SHELF

P.LAM DOORS

4
"

P.LAM @ ALL EXPOSED
SURFACES

SCHEDULED BASE

DOOR PULL

DOOR STOPPER W/ P. LAM. FIN.

2
'-
1
0
" 

U
.O

.N
.

4
"

SOLID SURFACE COUNTERTOP,
BACK & SIDE SPLASH

2' - 1"

1
 1

/2
"

P. LAM. ON 3/4" SUBSTRATE

DOOR STOPPER W/ P. LAM. FIN.

3/4" ADJ. P. LAM. SHELF

U
.O

.N
.

2
' -

 1
0
"

4
"

SCHEDULED BASE

P. LAM ON 3/4" SUBSTRATE

P. LAM @ ALL EXPOSED
SURFACES

4
"

DOOR PULL

DRAWER PULL

SOLID SURFACE COUNTERTOP,
BACK & SIDE SPLASH

2' - 1"

1
 1

/2
"

2
' -

 1
0
"

4
"

1
 1

/2
"

4
"

DOOR STOPPER P.LAM FINISH

P. LAM ON 3/4" SUBSTRATE

P.LAM  DRAWER FRONT;
MELAMINE FINISH ALL EXPOSED
INTERIOR SURFACES

SOLID SURFACE COUNTERTOP,
BACK & SIDE SPLASH

DRAWER PULL

2' - 1"

SCHEDULED BASE

2
' -

 1
0
"

4
"

1
 1

/2
"

4
"

DOOR STOPPER P.LAM FINISH

P. LAM ON 3/4" SUBSTRATE

P.LAM  DRAWER FRONT;
MELAMINE FINISH ALL EXPOSED
INTERIOR SURFACES

SOLID SURFACE  COUNTERTOP,
BACK & SIDE SPLASH

DRAWER PULL

CONT. SILICONE SEALANT
(TYP.)

2' - 1"

SCHEDULED BASE

1" PLAM ADJUSTABLE SHELVES (5)
FINISH ALL SIDES, U.O.N.

SCHEDULED BASE

4
"

7
'-
0
"

MELAMINE FINISH ALL
EXPOSED SIDES

P.LAM DOOR, FINISH ALL SIDES

P.LAM FINISH EXPOSED EDGE

DOOR PULL

U
.O

.N
.

2' - 1"

UNDERMOUNT SINK,
U.O.N.

U
.O

.N
.

2
' -

 1
0
"

4
" 1

 1
/2

"

SOLID SURFACE COUNTERTOP
& BACKSPLASH, U.O.N.

SOLID SURFACE APRON

SOLID SURFACE REMOVEABLE ANGLED
APRON FRONT - ADA COMPLIANT
NOTE:  27" HIGH X 8" DEEP CLEAR KNEE
SPACE

SCHEDULED BASE

5
 1

/2
"

SUPPORT BRACKET
AS SPECIFIED

2' - 1"

BLOCKING AS REQ'D

2
' -

 3
"

SUPPORT BRACKET
AS SPECIFIED

SOLID SURFACE COUNTERTOP

SCHEDULED BASE

BLOCKING AS REQ'D

GROMMET; SUBMIT
SAMPLE  AND COLOR
CHART FOR ARCHITECT
APPROVAL

U
.O

.N
.

2
' -

 5
"

0' - 5"

0
' -

 1
 1

/2
"

1' - 8"

CONT. SILICONE
SEALANT (TYP.)

SUPPORT BRACKET
AS SPECIFIEDU

.O
.N

.

2
' -

 5
"

P.LAM COUNTERTOP

SCHEDULED BASE

3mm PVC EDGEBANDING
(WHITE, U.O.N.)

BLOCKING AS REQ'D

GROMMET; SUBMIT
SAMPLE  AND COLOR
CHART FOR ARCHITECT
APPROVAL

2' - 1"

1
 1

/2
"5"

SOLID SURFACE
COUNTERTOP &
BACKSPLASH, U.O.N.

ATTACHED BASE

P. LAM DOOR W/ATTACHED
BASE

P. LAM @ ALL
EXPOSED SURFACES

DOOR PULL

DOOR STOPPER W/ P. LAM. FIN.

FINISH  FLOOR

U
.O

.N
.

2
' -

 1
0
"

U
.O

.N
.

4
"

2' - 1"

UNDERMOUNT SINK,
U.O.N.

BLOCKING AS REQ'D

2
' -

 1
0
"

4
"

1
 1

/2
"

4
"

DOOR STOPPER P.LAM FINISH

P. LAM ON 3/4" SUBSTRATE

P.LAM  DRAWER FRONT;
MELAMINE FINISH ALL EXPOSED
INTERIOR SURFACES

SOLID SURFACE COUNTERTOP,
BACK & SIDE SPLASH

DRAWER PULL

2' - 1"

SCHEDULED BASE

2
' -

 1
0
"

4
"

1
 1

/2
"

4
"

DOOR STOPPER P.LAM FINISH

P. LAM ON 3/4" SUBSTRATE

P.LAM  DRAWER FRONT;
MELAMINE FINISH ALL EXPOSED
INTERIOR SURFACES

SOLID SURFACE COUNTERTOP,
BACK & SIDE SPLASH

DRAWER PULL

2' - 1"

SCHEDULED BASE

DOOR PULL

CONDUIT IN WALL

INSULATED BUSHING

JUNCTION BOX

AIR-FLOW PATH FOR
VENTILATION

3/4" MDF SUBSTRATE, TYP.

SHIM AS REQUIRED.

BACK PANEL INSIDE FACE
TO BE WHITE MELAMINE
OVER 3/4" MDF, TYP.

DOOR FRONT TO BE P.LAM
VENEER OVER 3/4" MDF ALL
SIDES.

INTERIOR OF CABINET
TO BE WHITE MELAMINE
OVER 3/4" MDF. TYP.

3/4" SOLID SURFACE
COUNTER TOP

GWB WALL

LINE OF 3/4" MDF FRAME
TYP.

CONCEALED CUP HINGES,
TYP.

S.S LOW PROFILE
PULL, TYP.

P.LAM VENEER
EDGE TAPE @ AIR
VENT OPENING
SCREEN

A/V RACK SIDE VIEW
RETRACTED POSITION

2
' -

 1
0
"

OPENING FOR FAN
VENTILATION

2' - 4 1/2"

1' - 8 7/8"

3"

SEE PLAN DETAILS

VARIES

1
 1

/2
"

R
E

V
E

A
L

1
/4

"
3
/4

"

3
 1

/2
"

3
/4

"

G
R

O
O

V
E

1
/4

"

1
' -

 1
1
"

4
"

S.S VENTING
GRILL

3
/4

"

2
 1

/2
"

3
/4

"

4"
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MILLWORK DETAILS

A-7.7.0

MILLWORK

DETAILS

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1 1/2" = 1'-0"
1

B1 - BASE CABINET - SINGLE DOOR

 1 1/2" = 1'-0"
2

B2 - BASE CABINET - SINGLE DRAWER

 1 1/2" = 1'-0"
3

B3 - BASE CABINET - 3-DRAWERS

 1 1/2" = 1'-0"
7

B8 - BASE CABINET - 2-DRAWER LATERAL FILE

 1 1/2" = 1'-0"
5

B5 - BASE CABINET - FULL HEIGHT W/ SHELVES

 1 1/2" = 1'-0"
8

C1 - COUNTER W/ SINK

 1 1/2" = 1'-0"
9

C2 - COUNTER

 1 1/2" = 1'-0"
122

C3 - COUNTER  1 1/2" = 1'-0"
6

B6 - BASE CABINET - SINK CABINET

 1 1/2" = 1'-0"
4

B4 - BASE CABINET - 4-DRAWERS

 1 1/2" = 1'-0"
12

B7 - BASE CABINET - 2-DRAWERS & DOOR

NO. REVISION DATE

 1 1/2" = 1'-0"
10

B9 - BASE CABINET - AV CABINET



0
' 

- 
4 

1
/2

"
1

' 
- 

8
"

0
' 

- 
4

"

1
 1

/2
" 

(O
.C

.)

7
'-
2
" 

A
F

F
 U

.O
.N

.

E
Q

E
Q

2
' -

 6
"

1' - 3"

P. LAM. ON 1/2" SUBSTRATE

P. LAM ON 3/4" SUBSTRATE

3/4" ADJ. P. LAM. SHELVES

DOOR PULL

P.LAM FASCIA

DOOR STOPPER P.LAM FINISH

CEILING HT

R
C

P
 F

O
R

 C
L
G

 H
T

V
A

R
IE

S
 -

 R
E

F
E

R
 T

O

NOTE: PROVIDE BLOCKING AS REQUIRED

0
' 

- 
4 

1
/8

"
1

' 
- 

6 
3

/8
"

1
 1

/2
" 

(O
.C

.)
E

Q
E

Q

P. LAM. ON 1/2" SUBSTRATE

P. LAM ON 3/4" SUBSTRATE

3/4" ADJ. P. LAM. SHELVES

DOOR PULL

2
"

UC LIGHT FIXTURE

1' - 3"

P. LAM. ON 1/2" SUBSTRATE

P.LAM FASCIA

DOOR STOPPER P.LAM FINISH

CEILING HT

7
'-
2
" 

A
F

F
 U

.O
.N

.

R
C

P
 F

O
R

 C
L
G

 H
T

V
A

R
IE

S
 -

 R
E

F
E

R
 T

O
2
' -

 6
"

NOTE: PROVIDE BLOCKING AS REQUIRED

0
' 

- 
4 

1
/2

"
1

' 
- 

8
"

0
' 

- 
4

"

1
 1

/2
" 

(O
.C

.)

7
'-
2
" 

A
F

F
 U

.O
.N

.

E
Q

E
Q

2
' -

 6
"

P. LAM. ON 1/2" SUBSTRATE

3/4" ADJ. P. LAM. SHELF

P. LAM. ON 3/4" SUBSTRATE

P. LAM. ON 1/2" SUBSTRATE

P.LAM FASCIA

CEILING HT

1' - 3"

R
C

P
 F

O
R

 C
L
G

 H
T

V
A

R
IE

S
 -

 R
E

F
E

R
 T

O

NOTE: PROVIDE BLOCKING AS REQUIRED

FIRE RETARDANT
WOOD STUD FRAMING

SOLID SURFACE
COUNTERTOP

SOLID SURFACE ON SUBSTRATE

1
 1

/2
"

SEE PLAN

0' - 9" U.O.N.

3
' -

 6
"

1/4"

HARD SEAM

5.6mm PORCELAIN PANEL
TRANSACTION COUNTER BEYOND

PTD GWB

GROMMET; SUBMIT
SAMPLE  AND COLOR
CHART FOR ARCHITECT
APPROVAL

SUPPORT BRACKET

4"

2' - 0"

3" 5 3/4"

2
' -

 6
"

1"

4
"

8
"

TACKBOARD, INSET BEYOND

2
' -

 6
"

P/T/D OUTLET(S), TYP.

4
"

1
' -

 2
"

1
' -

 0
"

3"

METAL BASE, MTB-1: BRUSHED STAINLESS STEEL
WRAPPED ALL EXPOSED SIDES ON 1/2" SUBSTRATE

BLOCKING AS REQ'D

P. LAM. ON 1/2" SUBSTRATE

P. LAM ON 3/4" SUBSTRATE

MICROWAVE

1
' -

 0
"

P. LAM. ON 1/2" SUBSTRATE

DOOR PULL

1' - 4"

P. LAM ON 3/4" SUBSTRATE

POWER OUTLET

1' - 3"

P.LAM FASCIA

DOOR STOPPER P.LAM FINISH

CEILING HT

R
C

P
 F

O
R

 C
L
G

 H
T

V
A

R
IE

S
 -

 R
E

F
E

R
 T

O
2
' -

 6
"

7
'-
2
" 

A
F

F
 U

.O
.N

.

NOTE: PROVIDE BLOCKING AS REQUIRED

SOLID SURFACE
COUNTERTOP

1
 1

/2
"

0' - 9"

3
' -

 6
"

1/4"

HARD SEAM

PTD GWB

GROMMET; SUBMIT
SAMPLE  AND COLOR
CHART FOR ARCHITECT
APPROVAL

SUPPORT BRACKET

4"

2' - 0"

2
' -

 6
"

1"

4
"

8
"

TACKBOARD, INSET BEYOND

2
' -

 6
"

P/T/D OUTLET(S), TYP.

4
"

1
' -

 2
"

1
' -

 0
"

FIRE RETARDANT WOOD STUD FRAMING

SOLID SURFACE ON SUBSTRATE,
SS-1

SEE PLAN

0' - 9" U.O.N.

BACK MITERED AND EPOXIED
CORNERS AT PORCELAIN
PANEL, TYP.

5.6mm PORCELAIN PANEL
TRANSACTION COUNTER,
MORTARED ON SUBSTRATE, PWT-3

BACK MITERED AND EPOXIED
CORNERS AT PORCELAIN
PANEL, TYP.

SCHLUTER DECO-SG TRIM OR EQUAL

SCHLUTER DECO-SG TRIM OR EQUAL

3"

A
L
IG

N

METAL BASE, MTB-1: BRUSHED STAINLESS STEEL
WRAPPED ALL EXPOSED SIDES ON 1/2" SUBSTRATE

BLOCKING AS REQ'D

FIRE RETARDANT
WOOD STUD FRAMING

FIRE RETARDANT
WOOD STUD FRAMING

SOLID SURFACE
COUNTERTOP

SOLID SURFACE ON SUBSTRATE

1
 1

/2
"

HARD SEAM

PTD GWB

GROMMET; SUBMIT
SAMPLE  AND COLOR
CHART FOR ARCHITECT
APPROVAL

SUPPORT BRACKET

10"

2' - 6"

2
' -

 6
"

1"

4
"

P/T/D OUTLET(S), TYP.

4
"

1
' -

 2
"

METAL BASE, MTB-1: BRUSHED STAINLESS STEEL
WRAPPED ALL EXPOSED SIDES ON 1/2" SUBSTRATE

BLOCKING AS REQ'D

METAL BASE, MTB-1: BRUSHED STAINLESS STEEL
WRAPPED ALL EXPOSED SIDES ON 1/2" SUBSTRATE

FIRE RETARDANT WOOD STUD FRAMING

SOLID SURFACE
COUNTERTOP

SOLID SURFACE ON SUBSTRATE

1
 1

/2
"

SEE PLAN

0' - 9" U.O.N.

3
' -

 6
"

1/4"

HARD SEAM

5.6mm PORCELAIN PANEL
TRANSACTION COUNTER BEYOND

2' - 0"

3" 5 3/4"

2
' -

 6
"

1"

4
"

8
"

TACKBOARD, INSET BEYOND

2
' -

 6
"

1
' -

 0
"

P. LAM. ON 3/4" SUBSTRATE

DOOR STOPPER W/ P. LAM. FIN.

4
"

METAL BASE, MTB-1: BRUSHED
STAINLESS STEEL WRAPPED ALL
EXPOSED SIDES ON 1/2" SUBSTRATE

P. LAM ON 3/4" SUBSTRATE

P. LAM @ ALL EXPOSED
SURFACES

DOOR PULL

DRAWER PULL

3/4" ADJ. P. LAM. SHELF

3"

METAL BASE, MTB-1: BRUSHED STAINLESS STEEL
WRAPPED ALL EXPOSED SIDES ON 1/2" SUBSTRATE

FIRE RETARDANT WOOD STUD FRAMING

SOLID SURFACE
COUNTERTOP &
BACKSPLASH

SOLID SURFACE ON SUBSTRATE

1
 1

/2
"

0' - 9"

3
' -

 6
"

BACK MITERED AND EPOXIED
CORNERS AT PORCELAIN
PANEL, TYP.

5.6mm PORCELAIN PANEL
TRANSACTION COUNTER,
MORTARED ON SUBSTRATE

2' - 0"

2
' -

 0
"

1"

4
"

8
"

2
' -

 6
"

1
' -

 6
"

DOOR STOPPER W/ P. LAM. FIN.

4
"

METAL BASE, MTB-1: BRUSHED
STAINLESS STEEL WRAPPED ALL
EXPOSED SIDES ON 1/2" SUBSTRATE

P. LAM ON 3/4" SUBSTRATE

P. LAM @ ALL EXPOSED
SURFACES

DOOR PULL

3/4" ADJ. P. LAM. SHELF

5.6mm PORCELAIN PANEL
TRANSACTION COUNTER
BEYOND

PRINTER

BACK MITERED AND EPOXIED
CORNERS AT PORCELAIN
PANEL, TYP.

A
L
IG

N

ALIGN

A
L
IG

N

3"

SCHLUTER DECO-SG TRIM OR EQUAL

SCHLUTER DECO-SG TRIM OR EQUAL

P/T/D/ OUTLET

3
"

3
"

0
' 

- 
4 

1
/2

"
1

' 
- 

8
"

0
' 

- 
4

"

1
 1

/2
" 

(O
.C

.)
E

Q
E

Q

P. LAM. ON 1/2" SUBSTRATE

3/4" ADJ. P. LAM. SHELF

P. LAM. ON 3/4" SUBSTRATE

P. LAM. ON 1/2" SUBSTRATE

P.LAM FASCIA

CEILING HT

1' - 3 3/4"

R
C

P
 F

O
R

 C
L
G

 H
T

V
A

R
IE

S
 -

 R
E

F
E

R
 T

O

NOTE: PROVIDE BLOCKING AS REQUIRED

SCHEDULED BASE

4
"

R
E

F
E

R
 T

O
 E

L
E

V
A

T
IO

N

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"
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MILLWORK DETAILS

A-7.7.1

MILLWORK

DETAILS

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1 1/2" = 1'-0"
1

W1 - WALL CABINET

 1 1/2" = 1'-0"
2

W2 - WALL CABINET - W/ U.C. LIGHT

 1 1/2" = 1'-0"
3

W3 - WALL CABINET - OPEN SHELVING

 1 1/2" = 1'-0"
7

INFORMATION DESK

 1 1/2" = 1'-0"
6

W4 - WALL CABINET - W/MICROWAVE

 1 1/2" = 1'-0"
10

INFORMATION DESK @ TRANSACTION COUNTER

 1 1/2" = 1'-0"
11

INFORMATION DESK @ COUNTER

 1 1/2" = 1'-0"
12

INFORMATION DESK @ STORAGE

 1 1/2" = 1'-0"
8

INFORMATION DESK @ PRINTER

NO. REVISION DATE

 1 1/2" = 1'-0"
4

B10 - BOOKSHLEF - OPEN SHELVING



3/4" WOOD VENEER PANEL
OVER SUBSTRATE

SOLID WOOD BASE, WDB-1

1/4" REVEAL, PTD. BLACK

BLOCKING IN PARTITION
TO SUPPORT PANEL
SYSTEM

A
L
IG

N

FINISHED VENEER WOOD EDGE, WD-1

LIGHT COVE WALL WASHER FIXTURE (L4)

4
"

1
/4

"

3 5/8"

1
 1

/2
"

1
/4

"

1/4" REVEAL, PTD. BLACK

R
E

V
E

A
L
 @

 3
' -

 4
",

 T
Y

P
.

CLG. HGHT

1 1/2" REVEAL, PTD. BLACK

7
"

PARTITION, AS SCHEDULED

1/4" "Z" CLIPS

1/4" 3/4"

BLOCKING IN PARTITION TO
SUPPORT LIGHT FIXTURE

3/4" WOOD VENEER PANEL
OVER SUBSTRATE

PARTITION, AS SCHEDULED

SOLID WOOD BASE BEYOND, WDB-1

BLOCKING IN PARTITION
TO SUPPORT PANEL
SYSTEM

A
L
IG

N

FINISHED VENEER WOOD EDGE, WD-1

LIGHT COVE WALL WASHER FIXTURE (L4)

4
"

3 5/8"

BLOCKING IN PARTITION TO
SUPPORT LIGHT FIXTURE

1
 1

/2
"

1/4" REVEAL, PTD. BLACK

T
O

P
 O

F
 E

L
E

V
A

T
O

R
 D

O
O

R
 F

R
A

M
E

 @
 8

' -
 1

 1
/2

",
 T

Y
P

.

CLG. HGHT

1 1/2" REVEAL, PTD. BLACK

7
"

1/4" "Z" CLIPS

1"

1
/4

"

V
.I
.F

.

1
/4

"

1/8" BRUSHED STAINLESS STEEL "T" TRIM AT
EXPOSED EDGES AROUND ELEVATOR DOOR FRAME

ELEVATOR DOOR FRAME,
E.T.R., TO BE PTD PT-11

1/8" BRUSHED STAINLESS STEEL "T" TRIM AT
EXPOSED EDGES OF MILLWORK VENEER PANEL
AROUND ELEVATOR DOOR FRAME BEYOND

3/4" WOOD VENEER PANEL
OVER SUBSTRATE

SOLID WOOD BASE, WDB-1

1/4" REVEAL, PTD. BLACK

BLOCKING IN PARTITION
TO SUPPORT PANEL
SYSTEM

A
L
IG

N

CLG. HGHT

FINISHED VENEER WOOD EDGE, WD-1

GWB COVE

4
"

1
/4

"

3 5/8"

1
/4

"

1/4" REVEAL, PTD. BLACK

R
E

V
E

A
L
 @

 3
' -

 4
",

 T
Y

P
.

REVEAL, PTD. BLACK

4
 5

/8
"

7
"

PARTITION, AS SCHEDULED

1/4" "Z" CLIPS

1/4" 3/4"

1/4" REVEAL, PTD. BLACK;
SEE ELEV'S FOR LOCATIONS

3/4" WOOD VENEER PANEL
OVER SUBSTRATE, WD-1

ATTACH WITH 1/4"
'Z' CLIPS

PARTITION AS
SCHEDULED

BLOCKING IN PARTITION TO
SUPPORT PANEL SYSTEM

1/4"

FINISHED VENEER WOOD EDGE

3
/4

"
1
/4

"

3/4" WOOD VENEER PANEL
OVER SUBSTRATE, WD-1

ATTACH WITH 1/4"
'Z' CLIPS

PARTITION AS
SCHEDULED

1/8" BRUSHED STAINLESS STEEL "T" TRIM AT
EXPOSED EDGES AROUND ELEVATOR DOOR FRAME

ELEVATOR DOOR FRAME,
E.T.R., TO BE PTD PT-11

3
/4

"
1
/4

"

1/4" REVEAL, PTD. BLACK;
SEE ELEV'S FOR LOCATIONS

BLOCKING IN PARTITION TO
SUPPORT PANEL SYSTEM

1/4"

3/4" WOOD VENEER PANEL
OVER SUBSTRATE, WD-1

ATTACH WITH 1/4"
'Z' CLIPS

PARTITION AS
SCHEDULED

FINISHED VENEER WOOD EDGE

3
/4

"
1
/4

"

1/8" REVEAL, PTD. BLACK

BLOCKING IN PARTITION TO
SUPPORT PANEL SYSTEM

1 1/2" x 1 1/2" SOLID WOOD CORNER, WD-2
1 1/2"1/8"

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"
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MILLWORK DETAILS

A-7.7.2

MILLWORK

DETAILS

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 3" = 1'-0"
1

SECTION DETAIL - WOOD VENEER PANEL

 3" = 1'-0"
2

SECTION DETAIL - WOOD VENEER PANEL @ ELEVATOR DOORS

 3" = 1'-0"
3

SECTION DETAIL - WOOD VENEER PANEL @ GWB COVE W/O LIGHTING

 3" = 1'-0"
4

PLAN DETAIL - WOOD VENEER PANEL

 3" = 1'-0"
5

PLAN DETAIL - WOOD VENEER PANEL @ ELEVATOR DOORS

 3" = 1'-0"
6

PLAN DETAIL - WOOD VENEER PANEL @ CORNER CONDITION

NO. REVISION DATE



3/4" WOOD VENEER PANEL
OVER SUBSTRATE, WD-1

SOLID WOOD BASE, WDB-1

1/4" REVEAL, PTD. BLACK

BLOCKING IN PARTITION
TO SUPPORT PANEL
SYSTEM

A
L
IG

N

PAINTED GWB PARTITION

SOLID WOOD BASE, WDB-2

4
"

A
L
IG

N

WC STORAGE SIDE LOBBY DESK SIDE

FINISHED VENEER WOOD EDGE, WD-1

LIGHT COVE WALL WASHER FIXTURE (L4)

4
"

1
/4

"

CLG. HGHT

3 5/8"C
L
E

A
R

 F
O

R
 D

U
C

T
W

O
R

K

1
0
 3

/8
" 

M
IN

BLOCKING IN PARTITION TO
SUPPORT LIGHT FIXTURE

8X21 DUCT

1
 1

/2
"

FIRST FLOOR

CONCRETE STRUCTURE ABOVE

1
/4

"

1/4" REVEAL, PTD. BLACK

R
E

V
E

A
L
 @

 3
' -

 4
",

 T
Y

P
.

CLG. HGHT

1 1/2" REVEAL, PTD. BLACK

7
"

PARTITION, AS SCHEDULED

1/4" "Z" CLIPS

1/4" 3/4"

3/4" WOOD VENEER PANEL
OVER SUBSTRATE, WD-1

SOLID WOOD BASE, WDB-1

1/4" REVEAL, PTD. BLACK

BLOCKING IN PARTITION
TO SUPPORT PANEL
SYSTEM

A
L
IG

N

CLG. HGHT

FINISHED VENEER WOOD EDGE, WD-1

GWB COVE

4
"

1
/4

"

3 5/8"C
L
E

A
R

 F
O

R
 D

U
C

T
W

O
R

K

1
0
 3

/8
" 

M
IN

8X21 DUCT

FIRST FLOOR

CONCRETE STRUCTURE ABOVE

1
/4

"

1/4" REVEAL, PTD. BLACK

R
E

V
E

A
L
 @

 3
' -

 4
",

 T
Y

P
.

REVEAL, PTD. BLACK

4
 5

/8
"

7
"

PARTITION, AS SCHEDULED

1/4" "Z" CLIPS

1/4" 3/4"

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"
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MILLWORK DETAILS

A-7.7.3

MILLWORK

DETAILS

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 3" = 1'-0"
1

SECTION DETAIL - WOOD VENEER PANEL @ INFORMATION DESK (MAIN FLOOR LOBBY)

 3" = 1'-0"
2

SECTION DETAIL - WOOD VENEER PANEL @ GWB COVE W/O LIGHTING (MAIN FLOOR LOBBY)

NO. REVISION DATE



PTD WOOD BASE, WDB-2

FIRE RETARDANT
WOOD STUD FRAMING

SOLID SURFACE ON
SUBSTRATE

2' - 8"

PTD GWB "BOX"
SURROUND,PAINT ALL
EXPOSED SIDES

PTD GWB

SUPPORT BRACKET
AS REQ'D

2' - 1"

2
' -

 1
0
"

1' - 8"

GWB "BOX" CEILING W/INTEGRAL
LIGHTING (L7) - SEE RCP

3/4" WOOD VENEER
PANEL OVER SUBSTRATE

CEILING HT

RECESSED WALL WASHER
FIXTURE (R2) - SEE RCP

4'-0"

SOLID SURFACE
COUNTERTOP

GROMMET; SUBMIT
SAMPLE  AND COLOR
CHART FOR ARCHITECT
APPROVAL

GLASS DIVDER PANEL
W/GRAPHIC FILM, GL-1/GLF-1

SSTL CHANNEL

SSTL CHANNEL

4
"

6 3/4"

1
 1

/2
"

BLOCKING IN PARTITION
TO SUPPORT PANEL
SYSTEM

FINISHED VENEER WOOD EDGE, WD-1

RECESSED WALL WASHER FIXTURE (L4)

1
 1

/2
"

1 1/2" REVEAL, PTD. BLACK

BLOCKING IN PARTITION TO
SUPPORT LIGHT FIXTURE

7
"

BLOCKING IN PARTITION
TO SUPPORT PANEL
SYSTEM

SOLID WOOD BASE, WDB-1

1/4" REVEAL, PTD. BLACK

A
L
IG

N

1
/4

"
1
/4

"

1/4" REVEAL, PTD. BLACK

PARTITION, AS SCHEDULED

1/4" "Z" CLIPS

8" C STUD TO SUPPORT
"BOX CEILING

1 1/2" HAT CHANNEL FINISHED VENEER WOOD EDGE, WD-1

A
L
IG

N

1
/4

"

1" REVEAL, PTD. BLACK

1/4" REVEAL, PTD. BLACK

R
E

V
E

A
L
 @

  
3
' -

 4
" 

 T
Y

P
.

1
' -

 2
"

P/T/D OUTLET(S), TYP.

11"

1
0
 7

/8
"

1
' -

 1
 1

/8
"

7
' -

 6
"

ACOUSTICAL CEILING TILE

3"

1
"1' - 6"

HARD SEAMS, TYP.

A
L
IG

N

SUPPORT PANEL - TWO LAYERS 3/4" SUBSTRATE W/P.LAM
WRAPPED ALL EXPOSED SIDES, LEVELING GLIDES

GWB "BOX" CEILING - SEE RCP

CEILING HT

BLOCKING IN PARTITION
TO SUPPORT PANEL
SYSTEM

FINISHED VENEER WOOD EDGE, WD-1

RECESSED WALL WASHER FIXTURE (L4)

1
 1

/2
"

1 1/2" REVEAL, PTD. BLACK

BLOCKING IN PARTITION TO
SUPPORT LIGHT FIXTURE7

"

BLOCKING IN PARTITION
TO SUPPORT PANEL
SYSTEM

A
L
IG

N

1
/4

"

FINISHED VENEER WOOD EDGE, WD-1

1
/4

"

1" REVEAL, PTD. BLACK

1/4" REVEAL, PTD. BLACK

ACOUSTICAL CEILING TILE

WOOD VENEER ON 3/4"
SUBSTRATE, WD-1

DOOR STOPPER W/WOOD FIN.,
WD-1

3/4" ADJ. WOOD VENEER
SHELF, WD-1

U
.O

.N
.

2
' -

 1
0
"

SOLID WOOD BASE, WDB-1
FACE TO ALIGN W/WOOD BASE AT
WOOD VENEER ACCENT WALL BEYOND

WOOD VENEER @ ALL EXPOSED
INTERIOR SURFACES, WD-1

DOOR PULL

DRAWER PULL

SOLID SURFACE COUNTERTOP, SS-1

1
 1

/2
"

FINISH FACE OF WOOD VENEER
ACCENT WALL BEYOND -
ALIGN FRONT OF CABINET
DOORS/DRAWERS TO FACE OF
FINISHED  WOOD VENEER PANELS

1/4" "Z" CLIPS

PARTITION, AS SCHEDULED

A
L
IG

N

PTD GWB

A
L
IG

N

WOOD TRIM TO CONCEAL PANEL
EDGES & "Z" CLIPS, WD-1

3
' -

 2
"

4
"

3"

1
"

1/4"
WALL PANEL/PARTITION AS
SCHEDULED

PARTITION, AS SCHEDULED

SOLID WOOD BASE, STAINED TO
MATCH WOOD VENEER PANELS, WD-2

1/4" REVEAL, PTD. BLACK

A
L
IG

N

4
"

1
/4

"

1/4" "Z" CLIPS

3/4"

PARTITION, AS SCHEDULED

SOLID WOOD BASE, PTD TO MATCH
GWB WALL ABOVE

1/4" REVEAL, PTD. TO
MATCH GWB WALL ABOVE

A
L
IG

N

4
"

SCHEDULED BASE

SOLID WOOD SUPPORT ON
SIDE AND BACK WALLS, WD2

1' - 6"

SOLID WOOD TOP ON
SUBSTRATE, WD2

2
"

1
' -

 5
 1

/2
"

0
' -

 3
"

BLOCKING AS REQ'D

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"
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MILLWORK DETAILS

A-7.7.4

MILLWORK

DETAILS

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1 1/2" = 1'-0"
1

REGISTRATION DESK - DENTAL

 1 1/2" = 1'-0"
4

REGISTRATION DESK - DENTAL (BACK COUNTER)

 3" = 1'-0"
2

WDB-1 - WOOD BASE @ PANEL

 3" = 1'-0"
3

WDB-2 - PAINTED WOOD BASE @ GWB

NO. REVISION DATE

 1 1/2" = 1'-0"
5

CB-1 - CHANGING BENCH



PTD WOOD BASE, WDB-2

SOLID SURFACE ON
SUBSTRATE

2' - 8"

PTD GWB "BOX"
SURROUND,PAINT ALL
EXPOSED SIDES

2' - 1"

2
' -

 1
0
"

1' - 7"

GWB "BOX" CEILING
W/INTEGRAL LIGHTING (L7)
- SEE RCP

3/4" WOOD VENEER
PANEL OVER SUBSTRATE

CEILING HT

SOLID SURFACE
COUNTERTOP

GROMMET; SUBMIT
SAMPLE  AND COLOR
CHART FOR ARCHITECT
APPROVAL

GLASS DIVDER PANEL
W/GRAPHIC FILM, GL-1/GLF-1

SSTL CHANNEL

SSTL CHANNEL

4
"

6 3/4"

1
 1

/2
"

BLOCKING IN PARTITION TO SUPPORT PANEL SYSTEM

FINISHED VENEER WOOD EDGE, WD-1

RECESSED WALL WASHER FIXTURE (L4)

1
 1

/2
"

1 1/2" REVEAL, PTD. BLACK

BLOCKING IN PARTITION TO SUPPORT LIGHT FIXTURE

7
"

PARTITION, AS SCHEDULED

8" C STUD TO SUPPORT
"BOX CEILING

1
/4

"

1/4" REVEAL, PTD. BLACK

7
' -

 0
"

0
' -

 1
0
"

1
' -

 2
"

REF TO FLOOR AND CLG PLANS

1' - 6"

CEILING HT

WAITING AREA SIDE RECEPTION SIDE

11"

ACOUSTICAL CEILING TILE

ACOUSTICAL CEILING TILE

HARD SEAMS, TYP.

FIRE RETARDANT
WOOD STUD FRAMING

PTD GWB

SUPPORT BRACKET
AS REQ'D

P/T/D OUTLET(S), TYP.

A
L
IG

N

SUPPORT PANEL - TWO LAYERS 3/4" SUBSTRATE W/P.LAM
WRAPPED ALL EXPOSED SIDES, LEVELING GLIDES

PTD WOOD BASE, WDB-2

SOLID SURFACE ON
SUBSTRATE

PTD GWB "BOX"
SURROUND,PAINT ALL
EXPOSED SIDES

PTD GWB

SUPPORT BRACKET

2' - 1"

2
' -

 1
0
"

6"

GWB "BOX" CEILING - SEE RCP

3/4" WOOD VENEER
PANEL OVER SUBSTRATE

CEILING HT

SOLID SURFACE
COUNTERTOP

GROMMET; SUBMIT
SAMPLE  AND COLOR
CHART FOR ARCHITECT
APPROVAL

4
"

6 3/4"

1
 1

/2
"

BLOCKING IN PARTITION TO SUPPORT PANEL SYSTEM

FINISHED VENEER WOOD EDGE, WD-1

RECESSED WALL WASHER FIXTURE (L4)

1
 1

/2
"

1 1/2" REVEAL, PTD. BLACK

BLOCKING IN PARTITION TO SUPPORT LIGHT FIXTURE

7
"

PARTITION, AS SCHEDULED

6" C STUD TO SUPPORT
"BOX CEILING

1/4" REVEAL, PTD. BLACK

7
' -

 0
"

0
' -

 8
"

1
' -

 2
"

P/T/D OUTLET(S), TYP.

0' - 10"
CEILING HT

WAITING AREA SIDE RECEPTION SIDE

11"

ACOUSTICAL CEILING TILE

ACOUSTICAL CEILING TILE

SCHEDULED BASE

SLIDING GLASS WINDOW

HARD SEAMS, TYP.

FIRE RETARDANT
WOOD STUD FRAMING

P. LAM. ON 3/4" SUBSTRATE

2
' -

 5
"

2' - 0" 1" TYP

1
 1

/2
"

FIRE RETARDANT WOOD STUD FRAMING

TACKABLE SURFACE, TB2

SOLID SURFACE COUNTERTOP

SOLID SURFACE TRANSACTION
COUNTERTOP ON SUBSTRATE; 1 1/2"
THICK BUILT-UP EDGE

P.LAM ON
SUBSTRATE

1' - 0"

1" 1"

1
 1

/2
"

1
' -

 1
"

4 1/4"

BRACKET

GROMMET; SUBMIT
SAMPLE  AND COLOR
CHART FOR ARCHITECT
APPROVAL

5"

P/T/D OUTLET(S), TYP.

1
' -

 6
"

METAL BASE, MTB-1: BRUSHED
STAINLESS STEEL WRAPPED ALL
EXPOSED SIDES ON 1/2" SUBSTRATE

BLOCKING AS REQ'D

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"

Architectural Resources
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 1 1/2" = 1'-0"

1
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MILLWORK DETAILS

A-7.7.5

MILLWORK

DETAILS

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1 1/2" = 1'-0"
1

REGISTRATION DESK - CARDIOLOGY

 1 1/2" = 1'-0"
3

REGISTRATION DESK - CLINICAL RESEARCH

 1 1/2" = 1'-0"
2

TRANSACTION COUNTER - CARDIOLOGY

NO. REVISION DATE



PTD WOOD BASE, WDB-2

SOLID SURFACE ON
SUBSTRATE

PTD GWB "BOX"
SURROUND,PAINT ALL
EXPOSED SIDES

PTD GWB

SUPPORT BRACKET

2' - 1"

2
' -

 1
0
"

1' - 3"

GWB "BOX" CEILING
W/INTEGRAL LIGHTING (L7)
- SEE RCP

CEILING HT

SOLID SURFACE COUNTERTOP

GROMMET; SUBMIT
SAMPLE  AND COLOR
CHART FOR ARCHITECT
APPROVAL

4
"

6 3/4"

1
 1

/2
"

PARTITION, AS SCHEDULED

8" C STUD TO SUPPORT
"BOX CEILING

7
' -

 0
"

0
' -

 1
0
"

1
' -

 2
"

P/T/D OUTLET(S), TYP.

CORRIDOR SIDE RECEPTION SIDE

11"

ACOUSTICAL CEILING TILE

5' - 0"

CEILING HT

ACOUSTICAL CEILING TILE

9"

HARD SEAMS, TYP.

FIRE RETARDANT
WOOD STUD FRAMING

PTD WOOD BASE, WDB-2

SOLID SURFACE ON
SUBSTRATE

PTD GWB "BOX"
SURROUND,PAINT ALL
EXPOSED SIDES

PTD GWB

SUPPORT BRACKET

2' - 1"

2
' -

 1
0
"

4"

GWB "BOX" CEILING - SEE RCP

3/4" WOOD VENEER
PANEL OVER SUBSTRATE

CEILING HT

SOLID SURFACE
COUNTERTOPE

GROMMET; SUBMIT
SAMPLE  AND COLOR
CHART FOR ARCHITECT
APPROVAL

4
"

6 3/4"

1
 1

/2
"

BLOCKING IN PARTITION TO SUPPORT PANEL SYSTEM

FINISHED VENEER WOOD EDGE, WD-1

RECESSED WALL WASHER FIXTURE (L4)

1
 1

/2
"

1 1/2" REVEAL, PTD. BLACK

BLOCKING IN PARTITION TO SUPPORT LIGHT FIXTURE

7
"

PARTITION, AS SCHEDULED

8" C STUD TO SUPPORT
"BOX CEILING

1/4" REVEAL, PTD. BLACK

7
' -

 0
"

0
' -

 1
0
"

1
' -

 2
"

P/T/D OUTLET(S), TYP.

REF TO PLANS

0' - 8"

CEILING HT

WAITING AREA SIDE RECEPTION SIDE

11"

ACOUSTICAL CEILING TILE

ACOUSTICAL CEILING TILE

SCHEDULED BASE

0' - 9"

GLASS DIVDER PANEL
W/GRAPHIC FILM, GL-1/GLF-1

SSTL CHANNEL

SSTL CHANNEL

A
L
IG

N

HARD SEAMS, TYP.

FIRE RETARDANT
WOOD STUD FRAMING

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"
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 1 1/2" = 1'-0"
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MILLWORK DETAILS

A-7.7.6

MILLWORK

DETAILS

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1 1/2" = 1'-0"
2

CHECK OUT DESK - MULTI-SPECIALTY

 1 1/2" = 1'-0"
1

REGISTRATION DESK - PHLEBOTOMY

NO. REVISION DATE



PTD WOOD BASE, WDB-2

FIRE RETARDANT WOOD
STUD FRAMING

SOLID SURFACE ON
SUBSTRATE

2' - 8"

PTD GWB "BOX"
SURROUND,PAINT ALL
EXPOSED SIDES

2' - 0"

2
' -

 1
0
"

4"

GWB "BOX" CEILING
W/INTEGRAL LIGHTING (L7)
- SEE RCP

3/4" WOOD VENEER
PANEL OVER SUBSTRATE

CEILING HT

SOLID SURFACE
COUNTERTOP

GROMMET; SUBMIT
SAMPLE  AND COLOR
CHART FOR ARCHITECT
APPROVAL

GLASS DIVDER PANEL
W/GRAPHIC FILM, GL-1/GLF-1

SSTL CHANNEL

SSTL CHANNEL

4
"

6 3/4"

1
 1

/2
"

BLOCKING IN PARTITION TO SUPPORT
PANEL SYSTEM

FINISHED VENEER WOOD EDGE, WD-1

RECESSED WALL WASHER FIXTURE (L4)

1
 1

/2
"

1 1/2" REVEAL, PTD. BLACK

BLOCKING IN PARTITION TO SUPPORT LIGHT FIXTURE

7
"

PARTITION, AS SCHEDULED

8" C STUD TO SUPPORT
"BOX CEILING

1
/4

"

1/4" REVEAL, PTD. BLACK

7
' -

 0
"

0
' -

 1
0
"

1
' -

 2
"

REFER TO FLOOR AND REFLECTED CLG PLANS

3' - 6"

WAITING AREA SIDE RECEPTION SIDE

1' - 0" 3' - 0"

WALL BEYOND

P.LAM COUNTERTOP & CABINET
BEYOND

PRINTER BEYOND (OFOI)

ACOUSTICAL CEILING TILE

SOLID SURFACE ON
SUBSTRATE

2"

2"

CEILING HT

ACOUSTICAL CEILING TILE

HARD SEAMS, TYP.

PTD GWB

SUPPORT BRACKET
AS REQ'D

P/T/D OUTLET(S), TYP.

A
L
IG

N

SUPPORT PANEL - TWO LAYERS 3/4" SUBSTRATE W/P.LAM
WRAPPED ALL EXPOSED SIDES, LEVELING GLIDES

PTD WOOD BASE, WDB-2

SOLID SURFACE ON
SUBSTRATE

PTD GWB "BOX"
SURROUND,PAINT ALL
EXPOSED SIDES

PTD GWB

SUPPORT BRACKET

2' - 0"

2
' -

 1
0
"

4"

GWB "BOX" CEILING
W/INTEGRAL LIGHTING (L7)
- SEE RCP

3/4" WOOD VENEER
PANEL OVER SUBSTRATE

CEILING HT

SOLID SURFACE
COUNTERTOP

GROMMET; SUBMIT
SAMPLE  AND COLOR
CHART FOR ARCHITECT
APPROVAL

4
"

6 3/4"

1
 1

/2
"

FINISHED VENEER WOOD EDGE, WD-1

RECESSED WALL WASHER FIXTURE (L4)

1
 1

/2
"

1 1/2" REVEAL, PTD. BLACK

BLOCKING IN PARTITION TO SUPPORT LIGHT FIXTURE

7
"

PARTITION, AS SCHEDULED

8" C STUD TO SUPPORT
"BOX CEILING

1
/4

"

7
' -

 0
"

0
' -

 1
0
"

1
' -

 2
"

P/T/D OUTLET(S), TYP.

REFER TO FLOOR AND REFLECTED CLG PLANS

3' - 6"

WAITING AREA SIDE RECEPTION SIDE

1' - 0" 3' - 0"

WALL BEYOND

PRINTER (OFOI)

ACOUSTICAL CEILING TILE

SOLID SURFACE ON
SUBSTRATE, SS-1

0
' -

 8
"

INSET TACKBOARD

SSTL CHANNEL

BLOCKING IN PARTITION TO
SUPPORT PANEL SYSTEM

1/4" REVEAL, PTD. BLACK

CEILING HT

ACOUSTICAL CEILING TILE

HARD SEAMS, TYP.

FIRE RETARDANT
WOOD STUD FRAMING

P.LAM COUNTERTOP & CABINET

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"

Architectural Resources
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MILLWORK DETAILS

A-7.7.7

MILLWORK

DETAILS

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1 1/2" = 1'-0"
1

REGISTRATION DESK - MULTI-SPECIALTY

 1 1/2" = 1'-0"
2

REGISTRATION DESK @ TRANSACTION - MULTI-SPECIALTY

NO. REVISION DATE



SECOND FLOOR
454' - 0"

STRUCTURAL SILICONE SEAL

CONT. ST. STL. U-CHANNEL CAP

SET SCREW

1 1/2"  SOLID WOOD HANDRAIL
(WD-2)

ST. STL.  BRACKET

ST. STL. CONT. BAR RECESSED
IN WOOD HANDRAIL

8
"

1 1/4"

3
/4

" 1
/4

"

1/4" 1/4"

1/2"

1/2" THICK TEMPERED GLASS
(GL-1)

2 1/4"

1 1/2"1 1/2"

1
 1

/2
"

3
 1

/4
"

SILICONE SEAL

1/2" THICK TEMPERED GLASS
(GL-1)2 5/8"

T
.O

. 
S

H
O

E

4
"

S
H

O
E

4
 1

/2
"

1/2" THICK TEMPERED GLASS WITH
APPLIED GRAPHIC

SCHEDULED
FLOOR FINISH

STRUCTURAL SILICONE SEAL

1-1/4" X 3/4" CONT. ST. STL. U-CHANNEL CAP

CRL (GRS WET GLAZED) BASE SHOE
WITH CLADDING OR EQUAL

4
' -

 6
"

T
.O

. 
S

H
O

E

4
 1

/2
"

SOLID SURFACE WALL CAP

1/2"X1/2" PAINTABLE METAL REVEAL

1 1/4"

3
/4

"

1
/2

" 1
 1

/2
"

2
"

METAL BASE, MTB-1: BRUSHED STAINLESS STEEL
WRAPPED ALL EXPOSED SIDES ON 1/2" SUBSTRATE

FIRE RETARDANT WOOD
STUD FRAMING

SOLID SURFACE
COUNTERTOP, SS-1

1
 1

/2
"

0' - 9"

3
' -

 6
"

1/4"

HARD SEAM

PTD GWB

GROMMET; SUBMIT
SAMPLE  AND COLOR
CHART FOR ARCHITECT
APPROVAL

SUPPORT BRACKET

4"

2' - 0"

2
' -

 6
"

1"

4
"

8
"

TACKBOARD, INSET BEYOND

2
' -

 6
"

P/T/D OUTLET(S), TYP.

4
"

1
' -

 2
"

1
' -

 0
"

FIRE RETARDANT WOOD STUD FRAMING

SOLID SURFACE ON SUBSTRATE,
SS-1

SEE PLAN

0' - 9" U.O.N.

BACK MITERED AND EPOXIED
CORNERS AT PORCELAIN
PANEL, TYP.

5.6mm PORCELAIN PANEL
TRANSACTION COUNTER,
MORTARED ON SUBSTRATE, PWT-3

BACK MITERED AND EPOXIED
CORNERS AT PORCELAIN
PANEL, TYP.

SCHLUTER DECO-SG TRIM OR EQUAL

SCHLUTER DECO-SG TRIM OR EQUAL

3"

A
L
IG

N

BLOCKING AS REQ'D

PTD WOOD BASE, WDB-2

FIRE RETARDANT WOOD STUD FRAMING

SOLID SURFACE ON
SUBSTRATE, SS-3

2' - 8"

2' - 1"

2
' -

 1
0
"

SOLID SURFACE
COUNTERTOP, SS-3

GROMMET; SUBMIT
SAMPLE  AND COLOR
CHART FOR ARCHITECT
APPROVAL

GLASS DIVDER PANEL
W/GRAPHIC FILM, GL-1/GLF-1

SSTL CHANNEL

4
"

6 3/4"

1
 1

/2
"

1
' -

 2
"

11"

HARD SEAMS, TYP.

BLOCKING AS REQ'D

PTD GWB

SUPPORT BRACKET
AS REQ'D

P/T/D OUTLET(S), TYP.

A
L
IG

N

SUPPORT PANEL - TWO LAYERS 3/4" SUBSTRATE W/P.LAM
WRAPPED ALL EXPOSED SIDES, LEVELING GLIDES

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"
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MOCK-UP DETAILS

A-7.8.0

MOCK-UP

DETAILS

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

SCALE:  6" = 1'-0"1
MOCK-UP - TYPICAL ST. STL. HANDRAIL DETAIL

SCALE:  1 1/2" = 1'-0"2
MOCK-UP - SECTION-GLASS END WALL PARTITION

 1 1/2" = 1'-0"
3

MOCKUP - INFORMATION DESK @ TRANSACTION COUNTER

 1 1/2" = 1'-0"
4

MOCKUP - REGISTRATION DESK - DENTAL

NOTE: PROVIDE 2'-0" WIDE SECTION FOR MOCKUP

NO. REVISION DATE

NOTE:

MOCK-UPS ARE INTENDED TO BE FOR
SUB-CONTRACTOR TRADE
COORDINATION AND ARCHITECT REVIEW.

MOCK-UPS ARE NOT INTENDED FOR
OWNER REVIEW AND APPROVAL



3/4" WOOD VENEER PANEL
OVER SUBSTRATE

ATTACH WITH 1/4"
'Z' CLIPS

PARTITION AS
SCHEDULED

FINISHED VENEER WOOD EDGE

3
/4

"
1
/4

"

1/8" REVEAL, PTD. BLACK

BLOCKING IN PARTITION TO
SUPPORT PANEL SYSTEM

1 1/2" x 1 1/2" SOLID WOOD CORNER, WD-2
1 1/2"1/8"

3/4" WOOD VENEER PANEL
OVER SUBSTRATE

ATTACH WITH 1/4" 'Z' CLIPS

PARTITION AS
SCHEDULED

1/8" BRUSHED STAINLESS STEEL "T" TRIM AT
EXPOSED EDGES AROUND ELEVATOR DOOR FRAME

ELEVATOR DOOR FRAME,
E.T.R., TO BE PTD PT-X

3
/4

"
1
/4

"

1/4" REVEAL, PTD. BLACK;
SEE ELEV'S FOR LOCATIONS

BLOCKING IN PARTITION TO
SUPPORT PANEL SYSTEM

1/4"
WALL PANEL/PARTITION AS
SCHEDULED

PARTITION, AS SCHEDULED

SOLID WOOD BASE, STAINED TO
MATCH WOOD VENEER PANELS, WD-2

1/4" REVEAL, PTD. BLACK

A
L
IG

N

4
"

1
/4

"

1/4" "Z" CLIPS

3/4"

PARTITION, AS SCHEDULED

SOLID WOOD BASE, PTD TO MATCH
GWB WALL ABOVE

1/4" REVEAL, PTD. TO
MATCH GWB WALL ABOVE

A
L
IG

N

4
"

5

PARTIAL-HEIGHT
WALL W/SOLID
SURFACE CAP, SS-2

DENTAL CHAIRS &
CONSOLES, OFCI, TYP.

CONSOLES, TYP.: SOLID
SURFACE COUNTERTOP,

SS-2 W/P.LAM BELOW, PL-3

PARTIAL-HT GLASS END
WALL PARTITION, GL-1/GLF-2

DENTAL
TREATMENT

CHAIR

C1039D

8

A-7.8.1

A-7.8.1

6
Sim

A-7.8.1

7
Sim

10' - 10"

2' - 8 1/2"

4

A-7.1.1

1/2" CLEAR TEMPERED GLASS WITH
APPLIED GRAPHIC

CRL (GRS WET GLAZED) BASE SHOE
WITH CLADDING OR EQUAL BELOW

ALIGN EDGE OF CHANNEL W/ GWB, TYP

STRUCTURAL SILICONE SEAL

1-1/4" X 3/4" CONT. ST. STL. U-
CHANNEL CAP INSIDE WALL AS SHOWN

2- LAYERS 5/8" GWB (BOTH SIDES)

2
 3

/8
"

2
 5

/8
"

1
 3

/4
"

6 1/8"

ACOUSTIC BATT INSUALTION

WOOD BLOCKING

LIGHT GUAGE MOUNTING STUDS

1
/2

"

1/2" CLEAR TEMPERED GLASS WITH
APPLIED GRAPHIC.  ALL EXPOSED
EDGES TO BE SATIN GROUND

CRL (GRS WET GLAZED) BASE SHOE
WITH CLADDING OR EQUAL BELOW

2
 5

/8
"

ALIGN EDGE OF SHOW WITH GLASS
EDGE, TYP

1/2" THICK TEMPERED GLASS WITH
APPLIED GRAPHIC FILM, GL-1/GLF-2

SCHEDULED
FLOOR FINISH

STRUCTURAL SILICONE SEAL

1-1/4" X 3/4" CONT. ST. STL. U-
CHANNEL CAP

CRL (GRS WET GLAZED) BASE SHOE
WITH CLADDING OR EQUAL

4
' -

 6
"

T
.O

. 
S

H
O

E

4
 1

/2
"

SOLID SURFACE WALL CAP, SS-2

1/2"X1/2" PAINTABLE METAL
REVEAL

1 1/4"

3
/4

"

1
/2

" 1
 1

/2
"

2
"

2 5/8"

SCHEDULED
WALL BASE

A

A-A

EXAM 8

C2101

WALL MOUNTED COMPUTER

CEILING MOUNTED
TRACK AND CURTAIN

EXAM CASEWORK

EXAM TABLE

GUEST CHAIRS

WALL MOUNTED DIAGNOSTIC BOARD:
DISPOSABLE SPECULA DISPENSER

SPHYGMOMANOMETER
THERMOMETER

OPHTHALMOSCOPE
OTOSCOPE

MEDICAL GAS OUTLETS AND
EMERGENCY CALL BOXES

WALL PROTECTION

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"
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MOCK-UP DETAILS

A-7.8.1

MOCK-UP

DETAILS

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 3" = 1'-0"
1

MOCKUP - PLAN DETAIL - WOOD VENEER PANEL @ CORNER CONDITION
 3" = 1'-0"

2
MOCKUP - PLAN DETAIL - WOOD VENEER PANEL @ ELEVATOR DOORS

 3" = 1'-0"
3

MOCKUP - WDB-1 - WOOD BASE @ PANEL

 3" = 1'-0"
4

MOCKUP - WDB-2 - PAINTED WOOD BASE @ GWB

NO. REVISION DATE

 1/2" = 1'-0"
5

MOCK-UP - GENERAL DENTISTRY AREA

 3" = 1'-0"
6

Copy of PLAN DETAIL @ DENTAL LOW WALL

 3" = 1'-0"
7

Copy of PLAN DETAIL @ DENTAL GLASS EDGE
 1 1/2" = 1'-0"

8
Copy of SECTION-GLASS WALL PARTITION (LOW WALL)

 1/2" = 1'-0"
9

MOCK-UP - TYPICAL EXAM ROOM

NOTE:

MOCK-UPS ARE INTENDED TO BE FOR
SUB-CONTRACTOR TRADE
COORDINATION AND ARCHITECT REVIEW.

MOCK-UPS ARE NOT INTENDED FOR
OWNER REVIEW AND APPROVAL



UPPER RAIL

WP-1: TYPICAL @ ALL E.Q. ALCOVES & SOILED/CLEAN ROOMS, U.O.N.
           TYPICAL @ CARDIOLOGY CLINIC CORRIDORS AS NOTED

2"
TYP.

SCHEDULED BASE

LOWER RAIL

FIELD CUT RIGID SHEET AT WALL OUTLETS; ALL CUT
EDGES TO BE CONCEALED BY RECEPTACLE COVER
PLATE

SSTL BUMPER RAILS

RIGID SHEET WALL PROTECTION (FRP-2)

SSTL CORNER GUARD (CG-1)

2
"

T
Y

P
.

3
' -

 6
"

UPPER RAIL

WP-2: TYPICAL @ CLINIC CORRIDORS AS NOTED

2"
TYP.

LOWER RAIL

SSTL BUMPER RAILS

SSTL CORNER GUARD (CG-1)

2
"

T
Y

P
.

3
' -

 6
"

NOTES:

1. ALL MOUNTING HEIGHTS SHALL COMPLY WITH ALL CODES HAVING JURISDICTION OVER THE PROJECT.
2. REFER TO ARCHITECTURAL SECTOR FLOOR PLANS FOR INDIVIDUAL WALL PROECTION (WP) AND CORNER GUARD (CG) LOCATIONS.
3. REFER TO FINISH LEGEND ON A-9.0.0 FOR ADDITIONAL INFORMATION.
4. THESE WALL PROTECTION TYPES ARE STANDARD FOR THE ENTIRE PROJECT.  IF ANY CONDITIONS DO NOT PERMIT MOUNTING AS SHOWN, PLEASE INFORM THE ARCHITECT IMMEDIATELY FOR CLARIFICATION.

2"
TYP.

SCHEDULED BASE

LOWER RAIL

SSTL & WOOD HANDRAIL (WD-2)

SSTL CORNER GUARD (CG-1)

2
"

T
Y

P
.

3
' -

 6
"

WP-5: TYPICAL @ EXAM ROOMS, U.O.N.

4
"

U
.O

.N
.

4
' -

 0
"

WALL PROTECTION TYPES

WP-3: @ CORRIDORS AS NOTED

SSTL BUMPER RAIL

RIGID SHEET WALL PROTECTION (FRP-2)

SCHEDULED BASESCHEDULED BASE

WP-4: TYPICAL @ HOUSEKEEPING CLOSETS, U.O.N.

4
"

U
.O

.N
.

4
' -

 0
"

RIGID SHEET WALL PROTECTION (FRP-1)

SCHEDULED BASE

CHAIR RAIL

2"
TYP.

FIELD CUT RIGID SHEET AT WALL OUTLETS; ALL CUT
EDGES TO BE CONCEALED BY RECEPTACLE COVER
PLATE

VINYL CHAIR RAIL (COLOR TO MATCH  FRP-2)

3
' -

 0
"

3
"

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"
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WALL PROTECTION TYPES

A-7.9.0

WALL

PROTECTION

TYPES

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

NO. REVISION DATE



F
V

C

ZZ

F
V

C

ZZ

16

6 5 4 3 2 1

17

18

19

21

H

GFEDCBA

1.2

15.7

8

9

9.5

10

11

12

13

14

15

14.5

13.5

12.5

11.5

10.5

9.9

8.5

3.4 2.6

3.5 2.5

5.4 4.6

5.2

G.b

G.a

6.2

F.f

7.4
6.3

7.9

13.6

14.4

11.6

12.7

8.2

7.7

7.8

Ea

Fe

10.8

11.3

11.2
Eaa

Fee

1.5

Fa

Eb

17.2

9.7

Fb

9.20

A-A

1.32.43.65.3

6.4
7

6.5

7.57.6

8.4

9.8

10.6

12.6

11.4

13.4

14.6

15.6

9.1

/1 A-8.1.0A

EXIST'G CEILING
TO REMAIN, TYP

EXIST'G CEILING
TO REMAIN, TYP

PROVIDE 2-HR
CEILING - SEE
DETAIL 2/A-8.2.0

PHASE 1

PHASE 1

15.8

CENTRAL STERILIZATION

ELEC

MDF

UNASSIGNED

SYMBOLS

CEILING HEIGHT / TYPE INDICATOR ALIGN CEILING GRID WITH EDGE OF
FINISHED WALLS

ALIGN

LIGHTING FIXTURESEXIT SIGNAGE

CEILING MOUNTED EXIT SIGN

CEILING MOUNTED DIRECTIONAL
EXIT SIGN

AIR DISTRIBUTION

SQUARE SUPPLY DIFFUSER, SIZE VARIES

ACCESS PANEL

SQUARE RETURN DIFFUSER, SIZE VARIES

FIRE PROTECTION AND ALARM

SPRINKLER HEAD

SMOKE DETECTOR

FIRE ALARM HEAT DETECTOR

SURFACE MOUNTED EXIT SIGN

CUBICLE CURTAINS

ALL CUBICLE CURTAINS TAGGED ON CEILING PLANS AS
CC-1, CC-2 OR CC-3 AND OCCUR @ 36" DOORS, TYP. U.O.N.

ALL NUMBERS CORRESPOND TO FINISH LEGEND.
REFER TO FINISH LEGEND FOR FABRIC SPECIFICATIONS.

ANY DESIGNATION OF "a" OR "b" FOLLOWING TAG
DENOTES LARGER DOOR AND TRACK ("a") OR STRAIGHT
TRACK ("b"). REFER TO DOOR SCHEDULE FOR DOOR
SIZES.

REFER TO REFLECTED CEILING PLANS FOR CEILING
HEIGHTS AT INDIVIDUAL ROOMS.

LINEAR WALL-MTD. FIXTURE (L2)

RECESSED LENSED FIXTURE 2X4 (R5)

LINEAR COVE FIXTURE (L3)

LINEAR PENDANT FIXTURE (L1)

RECESSED LENSED LED (L7)

LINEAR LED WALL SLOT (L4)

SD

D
RECESSED LENSED FIXTURE 2X4 (R7)

FIRE ALARM STROBE SPEAKER-WALL
MOUNTED

F

WINDOW SHADE, REF. SPEC.
(SOLID GREEN HATCH)

LINEAR LED STRIP FIXTURE (L8)

LINEAR LED PENDANT (P1)

RECESSED LENSED FIXTURE 2X2 (R6)

WALL-MOUNTED LED FIXTURE (W3)

LINEAR LED PENDANT (P2)

RECESSED LED DOWNLIGHT (R1)

RECESSED VOLUMETRIC  FIXTURE 1X4 (R4)

DECORATIVE LED PENDANT (P3)

RECESSED LED WALLWASHER (R2)

 RECESSED VOLUMETRIC FIXTURE 1X2 (R3)

WALL-MTD. LED SCONCE  (W2)

2X2 CEILING GRID. ACT-1 TYP. U.O.N.
(ACT-2 @ STORAGE RMS& HSKP. RMS.
 ACT-4 @ NEG. PRESSURE AREAS AS
INDICATED)

G.W.B. CEILING

2X4 CEILING GRID. ACT-3

GENERAL NOTES
EQ EQ

E
Q

E
Q

UNLESS NOTED OTHERWISE ALL CEILING MOUNTED OBJECTS TO
BE CENTERED IN TILE

SHADED AREA INDICATES THE FOLLOWING SCOPE:
EXISTING ACT GRID TO REMAIN. REMOVE GRID AS REQ'D FOR NEW WORK
ABOVE. COORDINATION WORK FROM ADJACENT AREA MAY OCCUR IN THIS
AREA. IF NEW WORK OCCURS, PROVIDE NEW CEILING FINISHES TO MATCH
EXISTING. PROVIDE NEW GRID AND TILE IF EXISTING SPLINE CEILING IS
REMOVED. SEE FINISH SCHEDULE FOR CEILING TYPES.

SEE M/E/P & FP DRAWINGS FOR MECHANICAL  EQUIPMENT LOCATIONS AND REQUIREMENTS
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IDF RM

ELECTRIC RM

PATCH EXISTING G.W.B.
CEILING  FOR NEW
ELETRICAL CORE DRILLS
AND CONDUIT THIS AREA

NEW LIGHT GUAGE FRAMING,
G.W.B. AND R1 FIXTURES AT
ESCALATOR CEILING

R4

PHASE 1

PHASE 1

15.8

NNIC UNIT

MFM MATERNAL

PEDIATRICS

OBSTETRICS

DIAG IMAGING

UNASSIGNED

AUDITORIUM

OFFICES

HIM

DIAG IMAGING

VIDEO COMM

OFFICES

ANATOMIC PATHOLOGY MORGUE

CLINICAL SKILLSVIDEO COMMAUDITORIUM

ELEC

ELEC

MAIN LOBBY

ELEC

IDF

ELEC

IDF

SYMBOLS

CEILING HEIGHT / TYPE INDICATOR ALIGN CEILING GRID WITH EDGE OF
FINISHED WALLS

ALIGN

LIGHTING FIXTURESEXIT SIGNAGE

CEILING MOUNTED EXIT SIGN

CEILING MOUNTED DIRECTIONAL
EXIT SIGN

AIR DISTRIBUTION

SQUARE SUPPLY DIFFUSER, SIZE VARIES

ACCESS PANEL

SQUARE RETURN DIFFUSER, SIZE VARIES

FIRE PROTECTION AND ALARM

SPRINKLER HEAD

SMOKE DETECTOR

FIRE ALARM HEAT DETECTOR

SURFACE MOUNTED EXIT SIGN

CUBICLE CURTAINS

ALL CUBICLE CURTAINS TAGGED ON CEILING PLANS AS
CC-1, CC-2 OR CC-3 AND OCCUR @ 36" DOORS, TYP. U.O.N.

ALL NUMBERS CORRESPOND TO FINISH LEGEND.
REFER TO FINISH LEGEND FOR FABRIC SPECIFICATIONS.

ANY DESIGNATION OF "a" OR "b" FOLLOWING TAG
DENOTES LARGER DOOR AND TRACK ("a") OR STRAIGHT
TRACK ("b"). REFER TO DOOR SCHEDULE FOR DOOR
SIZES.

REFER TO REFLECTED CEILING PLANS FOR CEILING
HEIGHTS AT INDIVIDUAL ROOMS.

LINEAR WALL-MTD. FIXTURE (L2)

RECESSED LENSED FIXTURE 2X4 (R5)

LINEAR COVE FIXTURE (L3)

LINEAR PENDANT FIXTURE (L1)

RECESSED LENSED LED (L7)

LINEAR LED WALL SLOT (L4)

SD

D
RECESSED LENSED FIXTURE 2X4 (R7)

FIRE ALARM STROBE SPEAKER-WALL
MOUNTED

F

WINDOW SHADE, REF. SPEC.
(SOLID GREEN HATCH)

LINEAR LED STRIP FIXTURE (L8)

LINEAR LED PENDANT (P1)

RECESSED LENSED FIXTURE 2X2 (R6)

WALL-MOUNTED LED FIXTURE (W3)

LINEAR LED PENDANT (P2)

RECESSED LED DOWNLIGHT (R1)

RECESSED VOLUMETRIC  FIXTURE 1X4 (R4)

DECORATIVE LED PENDANT (P3)

RECESSED LED WALLWASHER (R2)

 RECESSED VOLUMETRIC FIXTURE 1X2 (R3)

WALL-MTD. LED SCONCE  (W2)

2X2 CEILING GRID. ACT-1 TYP. U.O.N.
(ACT-2 @ STORAGE RMS& HSKP. RMS.
 ACT-4 @ NEG. PRESSURE AREAS AS
INDICATED)

G.W.B. CEILING

2X4 CEILING GRID. ACT-3

GENERAL NOTES
EQ EQ

E
Q

E
Q

UNLESS NOTED OTHERWISE ALL CEILING MOUNTED OBJECTS TO
BE CENTERED IN TILE

SHADED AREA INDICATES THE FOLLOWING SCOPE:
EXISTING ACT GRID TO REMAIN. REMOVE GRID AS REQ'D FOR NEW WORK
ABOVE. COORDINATION WORK FROM ADJACENT AREA MAY OCCUR IN THIS
AREA. IF NEW WORK OCCURS, PROVIDE NEW CEILING FINISHES TO MATCH
EXISTING. PROVIDE NEW GRID AND TILE IF EXISTING SPLINE CEILING IS
REMOVED. SEE FINISH SCHEDULE FOR CEILING TYPES.

SEE M/E/P & FP DRAWINGS FOR MECHANICAL  EQUIPMENT LOCATIONS AND REQUIREMENTS
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OUTLINE OF EXISTING
CANOPY TO REMAIN

MULTI-SPECIALTY CLINIC

CLINICAL RESEARCH

DENTAL CLINIC

MAIN LOBBY
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RADIOLOGY
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 1

PHASE 3

PHASE 2
PHASE 4

PHASE 3

P
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E
 1

15.8

8' - 0"

APPLY INTUMESCENT COATING TO EXISTING RIGID FOAM INSULATION
EXPOSED TO PLENUM ABOVE CEILING - THIS ENTIRE ELEVATION ON

THIS LEVEL - APPROX. 18"HIGH, V.I.F.

APPLY INTUMESCENT
COATING TO EXISTING RIGID
FOAM INSULATION EXPOSED
TO PLENUM ABOVE CEILING -
THIS ENTIRE ELEVATION ON

THIS LEVEL - APPROX.
18"HIGH, V.I.F.

APPLY INTUMESCENT
COATING TO EXISTING

RIGID FOAM INSULATION
EXPOSED TO PLENUM
ABOVE CEILING - THIS
PANEL, THIS LEVEL -

APPROX. 5'-6" HIGH, V.I.F.

APPLY INTUMESCENT
COATING TO EXISTING

RIGID FOAM INSULATION
EXPOSED TO PLENUM
ABOVE CEILING - THIS
PANEL, THIS LEVEL -

APPROX. 5'-6" HIGH, V.I.F.

SYMBOLS

CEILING HEIGHT / TYPE INDICATOR ALIGN CEILING GRID WITH EDGE OF
FINISHED WALLS

ALIGN

LIGHTING FIXTURESEXIT SIGNAGE

CEILING MOUNTED EXIT SIGN

CEILING MOUNTED DIRECTIONAL
EXIT SIGN

AIR DISTRIBUTION

SQUARE SUPPLY DIFFUSER, SIZE VARIES

ACCESS PANEL

SQUARE RETURN DIFFUSER, SIZE VARIES

FIRE PROTECTION AND ALARM

SPRINKLER HEAD

SMOKE DETECTOR

FIRE ALARM HEAT DETECTOR

SURFACE MOUNTED EXIT SIGN

CUBICLE CURTAINS

ALL CUBICLE CURTAINS TAGGED ON CEILING PLANS AS
CC-1, CC-2 OR CC-3 AND OCCUR @ 36" DOORS, TYP. U.O.N.

ALL NUMBERS CORRESPOND TO FINISH LEGEND.
REFER TO FINISH LEGEND FOR FABRIC SPECIFICATIONS.

ANY DESIGNATION OF "a" OR "b" FOLLOWING TAG
DENOTES LARGER DOOR AND TRACK ("a") OR STRAIGHT
TRACK ("b"). REFER TO DOOR SCHEDULE FOR DOOR
SIZES.

REFER TO REFLECTED CEILING PLANS FOR CEILING
HEIGHTS AT INDIVIDUAL ROOMS.

LINEAR WALL-MTD. FIXTURE (L2)

RECESSED LENSED FIXTURE 2X4 (R5)

LINEAR COVE FIXTURE (L3)

LINEAR PENDANT FIXTURE (L1)

RECESSED LENSED LED (L7)

LINEAR LED WALL SLOT (L4)

SD

D
RECESSED LENSED FIXTURE 2X4 (R7)

FIRE ALARM STROBE SPEAKER-WALL
MOUNTED

F

WINDOW SHADE, REF. SPEC.
(SOLID GREEN HATCH)

LINEAR LED STRIP FIXTURE (L8)

LINEAR LED PENDANT (P1)

RECESSED LENSED FIXTURE 2X2 (R6)

WALL-MOUNTED LED FIXTURE (W3)

LINEAR LED PENDANT (P2)

RECESSED LED DOWNLIGHT (R1)

RECESSED VOLUMETRIC  FIXTURE 1X4 (R4)

DECORATIVE LED PENDANT (P3)

RECESSED LED WALLWASHER (R2)

 RECESSED VOLUMETRIC FIXTURE 1X2 (R3)

WALL-MTD. LED SCONCE  (W2)

2X2 CEILING GRID. ACT-1 TYP. U.O.N.
(ACT-2 @ STORAGE RMS& HSKP. RMS.
 ACT-4 @ NEG. PRESSURE AREAS AS
INDICATED)

G.W.B. CEILING

2X4 CEILING GRID. ACT-3

GENERAL NOTES
EQ EQ

E
Q

E
Q

UNLESS NOTED OTHERWISE ALL CEILING MOUNTED OBJECTS TO
BE CENTERED IN TILE

SHADED AREA INDICATES THE FOLLOWING SCOPE:
EXISTING ACT GRID TO REMAIN. REMOVE GRID AS REQ'D FOR NEW WORK
ABOVE. COORDINATION WORK FROM ADJACENT AREA MAY OCCUR IN THIS
AREA. IF NEW WORK OCCURS, PROVIDE NEW CEILING FINISHES TO MATCH
EXISTING. PROVIDE NEW GRID AND TILE IF EXISTING SPLINE CEILING IS
REMOVED. SEE FINISH SCHEDULE FOR CEILING TYPES.

SEE M/E/P & FP DRAWINGS FOR MECHANICAL  EQUIPMENT LOCATIONS AND REQUIREMENTS
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/1 A-8.1.3B

DENTAL CLINIC

DENTAL CLINIC

DENTAL CLINIC

P
H
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 1

PHASE 3

PHASE 2

PHASE 4

PHASE 3

P
H
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E
 1

PHASE 4

15.8

8' - 6"

APPLY INTUMESCENT
COATING TO EXISTING

RIGID FOAM INSULATION
EXPOSED TO PLENUM
ABOVE CEILING - THIS
PANEL, THIS LEVEL -

APPROX. 48" HIGH, V.I.F.

APPLY INTUMESCENT
COATING TO EXISTING

RIGID FOAM INSULATION
EXPOSED TO PLENUM
ABOVE CEILING - THIS
PANEL, THIS LEVEL -

APPROX. 48" HIGH, V.I.F.

SYMBOLS

CEILING HEIGHT / TYPE INDICATOR ALIGN CEILING GRID WITH EDGE OF
FINISHED WALLS

ALIGN

LIGHTING FIXTURESEXIT SIGNAGE

CEILING MOUNTED EXIT SIGN

CEILING MOUNTED DIRECTIONAL
EXIT SIGN

AIR DISTRIBUTION

SQUARE SUPPLY DIFFUSER, SIZE VARIES

ACCESS PANEL

SQUARE RETURN DIFFUSER, SIZE VARIES

FIRE PROTECTION AND ALARM

SPRINKLER HEAD

SMOKE DETECTOR

FIRE ALARM HEAT DETECTOR

SURFACE MOUNTED EXIT SIGN

CUBICLE CURTAINS

ALL CUBICLE CURTAINS TAGGED ON CEILING PLANS AS
CC-1, CC-2 OR CC-3 AND OCCUR @ 36" DOORS, TYP. U.O.N.

ALL NUMBERS CORRESPOND TO FINISH LEGEND.
REFER TO FINISH LEGEND FOR FABRIC SPECIFICATIONS.

ANY DESIGNATION OF "a" OR "b" FOLLOWING TAG
DENOTES LARGER DOOR AND TRACK ("a") OR STRAIGHT
TRACK ("b"). REFER TO DOOR SCHEDULE FOR DOOR
SIZES.

REFER TO REFLECTED CEILING PLANS FOR CEILING
HEIGHTS AT INDIVIDUAL ROOMS.

LINEAR WALL-MTD. FIXTURE (L2)

RECESSED LENSED FIXTURE 2X4 (R5)

LINEAR COVE FIXTURE (L3)

LINEAR PENDANT FIXTURE (L1)

RECESSED LENSED LED (L7)

LINEAR LED WALL SLOT (L4)

SD

D
RECESSED LENSED FIXTURE 2X4 (R7)

FIRE ALARM STROBE SPEAKER-WALL
MOUNTED

F

WINDOW SHADE, REF. SPEC.
(SOLID GREEN HATCH)

LINEAR LED STRIP FIXTURE (L8)

LINEAR LED PENDANT (P1)

RECESSED LENSED FIXTURE 2X2 (R6)

WALL-MOUNTED LED FIXTURE (W3)

LINEAR LED PENDANT (P2)

RECESSED LED DOWNLIGHT (R1)

RECESSED VOLUMETRIC  FIXTURE 1X4 (R4)

DECORATIVE LED PENDANT (P3)

RECESSED LED WALLWASHER (R2)

 RECESSED VOLUMETRIC FIXTURE 1X2 (R3)

WALL-MTD. LED SCONCE  (W2)

2X2 CEILING GRID. ACT-1 TYP. U.O.N.
(ACT-2 @ STORAGE RMS& HSKP. RMS.
 ACT-4 @ NEG. PRESSURE AREAS AS
INDICATED)

G.W.B. CEILING

2X4 CEILING GRID. ACT-3

GENERAL NOTES
EQ EQ

E
Q

E
Q

UNLESS NOTED OTHERWISE ALL CEILING MOUNTED OBJECTS TO
BE CENTERED IN TILE

SHADED AREA INDICATES THE FOLLOWING SCOPE:
EXISTING ACT GRID TO REMAIN. REMOVE GRID AS REQ'D FOR NEW WORK
ABOVE. COORDINATION WORK FROM ADJACENT AREA MAY OCCUR IN THIS
AREA. IF NEW WORK OCCURS, PROVIDE NEW CEILING FINISHES TO MATCH
EXISTING. PROVIDE NEW GRID AND TILE IF EXISTING SPLINE CEILING IS
REMOVED. SEE FINISH SCHEDULE FOR CEILING TYPES.

SEE M/E/P & FP DRAWINGS FOR MECHANICAL  EQUIPMENT LOCATIONS AND REQUIREMENTS
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APPLY INTUMESCENT COATING TO
EXISTING RIGID FOAM INSULATION

EXPOSED TO PLENUM ABOVE
CEILING - INDICATED AREA ON THIS

LEVEL - APPROX. 18"HIGH, V.I.F.

APPLY INTUMESCENT COATING TO
EXISTING RIGID FOAM INSULATION

EXPOSED TO PLENUM ABOVE
CEILING - INDICATED AREA ON THIS

LEVEL - APPROX. 36" HIGH, V.I.F.

APPLY INTUMESCENT COATING TO
EXISTING RIGID FOAM INSULATION

EXPOSED TO PLENUM ABOVE
CEILING - INDICATED AREA ON THIS

LEVEL - APPROX. 36" HIGH, V.I.F.

APPLY INTUMESCENT COATING TO
EXISTING RIGID FOAM INSULATION

EXPOSED TO PLENUM ABOVE
CEILING - INDICATED AREA ON THIS

LEVEL - APPROX. 36" HIGH, V.I.F.

SYMBOLS

CEILING HEIGHT / TYPE INDICATOR ALIGN CEILING GRID WITH EDGE OF
FINISHED WALLS

ALIGN

LIGHTING FIXTURESEXIT SIGNAGE

CEILING MOUNTED EXIT SIGN

CEILING MOUNTED DIRECTIONAL
EXIT SIGN

AIR DISTRIBUTION

SQUARE SUPPLY DIFFUSER, SIZE VARIES

ACCESS PANEL

SQUARE RETURN DIFFUSER, SIZE VARIES

FIRE PROTECTION AND ALARM

SPRINKLER HEAD

SMOKE DETECTOR

FIRE ALARM HEAT DETECTOR

SURFACE MOUNTED EXIT SIGN

CUBICLE CURTAINS

ALL CUBICLE CURTAINS TAGGED ON CEILING PLANS AS
CC-1, CC-2 OR CC-3 AND OCCUR @ 36" DOORS, TYP. U.O.N.

ALL NUMBERS CORRESPOND TO FINISH LEGEND.
REFER TO FINISH LEGEND FOR FABRIC SPECIFICATIONS.

ANY DESIGNATION OF "a" OR "b" FOLLOWING TAG
DENOTES LARGER DOOR AND TRACK ("a") OR STRAIGHT
TRACK ("b"). REFER TO DOOR SCHEDULE FOR DOOR
SIZES.

REFER TO REFLECTED CEILING PLANS FOR CEILING
HEIGHTS AT INDIVIDUAL ROOMS.

LINEAR WALL-MTD. FIXTURE (L2)

RECESSED LENSED FIXTURE 2X4 (R5)

LINEAR COVE FIXTURE (L3)

LINEAR PENDANT FIXTURE (L1)

RECESSED LENSED LED (L7)

LINEAR LED WALL SLOT (L4)

SD

D
RECESSED LENSED FIXTURE 2X4 (R7)

FIRE ALARM STROBE SPEAKER-WALL
MOUNTED

F

WINDOW SHADE, REF. SPEC.
(SOLID GREEN HATCH)

LINEAR LED STRIP FIXTURE (L8)

LINEAR LED PENDANT (P1)

RECESSED LENSED FIXTURE 2X2 (R6)

WALL-MOUNTED LED FIXTURE (W3)

LINEAR LED PENDANT (P2)

RECESSED LED DOWNLIGHT (R1)

RECESSED VOLUMETRIC  FIXTURE 1X4 (R4)

DECORATIVE LED PENDANT (P3)

RECESSED LED WALLWASHER (R2)

 RECESSED VOLUMETRIC FIXTURE 1X2 (R3)

WALL-MTD. LED SCONCE  (W2)

2X2 CEILING GRID. ACT-1 TYP. U.O.N.
(ACT-2 @ STORAGE RMS& HSKP. RMS.
 ACT-4 @ NEG. PRESSURE AREAS AS
INDICATED)

G.W.B. CEILING

2X4 CEILING GRID. ACT-3

GENERAL NOTES
EQ EQ

E
Q

E
Q

UNLESS NOTED OTHERWISE ALL CEILING MOUNTED OBJECTS TO
BE CENTERED IN TILE

SHADED AREA INDICATES THE FOLLOWING SCOPE:
EXISTING ACT GRID TO REMAIN. REMOVE GRID AS REQ'D FOR NEW WORK
ABOVE. COORDINATION WORK FROM ADJACENT AREA MAY OCCUR IN THIS
AREA. IF NEW WORK OCCURS, PROVIDE NEW CEILING FINISHES TO MATCH
EXISTING. PROVIDE NEW GRID AND TILE IF EXISTING SPLINE CEILING IS
REMOVED. SEE FINISH SCHEDULE FOR CEILING TYPES.

SEE M/E/P & FP DRAWINGS FOR MECHANICAL  EQUIPMENT LOCATIONS AND REQUIREMENTS
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NEW CEILING AS REQUIRED FOR
PLUMBING PIPING CONNECTIONS

R5

R5

R5

R5

R5

R5

R5

R5

8' - 0"

CORRIDOR

CB010

SYMBOLS

CEILING HEIGHT / TYPE INDICATOR ALIGN CEILING GRID WITH EDGE OF
FINISHED WALLS

ALIGN

LIGHTING FIXTURESEXIT SIGNAGE

CEILING MOUNTED EXIT SIGN

CEILING MOUNTED DIRECTIONAL
EXIT SIGN

AIR DISTRIBUTION

SQUARE SUPPLY DIFFUSER, SIZE VARIES

ACCESS PANEL

SQUARE RETURN DIFFUSER, SIZE VARIES

FIRE PROTECTION AND ALARM

SPRINKLER HEAD

SMOKE DETECTOR

FIRE ALARM HEAT DETECTOR

SURFACE MOUNTED EXIT SIGN

CUBICLE CURTAINS

ALL CUBICLE CURTAINS TAGGED ON CEILING PLANS AS
CC-1, CC-2 OR CC-3 AND OCCUR @ 36" DOORS, TYP. U.O.N.

ALL NUMBERS CORRESPOND TO FINISH LEGEND.
REFER TO FINISH LEGEND FOR FABRIC SPECIFICATIONS.

ANY DESIGNATION OF "a" OR "b" FOLLOWING TAG
DENOTES LARGER DOOR AND TRACK ("a") OR STRAIGHT
TRACK ("b"). REFER TO DOOR SCHEDULE FOR DOOR
SIZES.

REFER TO REFLECTED CEILING PLANS FOR CEILING
HEIGHTS AT INDIVIDUAL ROOMS.

LINEAR WALL-MTD. FIXTURE (L2)

RECESSED LENSED FIXTURE 2X4 (R5)

LINEAR COVE FIXTURE (L3)

LINEAR PENDANT FIXTURE (L1)

RECESSED LENSED LED (L7)

LINEAR LED WALL SLOT (L4)

SD

D
RECESSED LENSED FIXTURE 2X4 (R7)

FIRE ALARM STROBE SPEAKER-WALL
MOUNTED

F

WINDOW SHADE, REF. SPEC.
(SOLID GREEN HATCH)

LINEAR LED STRIP FIXTURE (L8)

LINEAR LED PENDANT (P1)

RECESSED LENSED FIXTURE 2X2 (R6)

WALL-MOUNTED LED FIXTURE (W3)

LINEAR LED PENDANT (P2)

RECESSED LED DOWNLIGHT (R1)

RECESSED VOLUMETRIC  FIXTURE 1X4 (R4)

DECORATIVE LED PENDANT (P3)

RECESSED LED WALLWASHER (R2)

 RECESSED VOLUMETRIC FIXTURE 1X2 (R3)

WALL-MTD. LED SCONCE  (W2)

2X2 CEILING GRID. ACT-1 TYP. U.O.N.
(ACT-2 @ STORAGE RMS& HSKP. RMS.
 ACT-4 @ NEG. PRESSURE AREAS AS
INDICATED)

G.W.B. CEILING

2X4 CEILING GRID. ACT-3

GENERAL NOTES
EQ EQ

E
Q

E
Q

UNLESS NOTED OTHERWISE ALL CEILING MOUNTED OBJECTS TO
BE CENTERED IN TILE

SHADED AREA INDICATES THE FOLLOWING SCOPE:
EXISTING ACT GRID TO REMAIN. REMOVE GRID AS REQ'D FOR NEW WORK
ABOVE. COORDINATION WORK FROM ADJACENT AREA MAY OCCUR IN THIS
AREA. IF NEW WORK OCCURS, PROVIDE NEW CEILING FINISHES TO MATCH
EXISTING. PROVIDE NEW GRID AND TILE IF EXISTING SPLINE CEILING IS
REMOVED. SEE FINISH SCHEDULE FOR CEILING TYPES.

SEE M/E/P & FP DRAWINGS FOR MECHANICAL  EQUIPMENT LOCATIONS AND REQUIREMENTS
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SYMBOLS

CEILING HEIGHT / TYPE INDICATOR ALIGN CEILING GRID WITH EDGE OF
FINISHED WALLS

ALIGN

LIGHTING FIXTURESEXIT SIGNAGE

CEILING MOUNTED EXIT SIGN

CEILING MOUNTED DIRECTIONAL
EXIT SIGN

AIR DISTRIBUTION

SQUARE SUPPLY DIFFUSER, SIZE VARIES

ACCESS PANEL

SQUARE RETURN DIFFUSER, SIZE VARIES

FIRE PROTECTION AND ALARM

SPRINKLER HEAD

SMOKE DETECTOR

FIRE ALARM HEAT DETECTOR

SURFACE MOUNTED EXIT SIGN

CUBICLE CURTAINS

ALL CUBICLE CURTAINS TAGGED ON CEILING PLANS AS
CC-1, CC-2 OR CC-3 AND OCCUR @ 36" DOORS, TYP. U.O.N.

ALL NUMBERS CORRESPOND TO FINISH LEGEND.
REFER TO FINISH LEGEND FOR FABRIC SPECIFICATIONS.

ANY DESIGNATION OF "a" OR "b" FOLLOWING TAG
DENOTES LARGER DOOR AND TRACK ("a") OR STRAIGHT
TRACK ("b"). REFER TO DOOR SCHEDULE FOR DOOR
SIZES.

REFER TO REFLECTED CEILING PLANS FOR CEILING
HEIGHTS AT INDIVIDUAL ROOMS.

LINEAR WALL-MTD. FIXTURE (L2)

RECESSED LENSED FIXTURE 2X4 (R5)

LINEAR COVE FIXTURE (L3)

LINEAR PENDANT FIXTURE (L1)

RECESSED LENSED LED (L7)

LINEAR LED WALL SLOT (L4)

SD

D
RECESSED LENSED FIXTURE 2X4 (R7)

FIRE ALARM STROBE SPEAKER-WALL
MOUNTED

F

WINDOW SHADE, REF. SPEC.
(SOLID GREEN HATCH)

LINEAR LED STRIP FIXTURE (L8)

LINEAR LED PENDANT (P1)

RECESSED LENSED FIXTURE 2X2 (R6)

WALL-MOUNTED LED FIXTURE (W3)

LINEAR LED PENDANT (P2)

RECESSED LED DOWNLIGHT (R1)

RECESSED VOLUMETRIC  FIXTURE 1X4 (R4)

DECORATIVE LED PENDANT (P3)

RECESSED LED WALLWASHER (R2)

 RECESSED VOLUMETRIC FIXTURE 1X2 (R3)

WALL-MTD. LED SCONCE  (W2)

2X2 CEILING GRID. ACT-1 TYP. U.O.N.
(ACT-2 @ STORAGE RMS& HSKP. RMS.
 ACT-4 @ NEG. PRESSURE AREAS AS
INDICATED)

G.W.B. CEILING

2X4 CEILING GRID. ACT-3

GENERAL NOTES
EQ EQ

E
Q

E
Q

UNLESS NOTED OTHERWISE ALL CEILING MOUNTED OBJECTS TO
BE CENTERED IN TILE

SHADED AREA INDICATES THE FOLLOWING SCOPE:
EXISTING ACT GRID TO REMAIN. REMOVE GRID AS REQ'D FOR NEW WORK
ABOVE. COORDINATION WORK FROM ADJACENT AREA MAY OCCUR IN THIS
AREA. IF NEW WORK OCCURS, PROVIDE NEW CEILING FINISHES TO MATCH
EXISTING. PROVIDE NEW GRID AND TILE IF EXISTING SPLINE CEILING IS
REMOVED. SEE FINISH SCHEDULE FOR CEILING TYPES.

SEE M/E/P & FP DRAWINGS FOR MECHANICAL  EQUIPMENT LOCATIONS AND REQUIREMENTS
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11.6
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Eaa

Fee
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A-A

10.6
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14.6

15.6

/1 A-8.1.1A /1 A-8.1.1A

/1 A-8.1.1C

/1 A-8.1.1C

IDF RM

CGLV2

ELECTRIC RM

CGEL9

8' - 0"

8' - 0"

STUDY RM

CG215

Room

CG219

EMERGENCY
ELECTRIC RM

CGEL10

8' - 0"

R5

R5

R5

R5

R5

R5

R5

R5

R5

R5

R5

S1

S1

S1

S1

S1

S1

S1

Room

CG216

STUDY RM

CG215

CEILING
PROJECTOR
PROVIDE STEEL
SUPPORT TO
STRUCTURE ABOVE

WALL MOUNTED
PROJECTOR
SCREEN

8' - 0"

8' - 0"

8' - 0"

8' - 0"

8' - 0"

8' - 0"

OFFICE

CG211

STORAGE

CG206

R5

R5

R5

MODIFY CEILING AS REQUIRED
FOR NEW ELECTRICAL CHASE

R5

SYMBOLS

CEILING HEIGHT / TYPE INDICATOR ALIGN CEILING GRID WITH EDGE OF
FINISHED WALLS

ALIGN

LIGHTING FIXTURESEXIT SIGNAGE

CEILING MOUNTED EXIT SIGN

CEILING MOUNTED DIRECTIONAL
EXIT SIGN

AIR DISTRIBUTION

SQUARE SUPPLY DIFFUSER, SIZE VARIES

ACCESS PANEL

SQUARE RETURN DIFFUSER, SIZE VARIES

FIRE PROTECTION AND ALARM

SPRINKLER HEAD

SMOKE DETECTOR

FIRE ALARM HEAT DETECTOR

SURFACE MOUNTED EXIT SIGN

CUBICLE CURTAINS

ALL CUBICLE CURTAINS TAGGED ON CEILING PLANS AS
CC-1, CC-2 OR CC-3 AND OCCUR @ 36" DOORS, TYP. U.O.N.

ALL NUMBERS CORRESPOND TO FINISH LEGEND.
REFER TO FINISH LEGEND FOR FABRIC SPECIFICATIONS.

ANY DESIGNATION OF "a" OR "b" FOLLOWING TAG
DENOTES LARGER DOOR AND TRACK ("a") OR STRAIGHT
TRACK ("b"). REFER TO DOOR SCHEDULE FOR DOOR
SIZES.

REFER TO REFLECTED CEILING PLANS FOR CEILING
HEIGHTS AT INDIVIDUAL ROOMS.

LINEAR WALL-MTD. FIXTURE (L2)

RECESSED LENSED FIXTURE 2X4 (R5)

LINEAR COVE FIXTURE (L3)

LINEAR PENDANT FIXTURE (L1)

RECESSED LENSED LED (L7)

LINEAR LED WALL SLOT (L4)

SD

D
RECESSED LENSED FIXTURE 2X4 (R7)

FIRE ALARM STROBE SPEAKER-WALL
MOUNTED

F

WINDOW SHADE, REF. SPEC.
(SOLID GREEN HATCH)

LINEAR LED STRIP FIXTURE (L8)

LINEAR LED PENDANT (P1)

RECESSED LENSED FIXTURE 2X2 (R6)

WALL-MOUNTED LED FIXTURE (W3)

LINEAR LED PENDANT (P2)

RECESSED LED DOWNLIGHT (R1)

RECESSED VOLUMETRIC  FIXTURE 1X4 (R4)

DECORATIVE LED PENDANT (P3)

RECESSED LED WALLWASHER (R2)

 RECESSED VOLUMETRIC FIXTURE 1X2 (R3)

WALL-MTD. LED SCONCE  (W2)

2X2 CEILING GRID. ACT-1 TYP. U.O.N.
(ACT-2 @ STORAGE RMS& HSKP. RMS.
 ACT-4 @ NEG. PRESSURE AREAS AS
INDICATED)

G.W.B. CEILING

2X4 CEILING GRID. ACT-3

GENERAL NOTES
EQ EQ

E
Q

E
Q

UNLESS NOTED OTHERWISE ALL CEILING MOUNTED OBJECTS TO
BE CENTERED IN TILE

SHADED AREA INDICATES THE FOLLOWING SCOPE:
EXISTING ACT GRID TO REMAIN. REMOVE GRID AS REQ'D FOR NEW WORK
ABOVE. COORDINATION WORK FROM ADJACENT AREA MAY OCCUR IN THIS
AREA. IF NEW WORK OCCURS, PROVIDE NEW CEILING FINISHES TO MATCH
EXISTING. PROVIDE NEW GRID AND TILE IF EXISTING SPLINE CEILING IS
REMOVED. SEE FINISH SCHEDULE FOR CEILING TYPES.

SEE M/E/P & FP DRAWINGS FOR MECHANICAL  EQUIPMENT LOCATIONS AND REQUIREMENTS
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/1 A-8.1.1D

PATCH EXISTING G.W.B.
CEILING  FOR NEW
ELETRICAL CORE DRILLS
AND CONDUIT

NEW METAL FRAMING, G.W.B.
AND R1 FIXTURES AT
ESCALATOR CEILING

R4

OFFICE

CG092

NEW 18" DEEP
GWB DRAFT STOP
SOFFIT

SYMBOLS

CEILING HEIGHT / TYPE INDICATOR ALIGN CEILING GRID WITH EDGE OF
FINISHED WALLS

ALIGN

LIGHTING FIXTURESEXIT SIGNAGE

CEILING MOUNTED EXIT SIGN

CEILING MOUNTED DIRECTIONAL
EXIT SIGN

AIR DISTRIBUTION

SQUARE SUPPLY DIFFUSER, SIZE VARIES

ACCESS PANEL

SQUARE RETURN DIFFUSER, SIZE VARIES

FIRE PROTECTION AND ALARM

SPRINKLER HEAD

SMOKE DETECTOR

FIRE ALARM HEAT DETECTOR

SURFACE MOUNTED EXIT SIGN

CUBICLE CURTAINS

ALL CUBICLE CURTAINS TAGGED ON CEILING PLANS AS
CC-1, CC-2 OR CC-3 AND OCCUR @ 36" DOORS, TYP. U.O.N.

ALL NUMBERS CORRESPOND TO FINISH LEGEND.
REFER TO FINISH LEGEND FOR FABRIC SPECIFICATIONS.

ANY DESIGNATION OF "a" OR "b" FOLLOWING TAG
DENOTES LARGER DOOR AND TRACK ("a") OR STRAIGHT
TRACK ("b"). REFER TO DOOR SCHEDULE FOR DOOR
SIZES.

REFER TO REFLECTED CEILING PLANS FOR CEILING
HEIGHTS AT INDIVIDUAL ROOMS.

LINEAR WALL-MTD. FIXTURE (L2)

RECESSED LENSED FIXTURE 2X4 (R5)

LINEAR COVE FIXTURE (L3)

LINEAR PENDANT FIXTURE (L1)

RECESSED LENSED LED (L7)

LINEAR LED WALL SLOT (L4)

SD

D
RECESSED LENSED FIXTURE 2X4 (R7)

FIRE ALARM STROBE SPEAKER-WALL
MOUNTED

F

WINDOW SHADE, REF. SPEC.
(SOLID GREEN HATCH)

LINEAR LED STRIP FIXTURE (L8)

LINEAR LED PENDANT (P1)

RECESSED LENSED FIXTURE 2X2 (R6)

WALL-MOUNTED LED FIXTURE (W3)

LINEAR LED PENDANT (P2)

RECESSED LED DOWNLIGHT (R1)

RECESSED VOLUMETRIC  FIXTURE 1X4 (R4)

DECORATIVE LED PENDANT (P3)

RECESSED LED WALLWASHER (R2)

 RECESSED VOLUMETRIC FIXTURE 1X2 (R3)

WALL-MTD. LED SCONCE  (W2)

2X2 CEILING GRID. ACT-1 TYP. U.O.N.
(ACT-2 @ STORAGE RMS& HSKP. RMS.
 ACT-4 @ NEG. PRESSURE AREAS AS
INDICATED)

G.W.B. CEILING

2X4 CEILING GRID. ACT-3

GENERAL NOTES
EQ EQ

E
Q

E
Q

UNLESS NOTED OTHERWISE ALL CEILING MOUNTED OBJECTS TO
BE CENTERED IN TILE

SHADED AREA INDICATES THE FOLLOWING SCOPE:
EXISTING ACT GRID TO REMAIN. REMOVE GRID AS REQ'D FOR NEW WORK
ABOVE. COORDINATION WORK FROM ADJACENT AREA MAY OCCUR IN THIS
AREA. IF NEW WORK OCCURS, PROVIDE NEW CEILING FINISHES TO MATCH
EXISTING. PROVIDE NEW GRID AND TILE IF EXISTING SPLINE CEILING IS
REMOVED. SEE FINISH SCHEDULE FOR CEILING TYPES.

SEE M/E/P & FP DRAWINGS FOR MECHANICAL  EQUIPMENT LOCATIONS AND REQUIREMENTS
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DENOTES LARGER DOOR AND TRACK ("a") OR STRAIGHT
TRACK ("b"). REFER TO DOOR SCHEDULE FOR DOOR
SIZES.

REFER TO REFLECTED CEILING PLANS FOR CEILING
HEIGHTS AT INDIVIDUAL ROOMS.

LINEAR WALL-MTD. FIXTURE (L2)
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RECESSED LED WALLWASHER (R2)

 RECESSED VOLUMETRIC FIXTURE 1X2 (R3)

WALL-MTD. LED SCONCE  (W2)

2X2 CEILING GRID. ACT-1 TYP. U.O.N.
(ACT-2 @ STORAGE RMS& HSKP. RMS.
 ACT-4 @ NEG. PRESSURE AREAS AS
INDICATED)

G.W.B. CEILING

2X4 CEILING GRID. ACT-3

GENERAL NOTES
EQ EQ

E
Q

E
Q

UNLESS NOTED OTHERWISE ALL CEILING MOUNTED OBJECTS TO
BE CENTERED IN TILE

SHADED AREA INDICATES THE FOLLOWING SCOPE:
EXISTING ACT GRID TO REMAIN. REMOVE GRID AS REQ'D FOR NEW WORK
ABOVE. COORDINATION WORK FROM ADJACENT AREA MAY OCCUR IN THIS
AREA. IF NEW WORK OCCURS, PROVIDE NEW CEILING FINISHES TO MATCH
EXISTING. PROVIDE NEW GRID AND TILE IF EXISTING SPLINE CEILING IS
REMOVED. SEE FINISH SCHEDULE FOR CEILING TYPES.

SEE M/E/P & FP DRAWINGS FOR MECHANICAL  EQUIPMENT LOCATIONS AND REQUIREMENTS
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ALL NUMBERS CORRESPOND TO FINISH LEGEND.
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ANY DESIGNATION OF "a" OR "b" FOLLOWING TAG
DENOTES LARGER DOOR AND TRACK ("a") OR STRAIGHT
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SIZES.
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2X2 CEILING GRID. ACT-1 TYP. U.O.N.
(ACT-2 @ STORAGE RMS& HSKP. RMS.
 ACT-4 @ NEG. PRESSURE AREAS AS
INDICATED)

G.W.B. CEILING

2X4 CEILING GRID. ACT-3

GENERAL NOTES
EQ EQ
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UNLESS NOTED OTHERWISE ALL CEILING MOUNTED OBJECTS TO
BE CENTERED IN TILE

SHADED AREA INDICATES THE FOLLOWING SCOPE:
EXISTING ACT GRID TO REMAIN. REMOVE GRID AS REQ'D FOR NEW WORK
ABOVE. COORDINATION WORK FROM ADJACENT AREA MAY OCCUR IN THIS
AREA. IF NEW WORK OCCURS, PROVIDE NEW CEILING FINISHES TO MATCH
EXISTING. PROVIDE NEW GRID AND TILE IF EXISTING SPLINE CEILING IS
REMOVED. SEE FINISH SCHEDULE FOR CEILING TYPES.

SEE M/E/P & FP DRAWINGS FOR MECHANICAL  EQUIPMENT LOCATIONS AND REQUIREMENTS
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SURGERY ROOM

CM094

DENTAL
SURGERY ROOM

CM079

CORRIDOR

CM092

DENTAL
SURGERY ROOM

CM096

DENTAL
SURGERY ROOM

CM097

DENTAL
SURGERY ROOM

CM099

DENTAL
SURGERY ROOM

CM098

DENTAL
SURGERY ROOM

CM078

EQUIPMENT
STORAGE

CM077

OMFS WAITING

CM091

PREP

CM090

CHANGING

CM089

PATIENT TOILET

CM088

DOC WAITING

CM070

DOC
TREATMENT RM

CM071

OFFICE

CM073

OMFS RESIDENT
STUDY (13)

CM074

CHANGING

CM074A

PREP /
RECOVERY

CM086

PREP /
RECOVERY

CM085

PREP /
RECOVERY

CM084

CODE/ OFC

CM083NURSE

CM082 CORRIDOR

CM069

OFFICE

CM075

CORRIDOR

CM081

CORRIDOR

CM076

CORRIDOR

CM072

CORRIDOR

CM004

CYLINDER
STORAGE

CM002

NITROUS
DELIVERY
SYSTEM

CM003
SHAFT A

CMCSA

CORRIDOR

CM152

CORRIDOR

CM005

L7b

L7b

L7b

L7b

L7b

L4

R2R2

R2R2

R2R2

R2R2

R2

R2

R2

R2

L4 FIXTURES IN SLOT
ABOVE GWB CLG

1

A-7.7.2

1

A-7.7.2

3

A-7.7.2

3

A-7.7.2

1

A-7.7.4
4

A-7.7.4

RADIOLOGY
FACULTY

WORKSTATIONS

CM068

TOUCHDOWN

CM045

PATIENT
CONSULT

CM046

PATIENT
CONSULT

CM047

OFFICE PCC

CM044

CUSTOM CLINIC
SIGN BAND W/
LIGHTING STRIP
(L10)

CUSTOM CLINIC SIGN
BAND W/ LIGHTING
STRIP(L10)

TRAVERTINE
SOFFIT

ALIGN TRAVERTINE
SOFFIT JOINT W/
SF MULLION

5

A-8.2.0

R1

5

A-7.0.5

SIM

DENTAL
TREATMENT

ROOM

CM104CORRIDOR

CM103

DENTAL
TREATMENT

ROOM

CM107

DENTAL
TREATMENT

ROOM

CM106

TOUCHDOWN

CM103A

CORRIDOR

CM008
8' - 6"

CHANGING RM

CM019A

R4

W3

R4

R4

R4 R4

R4 R4

R4

R4

R4

R4

LIGHTING STRIP (L9)

SYMBOLS

CEILING HEIGHT / TYPE INDICATOR ALIGN CEILING GRID WITH EDGE OF
FINISHED WALLS

ALIGN

LIGHTING FIXTURESEXIT SIGNAGE

CEILING MOUNTED EXIT SIGN

CEILING MOUNTED DIRECTIONAL
EXIT SIGN

AIR DISTRIBUTION

SQUARE SUPPLY DIFFUSER, SIZE VARIES

ACCESS PANEL

SQUARE RETURN DIFFUSER, SIZE VARIES

FIRE PROTECTION AND ALARM

SPRINKLER HEAD

SMOKE DETECTOR

FIRE ALARM HEAT DETECTOR

SURFACE MOUNTED EXIT SIGN

CUBICLE CURTAINS

ALL CUBICLE CURTAINS TAGGED ON CEILING PLANS AS
CC-1, CC-2 OR CC-3 AND OCCUR @ 36" DOORS, TYP. U.O.N.

ALL NUMBERS CORRESPOND TO FINISH LEGEND.
REFER TO FINISH LEGEND FOR FABRIC SPECIFICATIONS.

ANY DESIGNATION OF "a" OR "b" FOLLOWING TAG
DENOTES LARGER DOOR AND TRACK ("a") OR STRAIGHT
TRACK ("b"). REFER TO DOOR SCHEDULE FOR DOOR
SIZES.

REFER TO REFLECTED CEILING PLANS FOR CEILING
HEIGHTS AT INDIVIDUAL ROOMS.

LINEAR WALL-MTD. FIXTURE (L2)

RECESSED LENSED FIXTURE 2X4 (R5)

LINEAR COVE FIXTURE (L3)

LINEAR PENDANT FIXTURE (L1)

RECESSED LENSED LED (L7)

LINEAR LED WALL SLOT (L4)

SD

D
RECESSED LENSED FIXTURE 2X4 (R7)

FIRE ALARM STROBE SPEAKER-WALL
MOUNTED

F

WINDOW SHADE, REF. SPEC.
(SOLID GREEN HATCH)

LINEAR LED STRIP FIXTURE (L8)

LINEAR LED PENDANT (P1)

RECESSED LENSED FIXTURE 2X2 (R6)

WALL-MOUNTED LED FIXTURE (W3)

LINEAR LED PENDANT (P2)

RECESSED LED DOWNLIGHT (R1)

RECESSED VOLUMETRIC  FIXTURE 1X4 (R4)

DECORATIVE LED PENDANT (P3)

RECESSED LED WALLWASHER (R2)

 RECESSED VOLUMETRIC FIXTURE 1X2 (R3)

WALL-MTD. LED SCONCE  (W2)

2X2 CEILING GRID. ACT-1 TYP. U.O.N.
(ACT-2 @ STORAGE RMS& HSKP. RMS.
 ACT-4 @ NEG. PRESSURE AREAS AS
INDICATED)

G.W.B. CEILING

2X4 CEILING GRID. ACT-3

GENERAL NOTES
EQ EQ

E
Q

E
Q

UNLESS NOTED OTHERWISE ALL CEILING MOUNTED OBJECTS TO
BE CENTERED IN TILE

SHADED AREA INDICATES THE FOLLOWING SCOPE:
EXISTING ACT GRID TO REMAIN. REMOVE GRID AS REQ'D FOR NEW WORK
ABOVE. COORDINATION WORK FROM ADJACENT AREA MAY OCCUR IN THIS
AREA. IF NEW WORK OCCURS, PROVIDE NEW CEILING FINISHES TO MATCH
EXISTING. PROVIDE NEW GRID AND TILE IF EXISTING SPLINE CEILING IS
REMOVED. SEE FINISH SCHEDULE FOR CEILING TYPES.

SEE M/E/P & FP DRAWINGS FOR MECHANICAL  EQUIPMENT LOCATIONS AND REQUIREMENTS
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1616

1717

1818

1919

2121

H

HG

G

F

F

E

E

D

D

C

C

B

B

A

A

15.7

15

15

Eb

17.2

Fb

9.20

A-A

A-A

15.6

/1 A-8.1.3B /1 A-8.1.3B

8' - 0"

8' - 0"

8' - 0"

8' - 6"

8' - 0"

8' - 6"
R4 R4 R4 R4 R4 R4 R4 R4

R4 R4 R4 R4 R4 R4 R4 R4

R4R4R4R4

R4 R4

R4R4R4R4

R6

R6

R6

RESIDENT
STUDY

C1296

RESIDENT
STUDY

C1288

CHANGING

C1296A

CHANGING

C1288A

SYMBOLS

CEILING HEIGHT / TYPE INDICATOR ALIGN CEILING GRID WITH EDGE OF
FINISHED WALLS

ALIGN

LIGHTING FIXTURESEXIT SIGNAGE

CEILING MOUNTED EXIT SIGN

CEILING MOUNTED DIRECTIONAL
EXIT SIGN

AIR DISTRIBUTION

SQUARE SUPPLY DIFFUSER, SIZE VARIES

ACCESS PANEL

SQUARE RETURN DIFFUSER, SIZE VARIES

FIRE PROTECTION AND ALARM

SPRINKLER HEAD

SMOKE DETECTOR

FIRE ALARM HEAT DETECTOR

SURFACE MOUNTED EXIT SIGN

CUBICLE CURTAINS

ALL CUBICLE CURTAINS TAGGED ON CEILING PLANS AS
CC-1, CC-2 OR CC-3 AND OCCUR @ 36" DOORS, TYP. U.O.N.

ALL NUMBERS CORRESPOND TO FINISH LEGEND.
REFER TO FINISH LEGEND FOR FABRIC SPECIFICATIONS.

ANY DESIGNATION OF "a" OR "b" FOLLOWING TAG
DENOTES LARGER DOOR AND TRACK ("a") OR STRAIGHT
TRACK ("b"). REFER TO DOOR SCHEDULE FOR DOOR
SIZES.

REFER TO REFLECTED CEILING PLANS FOR CEILING
HEIGHTS AT INDIVIDUAL ROOMS.

LINEAR WALL-MTD. FIXTURE (L2)

RECESSED LENSED FIXTURE 2X4 (R5)

LINEAR COVE FIXTURE (L3)

LINEAR PENDANT FIXTURE (L1)

RECESSED LENSED LED (L7)

LINEAR LED WALL SLOT (L4)

SD

D
RECESSED LENSED FIXTURE 2X4 (R7)

FIRE ALARM STROBE SPEAKER-WALL
MOUNTED

F

WINDOW SHADE, REF. SPEC.
(SOLID GREEN HATCH)

LINEAR LED STRIP FIXTURE (L8)

LINEAR LED PENDANT (P1)

RECESSED LENSED FIXTURE 2X2 (R6)

WALL-MOUNTED LED FIXTURE (W3)

LINEAR LED PENDANT (P2)

RECESSED LED DOWNLIGHT (R1)

RECESSED VOLUMETRIC  FIXTURE 1X4 (R4)

DECORATIVE LED PENDANT (P3)

RECESSED LED WALLWASHER (R2)

 RECESSED VOLUMETRIC FIXTURE 1X2 (R3)

WALL-MTD. LED SCONCE  (W2)

2X2 CEILING GRID. ACT-1 TYP. U.O.N.
(ACT-2 @ STORAGE RMS& HSKP. RMS.
 ACT-4 @ NEG. PRESSURE AREAS AS
INDICATED)

G.W.B. CEILING

2X4 CEILING GRID. ACT-3

GENERAL NOTES
EQ EQ

E
Q

E
Q

UNLESS NOTED OTHERWISE ALL CEILING MOUNTED OBJECTS TO
BE CENTERED IN TILE

SHADED AREA INDICATES THE FOLLOWING SCOPE:
EXISTING ACT GRID TO REMAIN. REMOVE GRID AS REQ'D FOR NEW WORK
ABOVE. COORDINATION WORK FROM ADJACENT AREA MAY OCCUR IN THIS
AREA. IF NEW WORK OCCURS, PROVIDE NEW CEILING FINISHES TO MATCH
EXISTING. PROVIDE NEW GRID AND TILE IF EXISTING SPLINE CEILING IS
REMOVED. SEE FINISH SCHEDULE FOR CEILING TYPES.

SEE M/E/P & FP DRAWINGS FOR MECHANICAL  EQUIPMENT LOCATIONS AND REQUIREMENTS
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16

17

H

H

G

G

F

F

E

E

D

D

C

C

B

B

A

A

15.7

11

12

13

14

15

14.5

13.5

12.5

11.5

10.5

13.6

14.4

11.6

12.7

10.8

11.3

11.2

Eaa

Fee

17.2

A-A

A-A

10.6

12.6

11.4

13.4

14.6

15.6

/1 A-8.1.3C

/1 A-8.1.3C

/1 A-8.1.3A/1 A-8.1.3A

IDF RM

C1LV2

ELECTRIC RM

C1EL9

EMERGENCY
ELECTRIC RM

C1EL10

PLUMBING

C1P2

ELECTRIC RM

C1EL4

8' - 0"

MAIN LOBBY

C1200

MAIN LOBBY

C1201

9' - 10"

8' - 0"

8' - 0"

8' - 6"

8' - 6"

8' - 6"

8' - 6"

8' - 6"

8' - 6"

8' - 6"8' - 6"8' - 6" 8' - 6" 8' - 6"

8' - 6"

8' - 6"

8' - 6"

8' - 6"

9' - 0"

8' - 6"

8' - 6"

8' - 6"

8' - 6"

8' - 0"

8' - 0"

8' - 0"

8' - 0"

8' - 6"

8' - 6"

8' - 0"

8' - 0"

8' - 0"

8' - 0"

8' - 6"

8' - 0"

8' - 0"

8' - 0"

8' - 6"

9' - 6"

HATCHED AREA- NEW EXTERIOR
SUSPENDED CEMENT PLASTER

SOFFIT SYSTEM AS REQ'D FOR NEW
PLUMBING & HVAC SCOPE ABOVE.

(TYPICAL ENTIRE PERIMETER SOFFIT)

HATCHED AREA- NEW EXTERIOR
PRECAST SOFFIT PANELS FOR NEW
PLUMBING SCOPE ABOVE.
COORDINATE LOCATIONS W/
PLUMBING DWGS

L2

L2

R1

R1

R1

R1

R4 R4 R4 R4 R4 R4 R4 R4

R4 R4 R4 R4 R4 R4 R4 R4

R4R4R4R4

R4 R4

R4R4R4R4

P1 P1 P1 P1 P1

P1 P1

R6

R6

R6

R6

R6

R6

R6R6

R6

R4 R4 R4 R4 R4 R4

R4R4R4R4R4R4

R4 R4 R4

W3

W3R6

R6
R3

R3
L2

R3

R3

R3

R3

R3

R3

L2

L2

L2

L2

L2

L2

R3
L2

L2
R3

R6

L2

P1

R3

R3

R3

L1

L1

R3

R3

R3

L2

L2

R3

R3

R3

L1

L1

L7

8' - 6"

L7

L7

L7

L2

L2
R3

R3

R6

R6

R3

R3

L2

L2

R3

R3

R4
R4

R4

R4

R4

R4

R4

R4

R4

R4

R4

R4

R3

R3

R3

R3

R3

R3

L1

L1

R3

R3

R3

R3

R3

R3

R3

R3

L2

L2

L2

L2

L7

L7

R3

R3
L2

L2

R6

R6

R6

R6

W3

W3

R4

R4

R2

R2

R2

R2

R2

R2

R2

R2

R2

R2

R2

R2

R2

R1

R5

R5

R5

R5

R5

R5

R6

R6

R6

R6

R6

R6

R6

R6

R6

R6

R6

R6

R6

R6

R5

R5

R5

R5

R5
R5

R5

R5

R5

R5
R6

R6

R4

R4

R4

R4

R4

R4

R4

R1

R1

R1

R1

R1

R1

R1

R1

R1

R1

R1

R1

R1

R1

R1

P1

P1

R5

R5

R5

8

A-2.0.8

10

A-2.0.8

CONSULT

C1251

CORRIDOR

C1249

CORRIDOR

C1250

CONSULT

C1252

CONSULT

C1253

DENTAL
TREATMENT

ROOM

C1271

DENTAL
TREATMENT

ROOM

C1270

TOUCHDOWN

C1269

TOUCHDOWN

C1264

TOUCHDOWN

C1259

DENTAL
TREATMENT

ROOM

C1260

DENTAL
TREATMENT

ROOM

C1261

CORRIDOR

C1274 STAFF LOUNGE

C1211

UNASSIGNED

C1212

OFFICE 4

C1208

OFFICE 3

C1207

OFFICE 1

C1205

CORRIDOR

C1204

CORRIDOR

C1204

SPECIAL
PROCEDURE RM

C1278

SPECIAL
PROCEDURE RM

C1279

CLEAN UTILITY /
SUPPLIES

C1280

SOILED
HOLDING

C1281

SPECIAL
PROCEDURE RM

C1282

STAFF TOILET

C1284

STAFF TOILET

C1283

OFFICE - PROS
FACULTY

C1287

OFFICE PERIO
FACULTY

C1286

CORRIDOR

C1285

OFFICE - LDAs

C1289

OFFICE - CLINIC
PRACTICE
MANAGER

C1291

OFFICE - CLINIC
PRACTICE
MANAGER

C1292

OFFICE -
DIRECTOR
CLINICAL

OPERATIONS

C1293

OFFICE -
DIRECTOR QMI

C1294

RESIDENT
STUDY

C1296

RESIDENT
STUDY

C1288

CHANGING

C1296A

CHANGING

C1288A

EQUIPMENT
STORAGE

C1255

PATIENT TOILET

C1256

PATIENT TOILET

C1257

MED PREP

C1276

MILLING RM

C1275

LAB

C1277

OFFICE -
DENTAL IS

C1290A

CORRIDOR

C1267

CORRIDOR

C1272

CORRIDOR

C1262

CORRIDOR

C1249

5

A-8.2.0

1

A-7.0.6

CORRIDOR

C1274

R1

5

A-7.0.5

SIM

MAIN LOBBY

C1202

R2

R1

R1

R1

R1

SYMBOLS

CEILING HEIGHT / TYPE INDICATOR ALIGN CEILING GRID WITH EDGE OF
FINISHED WALLS

ALIGN

LIGHTING FIXTURESEXIT SIGNAGE

CEILING MOUNTED EXIT SIGN

CEILING MOUNTED DIRECTIONAL
EXIT SIGN

AIR DISTRIBUTION

SQUARE SUPPLY DIFFUSER, SIZE VARIES

ACCESS PANEL

SQUARE RETURN DIFFUSER, SIZE VARIES

FIRE PROTECTION AND ALARM

SPRINKLER HEAD

SMOKE DETECTOR

FIRE ALARM HEAT DETECTOR

SURFACE MOUNTED EXIT SIGN

CUBICLE CURTAINS

ALL CUBICLE CURTAINS TAGGED ON CEILING PLANS AS
CC-1, CC-2 OR CC-3 AND OCCUR @ 36" DOORS, TYP. U.O.N.

ALL NUMBERS CORRESPOND TO FINISH LEGEND.
REFER TO FINISH LEGEND FOR FABRIC SPECIFICATIONS.

ANY DESIGNATION OF "a" OR "b" FOLLOWING TAG
DENOTES LARGER DOOR AND TRACK ("a") OR STRAIGHT
TRACK ("b"). REFER TO DOOR SCHEDULE FOR DOOR
SIZES.

REFER TO REFLECTED CEILING PLANS FOR CEILING
HEIGHTS AT INDIVIDUAL ROOMS.

LINEAR WALL-MTD. FIXTURE (L2)

RECESSED LENSED FIXTURE 2X4 (R5)

LINEAR COVE FIXTURE (L3)

LINEAR PENDANT FIXTURE (L1)

RECESSED LENSED LED (L7)

LINEAR LED WALL SLOT (L4)

SD

D
RECESSED LENSED FIXTURE 2X4 (R7)

FIRE ALARM STROBE SPEAKER-WALL
MOUNTED

F

WINDOW SHADE, REF. SPEC.
(SOLID GREEN HATCH)

LINEAR LED STRIP FIXTURE (L8)

LINEAR LED PENDANT (P1)

RECESSED LENSED FIXTURE 2X2 (R6)

WALL-MOUNTED LED FIXTURE (W3)

LINEAR LED PENDANT (P2)

RECESSED LED DOWNLIGHT (R1)

RECESSED VOLUMETRIC  FIXTURE 1X4 (R4)

DECORATIVE LED PENDANT (P3)

RECESSED LED WALLWASHER (R2)

 RECESSED VOLUMETRIC FIXTURE 1X2 (R3)

WALL-MTD. LED SCONCE  (W2)

2X2 CEILING GRID. ACT-1 TYP. U.O.N.
(ACT-2 @ STORAGE RMS& HSKP. RMS.
 ACT-4 @ NEG. PRESSURE AREAS AS
INDICATED)

G.W.B. CEILING

2X4 CEILING GRID. ACT-3

GENERAL NOTES
EQ EQ

E
Q

E
Q

UNLESS NOTED OTHERWISE ALL CEILING MOUNTED OBJECTS TO
BE CENTERED IN TILE

SHADED AREA INDICATES THE FOLLOWING SCOPE:
EXISTING ACT GRID TO REMAIN. REMOVE GRID AS REQ'D FOR NEW WORK
ABOVE. COORDINATION WORK FROM ADJACENT AREA MAY OCCUR IN THIS
AREA. IF NEW WORK OCCURS, PROVIDE NEW CEILING FINISHES TO MATCH
EXISTING. PROVIDE NEW GRID AND TILE IF EXISTING SPLINE CEILING IS
REMOVED. SEE FINISH SCHEDULE FOR CEILING TYPES.

SEE M/E/P & FP DRAWINGS FOR MECHANICAL  EQUIPMENT LOCATIONS AND REQUIREMENTS
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F
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C

C

B
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A

A

8

9

9.5

10

11

10.5

9.9

8.5

8.2 Ea

Fe

10.8

Eaa

Fee

9.7

A-A

A-A

8.4

9.8

10.6

9.1
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CUSTOM SIGN BAND W/
LIGHTING STRIP (L10)

HATCHED AREA- NEW EXTERIOR
SUSPENDED CEMENT PLASTER

SOFFIT SYSTEM AS REQ'D FOR NEW
PLUMBING & HVAC SCOPE ABOVE.

(TYPICAL ENTIRE PERIMETER SOFFIT)
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ALCOVE

C1157

OFFICE -
FINANCIAL

SVCS MANAGER

C1057
OFFICE - PSR
SUPERVISOR
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PATIENT
CONSULT
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PATIENT
CONSULT
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FINANCIAL
RECORDS
STORAGE
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C1274
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SIM

MAIN LOBBY

C1202

MAIN LOBBY

C1202

MAIN LOBBY

C1202

MAIN LOBBY

C1202

MAIN LOBBY

C1202

MAIN LOBBY

C1202

MAIN LOBBY

C1202

MAIN LOBBY

C1202

MAIN LOBBY

C1202

MAIN LOBBY

C1202

R2

R1

W3

SYMBOLS
CEILING HEIGHT / TYPE INDICATOR ALIGN CEILING GRID WITH EDGE OF

FINISHED WALLS
ALIGN

LIGHTING FIXTURESEXIT SIGNAGE
CEILING MOUNTED EXIT SIGN

CEILING MOUNTED DIRECTIONAL
EXIT SIGN

AIR DISTRIBUTION
SQUARE SUPPLY DIFFUSER, SIZE VARIES

ACCESS PANEL

SQUARE RETURN DIFFUSER, SIZE VARIES

FIRE PROTECTION AND ALARM

SPRINKLER HEAD

SMOKE DETECTOR

FIRE ALARM HEAT DETECTOR

SURFACE MOUNTED EXIT SIGN

CUBICLE CURTAINS
ALL CUBICLE CURTAINS TAGGED ON CEILING PLANS AS
CC-1, CC-2 OR CC-3 AND OCCUR @ 36" DOORS, TYP. U.O.N.

ALL NUMBERS CORRESPOND TO FINISH LEGEND.
REFER TO FINISH LEGEND FOR FABRIC SPECIFICATIONS.

ANY DESIGNATION OF "a" OR "b" FOLLOWING TAG
DENOTES LARGER DOOR AND TRACK ("a") OR STRAIGHT
TRACK ("b"). REFER TO DOOR SCHEDULE FOR DOOR
SIZES.

REFER TO REFLECTED CEILING PLANS FOR CEILING
HEIGHTS AT INDIVIDUAL ROOMS.

LINEAR WALL-MTD. FIXTURE (L2)

RECESSED LENSED FIXTURE 2X4 (R5)

LINEAR COVE FIXTURE (L3)

LINEAR PENDANT FIXTURE (L1)

RECESSED LENSED LED (L7)

LINEAR LED WALL SLOT (L4)

SD

D
RECESSED LENSED FIXTURE 2X4 (R7)

FIRE ALARM STROBE SPEAKER-WALL
MOUNTED

F

WINDOW SHADE, REF. SPEC.
(SOLID GREEN HATCH)

LINEAR LED STRIP FIXTURE (L8)

LINEAR LED PENDANT (P1)

RECESSED LENSED FIXTURE 2X2 (R6)

WALL-MOUNTED LED FIXTURE (W3)

LINEAR LED PENDANT (P2)

RECESSED LED DOWNLIGHT (R1)

RECESSED VOLUMETRIC  FIXTURE 1X4 (R4)

DECORATIVE LED PENDANT (P3)

RECESSED LED WALLWASHER (R2)

 RECESSED VOLUMETRIC FIXTURE 1X2 (R3)

WALL-MTD. LED SCONCE  (W2)

2X2 CEILING GRID. ACT-1 TYP. U.O.N.
(ACT-2 @ STORAGE RMS& HSKP. RMS.
 ACT-4 @ NEG. PRESSURE AREAS AS
INDICATED)

G.W.B. CEILING

2X4 CEILING GRID. ACT-3

GENERAL NOTES
EQ EQ

EQ
EQ

UNLESS NOTED OTHERWISE ALL CEILING MOUNTED OBJECTS TO
BE CENTERED IN TILE

SHADED AREA INDICATES THE FOLLOWING SCOPE:
EXISTING ACT GRID TO REMAIN. REMOVE GRID AS REQ'D FOR NEW WORK
ABOVE. COORDINATION WORK FROM ADJACENT AREA MAY OCCUR IN THIS
AREA. IF NEW WORK OCCURS, PROVIDE NEW CEILING FINISHES TO MATCH
EXISTING. PROVIDE NEW GRID AND TILE IF EXISTING SPLINE CEILING IS
REMOVED. SEE FINISH SCHEDULE FOR CEILING TYPES.

SEE M/E/P & FP DRAWINGS FOR MECHANICAL  EQUIPMENT LOCATIONS AND REQUIREMENTS
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PLUMBING & HVAC SCOPE ABOVE.
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L9 AND L10 FIXTURES @ SIGN BAND
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SYMBOLS

CEILING HEIGHT / TYPE INDICATOR ALIGN CEILING GRID WITH EDGE OF
FINISHED WALLS

ALIGN

LIGHTING FIXTURESEXIT SIGNAGE

CEILING MOUNTED EXIT SIGN

CEILING MOUNTED DIRECTIONAL
EXIT SIGN

AIR DISTRIBUTION

SQUARE SUPPLY DIFFUSER, SIZE VARIES

ACCESS PANEL

SQUARE RETURN DIFFUSER, SIZE VARIES

FIRE PROTECTION AND ALARM

SPRINKLER HEAD

SMOKE DETECTOR

FIRE ALARM HEAT DETECTOR

SURFACE MOUNTED EXIT SIGN

CUBICLE CURTAINS

ALL CUBICLE CURTAINS TAGGED ON CEILING PLANS AS
CC-1, CC-2 OR CC-3 AND OCCUR @ 36" DOORS, TYP. U.O.N.

ALL NUMBERS CORRESPOND TO FINISH LEGEND.
REFER TO FINISH LEGEND FOR FABRIC SPECIFICATIONS.

ANY DESIGNATION OF "a" OR "b" FOLLOWING TAG
DENOTES LARGER DOOR AND TRACK ("a") OR STRAIGHT
TRACK ("b"). REFER TO DOOR SCHEDULE FOR DOOR
SIZES.

REFER TO REFLECTED CEILING PLANS FOR CEILING
HEIGHTS AT INDIVIDUAL ROOMS.

LINEAR WALL-MTD. FIXTURE (L2)

RECESSED LENSED FIXTURE 2X4 (R5)

LINEAR COVE FIXTURE (L3)

LINEAR PENDANT FIXTURE (L1)

RECESSED LENSED LED (L7)

LINEAR LED WALL SLOT (L4)

SD

D
RECESSED LENSED FIXTURE 2X4 (R7)

FIRE ALARM STROBE SPEAKER-WALL
MOUNTED

F

WINDOW SHADE, REF. SPEC.
(SOLID GREEN HATCH)

LINEAR LED STRIP FIXTURE (L8)

LINEAR LED PENDANT (P1)

RECESSED LENSED FIXTURE 2X2 (R6)

WALL-MOUNTED LED FIXTURE (W3)

LINEAR LED PENDANT (P2)

RECESSED LED DOWNLIGHT (R1)

RECESSED VOLUMETRIC  FIXTURE 1X4 (R4)

DECORATIVE LED PENDANT (P3)

RECESSED LED WALLWASHER (R2)

 RECESSED VOLUMETRIC FIXTURE 1X2 (R3)

WALL-MTD. LED SCONCE  (W2)

2X2 CEILING GRID. ACT-1 TYP. U.O.N.
(ACT-2 @ STORAGE RMS& HSKP. RMS.
 ACT-4 @ NEG. PRESSURE AREAS AS
INDICATED)

G.W.B. CEILING

2X4 CEILING GRID. ACT-3

GENERAL NOTES
EQ EQ

E
Q

E
Q

UNLESS NOTED OTHERWISE ALL CEILING MOUNTED OBJECTS TO
BE CENTERED IN TILE

SHADED AREA INDICATES THE FOLLOWING SCOPE:
EXISTING ACT GRID TO REMAIN. REMOVE GRID AS REQ'D FOR NEW WORK
ABOVE. COORDINATION WORK FROM ADJACENT AREA MAY OCCUR IN THIS
AREA. IF NEW WORK OCCURS, PROVIDE NEW CEILING FINISHES TO MATCH
EXISTING. PROVIDE NEW GRID AND TILE IF EXISTING SPLINE CEILING IS
REMOVED. SEE FINISH SCHEDULE FOR CEILING TYPES.

SEE M/E/P & FP DRAWINGS FOR MECHANICAL  EQUIPMENT LOCATIONS AND REQUIREMENTS
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CEILING HEIGHT / TYPE INDICATOR ALIGN CEILING GRID WITH EDGE OF
FINISHED WALLS

ALIGN

LIGHTING FIXTURESEXIT SIGNAGE

CEILING MOUNTED EXIT SIGN

CEILING MOUNTED DIRECTIONAL
EXIT SIGN

AIR DISTRIBUTION

SQUARE SUPPLY DIFFUSER, SIZE VARIES

ACCESS PANEL

SQUARE RETURN DIFFUSER, SIZE VARIES

FIRE PROTECTION AND ALARM

SPRINKLER HEAD

SMOKE DETECTOR

FIRE ALARM HEAT DETECTOR

SURFACE MOUNTED EXIT SIGN

CUBICLE CURTAINS

ALL CUBICLE CURTAINS TAGGED ON CEILING PLANS AS
CC-1, CC-2 OR CC-3 AND OCCUR @ 36" DOORS, TYP. U.O.N.

ALL NUMBERS CORRESPOND TO FINISH LEGEND.
REFER TO FINISH LEGEND FOR FABRIC SPECIFICATIONS.

ANY DESIGNATION OF "a" OR "b" FOLLOWING TAG
DENOTES LARGER DOOR AND TRACK ("a") OR STRAIGHT
TRACK ("b"). REFER TO DOOR SCHEDULE FOR DOOR
SIZES.

REFER TO REFLECTED CEILING PLANS FOR CEILING
HEIGHTS AT INDIVIDUAL ROOMS.

LINEAR WALL-MTD. FIXTURE (L2)

RECESSED LENSED FIXTURE 2X4 (R5)

LINEAR COVE FIXTURE (L3)

LINEAR PENDANT FIXTURE (L1)

RECESSED LENSED LED (L7)

LINEAR LED WALL SLOT (L4)

SD

D
RECESSED LENSED FIXTURE 2X4 (R7)

FIRE ALARM STROBE SPEAKER-WALL
MOUNTED

F

WINDOW SHADE, REF. SPEC.
(SOLID GREEN HATCH)

LINEAR LED STRIP FIXTURE (L8)

LINEAR LED PENDANT (P1)

RECESSED LENSED FIXTURE 2X2 (R6)

WALL-MOUNTED LED FIXTURE (W3)

LINEAR LED PENDANT (P2)

RECESSED LED DOWNLIGHT (R1)

RECESSED VOLUMETRIC  FIXTURE 1X4 (R4)

DECORATIVE LED PENDANT (P3)

RECESSED LED WALLWASHER (R2)

 RECESSED VOLUMETRIC FIXTURE 1X2 (R3)

WALL-MTD. LED SCONCE  (W2)

2X2 CEILING GRID. ACT-1 TYP. U.O.N.
(ACT-2 @ STORAGE RMS& HSKP. RMS.
 ACT-4 @ NEG. PRESSURE AREAS AS
INDICATED)

G.W.B. CEILING

2X4 CEILING GRID. ACT-3

GENERAL NOTES
EQ EQ

E
Q

E
Q

UNLESS NOTED OTHERWISE ALL CEILING MOUNTED OBJECTS TO
BE CENTERED IN TILE

SHADED AREA INDICATES THE FOLLOWING SCOPE:
EXISTING ACT GRID TO REMAIN. REMOVE GRID AS REQ'D FOR NEW WORK
ABOVE. COORDINATION WORK FROM ADJACENT AREA MAY OCCUR IN THIS
AREA. IF NEW WORK OCCURS, PROVIDE NEW CEILING FINISHES TO MATCH
EXISTING. PROVIDE NEW GRID AND TILE IF EXISTING SPLINE CEILING IS
REMOVED. SEE FINISH SCHEDULE FOR CEILING TYPES.

SEE M/E/P & FP DRAWINGS FOR MECHANICAL  EQUIPMENT LOCATIONS AND REQUIREMENTS

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"

Architectural Resources

Cambridge, P.C.

501 Boylston Street
Suite 4101

Boston, MA 02116
tel 617.547.2200

www.arcusa.com

C
o

p
y
ri
g

h
t 
2

0
1
5

, 
A

R
C

 /
 A

rc
h

it
e

c
tu

ra
l 
R

e
s
o
u

rc
e
s
 C

a
m

b
ri
d

g
e

, 
In

c
.

SCALE:

JOB NO:

DATE:

DRAWN BY:

FILE NAME:

84 Orange Street
New Haven, CT 06510
tel 203.786.5110
fax 203.786.5330

www.svigals.com

tel 617.888.8343

www.bushwang.com

(UCONN PROJECT # 901737)

 1/8" = 1'-0"

1
2

/1
0

/2
0
1

5
 2

:3
4
:4

6
 P

M

1302

12/10/2015

Author

SECOND FLOOR RCP SECTOR A

A-8.1.4A

SECOND

FLOOR RCP

SECTOR A

BID DOCUMENTS

BUILDING C

RENOVATION
263 FARMINGTON AVE.

FARMINGTON, CT 06030

 1/8" = 1'-0"
1

SECOND FLOOR - RCP SECTOR A

NO. REVISION DATE



16

H

H

G

G

F

F

E

E

D

D

C

C

B

B

A

A

15.7

10

11

12

13

14

15

14.5

13.5

12.5

10.5

13.6

14.4

11.6

12.7

10.8

11.3

11.2

Eaa

Fee

A-A

A-A

10.6

12.6

11.4

13.4

14.6

15.6

/1 A-8.1.4A /1 A-8.1.4A

/1 A-8.1.4C

/1 A-8.1.4C

NURSE WORK

C2118

EXAM 1

C2117

EXAM 2

C2116

EXAM 3

C2115

EXAM 5

C2113

MA WORK

C2104

MD WORK

C2103

EXAM 7

C2102

EXAM 8

C2101

PRACTICE
MANAGER

C2098

RECEPTION

C2099

WAITING AREA

C2096

TOILET

C2106

TOILET

C2107

CLEAN/MED.
PREP

C2108

SOILED
HOLDING

C2109

EXAM 16

C2111

CATH LAB

C2131

COMP

C2131B

EXISTING
CONTROL

C2131A

N.M. (CATH)

C2137

CATH STORE

C2138

EQUIP.
STORAGE

C2140

MD OFFICE

C2119

MD OFFICE

C2120

MD OFFICE

C2121

LOCKERS

C2122

TLT

C2122A

ELECTRIC RM

C2EL6

HOTELING
OFFICE

C2130

MD OFFICE

C2129

SOILED

C2128

CATH LAB
NURSE WORK

(2)

C2144

MD ECHO
READING

C2143

EXISTING
CONTROL

C2132A

EXISTING CATH
LAB

C2132

EXISTING
CONTROL

C2136A

EXISTING EP
LAB

C2136

COMP

C2110B

COMP

C2136B

CATH SEC

C2141

TECHS

C2139

(1)

607

IDF RM

C2LV2

EMERGENCY
ELECTRIC RM

C2EL10

CARDIO.
FELLOWS (7)

C2134

ELECTRIC RM

C2EL9

8' - 10"

8' - 10"

8' - 10"

8' - 10"

8' - 10"

8' - 10"

8' - 10"

8' - 10"

8' - 10"

8' - 10"

8' - 10"

8' - 6"

8' - 6"

8' - 6"

8' - 10"

8' - 6"

8' - 6"

8' - 6"

8' - 6"

8' - 6"

8' - 6"

8' - 6"

8' - 6"

8' - 6"

8' - 6"

8' - 6"

8' - 6"

8' - 6"

8' - 6"

8' - 6"

8' - 6"

8' - 6"

8' - 0"

8' - 6"

8' - 6"

8' - 6"8' - 6"

8' - 6"

8' - 6"

8' - 6"

8' - 6"

8' - 6"

8' - 6"

8' - 6"

8' - 6"

8' - 6"

R6R6R6

R6

R7

R7

R1

R1

R6

R6

R7

R7
R7

R7

R7

R7

R6

R7R7

R7

R7

R7

R7

R7

R7

R6

R6

R7

R7

R8

R8

R8
R8

R8

R8
R8

R8 R8

R8
R8

R8

R8

R8

R8

R7

R7

R7

R7

R7

R7

R6

R6

R6

R6 R6

R6

R6

R7

R7

R7

R7

L2B

L2B

R7

R7

R7

R6

R6

R6

R6

R6

R6

R6

R6

R6

R6

R6

R4

R4

R4

R4

R6

R6

R6

R6

R6

R6

R6

R7
R7

R7
R7

R7

R7

R7

R7

R7

R6

R6

R6

R4

R4

R4
R4

R4

R4

R4
R4

R4

R4

W3

R6 R6

R6

R6

R6

R7

R7

R7

R7

W3

R1

R1

R1

R1

R1

R1

R1

R1

R6

R7

8' - 0"

8' - 0"

8' - 0"

8' - 5"

8' - 5"

8' - 5"

8' - 5"

8' - 0"

8' - 0"

8' - 0"

8' - 0"

8' - 0"

8' - 5"

8' - 0"

8' - 0"

8' - 5"

8' - 0"

8' - 5"

7' - 0"

8' - 6"

8

A-2.0.8

R8

R8

R8

R8

R4

R4

R4

R6

R6

R6

R6

EXAM 6

C2105

EXAM 4

C2114

EXAM 15

C2112

EXAM 17

C2110

(4)

1785

(3)

1784

ISOL. (5) (-)

C2148

(2)

1783 MEDS

C2152

TOILET

C2151

NURSE

C2153

PREP/
RECOVERY

C2147

CLEAN

C2150

SOILED

C2149

HSKP

C2146

TOILET

C2142A

8' - 0"

8' - 0"

(6)

1778

(7)

1779

(8)

1780

STAFF BREAK
ROOM

C2142

L4

L4

L4

L4

L4

L4

L4

L4

L4

L4 FIXTURES IN
SLOT ABOVE GWB
CLG

L7b

L7b

L7b

L7b

1

A-7.7.2

2
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PROVIDE STEEL
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STRUCTURE ABOVE

WALL MOUNTED
PROJECTOR SCREEN
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PROJECTOR
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CEILING PROJECTOR.
PROVIDE STEEL SUPPORT
TO STRUCTURE ABOVE

CUSTOM CLINIC SIGN
BAND W/ LIGHTING
STRIP (L10)
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C2087

CORRIDOR

C2082

CORRIDOR

C2135

CORRIDOR

C2085

CORRIDOR
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CORRIDOR

CM223H
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R6
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W3
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L2B
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CC-1a
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CC-1a CC-1
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CC-1bCC-1b
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SYMBOLS

CEILING HEIGHT / TYPE INDICATOR ALIGN CEILING GRID WITH EDGE OF
FINISHED WALLS

ALIGN

LIGHTING FIXTURESEXIT SIGNAGE

CEILING MOUNTED EXIT SIGN

CEILING MOUNTED DIRECTIONAL
EXIT SIGN

AIR DISTRIBUTION

SQUARE SUPPLY DIFFUSER, SIZE VARIES

ACCESS PANEL

SQUARE RETURN DIFFUSER, SIZE VARIES

FIRE PROTECTION AND ALARM

SPRINKLER HEAD

SMOKE DETECTOR

FIRE ALARM HEAT DETECTOR

SURFACE MOUNTED EXIT SIGN

CUBICLE CURTAINS

ALL CUBICLE CURTAINS TAGGED ON CEILING PLANS AS
CC-1, CC-2 OR CC-3 AND OCCUR @ 36" DOORS, TYP. U.O.N.

ALL NUMBERS CORRESPOND TO FINISH LEGEND.
REFER TO FINISH LEGEND FOR FABRIC SPECIFICATIONS.

ANY DESIGNATION OF "a" OR "b" FOLLOWING TAG
DENOTES LARGER DOOR AND TRACK ("a") OR STRAIGHT
TRACK ("b"). REFER TO DOOR SCHEDULE FOR DOOR
SIZES.

REFER TO REFLECTED CEILING PLANS FOR CEILING
HEIGHTS AT INDIVIDUAL ROOMS.

LINEAR WALL-MTD. FIXTURE (L2)

RECESSED LENSED FIXTURE 2X4 (R5)

LINEAR COVE FIXTURE (L3)

LINEAR PENDANT FIXTURE (L1)

RECESSED LENSED LED (L7)

LINEAR LED WALL SLOT (L4)

SD

D
RECESSED LENSED FIXTURE 2X4 (R7)

FIRE ALARM STROBE SPEAKER-WALL
MOUNTED

F

WINDOW SHADE, REF. SPEC.
(SOLID GREEN HATCH)

LINEAR LED STRIP FIXTURE (L8)

LINEAR LED PENDANT (P1)

RECESSED LENSED FIXTURE 2X2 (R6)

WALL-MOUNTED LED FIXTURE (W3)

LINEAR LED PENDANT (P2)

RECESSED LED DOWNLIGHT (R1)

RECESSED VOLUMETRIC  FIXTURE 1X4 (R4)

DECORATIVE LED PENDANT (P3)

RECESSED LED WALLWASHER (R2)

 RECESSED VOLUMETRIC FIXTURE 1X2 (R3)

WALL-MTD. LED SCONCE  (W2)

2X2 CEILING GRID. ACT-1 TYP. U.O.N.
(ACT-2 @ STORAGE RMS& HSKP. RMS.
 ACT-4 @ NEG. PRESSURE AREAS AS
INDICATED)

G.W.B. CEILING

2X4 CEILING GRID. ACT-3

GENERAL NOTES
EQ EQ

E
Q

E
Q

UNLESS NOTED OTHERWISE ALL CEILING MOUNTED OBJECTS TO
BE CENTERED IN TILE

SHADED AREA INDICATES THE FOLLOWING SCOPE:
EXISTING ACT GRID TO REMAIN. REMOVE GRID AS REQ'D FOR NEW WORK
ABOVE. COORDINATION WORK FROM ADJACENT AREA MAY OCCUR IN THIS
AREA. IF NEW WORK OCCURS, PROVIDE NEW CEILING FINISHES TO MATCH
EXISTING. PROVIDE NEW GRID AND TILE IF EXISTING SPLINE CEILING IS
REMOVED. SEE FINISH SCHEDULE FOR CEILING TYPES.

SEE M/E/P & FP DRAWINGS FOR MECHANICAL  EQUIPMENT LOCATIONS AND REQUIREMENTS
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SEE FINISH PLANS AND SCHEDULE.

CLEAN EXISTING
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CONTINOUS

L4

L4

L4

L4

L4

L4

L4

L4

L4

L4 FIXTURES IN
SLOT ABOVE GWB
CLG

L7b

L7b

L7b

L7b

1

A-7.7.2

2

A-7.7.2

3

A-7.7.2

3

A-7.7.2

R4

R4

R4
CEILING PROJECTOR.
PROVIDE STEEL
SUPPORT TO
STRUCTURE ABOVE

WALL MOUNTED
PROJECTOR SCREEN

CUSTOM CLINIC SIGN
BAND W/ LIGHTING
STRIP (L10)

5

A-8.2.0

1

A-8.2.0

S1

S1

CORRIDOR

C2082

CONFERENCE

C2087

LIGHTING STRIP (L9)

CC-1

CC-1

CC-1

CC-1

CC-1

CC-1

CC-1

CC-1

8' - 6"

@ NEW CEILINGS MAINTAIN EXISTING
ACCESS PANEL LOCATIONS

8' - 10"

11

A-8.2.0

7' - 8"

10

A-8.2.0

P3

P3

P3
P3

P3

P3

P3

P3

P3

P3

P3

P3

P3 PENDANT
FIXTURES-
MOUNTING HEIGHT
AND LOCATIONS RO
BE COORDINATED
WITH ARCHITECT IN
FIELD IN THE FIELD

P3

7' - 8"

P3

P3

P3

P3 P3

P3

P3

P3

P3
P3

P3 P3

SYMBOLS

CEILING HEIGHT / TYPE INDICATOR ALIGN CEILING GRID WITH EDGE OF
FINISHED WALLS

ALIGN

LIGHTING FIXTURESEXIT SIGNAGE

CEILING MOUNTED EXIT SIGN

CEILING MOUNTED DIRECTIONAL
EXIT SIGN

AIR DISTRIBUTION

SQUARE SUPPLY DIFFUSER, SIZE VARIES

ACCESS PANEL

SQUARE RETURN DIFFUSER, SIZE VARIES

FIRE PROTECTION AND ALARM

SPRINKLER HEAD

SMOKE DETECTOR

FIRE ALARM HEAT DETECTOR

SURFACE MOUNTED EXIT SIGN

CUBICLE CURTAINS

ALL CUBICLE CURTAINS TAGGED ON CEILING PLANS AS
CC-1, CC-2 OR CC-3 AND OCCUR @ 36" DOORS, TYP. U.O.N.

ALL NUMBERS CORRESPOND TO FINISH LEGEND.
REFER TO FINISH LEGEND FOR FABRIC SPECIFICATIONS.

ANY DESIGNATION OF "a" OR "b" FOLLOWING TAG
DENOTES LARGER DOOR AND TRACK ("a") OR STRAIGHT
TRACK ("b"). REFER TO DOOR SCHEDULE FOR DOOR
SIZES.

REFER TO REFLECTED CEILING PLANS FOR CEILING
HEIGHTS AT INDIVIDUAL ROOMS.

LINEAR WALL-MTD. FIXTURE (L2)

RECESSED LENSED FIXTURE 2X4 (R5)

LINEAR COVE FIXTURE (L3)

LINEAR PENDANT FIXTURE (L1)

RECESSED LENSED LED (L7)

LINEAR LED WALL SLOT (L4)

SD

D
RECESSED LENSED FIXTURE 2X4 (R7)

FIRE ALARM STROBE SPEAKER-WALL
MOUNTED

F

WINDOW SHADE, REF. SPEC.
(SOLID GREEN HATCH)

LINEAR LED STRIP FIXTURE (L8)

LINEAR LED PENDANT (P1)

RECESSED LENSED FIXTURE 2X2 (R6)

WALL-MOUNTED LED FIXTURE (W3)

LINEAR LED PENDANT (P2)

RECESSED LED DOWNLIGHT (R1)

RECESSED VOLUMETRIC  FIXTURE 1X4 (R4)

DECORATIVE LED PENDANT (P3)

RECESSED LED WALLWASHER (R2)

 RECESSED VOLUMETRIC FIXTURE 1X2 (R3)

WALL-MTD. LED SCONCE  (W2)

2X2 CEILING GRID. ACT-1 TYP. U.O.N.
(ACT-2 @ STORAGE RMS& HSKP. RMS.
 ACT-4 @ NEG. PRESSURE AREAS AS
INDICATED)

G.W.B. CEILING

2X4 CEILING GRID. ACT-3

GENERAL NOTES
EQ EQ

E
Q

E
Q

UNLESS NOTED OTHERWISE ALL CEILING MOUNTED OBJECTS TO
BE CENTERED IN TILE

SHADED AREA INDICATES THE FOLLOWING SCOPE:
EXISTING ACT GRID TO REMAIN. REMOVE GRID AS REQ'D FOR NEW WORK
ABOVE. COORDINATION WORK FROM ADJACENT AREA MAY OCCUR IN THIS
AREA. IF NEW WORK OCCURS, PROVIDE NEW CEILING FINISHES TO MATCH
EXISTING. PROVIDE NEW GRID AND TILE IF EXISTING SPLINE CEILING IS
REMOVED. SEE FINISH SCHEDULE FOR CEILING TYPES.

SEE M/E/P & FP DRAWINGS FOR MECHANICAL  EQUIPMENT LOCATIONS AND REQUIREMENTS
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H

H
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G

F

F

D

D

C

C

B

B

A

A

1.2

8

9

8.5

3.4 2.6

3.5 2.5

5.4 4.6

5.2

G.b

G.a

6.2

F.f

7.4

6.3

7.9

8.2

7.7

7.8

Ea

Fe

1.5

Fa

A-A

A-A

1.32.43.65.3

6.4

7
6.5

7.57.6

8.4

9.1

/1 A-8.1.4C

/1 A-8.1.4C

MAIN LOBBY

C2077

CORRIDOR

C2077A

R6 R6

R6

R6

R6

R6

15.8

NEW  G.W.B. CEILING "RIB"- TYP.@ ALL LOCATIONS.
SEE FINISH PLANS AND SCHEDULE.

CLEAN EXISTING
TRAVERTINE SOFFITS -
TYP. @ ALL LOCATIONS

REMOVE ALL EXISTING LIGHT
FIXTURES @ G.W.B. SOFFITS.

S1

S1

S1
S1

S1
S1

@ NEW CEILINGS MAINTAIN EXISTING
ACCESS PANEL LOCATIONS

9' - 0"

9' - 0"

9' - 0"

9' - 0"

9' - 0"

9' - 0"

8' - 0"8' - 0" 8' - 0" 8' - 0"

9' - 0"

9' - 0"

9' - 0"

8' - 10"

8' - 10"

8' - 10"

R6R6

R6
R6

R6
R6

R6R6 R6 R6

R6 R6

8' - 10"

8' - 10"

7' - 10"

R6R6

R6 R6

R6 R6 R6 R6 R6

R6 R6 R6

R6

R6R6R6R6R6R6

R6 R6 R6

R6R6R6

R6

R6

P2 P2

R8

R8

R8R8R8R8

R8

R8 R8 R8

R6 R6

R6 R6

R6 R6

R6 R6

R6R6

R6 R6

R6R6R6

R6R6R6

R6

R6

7' - 8"

ALTERNATE #02

ALTERNATE #02

SYMBOLS
CEILING HEIGHT / TYPE INDICATOR ALIGN CEILING GRID WITH EDGE OF

FINISHED WALLS
ALIGN

LIGHTING FIXTURESEXIT SIGNAGE
CEILING MOUNTED EXIT SIGN

CEILING MOUNTED DIRECTIONAL
EXIT SIGN

AIR DISTRIBUTION
SQUARE SUPPLY DIFFUSER, SIZE VARIES

ACCESS PANEL

SQUARE RETURN DIFFUSER, SIZE VARIES

FIRE PROTECTION AND ALARM

SPRINKLER HEAD

SMOKE DETECTOR

FIRE ALARM HEAT DETECTOR

SURFACE MOUNTED EXIT SIGN

CUBICLE CURTAINS
ALL CUBICLE CURTAINS TAGGED ON CEILING PLANS AS
CC-1, CC-2 OR CC-3 AND OCCUR @ 36" DOORS, TYP. U.O.N.

ALL NUMBERS CORRESPOND TO FINISH LEGEND.
REFER TO FINISH LEGEND FOR FABRIC SPECIFICATIONS.

ANY DESIGNATION OF "a" OR "b" FOLLOWING TAG
DENOTES LARGER DOOR AND TRACK ("a") OR STRAIGHT
TRACK ("b"). REFER TO DOOR SCHEDULE FOR DOOR
SIZES.

REFER TO REFLECTED CEILING PLANS FOR CEILING
HEIGHTS AT INDIVIDUAL ROOMS.

LINEAR WALL-MTD. FIXTURE (L2)

RECESSED LENSED FIXTURE 2X4 (R5)

LINEAR COVE FIXTURE (L3)

LINEAR PENDANT FIXTURE (L1)

RECESSED LENSED LED (L7)

LINEAR LED WALL SLOT (L4)

SD

D
RECESSED LENSED FIXTURE 2X4 (R7)

FIRE ALARM STROBE SPEAKER-WALL
MOUNTED

F

WINDOW SHADE, REF. SPEC.
(SOLID GREEN HATCH)

LINEAR LED STRIP FIXTURE (L8)

LINEAR LED PENDANT (P1)

RECESSED LENSED FIXTURE 2X2 (R6)

WALL-MOUNTED LED FIXTURE (W3)

LINEAR LED PENDANT (P2)

RECESSED LED DOWNLIGHT (R1)

RECESSED VOLUMETRIC  FIXTURE 1X4 (R4)

DECORATIVE LED PENDANT (P3)

RECESSED LED WALLWASHER (R2)

 RECESSED VOLUMETRIC FIXTURE 1X2 (R3)

WALL-MTD. LED SCONCE  (W2)

2X2 CEILING GRID. ACT-1 TYP. U.O.N.
(ACT-2 @ STORAGE RMS& HSKP. RMS.
 ACT-4 @ NEG. PRESSURE AREAS AS
INDICATED)

G.W.B. CEILING

2X4 CEILING GRID. ACT-3

GENERAL NOTES
EQ EQ

EQ
EQ

UNLESS NOTED OTHERWISE ALL CEILING MOUNTED OBJECTS TO
BE CENTERED IN TILE

SHADED AREA INDICATES THE FOLLOWING SCOPE:
EXISTING ACT GRID TO REMAIN. REMOVE GRID AS REQ'D FOR NEW WORK
ABOVE. COORDINATION WORK FROM ADJACENT AREA MAY OCCUR IN THIS
AREA. IF NEW WORK OCCURS, PROVIDE NEW CEILING FINISHES TO MATCH
EXISTING. PROVIDE NEW GRID AND TILE IF EXISTING SPLINE CEILING IS
REMOVED. SEE FINISH SCHEDULE FOR CEILING TYPES.

SEE M/E/P & FP DRAWINGS FOR MECHANICAL  EQUIPMENT LOCATIONS AND REQUIREMENTS
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LIGHT FIXTURE

DENTAL CHAIR & CONSOLE SLAB CORE LOCATIONS
PROVIDE TEMPORARY AND COMPLETE UL LISTED FIRE RATINGS
PER SPECIFIACTIONS TO MAINTAIN EXISITNG FLOOR RATING
(REFER TO SERIES A-1.2.0 DRAWINGS FOR TARGET POINT)

WALL BASE AS
SCHEDULED

A-7.1.1

5

4

A-7.1.1

MANUALLY OPERATED SUN SHADE
AS SCHEDULED

LIGHT-GUAGE
METAL FRAMING

+/- 5 1/8"

EXISTING STOREFRONT SYSTEM TO REMAIN

CEILING AS SCHEDULED

CONT. PT  WOOD
BLOCKING

M
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"

COORDINATE POCKET
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ROLL DOWN SHADE

PT  WOOD SHIM W/
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11

DETAIL-LOBBY SOFFIT@ OPENING



1. REFER TO FINISH LEGEND FOR FINISH MATERIAL PRODUCT INFORMATION.
2. REFER TO INTERIOR ELEVATIONS AND INTERIOR DETAILS FOR ADDITIONAL FINISH
LOCATIONS AND CLARIFICATIONS.
3. REFER TO REFLECTED CEILING PLANS FOR CEILING FINISH LOCATIONS AND
CLARIFICATIONS.
4. CONTRACTOR SHALL BE RESPONSIBLE FOR ALLOWING FOR DELIVERY LEAD TIMES FOR
ALL MATERIALS WITHIN THE CONSTRUCTION SCHEDULE. ANY EXCESSIVE LEAD TIMES MUST
BE BROUGHT TO THE ARCHITECT'S ATTENTION IMMEDIATELY.
5. ALL WALL AND CEILING ACCESS PANELS & SPRINKLER HEADS TO MATCH COLOR OF
ADJACENT SURFACE.
6. ALL WALLS TO BE PAINTED PT-1, U.O.N.
7. ALL GWB CEILINGS ARE TO BE PAINTED PT-2, U.O.N.
8. HOLLOW METAL DOORS AND FRAMES TO BE PAINTED TO MATCH ADJACENT WALL
SURFACE, TYP.
9. ALL PLASTIC LAMINATE MILLWORK SHALL HAVE PLASTIC LAMINATE ON ALL EXPOSED
SIDES AND WHITE MELAMINE ON INTERIOR OF CABINETS AND DRAWERS U.O.N. ALL WOOD
LAMINATES TO RUN WITH VERTICAL GRAIN.
10. ALL PARTITIONS AND MILLWORK TO RECEIVE STRAIGHT BASE AT CARPETING AND COVE
BASE AT RESILIENT/CONCRETE FLOORING, U.O.N.
11. ALL FLOOR TRANSITIONS TO OCCUR CENTERED UNDER THE DOOR U.O.N.
12. REFER TO EDGE OF SLAB PLANS FOR SLAB HEIGHT CHANGES UNDER FLOORING
MATERIALS.
13. ALL STRIATIONS OF RT/RTSD TO RUN IN SAME DIRECTION TYP. ALL RESILIENT SHEET (RS)
TO RUN IN SAME DIRECTION AND BE INSTALLED TO MINIMIZE SEAMS. ALL SEAMING TO BE
NON-WELDED SEAMS TYP. U.O.N.; HEAT-WELD SEAMS ONLY AT SOILED ROOMS,
HOUSEKEEPING CLOSETS AND AS NOTED ON FINISH PLANS. FLOORING INSTALLER TO
CONFIRM SEAMING DIAGRAM WITH ARCHITECT PRIOR TO INSTALLATION OF PRODUCT.
14. ARROWS @ CPT DESIGNATE DIRECTION OF CARPET TILE, TYP.
      ALL CPT-4 CARPET TILE TO BE INSTALLED WITH ARROWS POINTING NORTH, TYP.
15. PROVIDE ROLLER WINDOW SHADES (SH-1) AT ALL EXTERIOR WINDOWS, TYP., U.O.N.  ALL
ROLLER SHADES (SH) TO BE INSTALLED IN RECESSED GWB POCKET, TYP. PROVIDE
HOUSING W/FASCIA IF NO POCKET PROVIDED.
16. REFER TO SECTOR FLOOR FINISH PLANS (A-9.0.X SERIES) FOR ROOM FINISH LOCATIONS.
17. ALCOVES @ CORRIDORS TO MATCH ADJACENT CORRIDOR FINISH, U.O.N.
18. ALL HVAC/MECH/ELEC ROOMS TO RECEIVE PTD WALLS (PT-1), SEALED CONCRETE
FLOORS (SC-1) AND RUBBER BASE (RB-1).
19. ALL CLEAN ROOMS TO RECEIVE PTD WALLS (PT-1), RESILIENT SHEET FLOORING (RS-1)
W/INTEGRAL BASE (RSB-1), U.O.N.
20. ALL SOILED ROOMS TO RECEIVE PTD WALLS (PT-1), RESILIENT SHEET FLOORING (RS-1)
W/INTEGRAL BASE (RSB-1), U.O.N. HEAT-WELD SEAMS, TYP..
21. ALL HOUSEKEEPING CLOSETS TO RECEIVE PTD WALLS (PT-1), RESILIENT SHEET
FLOORING (RS-1) W/INTEGRAL BASE (RSB-1) U.O.N. AND WALL PROTECTION (FRP-1) FROM
TOP OF BASE TO 4'-4". HEAT-WELD SEAMS, TYP..
22. ALL IDF/MDF ROOMS TO RECEIVE PTD WALLS (PT-1), RESILIENT FLOORING (RTSD-1) AND
RUBBER BASE (RB-1).
23. ALL EXAM ROOMS TO RECEIVE ONE (1) PAINTED ACCENT WALL, TYP.
24. A DESIGNATION OF "(EP)" AFTER A PAINT TYPE DENOTES EPOXY PAINT FINISH IN THAT
COLOR.
25. REFER TO A-7.9.0 FOR ALL WALL PROTECTION (WP) ASSEMBLIES.
26. ALL STAIRS RECEIVING NEW RUBBER STAIR TREADS TO HAVE STRINGERS PAINTED PT-3,
U.O.N.

FINISH LEGEND NOTES

ACT- Acoustical Ceiling Tile
CC - Cubicle Curtain
CG - Corner Guard
CPT - Carpet Tile
CWT - Ceramic Wall Tile
EI - Elevator Interior
EPC - Epoxy Countertops
FRP - Fiber-Reinforced Plastic
GL - Glass
GLF - Glass Film
LK - Lockers
MB - Marker Board

PT - Interior Painting
PL - Plastic Laminate
PTB - Porcelain Tile Base
PTF - Porcelain Tile Floor
PWT - Porcelain Wall Tile
RB - Resilient Wall Base
RS - Resilient Sheet Flooring
RSB - Resilient Sheet Base
RST - Resilient Stairtreads
RT - Resilient Tile Flooring
RTSD - Resilient Tile Static Dissipative
SC - Sealed Concrete Flooring

SH - Roller Shades
SSTL - Stainless Steel
SS - Solid Surface Material
ST - Stone
TB - Tack Board
TP - Toilet Partitions
TR - Transition Accessories
WD - Wood
WDB - Wood Base
WP - Wall Protection
WCPT - Carpet Walk-Off Mat

FINISH LEGEND ABBREVIATIONS
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MILLWORK
EPC-EPOXY COUNTERTOP
12 3553 EPC-1 Durcon ClassicTop w/ 1/8" Machined Bevel / Tan Lab area countertops as noted Durcon (512) 595-8400
PL-PLASTIC LAMINATE
06 4000 PL-1 Formica 7012-58 Amber Maple Wood Grain Matte Finish Vertical Casework - Base Cab, Typical

U.O.N.
JeanMarie Bisson,
Formica (617) 217-8146

06 4000 PL-2 Formica Colorcore2 / 7223C-90 New White Gloss Finish Vertical Casework - Upper Cab at Staff
Lounge and as noted

JeanMarie Bisson,
Formica (617) 217-8146

06 4000 PL-3 Formica Colorcore2 / 7223C-90 New White Matte Finish Vertical Casework at Dental Teaching
Areas, Medication Rooms, Reception
Desk interior, Typ. at P.lam Countertops

JeanMarie Bisson,
Formica (617) 217-8146

SS-SOLID SURFACE
06 4000 SS-1 DuPont Zodiaq / Papyrus 2cm thickness Main Lobby Desk surround and

worksurfaces
Matthew Aubin, DuPont
(603) 689-6778

06 4000 SS-2 DuPont Zodiaq / Cloud White 2cm thickness Staff Lounge, Dental Console
countertops, Dental Teaching Areas

Matthew Aubin, DuPont
(603) 689-6778

06 4000 SS-3 DuPont Corian / Glacier White 1/2" thick Waiting Room Reception Desks, typ.;
Exam Room Countertops, typ.U.O.N.;
Integral sinks at Public Toilet Rooms,
Interior Sills, Countertops as noted

Matthew Aubin, DuPont
(603) 689-6778

06 4000 SS-4 DuPont Corian / Concrete 1/2" thick Countertops at Public Toilet Rooms,
U.O.N.

Matthew Aubin, DuPont
(603) 689-6778

WD-WOOD
06 4000 WD-1 Dooge Veneers, Inc. Anegre, Quarter sawn, Plain - Log #12398.

FSC Controlled. Submit sample for Architect
approval

Transparent Finish Wood veneer accent walls @ Lobby Main
Elevators/Waiting Rooms, Solid wood
chair rail at Waiting, Doors at
Lobby/Waiting Rooms as noted

Gary Parker, Dooge
Veneers, Inc, (616)
871-3343

06 4000 WD-2 N/A Maple, Quarter sawn. FSC Controlled. Submit
sample for Architect approval

Stain to match WD-1 Typical at all other wood doors beyond
Waiting Rooms, millwork as noted,
Laboratory Casework, Lobby Handrails

MISC
CC-CUBICLE CURTAINS
10 2123 CC-1 Maharam Moderate 511459 Color TBD Cardiology Barbara Canavan,

Maharam (617) 799-6233
10 2123 CC-2 Maharam Moderate 511459 Color TBD Multi-Specialty Barbara Canavan,

Maharam (617) 799-6233
10 2123 CC-3 Maharam Moderate 511459 Color TBD Clinical Research/Phlebotomy Barbara Canavan,

Maharam (617) 799-6233
CG-CORNER GUARD
10 2613 CG-1 InPro Corp. Surface Mount Corner Guard / Stainless Steel

/ No. 4 Satin Finish
8' x 1 1/2" Typical @ all exposed GWB corners Steven Stanton, InPro

(978) 873-3096
EI-ELEVATOR INTERIOR
14 7500 EI-1 SnapCab Corporate I /  Wall Panels: Formica 7012-58

Amber Maple / Ceiling: Frame Ceiling
(translucent diffusers, Silver, brushed finish,
LED light kit) / Handrail: 2" Flat Bar (Satin
Stainless finish, at Back Wall Only) / Reveals
& Toe kicks: Satin Stainless Steel

Elevator Cab Interior Katherine Maurer, Otis
Elevator Company, (860)
897-7289

14 7500 EI-2 Otis Hall Station/Lantern Retrofit for call buttons,
indicator, etc.

Satin Stainless Steel Elevator Fixtures Katherine Maurer, Otis
Elevator Company, (860)
897-7289

FRP-FIBER REINFORCED PLASTIC
06 6400 FRP-1 InPro Corp. FRP Rigid Sheet / Color 0238 Feather 4' x 8' sheet Housekeeping Closets; Mounted above

base to 4'-4" AFF
Steven Stanton, InPro
(978) 873-3096

06 6400 FRP-2 InPro Corp. FRP Rigid Sheet / Color 0238 Feather 3' x 8' sheet Clinic Corridors as noted; Mounted to
3'-0" AFF

Steven Stanton, InPro
(978) 873-3096

GL-GLASS
08 8000 GL-1 1/2" thick tempered glass / Clear / for use

with custom graphic-applied film
End Panels at Open Clinics, Waiting
Rooms, Registration Desk Millwork

08 8000 GL-2 Leaded glass / Clear Radiology
GLF-GLASS FILM
08 8000 GLF-1 3M or Solyx Custom Registration Desk Millwork, Dental Full-Ht

Glass Partitions
08 8000 GLF-2 3M or Solyx Custom Dental Partial-Ht Glass Partitions
08 8000 GLF-3 3M or Solyx Custom Privacy Film typ.
LK-LOCKERS
10 5113 LK-1 Summit Lockers Solid Phenolic Lockers / SL7909 Fusion

Maple
15" Single-tier locker, 72" H, Horizontal Vent,
Flat top, Adjustable locker base

Resident Study Rooms Summit Lockers (888)
310-7149

10 5113 LK-2 Summit Lockers Solid Phenolic Lockers / SL4878 Pewter
Mesh

15" Two-tier locker, 72" H, Horizontal Vent,
Flat top, Adjustable locker base

Staff Locker Room Summit Lockers (888)
310-7149

10 5113 LK-3 Summit Lockers Solid Phenolic Lockers / SL7909 Fusion
Maple

15" Two-tier locker, 72" H, Horizontal Vent,
Flat top, Adjustable locker base

Main Floor Lobby at Wood Wall Summit Lockers (888)
310-7149

MB-MARKER BOARD
10 1100 MB-1 Egan Visual Dimension Board Monolithic Markerboard /

(1/8") radius corners & white graffiti-resistant
edge and a floating mount

4'x4' Frameless whiteboard with continuous
aluminum tray. Substrate must be located to
allow correct installation of aluminum
mounting hardware supplied by Egan Visual
so that the board appears to float. Include
accessories: Dry-erase markers (ACDZ),
EganCloth (EVEC), Dimension Marker Tray
(ACDT)

Clinic Suites as noted, Conference
Rooms

McKearney Associates
(617) 269-7600

RS-ROLLER SHADES
12 2413 SH-1 MechoShade Thermoveil 1300 Series Basketweave (3%

Openess) / 1316 Eggshell
Manual, Mecho/5 Typical at all exterior glazing Shannon Corp. (978)

443-4911
12 2413 SH-2 MechoShade Thermoveil 1300 Series Basketweave (3%

Openess) / 1316 Eggshell with Thermoveil
0700 Series Blackout / 0706 Oyster

Manual, Mecho/5 DoubleShades with
Blackout

Room C2159 and as noted Shannon Corp. (978)
443-4911

ST-STONE
09 7513 ST-1 Travertine - match existing Refer to Specifications Main Lobby as required
TB-TACK BOARD
10 1100 TB-1 Egan Visual Monolithic (Dimension) Tackboard /Maharam

Messenger (MG) 077 Ash in
EganMetallicN(EM)

4'x4' Frameless tackboard with continuous
aluminum tray. Substrate must be located to
allow correct installation of aluminum
mounting hardware supplied by Egan Visual
so that the board appears to float.

Clinic Suites as noted, Conference
Rooms

McKearney Associates
(617) 269-7600

TB-2 Forbo Bulletin Board / Color 2182 Millwork desks as noted
TP-TOILET PARTITIONS
10 2114 TP-1 Hadrian Stainless Steel / All Hardware to be #4

brushed finish
Ceiling hung Public Toilet Rooms Bullard Associates (781)

235-6866
WP-WALL PROTECTION
10 2613 WP-1 InPro Corp. Guard and Wall Rails (Stainless Steel) w/

Rigid Sheet Wall Protection (FRP-2)
See A-7.9.0 for WP assemblies Typical @ All E.Q. Alcoves & Soiled/Clean

Rooms, U.O.N., Typical @ Cardiology
Clinic Corridors As Noted

Steven Stanton, InPro
(978) 873-3096

10 2613 WP-2 InPro Corp. Guard and Wall Rails (Stainless Steel) See A-7.9.0 for WP assemblies Typical @ Clinic Corridors, U.O.N. Steven Stanton, InPro
(978) 873-3096

10 2613 WP-3 InPro Corp. Guard and Wall Rails ( Stainless Steel)
w/Wood Handrail (WD-2)

See A-7.9.0 for WP assemblies Corridors as noted Steven Stanton, InPro
(978) 873-3096

10 2613 WP-4 InPro Corp. Rigid Sheet Wall Protection (FRP-1) See A-7.9.0 for WP assemblies Typical @ Housekeeping Closets, U.O.N. Steven Stanton, InPro
(978) 873-3096

10 2613 WP-5 InPro Corp. Rigid Sheet Wall Protection (FRP-2) w/Vinyl
Chair Rail (Color ot match FRP-2)

See A-7.9.0 for WP assemblies Typical @ Exam Rooms, U.O.N. Steven Stanton, InPro
(978) 873-3096

FINISH LEGEND

SPEC
SECTION

KEY
NAME

BASIS OF DESIGN
(MFR) STYLE / PATTERN / COLOR DESCRIPTION / SIZE REMARKS

REV. NO. /
DATE

MANUFACTURER
CONTACT

CEILING
ACT-ACOUSTICAL CEILINGS
09 5113 ACT-1 Armstrong Calla #2824; Grid: 9/16" Suprafine 2'x2' Beveled Tegular, NRC .85, CAC 35 Typical U.O.N. David Durfee, Armstrong

Ceiling Systems, (978)
758-0339

09 5113 ACT-2 Armstrong Mesa #682 Grid: 9/16" Suprafine 2'x2' Beveled Tegular, NRC .60 Storage rooms, Housekeeping Closets David Durfee, Armstrong
Ceiling Systems, (978)
758-0339

09 5113 ACT-3 Armstrong Calla #2825; Grid: 9/16" Suprafine 2'x4' Beveled Tegular, NRC .85, CAC 35 Dental Clinics as noted David Durfee, Armstrong
Ceiling Systems, (978)
758-0339

09 5113 ACT-4 Armstrong Optima Health Zone #3214; Grid: 15/16"
Clean Room Co-Extruded Aluminum
Gasketed

2'x2' Square Tegular, NRC .95 Negative Pressure rooms as noted David Durfee, Armstrong
Ceiling Systems, (978)
758-0339

WALL
CWT-CERAMIC WALL TILE
09 3000 CWT-1 Crossville Color by Numbers / WT03 Three Hour Tour /

Gloss Finish, Grout: TBD
4" x 12" tile Public Toilet Rooms as noted Lori Bowers, Crossville,

(617) 947-0057
09 3000 CWT-2 Crossville Color by Numbers / WT02 Tea for Two / Gloss

Finish, Grout: TBD
4" x 12" tile Individual Toilet Room wet walls

09 3000 CWT-3 Crossville Color by Numbers / WT07 Seventh Inning
Stretch / Matte Finish, Grout: TBD

4" x 12" tile Individual Toilet Room wet walls - Accent

PT-PAINT
09 9100 PT-1 Benjamin Moore OC-17 White Dove Finish - See Spec General Wall Color Marion Beaulieu,

Benjamin Moore Paints,
(508) 954-0630

09 9100 PT-2 Sherwin Williams SW 7007 Ceiling Bright White Finish - See Spec PTD GWB ceilings and soffits Mark Weiner, Sherwin
Williams (617) 438-1408

09 9100 PT-3 Sherwin Williams SW6074 Spalding Gray Finish - See Spec Accent (Dark Warm Gray), Stair Stringers Mark Weiner, Sherwin
Williams (617) 438-1408

09 9100 PT-4 Benjamin Moore AC-2 Berkshire Beige Finish - See Spec Accent (Light Warm Gray) Marion Beaulieu,
Benjamin Moore Paints,
(508) 954-0630

09 9100 PT-5 Benjamin Moore 2165-40 Dark Beige Finish - See Spec Accent (To Match WD-1) Marion Beaulieu,
Benjamin Moore Paints,
(508) 954-0630

09 9100 PT-6 TBD TBD Finish - See Spec Accent (Dental)
09 9100 PT-7 TBD TBD Finish - See Spec Accent (Multi-Specialty)
09 9100 PT-8 TBD TBD Finish - See Spec Accent (Clinical Research)
09 9100 PT-9 TBD TBD Finish - See Spec Accent (Phlebotomy)
09 9100 PT-10 TBD TBD Finish - See Spec Accent (Cardiology)
09 9100 PT-11 TBD TBD Finish - See Spec Existing Elevator Doors and Frames

(Metallic)
PWT-PORCELAIN WALL TILE
09 3000 PWT-1 Crossville Shades by Crossville / AV245 Clay / HON

Finish / Grout: TBD
12" x 24" Field Tile Main Lobby Public Toilet Room wet walls Lori Bowers, Crossville,

(617) 947-0057
09 3000 PWT-2 Crossville Crossville Mosaics / A876 Truffle / UPS Finish

/ Grout: TBD
3" x 3" Mosaic Tile Shower Walls Lori Bowers, Crossville,

(617) 947-0057
09 3000 PWT-3 Crossville Laminam Oxide / Grigio 5.6mm thickness large-format porcelain

panels
Main Lobby Reception Desk Transaction
Counter

Lori Bowers, Crossville,
(617) 947-0057

FLOOR
CPT-CARPET TILE
09 6813 CPT-1 Interface On Line / 103789 Sage 25cm x 1m Tile, Monolithic Installation Lobby, Waiting Rooms Al Sheehan, Interface,

(617) 834-0438
09 6813 CPT-2 Interface Off Line / 104332 Sage/Biscuit 25cm x 1m Tile, Monolithic Installation Lobby, Waiting Rooms Al Sheehan, Interface,

(617) 834-0438
09 6813 CPT-3 Interface On Line / Biscuit (Custom), Sample #

262469-005
25cm x 1m Tile, Monolithic Installation Lobby Al Sheehan, Interface,

(617) 834-0438
09 6813 CPT-4 Interface Urban Retreat UR304 / 103663 Sage/Citrus 50cm x 50cm Tile, Monolithic Installation Offices, Admin Al Sheehan, Interface,

(617) 834-0438
PFT-PORCELAIN FLOOR TILE
09 3000 PFT-1 Crossville Shades by Crossville / AV245 Clay / UPS

Finish / Grout: TBD
12" x 24" Field Tile Main Lobby Public Toilet Rooms Lori Bowers, Crossville,

(617) 947-0057
09 3000 PFT-2 Crossville Shades by Crossville / AV243 Fog / UPS

Finish / Grout: TBD
12" x 24" Field Tile Individual Toilet Rooms, Shower room Lori Bowers, Crossville,

(617) 947-0057
09 3000 PFT-3 Crossville Crossville Mosaics / A876 Truffle / UPS Finish

/ Grout: TBD
3" x 3" Mosaic Tile Shower Floor Lori Bowers, Crossville,

(617) 947-0057
RS-RESILIENT SHEET
09 6516 RS-1 Forbo Marmoleum Concrete / 3708 Fossil 79" wide sheet goods, 2.5mm thickness, All

seaming to be non-welded seams typ. U.O.N.;
Heat-weld seams only at Soiled Rooms,
Housekeeping Closets and as noted on Finish
Plans

(Light Warm Grey), Dental Oral Surgery
rooms, Cardiology Exam rooms,
Housekeeping Closets, Clean and Soiled
Rooms

Matt OKeefe, Forbo
Flooring Solutions, (978)
810-1045

09 6516 RS-2 Forbo Marmoleum Concrete / 3702 Liquid Clay 79" wide sheet goods, 2.5mm thickness, All
seaming to be non-welded seams typ. U.O.N.;
Heat-weld seams only at Soiled Rooms,
Housekeeping Closets and as noted on Finish
Plans

(Dark Warm Gray), Dental Labs as Noted Matt OKeefe, Forbo
Flooring Solutions, (978)
810-1045

09 6516 RS-3 Forbo Marmoleum Concrete / 3701 Moon 79" wide sheet goods, 2.5mm thickness, All
seaming to be non-welded seams typ. U.O.N.;
Heat-weld seams only at Soiled Rooms,
Housekeeping Closets and as noted on Finish
Plans

(Cream) Matt OKeefe, Forbo
Flooring Solutions, (978)
810-1045

RST-RESILIENT STAIR TREADS
09 6513 RST-1 Nora Norament 902 Stairtreads / 6172 Fawn Stair nosing, tread and integral riser Egress Stairs Peter Reucker, Nora

Systems, Inc., (857)
234-1449

RT-RESILIENT TILE
09 6500 RT-1 Forbo Marmoleum Modular / T3719 Malibu Beach 20" x 20" tile, 2.5mm thickness Typical (Light Warm Grey), Stair landings

as noted
Matt OKeefe, Forbo
Flooring Solutions, (978)
810-1045

RTSD-RESILIENT TILE STATIC DISSIPATIVE
09 6536 RTSD-

1
Armstrong SDT Static Dissipative Tile / Marble Beige

51950
12"x12" Tile IDF/MDF Rooms Josh Cucinotta,

Armstrong Flooring, (781)
915-8840

SC - SEALED CONCRETE
09 9100 SC-1 See Specifications Clear Finish HVAC/Mech/Elec Rooms and as noted
TR-TRANSITION ACCESSORIES/THRESHOLDS
09 6513 TR-1 Johnsonite SLT-XX-A / 29 Moon Rock WG Carpet Tile to Resilient Flooring Roxane Spears,

Johnsonite, (781)
258-2837

09 6513 TR-2 Feather up underlayment as needed for flush
transition, Maximum Slope 1:20

Resilient Tile (RT) to Resilient Tile (RTSD)

09 6513 TR-3 Johnsonite CRS-XX-A Reducer / 29 Moon Rock WG Carpet Tile to Finished Concrete Roxane Spears,
Johnsonite, (781)
258-2837

09 6513 TR-4a Johnsonite RRS-XX-B Reducer / 09 Clay WB Resilient Flooring to Finished Concrete (Light Warm Grey) Roxane Spears,
Johnsonite, (781)
258-2837

09 6513 TR-4b Johnsonite RRS-XX-B Reducer / 80 Fawn CB Resilient Flooring to Finished Concrete (Dark Warm Grey) Roxane Spears,
Johnsonite, (781)
258-2837

09 6513 TR-4c Johnsonite RRS-XX-B Reducer / 22 Pearl CB Resilient Flooring to Finished Concrete (Cream) Roxane Spears,
Johnsonite, (781)
258-2837

09 6513 TR-5 Brazilian Slate Cleft Finish Threshold Toilet and shower room thresholds
09 6513 TR-6 Schluter Schiene / Stainless Steel Carpet Tile to Existing Floor Rich Citro, Schluter

Systems (518) 796-1362
WCPT-WALK-OFF CARPET TILE
09 6813 WCPT-

1
Interface Entry Level / 7191 Olive 50cm x 50cm tile Entry vestibules, Elevator floors Al Sheehan, Interface,

(617) 834-0438

BASE
MTB-METAL BASE
06 4000 MTB-1 Brushed Stainless Steel sheet, all exposed

edges wrapped on 1/2" substrate
Main Lobby Reception Desk

PTB-PORCELAIN TILE BASE
09 3000 PTB-1 Crossville Shades by Crossville / AV245 Clay / UPS

Finish / Grout: TBD
4" x 24" Bullnose Base Main Lobby Public Toilet Rooms Lori Bowers, Crossville,

(617) 947-0057
09 3000 PTB-2 Crossville Shades by Crossville / AV243 Fog / UPS

Finish / Grout: TBD
4" x 24" Bullnose Base Individual Toilet Rooms, Shower room Lori Bowers, Crossville,

(617) 947-0057
09 3000 PTB-3 Crossville Crossville Mosaics / A876 Truffle / UPS Finish

/ Grout: TBD
3" x 12" Mounted Cove Base Shower Lori Bowers, Crossville,

(617) 947-0057
RB-RESILIENT BASE
09 6513 RB-1 Johnsonite Traditional Wall Base / 01 Snow White W 4" Rubber Base Typical U.O.N. Roxane Spears,

Johnsonite, (781)
258-2837

09 6513 RB-2 Johnsonite Traditional Wall Base / 09 Clay WB 4" Rubber Base Accent (Light Warm Grey) Roxane Spears,
Johnsonite, (781)
258-2837

09 6513 RB-3 Johnsonite Traditional Wall Base / 80 Fawn CB 4" Rubber Base Accent (Dark Warm Grey) Roxane Spears,
Johnsonite, (781)
258-2837

09 6516 RSB-1 Match RS-1 Match RS-1 4" Integral Cove Base Dental Oral Surgery rooms, Cardiology
Exam rooms, Housekeeping Closets,
Clean and Soiled Rooms

09 6516 RSB-2 Match RS-2 Match RS-2 4" Integral Cove Base Dental Labs as Noted
WDB-WOOD BASE
06 4000 WDB-1 1/2" thick stain-grade / Stained to match

WD-1
4" Recessed Flush Wood Base

06 4000 WDB-2 1/2" thick paint-grade / Painted to match
adjacent Accent Wall

4" Recessed Flush Wood Base
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A-A

A-A
9.8

10.6

12.6

11.4

13.4

14.6

15.6

/1 A-9.0.1A

/1 A-9.0.1C

/1 A-9.0.1A

/1 A-9.0.1C

CG215
PT-1

CPT-4
RB-1

STUDY RM

CG216
PT-1

CPT-4
RB-1

Room

CG219
PT-1

CPT-4
RB-1

Room

IDF RM

CGLV2

EMERGENCY
ELECTRIC

RM

CGEL10
CGS2
PT-1

EXIST'G
EXIST'G

STAIR 2

SHAFT 18

CGM18

SHAFT 19

CGM19

SHAFT 27

CGM27

ELECTRIC
RM

CGEL9

SHAFT B

CGCSB

SHAFT 17

CGM17

Room

CGM20

ELECTRIC
RM

CGEL5

CGS7
PT-1

EXIST'G
EXIST'G

STAIR 7

CGS8
PT-1

RT-1,RST-1

STAIR 8

PT
-6

1

4aCG206
PT-1
RT-1
RB-1

STORAGE

CG211
PT-1

CPT-4
RB-1

OFFICE

1

2

NOTE: REFER TO PLANS AND ELEVATIONS FOR
ADDITIONAL FINISH INFORMATION.

*FINISHES WITHIN ROOMTAG CALLOUT BOX APPLY TO ALL SURFACES
(FULL HEIGHT) WITHIN ROOM BOUNDARY U.O.N.
*WHEN APPLICABLE, PATTERN CALLOUTS ARE ALWAYS LOCATED IN A BOX
TO DIRECT LEFT OF FINISH TAG.
*WHEN 'VARIES' IS NOTED WITHIN FINISH CALLOUT BOX OR FINISH TAG,
REFER TO INDIVIDUAL CALLOUTS WITHIN SPACE AND/OR PATTERN.
*ALL HATCHES ARE FOR VISUAL MATERIAL BOUNDARY CLARIFICATION
ONLY.
*WALL PROTECTION, i.e.. CORNER GUARDS etc., ARE NOTATED ON FLOOR
PLANS.

WALL & FLOOR FINISH -  ANNOTATION TYPES

1234567
WALLFS
FLORFS
BASEFS

ROOM NAME

RT-2

WALL FINISH

BASE FINISH

WALL
ACCENT

SECONDARY
FLOOR FINISH

2

FLOOR TRANSITION
DETAIL NUMBER (I.E. TR-1
WILL BE NOTED AS '1',
TR-2 AS '2' AND SO ON.)

CEILING
SOFFIT
LINE
ABOVE

ROOM TAG
CALLOUT
BOX

FLOOR TRANSITION LINE

CEILING SOFFIT FINISH - APPLIES TO
HORIZONTAL & VERTICAL SURFACES, U.O.N.

RWS
SHADE
TYPE C

W
T-
1

RS-1

PT-2

1

FLOOR FINISH

R
B-
2

BASE
ACCENT

Carpet Tile Wood or
Wood-look
P.lam

Resilient
Flooring

Change in
Material
(Generic)

GRAPHICS LEGEND

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"
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9.7
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8.4

9.8

10.6

9.1

/1 A-9.0.1B

/1 A-9.0.1D

/1 A-9.0.1B

/1 A-9.0.1D

SHAFT 26

CGM26

ELECTRIC
ROOM

CGEL2

Room

CGM21

CG092
PT-1
CPT-4
RB-1

OFFICE

SHAFT 27

CGM27

ELECTRIC
RM

CGEL3

CGS6
PT-1

RT-1,RST-1

STAIR 6

Room

CGM20

ELECTRIC
RM

CGEL5

CGS7
PT-1

EXIST'G
EXIST'G

STAIR 7

PT-6

4a

NOTE: REFER TO PLANS AND ELEVATIONS FOR
ADDITIONAL FINISH INFORMATION.

*FINISHES WITHIN ROOMTAG CALLOUT BOX APPLY TO ALL SURFACES
(FULL HEIGHT) WITHIN ROOM BOUNDARY U.O.N.
*WHEN APPLICABLE, PATTERN CALLOUTS ARE ALWAYS LOCATED IN A BOX
TO DIRECT LEFT OF FINISH TAG.
*WHEN 'VARIES' IS NOTED WITHIN FINISH CALLOUT BOX OR FINISH TAG,
REFER TO INDIVIDUAL CALLOUTS WITHIN SPACE AND/OR PATTERN.
*ALL HATCHES ARE FOR VISUAL MATERIAL BOUNDARY CLARIFICATION
ONLY.
*WALL PROTECTION, i.e.. CORNER GUARDS etc., ARE NOTATED ON FLOOR
PLANS.

WALL & FLOOR FINISH -  ANNOTATION TYPES
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BASE FINISH

WALL
ACCENT
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2

FLOOR TRANSITION
DETAIL NUMBER (I.E. TR-1
WILL BE NOTED AS '1',
TR-2 AS '2' AND SO ON.)

CEILING
SOFFIT
LINE
ABOVE

ROOM TAG
CALLOUT
BOX

FLOOR TRANSITION LINE

CEILING SOFFIT FINISH - APPLIES TO
HORIZONTAL & VERTICAL SURFACES, U.O.N.

RWS
SHADE
TYPE C

W
T-
1

RS-1

PT-2

1

FLOOR FINISH

R
B-
2

BASE
ACCENT

Carpet Tile Wood or
Wood-look
P.lam

Resilient
Flooring

Change in
Material
(Generic)

GRAPHICS LEGEND
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A-A

1.32.43.65.3

6.4

7
6.5

7.57.6

8.4

9.1

25' - 0"

/1 A-9.0.1C

/1 A-9.0.1C

CG087
PT-1
CPT-4
RB-1

STUDY

IDF CHASE

CGLV1

ELECTRIC
RM

CGEL7

EMERGENCY
ELECTRIC

RM

CGEL8

CG090
PT-1
RT-1
RB-1

CORRIDOR

CGS1
PT-1

EXIST'G
EXIST'G

STAIR 1

SHAFT 26

CGM26

ELECTRIC
ROOM

CGEL2

PLUMBING

CGP1

Room

CGM21

SHAFT 23

CGM23SHAFT 22

CGM22

CG086
PT-1
CPT-4
RB-1

LECTURE

CG092
PT-1
CPT-4
RB-1

OFFICE

SHAFT 24

CGM24

SHAFT 25

CGM25

SHAFT A

CGCSA

ELECTRIC
RM

CGEL3

ELECTRIC
RM

CGEL1

CGS4
PT-1

RT-1,RST-1

STAIR 4

CGS5
PT-1

EXIST'G
EXIST'G

STAIR 5

CGS6
PT-1

RT-1,RST-1

STAIR 6

15.8

PT-6

CG080
PT-1
CPT-4
RB-1

Room

PT-6

1
1

4a

NOTE: REFER TO PLANS AND ELEVATIONS FOR
ADDITIONAL FINISH INFORMATION.

*FINISHES WITHIN ROOMTAG CALLOUT BOX APPLY TO ALL SURFACES
(FULL HEIGHT) WITHIN ROOM BOUNDARY U.O.N.
*WHEN APPLICABLE, PATTERN CALLOUTS ARE ALWAYS LOCATED IN A BOX
TO DIRECT LEFT OF FINISH TAG.
*WHEN 'VARIES' IS NOTED WITHIN FINISH CALLOUT BOX OR FINISH TAG,
REFER TO INDIVIDUAL CALLOUTS WITHIN SPACE AND/OR PATTERN.
*ALL HATCHES ARE FOR VISUAL MATERIAL BOUNDARY CLARIFICATION
ONLY.
*WALL PROTECTION, i.e.. CORNER GUARDS etc., ARE NOTATED ON FLOOR
PLANS.

WALL & FLOOR FINISH -  ANNOTATION TYPES

1234567
WALLFS
FLORFS
BASEFS

ROOM NAME

RT-2

WALL FINISH

BASE FINISH

WALL
ACCENT

SECONDARY
FLOOR FINISH

2

FLOOR TRANSITION
DETAIL NUMBER (I.E. TR-1
WILL BE NOTED AS '1',
TR-2 AS '2' AND SO ON.)

CEILING
SOFFIT
LINE
ABOVE

ROOM TAG
CALLOUT
BOX

FLOOR TRANSITION LINE

CEILING SOFFIT FINISH - APPLIES TO
HORIZONTAL & VERTICAL SURFACES, U.O.N.

RWS
SHADE
TYPE C

W
T-
1

RS-1

PT-2

1

FLOOR FINISH

R
B-
2

BASE
ACCENT

Carpet Tile Wood or
Wood-look
P.lam

Resilient
Flooring

Change in
Material
(Generic)

GRAPHICS LEGEND
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SCALE: 1/8" = 1' - 0"

Architectural Resources
Cambridge, P.C.

501 Boylston Street
Suite 4101

Boston, MA 02116
tel 617.547.2200

www.arcusa.com

C
op
yr
ig
ht
 2
01
5,
 A
R
C
 / 
A
rc
hi
te
ct
ur
al
 R
es
ou
rc
es
 C
am

br
id
ge
, I
nc
.

SCALE:

JOB NO:

DATE:

DRAWN BY:

FILE NAME:

84 Orange Street
New Haven, CT 06510
tel 203.786.5110
fax 203.786.5330

www.svigals.com

tel 617.888.8343

www.bushwang.com

(UCONN PROJECT # 901737)

As indicated

12
/9
/2
01
5 
4 :
52
:4
1 
P
M

1302

12/10/2015

Author

GROUND FLOOR FINISH PLAN
SECTOR D

A-9.0.1D

GROUND
FLOOR

FINISH PLAN
SECTOR D

BID DOCUMENTS

BUILDING C
RENOVATION

263 FARMINGTON AVE.
FARMINGTON, CT 06030

 1/8" = 1'-0"
1 GROUND FLOOR - FINISH PLAN SECTOR D

NO. REVISION DATE
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/1 A-9.0.2B /1 A-9.0.2B

CMS3
PT-1

EXIST'G
EXIST'G

STAIR 3

CM292
PT-1
RT-1
RB-1

STORAGECM291A
PT-1
RT-1
RB-1

EQUIP.
STORAGECM291

PT-1
RT-1
RB-1

EXAM 15

CM289
PT-1(EP)

RS-1
RSB-1

ISO EXAM/
SPUTUM

INDUCTION (-)

CM288
PT-1(EP)

RS-1
RSB-1

TREATMENTHSKP

CM297
ELECTRIC

RM

CMEL6

CMS3A
PT-1
RT-1
RB-1

DISCHARGE
PASSAGEWAY

SHAFT B

CMCSB

Room

CM323

SHAFT 17

CMM17

CM290
PT-1
RT-1
RB-1

STORAGE
CM230J

PT-1
RT-1
RB-1

CORRIDOR

ISO TOILET
(-)

CM289A

CM305
PT-1

CPT-1,2
RB-1

CORRIDOR

CM223R
PT-1

CPT-1,2
RB-1

CORRIDOR

CM223S
PT-1
RT-1
RB-1

CORRIDOR

CM304
PT-1
RT-1
RB-1

CORRIDOR

CM216
PT-1
RT-1
RB-1

CORRIDOR

1

5

4a

P
T-
4

P
T-
4

R
B-
2

P
T-
4

PT-4
RB-2

PT-3
RB-3

RB-3

6

HEAT-WELD
FLOORING
SEAMS THIS
ROOM

NOTE: REFER TO PLANS AND ELEVATIONS FOR
ADDITIONAL FINISH INFORMATION.

*FINISHES WITHIN ROOMTAG CALLOUT BOX APPLY TO ALL SURFACES
(FULL HEIGHT) WITHIN ROOM BOUNDARY U.O.N.
*WHEN APPLICABLE, PATTERN CALLOUTS ARE ALWAYS LOCATED IN A BOX
TO DIRECT LEFT OF FINISH TAG.
*WHEN 'VARIES' IS NOTED WITHIN FINISH CALLOUT BOX OR FINISH TAG,
REFER TO INDIVIDUAL CALLOUTS WITHIN SPACE AND/OR PATTERN.
*ALL HATCHES ARE FOR VISUAL MATERIAL BOUNDARY CLARIFICATION
ONLY.
*WALL PROTECTION, i.e.. CORNER GUARDS etc., ARE NOTATED ON FLOOR
PLANS.

WALL & FLOOR FINISH -  ANNOTATION TYPES

1234567
WALLFS
FLORFS
BASEFS

ROOM NAME

RT-2

WALL FINISH

BASE FINISH

WALL
ACCENT

SECONDARY
FLOOR FINISH

2

FLOOR TRANSITION
DETAIL NUMBER (I.E. TR-1
WILL BE NOTED AS '1',
TR-2 AS '2' AND SO ON.)

CEILING
SOFFIT
LINE
ABOVE

ROOM TAG
CALLOUT
BOX

FLOOR TRANSITION LINE

CEILING SOFFIT FINISH - APPLIES TO
HORIZONTAL & VERTICAL SURFACES, U.O.N.

RWS
SHADE
TYPE C

W
T-
1

RS-1

PT-2

1

FLOOR FINISH

R
B-
2

BASE
ACCENT

Carpet Tile Wood or
Wood-look
P.lam

Resilient
Flooring

Change in
Material
(Generic)

GRAPHICS LEGEND

CARPET TILE PATTERN EXAMPLES

CPT-1
(FIELD)

NOTES:

CPT-1, CPT-2, CPT-3 PATTERN LEGEND (LOBBIES AND WAITING/RECEPTION AREAS)

CPT-2
(ACCENT)

CPT-3
(ACCENT)

LEGEND

1. ALL CARPET TILE DIRECTIONAL ARROWS
TO POINT PROJECT NORTH IN SECTOR C,
ALIGNED TO COLUMN 9.5 AS SHOWN ON A-
9.02C, U.O.N.

2. CPT-2 TO BE NOTED WHEN DIRECTIONAL
ARROW TO OCCUR IN REVERSE DIRECTION.

3. PATTERN IS INTENDED TO RUN FROM
LOBBY DIRECTLY INTO WAITING ROOMS. DO
NOT BREAK PATTERN AT DOOR ENTRANCES.

CPT-1, TYP.

CPT-2

CPT-3
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Eaa

Fee

17.2

9.7

A-A

A-A 9.8

10.6

12.6

11.4

13.4

14.6

15.6

/1 A-9.0.2A

/1 A-9.0.2C

/1 A-9.0.2A

/1 A-9.0.2C

CM20E
EI-1,2

WCPT-1

ELEVATOR 20

CM19E
EI-1,2

WCPT-1

ELEVATOR 19

CMS7
PT-1

EXIST'G
EXIST'G

STAIR 7

CM292
PT-1
RT-1
RB-1

STORAGECM291A
PT-1
RT-1
RB-1

EQUIP.
STORAGECM291

PT-1
RT-1
RB-1

EXAM 15

CM289
PT-1(EP)

RS-1
RSB-1

ISO EXAM/
SPUTUM

INDUCTION (-)

CM288
PT-1(EP)

RS-1
RSB-1

TREATMENTHSKP

CM297
ELECTRIC

RM

CMEL6

SHAFT B

CMCSB

Room

CM323

SHAFT 17

CMM17

CM290
PT-1
RT-1
RB-1

STORAGE

CM274
PT-1

CPT-4
RB-1

CONFERENCE

CM275
PT-1

CPT-4
RB-1

PRACTICE
MANAGER
AND APRN

CM276
PT-1
RT-1
RB-1

EXAM 8

CM278
PT-1

CPT-4
RB-1

PULMONARY
NURSES

CM279
PT-1
RT-1
RB-1

CONSULT

CM280D
PT-1
RT-1
RB-1

EXERCISE
TESTING

CM280
PT-1
RT-1
RB-1

PFT

CM280B
PT-1
RT-1
RB-1

PFT 2

CM280C
PT-1

CPT-4
RB-1

PULM TECHS

CM287
PT-1
RT-1
RB-1

EXAM 13

CM286
PT-1
RT-1
RB-1

EXAM 14

CM285
PT-1
RT-1
RB-1

EXAM 10

CM270A
PT-1
RT-1
RB-1

CORRIDOR
CM273
PT-1

CPT-4
RB-1

MD CHARTING
(6)

CM272
PT-1

CPT-4
RB-1

MAs

CM284
PT-1
RT-1
RB-1

EXAM 11

CM277
PT-1
RT-1
RB-1

FILE
STORAGE

CM270
PT-1
RT-1
RB-1

CORRIDOR

CM283
PT-1
RT-1
RB-1

EXAM 12

CM268
PT-1

CPT-4
RB-1

MD CHARTING
(6)

CM296
PT-1

EXIST'G
EXIST'G

EXISTING
STAFF TOILET

CM267
PT-1
RT-1
RB-1

BREAK ROOM
CM264
PT-1
RT-1
RB-1

CORRIDOR

CM265
PT-1
RS-1

RSB-1

SOILED UTIL

CM266
PT-1
RT-1
RB-1

MED ROOM

CM280A
PT-1
RT-1
RB-1

STOR

TLT

CM282

CM281
PT-1
RT-1
RB-1

MASK FITTING

CMS9
PT-1

RT-1,RST-1

STAIR 9

CM269
PT-1
RT-1
RB-1

PULM
PSRs/COAs

CM245
PT-1

CPT-1,2
RB-1

WAITING

CM264A
PT-1

CPT-1,2
RB-1

RECEP/
CHECK-OUT

VITALS AREA

CM261

CM257
PT-1
RT-1
RB-1

RN WORK
AREA

CM262
PT-1
RT-1
RB-1

MA/MD WORK
AREA

CM253
PT-1
RT-1
RB-1

CORRIDOR

CM252
PT-1
RT-1
RB-1

EXAM 6

CM251
PT-1
RT-1
RB-1

EXAM 5

CM250
PT-1
RT-1
RB-1

CONSULT

CM249
PT-1
RT-1
RB-1

EXAM 4

CM248
PT-1
RT-1
RB-1

EXAM 3

CM247
PT-1
RT-1
RB-1

EXAM 2

CM246
PT-1
RT-1
RB-1

EXAM 1

CMS8
PT-1

RT-1,RST-1

STAIR 8

CM245A
PT-1

CPT-1,2
RB-1

CORRIDOR

Room

CM244A

Room

CM243
CM231
PT-1
RT-1
RB-1

EXAM 1

CM232
PT-1
RS-1

RSB-1

CORE LAB

CM233
PT-1
RT-1
RB-1

EXAM 2

CM234
PT-1
RT-1
RB-1

EXAM 3

CM235
PT-1
RT-1
RB-1

EXAM 4

CM236
PT-1
RT-1
RB-1

EXAM 5

CM237
PT-1
RT-1
RB-1

EXAM 6

CM238
PT-1
RT-1
RB-1

CONSULT
ROOM

CM223
PT-1
RT-1
RB-1

CORRIDOR

CM228
PT-1

CPT-4
RB-1

OPEN OFFICE
(7)

COPY

CM223B

SOILED

CM229

REC.

CM223A

TLT

CM230A

TLT

CM230B

CM230
PT-1
RT-1
RB-1

CORRIDOR

NOURISH.

CM230C

CM220
PT-1
RT-1
RB-1

CORRIDOR

CM222
PT-1

CPT-4
RB-1

MA (2)
CM219
PT-1

CPT-1,2
RB-1

RECEPTION
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NOTE: REFER TO PLANS AND ELEVATIONS FOR
ADDITIONAL FINISH INFORMATION.

*FINISHES WITHIN ROOMTAG CALLOUT BOX APPLY TO ALL SURFACES
(FULL HEIGHT) WITHIN ROOM BOUNDARY U.O.N.
*WHEN APPLICABLE, PATTERN CALLOUTS ARE ALWAYS LOCATED IN A BOX
TO DIRECT LEFT OF FINISH TAG.
*WHEN 'VARIES' IS NOTED WITHIN FINISH CALLOUT BOX OR FINISH TAG,
REFER TO INDIVIDUAL CALLOUTS WITHIN SPACE AND/OR PATTERN.
*ALL HATCHES ARE FOR VISUAL MATERIAL BOUNDARY CLARIFICATION
ONLY.
*WALL PROTECTION, i.e.. CORNER GUARDS etc., ARE NOTATED ON FLOOR
PLANS.

WALL & FLOOR FINISH -  ANNOTATION TYPES
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FLORFS
BASEFS
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RT-2

WALL FINISH

BASE FINISH

WALL
ACCENT

SECONDARY
FLOOR FINISH

2

FLOOR TRANSITION
DETAIL NUMBER (I.E. TR-1
WILL BE NOTED AS '1',
TR-2 AS '2' AND SO ON.)

CEILING
SOFFIT
LINE
ABOVE

ROOM TAG
CALLOUT
BOX

FLOOR TRANSITION LINE

CEILING SOFFIT FINISH - APPLIES TO
HORIZONTAL & VERTICAL SURFACES, U.O.N.

RWS
SHADE
TYPE C
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FLOOR FINISH
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B
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ACCENT
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Change in
Material
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GRAPHICS LEGEND

CARPET TILE PATTERN EXAMPLES

CPT-1
(FIELD)

NOTES:

CPT-1, CPT-2, CPT-3 PATTERN LEGEND (LOBBIES AND WAITING/RECEPTION AREAS)

CPT-2
(ACCENT)

CPT-3
(ACCENT)

LEGEND

1. ALL CARPET TILE DIRECTIONAL ARROWS
TO POINT PROJECT NORTH IN SECTOR C,
ALIGNED TO COLUMN 9.5 AS SHOWN ON A-
9.02C, U.O.N.

2. CPT-2 TO BE NOTED WHEN DIRECTIONAL
ARROW TO OCCUR IN REVERSE DIRECTION.

3. PATTERN IS INTENDED TO RUN FROM
LOBBY DIRECTLY INTO WAITING ROOMS. DO
NOT BREAK PATTERN AT DOOR ENTRANCES.
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NOTE: REFER TO PLANS AND ELEVATIONS FOR
ADDITIONAL FINISH INFORMATION.

*FINISHES WITHIN ROOMTAG CALLOUT BOX APPLY TO ALL SURFACES
(FULL HEIGHT) WITHIN ROOM BOUNDARY U.O.N.
*WHEN APPLICABLE, PATTERN CALLOUTS ARE ALWAYS LOCATED IN A BOX
TO DIRECT LEFT OF FINISH TAG.
*WHEN 'VARIES' IS NOTED WITHIN FINISH CALLOUT BOX OR FINISH TAG,
REFER TO INDIVIDUAL CALLOUTS WITHIN SPACE AND/OR PATTERN.
*ALL HATCHES ARE FOR VISUAL MATERIAL BOUNDARY CLARIFICATION
ONLY.
*WALL PROTECTION, i.e.. CORNER GUARDS etc., ARE NOTATED ON FLOOR
PLANS.

WALL & FLOOR FINISH -  ANNOTATION TYPES

1234567
WALLFS
FLORFS
BASEFS

ROOM NAME

RT-2

WALL FINISH

BASE FINISH

WALL
ACCENT

SECONDARY
FLOOR FINISH

2

FLOOR TRANSITION
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WILL BE NOTED AS '1',
TR-2 AS '2' AND SO ON.)

CEILING
SOFFIT
LINE
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CEILING SOFFIT FINISH - APPLIES TO
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CPT-3
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1. ALL CARPET TILE DIRECTIONAL ARROWS
TO POINT PROJECT NORTH IN SECTOR C,
ALIGNED TO COLUMN 9.5 AS SHOWN ON A-
9.02C, U.O.N.

2. CPT-2 TO BE NOTED WHEN DIRECTIONAL
ARROW TO OCCUR IN REVERSE DIRECTION.

3. PATTERN IS INTENDED TO RUN FROM
LOBBY DIRECTLY INTO WAITING ROOMS. DO
NOT BREAK PATTERN AT DOOR ENTRANCES.
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PT-1

CPT-1,2
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PT-1

RT-1,RST-1
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PT-1
PFT-1
PTB-1
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PT-1
PFT-1
PTB-1
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RESTROOM
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PT--1
RT-1
RB-1

ELECTRIC RM

SHAFT 26
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ELECTRIC
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CM054
PT-1
CPT-4
RB-1

OFFICE - PCC

CM055
PT-1
RT-1
RB-1

INTR-ORAL
X-RAY

CM056
PT-1
RT-1
RB-1

INTR-ORAL
X-RAY

CM053
PT-1
CPT-4
RB-1

RADIOLOGY

CM068
PT-1
CPT-4
RB-1

RADIOLOGY
FACULTY

WORKSTATIONS

CM067
PT-1
CPT-4
RB-1

RADIOLOGY
TECH

WORKSTATIONS

CM066
PT-1
RT-1
RB-1

FUTURE
PANORAMIC

CM065
PT-1
RT-1
RB-1

PANORAMIC

CM044
PT-1
CPT-4
RB-1

OFFICE PCC

CM064
PT-1
RT-1
RB-1

FUTURE
CONE BEAM

CM045
PT-1
RT-1
RB-1

TOUCHDOWN

CM046
PT-1
CPT-4
RB-1

PATIENT
CONSULT

CM047
PT-1
CPT-4
RB-1

PATIENT
CONSULT

CM057
PT-1
RT-1
RB-1

INTR-ORAL
X-RAY

CM058
PT-1
RT-1
RB-1

INTR-ORAL
X-RAY

CM059
PT-1
RT-1
RB-1
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BEAM

CM060
PT-1
RT-1
RB-1

PAN / CEPH
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PT-1
RT-1
RB-1
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PT-1
RT-1
RB-1
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CPT-4
RB-1
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TREATMENT

CHAIR

CM037F
PT-1
RS-3
RB-1

DENTAL
TREATMENT
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TREATMENT

CHAIR

CM032E
PT-1
RS-3
RB-1

DENTAL
TREATMENT
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TREATMENT

ROOM

CM040
PT-1
RT-1
RB-1

DENTAL
TREATMENT

ROOM

CM038
PT-1
RS-3
RB-1

TOUCHDOWN
CM033
PT-1
RS-3
RB-1

TOUCHDOWN

CM026
PT-1
CPT-4
RB-1

PATIENT
CONSULT

CM027
PT-1
CPT-4
RB-1

OMFR
FACULTY
OFFICE

CM028
PT-1
CPT-4
RB-1

OFFICE - LDA

CM029
PT-1
CPT-4
RB-1

PATIENT
CONSULT

CM025
PT-1
RT-1
RB-1

CLINICAL
ENGINEERING

CM024
PT-1
RT-1
RB-1

EQUIPMENT
STORAGE

CM022
PT-1
CPT-4
RB-1

OFFICE - G.D.
FACULTY /
PROGRAM
DIRECTOR

CM023
PT-1
CPT-4
RB-1

OFFICE - G.D.
ADMIN

CM020
PT-1
CPT-4
RB-1

AEGD
RESIDENT
STUDY

CM020A
PT-1
CPT-4
RB-1

CHANGING
RM

CM048
PT-1
RT-1
RB-1

CORRIDOR

CMS5
PT-1

EXIST'G
EXIST'G

STAIR 5

CM048A
Room

CMS4
PT-1

RT-1,RST-1

STAIR 4

ELECTRIC
RM

CMEL1

NEW SHAFT

CMM21A

SHAFT 22

CMM22

EMERGENCY
ELECTRIC

RM

CMEL8

ELECTRIC
RM

CMEL7

CLEAN
GOWNS

CM011F

PATIENT
LIFT

CM011E

EMERGENCY
CART

CM011D

SOILED
GOWNS

CM011C

SOILED
GOWNS

CM005B

SHAFT 23

CMM23

SHAFT 24

CMM24
CLEAN
GOWNS

CM005A

SHAFT 25

CMM25

CLEAN
GOWNS

CM011A

EMERGENCY
CART

CM011B

SCRUB

CM092B

EMERGENCY
CART

CM092A

SHAFT A

CMCSA

CM019
PT-1
CPT-4
RB-1

OMFR
RESIDENT
STUDY

CM019A
PT-1
CPT-4
RB-1

CHANGING
RM

CM008
PT-1
RT-1
RB-1

CORRIDOR

STAFF
TOILET

CM012

STAFF
TOILET

CM013

CM014
PT-1
RS-2
RSB-2

LAB
CM015
PT-1
RS-2
RB-1

MED PREP

CM006
PT-1
RS-2
RB-1

EQUIPMENT
STORAGECM016

PT-1
RS-2
RSB-2

SOILED
HOLDING

CM009
PT-3
RS-2
RB-3

CORRIDOR

CM108
PT-1
RT-1
RB-1

DENTAL
TREATMENT

ROOM

CM106
PT-1
RT-1
RB-1

DENTAL
TREATMENT

ROOM

CM107
PT-1
RT-1
RB-1

DENTAL
TREATMENT

ROOM

CM104
PT-1
RT-1
RB-1

DENTAL
TREATMENT

ROOM

CM105
PT-1
RT-1
RB-1

DENTAL
TREATMENT

ROOM

CM103
PT-1
RT-1
RB-1

CORRIDOR

CM103A
PT-1
RT-1
RB-1

TOUCHDOWN

CMS1
PT-1

EXIST'G
EXIST'G

STAIR 1

CM100
PT-1
RS-1
RSB-1

DENTAL
SURGERY
ROOM

CM099
PT-1
RS-1
RSB-1

DENTAL
SURGERY
ROOM

CM098
PT-1
RS-1
RSB-1

DENTAL
SURGERY
ROOM

CM110
PT-1
RT-1
RB-1

STORAGE

CM101
PT-1
RS-1
RSB-1

DENTAL
SURGERY
ROOM

CM095
PT-1
RT-1
RB-1

MED
CM094
PT-1
RS-1
RSB-1

DENTAL
SURGERY
ROOM

CM092
PT-1
RT-1
RB-1

CORRIDOR

CM093
PT-1
RT-1
RB-1

TOUCHDOWN

CM097
PT-1
RS-1
RSB-1

DENTAL
SURGERY
ROOM

CM096
PT-1
RS-1
RSB-1

DENTAL
SURGERY
ROOM

CM004
PT-1
RT-1
RB-1

CORRIDOR

CM070
PT-1
RT-1
RB-1

DOC WAITING

CM071
PT-1
RT-1
RB-1

DOC
TREATMENT

RM

CM069
PT-1
RT-1
RB-1

CORRIDOR

CM074
PT-1
CPT-4
RB-1

OMFS
RESIDENT
STUDY (13)

CM074A
PT-1
CPT-4
RB-1

CHANGING
CM075
PT-1
CPT-4
RB-1

OFFICE
CM073
PT-1
CPT-4
RB-1

OFFICE

CM002
PT-1
RT-1
RB-1

CYLINDER
STORAGE

CM003
PT-1
RT-1
RB-1

NITROUS
DELIVERY
SYSTEM

CM087
PT-1
RT-1
RB-1

EQ STORAGE

HSKP

CM001

CM091
PT-1

CPT-1,2
RB-1

OMFS
WAITING

PATIENT
TOILET

CM112

PATIENT
TOILET

CM111

CM043
PT-1
RT-1
RB-1

CORRIDOR

CM041
PT-1
RT-1
RB-1

CORRIDOR
CM036
PT-1
RT-1
RB-1

CORRIDOR
CM031
PT-1
RT-1
RB-1

CORRIDOR

CM021
PT-1
RT-1
RB-1

CORRIDOR

CM011
PT-1
RT-1
RB-1

CORRIDOR

CM152
PT-1

CPT-1,2
RB-1

CORRIDOR

CM182A
PT-1

CPT-1,2
RB-1

CORRIDOR

PT-6 PT-6

15.8

PT-6

PT-6

W
D
-1

W
D
B-1

PT-6
U
N
D
ER
SID

E O
F G

W
B C

LG

PT-6

WDB-
2

PT-6

WDB-
2

WDB-
2

WDB-
2

CM102
PT-1

CPT-1,2
RB-1

EMERGENCY
WAITING

RS-2 RS-2
RS-2

PT-3
RB-3 NOTE: ALCOVES WITHIN SHADED ACCENT AREA TO RECEIVE THESE

WALL & BASE FINISHES AND ACCENT FLOOR FINISH AS NOTED, TYP.

P
T-
3

R
B-
3

P
T-
3

R
B-
3

P
T-
3

R
B-
3

P
T-
3

R
B-
3

RS-2
RS-2

RS-2

RS-2 RS-2

5

5

5
5

CM083
PT-1
RS-1
RSB-1

CODE/ OFC

CM076
PT-1
RT-1
RB-1

CORRIDOR

CM081
PT-1
RT-1
RB-1

CORRIDOR

CM077
PT-1
RT-1
RB-1

EQUIPMENT
STORAGE

CM079
PT-1
RS-1
RSB-1

DENTAL
SURGERY
ROOM

CM078
PT-1
RS-1
RSB-1

DENTAL
SURGERY
ROOM

CM082
PT-1
RT-1
RB-1

NURSE

CM084
PT-1
RT-1
RB-1

PREP /
RECOVERY

CM085
PT-1
RT-1
RB-1

PREP /
RECOVERY

CM086
PT-1
RT-1
RB-1

PREP /
RECOVERY

PATIENT
TOILET

CM088

CM089
PT-1
RT-1
RB-1

CHANGING

CM090
PT-1
RT-1
RB-1

PREP

CM076
PT-1
RT-1
RB-1

CORRIDOR

PT-3
RB-3

PT-3
RB-3

P
T-
6

W
D
B-
2

PT-4
RB-2

PT-4
RB-2

PT-4
RB-2

PT-4
RB-2

PT-4
RB-2

PT-4
RB-2

PT-4
RB-2

P
T-
4

R
B-
2

P
T-
4

R
B-
2

P
T-
4

R
B-
2

P
T-
4

R
B-
2

P
T-
4

R
B-
2

PT-3
RB-3

6

6

111

1
5

1

1

1

4a

4a

5

5

1

1 1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1

1 1

1

1

1

WDB-2 WDB-2

PT-6
UNDERSIDE OF

GWB CLG

P
T-
4

R
B-
2

P
T-
4

R
B-
2

P
T-
4

R
B-
2

P
T-
4

R
B-
2

DOOR & FRAME PTD PT-1 THIS SIDE

DOOR & FRAME PTD PT-6 THIS SIDE

A
LI
G
N

A
LI
G
N

A
LI
G
N

A
LI
G
N

A
LI
G
N

A
LI
G
N

A
LI
G
N

A
LI
G
N

A
LI
G
N

A
LI
G
N

A
LI
G
N

A
LI
G
N

A
LI
G
N

A
LI
G
N

A
LI
G
N

A
LI
G
N

A
LI
G
N

A
LI
G
N

A
LI
G
N

ALIGN NOTE: ALIGN @ ALL
SHADED ALCOVES, TYP.ALIGN

PT-3
RB-3

NOTE: ALCOVES WITHIN SHADED ACCENT AREA TO RECEIVE THESE
WALL & BASE FINISHES AND ACCENT FLOOR FINISH AS NOTED, TYP.

ALIGN

1

1

1

4a

HEAT-
WELD
FLOORING
SEAMS
THIS ROOM

HEAT-WELD
FLOORING
SEAMS THIS
ROOM

HEAT-WELD
FLOORING
SEAMS THIS
ROOM

HEAT-WELD
FLOORING
SEAMS THIS
ROOM

HEAT-WELD
FLOORING
SEAMS THIS
ROOM

HEAT-WELD
FLOORING
SEAMS THIS
ROOM

HEAT-WELD
FLOORING SEAMS
THIS ROOM

HEAT-WELD  FLOORING
SEAMS THIS ROOM

HEAT-WELD
FLOORING
SEAMS THIS
ROOM

HEAT-WELD
FLOORING
SEAMS THIS
ROOM

HEAT-WELD
FLOORING
SEAMS THIS
ROOM

NOTE: REFER TO PLANS AND ELEVATIONS FOR
ADDITIONAL FINISH INFORMATION.

*FINISHES WITHIN ROOMTAG CALLOUT BOX APPLY TO ALL SURFACES
(FULL HEIGHT) WITHIN ROOM BOUNDARY U.O.N.
*WHEN APPLICABLE, PATTERN CALLOUTS ARE ALWAYS LOCATED IN A BOX
TO DIRECT LEFT OF FINISH TAG.
*WHEN 'VARIES' IS NOTED WITHIN FINISH CALLOUT BOX OR FINISH TAG,
REFER TO INDIVIDUAL CALLOUTS WITHIN SPACE AND/OR PATTERN.
*ALL HATCHES ARE FOR VISUAL MATERIAL BOUNDARY CLARIFICATION
ONLY.
*WALL PROTECTION, i.e.. CORNER GUARDS etc., ARE NOTATED ON FLOOR
PLANS.

WALL & FLOOR FINISH -  ANNOTATION TYPES

1234567
WALLFS
FLORFS
BASEFS

ROOM NAME

RT-2

WALL FINISH

BASE FINISH

WALL
ACCENT

SECONDARY
FLOOR FINISH

2

FLOOR TRANSITION
DETAIL NUMBER (I.E. TR-1
WILL BE NOTED AS '1',
TR-2 AS '2' AND SO ON.)

CEILING
SOFFIT
LINE
ABOVE

ROOM TAG
CALLOUT
BOX

FLOOR TRANSITION LINE

CEILING SOFFIT FINISH - APPLIES TO
HORIZONTAL & VERTICAL SURFACES, U.O.N.

RWS
SHADE
TYPE C

W
T-
1

RS-1

PT-2

1

FLOOR FINISH

R
B-
2

BASE
ACCENT

Carpet Tile Wood or
Wood-look
P.lam

Resilient
Flooring

Change in
Material
(Generic)

GRAPHICS LEGEND

CARPET TILE PATTERN EXAMPLES

CPT-1
(FIELD)

NOTES:

CPT-1, CPT-2, CPT-3 PATTERN LEGEND (LOBBIES AND WAITING/RECEPTION AREAS)

CPT-2
(ACCENT)

CPT-3
(ACCENT)

LEGEND

1. ALL CARPET TILE DIRECTIONAL ARROWS
TO POINT PROJECT NORTH IN SECTOR C,
ALIGNED TO COLUMN 9.5 AS SHOWN ON A-
9.02C, U.O.N.

2. CPT-2 TO BE NOTED WHEN DIRECTIONAL
ARROW TO OCCUR IN REVERSE DIRECTION.

3. PATTERN IS INTENDED TO RUN FROM
LOBBY DIRECTLY INTO WAITING ROOMS. DO
NOT BREAK PATTERN AT DOOR ENTRANCES.

CPT-1, TYP.

CPT-2

CPT-3

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"
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FILE NAME:

84 Orange Street
New Haven, CT 06510
tel 203.786.5110
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Author

MAIN FLOOR FINISH PLAN SECTOR
D

A-9.0.2D

MAIN FLOOR
FINISH PLAN

SECTOR D

BID DOCUMENTS

BUILDING C
RENOVATION

263 FARMINGTON AVE.
FARMINGTON, CT 06030

 1/8" = 1'-0"
1 MAIN FLOOR - FINISH PLAN SECTOR D

NO. REVISION DATE



UP

1616

1717

1818

1919

2121

H

HG

G

F

F

E

E

D

D

C

C

B

B

A

A

15.7

15

15

Eb

17.2

Fb

9.20

A-A

A-A

15.6

/1 A-9.0.3B /1 A-9.0.3B

SHAFT B

C1CSB

SHAFT 17

C1M17

ELECTRIC
RM

C1EL6

HSKP

C1295

C1S3
PT-1

EXIST'G
EXIST'G

STAIR 3

C1340B
PT-1
RT-1
RB-1

STORAGE RM

C1296A
PT-1
CPT-4
RB-1

CHANGING
C1288A
PT-1
CPT-4
RB-1

CHANGING
C1288
PT-1
CPT-4
RB-1

RESIDENT
STUDY

C1346
PT-1

CPT-1,2
RB-1

CORRIDOR

6

1

4a

C1296
PT-1
CPT-4
RB-1

RESIDENT
STUDY

6

6

6

6

6

NOTE: REFER TO PLANS AND ELEVATIONS FOR
ADDITIONAL FINISH INFORMATION.

*FINISHES WITHIN ROOMTAG CALLOUT BOX APPLY TO ALL SURFACES
(FULL HEIGHT) WITHIN ROOM BOUNDARY U.O.N.
*WHEN APPLICABLE, PATTERN CALLOUTS ARE ALWAYS LOCATED IN A BOX
TO DIRECT LEFT OF FINISH TAG.
*WHEN 'VARIES' IS NOTED WITHIN FINISH CALLOUT BOX OR FINISH TAG,
REFER TO INDIVIDUAL CALLOUTS WITHIN SPACE AND/OR PATTERN.
*ALL HATCHES ARE FOR VISUAL MATERIAL BOUNDARY CLARIFICATION
ONLY.
*WALL PROTECTION, i.e.. CORNER GUARDS etc., ARE NOTATED ON FLOOR
PLANS.

WALL & FLOOR FINISH -  ANNOTATION TYPES

1234567
WALLFS
FLORFS
BASEFS

ROOM NAME

RT-2

WALL FINISH

BASE FINISH

WALL
ACCENT

SECONDARY
FLOOR FINISH

2

FLOOR TRANSITION
DETAIL NUMBER (I.E. TR-1
WILL BE NOTED AS '1',
TR-2 AS '2' AND SO ON.)

CEILING
SOFFIT
LINE
ABOVE

ROOM TAG
CALLOUT
BOX

FLOOR TRANSITION LINE

CEILING SOFFIT FINISH - APPLIES TO
HORIZONTAL & VERTICAL SURFACES, U.O.N.

RWS
SHADE
TYPE C

W
T-
1

RS-1

PT-2

1

FLOOR FINISH

R
B-
2

BASE
ACCENT

Carpet Tile Wood or
Wood-look
P.lam

Resilient
Flooring

Change in
Material
(Generic)

GRAPHICS LEGEND

CARPET TILE PATTERN EXAMPLES

CPT-1
(FIELD)

NOTES:

CPT-1, CPT-2, CPT-3 PATTERN LEGEND (LOBBIES AND WAITING/RECEPTION AREAS)

CPT-2
(ACCENT)

CPT-3
(ACCENT)

LEGEND

1. ALL CARPET TILE DIRECTIONAL ARROWS
TO POINT PROJECT NORTH IN SECTOR C,
ALIGNED TO COLUMN 9.5 AS SHOWN ON A-
9.02C, U.O.N.

2. CPT-2 TO BE NOTED WHEN DIRECTIONAL
ARROW TO OCCUR IN REVERSE DIRECTION.

3. PATTERN IS INTENDED TO RUN FROM
LOBBY DIRECTLY INTO WAITING ROOMS. DO
NOT BREAK PATTERN AT DOOR ENTRANCES.

CPT-1, TYP.

CPT-2

CPT-3

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"

Architectural Resources
Cambridge, P.C.

501 Boylston Street
Suite 4101

Boston, MA 02116
tel 617.547.2200

www.arcusa.com

C
op
yr
ig
ht
 2
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 A
R
C
 / 
A
rc
hi
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ct
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al
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ou
rc
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 C
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ge
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SCALE:

JOB NO:

DATE:

DRAWN BY:

FILE NAME:

84 Orange Street
New Haven, CT 06510
tel 203.786.5110
fax 203.786.5330

www.svigals.com

tel 617.888.8343

www.bushwang.com

(UCONN PROJECT # 901737)
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Author

FIRST FLOOR FINISH PLAN SECTOR
A

A-9.0.3A

FIRST FLOOR
FINISH PLAN

SECTOR A

BID DOCUMENTS

BUILDING C
RENOVATION

263 FARMINGTON AVE.
FARMINGTON, CT 06030

 1/8" = 1'-0"
1 FIRST FLOOR - FINISH PLAN SECTOR A

NO. REVISION DATE



16

17

H

H

G

G

F

F

E

E

D

D

C

C

B

B

A

A

15.7

10

11

12

13

14

15

14.5

13.5

12.5

11.5

10.5

9.9

13.6

14.4

11.6

12.7

10.8

11.3

11.2

Eaa

Fee

17.2

9.7

A-A

A-A
9.8

10.6

12.6

11.4

13.4

14.6

15.6

/1 A-9.0.3A

/1 A-9.0.3C

/1 A-9.0.3A

/1 A-9.0.3C

SHAFT B

C1CSB

SHAFT 17

C1M17

ELECTRIC
RM

C1EL6

HSKP

C1295

C1340B
PT-1
RT-1
RB-1

STORAGE RM

C1296A
PT-1
CPT-4
RB-1

CHANGING
C1288A
PT-1
CPT-4
RB-1

CHANGING
C1288
PT-1
CPT-4
RB-1

RESIDENT
STUDY

C1286
PT-1
CPT-4
RB-1

OFFICE PERIO
FACULTY

C1287
PT-1
CPT-4
RB-1

OFFICE -
PROS

FACULTYC1289
PT-1
CPT-4
RB-1

OFFICE -
LDAs

C1291
PT-1
CPT-4
RB-1

OFFICE -
CLINIC

PRACTICE
MANAGER

C1292
PT-1
CPT-4
RB-1

OFFICE -
CLINIC

PRACTICE
MANAGER

C1293
PT-1
CPT-4
RB-1

OFFICE -
DIRECTOR
CLINICAL

OPERATIONS
C1294
PT-1
CPT-4
RB-1

OFFICE -
DIRECTOR

QMI

C1285
PT-1
RT-1
RB-1

CORRIDOR

SOILED
GOWNS

C1285B

CLEAN
GOWNS

C1285C

EMERGENCY
CART

C1285A

STAFF
TOILET

C1283 STAFF
TOILET

C1284

C1273A
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR
C1273B
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR

C1273C
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR
C1273D
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR
C1273E
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR

C1290
PT-1
CPT-4
RB-1

ADMIN SUITE

C1S9
PT-1

RT-1,RST-1

STAIR 9

C1S8
PT-1

RT-1,RST-1

STAIR 8

C1250
PT-1
RT-1
RB-1

CORRIDOR

C1253
PT-1
CPT-4
RB-1

CONSULT

C1268D
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR

C1268E
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR

C1268F
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR

C1271
PT-1
RT-1
RB-1

DENTAL
TREATMENT

ROOM

C1270
PT-1
RT-1
RB-1

DENTAL
TREATMENT

ROOM

C1268A
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR

C1268B
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR

C1268C
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR

C1272
PT-1
RT-1
RB-1

CORRIDOR

C1274
PT-1
RT-1
RB-1

CORRIDOR

C1269
PT-1
RS-3
RB-1

TOUCHDOWN

C1264
PT-1
RS-3
RB-1

TOUCHDOWN

C1266
PT-1
RT-1
RB-1

DENTAL
TREATMENT

ROOM

C1265
PT-1
RT-1
RB-1

DENTAL
TREATMENT

ROOM

C1263F
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR

C1263E
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR

C1263D
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR

C1252
PT-1
CPT-4
RB-1

CONSULT

C1263C
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR

C1263B
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR

C1263A
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR

C1258D
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR

C1258E
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR

C1258F
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR

C1258A
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR

C1258B
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR

C1258C
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR

C1251
PT-1
CPT-4
RB-1

CONSULT

C1259
PT-1
RS-3
RB-1

TOUCHDOWN

C1261
PT-1
RT-1
RB-1

DENTAL
TREATMENT

ROOM

C1260
PT-1
RT-1
RB-1

DENTAL
TREATMENT

ROOM

C1282
PT-1
RS-2
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C1211
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PLUMBING
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C1EL10
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C1LV2
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RM
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C1240
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SHAFT 20
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CLEAN
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C1274A

C1267
PT-1
RT-1
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PT
-6

PT
-6

W
DB
-2

W
DB
-2

W
DB
-2

PT
-6

PT
-6

UN
DE
RS
ID
E 
O
F

G
W
B 
CL
G

UN
DE
RS
ID
E 
OF

GW
B 
CL
G

PT
-3

RB
-3

NO
TE
: A
LC
O
VE
S 
W
IT
HI
N 
SH
AD
ED
 A
CC
EN
T

AR
EA
 T
O
 R
EC
EI
VE
 T
HE
SE
 W
AL
L 
& 
BA
SE

FI
NI
SH
ES
 A
ND
 A
CC
EN
T 
FL
O
OR
 F
IN
IS
H 
AS

NO
TE
D,
 T
YP
.

RS
-2

RS
-2

PT-3RT-3

W
D-1

W
DB-1

1

1

4a

4a

1

5

5

4a

1

1

1

1

1

1

4a

1

1

1 1

1

5

5

C1296
PT-1
CPT-4
RB-1

RESIDENT
STUDY

PT-4
RB-2

PT-4

PT-4

RB-2

RB-2

PT-4

PT-4

PT-4

PT-4

PT-4

PT-4

RB-2

RB-2

RB-2

RB-2

RB-2

RB-2

6

6

HEAT-WELD
FLOORING SEAMS
THIS ROOM

NOTE: REFER TO PLANS AND ELEVATIONS FOR
ADDITIONAL FINISH INFORMATION.

*FINISHES WITHIN ROOMTAG CALLOUT BOX APPLY TO ALL SURFACES
(FULL HEIGHT) WITHIN ROOM BOUNDARY U.O.N.
*WHEN APPLICABLE, PATTERN CALLOUTS ARE ALWAYS LOCATED IN A BOX
TO DIRECT LEFT OF FINISH TAG.
*WHEN 'VARIES' IS NOTED WITHIN FINISH CALLOUT BOX OR FINISH TAG,
REFER TO INDIVIDUAL CALLOUTS WITHIN SPACE AND/OR PATTERN.
*ALL HATCHES ARE FOR VISUAL MATERIAL BOUNDARY CLARIFICATION
ONLY.
*WALL PROTECTION, i.e.. CORNER GUARDS etc., ARE NOTATED ON FLOOR
PLANS.

WALL & FLOOR FINISH -  ANNOTATION TYPES

1234567
WALLFS
FLORFS
BASEFS

ROOM NAME

RT-2

WALL FINISH

BASE FINISH

WALL
ACCENT

SECONDARY
FLOOR FINISH

2

FLOOR TRANSITION
DETAIL NUMBER (I.E. TR-1
WILL BE NOTED AS '1',
TR-2 AS '2' AND SO ON.)

CEILING
SOFFIT
LINE
ABOVE

ROOM TAG
CALLOUT
BOX

FLOOR TRANSITION LINE

CEILING SOFFIT FINISH - APPLIES TO
HORIZONTAL & VERTICAL SURFACES, U.O.N.

RWS
SHADE
TYPE C

W
T-
1

RS-1

PT-2

1

FLOOR FINISH

R
B-
2

BASE
ACCENT

Carpet Tile Wood or
Wood-look
P.lam

Resilient
Flooring

Change in
Material
(Generic)

GRAPHICS LEGEND

CARPET TILE PATTERN EXAMPLES

CPT-1
(FIELD)

NOTES:

CPT-1, CPT-2, CPT-3 PATTERN LEGEND (LOBBIES AND WAITING/RECEPTION AREAS)

CPT-2
(ACCENT)

CPT-3
(ACCENT)

LEGEND

1. ALL CARPET TILE DIRECTIONAL ARROWS
TO POINT PROJECT NORTH IN SECTOR C,
ALIGNED TO COLUMN 9.5 AS SHOWN ON A-
9.02C, U.O.N.

2. CPT-2 TO BE NOTED WHEN DIRECTIONAL
ARROW TO OCCUR IN REVERSE DIRECTION.

3. PATTERN IS INTENDED TO RUN FROM
LOBBY DIRECTLY INTO WAITING ROOMS. DO
NOT BREAK PATTERN AT DOOR ENTRANCES.

CPT-1, TYP.

CPT-2

CPT-3

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"
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Fee
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A-A

8.4

9.8

10.6

9.1

/1 A-9.0.3B

/1 A-9.0.3D

/1 A-9.0.3B

/1 A-9.0.3D

C1258D
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR

C1258E
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR

C1258F
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR

C1258A
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR

C1258B
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR

C1258C
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR

C1251
PT-1

CPT-4
RB-1

CONSULT

C1259
PT-1
RS-3
RB-1

TOUCHDOWN

C1261
PT-1
RT-1
RB-1

DENTAL
TREATMENT

ROOM

C1260
PT-1
RT-1
RB-1

DENTAL
TREATMENT

ROOM

C1277
PT-1
RS-2

RSB-2

LAB

C1276
PT-1
RS-2
RB-1

MED PREP

C1275
PT-1
RS-2
RB-1

MILLING RM

PATIENT
TOILET

C1257

PATIENT
TOILET

C1256

C1255
PT-1
RT-1
RB-1

EQUIPMENT
STORAGE

C1254A
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR

C1254B
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR

C1254C
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR

C1254D
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR

ELEVATOR

C119E

ELEVATOR

C120E

ELECTRIC
RM

C1EL5PATIENT
LIFT

C1249A

EMERGENCY
CART

C1249B

C1249
PT-1
RT-1
RB-1

CORRIDORC1250
PT-1
RT-1
RB-1

CORRIDOR

C1S7
PT-1

EXIST'G
EXIST'G

STAIR 7

C1200
EXIST'G/PT-1/ST-1

CPT-1,2,3
EXIST'G/RB-1

MAIN LOBBY

C1158
PT-1

PFT-1
PTB-1

MEN'S
PUBLIC

RESTROOM

C1160
PT-1

PFT-1
PTB-1

WOMEN'S
PUBLIC

RESTROOM

C1159
PT-1
RT-1
RB-1

ELECTRICAL
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EXIST'G/PT-1

CPT-1,2
EXIST'G/RB-1

MAIN LOBBY

C1208
PT-1

CPT-4
RB-1

OFFICE 4

C1207
PT-1

CPT-4
RB-1

OFFICE 3

C1205
PT-1

CPT-4
RB-1

OFFICE 1
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PT-1

CPT-4
RB-1

OFFICE 2

C1204
PT-1
RT-1
RB-1

CORRIDOR
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EXIST'G/PT-1/ST-1

CPT-1,2,3
EXIST'G/RB-1

MAIN LOBBY

C1051
PT-1

CPT-1,2/RT-1
RB-1

DENTAL
WAITING

ROOM

C1S6
PT-1

RT-1,RST-1

STAIR 6

C1054
PT-1

CPT-1,2
RB-1

PATIENT
CONSULT

C1057
PT-1

CPT-4
RB-1

OFFICE -
FINANCIAL

SVCS
MANAGER

C1052
PT-1

CPT-1,2
RB-1

OFFICE - PSR
SUPERVISOR

C1053
PT-1

CPT-1,2
RB-1

PATIENT
CONSULT

SHAFT 26

C1M26

ELECTRIC
RM

C1EL2

SHAFT 27

C1M27

ELECTRIC
RM

C1EL4

C1211
PT-1
RT-1
RB-1

STAFF
LOUNGE

SHAFT 20

C1M20

CLEAN
GOWNS

C1274A

NEW SHAFT

C1M21A

C1056
PT-1

CPT-4
RB-1

FINANCIAL
RECORDS
STORAGE

RT-1

PT-
6

PT-6

W
DB-

2

R
S-2

RS-2

PT-3RT-3
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PT-6
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PT-6

WDB-2

WDB-2
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1

1

5

5

4a

1

PT-4

PT-4

RB-2

RB-2

DOOR & FRAME
PTD PT-1 THIS SIDE

DOOR & FRAME PTD
PT-6 THIS SIDE

5

1
5

1

1

1

1

1

1

1

1

1

4a

4a

NOTE: REFER TO PLANS AND ELEVATIONS FOR
ADDITIONAL FINISH INFORMATION.

*FINISHES WITHIN ROOMTAG CALLOUT BOX APPLY TO ALL SURFACES
(FULL HEIGHT) WITHIN ROOM BOUNDARY U.O.N.
*WHEN APPLICABLE, PATTERN CALLOUTS ARE ALWAYS LOCATED IN A BOX
TO DIRECT LEFT OF FINISH TAG.
*WHEN 'VARIES' IS NOTED WITHIN FINISH CALLOUT BOX OR FINISH TAG,
REFER TO INDIVIDUAL CALLOUTS WITHIN SPACE AND/OR PATTERN.
*ALL HATCHES ARE FOR VISUAL MATERIAL BOUNDARY CLARIFICATION
ONLY.
*WALL PROTECTION, i.e.. CORNER GUARDS etc., ARE NOTATED ON FLOOR
PLANS.

WALL & FLOOR FINISH -  ANNOTATION TYPES

1234567
WALLFS
FLORFS
BASEFS

ROOM NAME

RT-2

WALL FINISH

BASE FINISH

WALL
ACCENT

SECONDARY
FLOOR FINISH

2

FLOOR TRANSITION
DETAIL NUMBER (I.E. TR-1
WILL BE NOTED AS '1',
TR-2 AS '2' AND SO ON.)

CEILING
SOFFIT
LINE
ABOVE

ROOM TAG
CALLOUT
BOX

FLOOR TRANSITION LINE

CEILING SOFFIT FINISH - APPLIES TO
HORIZONTAL & VERTICAL SURFACES, U.O.N.

RWS
SHADE
TYPE C

W
T

-1

RS-1

PT-2

1

FLOOR FINISH

R
B

-2

BASE
ACCENT

Carpet Tile Wood or
Wood-look
P.lam

Resilient
Flooring

Change in
Material
(Generic)

GRAPHICS LEGEND

CARPET TILE PATTERN EXAMPLES

CPT-1
(FIELD)

NOTES:

CPT-1, CPT-2, CPT-3 PATTERN LEGEND (LOBBIES AND WAITING/RECEPTION AREAS)

CPT-2
(ACCENT)

CPT-3
(ACCENT)

LEGEND

1. ALL CARPET TILE DIRECTIONAL ARROWS
TO POINT PROJECT NORTH IN SECTOR C,
ALIGNED TO COLUMN 9.5 AS SHOWN ON A-
9.02C, U.O.N.

2. CPT-2 TO BE NOTED WHEN DIRECTIONAL
ARROW TO OCCUR IN REVERSE DIRECTION.

3. PATTERN IS INTENDED TO RUN FROM
LOBBY DIRECTLY INTO WAITING ROOMS. DO
NOT BREAK PATTERN AT DOOR ENTRANCES.

CPT-1, TYP.

CPT-2

CPT-3

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"
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1.32.43.65.3

6.4

7
6.5

7.57.6

8.4

9.1

/1 A-9.0.3C

/1 A-9.0.3C

C1158
PT-1

PFT-1
PTB-1

MEN'S
PUBLIC

RESTROOM

C1160
PT-1

PFT-1
PTB-1

WOMEN'S
PUBLIC

RESTROOM

C1159
PT-1
RT-1
RB-1

ELECTRICAL

C1051
PT-1

CPT-1,2/RT-1
RB-1

DENTAL
WAITING

ROOM

C1S6
PT-1

RT-1,RST-1

STAIR 6

C1054
PT-1

CPT-1,2
RB-1

PATIENT
CONSULT

C1057
PT-1

CPT-4
RB-1

OFFICE -
FINANCIAL

SVCS
MANAGER

C1052
PT-1

CPT-1,2
RB-1

OFFICE - PSR
SUPERVISOR

C1053
PT-1

CPT-1,2
RB-1

PATIENT
CONSULT

SHAFT 26

C1M26

ELECTRIC
RM

C1EL2

C1050A
PT-1
RT-1
RB-1

Room

ELECTRIC
RM

C1EL1

SHAFT 25

C1M25

HSKP

C1003

C1004
PT-1
SC-1
RB-1

GAS
CYLINDER
STORAGE

C1005
PT-1
SC-1
RB-1

NITROUS
DELIVERY
SYSTEMSHAFT A

C1MA

EMERGENCY
ELECTRIC

RM

C1EL8

ELECTRIC
RM

C1EL7

NEW SHAFT

C1M21A

SHAFT 22

C1M22

IDF RM

C1LV1

SHAFT 23

C1M23

SHAFT 24

C1M24

EMERGENCY
CART

C1007B

C1009
PT-1
RS-2
RB-1

MILLING
ROOM

C1028A
PT-1

CPT-4
RB-1

CHANGING

C1026A
PT-1

CPT-4
RB-1

CHANGING

CLEAN
GOWNS

C1007A

CLEAN
GOWNS

C1013A

EMERGENCY
CART

C1013B

SOILED
GOWNS

C1013C

EMERGENCY
CART

C1013D
PATIENT

LIFT

C1013E

CLEAN
GOWNS

C1013F

C1040
PT-1
RS-3
RB-1

TOUCHDOWN
C1035
PT-1
RS-3
RB-1

TOUCHDOWN
C1030
PT-1
RS-3
RB-1

TOUCHDOWN
C1045
PT-1
RS-3
RB-1

TOUCHDOWN

C1059
PT-1

CPT-4
RB-1

OFFICE -
POSTING

C1058
PT-1

CPT-4
RB-1

OFFICE -
CLINIC

BUSINESS
SVCS

MANAGER

C1047
PT-1
RT-1
RB-1

DENTAL
TREATMENT

ROOM
C1046
PT-1
RT-1
RB-1

DENTAL
TREATMENT

ROOM
C1042
PT-1
RT-1
RB-1

DENTAL
TREATMENT

ROOM

C1041
PT-1
RT-1
RB-1

DENTAL
TREATMENT

ROOM
C1037
PT-1
RT-1
RB-1

DENTAL
TREATMENT

ROOM
C1036
PT-1
RT-1
RB-1

DENTAL
TREATMENT

ROOM
C1032
PT-1
RT-1
RB-1

DENTAL
TREATMENT

ROOM
C1031
PT-1
RT-1
RB-1

DENTAL
TREATMENT

ROOM

C1043
PT-1
RT-1
RB-1

CORRIDOR
C1038
PT-1
RT-1
RB-1

CORRIDOR
C1033
PT-1
RT-1
RB-1

CORRIDOR

C1049E
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR

C1049D
PT-1
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DENTAL
TREATMENT

CHAIR

C1049C
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DENTAL
TREATMENT

CHAIR

C1049B
PT-1
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DENTAL
TREATMENT
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DENTAL
TREATMENT
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TREATMENT
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TREATMENT
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PT-1
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DENTAL
TREATMENT

CHAIR
C1039D

PT-1
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RB-1

DENTAL
TREATMENT

CHAIR
C1039C

PT-1
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RB-1

DENTAL
TREATMENT

CHAIR
C1034D

PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR
C1034C

PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR
C1029D

PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR
C1029C

PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR

C1039E
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR

C1039F
PT-1
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RB-1

DENTAL
TREATMENT

CHAIR
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PT-1
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TREATMENT
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TREATMENT

CHAIR
C1029E

PT-1
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RB-1

DENTAL
TREATMENT

CHAIR

C1029F
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR
C1029A

PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR

C1029B
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR

C1026
PT-1

CPT-4
RB-1

ENDODONTICS
RESIDENT

STUDY

C1028
PT-1

CPT-4
RB-1

AGED
RESIDENT

STUDY

C1024
PT-1

CPT-4
RB-1

REGISTRATION
CALL CENTER

C1S4
PT-1

RT-1,RST-1

STAIR 4

C1050
PT-1
RT-1
RB-1

CORRIDOR

C1025
PT-1
RT-1
RB-1

CORRIDOR

C1027
PT-1

CPT-4
RB-1

CONSULT

STAFF
TOILET

C1014

STAFF
TOILET

C1015

C1010
PT-1
RT-1
RB-1

CORRIDOR

C1006
PT-1
RT-1
RB-1

CORRIDOR

C1006
PT-1
RT-1
RB-1

CORRIDORC1002
PT-1
RT-1
RB-1

EQUIPMENT
STORAGE

C1001
PT-1
RT-1
RB-1

CENTRAL
SUPPLY

C1065
PT-1

CPT-4
RB-1

AEGD
FACULTY

OFFICE

C1064
PT-1

CPT-4
RB-1

AEGD
FACULTY

OFFICE

C1063
PT-1

CPT-4
RB-1

AEGD
FACULTY

OFFICE

C1062
PT-1

CPT-4
RB-1

ENDO
FACULTY

OFFICE

C1060
PT-1

CPT-4
RB-1

PATIENT
CONSULT

C1066
PT-1

CPT-4
RB-1

OFFICE -
PREDOCTORAL

CLINIC
DIRECTOR

C1067
PT-1

CPT-4
RB-1

OFFICE -
PREDOCTORAL

CLINIC
DIRECTOR

C1068
PT-1

CPT-4
RB-1

OFFICE -
PREDOCTORAL

CLINIC
DIRECTOR

C1069
PT-1

CPT-4
RB-1

OFFICE -
PREDOCTORAL

CLINIC
DIRECTOR

C1070
PT-1

CPT-4
RB-1

OFFICE -
PREDOCTORAL

CLINIC
DIRECTORC1075

PT-1
RT-1
RB-1

DENTAL
TREATMENT

ROOM
C1076
PT-1
RT-1
RB-1

DENTAL
TREATMENT

ROOM

C1071A
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR

C1071B
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR

C1071C
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR

C1071D
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR

C1071E
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR
C1073A

PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR
C1073F

PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR
C1078A

PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR
C1078F

PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR
C1083A

PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR

C1083B
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR
C1078E

PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR
C1078B

PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR
C1073E

PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR
C1073B

PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR

C1073C
PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR
C1073D

PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR
C1078C

PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR
C1078D

PT-1
RS-3
RB-1

DENTAL
TREATMENT

CHAIR

C1077
PT-1
RT-1
RB-1

CORRIDOR

C1080
PT-1
RT-1
RB-1

DENTAL
TREATMENT

ROOM
C1081
PT-1
RT-1
RB-1

DENTAL
TREATMENT

ROOM

C1086
PT-1
RS-1

RSB-1

SPECIAL
PROCEDURE

ROOM

C1085
PT-1
RS-1

RSB-1

SPECIAL
PROCEDURE

ROOM

C1084
PT-1
RS-1

RSB-1

SPECIAL
PROCEDURE

ROOM

C1079
PT-1
RS-3
RB-1

TOUCHDOWN

C1074
PT-1
RS-3
RB-1

TOUCHDOWN

C1088A
PT-1
RT-1
RB-1

CHANGING

PATIENT
TOILET

C1089
PATIENT
TOILET

C1090

C1088
PT-1
RT-1
RB-1

STAFF
LOCKERS

STAFF
TOILET

C1088B

STAFF
TOILET

C1088C

C1088D
PWT-2
PFT-3
PTB-3

STAFF
SHOWER

C1S1
PT-1

EXIST'G
EXIST'G

STAIR 1

C1072
PT-1
RT-1
RB-1

CORRIDOR

C1007
PT-1
RT-1
RB-1

CORRIDOR

C1016
PT-1
RS-2

RSB-2

LAB

C1008
PT-1
RS-2
RB-1

EQUIPMENT
STORAGE

C1017
PT-1
RS-2
RB-1

MED PREP

C1018
PT-1
RS-2

RSB-2

SOILED
HOLDING

C1011
PT-1
RS-2
RB-1

CORRIDOR
C1019
PT-1
RS-2

RSB-2

CLEAN
UTILITY /

SUPPLIES

C1012
PT-1
RT-1
RB-1

CORRIDOR

C1021
PT-1

CPT-4
RB-1

PATIENT
CONSULT

C1087
PT-1

CPT-4
RB-1

PATIENT
CONSULT

C1022
PT-1

CPT-4
RB-1

OFFICE - LDA
C1023
PT-1

CPT-4
RB-1

OFFICE - PCC

C1056
PT-1

CPT-4
RB-1

FINANCIAL
RECORDS
STORAGE

C1S5
PT-1

EXIST'G
EXIST'G

STAIR 5

C1156
PT-1

CPT-1,2
RB-1

CORRIDOR

C1048
PT-1
RT-1
RB-1

CORRIDOR

C1013
PT-1
RT-1
RB-1

CORRIDOR

C1061A
PT-1
RT-1
RB-1

CL

C1061
PT-1
RT-1
RB-1

CORRIDOR

PT-6 PT-6 PT-6PT-6

PT-6 PT-6

15.8

PT-6

PT-6

W
D
-1

W
D
B-1

PT-6
U
N
D
ER
SID

E O
F G

W
B C

LG

PT-6

WDB-
2

PT-6

WDB-
2

WDB-
2

WDB-
2

WDB-2 WDB-2WDB-2 WDB-2

PT-3
RB-3

RS-2 RS-2
RS-2

NOTE: ALCOVES WITHIN SHADED ACCENT AREA TO RECEIVE THESE
WALL & BASE FINISHES AND ACCENT FLOOR FINISH AS NOTED, TYP.

PT-3
RB-3 NOTE: ALCOVES WITHIN SHADED ACCENT AREA TO RECEIVE THESE

WALL & BASE FINISHES AND ACCENT FLOOR FINISH AS NOTED, TYP.

P
T-
3

R
B-
3

P
T-
3

R
B-
3

RS-2
RS-2

RS-2

RS-2 RS-2

5

5

PT-6
UNDERSIDE OF

GWB CLG

P
T-
4

R
B-
2

P
T-
4

R
B-
2

RS-2

SOILED
GOWNS

C1007C

PT-6
UNDERSIDE OF

GWB CLG

WDB-2 WDB-2

PT-6
UNDERSIDE OF

GWB CLG

P
T-
3

R
B-
3

P
T-
3

R
B-
3

DOOR & FRAME
PTD PT-1 THIS SIDE

DOOR & FRAME PTD
PT-6 THIS SIDE

A
LI
G
N

A
LI
G
N

A
LI
G
N

A
LI
G
N

A
LI
G
N

A
LI
G
N

A
LI
G
N

A
LI
G
N

A
LI
G
N

C1082
PT-1
RT-1
RB-1

CORRIDOR

A
LI
G
N

A
LI
G
N

A
LI
G
N

A
LI
G
N

A
LI
G
N

A
LI
G
N

A
LI
G
N

A
LI
G
N

A
LI
G
N

A
LI
G
N

A
LI
G
N

A
LI
G
N

A
LI
G
N

A
LI
G
N

A
LI
G
N

A
LI
G
N

A
LI
G
N

A
LI
G
N

A
LI
G
N

A
LI
G
N

A
LI
G
N

ALIGN NOTE: ALIGN @ ALL
SHADED ALCOVES, TYP.ALIGN

ALIGN

5

1
5

1

1

1

1

1

1

4a

4a

P
T-
4

R
B-
2

P
T-
4

R
B-
2

P
T-
4

R
B-
2

P
T-
4

R
B-
2

P
T-
4

R
B-
2

P
T-
4

R
B-
2

P
T-
4

R
B-
2

P
T-
4

R
B-
2

P
T-
4

R
B-
2

P
T-
4

R
B-
2

P
T-
4

R
B-
2

P
T-
4

R
B-
2

P
T-
4

R
B-
2

5

5

5

5
5

6

6

3

1

1

111

1

1

1

1

1

1

1

1

1

1

1 1

11

1 1

2 
1/
2"

4a 4a

HEAT-
WELD
FLOORING
SEAMS
THIS
ROOM

NOTE: REFER TO PLANS AND ELEVATIONS FOR
ADDITIONAL FINISH INFORMATION.

*FINISHES WITHIN ROOMTAG CALLOUT BOX APPLY TO ALL SURFACES
(FULL HEIGHT) WITHIN ROOM BOUNDARY U.O.N.
*WHEN APPLICABLE, PATTERN CALLOUTS ARE ALWAYS LOCATED IN A BOX
TO DIRECT LEFT OF FINISH TAG.
*WHEN 'VARIES' IS NOTED WITHIN FINISH CALLOUT BOX OR FINISH TAG,
REFER TO INDIVIDUAL CALLOUTS WITHIN SPACE AND/OR PATTERN.
*ALL HATCHES ARE FOR VISUAL MATERIAL BOUNDARY CLARIFICATION
ONLY.
*WALL PROTECTION, i.e.. CORNER GUARDS etc., ARE NOTATED ON FLOOR
PLANS.

WALL & FLOOR FINISH -  ANNOTATION TYPES

1234567
WALLFS
FLORFS
BASEFS

ROOM NAME

RT-2

WALL FINISH

BASE FINISH

WALL
ACCENT

SECONDARY
FLOOR FINISH

2

FLOOR TRANSITION
DETAIL NUMBER (I.E. TR-1
WILL BE NOTED AS '1',
TR-2 AS '2' AND SO ON.)

CEILING
SOFFIT
LINE
ABOVE

ROOM TAG
CALLOUT
BOX

FLOOR TRANSITION LINE

CEILING SOFFIT FINISH - APPLIES TO
HORIZONTAL & VERTICAL SURFACES, U.O.N.

RWS
SHADE
TYPE C

W
T-
1

RS-1

PT-2

1

FLOOR FINISH

R
B-
2

BASE
ACCENT

Carpet Tile Wood or
Wood-look
P.lam

Resilient
Flooring

Change in
Material
(Generic)

GRAPHICS LEGEND

CARPET TILE PATTERN EXAMPLES

CPT-1
(FIELD)

NOTES:

CPT-1, CPT-2, CPT-3 PATTERN LEGEND (LOBBIES AND WAITING/RECEPTION AREAS)

CPT-2
(ACCENT)

CPT-3
(ACCENT)

LEGEND

1. ALL CARPET TILE DIRECTIONAL ARROWS
TO POINT PROJECT NORTH IN SECTOR C,
ALIGNED TO COLUMN 9.5 AS SHOWN ON A-
9.02C, U.O.N.

2. CPT-2 TO BE NOTED WHEN DIRECTIONAL
ARROW TO OCCUR IN REVERSE DIRECTION.

3. PATTERN IS INTENDED TO RUN FROM
LOBBY DIRECTLY INTO WAITING ROOMS. DO
NOT BREAK PATTERN AT DOOR ENTRANCES.

CPT-1, TYP.

CPT-2

CPT-3

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"

Architectural Resources
Cambridge, P.C.
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FILE NAME:

84 Orange Street
New Haven, CT 06510
tel 203.786.5110
fax 203.786.5330
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tel 617.888.8343
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(UCONN PROJECT # 901737)

As indicated

12
/9
/2
01
5 
5 :
21
:0
6 
P
M

1302

12/10/2015

Author

FIRST FLOOR FINISH PLAN SECTOR
D

A-9.0.3D

FIRST FLOOR
FINISH PLAN

SECTOR D

BID DOCUMENTS

BUILDING C
RENOVATION

263 FARMINGTON AVE.
FARMINGTON, CT 06030

 1/8" = 1'-0"
1 FIRST FLOOR - FINISH PLAN SECTOR D

NO. REVISION DATE



1616

1717

1818

1919

2121

H

HG

G

F

F

E

E

D

D

C

C

B

B

A

A

15.7

15

15

Eb

17.2

Fb

9.20

A-A

A-A

15.6

/1 A-9.0.4B /1 A-9.0.4B

H2009
PT-1
RT-1
RB-1

STRESS

H2005
PT-1
CPT-4
RB-1

MD OFFICE

H2004
PT-1
CPT-4
RB-1

MD OFFICE

H2003
PT-1
CPT-4
RB-1

MD OFFICE

H2007B
PT-1
RT-1
RB-1

COPY/SUPPLY
H2002
PT-1
CPT-4
RB-1

MD OFFICE
H2007
PT-1
CPT-4
RB-1

MD OFFICE
H2007A
PT-1
CPT-4
RB-1

MD OFFICE

H2008
PT-1
RT-1
RB-1

CORRIDOR

H2006
PT-1
RT-1
RB-1

CL

C2165
PT-1
RT-1
RB-1

ECHO 3
C2163
PT-1
RT-1
RB-1

ECHO 2
C2160
PT-1
RT-1
RB-1

ECHO 1

C2159
PT-1
RT-1
RB-1

STRESS

C2158
PT-1
CPT-4
RB-1

VIEWING/
STAFF WORK

C2154
PT-1
RT-1
RB-1

CORR.

C2164
PT-1(EP)
RS-1
RSB-1

ECHO 4 (-)

C2170
PT-1
CPT-4
RB-1

OFFICE

C2166
PT-1
CPT-4
RB-1

CORR.

C2169
PT-1
CPT-4
RB-1

OFFICE
C2156
PT-1
CPT-4
RB-1

OFFICE

C2162
PT-1
RT-1
RB-1

PRIVATE
VIEWING

TOILET

C2161

C2157
PT-1
CPT-4
RB-1

STAFF WORK

C2167
PT-1
CPT-4
RB-1

OFFICE
C2168
PT-1
CPT-4
RB-1

OFFICE

C2155
PT-1
CPT-4
RB-1

OFFICE

SHAFT B

C2CSB

C2S3
PT-1

EXIST'G
EXIST'G

STAIR 3

(8)

1780

(7)

1779

(6)

1778
SHAFT 17

C2M17

C2143
PT-1
RT-1
RB-1

MD ECHO
READING

C2171
PT-1

CPT-1,2
RB-1

CORRIDOR

CM223I
PT-1
RT-1
RB-1

CORRIDOR

C2147
PT-1(EP)
RS-1
RSB-1

PREP/
RECOVERY

SH-2

1

1

1

1 1

1

6

1

5

1
1

1

1

P
T-4
R
B-2

P
T-4
R
B-2

P
T-4
R
B-2

P
T-4
R
B-2

P
T-4

P
T-4
R
B-2

1

1

HEAT-WELD  FLOORING
SEAMS THIS ROOM

NOTE: REFER TO PLANS AND ELEVATIONS FOR
ADDITIONAL FINISH INFORMATION.

*FINISHES WITHIN ROOMTAG CALLOUT BOX APPLY TO ALL SURFACES
(FULL HEIGHT) WITHIN ROOM BOUNDARY U.O.N.
*WHEN APPLICABLE, PATTERN CALLOUTS ARE ALWAYS LOCATED IN A BOX
TO DIRECT LEFT OF FINISH TAG.
*WHEN 'VARIES' IS NOTED WITHIN FINISH CALLOUT BOX OR FINISH TAG,
REFER TO INDIVIDUAL CALLOUTS WITHIN SPACE AND/OR PATTERN.
*ALL HATCHES ARE FOR VISUAL MATERIAL BOUNDARY CLARIFICATION
ONLY.
*WALL PROTECTION, i.e.. CORNER GUARDS etc., ARE NOTATED ON FLOOR
PLANS.

WALL & FLOOR FINISH -  ANNOTATION TYPES

1234567
WALLFS
FLORFS
BASEFS

ROOM NAME

RT-2

WALL FINISH

BASE FINISH

WALL
ACCENT

SECONDARY
FLOOR FINISH

2

FLOOR TRANSITION
DETAIL NUMBER (I.E. TR-1
WILL BE NOTED AS '1',
TR-2 AS '2' AND SO ON.)

CEILING
SOFFIT
LINE
ABOVE

ROOM TAG
CALLOUT
BOX

FLOOR TRANSITION LINE

CEILING SOFFIT FINISH - APPLIES TO
HORIZONTAL & VERTICAL SURFACES, U.O.N.

RWS
SHADE
TYPE C

W
T-
1

RS-1

PT-2

1

FLOOR FINISH

R
B-
2

BASE
ACCENT

Carpet Tile Wood or
Wood-look
P.lam

Resilient
Flooring

Change in
Material
(Generic)

GRAPHICS LEGEND

CARPET TILE PATTERN EXAMPLES

CPT-1
(FIELD)

NOTES:

CPT-1, CPT-2, CPT-3 PATTERN LEGEND (LOBBIES AND WAITING/RECEPTION AREAS)

CPT-2
(ACCENT)

CPT-3
(ACCENT)

LEGEND

1. ALL CARPET TILE DIRECTIONAL ARROWS
TO POINT PROJECT NORTH IN SECTOR C,
ALIGNED TO COLUMN 9.5 AS SHOWN ON A-
9.02C, U.O.N.

2. CPT-2 TO BE NOTED WHEN DIRECTIONAL
ARROW TO OCCUR IN REVERSE DIRECTION.

3. PATTERN IS INTENDED TO RUN FROM
LOBBY DIRECTLY INTO WAITING ROOMS. DO
NOT BREAK PATTERN AT DOOR ENTRANCES.

CPT-1, TYP.

CPT-2

CPT-3

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"

Architectural Resources
Cambridge, P.C.

501 Boylston Street
Suite 4101

Boston, MA 02116
tel 617.547.2200

www.arcusa.com

C
op
yr
ig
ht
 2
01
5,
 A
R
C
 / 
A
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hi
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al
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 C
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, I
nc
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SCALE:

JOB NO:

DATE:

DRAWN BY:

FILE NAME:

84 Orange Street
New Haven, CT 06510
tel 203.786.5110
fax 203.786.5330

www.svigals.com

tel 617.888.8343

www.bushwang.com

(UCONN PROJECT # 901737)
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Author

SECOND FLOOR FINISH PLAN
SECTOR A

A-9.0.4A

SECOND
FLOOR

FINISH PLAN
SECTOR A

BID DOCUMENTS

BUILDING C
RENOVATION

263 FARMINGTON AVE.
FARMINGTON, CT 06030

 1/8" = 1'-0"
1 SECOND FLOOR - FINISH PLAN SECTOR A

NO. REVISION DATE



16

17

H

H

G

G

F

F

E

E

D

D

C

C

B

B

A

A

15.7

10

11

12

13

14

15

14.5

13.5

12.5

11.5

10.5

9.9

13.6

14.4

11.6

12.7

10.8

11.3

11.2

Eaa

Fee

17.2

9.7

A-A

A-A
9.8

10.6

12.6

11.4

13.4

14.6

15.6

/1 A-9.0.4A

/1 A-9.0.4C

/1 A-9.0.4A

/1 A-9.0.4C

C2167
PT-1

CPT-4
RB-1

OFFICE
C2168
PT-1

CPT-4
RB-1

OFFICE

C2155
PT-1

CPT-4
RB-1

OFFICE

SHAFT B

C2CSB

(8)

1780

(7)

1779

(6)

1778
SHAFT 17

C2M17

C2143
PT-1
RT-1
RB-1

MD ECHO
READING

(1)

607

(2)

1783

(3)

1784

(4)

1785

C2148
PT-1(EP)

RS-1
RSB-1

ISOL. (5) (-)

SOILED

C2149

CLEAN

C2150

TOILET

C2151

C2152
PT-1(EP)

RS-1
RSB-1

MEDS

C2153
PT-1(EP)

RS-1
RSB-1

NURSE

C2140
PT-1
RT-1
RB-1

EQUIP.
STORAGE

C2134
PT-1

CPT-4
RB-1

CARDIO.
FELLOWS (7)

C2S2
PT-1

EXIST'G
EXIST'G

STAIR 2

C2087
PT-1

CPT-4
RB-1

CONFERENCE

C2096
PT-1

CPT-1,2
RB-1

WAITING
AREA

C2099
PT-1

CPT-1,2
RB-1

RECEPTION

C2098
PT-1

CPT-4
RB-1

PRACTICE
MANAGER

C2110
PT-1
RT-1
RB-1

EXAM 17

C2111
PT-1
RT-1
RB-1

EXAM 16

C2112
PT-1
RT-1
RB-1

EXAM 15

SOILED
HOLDING

C2109

CLEAN/MED.
PREP

C2108

TOILET

C2107

TOILET

C2106

C2121
PT-1

CPT-4
RB-1

MD OFFICE

C2120
PT-1

CPT-4
RB-1

MD OFFICE

C2119
PT-1

CPT-4
RB-1

MD OFFICE

C2118
PT-1

CPT-4
RB-1

NURSE WORK

C2S9
PT-1

RT-1,RST-1

STAIR 9

C2117
PT-1
RT-1
RB-1

EXAM 1

C2116
PT-1
RT-1
RB-1

EXAM 2

C2115
PT-1
RT-1
RB-1

EXAM 3

C2114
PT-1
RT-1
RB-1

EXAM 4

C2113
PT-1
RT-1
RB-1

EXAM 5

C2105
PT-1
RT-1
RB-1

EXAM 6

C2104
PT-1

CPT-4
RB-1

MA WORK

C2103
PT-1

CPT-4
RB-1

MD WORK

C2102
PT-1
RT-1
RB-1

EXAM 7

C2101
PT-1
RT-1
RB-1

EXAM 8

C2100
PT-1

CPT-4
RB-1

COA/NURSE
WORK

C2S7
PT-1

EXIST'G
EXIST'G

STAIR 7

EMERGENCY
ELECTRIC

RM

C2EL10

IDF RM

C2LV2

ELECTRIC
RM

C2EL9

SHAFT 27

C2M27

ELECTRIC
RM

C2EL4

ELEVATOR

C220E

ELEVATOR

C219E

ELEC.

C2EL5

C2072
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