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TREATMENT

TLT - PAT

TLT - PAT

MED PREP

CORRIDOR

EMS EQUIP
CLEAN-UP

TLT - EMS

WAITING

EXAM -
TREATMENT

NOURISH

MED PREP

TLT - PAT TLT - PAT

TLT - PUB

GREETER

SUB-WAITING

CODERS
FINANCE

STOR -
CLEAN
SUPPLY

OFF - TEAM

NURSE
STATION

WTG - PLAY
AREA

OFF - TEAM
OFF - TEAM

ON-CALL

DOC WAITING

TLT/SHWR
ON-CALL

TLT - STAFF -
SHWR

TLT - STAFF -
SHWR

EXAM - TRMT
- TRIAGE

OFF - CSP

ELEV LOBBY

EXAM - TRMT
- INTAKE

EXAM - TRMT
- INTAKE

EXAM - TRMT
- DENTAL

EXAM - TRMTEXAM - TRMT

EXAM - TRMT
- ISO EXAM - TRMT

STOR -
DETERG

PAT TLT

TLT - STAFF

OFF - MED
DIR

TLT - STAFF

SALLYPORT

TLT - PAT -
SHWR

TLT - PAT -
SHWR - ISO

STOR -
WHEELCHAIR

ELECT

ELECT -
NORMAL

ELECT

ELECT

CORRIDOR

LOANER
EQUIP
RETURN

CORRIDOR

CORRIDOR

CORRIDOR

CORRIDORCORRIDOR

CORRIDOR

WORK
STATION

PREP+PACK

ELEV - DIRTY

ELEV

ELEV

ELEV LOBBY

CORRIDOR

ELEV - CLEAN

ELEV
MACHINE

CORRIDOR

ELEV LOBBY

CORRIDOR

OFF -
CONFERENCE

STAFF
RESPITE

VEST

ELEV

ELEV

ELEV

TLT - PAT -
SHWR - ISO

CT SCAN
PROCEDURE

CORRIDOR

CORRIDOR

NURSE
STATION

CORRIDOR

NURSE
STATION

BEREAVE SW
WORKSTATION

OFF - EMS
COORDINATOR

HSKPG

ALC - STR

CORRIDOR
CORRIDOR

CORRIDOR

ALC - CART

CORRIDOR

CORRIDOR

ALC - CARTALC - CART

CORRIDOR

CORRIDOR

WEIGH-IN

ELECT

CORRIDOR

CORRIDOR

STAIR

VEST

CORRIDOR

CORRIDOR

CORRIDOR

CORRIDOR

CORRIDOR

CORRIDOR

NURSE
STATION

NURSE
STATION

NURSE
STATION

ELECT

ALC - CART

PNEUMATIC

ALC - CART

PNEUMATIC

ELECT -
CRITICAL

PATIENT
WAIT

CORRIDOR

CORRIDOR

CORRIDOR

CORRIDOR

CORRIDOR

CORRIDOR

CORRIDOR

NURSE
STATION

ALC - STR

NURSE
STATION

ELECT

CORRIDOR

STOR - EQUIP

PNEUMATIC

STOR -
SOILED
UTILITY

ELECT

AMBULANCE
ENTR VEST

CONS -
BEREAVE

STAFF WORK

OFF - MNGR

CORRIDOR

EXAM - TRMT
- NEG PRESS

EMS
CHARTING

RESUSCITATION

FOYER

EMERG ELEC

CLEAN
ELEVATOR

LOW VOLT/
SECURITY

?

?

ELEC

?

STAIR #3

STAIR #2

STAIR #5

CHECK IN

CHECK IN

CORRIDOR

CORRIDOR

TB120

ALC - STR

CORRIDOR

NURSE
STATION

GREETER

T7E6

SUPER
GUERNEY

CORRIDOR

CORRIDOR

STOR - EQUIP

STOR -
MED/GAS

ALC - STR

NOURISH

TB422

ALC-CART

TB408A

ALC - CART

STEAM
STERILIZERS

TB814

ALC - CART

ELEC EQUIP
CONTROL

TB817

TB821

TB823

TB846

TB830

TB824

TB822

TB844

TB826

TB842
TB835

TB813

TB828

TB832

TB811

TB845TB836 TB839

TB838
TB840

TB833

TB818

TB820

TB841

TB837

TBEL02

TBE05

TB806

TBE08

TBS01

TBE07

TBE10

?

TB834

TB3.03m

TB629

TBR01

TB121

TB217 TB215

TB219

TB218

TB222

TB212

TB521

TB535

TB533

TB532

TB501

TB701

TB522

TB525

TB313

TB311

TB318

TB412

TB402

TB430

TB435

TB412A

TB418

TB421

TB423

TB433

TB432

TB431

TB428
TB429

TB427

TB426

TB713 TB714

TB645

TB646

TB647

TB625

TB626

TB628

TB606

TB642

TB641

TB648

TB615

TB616

TB619B

TB723

TB722

TB916

TB917TB915
TB909

TB907

TBEL01

TBLV02

TBC04

TB913

TB512B

TBLV01

TB424

TBE12

TB926

TB630

TB622

TB621

TB623

TB607

TB315

TB317

TB113

TB417

TB620

TB531

TB717 TB718

TBR02

TB111

TB115

TB920

TB725

TB434

TB419

TB114

TB534
TB627

TB922

TB425

TB922A

TB928

TB927

TB221

TB849

TBL03

TB213

TB216 TB214

TB513TB514TB516 TB515

TB831

TB211

TB921

TB919

TB918

TB604

TB644

TB629A

TB112

TBEL03

TBEL07

TBEL08

TBEL23

TBC12

TB848

TB807

TB808

TBC16

TBC13TBC14

TBC15

TB829

TB825

TBE11

TBE06

TBE04

TBL02

TBC11

TBE09

TB819

TBC03

TBL01

TB911

TB923 TB925

TB924

TBE01

TBE02

TBE03

TB516A

TB716

TB405

TB407

TB415
TB403

TB414

TB312

TB316

TB314

TB413

TB404
TB702

TBC02

TB631

TB601

TB401

TB436TB437

TB302

TB204

TB220

TBEL05

TB202

TB203

TBS03

TB110

TB605

TB703

TB603

TB602

TB608

TB609

TB612

TB618

TB617

TBEL09

TB611

TB614

TB527

TB524

TBEL06

TB711

TB408

TB406

TB503

TB502

TB504

TB506

TB505

TB518

TB517

TB519

TBEL22

TBC18

TB735

TB420

TB721

TBEL10

TB301

TB119

TB118

TB827

TBC17

TB523

TB318

TB411

FB211

TBEL01

TBE08

TBLV01

TSBS02

?

TBEL02

?

TBS06

TBS03

TBS01

TBS02

TBS05

TB117

TB116

TBC01

TB511

TB201

TB520

TBC19

TB940

TBC17

TB501

TB624

TB720

TB404A

TB528

TB530

TB715

3"

- 4" PVC CONDUIT FOR BUILDING C EQUIPMENT FEEDERS

NEW EMERGENCY DUCTBANK SECTION "A-A"

- 4" PVC CONDUIT FOR BUILDING C CRITICAL FEEDERS2

1

3"

3"

3" 3" 3"

3"

3"

1 1

1 1

3

2

3

2

BY GENERAL CONTRACTOR

NO. 5 RE-BAR CONTINUOUS

NTS

(TYPICAL)

CONCRETE BY GENERAL

CONDUIT SPACERS - 5'-0" ON

FINISH GRADE

CENTER

CONTRACTOR

36" MIN

4

2

3"

- 4" PVC CONDUIT FOR BUILDING C LIFE SAFETY FEEDERS3

4 - 4" PVC CONDUIT FOR ATS GENERATOR START CIRCUITING AND

  ATS REMOTE TEST TRANSFER PANEL.

1

CENTRAL STERILIZATION

ELEC

MDF

UNASSIGNED

PHASE 1

15.8

BUILDING "C"

BUILDING "H"

BUILDING "T"
BASEMENT

NEW EMERGENCY ELECTRICAL
ROOM ABOVE.  NEW EMERGENCY AND LIFE SAFETY
AUTOMATIC TRANSFER SWITCHES LOCATED
WITHIN. REFER TO SECTOR PLANS.

RUN CONDUITS AND FEEDERS
UNDERGROUND IN NEW

CONCRETE DUCTBANK TO
BUILDING "C".

APPROXIMATE LOCATION OF
EXISTING DUCT BANKS FROM

CG008 TO SUB-BASEMENT
AND T-RISER IN BASEMENT.

NEW DUCT BANK WILL CROSS EXISTING
DUCTBANKS OR OTHER UTILITY

SERVICES.  INVERT ELEVATIONS MAY
CONFLICT AND WILL REQUIRE CIVIL

ENGINEERING REVIEW.

A A

DUCTBANK WILL ENTER HIGH ON WALL AND
FEEDERS WILL TRANSITION TO MI TYPE CABLE AND
CONTINUE TO THE NEW EMERGENCY ELECTRICAL ROOM
WITHIN BUILDING C.

17

18

19

21

H

ECBA

899.510

11

12

13

14

15

A-A

F

SWBDHBA

LOCATION OF NEW EQUIPMENT AUTOMATIC
TRANSFER SWITCH. REFER TO SECTOR PLANS.

SWBDHBB

EXISTING (10) 4" CONDUITS STUBBED UP AT THIS
LOCATION ORIGINATING FROM THE PARALLELING

SWITCHGEAR IN BUILDING "T".   UTILIZE ALL (10) OF THE
EXISTING 4" CONDUITS FOR BUILDING C.

NEW 1HR RATED
ELECTRIC ROOM.

1
7
' -

 0
"

7' - 8"

S

PROVIDE (2) NEW LIGHT
FIXTURES "F1" AND SWITCH.
CONNECT TO NEAREST 277V
CIRCUIT.

NEW M.I. FEEDERS AND
CONTROL WIRING TO

BUILDING "C"

PB

PB

1

1

GENERAL NOTES:

1. REFER TO GENERAL OVERALL PHASING DIAGRAM DRAWINGS EG-0.0.0 & EG-0.0.1 FOR PROPOSED CONSTRUCTION PHASING. MEP/T
SYSTEMS SUPPORTING AREAS OUTSIDE THE ACTIVE CONSTRUCTION ZONE MUST REMAIN FULLY OPERATIONAL. THE G.C. SHALL
COORDINATE ALL TEMPORARY SYSTEM SHUTDOWNS AND CHANGEOVERS WITH THE OWNER. PHASING SHALL BE COORDINATED WITH
THE CONSTRUCTION MANAGER.

2. REFER TO ONE LINE DIAGRAM AND SCHEDULES FOR ALL CONDUIT QUANTITIES AND SIZES.

3. EXACT ROUTING TO BE VERIFIED IN THE FIELD.

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"
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2

F

2

F

10' - 0"

1
6
' -

 0
"

F
R

O
N

T 19"W x 29"D x 7'-0"H 4-POST
EQUIPMENT RACK (TYP. OF 3)

T.M.G.B. MOUNTED @ 7'-0" A.F.F.

V
O

IC
E

 W
A

LL
 F

IE
LD

 6
' X

 8
'

3/4" FIRE RETARDANT PLYWOOD
PAINTED WHITE
SECURED TO CHAIN LINK FENCE FOR
VOICE RISER WALL FIELDS

3' - 0"2' - 6"3' - 0"

(4) 4" CONDUITS TO
CG-LV2 ABOVE

CONC. COLUMN
(SEE ARCH. DWGS.)

MDF ROOM

CBLV1

CHAIN LINK FENCE
BY OTHERS.

LOCKING CHAIN
LINK FENCE DOOR
BY OTHERS.

(4) 4" CONDUITS TO
IDF CM-LV1

(4) 4" SLEEVES FOR
HORIZONTAL
CABLING

4A

4B

4B

4A

NOTE: PROVIDE PERIMETER CHAIN LINK
FENCE TO OUTLINE EF/MDF IN BASEMENT
COORDINATE WITH UCHC-IT

CHAIN LINK FENCE

7

1

6

E

D

5.4

6

E

D

(4) 4" VERTICAL CONDUIT BETWEEN
MDF AND CM-LV1 THROUGH CHASE
ON GROUND LEVEL

NO IDF ON GROUND LEVEL

6

T-4.0.1

TO BEF/MDF
BELOW

TO CMLV1
ABOVE

Room

CG080

6

D

5.4

6

D

1
1
' -

 9
 1

3
/3

2
"

9' - 8 11/32"

F
R

O
N

T

T-4.0.2 6

S
im

14

6

T-4.0.1

IDF RM

CMLV1

1 UP TO C1LV1

15
(4) 4" SLEEVES DOWN TO GROUND
LEVEL FOR HORIZONTAL
TELECOMMUNICATIONS CABLE

4B

4A
3

5

6

2

7
1

6

D

5.4

6

D

F
R

O
N

T

10' - 0"

1
2
' -

 0
"

T-4.0.2 6

S
im

14

6

T-4.0.1

1 DOWN

1TO C0240

4B

4A
3

5

6

2

IDF RM

C1LV1

7

1

5

F

5

F

Room

C2040A1
5
' -

 0
 5

/3
2
"

8' - 1 1/16"

EQEQ

5

3

4B

4A

6

1

2

F
R

O
N

T

T-4.0.26

S
im

DOWN TO C1-LV1

7

1

18" LADDER TRAY @8-'0" A.F.F.
TRAY TO RUN AROUND PERIMETER
OF ROOM, AND ALONG RACK AXIS.

10" WIDE DOUBLE-SIDED VERTICAL
WIRE MANAGER (TYP. OF 2)

6" WIDE DOUBLE-SIDED VERTICAL
WIRE MANAGER (TYP. OF 2)

19"W x 29"D x 7'-0"H 2-POST
EQUIPMENT RACK (TYP. OF 3)

12" X 4" T.G.B. MOUNTED
@ 7'-0" A.F.F.

6' x 8' VOICE RISER WALL FIELD

3/4" FIRE RETARDANT PLYWOOD
PAINTED WHITE

(4) 4" CONDUITS

3

4A

4B

5

2

1

IDF EQUIPMENT
ROOM KEYED NOTES

6

7

FIBER HARDWARE8

48 PORT CATEGORY 6 PATCH PANEL
FOR HORIZONTAL CABLING

9

48 PORT VOICE PATCH PANEL10

48 PORT CATEGORY 6 PATCH PANEL
FOR IP CAMERA SYSTEM

11

48 PORT CATEGORY 6A PATCH PANEL
FOR WIRELESS ACCESS POINTS

12

2U HORIZONTAL WIRE MANGER13

4' X 6' WALL SPACE RESERVED FOR
SECURITY/ACCESS CONTROL
EQUIPMENT

14

NOTE:
ALL IDF'S AND IDF ROOMS ROOMS SHALL
BE CONSTRUCTED AND COMPLETED PRIOR
TO HORIZONTAL CABLING RENOVATIONS.

(4) 4" SLEEVES15

GROUND FLOOR
412' - 8"

Main Floor - Space
426' - 0"

FIRST FLOOR
440' - 8"

SECOND FLOOR
454' - 0"

FED

IDF RM

C1LV1

IDF RM

CMLV1

Room

CG080

Room

CB003A

(4) 4" CONDUIT IN GROUND
FLOOR PASS THRU/CHASE

TO EF/MDF

TO C2/LV2

4" SLEEVES TO DISTRIBUTE TELECOMMUNICATIONS
CABLES FROM IDF RM CMLV1 TO TELECOMMUNICATIONS
OUTLETS ON GROUND FLOOR SECTIONS C,D.

(4) 4" CONDUITS

Room

C2040

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"
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TECH PART PLANS - RISER 1 &
MDF

T-4.0.1

TECH PART

PLANS -

RISER 1 &

MDF

BID DOCUMENTS

BUILDING C

RENOVATION
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FARMINGTON CT. 06030

 1/4" = 1'-0"
1

Basement - BEF/MDF Room CB-LV1

 1/4" = 1'-0"
2

Ground Floor - Conduit Chase (NO IDF)

 1/4" = 1'-0"
3

Main Floor - IDF CM-LV1

 1/4" = 1'-0"
4

First Floor - IDF C1-LV1

 1/4" = 1'-0"
5

Second Floor - IDF C2040

NO. REVISION DATE

1 Addendum #1 01/08/16

 1/4" = 1'-0"
6

RISER LV1 SECTION



G

F

12

13

G

F

12

13

9' - 6"

10
' -

 7
 1

5/
16

"

FRONT

5

T-4.0.2

IDF RM

CGLV2

1

2

5

4B

3

4A

6

T-4.0.2

6
14

OUTLINE OF
CMLV2 ABOVE

UP

7

1

G

F

12

G

F

12

11
' -

 7
 1

/8
"

9' - 8 1/4"

5

T-4.0.2

IDF RM

CMLV2

T-4.0.2

6S
im

FR
O

N
T

1

2

5

4B

3
4A

6

14

DOWN

1

UP

(2) 4" SLEEVES FROM IDF
CM-LVR TO NEW CRC ROOM

NOTE:

PROVIDE, INSTALL, TERMINATE, AND TEST 24 CAT 6
CABLES RACK MOUNTED FROM IDF CM-LV2 TO NEW
ADJACENT CRC ROOM.

CRC SERVER

CM192

7

1

G

F

12

13

G

F

12

13

12' - 5 1/4"

4
' -

 6
 7

/8
"

4
' -

 6
 1

1
/3

2
"

5

T-4.0.2

1

2
6

4B

3
4A

5

FRONT
T-4.0.2

6

Sim

IDF RM

C1LV2

14

DOWN

1 UP

7

1

F

12

Fee

F

12

13
' -

 7
 1

/4
"

9' - 6 15/32"

5

T-4.0.2

FR
O

N
T

1

2

5

4B

3

4A

6

T-4.0.2

6S
im

IDF RM

C2LV2

14

7

1

GROUND FLOOR
412' - 8"

Main Floor - Space
426' - 0"

FIRST FLOOR
440' - 8"

SECOND FLOOR
454' - 0"

1

1

1

1
3
' -

 4
"

1
4
' -

 8
"

1
3
' -

 4
"

IDF RM

CMLV2

IDF RM

CGLV2

IDF RM

C1LV2

IDF RM

C2LV2

NEW CRC ROOM

(2) 4" SLEEVES

18" LADDER TRAY @8-'0" A.F.F.
TRAY TO RUN AROUND PERIMETER
OF ROOM, AND ALONG RACK AXIS.

10" WIDE DOUBLE-SIDED VERTICAL
WIRE MANAGER (TYP. OF 2)

6" WIDE DOUBLE-SIDED VERTICAL
WIRE MANAGER (TYP. OF 2)

19"W x 29"D x 7'-0"H 2-POST
EQUIPMENT RACK (TYP. OF 3)

12" X 4" T.G.B. MOUNTED
@ 7'-0" A.F.F.

6' x 8' VOICE RISER WALL FIELD

3/4" FIRE RETARDANT PLYWOOD
PAINTED WHITE

(4) 4" CONDUITS

3

4A

4B

5

2

1

IDF EQUIPMENT
ROOM KEYED NOTES

6

7

FIBER HARDWARE8

48 PORT CATEGORY 6 PATCH PANEL
FOR HORIZONTAL CABLING

9

48 PORT VOICE PATCH PANEL10

48 PORT CATEGORY 6 PATCH PANEL
FOR IP CAMERA SYSTEM

11

48 PORT CATEGORY 6A PATCH PANEL
FOR WIRELESS ACCESS POINTS

12

2U HORIZONTAL WIRE MANGER13

4' X 6' WALL SPACE RESERVED FOR
SECURITY/ACCESS CONTROL
EQUIPMENT

14

NOTE:
ALL IDF'S AND IDF ROOMS ROOMS SHALL
BE CONSTRUCTED AND COMPLETED PRIOR
TO HORIZONTAL CABLING RENOVATIONS.

(4) 4" SLEEVES15

4 RMU
FIBER HARDWARE

RACK 1 RACK 2 RACK 3

13

4B 333 4B4B

7
' -

 0
"

9

3

11

12

TYP.

10

8

RESERVED FOR
UCHC NETWORK

EQUIPMENT

RESERVED FOR
UCHC NETWORK

EQUIPMENT

9

9

0 4' 8' 16'

SCALE: 1/8" = 1' - 0"
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TECH PART PLANS - RISER 2
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TECH PART
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 1/4" = 1'-0"
1

Ground Floor - IDF CG-LV2

 1/4" = 1'-0"
2

Main Floor - IDF CM-LV2

 1/4" = 1'-0"
3

First Floor - IDF C1-LV2

 1/4" = 1'-0"
4

Second Floor - IDF C2-LV2

 1/4" = 1'-0"
5

RISER LV2 SECTION

 1" = 1'-0"
6

TYPICAL IDF RACK ELEVATION

NO. REVISION DATE

1 Addendum #1 01/08/16
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