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TIE DOWN PLATE

SCSU Energy Center Federal Pacific Switchgear Elevation - Attachment P

/— BUS EXTENSION

1/2 J-BOLT
MIN. 4" DEEP
(CUST. FURN.)

INCLUDED WITH
SWITCHGEAR

SPHERICAL OR BEVEL
WASHER OPTIONAL

(CUST. FURN.)

CONCRETE

ANCHOR BOLT DETAIL

(BAYS 4 & 5 REFURBISHED)

/7 CUSTOMER FURNISHED

BUS EXTENSION ——

THIS DOCUMENT CONTAINS PROPRIETARY INFORMATION OF ELECTRD MECHANICAL CORP. OR
ITS DPERATING DIVISIONS [N WHOM TITLE REMAINS. ANY REPRODUCTION, DISTRIBUTION, DIS-
CLOSURE OR USE NOT OTHERWISE EXPRESSLY APPROVED IN WRITING IS STRICTLY PROHIBITED.
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f | BASIC IMPULSE LEVEL(BIL)............95KV
EXTERNALLY ACCESSIBLE
SE,%S:,NAG—A LIGHT FIXTURE TP, 0 CONTINOUS AMPS (MAX)................ 50E
/ Vi A P INTERRUPTING RMS SYM........ . .. 25KA
e o a & e o o o a & D aje e @ C afe e o o a a o B-.—ﬂ?l e A-.jﬂ GENERATOR (MOMENTARY CURRENT) 33_707QJ
L e £ seller O o) T O (. oheiixi LS o) I—Ho el O 0 Il O O .I.[ »
s 7T 1 | . — 9 g ] .®}.
L] " Lod 188 . of 1L_] L :] E
-] L] | ’_-
W e R i R T . P O e i Lo i e R R e S N - At e R iy T e =%
; 1 | 1 [ 1 s | f ; . g 1 i | i
I i I ] i I I | I 2 I i i ] .
s & AR J b i = L ] X | L ) L ] SHUNT TRIP SWITCH OPERATION:
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I——] I———l l—:l ‘—] I—J L—j g DOWNWARD AFTER CLOSING.
, " : E TO MANUALLY OPEN SWITCH, PULL MANUAL TRIP
FEEDER FEEDER FEEDER GENERATOR TIE TRANSITION METERING INCOMING . gy QUANTITY 2
. | ®) S b} b HF T ® | ® ! MANUAL TRIP
100 D D D D D (N T — |
o . 4 |_- .
LIGHT o)
BREAKERS FOR i i e
HEATER, LIGHT & . o S e
DUPLEX CIRCUITS Hpie i :
IN CONTROL ; i SWITCH
COMPARTMENT
COMPARTMENT 2 COMPARTMENT 1 3 & E %
° " DUPLEX " = DRAWING LIST
DWG # REV. DESCRIPTION
< . L D38-0334-004 C THREE LINE DIAGRAM
: D38-0334-005 | J | WIRING DIAGRAM COMPT. #1, #2
e i Bjo e ¥ D38-0334-006 | F_|AUTOMATIC TRANSFER CONTROLS 1/2
s D38-0334-007 | F |AUTOMATIC TRANSFER CONTROLS 2,2
i i | e R : D38-0334-008 | F_|LIGHTS, HEATERS, REC, AND SHUNT TRIP SCHEMATIC
E D= - B "A] et D38-0334-009 | |  |LIGHTS, HEATERS, REC, AND SHUNT TRIP W/D
123 SHIPPING SECTION 45004 92 SHIPPING SECTION 40004# 107 SHIPPING SECTION 4000# TIE D38-0334-010 | D |89-T COMPT 1, LEFT HAND MOTOR OPERATOR SCHEMATIC & W/D
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NOTES:
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102402| B [REV'D MAIN BUS CURRENT ON NAMEPLATE SLF|SLF

FROM 600 AMPS TG 12004
111302 | C |CHANGED FUSE DATE FROM 200E TO 1S0E ASH|SLF
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